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EXECUTIVE SUMMARY 

Introduction 

This Water System Plan (Plan) updates the City of Gig Harbor's (City) 2008 Water System Plan. It 
was developed collaboratively by City Staff, Carollo Engineers, Inc. (Carollo), Pacific 
Groundwater Group (PGG), and Peninsula Financial Consulting Group (PFCG). 

In accordance with the Washington State Administrative Code (WAC) 246-290 and Washington 
State Department of Health (DOH) requirements, this Plan:  

• Defines the City’s retail water service area (RWSA). 
• Describes the existing water system. 
• Establishes minimum performance criteria for the system. 
• Projects future demands within the RWSA. 
• Identifies system deficiencies. 
• Presents a capital improvement program. 
• Offers a financing and implementation plan. 

Description of Water Service 

The City is located in northwest Pierce County on the Kitsap Peninsula, across the Tacoma 
Narrows from the City of Tacoma. The City and the water service area are bounded on the east 
by the Puget Sound and unincorporated Pierce County on all other sides. Unincorporated county 
is served by Class A & B systems, largely operated by Washington Water.  

The City was incorporated in 1946, and had a census population of 803 residents in 1950. The 
City has developed as a residential community through the years, with some associated 
commercial and light industrial growth as well. City limit populations for 2010 were 
approximately 7,126 residents. The total 2030 urban population growth target is approximately 
10,500. Future increases in population are predicted due to the City's proximity to the City of 
Tacoma, which make Gig Harbor an attractive region for development.  

The boundaries of the City’s water system and RWSA are shown in Figure ES.1. The City’s RWSA 
only serves a portion of residents within the City limits and the urban growth area (UGA) 
boundary. Many residents within the City limits and the City’s UGA receive water service from a 
variety of adjacent water purveyors. The City’s RWSA encompasses 2,848 acres (approximately 
4.45 square miles). At the end of 2017, the City had 2,583 service connections. 

Figure ES.1 also shows the City’s existing water system facilities. The system is currently divided 
into three pressure zones: the 320 Zone, 440 Zone, and 450 Zone. The City currently operates 
eight groundwater wells to supply their water service customers. These are Well Nos. 2, 3, 4, 5, 6, 
8, 10, and the newly constructed Well 11, which came online in 2018. The City’s water system 
contains six reservoirs, with a total capacity of 4.6 million gallons (MG).  
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 Figure ES.1  Existing Water System Facilities
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Policies and Criteria 

The City manages and operates its water system in accordance with all known federal, state, and 
local regulations. The City has discretion in setting the performance, design criteria and 
standards for its water system; however, these must meet or exceed the minimum standards for 
public water supplies set by the DOH through WAC 246-290. 

Policies established by the City provide the framework for planning, design, operation, and 
management of its system. The City’s criteria provide the requirements necessary to implement 
and enforce the established policies. The criteria focus on planning and design parameters 
developed to establish consistency and to ensure adequate levels of service throughout the 
system. 

Other publications, such as the City’s Standard Utility Extension Agreement, Water Distribution 
Construction Standards, Municipal Code, Developer Extension Agreement and Water 
Distribution Public Works Standards document the design standards and procedures for 
development of the water system. 

Planning Data Water Demand Forecast 

Chapter 3 of this Plan presents the water demand forecast (projections) for the RWSA for the 
ten-, and 20-year planning periods. Projecting a realistic future water demand is necessary for 
evaluating the capability of the water systems in meeting future water service requirements, 
planning for infrastructure projects, and securing adequate water supply. Future water demands 
are used as input conditions for the analyses of the water systems that are used to develop the 
Capital Improvement Program (CIP). 

Low, medium, and high water demand projection scenarios were developed by adjusting various 
demand projection parameters, as shown in Table ES.1. The medium demand projection 
scenario was used for the system analysis described in Chapter 4, which determined future 
pumping storage and distribution system deficiencies and identified potential improvements to 
achieve the City's established capacity criteria. The low and high projection scenarios give a 
sense of the possible range of future demands. 

Table ES.1  Projected Parameters 

Projected Scenario Low Medium High 

Parameter Parameter Notes Parameter Notes Parameter Notes 

Starting ERU Value 
(gpd/ERU) 

205 75th % 205 75th % 205 75th % 

ERU Annual Reduction 
2017-2028 

0.25%  0.00%  0.00%  

Peaking Factor 
(MDD/ADD) 

2.23 Avg. 2.33 75th % 2.43 Max 

DSL (Percent of 
Production) 

4.7% 
Hist. 
Avg. 

4.7% 
Hist. 
Avg. 

6.6 Max 

Other Authorized Use 
(Percent of Production) 

0.32%  0.32%  0.32%  

Note:  
(1) ERU: Equivalent Residential Unit gpd/ERU: gallons per day per Equivalent Residential Unit  Avg.: Average 

MDD: Maximum Day Demand ADD: Average Day Demand Hist. Avg.: Historic Average Max: Maximum. 
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Figure ES.2 shows a graph of the City's historical ADD and MDD demands and the projected 
demands of the medium scenario, with a low-to-high range for both ADD and MDD. The large 
increases in the projected demands at certain years are due to the water reserves being 
increased by 50,000 gallons per day (gpd). The City's ADD was approximately 1.1 million gallons 
per day (mgd) in 2018. In 2037, it is estimated to be between 1.4 mgd and 1.5 mgd. The medium 
demand scenario predicts 1.5 mgd. In 2037, MDD is estimated to be between 3.1 mgd and 
3.6 mgd. The medium demand scenario predicts an MDD of 3.4 mgd in 2038. 

 

Figure ES.2 Demand Projections 

System Analysis 

Carollo evaluated the City’s water distribution system for its ability to meet the City's criteria 
under 2027 and 2037 conditions using the medium demand projection scenario. The system 
analysis considered supply capacity, adequacy of storage facilities, and adequate pressures and 
fire flow capability using the City's updated hydraulic model. Carollo also assessed the City’s 
water quality of its wells and reviewed the City’s current and anticipated water quality 
regulations and compliance history.  

Chapter 4 of this Plan discusses the City’s water quality testing, monitoring, and compliance with 
regulations while providing recommendations to eliminate each of the deficiencies identified as 
part of the system analysis. These recommendations form the basis of the City's CIP outlined in 
Chapter 8. New pipeline upsize and new pipe installation projects are recommended to meet 
level of service goals in the service area.  
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Finished supply water quality meets and/or exceeds all applicable current and future anticipated 
regulatory requirements, with the exception of its iron and manganese levels. It is recommended 
to implement a treatment system for Well No. 6 in the long-term and to closely monitor the iron 
and manganese levels in the other wells, especially the newly constructed Well No. 11. 

Water Use Efficiency Program 

The City promotes water conservation and efficient use through a variety of activities that 
encompass their Water Use Efficiency (WUE) Program. The program encourages conservation 
and utilizes continued improvements to reduce leakages and water loss in the City’s system.  

The City plans to continue its efforts to encourage efficient water use. Going forward, the 
program will continue to focus on measures targeted at residential customers. The WUE 
Program goal for the future will be to reduce residential water consumption by 0.25 percent per 
year. 

The projected demands with the WUE Program are shown in Figure ES.3. For ADD, WUE 
measures are projected to provide a reduction of 0.1 mgd, or 6.7 percent, by 2037. For MDD, 
WUE measures are projected to provide a reduction of 0.3 mgd, or 8.8 percent, by 2037. Water 
conservation measures shall be consistent with, and strive to exceed, all local, State, and Federal 
laws and regulations. 

 

Figure ES.3 Projected Demands with Water Use Efficiency 
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Water Rights, Supply Analysis, and Source Water Protection 

The City relies solely on groundwater wells to meet all of its current supply needs. The City 
currently receives its water from eight wells. Source water protection is regulated by the DOH. 
The City holds seven additive municipal purpose certificated water rights, and one non-additive 
water right permit that authorize a total annual quantity (Qa) of 2,265 acre-feet (afy) (2.02 mgd) 
of groundwater and a maximum instantaneous quantity (Qi) of 3,115 gpm (4.48 mgd). 

The City has sufficient water rights to meet projected demands over the next 10- and 20-year 
planning horizons. Consequently, there is no immediate need for the City to secure a new 
additive water right. However, the City is considering the development of Well 9 as a 
non-additive source that would provide greater redundancy to the City’s water supply and more 
specifically, the pressure zone that would be served by Well 10. 

The City is planning on maximizing its full use of water rights and pending water right 
applications. Further, the City will continue to work on their water use efficiency program and 
will move forward with attaining future water rights. 

Operations and Maintenance Program 

The City is committed to ensuring that its water system is well managed and maintained to 
continue to supply quality water to its customers. To accomplish this, the City performs regular 
maintenance of all facilities and equipment, which are checked in accordance with 
manufacturers’ recommendations. 

The City’s water system, operated under the Operations Branch of the City’s Public Works 
Development Department, is managed by the Public Works Supervisor and a staff that works on 
water, as well as other division functions. 

The City developed a 2005 Emergency Management Plan to identify, prepare, and respond to 
emergency situations. The Plan includes elements for direction and control, situation analysis, 
public information, support functions and response procedures. The Plan was developed to be 
compatible with the Washington State Comprehensive Emergency Management Plan, 
Pierce County Emergency Operations Plan, and the Federal Response Plan. 

Capital Improvements Program 

The short-term and long-term costs of the City’s CIP are summarized by project type in 
Tables ES.2 and ES.3. Table ES.2 presents all CIP costs in current dollars while Table ES.3 
presents all CIP costs in future dollars. The total short-term CIP cost is $16,084,000 ($17,969,000 
future dollars), or $1,608,000 per year ($1,797,000 future dollars). Long-term CIP project costs 
are $11,391,000 ($16,397,000 future dollars) or $1,139,000 per year ($1,640,000 future dollars). 
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Table ES.2  Gig Harbor CIP Summary (Current Dollars) 

Type Short-Term Costs Long-Term Costs Total Cost 

New Water Main Projects $593,000  $1,759,000  $2,352,000  

Pipe Upsize Projects $2,608,000  $84,000  $2,692,000  

Storage Projects $1,543,000  $0  $1,543,000  

Supply Projects $7,565,000  $2,408,000  $9,973,000  

AC Replacement Projects(1) $1,603,000  $2,290,000  $3,893,000  

General Projects $2,172,000  $4,850,000  $7,022,000  

Total $16,084,000  $11,391,000  $27,475,000  
Note:  
(1) AC: Asbestos Cement 

 

Table ES.3  Gig Harbor CIP Summary (Future Dollars) 

Type Short-Term Costs Long-Term Costs Total Cost 

New Water Main Projects $664,000  $2,446,000  $3,110,000  

Pipe Upsize Projects $2,784,000  $113,000  $2,897,000  

Storage Projects $1,800,000  $0  $1,800,000  

Supply Projects $8,483,000  $3,529,000  $12,012,000  

AC Replacement Projects $1,918,000  $3,528,000  $5,446,000  

General Projects $2,320,000  $6,781,000  $9,101,000  

Total $17,969,000  $16,397,000  $34,366,000  

 

Figure ES.4 shows the City’s water system and the locations of the proposed capital 
improvement projects.  
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Financial Plan 

The City water utility’s primary function is to provide potable water services to its customers at 
the lowest reasonable price, assuring reliability of source, water quality, storage, and 
distribution. The purpose of the financial chapter is to provide a financial program that allows the 
water utility to remain financially viable during execution of the CIP identified herein. The 
analysis considers the historical financial condition of the utility, the sufficiency of utility 
revenues to meet current and future financial and policy obligation, and the financial impact of 
executing the CIP.  

The water utility will be undergoing an extensive period of capital improvements and is expected 
to spend approximately $18 million in capital costs over the next ten years. As a result of the 
magnitude of capital costs, the water utility will be unable to fund planned capital without the 
issuance of new debt. Given the limited options available from Washington State to aid funding 
capital, the City will likely need to issue revenue bond debt. This analysis assumes two large 
revenue bond issues of approximately $1.4 million in 2019 / 2020 and another $4.5 million in 
2025. 
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Chapter 1 

DESCRIPTION OF WATER SERVICE 

1.1   Introduction 

This Water System Plan (Plan) updates the City of Gig Harbor's (City) 2008 Water System Plan. It 
was developed collaboratively by City Staff, Carollo Engineers, Inc. (Carollo), Pacific 
Groundwater Group (PGG), and Peninsula Financial Consulting Group (PFCG). 

In accordance with the Washington State Administrative Code (WAC) 246-290 and 
Washington State Department of Health (DOH) requirements, this Plan:  

• Defines the City’s retail water service area (RWSA), 
• Describes the existing water system, 
• Establishes minimum performance criteria for the system, 
• Projects future demands within the RWSA, 
• Identifies system deficiencies, 
• Presents a capital improvements plan, and 
• Offers a financing and implementation plan. 

1.2   Authorization and Adoption 

In 2017, the City authorized Carollo to prepare this document in accordance with City policies 
and procedures and all applicable federal, Washington State, and Pierce County rules and 
regulations. 

1.2.1   Comments and Responses from Agencies and Adjacent Purveyors 

A consumer meeting was publicly advertised and conducted before the City Council meeting to 
adopt this Plan. The Adopting Resolution and Ordinance for this Plan are in Appendix A. 

The draft Plan was sent to Pierce County, all adjacent purveyors (listed in Table 1.1), and the 
DOH for review. Comments and responses are included in Appendix B. 

1.2.2   Environmental Assessment 

A State Environmental Policy Act (SEPA) checklist was prepared for this Plan. Many of the 
projects this Plan proposes are expected to require additional project-specific environmental 
review and SEPA checklists during the preliminary and final design process. 

Appendix C includes the SEPA checklist and the Determination of Nonsignificance (DNS) 
documents. 

1.3   Ownership and Management 

The City owns and operates the Class A municipal water system, which serves the majority of the 
area within the Gig Harbor City limits and Urban Growth Area (UGA). The DOH water system 
identification number is 276009. Copies of the current Water Facility Inventory (WFI) Form are 
included in Appendix D.  
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The City is governed by an elected Mayor and a City Council. The City water system is managed 
within the Public Works Department by the Public Works Director and Engineering staff and the 
Public Works Superintendent. 

1.4   Location and Service Area Characteristics 

The City is located in northwest Pierce County on the Kitsap Peninsula, across the 
Tacoma Narrows from the City of Tacoma. The City and the water service area are bounded on 
the east by the Puget Sound and unincorporated Pierce County on all other sides. The 
unincorporated county is served by Class A & B systems, largely operated by Washington Water. 
The topography of the City consists of slopes upward from east to west. The lowest elevations 
are at sea level at the eastern edge of the City, with the maximum elevation towards the 
northwest of the City.  

1.4.1   Water Service Area 

1.4.1.1   Retail Water Service Area 

The boundaries of the City’s water system and RWSA are shown in Figure 1.1. The City’s RWSA 
only serves a portion of residents within the City limits and the UGA boundary. Many residents 
within the City limits and the City’s UGA receive water service from a variety of adjacent water 
purveyors. Adjacent water purveyors are discussed in more detail in Section 1.6 and are shown in 
Figure 1.3, listed in Table 1.1, or from private wells.  

The City’s RWSA encompasses 2,848 acres (approximately 4.45 square miles) and is shown in 
Figure 1.1. At the end of 2017, the City had 2,583 service connections.  

1.4.1.2   Retail Water Service Area Boundary Adjustments 

Since the date of the last Plan update, the City made an RWSA boundary line adjustment along 
Reid Road. The City may, over the next 10 year planning cycle, make further RWSA boundary 
adjustments in the vicinity of the Harbor Winds Plat and along Sehmel Drive. However, such 
boundary adjustments are still under consideration and yet to be formally approved. 

1.4.1.3   Service Area 

The City’s service area includes areas that are served through wholesale water service outside 
the City’s RWSA. The City currently provides wholesale water service to three (3) customers 
outside of the RWSA: the Peacock Hill Water System, the Shore Acres Water System, and 
Washington State Department of Corrections (WSDOC) Washington Correctional Center for 
Women (WCCW) facility. The boundaries of these systems are shown in Figure 1.2. Per DOH 
requirements, the service area is the specific area a water system currently serves and areas 
where future water service is planned, which include areas where wholesale water is provided to 
other public water systems. See Appendix E for the City’s standard service agreements.  
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 Figure 1.1  Retail Water Service Area
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 Figure 1.2  Service Area
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1.4.1.4   Future Service Area 

The DOH defines the Future Service Area as the specific area to which a water system in a 
Critical Water Supply Service Area is to provide water service as provided in a written agreement 
between purveyors under chapter 70.116 in the Revised Code of Washington (RCW) and 
Chapter 246-293 WAC. The City is considering adding the following areas to their RWSA in the 
future: 

• The City is amenable to supplying the Gig Harbor Sportsmen's Club, allowing them to 
continue to use their well for irrigation purposes, but using the City's water for potable 
supply. 

• The City is looking into taking over a vacant parcel that is north of 64th Street NW and 
to the west of Hunt Highlands Loop.  

The City is in talks with Pierce County for possible annexation of a parcel located north of 
Vernhardson Street, between Jacobsen Lane and Vernhardson Place. There are other water 
service "holes" within the City Limits that are not part of the RWSA that could become part of 
the City's system in the future. However, due to the higher elevation of some of these “holes,” 
further studies are recommended to be completed to understand the implications and whether a 
new pressure zone would be required.  

1.5   System Background 

The City was incorporated in 1946, and had a census population of 803 residents in 1950. The 
City has developed as a residential community through the years, with some associated 
commercial and light industrial growth as well. City limit populations for 1970, 1980, 1990, 2000, 
and 2010, were approximately 1,611, 2,429, 3,236, 6,465, and 7,126 residents, respectively. The 
total 2030 Urban population growth target is approximately 10,500. Future increases in 
population are predicted due to the City's proximity to the City of Tacoma, which makes 
Gig Harbor an attractive region for development.  

1.5.1   Adjacent Systems 

There are numerous smaller water purveyors within and adjacent to the City’s UGA. These 
adjacent systems are shown in Figure 1.3 along the City’s service area and the UGA boundaries. 
Table 1.1 provides details for these water systems and indicates the relationship of their service 
area to City’s UGA and service area boundaries.  

Table 1.1  Other Water Systems Within or Adjacent to City's Service Area 

ID No Group Name 
Within 

Service Area 
Within 
UGA 

Outside 
UGA 

03160 A Artondale Water System    

05859 A Canterwood Water System    

11887 A Cedar Crest    

11947 A Cedars Mobile Manor    

15108 A Cottesmore Nursing Home    

37654 A Crescent Valley #333    

71605 A Dobler, John D Water System    

20265  Dunbar Cove    
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Table 1.1  Other Water Systems Within or Adjacent to City's Service Area (continued) 

ID No Group Name 
Within 

Service Area 
Within 
UGA 

Outside 
UGA 

31050 A East Gig Harbor Water District    

25900 A Forest Beach Water System    

25943 A Forest Park Water System    

15296 A Four Corners    

53693 A Gig Harbor Athletic Club    

03165 A Gig Harbor Golf and Country Club    

27585 A Gig Harbor RV Resort    

52014 A Gig Harbor Sportsmen’s Club    

29810 A Greenwood Estates    

15314 A Harbor Country Apartments    

31075 A Harborland Mobile Park    

66727 A Harold Pederson Well Water System    

77147 A Henderson Bay Water System    

33140 A Hillcrest Mobile Home Park    

33695 A Holly Tides Water System    

30878 A Horsehead Bay Water Association    

06874 A Impact Church Water System    

11514 A Kooley’s Harbor Estates    

43065 A Kopachuk    

28090 A Kopachuk Ridge    

SP350 A Kopachuk State Park    

56150 A Mooreland Water Corporation    

09314 B Mountain Park Water    

63479 A Olympic Mall Water System    

35357 A One Point Fosdick Water Company    

64920 A Our School    

04867 A Pierce County Fire District 5    

66637 A Peacock Hill System    

66914 A Peninsula Mobile Park    

68065 A Point Evans Water System    

43040 A Point Fosdick Water Company    

72260 A Point Richmond HOA    

70000 A Purdy Acres Water System East    

66927 A Purdy Campus System    

69940 A Purdy Shopping Center    

70185 A Quail Run Water System    



DESCRIPTION OF WATER SERVICE | CH 1 | CITY OF GIG HARBOR 

DRAFT | OCTOBER 2018| 1-9 

Table 1.1  Other Water Systems Within or Adjacent to City's Service Area (continued) 

ID No Group Name 
Within 

Service Area 
Within 
UGA 

Outside 
UGA 

70550 A Quistorff    

70760 A Raft Island Water Company    

74364 A Rosedale Community Club    

09490 A Rosedale East    

74371 A Rosedale Heights Trailer Park    

75154 A S & I Water System    

76880 A Sea Cliff Estates    

20481 A Sehmel Road Water System    

77957 A Shawnee Hills Water System    

77960 A Shaws Cove    

78455 A Shore Acres Water Company    

78618 A Shorecrest    

84670 A Stroh’s Water Company Inc.    

85605 A Sunnyview Terrace Association    

86789 A Tacoma Narrows Airport    

03003 A Turning Point Community Church    

69945 A Washington State Corrections - Women    

93950 A Weatherswood Vista Water District    

94930 A West Wynd    

59251 A Wishing Well Water Company    

98075 A Wollochet Harbor Club    

1.6   Previous Studies 

The previous water system plan was developed for the City’s water system in 2008. Other 
related plans and studies include:  

• Pierce County Coordinated Water System Plan, 2001. 
• Shore Acres Water System Plan Update, 2006. 
• City of Gig Harbor Comprehensive Plan, 2008. 
• City of Gig Harbor Wastewater Comprehensive Plan, 2009. 
• Canterwood Water Company Water System Plan, 2015. 
• Pierce County Comprehensive Plan, 2016. 
• City of Gig Harbor Well No. 11 technical Memorandum: Rezone Analysis, 2016. 

1.7   Inventory of Existing Facilities 

The City’s water system consists of eight (8) groundwater wells that supply six (6) active 
reservoirs in the City’s three (3) pressure zones. The City has one (1) booster pump station and 
nine (9) pressure reducing valve (PRV) stations that allow water to be transferred between 
pressure zones. Figure 1.4 shows the approximate locations of these facilities. 
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1.7.1   Pressure Zones 

The system is currently divided into three (3) pressure zones: the 320 Zone, 440 Zone, and 
450 Zone. The Pressure Zone configurations are summarized in Table 1.2. The system was 
previously broken into the lower 320 zone and upper 440 zone, until the 440 zone was split into 
the 440 and 450 zones in 2016. Figure 1.5 shows the City's current pressure zones and Figure 1.6 
shows the updated hydraulic profile. 

Table 1.2  Pressure Zones 

Pressure Zone HGL(1) 
Maximum 
Elevation 

Served (ft) (1) 

Minimum 
Elevation 

Served (ft) (1) 

Minimum  
Static Service 

Pressure (psi) (1) 

Maximum 
Static Service 

Pressure (psi) (1) 

320 Zone  320 230 13 39 133 

440 Zone 440 335 165 45 119 

450 Zone 450 336 74 49 163 
Note:  
(1) HGL: Hydraulic Grade Line; ft: feet; psi: pounds per square inch. 

1.7.2   Supply Facilities 

The City currently operates eight (8) groundwater wells to supply their water service customers. 
These are Well Nos. 2, 3, 4, 5, 6, 8, 10, and 11. Well No. 11 was constructed in 2018. The 
construction of Well No. 11 allowed the former 440 Zone to be split in two and rezoned into the 
440 and 450 Zones. Well No. 11 serves the 450 Zone, with the remaining wells supplying the 
320 and 440 Zones. Wells No. 1 and No. 10 are currently inactive.  

Information for all of the City’s existing wells is summarized in Table 1.3. Further discussion of 
the City's wells is discussed in Chapter 4 - System Analysis.  

Table 1.3  Inventory of City Wells 

Well 
Number 

Pressure 
Zone 

Served 

Date 
Well 

Drilled 

Well 
Depth 

(ft) 

Max. 
Instantaneous 

Flow Rate 
(gpm)(1) 

Well Pumping 
Capacity 
(gpm)(1) 

1(4) 320 1951 375 400 0 

2 320 1963 121 330 272 

3 440 1978 907 625 626 

4 320 1988 446 230 159 

5 440 1990 899 500 524 

6 440 1991 592 1,000 1,019 

8 440 1965 555 30 12 

10(4) 320   330(2) 0(2) 

11 450 2013 957 (3) 1,000 

Total (gpm)    3,115 3,612 
Notes:  
(1) gpm: gallons per minute. 
(2) Well 10 is a test well and supplemental to Well 2.  
(3) Well 11 is supplemental to system wells. 
(4) Wells 1 and 10 are inactive. 
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1.7.3   Pump Station Facilities 

The City operates and maintains one (1) booster pump station, Pump Station #3. 
Pump Station #3 pumps water from the Skansie Tank to the distribution system in the 450 Zone. 
Details for Pump Station #3 are provided in Table 1.4. The City regularly operates 
Pump Station #3 to draw down the 440 pressure zone reservoirs (Skansie and Shurgard) when 
demands are low for water quality reasons. Pump Station #3 does not have auxiliary power. 

Table 1.4  Pump Stations 

Booster 
Pump 

Station  
Location 

Zone 
Pumping 

From 

Zone 
Pumping 

To 

No. of 
Pumps 

Design 
Flow 

(gpm) 

Firm Capacity 
(gpm) 

3 Skansie Tank 440 450 2 4,100 2,050 

1.7.4   Storage Facilities 

The City’s water system contains six (6) reservoirs, with a total capacity of 4.6 million 
gallons (MG). The locations of the existing reservoirs are shown in Figure 1.4.  

The 320 Zone is served by the East Tank and the Twin Harbor Heights Tanks, all of which are 
supplied by Wells 2 and 4. The 440 Zone is served by the Shurgard Tank and the Skansie Tank, 
which are supplied by Wells 3, 5, 6, and 8. The 450 Zone is served by the new Well No. 11 and 
Pump Station #3. Overflow elevations were updated from the Well No. 11 Final Design Technical 
Memo: Rezone Analysis. 

Detailed information for each of the reservoirs is presented in Table 1.5 and further discussed in 
Chapter 4 - System Analysis.  
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Table 1.5  Storage Reservoirs 

Name 
Zone 

Served 
Nominal 

Volume (MG) 
Base 

Elevation (ft) 
Diameter 

(ft) 
Height 

(ft) 
Overflow 

Elevation (ft) 
Year 

Constructed 

East Tank 320 0.23 304 52.0 14.5 318.5 1963 

Twin Harbor Heights Tank No. 1 320 0.25 290 38.0 29.7 317.2 1962 

Twin Harbor Heights Tank No. 2 320 0.23 290 38.0 27.2 317.2 1973 

Shurgard Tank 440 0.53 339.7 30.0 100.6 440.3 1979 

Skansie Tank 440 1.13 335.8 43.0 105.6 441.4 1989 

North Gig Harbor Tank 450 2.23 301.2 50.5 148.8 450 2006 

Total Storage (MG)  4.60      
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 Figure 1.4  Existing Water System Facilities
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Figure 1.6 Hydraulic Profile 
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1.7.5   Distribution System 

The City’s distribution system contains more than 43 miles of pipe. Approximately 3.6 percent of 
the City’s distribution system consists of 2-inch and 4-inch pipe and approximately 17 percent 
consists of older asbestos cement (AC) water main. The City is systematically replacing the 
undersized 4-inch lines and the older AC mains as budget allows. A summary of the distribution 
system is provided in Table 1.6. 

Table 1.6  Summary of Distribution System 

Size Pipe Length (ft) Percent of System (%) 

16-inch 21,590  9.5  

12-inch 39,414  17.4  

10-inch 15,250  6.7  

8-inch 110,434  48.6  

6-inch 32,226  14.2  

4-inch 7,090  3.1  

2-inch 1,064  0.5  

Total 227,068 100 

AC Main 38,469 16.9 

1.7.6   PRV Stations 

The City has eight (8) PRV stations used to maintain adequate pressures in the water system and 
allow water to flow from the 440 and 450 Zones to the lower 320 Zone. The eighth (8th) PRV 
station was installed as part of the 450 rezone and allows water to flow from the 450 Zone to the 
440 Zone. The City also has one (1) additional PRV station that serves the Peacock Hill Water 
System through an emergency intertie. The City also has a flow control valve (FCV) going from 
440 to 320 at 200 gpm.  

The City attempts to maintain system pressures below 130 psi wherever feasible. Due to the 
varying terrain in some areas of the City, some customers receive their water at slightly higher or 
lower pressures than the stated preferred range. Table 1.7 includes a list of the City’s PRVs and 
their settings.  
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Table 1.7  Pressure Reducing Valves 

PRV 
No. 

Location 
Pressure  

Zone  
(HGL) 

Elevation  
(ft) 

Valve 
Setting 
Large 

(ft) 

Valve  
Size  

Large 
(inches) 

Design 
Max. 
Flow 

(gpm) 

1 
McDonald Avenue (between 

Shyleen Street and 
Lewis Street) 

440 to 320 220 261.6 6 700 

2 
Stanich Avenue (between 

Shyleen Street and 
Lewis Street) 

440 to 320 160 275.5 6 700 

3 
Pioneer Way (between 

Shyleen Street and 
Lewis Street) 

440 to 320 200 257.8 6 700 

6 
Snug Harbor (east of 

Soundview Road) 
440 to 320 185 250.8 6 700 

7 
Rosedale Drive (west of 

Shirly Avenue) 
440 to 320 165 269.0 6 700 

8 
Burnham Drive (between 

Prentice Avenue and 
Franklin Avenue) 

450 to 320 85 108.1 8 1,250 

9 
Fuller Street (between 
Prentice Avenue and 

Franklin Avenue) 
450 to 320 132 23.1 8 1,250 

10 Skansie Tank Site 440 to 450 280 60 12  

1.7.7   Interties 

The City maintains one (1) emergency intertie with Peacock Hill Water System. The intertie is 
not physical and requires two (2) pipes to be manually connected to join the two systems.  
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Chapter 2 

POLICIES AND CRITERIA 

2.1   Introduction 

The City of Gig Harbor (City) manages and operates its water system in accordance with all 
known federal, state and local regulations. The City guides the development and financing of the 
infrastructure required for water services and ensures consistency in service levels and customer 
relations. While the City has discretion in setting the performance, design criteria, and standards 
for its water system, these must meet or exceed the minimum standards for public water 
supplies set by the Washington State Department of Health (DOH) through Washington 
Administrative Code (WAC) 246-290. Together, policies and criteria provide the desired level of 
services to utility customers. 

The policies described in this chapter are established by the City to provide the framework for 
planning, designing, operating, and managing its system. In addition, the City has a compilation 
of substantial rules of general applicability and statements of general policy or interpretations 
adopted by the City Council, that are not included in this Water System Plan (Plan). The goal of 
the policies in this Plan is to provide uniform treatment to all City customers and to provide 
documentation of the commitments to existing and potential water system customers. 

Other publications, such as the City’s Standard Utility Extension Agreement and the Water 
Distribution – Construction Standards and the Municipal Code, document the design standards 
and procedures for development of the water system. The Developer Extension Agreement and 
the City's Public Works Standards Chapter 4 - Water are included in Appendices F and G, 
respectively. 

The City’s Plan establishes the following goals for water service: 

• Goal 1: Provide an adequate supply of high quality potable water in a timely and 
reasonable manner, with a focus on system reliability and source redundancy.  

• Goal 2: Ensure that water service is available to support development that is consistent 
with the City’s policies and criteria, as well as current land use plans and development 
regulations of the State of Washington, Pierce County and the City. 

• Goal 3: Protect the natural environment with design, construction, operational, and 
conservation procedures. 

The City’s policies are grouped by major categories. These categories are: 

1. Service Area, Extension and Service Ownership. 
2. System Reliability and Emergency Management Plan. 
3. Fire Protection. 
4. Coordination and Cooperation with Other Agencies. 
5. Water System Planning, Design, and Construction. 
6. Environmental Stewardship. 
7. Water Use Efficiency. 
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8. Operational. 
9. Financial. 

2.2   Service Area, Extension, and Service Ownership 

2.2.1   Service Area 

The City will serve within its retail water service area (RWSA) as defined herein pursuant to its 
duty to serve and will evaluate requested revisions to the RWSA outside its current boundary on 
a case by case basis. 

2.2.2   Local Government Consistency 

The City’s Plan will be consistent with local, county, and state land use authorities. 

2.2.3   Duty to Serve 

The City will plan to provide water service to all customers within the City’s RWSA in accordance 
with the duty to serve criteria found in Revised Code of Washington (RCW) 43.20.260. The duty 
to serve existing and potential future connections falling within a retail service area occurs if the 
following criteria are met: 

• Sufficient capacity exists to serve water in a safe and reliable manner. 
• Service can be provided in a manner consistent with provisions of adopted land use 

plan(s) and development regulation(s) that reasonably relate to water service. 
• Sufficient water rights exist to provide the service. 
• Service can be provided in a timely and reasonable manner. 

The City, at its discretion, may accommodate minor changes and/or voluntary boundary line 
adjustments to its defined RWSA upon request from adjacent purveyors, subject to approval by 
the City Council, and Pierce County. The Washington State Department of Health (DOH) shall 
review such changes in the course of reviewing a Water System Plan update. Any such revisions 
to the City’s RWSA shall require a written interlocal agreement with the adjacent purveyor in 
accordance with local, county, and state regulations, textual and mapping amendments to each 
water system’s respective Water System Plan and the submittal of such Water System Plan 
amendments to Pierce County to review for consistency with the Pierce County Coordinated 
Water System Plan. Any amendment must be performed as described later in this Chapter. 

2.2.4   Service Availability 

Customers interested in connecting their property to the City water system shall submit the 
required application materials to the City’s billing Clerk. Service to connections may be shut off 
without notice for repairs and maintenance as needed. The City is not responsible for damages 
resulting from necessary shut-offs. 

2.2.5   Timely and Reasonable Service 

Water service will be provided to an applicant/developer subject to the following basic steps. A 
flow chart of the process to obtain water service can also be found in the Public Works 
Standard's Chapter 4 - Water, Figure 4-1: 

• Completion of a land use application by the applicant/developer. 
• Completion of a water hydraulic analysis by the applicant/developer. 
• Determination by the City of land use and water supply concurrency. 
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• City issuance of a water Capacity Reservation Certification (CRC) pursuant to a 
concurrency determination. 

• Completion of City Land Use Approval. 
• City approval of applicant/developer’s engineering plan. 
• Connection to the City water system by applicant/developer. 

Except for residential, commercial, or industrial property developments involving main 
extensions, water service is generally provided by the City within 30 days of application and 
related payment by a water service applicant. 

2.2.5.1   Customer Complaints 

In the event an individual water service applicant or party seeking a developer extension has a 
grievance regarding the “timely and reasonable” response of the City to his/her water permit 
application, the applicant is directed to submit in writing to the City Public Works Director, a 
request for said grievance to be heard before the City Council. Prior to such a hearing, the Public 
Works Director shall consult with and make a recommendation to the City Council Public Works 
Committee. The Public Works Committee shall then submit its recommendation to the City 
Council for its consideration in the course of a Council hearing. 

The applicant may attend and present their position at the hearing. Once a request for hearing is 
submitted, a hearing before the City Council shall occur within 60 days. A decision by the City 
Council shall occur no later than 21 business days after the hearing. 

2.2.6   Service Extension 

2.2.6.1   Extensions within City Limits 

Approval for extensions of water lines must be obtained from the City. The applicant is 
responsible for obtaining necessary permits and documents for construction. Watermains must 
be extended to and through the extreme limits of the property being developed for looping or 
future development as determined by the City. Watermains must be located within City rights-
of-way or in an easement granted to the City. 

2.2.6.2   Extensions Outside City Limits 

Extensions of City watermains outside City limits are possible and contingent upon City 
approval. The applicant is responsible for obtaining all necessary permits, documents, and 
authorizations for proposed work. Standard Utility Extension Agreement forms are available in 
the City’s Public Works Standards. Development must adhere to all City Public Works design 
requirements for all public works improvements. 

2.2.7   Water Service by Other Purveyors  

It is the City’s intent to provide service to its future customers within the RWSA. It is possible 
however, under limited circumstances, that future water service may be provided within the 
City RWSA by a purveyor other than the City. Such service shall occur by written agreement with 
such purveyor and be reflected in the respective Plans of the City and the purveyor providing the 
water service. Future non-City water systems that operate within the City’s RWSA shall meet 
applicable City water system design standards. 
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2.2.8   Wholesaling of Water 

The City may, at its discretion, execute agreements to provide wholesale water supply for 
continuous and/or interruptible non-emergency water use, or for emergency fire flow purposes 
to adjacent purveyors, subject to limitations of the City’s water rights, water system capacity, 
and retail service area obligations. The provision of wholesale water service shall be addressed 
when requested by an adjacent purveyor, subject to the above limitations, and pursuant to the 
City and the adjacent purveyor making appropriate amendments to their respective Plans. The 
City may require that the legal and engineering consulting costs it incurs by preparing such 
amendments shall be funded by the requesting purveyor. 

2.2.9   Satellite System 

It is the City’s policy to provide direct service to its future customers. At the City’s discretion, the 
City may enter into a satellite system written agreement with a private or publicly-owned water 
system to provide satellite system services within such system’s water service area. At this time, 
the City requests to operate satellite water systems.  

2.2.10   System Ownership 

2.2.10.1   Annexation 

Owners of property lying outside of the current City limits, but within the City’s Urban Growth 
Area (UGA), must legally commit their property to eventual annexation prior to being served by 
the City water system and meet all City water system design standards. Additionally, applicants 
must obtain water and traffic concurrency certificates prior to being served by the City Water 
System. Applicants should contact the Planning Department for specific information. The 
provision of water pursuant to annexation shall occur in a timely and reasonable manner in 
accordance with the Municipal Water Law (MWL) and consistent with the City’s related water 
system policies.  

Conditions of providing water service in return for annexation may be challenged pursuant to 
Section 19D.140.090 of the Pierce County Code which provides for a dispute resolution process 
regarding the provision of water service in a timely and reasonable manner. The issue of 
committing annexation prior to water service is the subject of specific and ongoing litigation. 

2.2.11   Permit Exempt Wells 

For non-commercial uses, the City shall allow permit-exempt wells to be drilled within its 
corporate boundaries. The county allows permit-exempt wells in areas of the City's RWSA that 
fall outside the City's corporate boundaries.  

In 2016, the Washington State Supreme Court issued its decision in the case of 
Whatcom County v. Western Washington Growth Management Hearings Board, 
186 Wn.2d 648 (2016) (often referred to as the “Hirst” decision). In the Hirst case, the court 
determined that counties and cities could not issue building permits reliant on permit exempt 
wells in 15 Puget Sound basins if beneficial use of the proposed well could impact senior 
minimum flows and/or closed surface waters - irrespective of whether an adopted instream flow 
rule allows such use. The City falls within Water Resource Inventory Area (WRIA) 15, which is an 
affected basin. 
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As a consequence of the Hirst decision, local governments, including the City, were compelled to 
advise building permit applicants that the use of an exempt well to serve as a domestic water 
source may be subject to seasonal variations, curtailment, or other restrictions by the 
Washington State Department of Ecology (Ecology), other agencies, or a court of law.  

In 2018, the Washington State Legislature passed Engrossed Substitute Senate Bill (ESSB) 6091 
which allows permit exempt wells constructed in Hirst affected basins prior to the Act’s effective 
date (1/19/18) to serve as proof of adequate domestic supply for a building permit. Such 
prior-Act wells constructed in these basins, including WRIA 15, in compliance with Chapter 18.04 
RCW, are not subject to the new restrictions, limitations, and fees imposed by the Act. This is 
regardless of whether the well was put to beneficial use prior to January 19, 2018. Projects using 
permit exempt wells for non-domestic purposes are also not affected by the Act. 

Under the new law, those applicants within WRIA 15 without constructed wells, and submitting 
building permits reliant on use of a permit exempt well (RCW 90.44.050) after January 19, 2018, 
are subject to its terms and limitations. Such applicants shall be limited to a maximum annual 
average withdrawal of 950 gallons per day (gpd) per connection. This amount may be reduced to 
350 gpd for indoor use only during drought conditions. The quantitative and other limitations 
associated with ESSB 6091 shall remain in effect until a watershed restoration and enhancement 
plan is approved by Ecology and implementing rules are adopted. 

In order to secure building permits, applicants located within the City’s corporate boundaries 
shall be required to pay the City a fee of $500, $350 of which is to be transmitted to Ecology. The 
City is required to record relevant water use restrictions with the property title. 

2.3   System Reliability and Emergency Management Planning 

2.3.1   Emergency Management Command Structure 

The City’s basic structure for emergency response will be a Unified Command System (UCS) 
which can be directed either from the Emergency Operations Center (EOC) or onsite. The lead of 
the UCS is an Incident Commander who can be based in any of the involved departments or 
agencies. For more information on the City’s emergency management command structure and 
control center see Chapter 2 of the City’s 2005 Water and Sewer Emergency Response Plan. 
Specific water system description and information may be found in Chapter 1 of this Plan. 

2.3.2   Public Notification Procedure 

The public notification procedure is based on the potential health impact of the violation or 
event. Three tiers of violations or events have been established based on potential health 
impact. These three tiers include “Immediate Notice (Tier 1)”, Notice as Soon as 
Possible (Tier 2)”, and “Annual Notice (Tier 3)”. For more information on the City’s public 
notification procedures see Chapter 3 of the City’s 2005 Water and Sewer Emergency Response 
Plan. 

2.3.3   Security 

The City shall make reasonable attempts to protect the security of its water system. The City 
shall determine what information about the system should remain unavailable to the public. 
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2.3.4   Water Quality Responsibility 

Cross-connections between the Water Systems of the City and any other source of water supply 
are prohibited. 

2.3.5   Emergency Response Plan 

On a regular basis, the City shall update its Emergency Response Plan that focuses on problems 
created by major disasters (such as earthquakes, floods or windstorms) as part of the City’s 
operations program. The Plan should ensure that adequate emergency provisions and 
procedures are in place to operate the water system. This Plan will be available as required by 
existing federal, state and local regulations. 

2.3.6   Vulnerability Assessment 

The City shall update as necessary a Vulnerability Assessment. This plan shall include all hazards, 
including man-made hazards and identify how people and property may be damaged when a 
hazardous situation occurs. Some items in the Vulnerability Assessment will be included in the 
City’s Comprehensive Emergency Management Plan. The Vulnerability Assessment will not be 
made available to the public. 

2.3.7   Cross Connection Control Program 

The City shall provide water that meets federal and state water quality standards to all water 
system customers. The City shall take any necessary action to ensure that all water quality 
standards are met, which includes the implementation of its Cross-Connection Control Program. 
It will be updated on an as needed basis. Cross connections between the water systems of the 
City and any other source of water supply are prohibited. 

2.4   Fire Protection 

2.4.1   Fire Flow Requirements 

Fire flow requirements for the City have been adopted from the City’s 1993 Water 
Comprehensive Plan and from the International Fire Code (IFC) and modified as necessary. 

The quantity or flow rate of water available for fire protection establishes an important level of 
service for a water system. The City’s Director of Building and Fire Safety is authorized to 
establish fire protection measures based on the fire hazard potential of a proponent’s project. 
Under fire flow rate conditions, there must be a system wide minimum residual pressure of 
20 pounds per square inch (psi). The City’s standard system wide fire flows shall be as follows: 

• Classification A. Single-family and duplex residential fire protection: 1,000 gallons per 
minute (gpm) for two hours for single-family detached and duplex dwellings in 
residential zones.  

• Classification B. Commercial and multi-family fire protection: 3,000 gpm for three hours 
for industrial, multi-family and commercial zones.  
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Redevelopment/infill development consistent with the adjacent water system classification AND 
proposed in areas where the standard system wide fire flows are not met by the existing system 
are not required to meet the standard system wide fire flows. Instead, such redevelopment/infill 
development shall provide sprinkler system for the proposed redevelopment/infill development. 
In addition, such redevelopment/infill development shall also pay as direct mitigation a pro-rata 
share of the capital improvement necessary to provide the standard water supply if that capital 
improvement has not been identified as part of the City’s Water System General Facility Charge 
project list.  

Except as provided above for redevelopment/infill development, the standard system-wide fire 
flow rates shall be provided for all conveyance systems in the public right of way and on private 
property serving multiple commercial/multi-family sites even where the Fire Code provides for 
lesser fire flow requirements of individual buildings or building sites. All other private 
conveyance systems may be sized to meet the minimum Fire Code fire flow requirements. 

Should a proposed development require fire protection beyond those provided for by the City, 
additional fire suppression storage may be required. In this situation, the developer shall be 
required to provide additional storage facilities to meet the fire flow storage deficiencies 
resulting from the proposed development. 

Individual fire flow requirements for a specific building or building sites will be determined by the 
City Fire Marshall where located in city limits or by the Pierce County Fire Marshall where located 
outside city limits. 

2.5   Coordination and Cooperation with Other Agencies 

2.5.1   Coordination with Other Agencies 

The City will work with existing purveyors within the City’s UGA to develop and enforce water 
system development standards that are acceptable to all involved parties. This will ensure an 
adequate level of water service in the City’s planning areas. 

2.5.2   Emergency Interties 

The City will typically consider emergency interties with adjacent water systems where there is a 
mutual benefit to the water systems and/or in circumstances where such interties are consistent 
with the City’s Comprehensive Plan and Policies. 

The City is interested in creating a future intertie for the Canterwood Water System near 
St. Anthony's Hospital with Peninsula Light Company, which is approximately one parcel away. 
The City is currently the only system that can provide emergency water to the hospital. With an 
agreement between the City and Peninsula Light Company, the hospital would have a secondary 
emergency supply. Further analysis of this intertie can be found in Chapter 5 of this Plan.  
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2.6   Water System Planning, Design, and Construction 

2.6.1   Planning Objectives 

The City will plan and design water system facilities that can deliver continuous, safe water 
supply to meet customer demand and be consistent with all applicable federal, state and local 
plans and regulations. These include the City of Gig Harbor Comprehensive Plan, the City of Gig 
Harbor Comprehensive Water System Plan, the Pierce County Comprehensive Plan (where 
RWSA is located outside city limits), Pierce County Coordinated Water System Plan, 
Chapter 19D.130 Pierce County Code, and the City’s Public Works Standards. Where conflicts 
occur the most restrictive plan or regulation will apply. 

The above planning objectives will be accomplished through the development and review of the 
City’s Comprehensive Water System Plan that will be updated a minimum of every ten years, per 
state regulations. The City, at its discretion, may update its water portion of the City-wide 
Comprehensive Plan Utilities Element more frequently. 

2.6.2   Water System Plan Amendments 

Amendments to policies or growth projections contained within this plan, or future proposed 
amendments which may adversely affect water system capacity shall be processed through the 
City’s Comprehensive Plan amendment procedures (Chapter 19.09.GHMC) All other 
amendments, to be known as technical amendments, must be made through application to the 
City’s Public Works Department. Decisions on technical amendments will be made by the City 
Council and will, where accepted by the City Council, be adopted by resolution and be forwarded 
on to the DOH and Pierce County for additional review or approval. The requisite fee for 
proposed amendment to the Plan must accompany the proposed application. Additionally, all 
costs incurred by the City will be reimbursed by the applicant proposing the amendment. These 
costs may include, but are not limited to, consultant fees, legal fees, and review fees required by 
the City or other jurisdictions. 

All proposed amendment applications must include a completed Water Hydraulics Report in City 
format. 

2.6.3   Water System Design 

Developer engineers must determine the scope of work required for connecting to existing 
mains. All extensions to the water system must be designed and constructed according to the 
City’s standards and be approved by the City. Developers must pay a City Water Concurrency 
Review Fee to the City to complete a water system evaluation that includes a hydraulic analysis 
to verify required water system improvements and adequacy of existing water infrastructure. 

2.6.4   Minimum Water System Construction Standards 

Minimum standards are established for construction of water system projects and include 
specifications for pipe and valve types, depth of cover on new watermains, and installation of fire 
hydrants. All construction within the City’s water system shall conform to the City’s Public Works 
Standards and the Washington State Department of Transportation (WSDOT) / American Public 
Works Association (APWA) Standard Specifications most current version. 
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2.6.5   Water Supply 

The City’s goal is to have sufficient supply facilities available to meet its maximum day 
demand (MDD). It is the City's goal to make its system both redundant and reliable. These terms 
are defined as such: 

1. Redundant supply capacity: corresponds to the total wells’ ability to serve with the 
largest source out-of-service.  

2. Reliable supply capacity: corresponds to the wells’ ability to serve considering whether 
each source has back-up power or the capability to be hooked up to an 
appropriately-sized emergency generator. 

2.6.6   Storage 

In addition to the Water System Standards, the City has established the following System 
Storage Standards:  

1. The City will plan to provide equalizing storage in the amount needed to offset the 
difference between the peak hour demand (PHD) and the sum of all the installed active 
sources of supply capacities for a duration of 2 1/2 hours. 

2. Emergency/standby volume is required to supply reasonable system demands during a 
foreseeable system emergency or outage, such as a power outage. Emergency and 
reserve volume requirements are based upon average system demands and source of 
supply redundancy: 
a. The City had established the following minimum standby storage volume criterion: 

i. Provide sufficient storage to maintain service for two days of average day 
demand (ADD), with the largest supply source off-line, but not less than the 
DOH minimum requirement of 200 gallons per equivalent residential unit (ERU). 

b. The City is updating the criteria based on the system evaluation detailed in 
Chapter 4. The recommended criteria is as follows: 
i. Provide a flow-based emergency criteria of two days of ADD in excess of supply 

with largest source off-line.  
3. Design criteria established by WAC 246-290-230 and DOH require that new or 

expanding water systems have the capacity to provide design fire flows during MDD 
conditions. Fire protection volume requirements are computed based on the size and 
duration of the largest required fire flow within the service area of the storage facility. 
The City plans to provide fire flow volumes as described earlier in the “Fire Flow 
Requirements” section of this chapter. 

4. The City has established its storage as stacked, which establishes separate storage 
volumes for Standby Storage and Fire Suppression Storage. 
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2.6.7   System Pressure 

The City is required to maintain a minimum of 30 psi throughout the distributions system during 
PHD and 20 psi at the flowing hydrant(s) during MDD with fire flow. The City’s system pressures 
are generally predicted to range between 30 psi and 130 psi. Recognizing the complexity in 
restricting maximum system pressures to 150 psi given the terrain and a wide variety of 
operating conditions, higher pressures may exist within the system. Wherever feasible, the 
maximum system pressures shall be limited to 100 psi. Individual pressure reducing 
valves (PRVs) are required on service lines where pressures at the water meter exceed 80 psi as 
required by the plumbing code that has been adopted by the City’s Building and Fire Safety 
Department. 

2.6.8   Pipe Sizes 

From the City’s Public Work Standards most current version, the minimum distribution system 
line size shall not be less than 8 inches, provided fire flow requirements can be achieved. 
Dead-end mains shall be 8-inch diameter at a minimum. It is the requirement of the City that all 
distribution mains be sized by a hydraulic analysis. 

2.6.9   Velocity Criteria 

The City has established a system wide velocity criterion that pipe velocities shall not exceed 
10 feet per second during peak hourly demand conditions and also during MDD conditions with a 
fire flow. 

2.6.10   Looping 

The City has established the following criteria with regards to looping: 

• Wherever feasible, new mains shall be designed to promote looping. 
• Dead-end lines on smaller distribution mains will be looped if development patterns 

dictate replacement of these lines with larger pipe. 

2.6.11   Backup Power 

Backup power is provided by the City as required by the DOH. 

2.6.12   Valve and Hydrant Standards 

Valve and hydrant standards are outlined in the City’s Public Works Standards and are consistent 
with the DOH.  

Valves shall be installed in the distribution system at sufficient intervals to facilitate system 
repair and maintenance, but in no case shall there be less than one valve every 1,000 feet. 
Generally, there shall be three valves on each tee and four valves on each cross. See the City’s 
Public Works Standards for more specific valve details. 

Fire hydrant spacing shall be measured to the pathway required for the Pierce County Fire 
District 5 to lay the fire hose. At least one fire hydrant shall be installed at all intersections and at 
the end of all 6-inch or larger mains. In general, the required spacing between fire hydrants shall 
be between 200 feet and 500 feet, dependent upon the required fire flow. See the City’s Public 
Works Standards and Section 508 of the IFC for more specific fire hydrant details and spacing. 
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2.6.13   Materials of Construction 

All construction of watermains and related appurtenances shall conform to the City’s Public 
Works Standards and the WSDOT/APWA Standard Specifications most current version. All 
watermains shall be cement-lined ductile iron pipe, standard thickness Class 52, or C-900 
Class 200 for mains eight through ten inches in diameter, conforming to American Water Works 
Association (AWWA) standards. Gate valves shall be resilient wedge, non-rising stem with O-ring 
seals conforming to AWWA C515 Standard. 

2.6.14   Source Meters 

All active water sources shall be metered and will be calibrated when required. 

2.6.15   Wholesale Meters 

All wholesale water customer connections to the City’s Water System shall be metered. These 
meters will be calibrated annually. 

2.6.16   Service Meters 

All connections to the City’s system shall be metered. Meters shall be acquired by the City from 
the supplier. Such meters shall be installed by the City and the ownership of such meters shall 
remain with the City. The City will perform the ordinary and usual maintenance on such meters 
and may replace them from time to time. All meters shall be in accordance with the applicable 
sections of the City’s Municipal Code, 13.02. 

The City shall install all meters as approved and supplied by the superintendent of the water 
system for each premises at the time connection is made to the City water system. 

2.6.17   Connection Responsibility 

The superintendent shall cause to be installed a service pipe from the main to the property line, 
including a stopcock, meter, and meter box, which shall be maintained by, and kept within, the 
exclusive control of the City. 

2.6.18   Latecomers 

Late-Comer Agreements are allowed for watermain extensions and must be approved by the 
City. The Developer is responsible for initiating, executing, and filing the agreement and shall 
include all necessary information for collecting late-comer fees and must do so within 90 days 
after City acceptance of the watermain. The City Council may execute a latecomer agreement 
for water facilities with a maximum recovery period of 15 years. 

2.7   Environmental Stewardship 

2.7.1   Wastewater Reuse and Rainwater Reclamation 

The City is committed to wastewater reuse and rainwater reclamation. These can serve as 
cost-effective and environmentally beneficial sources of water for industrial processes, 
sanitation and irrigation thereby increasing the security and reliability of the drinking water 
supply. 
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2.7.2   Water Resource Protection 

Since the City owns and operates its own groundwater sources, it must protect groundwater 
sources within its service area from degradation related to its actions, facilities or programs. This 
will be completed through the City’s Wellhead Protection Program. The Program will include a 
description of relevant groundwater aquifers, land ownership, land use, watershed control and 
water quality trends. It will also identify potential sources of contamination within the City’s 
wellhead areas, determine groundwater flow characteristics, and eliminate wellhead protection 
areas around each well based on groundwater flow parameters. The Program will be updated as 
required by applicable regulations. 

2.8   Water Use Efficiency 

2.8.1   Water Efficiency 

In the previous Plan, the City established a goal to reduce the consumption per ERU by 
10 percent by 2028.  

The City’s new water use efficiency goal will be to decrease residential consumption by 
0.25 percent for each year for the next six years. Water use efficiency measures shall be 
consistent with, and strive to exceed, all local, State, and Federal laws and regulations. 

2.8.2   Distribution Leakage Standard 

The City will continue to maintain levels of water leakage for its distribution system at less than 
10 percent on a 3-year rolling average. 

2.8.3   Reclaimed Water 

The City has been very active in reusing treated wastewater at its Wastewater Treatment Plant 
site for over 20 years. The City completed a Phase 1 study, Water Reclamation and Reuse Site 
Evaluations and Study (HDR, 2012), to evaluate the feasibility of a reclaimed water program. A 
Phase 2 study is planned to be completed in 2020 to further evaluate reclaimed water 
opportunities. 

2.9   Operational 

2.9.1   Customer Complaints 

The City is committed to resolving customer complaints. All complaints are recorded and 
forwarded to the maintenance crew for resolution. 

2.9.2   Employee Drug Testing 

The City is committed to providing a safe work environment for its employees, its customers, 
and the public at large that is free from the harmful effects of substance abuse. 

2.9.3   Employee Certification 

The City may pay fees and employee’s time for the required certification testing as well as 
required annual renewal fees. 
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2.10   Financial 

2.10.1   Fiscal Stewardship and Self-Sufficient Funding 

The City shall manage its income and expenses in a self-supporting manner in compliance with 
applicable laws, regulations and its own financial policies. 

2.10.2   Rate Structures 

The City shall establish rates, charges and fees to maintain sufficient funds to operate, maintain, 
and upgrade its water system as necessary to provide safe reliable water service to its customers. 
These rates should be evaluated at a minimum annually. This will ensure that forecasted 
expenses and impacts for regulations are reflected in the rate structure. 

2.10.3   Development Fees and Charges 

2.10.3.1   Connection Fee 

The charges for domestic water service shall be based upon the size of meter installation and the 
water delivered through the service meter. Determination of the meter size shall be subject to 
the City’s approval. 

2.10.3.2   Surcharge 

Connection to the City’s water system for customers who are outside of the City limits shall be 
charged at 1.5 times the rate for customers who are located within the City limits and/or private 
water systems. 

2.10.4   Capital Facility Plan 

The City shall establish 10-year and 20-year Capital Facility Plans that describe the anticipated 
improvements or modifications to the water system during each of these times frames. The Plan 
should address required repairs to the water system, planned replacement of aging facilities, 
upgrades to the existing facilities to provide additional capacity for projected growth and 
construction of general facilities to aid growth. 
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Chapter 3 

PLANNING DATA AND WATER DEMAND 
FORECASTING 

3.1   Introduction 

This chapter presents the water demand forecast (projections) for the retail water service 
area (RWSA) for the ten‐, and  ‐year planning periods. Historical water production and 
consumption trends for the Gig Harbor Water System are summarized. Projecting a realistic 
future water demand is necessary for evaluating the capability of the water systems in meeting 
future water service requirements, planning for infrastructure projects, and securing adequate 
water supply. Future water demands are used as input conditions for the analyses of the water 
systems that are used to develop the Capital Improvement Program (CIP).  

3.2   Demographic Analysis 

Pierce County's Planning and Land Services Department publishes a Buildable Lands (BL) report, 
which reports household, employee, and population growth forecasts for jurisdictions within its 
regional boundary, and includes all of the City of Gig Harbor’s (City’s) service area.  

A demographic analysis of the City's retail and future water service area was performed using 
data from the most recent   BL Report and can be found in Appendix H. The BL Report 
provides the City's   Census data and a targeted   dataset, which was used at the time 
the demographic analysis was performed. For years   through  , the City provided 
updated population and housing data as reported in their Water Facilities Inventory (WFI) 
Statistics. The City's   employment statistics were used for this Water System Plan (Plan) as 
the BL Report has not been updated with the City's new projections. For projections beyond 

, it was assumed to use the average annual growth rates.  

Table  .  and Figure  .  summarize the City's population, household, and employment 
projections. Population is expected to grow at an average annual growth rate of  .  percent. 
Household and employment is expected to grow at an average annual growth rate of  .  and 
.  percent, respectively. 

Table  .   Projections for Gig Harbor 

         
Average Annual 

Growth 

Population  ,    ,    ,    ,    . % 

Household  ,    ,    ,    ,    . % 

Employment  ,    ,    ,    ,    . % 

To predict the City's future water demand, the existing number of water connections was grown 
by the annual growth rates to predict the future number of water connections in the  ‐, and 
‐year planning periods. 
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Figure  .   Demographic Projections  

3.3   Historical Water Demand 

To establish historical demand, the City provided historical water production records, the 
number of accounts, and consumption data. Data were then evaluated to characterize the 
unique water use of the City's customers. From the data, several key demand parameters were 
generated and used to project future demand.  

3.3.1   Historical Water Production 

The City produces all of their water from seven ( ) active well sources, as described further in 
Chapter  . Figure  .  shows the historical water production from   to  . Annual 
production has been increasing steadily since  , from   million gallons (MG) to   MG. 

Water consumption typically peaks in the months of June, July, and August due to summer 
irrigation. Figure  .  shows the  ‐year average water production by month for all well sources. 
Monthly demands by customer class was not available for this analysis. 
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Figure  .   Historical Water Production  

 

Figure  .   Historical Average Monthly Water Production  

3.3.1.1   Average Day Demand  

The average day demand (ADD) represents a water system's average daily demand for a year. To 
calculate ADD, the total water produced by the City in a year is divided by the number of days in 
a year, which is shown in Table  . . From   to  , the City's ADD has increased from 
.  million gallons per day (mgd) to  .  mgd.  
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3.3.1.2   Maximum Day Demand 

Historical maximum day demand (MDD) values are the highest water production in a single day 
in a given year, usually occurring during the summer when irrigation use is highest. MDD is a 
common system requirement for supply capacity, pump station discharge rates, and reservoir 
capacity.  

Table  .  shows the recorded MDD and date of occurrence for each year. As the table shows, the 
MDD fluctuated, and in the last five years the MDD has averaged approximately  .  mgd. 
Figure  .  also shows the MDD in comparison with ADD, with the average over the past   years 
as  .  mgd and  .  mgd, respectively.  

3.3.1.3   Peaking Factor 

The historical MDD to ADD peaking factor (PF) is a key parameter used to determine future 
MDD projections. The PF is defined as the ratio of MDD to ADD, and represents how much water 
is used for summer flows (mainly irrigation) compared to average flows. It is important to note 
that this PF is not a comparison of summer peak flows to winter base flows; a PF of that type is 
used more widely for conservation planning. Peaking factors fluctuate due to climate, 
economics, and other behavioral patterns. Figure  .  shows the historical PF (measured on the 
right side of the chart) in comparison with the City's ADD and MDD (measured on the left side of 
chart). 

 

Figure  .   Historical ADD, MDD, and PF 

Table  .  shows the historical annual water production, as well as the average day demand, 
maximum day demand, and the historical MDD/ADD peaking factor. 
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Table  .    Historical Water Production 

                       

Annual Production (MG)  .   .   .   .   .   .   .   .   .   .   .  

Average Day Demand (mgd)  .   .   .   .   .   .   .   .   .   .   .  

Maximum Day Demand (mgd)  .   .   .   .   .   .   .   .   .   .   .  

Date of Maximum Day Demand  /   /   /   /   /   /   /   /   /   /   /  

Peaking Factor  .   .   .   .   .   .   .   .   .   .   .  
Notes: 
( ) Source: Gig Harbor Well Report Summary  ‐ .xlsx (From SCADA Data). 
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3.3.2   Historical Customer Connections 

The City of Gig Harbor's customers are divided into the following categories: 

 Single‐Family Residential (SFR). 
 Multi‐Family Residential (MFR). 
 Commercial/School. 
 Government. 

The City provided historical customer data for the past three ( ) years. Table  .  summarizes the 
total number of connections in each customer category from   to  . Connections 
correlating with large customers are shown in the "Largest Customers" row, and is explained 
later in this Chapter. 

Table  .    Historical Customer Connections 

Customer Class       

SFR   ,   ,   ,  

MFR        

Commercial/School       

Government        

Largest Customers        

Total  ,   ,   ,  

Notes: 
( ) Largest Customers include hour Commercial/School customers, including wholesale. 

3.3.3   Historical Consumption 

3.3.3.1   Historical Consumption by Customer Type 

Table  .  and Figure  .  show the historical consumption by customer type from   to  . 
Water consumption over the past five ( ) years has averaged approximately  .  mgd. The 
commercial/schools customer type, which do not include the largest customers in that category, 
have had an annual average consumption growth of approximately   percent over the last 
five ( ) years, from  .  mgd to  .  mgd . By comparison, residential, multi‐family, and 
government customer types are each below ten ( ) percent annual average growth. The largest 
customers make up an annual average of approximately  .  mgd, or   percent of the total 
consumption. Consumption data shown in   for the largest customers is for   months. 
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Figure  .   Historical Consumption by Customer Type 

Table  .    Historical Consumption (mgd) by Customer Type 

Customer Class           
‐Year 

Average 

SFR   .   .   .   .   .   .  

MFR   .   .   .   .   .   .  

Commercial/School  .   .   .   .   .   .  

Government   .   .   .   .   .   .  

Largest Customers    .   .   .   .   .   .  

Total  .   .   .   .   .   .  

             

Total Production (mgd)   .   .   .   .     .  

Distribution System Leakage (mgd)   .   .   .   .     .  

Percent Distribution System Leakage (DSL)    . %  . %  . %  . %    . % 
Notes: 
( ) Largest Customer consumption for   is from  /  to  / / . 
( ) Source: Water Use Efficiency (WUE) reports. 
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3.3.3.2   Largest Customers 

Consumption of the City's largest customers was evaluated apart from other customer 
categories and therefore appears in a separate row in Table  . . For these customers, 
consumption is separated from the other type of accounts as they have different growth 
characteristics. Additionally, large users are allocated at their specific location in the hydraulic 
model to find their unique future demands. For example, one of the largest customers is the 
Catholic Health Initiative, who recently increased their building with an additional floor. It was 
assumed that their water demand will increase from their historical numbers.  

The City's wholesale customer is the Washington State Department of Corrections (WSDOC) 
Washington Correction Center for Women (WCCW). The City currently provides  ,  gallons 
per day (gpd) average use, or approximately eight ( ) percent of the City's total water 
consumption. Water is supplied through  ‐inch and  ‐inch compound water meters owned by 
WSDOC.  

Table  .  shows the water consumption of the largest customers from   to   and a 
four‐year average (  ‐  ) for each customer.  

Table  .   Water Consumption by Largest Customers, gpd 

Customer          ( ) 
‐Yr 

Average 

WCCW  ,   ,   ,   ,   ,   ,  

Peninsula Light Water 
Dept. 

,   ,   ,   ,   ,   ,  

Catholic Health Initiative  ,   ,   ,   ,   ,   ,  

Tacoma/Pierce County 
YMCA  

,   ,   ,   ,   ,   ,  

Total  ,   ,   ,   ,   ,   ,  

Notes: 
( )  data from January   to November  ,  . 

3.3.3.3   Distribution System Leakage 

DSL is the total water produced minus the total authorized consumption. This value includes 
both authorized metered consumption and the authorized, tracked, and estimated consumption 
for the Other Authorized Use category.  

All water not authorized for consumption is considered DSL, which includes both apparent and 
real losses. Apparent losses include water theft, meter inaccuracies, and data collection errors. 
Real losses are physical losses from the distribution system, such as reservoir overflows, water 
main breaks, and water main leaks. Historical data of DSL was provided by the City's Water Use 
Efficiency reports and is shown in Table  . . 

3.3.3.4   Equivalent Residential Unit 

An Equivalent Residential Unit (ERU) is the amount of water consumed by a typical full‐time 
single‐family residence, regardless of meter size. It can be used to express water use by 
non‐residential customers as a multiple of the demand of a typical SFR customer.  
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To calculate ADD water use per ERU, also called the "ERU value," the total annual volume of 
water consumed in the SFR customer class is divided by the total number of active SFR 
connections. This value defines the average annual SFR water use per connection. To determine 
the number of ERUs used by other customer classes, the volume of water used by other 
customer classes is divided by the ERU value. 

Table  .  shows the average daily consumption per connection for each customer class between 
 and  . The average SFR daily consumption volume was   gallons. This means the 

District’s ERU value is   gpd/ERU.  

The last column in Table  .  shows the average number of ERUs per connection for each 
customer category the City serves. The typical MFR account consumes  .  ERUs, while 
commercial/school connections equal  .  ERUs and government connections equal  .  on 
average. The City's ERU value is lower than typical water systems. 

Table  .   Historical Consumption (gpd) per Connection 

Customer Class        Average 
ERUs per 

Connection( ) 

SFR           .  

MFR   ,   ,   ,   ,   .  

Commercial/School           .  

Government   ,   ,   ,   ,   .  

Largest Customers   ,   ,   ,   ,   .  
Notes: 
( ) ERUs per connection are calculated by dividing the customer class average gpd/connection by the SFR ERU value. 

3.4   Projected Water Demands 

Projecting future water demand is a key part of the water system planning process. Demand 
projections are used to identify system improvements such as supply, pumping, storage, and 
piping requirements.  

This section summarizes the ADD and MDD projections developed for the City's water system 
from historical water demand trends and future demographic growth assumptions. Demand 
projections are presented as a range in demands that may be experienced in the future.  

Low, medium, and high water demand projection scenarios were developed by adjusting various 
demand projection parameters. The medium demand projection scenario was used for the 
system analysis described in Chapter  , which determined future pumping storage and 
distribution system deficiencies and identified potential improvements to achieve the City's 
established capacity criteria. The low and high projection scenarios give a sense of the possible 
range of future demands. 

3.4.1   Demand Projection Methodology 

For this analysis, the water demand projections were developed in the following steps, which are 
also summarized in Figure  . :  

. Grow historical water connection numbers for each pressure zone by the zone‐specific 
residential and non‐residential growth rates from the demographic analysis. 
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. Convert account projections into ERU projections and then ADD projections using 
demand projection parameters derived from historical data consisting of the City's 
starting ERU value, ERU reduction, MDD/ADD peaking factor, DSL, percent of Other 
Authorized Use, large customer demand and reserves.  

. Apply the MDD to ADD peaking factor to convert ADD to MDD. 

 

Figure  .   Demand Projection Methodology 

3.4.2   Demand Projection Parameters 

Numerous factors and assumptions affect the accuracy of projected future water demands. To 
project the City's future ADD and MDD, several key parameters are listed in Table  . . These 
parameters include the starting ERU value, peaking factor (MDD/ADD), DSL percentage, and 
Other Authorized Use. 

Table  .   Projected Parameters 

Projected Scenario  Low  Medium  High 

Parameter  Parameter  Notes  Parameter  Notes  Parameter  Notes 

Starting ERU Value 
(gpd/ERU) 

  th %    th %    th % 

ERU Annual Reduction 
‐  

. %    . %    . %   

Peaking Factor 
(MDD/ADD) 

.   Avg.  .   th %  .   Max 

DSL (Percent of 
Production) 

. % 
Hist. 
Avg. 

. % 
Hist. 
Avg. 

.   Max 

Other Authorized Use 
(Percent of Production) 

. %    . %    . %   

Notes:  
( ) Avg.: Average  Hist. Avg.: Historic Average. 
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For each demand projection parameter, low, medium, and high values were established for the 
future using historical data and assumptions, as described below.  

3.4.2.1   ERU Value 

The ERU value is equal to the  th percentile of the historic consumption per connection for the 
SFR customer class, which is   gpd/ERU from   to  . All three ( ) demand scenarios in 
the plan use this value, as there is little variation when looking at the historical average ( ), 
maximum ( ), and minimum ( ) values.  

For future planning purposes, the commercial/school ERUs per connection was increased to  . , 
as shown in Table  . . This customer type typically falls between   ‐   ERUs per connection. 
Possible reasons for the low number are the limited historical data and that all the largest 
customers fall in the commercial/school customer type. The City anticipates an increase in 
commercial customers and therefore justifies an increase in the ERU per connection. 

3.4.2.2   ERU Annual Reduction 

The City's goal for an ERU annual reduction is  .  percent. Because this parameter is driven 
heavily on customer behavior, for planning purposes, conservation was not considered for the 
medium and high demand scenarios. The low demand scenario was set to  .  percent to 
represent the WUE scenario.  

3.4.2.3   Peaking Factor 

The low demand scenario was set to  . , which is defined as the historical average of 
MDD/ADD. The medium demand scenario is based off of the  th percentile of the City's 
historical PF, which is  . . The high demand scenario uses the historical maximum PF of  . .  

3.4.2.4   Distribution System Leakage 

For DSL, the low and medium demand scenarios used  .  percent of the total metered water 
consumption, and correspond to the historical average of the WUE reports. The high demand 
scenario uses the maximum historical DSL.  

3.4.2.5   Other Authorized Use 

Historical records helped select future Other Authorized Use estimations. The City agreed to set 
all demand scenarios to  .  percent of the total metered consumption. 

3.4.2.6   Largest Customers 

For each scenario, it was recommended by the City that the largest customers would not have 
any assumed growth in consumption. However the Catholic Health Initiative's   demand was 
increased by   percent due to the construction of a fourth floor in the building.  

3.4.2.7   Reserves 

A water reserve for the City was included in the demand projection scenarios in anticipation of 
any unforeseen future water demand. Increments of  ,  gpd were included in the analysis as 
a separate "reserve" category, beginning in  . The reserve total increases by  ,  gpd 
in   and then an additional  ,  gpd in  .  
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3.4.3   ERU, ADD, and MDD Projections 

When converting account projections to ADD projections, the first step is to convert the number 
of connections into the number of ERUs. To calculate the projected number of ERUs for the 
RWSA, the projected number of connections were multiplied by the number of ERUs per 
connection for each customer category. 

To calculate the ADD projections for each customer class, the ERU projections were multiplied 
by the ERU values unique to each demand projection scenario, as presented in Table  . . 
Non‐revenue water consumption, including Other Authorized Use, DSL, and reserves was then 
added based on the low, medium, and high assumptions to establish total ADD projections. 
Finally, MDD projections were established by multiplying ADD projections by the appropriate 
MDD to ADD peaking factor for each demand projection scenario.  

Table  .  shows the ERU, ADD, and MDD projections for all pressure zones for the low, medium, 
and high demand projection scenarios. Projections are presented for  ‐ and  ‐year planning 
periods. 

Table  .   Demand Projection Summary 

  ERUs  ADD (mgd)  MDD (mgd) 

Scenario                   

Low   ,   ,   ,   .   .   .   .   .   .  

Medium   ,   ,   ,   .   .   .   .   .   .  

High  ,   ,   ,   .   .   .   .   .   .  
Notes:  
( ) ERUs for Low scenario are higher than Medium and High due to ERU annual reduction parameter, which results in a 

higher ERU for reserves.  

Figure  .  shows a graph of the City's historical ADD and MDD demands and the projected 
demands of the medium scenario, with a low‐to‐high range for both ADD and MDD. The large 
increases in the projected demands at certain years are due to the water reserves being 
increased by  ,  gpd. The City's ADD was approximately  .  mgd in  . In  , it is 
estimated to be between  .  mgd and  .  mgd. The medium demand scenario predicts  .  mgd. 
In  , MDD is estimated to be between  .  mgd and  .  mgd. The medium demand scenario 
predicts an MDD of  .  mgd in  . 
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Figure  .   Demand Projections 
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Chapter 4 

SYSTEM ANALYSIS 

4.1   Introduction 

Carollo evaluated the City of Gig Harbor (City)’s water distribution system for its ability to meet 
the City's criteria under 2027 and 2037 conditions using the medium demand projection scenario. 
The system analysis considered supply capacity, adequacy of storage facilities, and adequate 
pressures and fire flow capability using the City's updated hydraulic model. Carollo 
Engineers, Inc. (Carollo) also assessed the City’s water quality of its wells and reviewed the City’s 
current and anticipated water quality regulations and compliance history.  

This chapter discusses the City’s water quality testing, monitoring, and compliance with 
regulations while providing recommendations to eliminate each of the deficiencies identified as 
part of the system analysis. These recommendations form the basis of the City's capital 
improvement program (CIP) outlined in Chapter 8. New pipeline upsize and new pipe installation 
projects are recommended to meet level of service goals in the service area.  

4.2   Water Quality Testing and Monitoring 

The City’s water system is defined as Group A – Public community Water System, and must 
comply with the drinking water standards of the federal Safe Drinking Water Act (SDWA) and its 
amendments as regulated by the United States Environmental Protection Agency (USEPA) and 
adopted by the Washington State Department of Health (DOH) under Washington State 
Administrative Code (WAC) 246-290.  

This section provides the following information: 

• Description of current drinking water quality regulations. 
• Review of the City’s compliance with water quality regulations. 
• Summary of anticipated future regulations. 
• Recommendations.  

4.2.1   Applicable Drinking Water Quality Regulations 

The existing WAC contains water quality monitoring regulations the City is required to conduct 
for its distribution system. These regulations are for bacteriological contaminants, inorganic 
chemicals (IOCs) and inorganic physical parameters, volatile organic compounds (VOCs), 
synthetic organic chemicals (SOCs), radionuclides, disinfectants and disinfection 
by-products (D/DBP). Additional drinking water regulations will become effective in the next few 
years, and these new regulations may define new regulatory requirements for radon, additional 
IOCs and SOCs, and bacteriological contaminants. Table 4.1 lists the existing drinking water 
regulations applicable to water utilities using groundwater as the source of supply.  
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4.2.2   Existing Drinking Water Quality Standards 

The SDWA and its 1986 and 1996 amendments established specific legislation for regulation of 
public water systems (PWS) by federal and state governments. The federal government, 
specifically the USEPA, is authorized to develop national drinking water regulations and oversee 
implementation of the SDWA. Once federal regulations are promulgated, states with primacy 
(such as Washington) must adopt regulations at least as stringent as the federal regulations and 
accept the primary responsibility for implementing and enforcing the regulations, according to a 
given schedule. 

The State of Washington typically has 2 years to adopt a SDWA regulation after its promulgation 
by the USEPA. The State has delegated the authority to oversee drinking water regulations to 
the DOH. State drinking water regulations for Group A Public Water Systems are published in 
WAC 246 290, which establishes monitoring requirements, maximum contaminant 
levels (MCLs), and requirements for follow-up actions. 

Primary MCLs are based on chronic and/or acute human health effects. Secondary MCLs are 
based on factors other than health effects, such as the aesthetic quality of the water. Public 
water purveyors must meet the requirements of the regulations on a day-to-day basis. 
Monitoring requirements are often established for regulated contaminants to verify that water 
systems demonstrate compliance with MCLs or treatment technique requirements. Public water 
suppliers are also required to retain certain records and submit reports to the DOH. 

On August 6, 1996, the most recent amendments to the SDWA were signed into law as 
Public Law 104 182. The 1996 amendments updated the development of regulations concerning 
arsenic, radon, groundwater disinfection and filtration. 
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Table 4.1  Summary of Existing Drinking Water Quality Regulations Relevant to Gig Harbor 

Rule Target Constituents 

Monitoring 
Required by City 

of Gig Harbor 
Effective 

Date 

Total Coliform Rule Total Coliform, E. coli, 
Fecal Coliform 

Yes In Effect 

Revised Total Coliform 
Rule 

Total Coliform, E. coli, 
Fecal Coliform 

Yes In Effect 

Primary Inorganics Antimony. asbestos, barium, 
beryllium, cadmium, chromium, 
cyanide, mercury, nickel, nitrate, 
nitrite selenium, sodium, thallium 

Yes In Effect 

Arsenic Rule Arsenic Yes In Effect 

Lead and Copper Rule Lead and copper Yes In Effect 

Fluoride Rule Fluoride Yes In Effect 

Radionuclide Rule Alpha particles, beta particles  
and photon emitters,  

radium-226 and 228, uranium 

Yes In Effect 

Volatile Organic Chemicals 21 VOCs Yes In Effect 

Synthetic Organic 
Chemicals 

33 SOCs Yes In Effect 

Disinfectants Disinfection 
By-Products Rule, Stage 1 

Disinfectant residuals,  
total trihalomethanes,  

five haloacetic acids 

Yes In Effect 

Disinfectants Disinfection 
By-Products Rule, Stage 2 

Same as Stage 1, but using 
locational running annual average 

Yes In Effect 

Groundwater Rule Virus Yes In Effect 

Secondary chemical and 
physical substances 

Chloride, color, hardness, iron, 
manganese, specific conductivity, 

silver, sulfate, total dissolved 
solids, and zinc 

Yes In Effect 

4.2.2.1   Bacteriological 

Many serious diseases are caused by bacteria, a group of single-celled organisms. Indicator 
organisms are often used to monitor the bacteriological quality of drinking water. Indicator 
organisms tend to be present when pathogenic bacteria are found, have well established 
analytical methods, and are typically more resistant to inactivation by disinfectants than most 
waterborne pathogenic bacteria. Total coliform, which includes fecal coliform and E. coli 
bacteria, are used as indicator organisms in drinking water systems. The Total Coliform 
Rule (TCR) was developed with the purpose of improving public health protection by reducing 
fecal pathogens to low levels by control of total coliform bacteria. The TCR established an MCL 
based on the presence or absence of total coliforms. 
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Water samples collected for coliform monitoring must be obtained from sites that are 
representative of water quality in the distribution system. Each water purveyor is required to 
prepare a coliform monitoring plan, which must be approved by DOH and available for 
inspection upon request. The City’s Coliform Monitoring Plan is included in the Appendix. The 
City currently collects nine coliform samples per month, except in June, July and August, when 
seven samples are collected per month. 

Violations of bacteriological MCLs are categorized as follows (WAC 246-290): 

• Non-acute Violation: During routine sampling, coliform is detected in more than 
one sample in a single month (for systems such as Gig Harbor, collecting less than 
40 samples per month). 

• Acute Violation: Fecal coliform is present in a repeat sample, which is a sample collected 
to confirm the presence of total coliform detected in the routine sample. 

• Acute Violation: E. coli is present in a repeat sample. 
• Acute Violation: Coliform is present in a set of repeat samples collected as a follow-up to 

a sample containing fecal coliform or E. coli present. 

4.2.2.2   Revised Total Coliform Rule 

The Revised Total Coliform Rule (RTCR) is the revision of the 1989 TCR and is intended to 
improve public health protection. It was published on February 13, 2013, and became effective 
on April 28, 2014. All PWSs were to comply with the RTCR by April 1, 2016. The USEPA’s 
provisions of the RTCR, cited from their website, include the following:  

• Setting a maximum contaminant level goal (MCLG) and MCL for E. coli for protection 
against potential fecal contamination. 

• Setting a total coliform treatment technique (TT) requirement. 
• Requirements for monitoring total coliforms and E. coli according to a sample siting plan 

and schedule specific to the PWS. 
• Provisions allowing PWSs to transition to the RTCR using their existing TCR monitoring 

frequency, including PWSs on reduced monitoring under the existing TCR. 
• Requirements for seasonal systems (such as, Non-Community Water Systems not 

operated on a year-round basis) to monitor and certify the completion of a 
state-approved start-up procedure. 

• Requirements for assessments and corrective action when monitoring results show that 
PWSs may be vulnerable to contamination. 

• Public notification (PN) requirements for violations. 
• Specific language for CWSs to include in their Consumer Confidence Reports (CCRs) 

when they must conduct an assessment or if they incur an E. coli MCL violation. 

The RTCR requires PWSs that have an indication of coliform contamination (e.g., as a result of 
TC+ samples, E. coli MCL violations, performance failure) to assess the problem and take 
corrective action. There are two levels of assessments (i.e., Level 1 and Level 2) based on the 
severity or frequency of the problem. Refer to the DOH guidance on the RTCR to find more 
information on the level assessments and when they are to be performed.  
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4.2.2.3   Disinfection By-Products 

Trihalomethanes (THMs) and haloacetic acids (HAAs) are disinfection by-products (DBPs) 
formed when organics in the water react with chlorine. The Stage 1 D/DBP Rule established 
MCLs for THMs and the sum of five of HAAs on a system-wide running annual average basis. 

The Stage 2 D/DBP Rule created more stringent standards for THMs and HAAs, by requiring 
systems to meet MCLs at each sampling location in the distribution system, as opposed to a 
system-wide average. 

The City adds chlorine (hypochlorite) to the water at Well Nos. 2, 3, 4, 5 and 6 to control taste 
and odor. 

Disinfectants Disinfection By-Products Rule, Stage 2 

The Stage 2 D/DBP Rule requires each location in the distribution system to comply with the 
existing MCLs for THMs and HAAs. The Stage 2 sampling sites may differ from the Stage 1 
sampling sites, and an initial distribution system evaluation (IDSE) is required for most utilities in 
order to establish the new sampling sites. 

Because the City’s population served is less than 10,000 people and historical DBP levels are very 
low (typically less than the detection limits), the City may qualify for 40/30 certification. This 
certification demonstrates that total THMs and HAAs are less than 40 and 30 micrograms per 
liter (μg/L), respectively, based on sampling at the existing Stage 1 sites. Under this certification, 
a formal IDSE report is not required. 

The City is required to collect two annual DBP samples from two different sites. One site is 
intended to have the highest levels of THMs and the other the highest levels of HAAs. 

4.2.2.4   Disinfectant Residual 

If chlorine products are used for disinfection, water entering the distribution system must 
contain a residual disinfectant concentration of free chlorine of at least 0.2 milligrams per 
liter (mg/L). Distribution system residual disinfectant concentrations measured as free chlorine 
must be detectable in at least 95 percent of the samples taken each calendar month. 
Groundwater systems are required to provide a CT (concentration of chlorine in mg/L multiplied 
by disinfectant contact time in minutes) of six, in accordance with WAC 246-260-451. Residual 
disinfectant concentration within the distribution system is measured at the same time and 
location that routine coliform samples are collected. The City uses chlorine mainly for taste and 
odor control and performs reduced monitoring for chlorine residual, according to WAC 246-290. 

4.2.2.5   Asbestos 

Because the City distribution system contains asbestos cement (AC) water lines, it must monitor 
for asbestos in accordance with 40 CFR 141.23(b). One sample in an area with AC pipe is required 
every 9 years. The MCL for asbestos is 7 million fibers/liter for fibers longer than 10 microns. 

4.2.2.6   Lead and Copper 

The purpose of the Lead and Copper Rule (LCR) is to protect public water system consumers 
from exposure to lead and copper in drinking water. Elevated levels of lead and copper are 
usually due to corrosion of copper or brass plumbing lines and fixtures. The City has no known 
lead service lines. 
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In 2007 revisions to the LCR were completed to enhance implementation of the LCR in the areas 
of monitoring, treatment, customer awareness, lead service line replacement, and to improve 
compliance with the public education requirements of the LCR. 

The LCR has four basic requirements for water suppliers:  

1. To optimize their treatment systems by controlling corrosion in customers' plumbing;  
2. To determine tap water levels of lead and copper for customers who have lead service 

lines or lead-based solder in their plumbing systems;  
3. To rule out the source water as a source of significant lead levels; and  
4. If lead action levels are exceeded, to implement public notices and public education 

programs to educate customers about lead and suggest actions they can take to reduce 
their exposure to lead.  

If a water system continues to fail to meet the lead action level after installing and optimizing 
corrosion control treatment, it must begin replacing the lead service lines under its ownership. 

4.2.2.7   IOCs, VOCs, and SOCs 

The State of Washington has adopted federal MCLs and monitoring regulations for IOCs and 
physical parameters, VOCs, and SOCs. The federal standards were originally promulgated in the 
Phase I Rule and updated in the Phase II and Phase V Rules. These regulations apply to the City. 

4.2.2.8   Radionuclides 

According to WAC 246-290-300(9), community water systems must monitor for radium 226 and 
228 every 48 months unless the gross alpha particle activity is less than 5 picocuries per 
liter (pCi/L). Monitoring of artificial radioactivity is not required for community water systems 
serving less than 100,000 persons. 

4.2.2.9   Arsenic Rule 

The Arsenic Rule was promulgated on 22 January 2001 with an effective date of March 23, 2001. 
The Arsenic Rule set an MCLG of zero and lowered the enforceable MCL from 0.05 mg/L to 
0.01 mg/L (10 μg/L). All community water systems were required to comply with the new MCL 
by January 23, 2006. 

4.2.2.10   Groundwater Rule 

The Groundwater Rule (GWR) was promulgated November 22, 2006 and became effective on 
January 8, 2007. The SDWA required the USEPA to develop the GWR to improve disinfection of 
groundwater systems to protect public health. Occurrence studies have shown that pathogenic 
virus and bacteria have occurred in groundwater systems. The USEPA developed a risk-targeting 
approach with the following major components: 

• Periodic sanitary surveys of groundwater systems. States must complete the initial 
survey by December 31, 2012, for most community water systems. 

• Source water monitoring to test for the presence of E. coli, enterococci, or coliphage. 
There are two monitoring provisions: 
 Triggered monitoring for systems that do not provide a minimum of 99.99 percent 

(4-log) inactivation or removal of viruses and that have a positive total coliform 
sample as part of the TCR distribution system sampling. 

 Assessment monitoring, which may be required by the State at any time to identify 
high-risk systems. 
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• Corrective actions for any system with a significant deficiency or source fecal 
contamination. The water purveyor must implement one or more of the following 
corrective actions: 
 Correct all significant deficiencies. 
 Eliminate the source of contamination. 
 Provide an alternative source of water. 
 Provide treatment to reliably achieve 4-log virus inactivation or removal. 

• Compliance monitoring for systems that already treat groundwater to verify 4-log virus 
inactivation or removal. 

4.2.3   Anticipated Future Drinking Water Regulations 

The following regulatory actions are anticipated for the near future: 

• Final Third Unregulated Contaminant Monitoring Rule (UCMR3) Regulatory 
Determinations. 

• Final Fourth Unregulated Contaminant Monitoring Rule (UCMR4). 
• Regulatory changes resulting from National Drinking Water Advisory Council (NDWAC) 

LCR Working Group’s final report and recommendations. 

4.2.3.1   Unregulated Contaminant Monitoring (UCM) 

The USEPA manages the UCM program directly, using it to collect data on contaminants that 
are suspected in drinking water but have no health-based standards under the SDWA. The UCM 
program has been altered and updated several times throughout its history. Milestones in its 
development are described below: 

• UCM – State Rounds 1 and 2 (1988-1997) – State drinking water programs managed the 
original program, which required PWS serving more than 500 people to monitor 
contaminants. 

• Unregulated Contaminant Monitoring Rule (UCMR1) (2001-2005) – The SDWA 
Amendments of 1996 redesigned the UCM program to incorporate a tiered monitoring 
approach and required monitoring for 25 contaminants (24 chemicals and one bacterial 
genus) between 2001 and 2003. 

• Final Second Unregulated Contaminant Monitoring Rule (UCMR2) (2007-2011) – The 
USEPA managed UCMR 2 monitoring, which established a new set of 25 chemical 
contaminants sampled between 2008 and 2010. 

• UCMR3 (2012-2016) – UCMR3 monitoring was completed in DATE (City to confirm). A 
limited number of the UCMR3 contaminants were found in the City’s source water, 
however, when detected, these contaminants occurred at the low end of the detected 
range for region. 

• UCMR4 - Sampling for the UCMR4 will begin DATE (City to confirm).  

4.2.3.2   Lead and Copper Rule Revisions 

The USEPA is proposing further revisions to identify additional actions that will equitably reduce 
the public’s exposure to lead and copper when corrosion control treatment alone is not effective. 
These revisions may require all public utilities to review and update their sampling site locations 
and protocols. 
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The USEPA's revisions will include requirements for optimal corrosion control treatment. As a 
result, the City should wait to evaluate its corrosion control treatment needs after the regulatory 
requirements are published. However, no capital improvements to ensure continued compliance 
are currently anticipated. 

4.2.3.3   Fluoride 

In 2008, the County had pushed for fluoridation for all purveyors with 1,000 connections or more; 
however, that effort stalled in the courts. Washington State does not require public water 
systems to add fluoride to drinking water, and the City currently does not add fluoride to the City 
wells. 

4.2.3.4   Consumer Confidence Reports 

The primary purpose of the CCR is to inform consumers about their drinking water. The CCR lists 
the contaminants, if any, that are in the drinking water and explains how these contaminants 
may affect their health. The CCR lists all regulated contaminants that have been detected in any 
amount, not just those concentrations that exceed state or federal standards. All “Group A” 
community water systems are required to produce and distribute an annual CCR to customers by 
July 1 each year to present information pertaining to the previous calendar year. A “customer” is 
anyone who regularly drinks water from the system. Water systems are also required to provide 
a copy of their CCRs to the DOH Office of Drinking Water (ODW) by July 1, and a completed CCR 
certification form no later than October 1, every year. 

4.3   Water Quality Monitoring and Analysis 

This section provides an analysis of the water quality testing performed by the City. The City is 
required to perform bacteriological, lead and copper, chlorine residual, DBP, IOCs, radionuclides, 
VOC/SOC and asbestos testing. 

DOH performed a sanitary survey with the City in 2005, and the report resulting from the survey 
is included in the Appendices. The City’s water quality monitoring report for the year 2017 is also 
included in the Appendices.  

4.3.1   Water Quality Monitoring Results 

The results of the water quality monitoring completed by the City are discussed in the following 
sections. The actual data is available on the DOH website. 

4.3.1.1   Bacteriological 

The City monitors for bacteriological contaminants in accordance with its Coliform Monitoring 
Plan, which is included in the Appendices. The City collects nine samples monthly, except for the 
summer months when seven samples are collected. The reduced sampling reflects the lower 
non-community school population during the summer months. The City also collects two source 
samples per month. Repeat sample sites have also been identified. The City obtains two extra 
coliform samples per month for its own review. The City has three sampling schedules through 
which it rotates four times a year in order to obtain diverse and representative sampling data.  

The City has had no coliform violations for over 20 years and has remained in compliance with 
DOH monitoring and reporting requirements. 



SYSTEM ANALYSIS| CH 4 | CITY OF GIG HARBOR 

 DRAFT | OCTOBER 2018 | 4-9 

4.3.1.2   Lead and Copper 

Since completion of the last Plan, lead and copper testing was completed in September 2008, 
September 2011, September and October 2014, and July 2017. All results were below the action 
levels of 0.015 mg/L and 1.3 mg/L for lead and copper, respectively. 

4.3.1.3   DBPs 

The City has collected annual DBP samples from four (4) locations in the distribution system 
since 2004. In 2004 the samples were collected in December, and in subsequent years the 
samples were collected in August. Collecting samples in August is consistent with the DOH 
requirement to obtain samples when the water temperature is warmest. 

Analytical results for all DBP samples have been below the detection limit, with the exception of 
a measured value of 5 μg/L for HAA-5 in 2005. 

4.3.1.4   IOCs 

The City tests for the presence of IOCs, as required by DOH. The City collects annual nitrate 
samples from each well. A complete inorganics analysis was completed on Well No. 8 in 2012; 
Wells No. 2, No. 3, No. 4, No. 5, and No. 6 in 2015; Wells No. 5 and No. 6 in 2017; and Well No. 4 
in 2018. 

With respect to inorganics of potential health concern, nitrate, arsenic, heavy metals, and 
fluoride were not present at significant concentrations in any of the operational wells.  

With respect to aesthetic parameters, chloride levels are low (i.e., within a range of 2 to 5 mg/L) 
in all wells. Sulfate levels are also low in all wells and are not of concern at this time. 

4.3.1.5   Iron and Manganese 

Iron and manganese levels have been near or exceeded the secondary MCL in all the City’s active 
wells since the last water plan, with the exception of Well No. 8. The March 2018 sample of 
manganese for Well No. 4 tested 0.29 mg/L, exceeding the MCL of 0.05 mg/L. Iron levels from 
the same test sample measured 0.30 mg/L, equaling the MCL of 0.30 mg/L. The 2015 complete 
inorganics analysis showed Wells No. 2, 3, 4, 5, and 6 with manganese levels exceeding the MCL 
and iron levels near or exceeding the MCL.  

If the purveyor suspects that iron at customers’ taps is the result of corrosion of iron pipes in the 
distribution system and not due to iron in the source water, DOH requires completion of a report 
identifying the cause and remedial actions. Normally, the required step involves adjusting the 
corrosivity of the water in the distribution system. 

Based upon this rule, the City may be required to provide treatment, particularly at Well No. 11, a 
new well recently installed. It is recommended that the City review water quality data for this 
new well, particularly for iron and manganese. 

It is recommended that the City also review its flushing requirements in terms of the volume of 
water required and the labor effort involved. The potential to reduce flushing costs upon 
installation of iron and manganese removal should be considered in the treatment cost analysis. 
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The USEPA has found sufficient evidence of health impacts (neurotoxicity) from manganese to 
support regulations. UCMR4 requires all utilities to sample for manganese and will make a 
regulatory determination in the future. Beginning regular sampling for manganese in raw and 
treated groundwater and surface water is recommended to better anticipate potential 
implications of these pending rules on the City’s treatment infrastructure. 

4.3.2   Water Treatment for Iron and Manganese 

The DOH has published secondary contaminant treatment requirements that specifically 
address iron and manganese control. For existing and new sources that exceed the MCL, 
treatment is required such that the existing distribution system water quality is not further 
impaired. Treatment can consist of sequestering if the combined iron and manganese are below 
1 mg/L and manganese is below 0.1 mg/L. Otherwise, iron and manganese removal is required.  

The DOH may determine that a significant problem with respect to iron and manganese exists 
and require the purveyor to take action if the purveyor receives five individual complaints or a 
petition signed by at least five people in the service area. Actions include preparing an 
engineering report that includes recommended corrective actions, reasonable alternatives, and 
estimated costs. 

The purveyor is then required to survey its customers to determine their willingness to pay for 
the most cost-effective alternative to address iron and manganese. Treatment is not required if a 
majority of customers do not wish to pay the treatment costs. There is no requirement for the 
engineering study and survey if the sources meet the requirements for standby or emergency 
use. 

If removal of iron and manganese is required, the most common treatment is an 
oxidation/filtration system. Treatment wastes must be disposed as required by the Department 
of Ecology. 

Well No. 6 is the City’s largest capacity well (approximately 1,000 gallons per minute [gpm]). 
However, it contains iron at levels close to the Secondary MCL of 0.3 mg/L and a 
September 2015 sample showed manganese at approximately 0.1 mg/L, which is above the 
secondary standard of 0.05 mg/L. 

Treatment is recommended to remove iron and manganese from Well No. 6 water to levels 
below the respective secondary MCLs. The following treatment goals are recommended: 

• Iron < 0.10 mg/L. 
• Manganese < 0.02 mg/L. 

Several different treatment options are available for iron and manganese removal, including 
sequestering, removal in oxidation followed by downstream greensand or other media filtration. 
For the purposes of developing a preliminary planning level cost estimate for Well No. 6, a 
granular media filtration system is considered for iron and manganese treatment. Such a system 
would include a number of pressure filters operated in parallel. Each unit would contain an 
appropriate medium. Pyrolusite, or manganese dioxide (MnO2), is recommended for a system of 
this size (i.e. 1,000 gpm), and is included for this preliminary cost estimate. The medium is 
formed by crushing pyrolusite ore and sieving it to specific size ranges. The size ranges of the 
medium specified for a given application are selected based upon the filtration rate and desired 
filter run length. 
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Continuous chlorine feed is required upstream of the pyrolusite medium, so that the iron and 
manganese become completely oxidized to a precipitate that can be removed from the filter by 
backwashing. The chlorine dose should be sufficient to maintain a residual in the filter effluent 
entering the distribution system.  

Corrosion control may also be required for this treatment method. Corrosion can be controlled 
by adding chemicals to the treated water to increase the filtered water pH.  

Each pressure filter would require backwashing approximately once per day to remove 
accumulated solids from the bed. The backwash waste water can be settled and the supernatant 
returned to the filter influent to increase process efficiency. Alternatively, the backwash waste 
can be disposed of in the sanitary sewer. 

A budgetary planning level cost estimate for iron and manganese treatment was prepared for 
Well No. 6 in the 2008 Water System Plan. The project (S-03) has been updated to 2018 dollars 
and included in the long-term CIP, as it is not required for treatment but would benefit the City 
should future funds become available. Further details on assumptions and costs can be found in 
Chapter 8. 

4.3.2.1   Radionuclides 

Radionuclide samples are collected from each well twice every 3 years, the most recent being in 
2015 and 2016. Gross alpha and radium 228 levels were below the MCL.  

4.3.2.2   VOC/SOCs 

The City has obtained a waiver for most SOC sampling, and the last sample collection took place 
in August 2012. The waiver includes regulated herbicides, insecticides, and pesticides. 

The City collects one VOC sample from each source every 3 years based upon a State waiver for 
Wells No. 2, No. 3, No. 4 and No. 5. The last samples taken for these wells were in August 2012 
with no exceedances. Two samples are required every 3 years from Well No. 6 based upon a 
waiver, and one sample is required every 3 years from Well No. 8. 

No VOCs were detected in any samples collected in November 2016 for Wells No. 6 or 8 that 
were near the MCLs. 

4.3.2.3   Asbestos 

Because the City’s distribution system contains AC pipes, it must monitor asbestos levels in the 
distribution system once every 9 years. The most recent sampling and testing was completed in 
May 2015, and results did not exceed the maximum fibers per liter (MFL) specified by DOH. The 
City’s next asbestos test is required in 2024. 

4.3.3   Future Regulatory Requirements 

Anticipated future regulatory requirements are summarized in Table 4.2. This table includes 
ongoing programs to introduce new regulatory requirements, under the UCMR and the 
Contaminant Candidate List (CCL), as well as specific rules and regulations currently under 
consideration. The City does not anticipate issues with meeting future regulatory requirements 
based on the limited available information. The City will revisit each proposed rule when specific 
requirements are published. A brief description of anticipated requirements under each rule is 
provided herein. 
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Table 4.2  Future Regulatory Requirements 

Proposed Rule Affected Contaminants Proposed Publication Date(1) 

Unregulated Contaminant 
Monitoring Regulations 

Unregulated Contaminants UCMR4 - unknown 

Contaminant Candidate List Unregulated Contaminants CCL4 - unknown 

Radon Rule Radon Unknown 

Perchlorate Perchlorate Unknown 

Lead and Copper Rule Revisions 
Lead 

Copper 
Unknown 

Carcinogenic VOC Rule cVOCs Unknown 
Notes:  
(1) Effective and compliance dates were obtained from the Federal Register and USEPA’s Drinking Water Hotline and 

represent the best information available as of the date of this report. 
(2) cVOCs: Carcinogenic Volatile Organic Chemicals CCL4: Fourth Contaminant Candidate List. 

4.3.3.1   Unregulated Contaminant Monitoring Rule 

The USEPA UCMR is used to collect occurrence data for contaminants suspected to be present in 
drinking water, but do not yet have health-based standards. The UCMR is updated every 
five years; however, no issue date for UCMR4 has been published by the USEPA at this time. 

4.3.3.2   Contaminant Candidate List 

The CCL aids in priority setting for the drinking water program. The USEPA conducts research on 
the following for CCL contaminants: health effects; analytical methods; treatment technologies, 
effectiveness, and costs; and occurrence. The third CCL (CCL3) was published in October 2009 
and includes 104 chemicals or chemical groups and 12 microbiological contaminants that are 
known or anticipated to occur in PWS. The list includes chemicals used in industry, pesticides, 
waterborne pathogens, DBPs, and biological toxins. The USEPA is currently requesting 
nominations for chemical and microbial contaminants for possible inclusion in CCL4. 

4.3.3.3   Radon Rule 

Radon is a naturally occurring radioactive gas that may cause cancer and may be found in 
drinking water and indoor air. The first proposed radon MCL of 300 pCi/L was proposed in 
August 2000. An alternative MCL of 4,000 pCi/L with implementation of a Multimedia 
Mitigation (MMM) Program targeted at reducing indoor-air risks has also been proposed. Final 
determination on a regulatory requirement for radon is still underway. 

4.3.3.4   Revisions to the Lead and Copper Rule 

The USEPA is proposing revisions to identify additional actions that will equitably reduce the 
public’s exposure to lead and copper when corrosion control treatment alone is not effective. 
These revisions may require all public utilities to review and update their sampling site locations 
and protocols. 

The USEPA's revisions will include requirements for optimal corrosion control treatment. As a 
result, the City should wait to evaluate its corrosion control treatment needs after the regulatory 
requirements are published. However, no capital improvements to ensure continued compliance 
are currently anticipated. 
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4.3.4   Carcinogenic Volatile Organic Compounds (cVOC) Rule 

The USEPA announced in February 2011 that it plans to develop one national primary drinking 
water regulation covering up to 16 carcinogenic volatile organic compounds. The following 
eight compounds are already regulated: benzene, carbon tetrachloride, trichloroethylene (TCE), 
vinyl chloride, 1,2-dichloroethane, tetrachloroethylene (PCE), 1,2-dichloropropane, and 
dichloromethane. The following eight potential contaminants are on CCL3: 1,1-dichloroethane, 
1,2-butadiene, aniline, benzyl chloride, nitrobenzene, oxirane methyl, 1,2,3-trichloropropane, 
and urethane. The USEPA may add, drop, or substitute other contaminants into the rule as 
additional information becomes available. The USEPA website provides little information on this 
rule, but does project publication of the rule in February 2018. 

4.3.5   Summary 

Finished supply water quality meets and/or exceeds all applicable current and future anticipated 
regulatory requirements, with the exception of its iron and manganese levels. It is recommended 
to implement a treatment system for Well No. 6 and closely monitor the iron and manganese 
levels in the other wells, especially the newly constructed Well No. 11.  

The City should also closely monitor several water quality parameters, and the fate of future 
regulation of these parameters, as these parameters may require future improvements, 
including: 

• Revisions to the LCR may require changes to the sampling location and protocols. The 
City should reevaluate corrosion control treatment requirements once proposed 
revisions are published. 

• The USEPA has found sufficient evidence of health impacts (neurotoxicity) from 
manganese to support regulations. UCMR4 requires all utilities to sample for 
manganese and will make a regulatory determination in the future. Beginning regular 
sampling for manganese in raw and treated groundwater and surface water is 
recommended to better anticipate potential implications of these pending rules on the 
City’s treatment infrastructure. 

4.4   Supply Capacity Analysis 

The City currently serves its customers using seven wells: Wells 2, 3, 4, 5, 6, 8, and the recently 
constructed Well No. 11. 

4.4.1   Supply Criteria 

The City’s supply capacities were evaluated against the following three criteria: 

1. Standard: All sources shall be able to supply maximum day demand (MDD) for the 
water system. 

2. Redundancy: MDD Supply with Largest Source Off-line. With the largest source out of 
service, remaining sources shall be able to supply MDD for the water system. 

3. Reliability and Redundancy: MDD Supply considering well reliability (i.e. capability for 
back-up power) and largest Source Off-line. With the largest source out of service and 
non-reliable wells offline, remaining sources shall be able to supply MDD for the water 
system. 
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4.4.2   Existing Ability to Pump 

The City’s water system currently serves its customers using seven sources: Wells 2, 3, 4, 5, 6, 8, 
and the recently constructed Well No. 11. The source water rights, current capacity, reliable 
capacity, and ability to pump are summarized in Table 4.3. The columns of Table 4.3 are 
explained further in the following sub-sections. 

4.4.2.1   Instantaneous Water Right (Qi) 

The capacities of the City's supply sources during the MDD and throughout the year are set by 
water rights, as well as the constraints such as pumping capacity, discussed further in the Ability 
to Pump analysis. The City's water rights were evaluated to determine if they are sufficient to 
supply the future demands.  

As shown in Table 4.3, the City holds eight certificated groundwater rights, and two non-additive 
groundwater rights. The overall system Qi is equal to 3,115 gpm. Note, the primary water right 
have been with DOE since 2000. 

4.4.2.2   Maximum Average Withdrawal Rate (Qa) 

The Qa corresponds to the maximum average annual volume each well can withdraw. Total Qa is 
estimated at 1,404 gpm. Qa will be compared with average day demand (ADD) throughout the 
planning years to determine if the City’s wells are sufficient to supply future demands. 

4.4.2.3   Well Pumping Capacity 

The well supply capacity corresponds to the pump or physical capacities at each source and is 
based on City staff's knowledge and well data logs. The total pumping capacities for all wells is 
estimated at 3,612 gpm, which is higher than the authorized water rights. None of the City’s 
wells have known operational deficiencies.  

4.4.2.4   Standard Ability to Pump 

The City’s actual supply capacity or “Ability to Pump” for each source was considered. The 
Standard MDD Ability to Pump is the maximum capacity of a source based on Qi and well 
pumping capacity, both defined above, while the Standard ADD Ability to Pump is the maximum 
capacity of a source based on Qa and well pumping capacity. 

This provides a comprehensive approach that includes operational, physical, and regulatory 
limitations. The resulting Ability to Pump was compared to both 2027 and 2037 projected 
demands to determine the supply excess or deficiencies. Note, that the supply analysis uses the 
high demand projection scenario from Chapter 3.  

4.4.2.5   Redundant Ability to Pump 

It is the City's goal to have sufficient system-wide supply facilities to meet MDD with the largest 
water supply source out-of-service. The redundant scenario represents the City's ability to meet 
MDD with the largest active source out-of-service (Well No. 11). 

4.4.2.6   Reliable and Redundant Ability to Pump 

The reliable and redundant pumping capacity corresponds to the total well supply capacity 
minus the largest source and all non-reliable supplies. This scenario includes Well 11 (largest 
source) out of service. The non-reliable wells are Well 4 and Well 6. Well 4 does not have the 
capability to hook up a back-up generator. The City’s emergency generator is not large enough 
to run Well 6; therefore, Well 6 is considered non-reliable.  
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Table 4.3  Existing Water Supply Summary 

Well 
Instantaneous 

Water Right 
(Qi) (gpm)(1) 

Maximum Average 
Withdrawal Rate 

(Qa) (gpm)(1) 

Well Pumping 
Capacity 
(gpm)(1) 

Standard ADD 
Ability to Pump 

(gpm) 

Standard MDD 
Ability to Pump 

(gpm) 

Redundant MDD 
Ability to Pump 

(gpm) 

Reliable and Redundant 
MDD Ability to Pump 

(gpm) 

Well 1 400 148 0 0 0 0 0 

Well 2 330 130 272 130 272 272 272 

Well 3 625 334 626 334 625 625 626 

Well 4 230 417(3) 159 159 159 159 0 

Well 5 500 208 524 208 500 500 500 

Well 6 1,000 556 1,019 556 1,000 1,000 0 

Well 8 30 30 12 12 12 12 12 

Well 10(5) 330 130 - 130 - - - 

Well 11(2) 1,000 620(3) 1,000(4) (2) (2) 0(3) 0 

Total (gpm) 3,115 1,404 3,612 1,398 3,115 2,568 1,409 
Notes: 
(1) Water Right and Well Pumping Capacity data from the City. 
(2) Well 11 is non-additive to all City’s wells. 
(3) Well 4 and Well 11 have non-additive water rights. 
(4) Expected Pumping Capacity for Well 11 is 1,000 gpm. 
(5) Well 10 serves as a replacement/additional point of withdrawal for Well 2. The City cannot operate both Well 2 and 10 simultaneously. Therefore, Well 10 will be ignored for the rest of this 

analysis. 
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4.4.3   Ability to Pump Analysis 

The City's water rights were compared to 2027 and 2037 future demands. The analysis was run 
for both ADD and MDD projections. 

Demands above the MDD (such as peak hour or fire flows) are met from storage and are 
evaluated in Section 4.3. 

4.4.3.1   ADD Ability to Pump 

The ADD Ability to Pump evaluation confirms the ability of the City to supply its demand 
throughout the years. The ADD was used to represent the average conditions expected to occur. 
The City’s existing Ability to Pump is tabulated for the standard scenario in Table 4.4.  

The ADD Ability to Pump was compared with the projected ADD for the planning period to 
evaluate if the City has sufficient supply, as shown in Figure 4.1. The solid yellow line represents 
the maximum instantaneous supply allowed by the City’s water rights. The solid black line 
represents the existing ADD ability to pump for the standard scenario. The projected ADD 
demands are represented by the green line. 

The City currently has sufficient supplies to meet the projected ADD demands throughout the 
planning period for the standard (black line) scenario. The City will have an excess in supply of 
375 gpm for the redundant scenario by 2037.  

Table 4.4  Ability to Pump - ADD 

Source 2027 Demands (gpm) 2037 Demands (gpm) 

ADD Demand (gpm) 942 1,030 

Pumping Capacity 

Total 3,612 3,612 

Maximum Average Withdrawal Rate (Qa) 

Total 1,404 1,404 

ADD Ability to Pump 

Standard Scenario 1,398 1,398 

Surplus / (Deficit) 

Total Standard Scenario 456 369 
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Figure 4.1  Ability to Pump - ADD Conditions 

4.4.3.2   MDD Ability to Pump 

The MDD Ability to Pump was compared to the projected MDD demand under the 
three scenarios: standard, redundant, and redundant and reliable. The City’s current Ability to 
Pump is summarized for all scenarios in Table 4.5. The redundant scenario considers the new 
Well 11 the largest source and out-of-service. The reliable scenario considers both Well 4 and 
Well 6 as non-reliable. The standard scenario represents the City's ability to meet ADD and MDD 
with all sources pumping continuously (24 hours per day), with respect to the authorized water 
rights. This represents the maximum quantity of water that can be produced. 

The City’s existing Ability to Pump is 3,115 gpm in the standard scenario, 2,568 gpm in the 
redundant scenario, and 1,409 gpm in Scenario 3.  

The MDD Ability to Pump was plotted with the projected MDD for the current planning period in 
Figure 4.2. The solid yellow line represents the maximum instantaneous supply allowed by the 
City’s water rights. The solid black and red lines represent the existing MDD Ability to Pump for 
the standard and redundant scenarios, respectively. The projected demands are represented by 
the blue line. The dashed purple line corresponds to the system under the reliable and 
redundant. 
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The City currently has sufficient supplies to meet the projected MDD demands throughout the 
planning period for the standard (black line) scenario and for the redundant (red line) scenario. 
The City will have an excess in supply of 66 gpm for the redundant scenario by 2037. Note that 
this excess capacity is within the range of accuracy of demand projections, and it is anticipated 
that the City will need a new well with water rights around the 20-year planning period. The 
reliable and redundant scenario shows deficiencies starting in 2027. It is recommended that the 
City install back-up hookups to all supplies and make sure that its back-up generator is large 
enough for all facilities to make its system reliable. 

Table 4.5  Ability to Pump - MDD 

Source 2027 Demands (gpm) 2037 Demands (gpm) 

MDD Demand (gpm) 2,288 2,502 

Well Supply Capacity 

Total 3,612 3,612 

Instantaneous Water Right (Qi) 

Total 3,115 3,115 

Ability to Pump 

Standard Scenario 3,115 3,115 

Redundant Scenario(1) 2,568 2,568 

Reliable and Redundant 
Scenario(2) 

1,409 1,409 

Surplus / (Deficit) 

Standard Scenario 827 613 

Redundant Scenario(1) 280 66 

Reliable and Redundant 
Scenario(2) 

-879 -1,093 

Notes: 
(1) Minus largest well source out of service. 
(2) Minus largest well out of service and non-reliable wells offline. 
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Figure 4.2  Ability to Pump - MDD Conditions 

4.4.4   Supply Recommendations 

The City’s water system meets all of its supply criteria except for Criterion 3. The City 
cannot supply MDD to its customers when Well 11 (largest source offline) and Wells 4 
and 6 (non-reliable wells) are offline. It is recommended that the City makes these wells reliable 
with adding the capability for generator hook-up and make sure that portable generator is large 
enough for the wells it needs to power.  

It is also to be noted that the City only has an excess of 66 gpm by 2037 under its redundant 
scenario, which can be considered minimal and within the range of accuracy of demand 
projection. The City should consider an additional well with water rights in 20 years.  

4.5   Storage Analysis 

The City's storage requirements are a function of the City's water demands, supply capacity, and 
fire flow requirements. The following sections summarize the available storage of the water 
system, describe the required storage components, and present recommendations to address 
identified storage deficits. 

4.5.1   Storage Components and Governing Criteria 

Following the DOH storage volume requirements (WAC 246-290-235(3)) and the Water System 
Design Manual, Chapter 9, the five components of storage listed below and illustrated in 
Figure 4.3 must be considered for any water system: 

1. Operational storage. 
2. Equalizing storage. 
3. Standby storage. 
4. Fire Suppression storage. 
5. Dead storage. 
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It is the City’s goal to provide sufficient storage in its water system to ensure the system 
functions adequately during normal operations and has emergency supplies available when 
needed.  

Operational and equalizing storage must be available to all customers at a residual pressure of at 
least 30 pounds per square inch (psi) under peak hour demand (PHD) flow conditions. Standby 
and fire suppression storage must be available to all customers at a residual pressure of at least 
20 psi under MDD. 

Figure 4.3 shows the components of storage required by DOH as well as the hydraulic grade 
lines (HGL) in a tank that represent the minimum water surface elevations that can supply water 
at 20 psi or 30 psi to all customers. All tank volumes above the HGL are available storage. Thus 
there are two blocks of available storage: the volume of storage available to all customers with a 
pressure of at least 20 psi, and the volume of storage available to all customers at a pressure of at 
least 30 psi. Dead storage is the volume in the tank that cannot be used to serve the highest 
customer in the water system with a pressure of at least 20 psi. 

The City currently maintains a total of 4.6 million gallons (MG) of water storage in six (6) water 
reservoirs located throughout the service area. The following sections describe the required 
categories of storage; summarize the storage needs of each pressure zone relative to currently 
available storage, and present recommendations to address identified storage deficiencies. 

 

Figure 4.3  Storage Components 

4.5.1.1   Operational Storage 

The operational storage consists of the volume in each tank between the level at which the well 
pumps are turned on and valves are opened to fill the tanks and the level at which these pumps 
are turned off and valves are closed to stop filling the tanks. 
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4.5.1.2   Equalizing Storage 

The equalizing volume, as defined by DOH, is the total volume required to satisfy peak system 
demands that exceed the capacity of the supply and pumping facilities. The required equalizing 
storage was computed as the PHD flow rate for the system, less the sum of the sources for 
150 minutes (equation from DOH). Equalizing volume requirements are greatest on the day of 
MDD and are typically equal to 20 - 30 percent of the MDD. 

Equalizing storage volume requirements can be calculated using the following equation from the 
DOH Water System Design Manual: 

ES = (PHD – Qs)*150 minutes, but in no case less than zero 

Where:  ES = Equalizing Storage component, in gallons 

 PHD = Peak hourly demand, in gpm 

 Qs = Sum of all installed and active source of supply 
capacities, except emergency sources of supply, in gpm 

For the storage analysis, PHD is calculated using the following equation from the DOH Water 
System Design Manual: 

 PHD = (MDD /1440)(C*N + F) + 18 

Where:  MDD = Maximum Day Demand, gallons per day (gpd) per 
Equivalent Residential Unit (ERU) (gpd/ERU) 

 C = Coefficient Associated with Ranges of ERUs 

 N = Number of ERUs 

 F = Factor Associated with Ranges of ERUs 

Table 4.6 identifies the appropriate coefficients and factors for use with the above equation. 

Table 4.6  Coefficients and Factors for PHD Equation 

Number of ERUs (N) C F 

15-50 3.0 0 

51-100 2.5 25 

101-250 2.0 75 

251-500 1.8 125 

> 500 1.6 225 

4.5.1.3   Standby Storage 

Emergency/standby volume is required to supply reasonable system demands during a 
foreseeable system emergency or outage, such as a major pipeline failure, power outage, valve 
failure, or another system outage. Emergency and reserve volume requirements are dependent 
upon average system demands and source of supply redundancy. The City’s standby storage 
policy is that the water system should have enough standby storage to supply ADD for two days 
with the largest well site off-line.  
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The following equation is used to calculate required standby storage volumes: 

 SB = 2 days *(ADD – QF)  

Where:  SB = Standby storage volume, in gallons 

 ADD = Average day demand, in gpd 

 QF = Sum of all supply capacities to the water system, with 
the largest well site out of service, in gpd 

4.5.1.4   Fire Suppression Storage 

Design criteria established by WAC 246-290-230 and DOH require that new or expanding water 
systems have the capacity to provide design fire flows during MDD conditions. Fire protection 
volume requirements are computed based on the size and duration of the largest required fire 
flow within the service area of the storage facility.  

The City provides for a system-wide fire flow of 1,000 gpm for two hours (0.12 MG) for 
single-family detached dwellings in residential zones or a fire flow of 3,000 gpm for 
three hours (0.54 MG) for multi-family dwellings in residential zones and commercial buildings in 
commercial zones, with a minimum of 20 psi at all customers in the system while hydrants are 
flowing. The City has one specific fire flow customer (Home Depot) located within 
Gig Harbor North, at 5120 Borgen Boulevard, that requires 2,000 gpm for 4 hours (0.48 MG). 
Note, the City only plans for one fire in the whole system at a time. 

Fire protection volumes in excess of the above criteria may be required by the Fire Marshal to 
provide fire protection for specific types of building construction and use. Development 
proposals that require fire protection volumes exceeding the criteria above will be required to 
provide the additional reservoir storage for the system at the developer’s expense. 

Standby storage volumes and fire suppression storage volumes are stacked in the City’s system. 
Operational, equalizing, and standby storage volumes are assumed to be expended before fire 
suppression storage. 

4.5.1.5   Dead Storage 

The dead storage corresponds to the volume of the tank that is effectively unusable. The storage 
volume is considered dead if it is located below the outlet pipe and cannot be withdrawn, due to 
dynamic losses in the distribution system, or if it is located below the lowest water surface 
elevation that meets the minimum design pressure (20 psi of pressure during the MDD and a fire 
flow event) for all customers.  

The main reason for dead storage is the City's distribution system is in the presence of high 
service elevations within the service area, which limits the minimum level in the tanks. Since the 
last plan, the City surveyed the current 450 Zone tank elevations to verify base and overflow 
levels, and the latest data is presented in the table below. Note, the dead storage in the existing 
reservoirs is summarized in Table 4.7. 
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Table 4.7  Reservoir Dead Storage 

Reservoir Zone HGL 
(ft) 

Base Elevation 
(ft) 

Height 
(ft) 

Diameter 
(ft) 

Nominal 
Volume (MG) 

Reason for 
Dead Storage 

Maximum 
Served 

Elevation (ft)(1) 

Dead Storage 
Volume 
(MG)(2) 

Dead 
Storage  

(%) 

East 320 304.00 14.50 52.00 0.23 Highest 
Customer 

230.00 0.00 0% 

Harbor 
Heights 1 

320 290.00 29.70 38.00 0.25 Highest 
Customer 

230.00 0.08 8% 

Harbor 
Heights 2 

320 290.00 27.20 38.00 0.23 Highest 
Customer 

230.00 0.00 0% 

Shurgard 440 339.70 100.60 30.00 0.53 Highest 
Customer 

335.00 0.35 65% 

Skansie 440 335.80 105.60 43.00 1.13 Highest 
Customer 

335.00 0.74 65% 

North Gig 
Harbor 

450 301.20 148.80 50.50 2.23 Highest 
Customer 

336.00 1.26 56% 

Notes: 
(1) Highest customer is determined using the hydraulic model.  
(2) Dead Storage Volume includes dynamic headloss in the distribution system during a fire event. 
(3) ft: feet. 

 



CITY OF GIG HARBOR | CH 4 | SYSTEM ANALYSIS 

4-24 | OCTOBER 2018 | DRAFT  

4.5.2   Available Storage 

The available storage in each operating area is controlled by the elevation of the highest 
customer in the system and the HGL required to serve that customer with a pressure of at least 
20 psi in the case of a fire or other emergency, or 30 psi under normal conditions. Table 4.8 
shows the highest service elevation and the amount of available storage meeting the 30 psi and 
20 psi requirements in each tank and pressure zone. 

Table 4.8  Available Storage 

Operating Area 450 Zone 440 Zone 320 Zone  

Facility North Gig 
Harbor 

Shurgard Skansie Harbor 
Heights 1 

Harbor 
Heights 2 

East Total 

Storage Tank Size 
(MG) 

2.23 0.53 0.93 0.25 0.25 0.25 4.5 

Available Storage 
Above 30 psi (MG) 

0.65 
(29%) 

0.17 
(33%) 

0.30 
(33%) 

0.23 
(92%) 

0.23 
(92%) 

0.23 
(92%) 

1.5 
(33%) 

Available Storage 
Above 20 psi (MG) 

0.97 
(44%) 

0.19 
(35%) 

0.32 
(35%) 

0.23 
(92%) 

0.23 
(92%) 

0.23 
(92%) 

2.2 
(49%) 

4.5.3   Required Storage 

Operational storage volumes for each pressure zone are shown in Table 4.9. The City uses 
approximately 3 feet of their reservoir depth as its operational storage. This equates to 
approximately 8.5 percent of its total available storage volume. 

Required equalizing storage volumes were calculated for each pressure zone as shown in 
Table 4.9. By 2037, the City will be using approximately 12.9 percent, or 0.29 MG, of their total 
available storage for equalizing storage. 

The calculations for standby storage requirements are shown in Table 4.9. The 200 gal/ERU 
criteria is not dependent of the supplies in the pressure zones. By 2037, the City will use 
approximately 1.44 MG, or approximately 64 percent, of its total available storage volume. 

The operational, equalizing, fire suppression, and standby storage requirements are summarized 
in Table 4.9 for each pressure zone in the long-term planning period. Note, that the fire 
suppression volume of 0.54 MG is assumed to be stored in the 450 pressure zone, so it can be 
shared to the rest of the pressure zones without relying on mechanical features (i.e. booster 
pump station (BPS) #3).  

Under total required storage in Table 4.9, volumes are listed for both the 30 psi and 20 psi 
requirements. The volume required above the 30 psi HGL is the sum of operational and 
equalizing storage. The volume required above the 20 psi HGL is the sum of operational storage, 
equalizing storage, standby storage, and fire suppression. Available vs required storage volumes 
comparison can be found for each pressure zone in the following sections. 



SYSTEM ANALYSIS| CH 4 | CITY OF GIG HARBOR 

 DRAFT | OCTOBER 2018 | 4-25 

Table 4.9  Required Storage 

Operating Area 450 Zone 440 Zone 320 Zone  

Facility North Gig 
Harbor 

Shurgard / 
Skansie 

Harbor Heights 1, 
Harbor Heights 2, 

& East 

Total 

Storage Tank Size (MG) 2.23 1.66 0.71 4.60 

Available Storage 
Above 30 psi HGL (MG) 

0.62 0.21 0.69 1.52 

Available Storage 
Above 20 psi HGL (MG) 

0.97 0.58 0.69 2.24 

2037 Operational (MG) 0.05 0.05 0.10 0.19 

2037 Equalizing (MG) 0.11 0.08 0.10 0.29 

2037 Standby (MG) 1.19 0.00 0.46 1.65 

2037 Fire Suppression (MG) 0.54 Supplied 
from 450 

Supplied 
from 450 

0.54 

2037 Total Required Storage 
Above 30 psi (MG) 

0.16 0.13 0.20 0.49 

2037 Total Required Storage 
Above 20 psi (MG) 

1.89 0.13 0.66 2.67 

4.5.4   Available versus Required Storage Comparison 

The three pressure zones were evaluated to consider whether each zone has the required usable 
operational, equalizing, fire suppression, and standby storage volumes available. The storage 
requirements were compared to the existing storage volume to identify projected storage 
excesses or deficiencies. Storage analysis consider each pressure zone in detail for the planning 
years 2027 and 2037 and are discussed in the following sections. 

4.5.4.1   320 Pressure Zone 

Storage for the 320 Zone is contained within the East Tanks and the two Twin Harbor Heights 
reservoirs, which have a total nominal storage volume of 0.71 MG (including 0.02 MG of dead 
volume). The required storage volume for the pressure zone is calculated using the methodology 
presented in the previous sections and is summarized in Table 4.10. The 320 pressure zone has 
enough storage until planning year 2037. 
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Table 4.10  320 Zone Storage Evaluation 

 2027 2037 

Demand 

ERU 
ADD 
MDD 
PHD 

2,215 
315 
728 

1,327 

2,382 
339 
783 

1,419 

Available Sources (gpm) 

Well 2 
Well 4 
Grandview FCV(1) 
Total Source Capacity (gpm) 
Largest Source (gpm) 

272 
159 
200 
631 
272 

272 
159 
200 
631 
272 

Required Storage (MG) 

Operational 
Equalizing 
Standby 
Fire Suppression 
Dead 
Total Required Storage 

0.10 
0.09 
0.39 
0.00 
0.02 
0.60 

0.10 
0.10 
0.46 
0.00 
0.02 
0.67 

Existing Storage (MG) 

East 
Twin Harbor Heights 
Total Existing Storage 

0.23 
0.48 
0.71 

0.23 
0.48 
0.71 

Excess (Deficit) Existing Storage (MG) 

Excess (Deficit) Existing Storage (MG) 0.11 0.04 
Note:  
(1) FCV:  Flow Control Valve. 

4.5.4.2   440 Pressure Zone 

There is currently 1.66 MG of nominal storage volume in the two reservoirs Shurgard and 
Skansie. Approximately 1.08 MG, or 65 percent, of the reservoirs is dead due to high service 
elevations in the pressure zone. The required storage volume for the pressure zone is calculated 
using the methodology presented in the previous sections and is summarized in Table 4.11. The 
440 Zone has enough storage volume until planning year 2037, and shows an excess in storage of 
approximately 0.45 MG by 2037. 
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Table 4.11  440 Zone Storage Evaluation 

 2027 2037 

Demand 

ERU 
ADD 
MDD 
PHD 

1,782 
254 
586 

1,086 

1,898 
270 
624 

1,151 

Available Sources (gpm) 

Well 3 
Well 5 
Well 6 
Well 8 
Grandview FCV 
Total Source Capacity (gpm) 
Largest Source (gpm) 

625 
500 

1,000 
12 

200 
1,937 
1,000 

625 
500 

1,000 
12 

200 
1,937 
1,000 

Required Storage (MG) 

Operational 
Equalizing 
Standby 
Fire Suppression 
Dead 
Total Required Storage 

0.05 
0.08 
0.00 
0.00 
1.08 
1.21 

0.05 
0.08 
0.00 
0.00 
1.08 
1.21 

Existing Storage (MG) 

Shurgard 
Skansie 
Total Existing Storage 

0.53 
1.13 
1.66 

0.53 
1.13 
1.66 

Excess (Deficit) Existing Storage (MG) 

Excess (Deficit) Existing Storage (MG) 0.45 0.45 

4.5.4.3   450 Pressure Zone 

The North Gig Harbor reservoir has 2.23 MG of total storage volume. Of the total storage 
volume, approximately 1.26 MG, or 56 percent, of the reservoir is dead due to high service 
elevations in the pressure zone. Table 4.12 details the storage evaluation for the new 450 Zone. 
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Table 4.12  450 Zone Storage Evaluation 

 2027 2037 

Demand 

ERU 
ADD 
MDD 
PHD 

2,585 
368 
850 

1,532 

2,904 
413 
955 

1,709 

Available Sources (gpm) 

Well 11 
Total Source Capacity (gpm) 
Largest Source (gpm) 

1,000 
1,000 
1,000 

1,000 
1,000 
1,000 

Required Storage (MG) 

Operational 
Equalizing 
Standby 
Fire Suppression 
Dead 
Total Required Storage 

0.05 
0.10 
1.06 
0.54 
1.26 
3.01 

0.05 
0.11 
1.19 
0.54 
1.26 
3.15 

Existing Storage (MG) 

North Gig Harbor 
Total Existing Storage 

2.23 
2.23 

2.23 
2.23 

Excess (Deficit) Existing Storage (MG) 

Excess (Deficit) Existing Storage (MG) (0.78) (0.92) 

By 2027, the storage volume is deficient by 0.78 MG, and by 0.92 MG in 2037. Increasing 
deficiencies are due to increased equalizing and standby storage requirements that are driven by 
the projected demand growth. The 450 Zone does not have sufficient available storage volume 
in the North Gig Harbor tank to meet storage volume requirements through planning year 2037.  

4.5.5   Storage Summary  

Table 4.13 summarizes the storage results for the entire system at both short-term and 
long-term planning periods, and Figure 4.4 is a graphic illustrating storage requirements in 
planning year 2037. As illustrated in Table 4.13, the existing system does not have sufficient 
available volume to meet the storage requirements through the planning period. Overall, the 
system shows as deficient both in the short-term (2027) and the long-term (2037). 
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Table 4.13  Storage Evaluation Summary – Before Improvements 

 320 Zone 440 Zone 450 Zone 

Storage Size (MG) 0.71 1.66 2.23 

Available Storage 
Above 20 psi HGL 

0.69 0.58 0.97 

Total Required 
Storage in 2027 (MG) 

0.58 0.12 1.75 

Excess (Deficit) 
Storage in 2027 (MG) 

0.11 0.45 (0.78) 

Total Required 
Storage in 2037 (MG) 

0.65 0.13 1.89 

Excess (Deficit) 
Storage in 2037 (MG) 

0.04 0.46 (0.92) 

 

Figure 4.4  Storage Requirements vs. Total Existing Storage 
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4.5.6   Storage Recommendations 

Several options were discussed with the City to mitigate future storage deficiencies in the 
450 Zone and are described below: 

• Option 1 – Use pumps to access dead storage in existing reservoirs and supply fire flow 
to the distribution system: 
 Build a new BPS at the North tank in the 450 Zone; 
 Expand BPS#3 with adequate configuration and pumps to access dead storage in 

the Skansie tank. However, Skansie by itself does not have enough dead storage 
volume to offset the 450 Zone deficiency and would need to be combined with 
another project.  

• Option 2 – Construct a new primary Well 9 in the 450 Zone to decrease required 
emergency volume.  

Tables 4.14 and 4.15 show the impact of implementing Option 1 and Option 2, respectively, to 
the 450 Zone that was shown as deficient.  

After discussion with City staff, Option 2 was recommended to be implemented by 2027. This 
option follows the City’s operation philosophy of investing in its supply sources to make for a 
more redundant and reliable system. Project S-01 in the CIP addresses Option 2 and is discussed 
further in Chapter 8. 

Table 4.14  450 Zone Storage Evaluation – With Option 1 Recommendations (New BPS at North Tank) 

 2027 2037 

Demand 

ERU 
ADD 
MDD 
PHD 

2,585 
368 
850 

1,532 

2,904 
413 
955 

1,709 

Available Sources (gpm) 

Well 11 
Total Source Capacity (gpm) 
Largest Source (gpm) 

1,000 
1,000 
1,000 

1,000 
1,000 
1,000 

Required Storage (MG) 

Operational 
Equalizing 
Standby 
Fire Suppression 
Dead(1) 

Total Required Storage 

0.05 
0.10 
1.06 
0.54 
0.00 
1.75 

0.05 
0.11 
1.19 
0.54 
0.00 
1.89 

Existing Storage (MG) 

North Gig Harbor 
Total Existing Storage 

2.23 
2.23 

2.23 
2.23 

Excess (Deficit) Existing Storage (MG) 
Excess (Deficit) Existing Storage (MG) (0.48) (0.34) 

Note:  
(1) New BPS will access North Tank dead storage and utilize its volume for emergency and fire suppression. 
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Table 4.15  450 Zone Storage Evaluation – With Option 2 Recommendations (New Well 9) 

 2027 2037 

Demand 

ERU 
ADD 
MDD 
PHD 

2,585 
368 
850 

1,532 

2,904 
413 
955 

1,709 

Available Sources (gpm) 

Well 11 
New Well 9(1) 
Total Source Capacity (gpm) 
Largest Source (gpm) 

1,000 
1,000 
2,000 
1,000 

1,000 
1,000 
2,000 
1,000 

Required Storage (MG) 

Operational 
Equalizing 
Standby 
Fire Suppression 
Dead 
Total Required Storage 

0.05 
0.10 
0.00 
0.54 
1.26 
1.95 

0.05 
0.11 
0.00 
0.54 
1.26 
1.96 

Existing Storage (MG) 

North Gig Harbor 
Total Existing Storage 

2.23 
2.23 

2.23 
2.23 

Excess (Deficit) Existing Storage (MG) 

Excess (Deficit) Existing Storage (MG) 0.28 0.27 
Note:  
(1) New Well 9 is recommended by North Tank and would pump approximately 1,000 gpm. 

4.5.7   Storage Limiting Capacity Analysis 

DOH requires the available equalizing and standby storage of the City to be expressed in terms 
of the number of ERUs that can be served. The available equalizing storage is the amount of 
storage available above the 30 psi HGL minus operational storage. Rearranging the equations in 
Section 4.3.1.2 yields the following equation for number of ERUs that can be served with the 
available equalizing storage: 

 N= 1
𝐶𝐶
� 1
𝑀𝑀𝑀𝑀𝑀𝑀

� 𝐸𝐸𝐸𝐸
150

+ 𝑄𝑄𝐸𝐸 − 18� − 𝐹𝐹� 

Where:  N = Number of ERUs 

 MDD = Maximum day demand per ERU, in gpm/ERU 

 ES = Available Equalizing Storage, in gallons 

 QS = Total Source Capacity, in gpm 

 C = Coefficient associated with ranges of ERUs  

 F = Factor associated with ranges of ERUs 
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Table 4.16 shows that the City has about 1.32 MG of available equalizing storage that is capable 
of serving 22,980 customers. This is more than the number of ERUs forecasted to be served by 
the water system in 2027 by 16,398 ERUs and in 2037 by 15,796 ERUs. 

Table 4.16  Equalizing Storage Limiting Capacity 

 320 Zone 440 Zone 450 Zone 

Planning Year 2027 2037 2027 2037 2027 2037 

Equalizing Storage 
Available (gallons) 

590,000 590,000 160,000 160,000 570,000 570,000 

ERUs that can be Served 8,500 8,500 5,530 5,530 8,950 8,950 

ERUs projected in 
Service Area 

2,215 2,382 1,782 1,898 2,585 2,904 

Equalizing Storage 
Surplus/(Deficit) (ERUs) 

6,285 6,118 3,748 3,632 6,365 6,046 

Available standby storage is the total storage available above the 20 psi HGL minus the 
operational storage and available equalizing storage. Rearranging the equation in Section 4.3.1.3 
yields the following equation for number of ERUs that can be served with the available standby 
storage: 

 N = (SB +2 days*QF)/(2 days*ADD) 

Where:  N = Number of ERUs 

 SB = Available standby storage, in gallons 

 QF = Firm capacity, in gpd 

 ADD = Average day demand per ERU, in gpd/ERU 

Table 4.17 shows the City’s available standby storage is over 1.78 MG. Because both 320 and 
440 Zones have so much firm capacity, this is enough storage to serve over 11,450 ERUs. These 
zones have surplus Standby Storage throughout the planning period. However, the 450 Zone 
shows an ERU deficit of 585 by 2027 and 924 by 2037, therefore confirming the storage 
deficiency found during the storage analysis in the 450 zone. 

Table 4.17  Standby Storage Limiting Capacity 

 320 Zone 440 Zone 450 Zone 

Planning Year 2027 2037 2027 2037 2027 2037 

Available Standby 
Storage (gallons) 

501,916 501,916 458,883 448,882.9 820,973 810,973 

ERUs that can be Served 3,750 3,750 7,700 7,680 2,000 1,980 

ERUs projected in 
Service Area 

2,215 2,382 1,782 1,898 2,585 2,904 

Standby Storage 
Surplus/(Deficit) (ERUs) 

1,535 1,368 5,918 5,782 (585) (924) 

Table 4.18 shows the City’s available standby storage after recommended Well 9 has been 
created. The City has surplus standby storage throughout the planning period. 
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Table 4.18  Standby Storage Limiting Capacity – With Option 2 Recommendations (Well 9) 

 320 Zone 440 Zone 450 Zone 

Planning Year 2027 2037 2027 2037 2027 2037 

Available Standby 
Storage (gallons) 

501,916 501,916 458,883 448,882.9 820,973 810,973 

ERUs that can be Served 3,750 3,750 7,700 7,680 9,030 9,000 

ERUs projected in 
Service Area 

2,215 2,382 1,782 1,898 2,585 2,904 

Standby Storage 
Surplus/(Deficit) (ERUs) 

1,535 1,368 5,918 5,782 6,445 6,096 

4.6   Hydraulic Model Update 

The City's hydraulic water distribution model is the primary tool for evaluating the City's 
distribution system. The model evaluates how the City's water infrastructure handles future 
demands and verifies that recommended improvements will eliminate system deficiencies.  

The City maintains the hydraulic model of their distribution system in WaterCAD by Bentley. The 
hydraulic model was updated using the data provided by the City for the various elements of the 
hydraulic model described below. A summary of all the updates performed in the model is 
presented in this section. 

4.6.1   Elements of the Hydraulic Model 

The following provides a brief overview of the various elements of the hydraulic model and the 
required input parameters associated with each: 

• Junctions: Locations where pipe sizes change, where pipelines intersect, or where water 
demands are applied and are represented by junctions in the hydraulic model. Required 
inputs for junctions include service elevation and water demands.  

• Pipes: Water mains are represented as pipes in the hydraulic model. Input parameters 
include length, diameter, roughness coefficient, and whether or not the pipe includes a 
check valve (i.e., does not allow reverse flow). 

• Tanks:  
 Cylindrical Tanks: Water tanks are included in the hydraulic model as cylindrical 

tanks. Required input parameters for cylindrical tanks include bottom elevation, 
maximum level, initial level, and diameter.  

 Fixed Head Reservoirs: For water distribution system modeling, fixed head 
reservoirs are used to represent a water source with a constant HGL. Typically, fixed 
head reservoirs are used to represent water sources, such as groundwater supplies. 

• Pumps: Input parameters for pumps include pump curves and operational controls. 
• Valves: A number of different valves, such as pressure reducing valves (PRVs) are 

represented in the hydraulic model. Required input parameters for valves include 
diameter, operational controls, and other settings or headloss curves depending on the 
type of valve. 

• Demands: Water demands are applied at specific junctions in the hydraulic model.  
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• Fire Flows: Fire flows are simulated by assigning a fire demand to certain junctions in the 
model based on land use. The modeling software will then run a system-wide fire flow 
analysis, in which each junction with an assigned fire flow will be analyzed and a residual 
pressure will be computed. This eliminates the need to manually run fire flows 
throughout the system and increases the number of junctions that can be analyzed.  

4.6.2   Physical Features Update 

The updated all-pipe model contains 400 nodes and 540 segments of pipe. In addition, there are 
6 tanks, 8 well and supply sources, and 1 pump station. This section summarizes all updates 
performed in the hydraulic model for the purpose of this system analysis. The model 
incorporates the latest geographic information system (GIS) and computer-aided design (CAD) 
data received from the City on February 2018. 

4.6.2.1   Pressure Zones 

The pressure zone boundaries are verified and updated when necessary in the hydraulic model. 
Corrections are made to pressure zone assignments for all pipes and junctions. 

4.6.2.2   Pipes 

Pipes included in the model were checked against the most recent City CAD and GIS databases 
and diameters were updated accordingly. Additionally, any missing loops or recent 
developments were added to the hydraulic model. 

4.6.2.3   Storage Tanks 

All of the City’s tanks are modeled as cylindrical tanks. Storage tank dimensions, such as 
diameter, height, bottom elevation, were checked against the latest data provided by the City.  

4.6.3   Demand Allocation Process 

4.6.3.1   Process Overview 

The hydraulic model was updated with the medium demand projections presented in Chapter 3, 
which provides demands by customer class for each pressure zone. The demand allocation 
process spatially distributed these future demands to the model’s many nodes. Each node 
represents the demands from nearby customers that may include multiple customer 
classes (e.g., commercial and residential). Demand is allocated based on the number and class of 
customers contributing to each model node.  

The land use of the contributing area, in acres, to each node was calculated using GIS. The 
demand projections were developed based on accounts, not area, therefore the demands were 
converted to a demand per acre factor. Using the demand per acre factors, the projected 
demands were calculated for the contributing area to each node. 

4.6.3.2   Demand Allocation 

The demand allocation was based on the land use within these contributing areas. The 
existing (Year 2018) demands were allocated based on current land use. Future demands were 
allocated based on land use, where the contributing area was limited to vacant and 
redevelopable lands within the City. Future scenarios consist of planning years 2027, and 2037. 
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The demands were projected by customer class. Each customer class corresponds to a particular 
land use type. Irrigation customer class demands were allocated proportionally to all 
non-single-family residential areas in the system, except open space. Open spaces were not 
allocated demands. Distribution system leakage and "other authorized use" demands were 
allocated uniformly across the system. Large consumer demands were assigned independently 
to specific locations to accurately capture the hydraulic impacts of these large demands.  

Existing demand per acre factors for each land use type were calculated by dividing the customer 
class demand by the number of acres currently connected to the water system in the 
corresponding land use categories. Demands were then spatially distributed to the nodes in the 
model.  

Each node represents the demands from nearby customers, which may include customers from 
multiple classes. The contributing area of each land use type to each model node on the parcel 
scale was calculated using GIS. Automated GIS tools initially assigned parcels to each model 
node. The results of the automated analyses were reviewed and some parcels were reassigned to 
better represent the source of water for the customers. Commonly, undeveloped or vacant areas 
were reassigned to the nearest potential system connection to approximate the impact of 
expansion on the existing system. Additionally, parcels bordering multiple mains were reviewed 
and reassigned when necessary. 

Then, node demand was calculated by multiplying the demand per acre factors by number of 
acres for each land use type contributing to the node. 

Future demand per acre factors were calculated for the demand anticipated in addition to 
existing demand by 2027, and 2037. Future demands were allocated on top of existing demands 
to nodes with the following three types of contributing area: 

• Parcels that are currently developed and are expected to connect to the water system in 
the future,  

• Parcels that are currently undeveloped and expected to develop and connect to the 
water system within the planning period, and 

• Connected parcels that are expected to redevelop within the planning period. 

Demands of currently connected parcels that are not expected to redevelop within the planning 
period did not change for the future scenarios. 

The resulting demand allocation does not establish the actual water use for individual 
customers; rather it represents a typical water use based on large groups of customers. Similarly, 
the actual site of development or redevelopment is not considered, rather future demands are 
spread across a large area that the City has established as vacant or having the potential for 
redevelopment.  

Note, the demands presented in this section were developed for planning purposes and should 
not be used for permitting or design of development-scale projects. 
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4.6.4   Fire Flows 

Fire flow demands were also updated in the model. The quantity of water available for 
firefighting establishes an important level of service for a water system. The City’s established 
criteria for fire flow were used to update the hydraulic model. The following criteria are 
minimum requirements: 

• 1,000 gpm for all single-family residential areas of the City for two hours with a 
minimum of 20 psi residual anywhere in the system. 

• 3,000 gpm for multi-family residential and commercial areas of the City for three hours 
with a minimum of 20 psi residual anywhere in the system. 

Parks and open spaces within the City were not allocated fire flows. 

Figure 4.5 shows the minimum fire flow required at nodes throughout the system based on land 
use. 

Additionally, the City has one specific fire flow customer (Home Depot) located within 
Gig Harbor North, at 5120 Borgen Boulevard, that requires 2,000 gpm for 4 hours (0.48 MG). 

4.6.5   Hydraulic Update and Calibration 

The updated hydraulic model provides an excellent tool for evaluating the distribution system. 
The model should be updated periodically to maintain reasonable prediction of water system 
conditions. An update would include incorporating main replacements and improvements, 
adding new service areas, incorporating operational changes to the tanks and pumps, adjusting 
PRV settings, and adjusting demands to match demand projections and land use. As part of this 
periodic update, hydrant flow tests should be conducted to verify the accuracy of the model and 
aid in monitoring system changes. Additionally, fire flow tests should be conducted to validate 
model results for new developments in areas with low pressures or high head loss.  

 



#*

#*

#*

#*

#*

#*

UT

UT

UT

UT

UT

UT

"=)

"b )

"b )
"b ) "b )

"b )
"b )

"b )
"b )

"b )

"b )

#*

?
?

?

?

?¤

Pe
ac

oc
k H

ill A
ve

 N
W

Cr
es

ce
nt 

Va
lle

y D
r N

W

96th St NW

Mo
lle

r D
r N

W

Burnham Dr NW

Sti
ns

on
 Av

e

Harborview Dr

Pio
nee

r W
ay

30
th 

Av
e

Hunt St NW

Reid Dr NW

Wollo
che

t D
r N

W

56th St NW

Po
int

 Fo
sd

ick
 D

r N
W

Sehmel Dr NW

Borgen Blvd

66
th 

Av
e N

W

Rosedale St NW

46
th 

Av
e N

W

Artondale Dr NW

Mu
rph

y D
r N

W

North Gig
Harbor Tank

Well No. 2
East Tank

Well No. 6
Well No. 5

Well
No. 4

Well No. 3

Shurgard
Tank

Well No. 8

Twin Harbor
Heights Tanks

Skansie
Tank

Peacock Hill
Water System

Pump Station 3
#*Well No. 11

Last Revised: November 06, 2018 \\io-fs-1\Data\GIS\GISBackup\Gig_Harbor\MXD\Fig_4-5_10.4.mxd

O

0 2,0001,000
Feet

Disclaimer: Features shown in this 
figure are for planning purposes and 
represent approximate locations. 
Engineering and/or survey accuracy 
is not implied.

Data Sources: Gig Harbor

SYSTEM ANALYSIS | CH 4  | CITY OF GIG HARBOR

Legend
Fire Flow Demands

3,000 gpm

1,000 gpm

2,000 gpm

?
Normally Closed 
Valve

#*
Water System
Connection

"=) Pump Station

"b ) PRV

#* Well

UT
Storage Tank\
Reservoir

Pipelines
8'' or Smaller

10'' or Larger

Parcel

City Limits

Urban Growth Boundary

Roads

Retail Water Servie Area

Waterway

Pressure Zones
320 Zone

440 Zone

450 Zone

 Figure 4.5  Fire Flow Requirements



CITY OF GIG HARBOR | CH 4 | SYSTEM ANALYSIS 

4-38 | OCTOBER 2018 | DRAFT  

4.7   Evaluation of the Distribution System 

The updated model was used to evaluate the distribution system under future demand 
conditions. The distribution system was evaluated against four performance criteria. Areas not 
meeting the criteria are considered deficient and system improvements are identified to achieve 
the required level of service. 

4.7.1   Evaluation Criteria 

The evaluation criteria are from the City’s policies and criteria presented in Chapter 2. These 
policies are at least as stringent as DOH Design Manual and WAC 246-290 requirements. The 
distribution system was evaluated for the following criteria: 

• High ADD Pressure. Maximum recommended pressure is 100 psi during ADD. 
• Low PHD Pressure. Minimum allowed pressure is 30 psi during PHD. 
• High Velocity. Maximum allowed velocity is ten feet per second (ft/s) during PHD. 
• Available Fire Flow. During fire flow during MDD conditions, system pressures must 

remain above 20 psi. 

4.7.2   Identified Deficiencies 

4.7.2.1   High ADD Pressure 

International plumbing code requires the installation of individual PRVs when the meter pressure 
exceeds 80 psi. Although the City has no maximum pressure criteria, system pressure above 
100 psi are identified for informational purposes. The model was run in extended period 
simulation during ADD to identify the range of pressures typically experienced in the system. 
Figure 4.6 shows model nodes with pressures above 100 psi during 2027 ADD, which is the 
planning year where demands will be the lowest and therefore pressures will be the highest. 
High pressure nodes under both 2027 ADD and 2037 ADD are the same as those for 2037 ADD. 
This criterion is a guideline rather than a requirement. The results are provided for the City's 
information. No improvements are recommended.  

4.7.2.2   Low PHD Pressure 

PHD conditions were simulated for each planning year to identify areas with operating pressures 
below 30 psi. There are no low pressure issues in the entire distribution system under either 2027 
or 2037 planning year 

4.7.2.3   High Velocity 

The City's goal is to maintain velocities under ten ft/s in distribution pipes during the PHD. No 
pipes were found to exceed the velocity criteria in any planning year. Therefore, no 
improvements are recommended. 



SYSTEM ANALYSIS| CH 4 | CITY OF GIG HARBOR 

 DRAFT | OCTOBER 2018 | 4-39 

4.7.2.4   Available Fire Flow 

The City criterion requires fire flows to be met while supplying MDD and maintaining 20 psi 
throughout the distribution system. Fire flows are typically the largest flows a system 
experiences and often a major factor in pipe sizing and configurations. The hydraulic model was 
used to systematically simulate a fire at all model nodes representing fire hydrants for each of 
the planning years. Deficient nodes that cannot provide required fire flows while maintaining 
system pressures everywhere else in the system above 20 psi are shown in Figure 4.7 for 
planning year 2027. There is no change in results for planning year 2037. Fire flow deficiencies for 
the 1,000 gpm requirement are shown in purple, while nodes failing to meet the 3,000 gpm 
requirement are shown in red. 

During the fire flow analysis, reservoirs are set at the 20 psi HGL, which is the bottom of the fire 
suppression storage component. This is often much lower than typical operating levels. 
Therefore, locations that may have sufficient pressure and flow during annual hydrant testing 
may be deficient with these lower reservoir levels. 

4.7.3   Future Service Area Infrastructure 

The City has several areas in its system currently undeveloped. Some of these areas are located 
at higher elevations than the currently highest customers served. It is recommended that these 
customers be served through BPS. Specific studies will be recommended based on future 
development locations to confirm infrastructure requirements. Figure 4.8 shows the locations of 
the areas that will need further evaluation to connect to the City’s distribution system. 
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 Figure 4.6  High Pressure Areas During 2027 ADD
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4.7.4   Identification of Improvement Projects 

Improvements were developed and are recommended to meet the projected deficiencies 
identified in the previous section. Improvements mainly include pipe upsizing, and main looping.  

The recommended improvements are shown in Figure 4.9. Detailed information on each 
recommended pipe improvement project can be found in Table 4.18. Once implemented, the 
system will meet future fire flow requirements for the planning year.  

A total of 10,043 feet, or 1.9 miles, of pipe improvements is recommend and summarized in the 
table below.  

The columns used in Table 4.19 refer to the following: 

• Identification (ID): Each pipe segment is assigned an ID. This is an alphanumeric 
identifier that starts with one letter, indicating the type of project (N = new pipe, 
U = Upsize), and is followed by a number.  

• Pressure Zone: This is the pressure zone in which the project is located. 
• Location: Street in which the improvement is proposed. 
• Length: Estimated length of the proposed pipeline (feet). 
• Existing Size: Diameter of the existing pipeline (inches [in.]). 
• Proposed Size: Diameter of the proposed pipeline (in.). 

Table 4.19  Proposed Pipe Improvements 

Project 
ID 

Pressure 
Zone 

Location Length 
(ft) 

Ex. Size 
(in) 

Proposed 
Size (in) 

N-01 450 Zone South of St Anthony Hospital connecting 
Canterwood Blvd NW and Bering St. NW 

808 - 12 

N-02 450 Zone Connection between Sehmel Dr. NW and 
Burnham Dr. NW across Highway 16 

4,323 - 12 

N-03 450 Zone connection between Vernhardson St. 
and Burnham Dr. NW 

1,674 - 12 

N-04 440 Zone Olympic Dr. NW and 56th St. NW 184 - 8 

U-01 440 Zone Along Grandview St. between 
Stinson Ave and Pioneer Way 

441 6 12 

U-02 440 Zone Shore Acres 186 6 8 

U-03 440 Zone Shore Acres 135 6 8 

U-04 440 Zone Shurgard Tank to 30th Ave. 283 8 12 

U-05 440 Zone Shurgard East Tee 515 8 12 

U-06 440 Zone Olympic Village Loop 714 8 12 

U-07 440 Zone Along Reid Dr. NW between 56th St. NW 
and 55th St. NW 

578 6 8 

U-08 440 Zone Deer Creek Ln. 202 4 8 

Total   10,043   
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Chapter 5 

WATER USE EFFICIENCY PROGRAM 

5.1   Introduction 

The City of Gig Harbor (City) promotes efficient water use to conserve and protect their existing 
water supplies for present and future residents. The City promotes water conservation and 
efficient use through a variety of activities that encompass their Water Use Efficiency (WUE) 
Program. The program encourages conservation and utilizes continued improvements to reduce 
leakages and water loss in the City’s system. This chapter details both the City’s existing and 
future WUE programs.  

5.2   WUE Program Background 

In 2003, the Washington State Legislature passed the Engrossed Second Substitute House 
Bill 1338, known as the Municipal Water Law or the WUE rule, to address the increasing demand 
on Washington’s water resources. This law established that all municipal water suppliers (MWS) 
must use water more efficiently in exchange for water right certainty and flexibility to help them 
meet future demand.  

The WUE rule, which became effective on January 22, 2007, emphasizes the importance of 
measuring water use and evaluating the effectiveness of the water supplier’s WUE program. The 
intent is to minimize water withdrawals and water use by implementing water saving activities 
and adopting policies, resolutions, ordinances, or bylaws. This chapter follows the guidelines set 
forth in the Water Use Efficiency Guide Book, Third Edition, (January 2017). 

5.2.1   Current WUE Program 

The City’s current WUE Program was established as part of the 2008 Water System Plan update. 
Per the Washington State Administrative Code (WAC) 246-290-830(4)(a), all water purveyors 
with 1,000 or more connections were required to set efficiency goals through a public process. 
The established goals promote water use efficiency for internal operations and for water 
customers. The previous plan established a goal to reduce the consumption per Equivalent 
Residential Unit (ERU) by 10 percent by 2028. This goal was most recently updated in 2018 to the 
following: 

• Decrease residential consumption by 0.25 percent for each year for the next six years.  

The following summarizes the City’s current program. 

5.2.1.1   Supply-Side Measures 

The City implements the following supply-side measures as part of their WUE Program. A 
number of these measures are mandated by the Washington State Department of Health (DOH) 
per the Water Use Efficiency Guidebook. The following summarizes the City’s supply-side 
measures: 

• Record and monitor supply source production (Mandatory).  
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• Record and monitor customer demands through customer water meters (Mandatory). 
• Regularly test and calibrate source and large user’s water meters (Mandatory). 
• Replace or retrofit customer water meters with advanced meter reading (AMR) meters. 

By the end of 2020, the City will upgrade all customer meters to the new AMR meters.   
• Perform periodic leak detection surveys through a private contractor.  
• Repair or replace old distribution system piping with defects as budget allows.  
• Reclaimed Water: Treated wastewater is used for wash down and process use and for 

landscape irrigation at the wastewater treatment plant (WWTP).  

5.2.1.2   Demand-Side Measures  

The City implements a number of demand-side measures that meet the DOH requirement for 
six (6) WUE measures. These measures are similar to many of the example WUE measures 
presented in Appendix B of the Water Use Efficiency Guidebook. The following provides a 
summary of the City’s demand-side measures:  

• Include water consumption history on customer’s utility bills for all customer classes.  
• Perform water audits for large water users, as requested.  
• On-site irrigation at the WWTP with treated effluent. 
• Educate the public on water conservation through the Annual Water Quality Report 

pamphlets at City Hall and on the City website 
(https://www.cityofgigharbor.net/DocumentCenter/View/599/Indoor---Outdoor-Water-
Conservation-PDF). 

• High-use customers are notified to check for leaks and educated on the consequences of 
unchecked leaks. 

5.2.2   Distribution System Leakage 

Minimizing distribution system leakage (DSL) is a significant element of supply-side WUE 
requirements. DSL above 10 percent on a 3-year rolling average is considered excessive and 
necessitates the creation of a water loss control action plan. DSL is the difference between total 
water production and documented water use (retail and authorized unmetered). The estimate of 
DSL is dependent on the accuracy of meter readings for supply and customer meters and the 
accuracy of tracking authorized unmetered use for activities such as fire hydrant flushing. 
Table 5.1 presents the City’s reported 3-year rolling average DSL from 2011 through 2017. The 
City has consistently maintained DSL below the DOH standard of 10 percent.  

Table 5.1 Distribution System Leakage (3-year Rolling Average) 

Year DSL (%) 

2011 4.3 

2012 4.8 

2013 6.2 

2014 5.7 

2015 4.8 

2016 3.2 

2017 7.0 

https://www.cityofgigharbor.net/DocumentCenter/View/599/Indoor---Outdoor-Water-Conservation-PDF
https://www.cityofgigharbor.net/DocumentCenter/View/599/Indoor---Outdoor-Water-Conservation-PDF
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5.2.3   Historical Effectiveness of Current WUE Program 

The effectiveness of the City’s current WUE Program was evaluated by looking at historical 
trends in residential water consumption. Average residential water consumption for 2015 
through 2017 has been 204 gallons per day (gpd) per equivalent residential unit (gpd/ERU). 
Residential has decreased from 205 gpd/ERU in 2015 to 202 gpd/ERU in 2017. Overall, residential 
water consumption has dropped by 1.5 percent since 2015, or 0.75 percent per year on average. 
The City’s WUE measures have been effective at meeting their WUE goal of 0.25 percent per 
year over the last three (3) years. It is acknowledged that other factors beyond the success of the 
WUE program may have played a prominent role in this decrease, such as weather and economic 
conditions.   

The City has historically allocated approximately $5,000 per year for WUE Program demand-side 
measures. Supply-side measures are funded through the general operating funds and are not 
tracked. This level of effort has been effective at meeting the City’s WUE goals in recent years. A 
major cause is believed to be water savings in new construction, which will continue to 
effectively save water in the future.  

5.3   Future WUE Program  

The City plans to continue its efforts to encourage efficient water use. Going forward, the 
program will continue to focus on measures targeted at residential customers. The WUE 
Program goal for the future will be: 

• Demand-Side Goal: Reduce residential water consumption by 0.25 percent per year.  

5.3.1   Mandatory Measures 

The WUE Program includes supply-side measures that the City implements to understand and 
control leakage, including new meters and periodic leak detection surveys. The City’s WUE 
program will continue to meet all mandatory measures in the future. 

5.3.1.1   Additional Measures 

The City’s current rate structure bills customers on a base rate plus a uniform volumetric charge. 
The City will reevaluate a more aggressive rate structure, such as inclined block rates, in future 
rate studies.  

5.3.1.2   Reclaimed Water 

Per WAC 246-290-100 and WUE requirements, water systems with over 1,000 connections must 
evaluate reclaimed water opportunities. As mentioned previously, the City currently uses treated 
wastewater at the WWTP for process use and irrigation. In addition, the City completed a 
Phase 1 study, Water Reclamation and Reuse Site Evaluations and Study (HDR 2012), to evaluate 
the feasibility of a reclaimed water program. A Phase 2 study is planned to be completed in 2020 
to further evaluate reclaimed water opportunities.  

5.3.2   Future WUE program Supply-Side Measures 

The City will continue their existing program for replacement of customer water meters with 
AMR. The AMR meter provides operational benefits, reduces data error and helps identify 
customer-side leaks. It also allows leak detection and customer education through the detailed 
water use data and statistics provided by the AMR system.  
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5.3.3   Future WUE Program Demand-Side Measures 

The City will continue the existing program measures described in Section 5.2. The City exceeds 
the minimum DOH requirement of 6 WUE measures.  

5.3.4   Projected Demands with WUE Goals 

The projected water demands considering the water savings from the City’s WUE Program were 
represented with the low demand scenario presented in Chapter 3. Projected demands with 
WUE savings were compared to the medium demand projection. The low and medium demand 
projections assume a demand of 205 gpd/ERU. The low demand projections assumes the WUE 
program will successfully meet the City’s goal of reducing residential consumption by ERU by 
0.25 percent per year through 2028. Both demand projections assume the City’s DSL will be 
maintained at 4.7 percent. Table 5.2 presents the projected average day demand (ADD) and 
maximum day demand (MDD) with and without the WUE program for the 20-year planning 
period. The projected demands with the WUE Program are also shown in Figure 5.1. For ADD, 
WUE measures are projected to provide a reduction of 0.1 million gallons per day (mgd), or 
6.7 percent, by 2037. For MDD, WUE measures are projected to provide a reduction of 0.3 mgd, 
or 8.8 percent, by 2037. 

Table 5.2 WUE Demand Projections 

Demand 
Scenario 

2037 Projection 
with WUE  

(mgd) 

2037 Projection 
without WUE  

(mgd) 

Water Savings  
(mgd) 

Percent Savings 

ADD 1.4 1.5 0.1 6.7 

MDD 3.1 3.4 0.3 8.8 

 

Figure 5.1 Projected Demands with Water Use Efficiency 
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5.3.5   Future WUE Program Effectiveness 

The effectiveness of the existing WUE Program was evaluated using system-wide residential 
water use data. Measuring the effectiveness of the City’s future WUE Program against the 
established goal could be similarly evaluated using system-wide residential water use data. 
Estimating the water savings directly resulting from the City’s WUE Program in a single year is 
difficult. Therefore, long-term trends should be used to more clearly show the impact of the 
City’s WUE Program.  

Once AMR is implemented, the City could consider targeted WUE efforts to address water use to 
customers in a particular area or user profile. Using AMR, the City can estimate overall usage and 
peak water use rates. The first step would be to establish a baseline from historical information. 
The second step would be to evaluate the resulting water use after promoting WUE, through 
targeted activities and events, to customers. It is recommended that water use be tracked for at 
least a year to identify trends. Some consideration would need to be given to variations in 
weather and economic conditions. 

5.3.6   Budget 

The City recognizes the importance of continuing their WUE efforts. The WUE program provides 
cost savings through demand reduction and reduction in DSL. Continuing the WUE Program can 
help reduce the need for additional supply and assist the City during curtailment periods. The 
City believes the WUE Program to be a cost-effective program. The City has historically 
budgeted $5,000 per year for WUE demand-side measures. Supply-side measures will continue 
to be funded as part of the City’s general operating funds, as the City considers these 
fundamental to running the system. Going forward, the City plans to continue budgeting 
similarly for WUE Program measures. 
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Chapter 6 

WATER RIGHTS AND SOURCE WATER 
PROTECTION 

6.1   Introduction 

The City of Gig Harbor (City) has an expanding water system. As new demand and population 
growth occurs within the City’s retail water service area, new groundwater and other supply 
sources will need to be developed to meet the City’s water demands. The City is evaluating all 
feasible avenues to secure new water supplies to meet projected increases in demand. The City 
currently receives its water from eight ( ) production wells. The City has an additional well that is 
used for emergency/standby purposes (Perrow Well) that is disconnected from the system. 
Source water protection is regulated by the Washington State Department of Health (DOH). 

6.2   Water Right/General Conditions 

The City holds six ( ) additive municipal purpose certificated water rights, one ( ) non‐additive 
certificated right, and one ( ) non‐additive water right permits that authorize a total annual 
quantity (Qa) of  ,  acre‐feet (afy) ( .  million gallons per day (mgd)) of groundwater and a 
maximum instantaneous quantity (Qi) of  ,  gpm ( .  mgd). The certificates of water rights 
for the wells and the DOH Water Right Self‐Assessment Form for Water System Plan are 
included in Appendix K.  

 Washington State Department of Ecology (Ecology) water right certificates and the 
attached report of examination (ROE) detailing each water right have certain provisions 
attached to each right. These provisions have changed slightly over the years but can be 
distilled down to the following general provisions required for all City wells: 
- Record water use daily required. The maximum monthly withdrawal and total 

monthly volumes shall be submitted to Ecology annually (if requested). 
- Maintain access ports and measure water levels, static and pumping, at least 

monthly. 
- Sample each well for chloride concentration in April and August each year. Samples 

must be analyzed by a state accredited laboratory. (The City wells are completed 
below sea level and chloride is an indicator of sea water intrusion into the aquifer.) 
Sample results are to be reported to Ecology annually (if requested) and if 
concentrations exceed   milligrams per liter, immediate action is required to 
reduce concentrations.  

- City must maintain a water conservation plan as approved by DOH. 
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6.3   Groundwater Supply Sources 

The City relies upon its groundwater wells to meet all of its current supply needs. The City’s 
water system (DOH ID 276009) currently has eight (8) active production wells (Wells 2, 3, 4, 5, 6, 
8, additional Well 10 allowed pursuant to RCW 90.44.100, and the recently permitted and 
constructed Well 11). These wells make beneficial use of water authorized by the City’s eight (8) 
water rights, all of which qualify pursuant to the Revised Code of Washington (RCW) 90.03.015 
for municipal water supply purposes. All of the City’s wells/water rights are applied to beneficial 
use on an annual basis. Copies of the well logs and water right certificates for each well are 
included in Appendix K. 

The City’s wells are generally in very good condition. Each well is visited daily by City staff, 
monitored by the Supervisory Control and Data Acquisition (SCADA) system during work hours 
and the mechanical and electrical equipment is maintained regularly. Aquifer levels and daily 
production records are collected and recorded and reviewed for any indications of reduced well 
efficiency.  

Should an indication of reduced well efficiency occur, the City will proceed with additional field 
diagnostics. Well rehabilitation will be considered in the event of unacceptable losses of well 
efficiency. Well replacement will be considered if well rehabilitation is not appropriate or is 
unsuccessful in improving the well’s efficiency.  

6.4   Existing Supply Facilities 

6.4.1   Well 1: Certificated Groundwater Right G2-*01015C (590-C) 

Well 1 is located in the vicinity of the intersection of Adams and Judson Streets about 400 feet 
west of Soundview Drive in the northwest quarter of Section 8, Township 21, North Range 2 East 
in Pierce County. The original Well 1 was constructed in 1951 with 18-inch casing installed to a 
depth of 375 feet. The 18-inch casing was withdrawn to 73 feet below grade as a 10-inch casing 
was gravel packed in place with perforations opposite water bearing zones logged from 260 to 
265 and 73 to 83 feet. At construction, this well produced 340 gallons per minute (gpm) with 
31 feet of drawdown.  

Well 1 is a certificated, additive groundwater source authorized to provide water for municipal 
supply purposes (G2-*01015C/590-C) and has a priority date of October 19, 1948. The water 
right for this source allows a Qi of 400 gpm and a Qa of 238 afy. The place of use of Water Right 1 
is designated as the “Town of Gig Harbor.”  

Well 1 is listed on the City’s Water Facilities Inventory (WFI) Form as source S01 with a capacity 
of 120 gpm. It is listed as inactive starting November 16, 1992. Due to water quality and 
production problems affecting this source, the point of withdrawal of the additive annual 
quantity (Qa) of the Well 1 water right was transferred in 1988 by change application to the 
City’s Well 4 source. Subsequent to this change, the City abandoned the Well 1 site, but retained 
the authorized Qi associated with the Well 1 water right. The City resumed beneficial use of the 
Well 1 additive annual quantities Qa at Well 4. To this end, the ROE for Well 4 states “The City 
will retain the rights for a total of 980 acre-feet per year by placing Well No. 4 on line. Based on a 
pumping rate of 230 gpm, Well No. 4 must be pumped 14 hours per day to yield the 238 acre-feet 
required to replace the loss of production from Well No. 1.”  
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6.4.2   Well 2: Certificated Groundwater Right G2-00522 

Well 2 is located in the City Park near the intersection of Hall Randall Road and 
Vernhardson Street, about 500 feet northeast of the north end of Gig Harbor in the SW4 of 
Section 32, Township 22, North Range 2 East. Well 2 was drilled in 1963 to a depth of 121 feet 
with 10-inch casing. At that time it was a flowing artesian well yielding 20 gpm from an 8-inch 
well screen exposed to the aquifer between depths of 116 and 121 feet. The original pumping 
test showed a capacity of 425 gpm with 76 feet of drawdown.  

Well 2 is a certificated additive groundwater source (G2-00522) authorized to provide water for 
municipal supply purposes with a priority date of April 5, 1971. The place of use of Well 2 is 
designated as “Area served by the Town of Gig Harbor.” The water right certificate for this 
source, which was amended in 2002 by Ecology pursuant to an approved exempt well 
consolidation, allows a maximum Qi of 330 gpm, a maximum additive Qa of 209 afy, and a 
non-additive Qa of 116 acre-feet.  

6.4.3   Well 3: Certificated Groundwater Right G2-25078 

Well 3 is located in the power line right-of-way near the intersection of Soundview Drive and 
56th Street SW in the NW4 of Section 17, Township 21, North Range 2 East. Well 3 was drilled in 
1978 to a depth of 907 feet with 16-inch casing. Seventy-five feet of 14-inch pipe size, 
stainless-steel well screen is installed at selected intervals between 745 and 900 feet opposite 
the most permeable sections of the aquifer. A 6-inch well screen assembly was subsequently 
sand packed inside of the 14-inch screen assembly to eliminate sand production. The original 
pumping test showed a capacity of 708 gpm with 28 feet of drawdown.   

Well 3 is a certificated, additive, and partially non-additive groundwater source authorized to 
provide water for Municipal Supply purposes with a priority date of November 15, 1978. The 
place of use of Well 3 is designated as “Area served by the Town of Gig Harbor.” The water right 
for this source allows a maximum Qi of 625 gpm, a total additive Qa of 538 afy, and a 
non-additive Qa of 442 afy. Pursuant to the issuance of the Well 3 water right, the City’s total 
certificated additive annual quantity was set at that time by Ecology at 980 afy. 

6.4.4   Well 4: Certificated Groundwater Right G2-27393 

Well 4 is located inside the fenced area at the City’s Harbor Twin Harbor Heights Tanks 1 and 2 
near the intersection of Grandview Drive and McDonald Street in the SW4 of Section 8, 
Township 21, North Range 2 East. Well 4 was drilled in 1988 to a depth of 446 feet with 
12-inch casing. Thirty feet of 6-inch pipe size, stainless-steel well screen is installed with a sand 
pack between 409 and 438 feet opposite the most permeable section of the aquifer. The original 
pumping test showed a capacity of 200 gpm with 83 feet of drawdown  

As noted in the description of Well 1, Well 4 was permitted and later certificated to serve as a 
non-additive point of withdrawal for the additive annual quantity Qa associated with the City’s 
Well 1 source (G2-*01015C), which was taken off line in 1988 due to persistent water quality 
problems. During the permitting process, Well 4 was also designated as a municipal purpose 
water right and issued a new additive Qi of 230 gpm, independent of the Well 1 water right 
Qi (i.e., 400 gpm).  
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The Qa authorized for Well 4 (i.e., 238 afy) is equivalent to the Qa authorized under the Well 1 
water right. Consequently, the Well 4 water right (i.e., annual quantity) is designated as 
“supplemental to existing rights” – meaning the Well 1 water right (G2-*01015C). This regulatory 
intent is confirmed in the Well 4 ROE which expressly states that Well 4 was drilled as a 
replacement for the loss of yield from Well 1. Under any circumstance, the Well 4 water 
right (G2-27393) authorizes the City to withdraw a maximum Qi of 230 gpm and a Qa of 238 afy. 

6.4.5   Well 5: Certificated Groundwater Right G2-27794 

Well 5 is located southwest of the intersection of 74th Street Northwest and 47th Avenue 
Court Northwest, in Tract E of the North Creek housing development in the NW4 of Section 7, 
Township 21, North Range 2 East. Well 5 was drilled in 1990 to a depth of 899 feet with 16-inch 
casing. Fifty-eight feet of 10-inch pipe size, stainless-steel well screen is installed with a sand 
pack between 726 and 813 feet opposite the most permeable sections of the aquifer. The original 
pumping test showed a capacity of 503 gpm with 142 feet of drawdown.  

Well 5 is a certificated additive and non-additive groundwater right (G2-27794) with a priority 
date of June 21, 1990 which is authorized to provide water for municipal supply purposes. The 
place of use of Well 5 is designated as the “Area served by the City of Gig Harbor”. The water 
right for this source when originally issued in January, 1994, allowed a maximum Qi of 500 gpm, 
a maximum additive Qa of 88 afy, and a non-additive Qa of 248 afy. As noted in more detail 
below, the ROE issued for Well 5 “inappropriately” sought the relinquishment of the Well 1 water 
right (GWC 590-A)—an action which never occurred.  

On August 8, 2001, the City requested by water right change application, the consolidation of an 
exempt well serving one (1) single family residence and five (5) mobile homes into its Well 5 
source and water right. Subsequent to its investigation of the proposed change, Ecology issued 
its decision on December 31, 2001 and issued a superseding certificate on January 18, 2002. 
Although Ecology denied the consolidation request, the related ROE, as reflected in the 
superseding certificate, increased the prior authorized additive Qa of the Well 5 water right from 
88 afy to 336 afy, and eliminated any prior reference to non-additive annual quantities. 
Moreover, the ROE expressly stated that the original Well 5 ROE prepared by Ecology 
“inappropriately” sought the relinquishment of Well 1’s water right (GWC 590-A). The 
revised (change) ROE issued for Well 5 further noted that the original Well 5 ROE (improperly) 
omitted from a revised water right table, the City’s Well 8, and related groundwater right.  

As a consequence of Ecology’s corrective actions in the revised Well 5 ROE, the City was 
recognized as having a total Qa of 1,364 afy which corresponded to the amount required to meet 
the population growth estimated in the City’s 1994 water system plan. 

6.4.6   Well 6: Certificated Groundwater Right G2-28102/G2-29896 

Well 6 is also located southwest of the intersection of 74th Street Northwest and 
47th Avenue Court Northwest, in Tract E of the North Creek in the NW4 of Section 7, 
Township 21, North Range 2 East about 20 feet from Well 5. Well 6 is completed in the 
intermediate aquifer which is not connected to the deep aquifer supplying water to Well 5. 
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Well 6 was drilled in 1991 to a depth of 592 feet with 16-inch casing. Forty feet of 14-inch pipe 
size, stainless-steel well screen is installed between 496 and 561 feet opposite the most 
permeable sections of the aquifer. In 2004, an 8-inch well screen assembly was sand packed 
inside of the 14-inch screen assembly to eliminate sand production. The final pumping test 
showed a capacity of 1,200 gpm with 48 feet of drawdown. 

Well 6 was approved as a non-additive groundwater source authorized to provide water for 
Municipal Supply purposes with a priority date of March 29, 1991. The place of use of Well 6 is 
designated as “Area served by Gig Harbor”. The water right for this certificated source allows a 
maximum Qi of 1,000 gpm, and a non-additive Qa of 672 afy. The water right table contained in 
the Well 6 ROE, which was issued in April, 1994, repeated the same errors regarding the City’s 
total, additive Qa found in Ecology’s original Well 5 ROE.  

On January 11, 2000, the City filed a new water right application requesting a Qi of 1,000 gpm, 
and a Qa of 672 afy to be withdrawn from Well 6. The purpose of the new application was to add 
new, additive Qa to the City’s water supply in order to meet projected water demands. On 
October 25, 2004, Ecology issued a ROE which corrected the errors contained in the original 
Well 6 ROE, and authorized an additive Qa of 896 afy, and a non-additive Qi of 1,000 gpm. The 
non-additive Qi of 1,000 gpm is directly related to the 1,000 gpm authorized under the original 
Well 6 water right, G2-28102. As a result of the issuance of G2-29896, the City’s total additive Qa 
was set at 2,265 afy. 

6.4.7   Well 7: Perrow Well 

The Perrow Well (S07) is located south of the Burnham Drive Northwest roundabout near the 
intersection of Burnham Drive Northwest and 53rd Avenue Northwest in the SW4 of the NW4 of 
Section 31, Township 22, North Range 2 East. The property is owned by Wade Perrow.  

The Perrow Well was drilled in 1987 as a test well to determine water availability on the north 
side of the City. Drilled to a depth of 401 feet with 8-inch casing, the well identified water 
bearing sands and gravels identified between 320 and 401 feet. A six-inch well screen was 
installed between depths of 335 and 366 feet. Well construction problems prevented completion 
in the more permeable section of the aquifer identified between 370 and 400 feet. The original 
pumping test showed a capacity of 37 gpm with 77 feet of drawdown. 

The Perrow well was developed as a permit exempt well pursuant to RCW 90.44.050 and 
consequently does not have a water right permit or certificate. Currently this well is physically 
disconnected from the City’s water system and is a stand-alone source. However, it has not been 
abandoned and is managed by the City as an emergency standby source.  

6.4.8   Well 8: Certificated Groundwater Right G2-07773 (6018 - A) 

Well 8 is located near the north side of Olympic Village in the NE4 of the SE4 of Section 17, 
Township 21, North Range 2 East. Well 8 was drilled in 1965 to a depth of 555 feet with 10-inch 
casing. The deep part of the well was not water bearing and was backfilled to a depth of 242 feet. 
An eight-inch well screen was installed between depths of 217 and 227 feet. The original 
pumping test showed a capacity of 30 gpm with 15 feet of drawdown. 
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Well 8 and its related water right were first issued to the Peninsula Water Development Co. in 
1965 to serve the Rushmore Subdivision, a residential area now falling within Gig Harbor. In 
1971, Harbor Water Company (Washington Water Services) acquired Well 8, the water right, and 
associated water system and continued to provide service to Rushmore residents. In 1991, 
Harbor Water Company conveyed Well 8, the related water right, and water system to the City. 
Subsequent to its acquisition, the City integrated Well 8 and its related water rights/supply into 
the City’s water distribution system.  

Well 8 is a certificated, additive groundwater source with a priority date of September 2, 1965 
that qualifies as a municipal purpose water right pursuant to RCW 90.03.015. As noted above, 
the water right was originally issued to Peninsula Water Development Co. for “community 
domestic” purposes and allows a maximum instantaneous withdrawal of 30 gpm Qi and a 
maximum additive Qa of 48 afy. The place of use of the original water right refers to a legal 
description of the (Rushmore) subdivision served by Peninsula Water Development Co. and later 
Harbor Water Company. 

In January 2001, the City filed a change application to conform the place of use of the Well 8 
water right to the City’s approved water service area. The change application was approved with 
no effect on the quantities authorized in the original certificate. On December 31, 2001, a 
superseding certificate was issued by Ecology that recognized the prior (additive) authorized 
instantaneous and annual quantities and confirmed the water right’s place of use to “the water 
service area of Gig Harbor, as described in the City’s Water System Comprehensive Plan.” 

6.5   Water Supply/Source Characteristics 

The updated water supply and source characteristics for the City are detailed in the wellhead 
protection program (WHPP) report included in Appendix L 

6.6   Groundwater Applications 

6.6.1   Well 9: Proposed Additive Groundwater Source (G2-29937A) 

Well 9 is a proposed additive/primary groundwater source that would be sited near the 
Gig Harbor North Tank site off Borgen Boulevard in the NW4 of the SE4 of Section 30, 
Township 22, North Range 2 East. The well is expected to be drilled into the deep aquifer that 
now supplies Well 3 and Well 5 at a depth between 400 and 600 feet below sea level.  

The City filed a water right application for Well 9 on August 30, 2000 requesting a new 
primary/additive municipal purpose water right from this well in the amount of 1,000 gpm (Qi) 
and 1,000 afy (Qa) (G2-29937A). Subsequent to filing the Well 9 application, the City was advised 
by Ecology that it did not have sufficient staff resources to process the application in a timely 
manner. As a consequence of being unable to secure a new water supply, the City was compelled 
to impose a building moratorium in 2004. The moratorium was relieved in 2005 when a new 
additive right was issued to an adjacent water system using Ecology’s Cost Reimbursement 
process.  

Since 2005, no action has been taken by Ecology on the City’s Well 9 application. Because of 
complex hydrogeologic issues associated with Well 9 and potentially high Cost Reimbursement 
expenses, the City advised Ecology in May, 2008 of its decision to postpone the permitting of 
Well 9 and plan to first develop Well 10.  
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With Well 10 on line, Well 11 fully permitted, and the recent completion of the United States 
Geological Survey (USGS) Kitsap Basin Groundwater Model, the City is revisiting the potential 
schedule for development of Well 9 as a new non-additive water source. The development of 
Well 9 as a non-additive source would provide greater redundancy to the City’s water supply and 
more specifically, the pressure zone that would be served by Well 10. Investigation of Well 9 as a 
non-additive source is expected to commence in 2018. Based on the findings of this 
investigation, the City may submit a new, totally non-additive application for Well 9 in 2018 or 
2019 that requests 1,000 afy, and 1,000 gpm. Under this scenario, the City would work to 
complete permitting and construction of Well 9 by 2021. Subsequent to completion of Well 9 as 
a non-additive source, the City will assess the timeline/demand conditions to determine when it 
is necessary to seek permitting of this source as an additive source. In that circumstance, the City 
will request an additive permit under its pending additive application G2-29937-A. 

6.6.2   Well 10: Replacement Well/Additional Point of Withdrawal (G2-30743) 

On May 28, 2008, the City submitted an application to secure an additive/primary water right for 
Well 10 in the amount of 750 gpm (Qi) and 800 afy (Qa). Because the Well 10 location is within 
the vicinity of City Park, and also falls within the same area described in the notice of publication 
for existing Well 2 (G2-00522), the City pursued Well 10 with the knowledge that it could also 
serve as a replacement/additional point of withdrawal for Well 2.  

A candidate Well 10 test hole was drilled by the City in February 2009 to provide hydrogeologic 
and well production information. Pursuant to that work, and a determination by the City’s 
hydrogeologists that Well 10 could not produce the desired quantities, the City determined in 
the summer of 2009 that it would not seek to permit the well. Instead, the City converted Well 10 
into a replacement well/non-additive additional point of withdrawal for Well 2 
(Qi - 330 gpm/Qa - 209 additive/116 non-additive), thereby allowing it to more reliably meet 
needed summer peaking supply and instantaneous flow requirements from this well site. 

6.6.3   Well 11: Permitted Non-Additive Groundwater Right (G2-30575) 

Subsequent to the City’s decision to convert Well 10 into a replacement/additional point of 
withdrawal for Well 2 (G2-00522), in the fall of 2009, the City commenced work in 2011 to study 
and permit Well 11 as a non-additive water right. This work resulted in the City securing a 
non-additive water right permit (G2-30575) on June 20, 2012 for Well 11 in the amount of 
1000 gpm (Qi) and 1000 afy (Qa). Well 11 is intended to help the City meet its source reliability 
standard (i.e., ability to meet peak demand with largest source of supply off line). 

On April 29, 2015 the City requested an extension of the permit to allow further time to complete 
the design and construction of related facilities. On May 6, 2015, Ecology issued an extension for 
the permit out to June 6, 2018. Well 11 is scheduled to be completed and on-line by May, 2018. 
Upon completion of this well, the City shall submit appropriate Completion of Construction 
documents to Ecology. 
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6.7   Water Supply Interties 

6.7.1   Washington State Department of Corrections (WSDOC) 

The City has an intertie and agreement with WSDOC which was based on a developer extension 
agreement dated October 11, 1994. The agreement expired when the line extension was 
installed and WSDOC paid all related costs and charges. Since that time, WSDOC has paid for 
water in accordance with the City’s ordinance rate. The City currently provides 80,000 gallons 
per day (gpd) (29.2 million gallons per year (MG/year) average use, and 210,000 gpd peak usage 
water service.  

6.7.2   Shore Acres Water System 

The City has an intertie and water sales agreement with the Shore Acres Water System (Shore 
Acres) to provide all water needed by members of the system. The City provides fire flow and 
storage facilities for the Shore Acres’ community and Shore Acres is responsible for any water 
quality testing required from their distribution system. The maximum supply for Shore Acres, 
per their 2006 Water System Plan Update, is 25.8 MG/year at build-out, which is estimated to 
occur in 20 years. The City and Shore Acres renewed/rolled-over their contract in 2008 for 
another 20 year term. The new water supply contract remains in good standing and is attached 
in Appendix M. 

6.7.3   Stroh's Water Company (Emergency Fire Flow Intertie) 

On December 23, 2009, the City Council adopted an ordinance (Ordinance No, 1181) approving 
an amendment to the City’s water system plan requested by Stroh’s Water Company (Stroh’s). 
The amendment authorizes the City to extend emergency fire flow service to two (2) parcels 
totaling 4.16 acres, south of Hunt Street, east of SR 16 and the existing Cushman Trail, currently 
occupied by Stroh’s Feed and Garden Supplies and Unlimited Rentals. Both parcels are located 
within Stroh’s service area, as well as within the City’s corporate boundaries. Subsequent to 
passage of the ordinance, an intertie agreement between the City and Stroh's was executed to 
prohibit Stroh’s use of emergency fire flow water to meet its potable demands and/seasonal 
peaking needs. See Appendix M. 

Absent the extension of the City’s fire flow service, the subject property cannot be redeveloped 
due to supply deficiencies affecting Stroh’s water system. The fire flow service is to be provided 
by an existing 12 inch City water main that exists within Hunt Street along the north property 
line. The City determined that if only fire flow is provided, it has adequate pressure to serve the 
site and no additional water rights are required. See Appendix M (Ordinance No. 1181). 



WATER RIGHTS AND SOURCE WATER PROTECTION| CH 6 | CITY OF GIG HARBOR 

 DRAFT | OCTOBER 2018 | 6-9 

6.7.4   Peacock Hill Water System (Emergency Intertie) 

In 1986, an agreement was executed between the City and Washington Water Service 
Company (WWSC), previously Harbor Water Company, Inc., for the delivery of City water supply 
to the (WWSC) Peacock Hill Water System. See Appendix M. Subsequent to City’s 2001 water 
system plan update, the WWSC indicated that an alternative arrangement for water supply to 
this area of the City was more desirable. This resulted in changes to the original agreement and 
construction by the City of the Gig Harbor North storage tank and a booster pump station 
(located near the Skansie Tank) to fill the tank to help better serve the area. The WWSC’s 
400 Zone discussed in the 2001 Plan has been merged into the City’s 450 Zone with the 
construction of a City transmission main connection in Burnham Drive to the Gig Harbor 
North Reservoir. The Pressure Reducing Valve connection with the WWSC was then converted 
to an emergency intertie and is no longer the source of supply to customers in this area. The 
Peacock Hill Water System is solely served by the City of Gig Harbor. 

6.8   Water Right Analysis 

Chapter 4 of this Plan describes the supply evaluation in detail, including identifying the City's 
supply criteria, understanding the City's existing water supply, and completing the Ability to 
Pump analysis. Table 6.1 shows a summary of the well supply. 

Table 6.1  Well Supply 

Source 

Maximum 
Instantaneous Flow 
Rate (Qi) (gpm) (1) 

Maximum 
Annual Volume 

(Qa) (gpm) 

Current 
Pumping 

Capacity (gpm) 

Well 1 400 238 0 

Well 2 330 130 272 

Well 3 625 334 626 

Well 4 230 417(4) 159 

Well 5 500 208 524 

Well 6 1,000 556 1,019 

Well 8 30 30 12 

Well 10 330 130 - 

Well 11(3) 1,000 (NA (2)) 1,000(4) 1,000 

Total Additive Well Supply 3,115 1,404  

    

2037 MDD(5) (High Scenario) 2,502   

2037 ADD(5) (High Scenario)  1,030  

2037 Surplus (Deficit) 613 375  
Notes:  
(1) Water Right and Well Pumping Capacity data. 
(2) NA refers to Non-Additive well. 
(3) Expected Pumping Capacity for Well 11 is 1,000 gpm. 
(4) Well 4 and Well 11 have non-additive water rights. 
(5) ADD: Average Day Demand MDD: Maximum Day Demand. 
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Overall, however, the City has sufficient water rights to meet projected demands over the next 
10 and 20 year planning horizons. Consequently, there is no immediate need for the City to 
secure a new additive water right. Further detail is shown in the DOH Water Right 
Self-Assessment Form found in Appendix K. 

6.9   Source of Supply Alternatives 

Over the past thirty-five years, the City’s population and land base have expanded significantly. 
Further growth is projected to occur over the next twenty-five years as population density 
increases within the City’s existing boundaries and urban growth area.  

As a matter of law, the City has an on-going responsibility to plan for and develop the water 
supplies necessary to meet its projected population growth, as well as to maintain and protect 
the viability of the City’s existing sources. Table 6.1 shows that the City is anticipated to have an 
excess of approximately 613 gpm in water rights by 2037, which represents approximately 
20 percent of the City's Qi. However, there can be various factors that may limit existing supply 
yields. These include seasonal and development-based impacts on source aquifers; the 
increasingly stringent and dynamic regulatory environment governing water supply, water 
quality, and water rights; tribal treaty right issues; and the implementation of the Endangered 
Species Act (ESA) in an urbanized setting.  

In addition to using the City's full water rights and to take advantage of opportunities that may 
arise in the next 20 years, the City has also reviewed its future supply alternatives as shown 
below. 

6.9.1   Pending Water Rights 

The City continues to pursue the pending water rights referenced above and considers this a 
viable alternative.  

6.9.2   Surface Water 

The small creeks and streams located in the Gig Harbor area are either closed to further surface 
water appropriation or subject to the minimum instream flow rule. (Washington State 
Administrative Code (WAC) 173-515-040). Because of such closures and instream flow rules, 
Ecology has not seriously entertained the issuance of new primary rights for these surface waters 
for several years. Due to the foregoing factors, tribal opposition, and the advent of the ESA, 
development of new surface water rights is not considered a viable supply alternative. 

6.9.3   Acquisition of Existing Rights 

State water law allows the transfer of existing rights to new places of use and purposes of use if 
such actions do not impair existing rights and do not create new, adverse effects upon 
pre-existing aquatic habit, flow, and water quality conditions. The City has explored the potential 
of securing existing water rights within the vicinity of its service area that are still valid and could 
provide water of sufficient quality and quantity to be of value to the system. However, no water 
rights have been identified within a reasonable distance of the City’s service area which are still 
active and/or provide sufficient quantities to warrant their acquisition. This alternative is 
therefore not considered a reasonable or practicable alternative source of supply alternative. 
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6.9.4   Enhanced Conservation Measures 

The City’s Water Use Efficiency (WUE) Program includes water conservation, inclining rate 
structures, public education, distribution of water efficient household plumbing fixtures, and 
leak detection can play an important role in prolonging use of existing water supplies and 
delaying the time when new source is required. Further detail can be found in Chapter 5 of this 
Plan. For infrastructure planning purposes, it is not recommended to rely on these measures, and 
therefore provides a conservative safety factor.  

6.9.5   Water Right Changes 

Water right changes include a variety of options, including changes in place of use, purpose of 
use, and to the point of diversion or withdrawal of water, as well as the addition of points of 
diversion or withdrawals to allow groundwater production in a wellfield configuration. 

6.9.6   Regional Supply Purchases 

The opportunity for the City to acquire water supply from wholesale water systems in 
Pierce County are generally non-existent. Neither the original or new Narrow Bridge (SR-16) 
have water transmission lines attached to their structures. Further, for the moment, Washington 
State Department of Transportation (WSDOT) specifically precludes attachment of a water 
transmission line from the new Tacoma Narrows Bridge. Thus, the City has no ability to access 
supply from such regional wholesalers as Tacoma Public Utilities, Pierce County, and 
Lakewood Water District. Nor is water available from the City of Bremerton in Kitsap County, the 
closest largest municipal system. 

6.9.7   Aquifer Storage and Recovery 

The viability of aquifer storage and recovery (ASR) is subject to many factors, not least of which 
is the presence and availability of suitable aquifers. In the Puget Sound area, these 
characteristics are: 

• High aquifer transmissivity to permit rapid recharge and recovery; 
• Deep aquifer, to provide storage capacity and hydraulic separation from surface waters; 
• Good aquifer confinement by aquitards to reduce the loss of stored water; 
• Aquifer storativity and depth to water, to provide sufficient aquifer storage capacity; 

and 
• Compatible water quality between aquifer and recharge waters. 

A primary limitation in the Puget Sound area in general, and around the City in particular relative 
to ASR, is the limited presence of aquifers that are suitable for recharge and recovery. The 
majority of aquifers in the Gig Harbor area are sea-level, and have little, if no residence time for 
storage and recovery. The deeper aquifer system tapped by the City and others has yet to be 
sufficiently characterized to be developed for ASR purposes. 
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6.9.8   Use of Reclaimed Water and Other Non-Potable Sources 

6.9.8.1   Wastewater Reclamation/Reuse 

Within recent years, the City modified and expanded its existing wastewater treatment 
plant (WWTP) which discharges to marine waters. In undertaking this work, the City designed 
the WWTP expansion project so it could accommodate future Class A reclamation/treatment 
facilities. Should these facilities be developed, the treated/Class A effluent could be used to meet 
a component of the City’s existing and projected non-potable irrigation demands. To this end, 
the City has identified potential reclaimed water opportunities which include: 

• Cemeteries. 
• Parks. 
• Playgrounds. 
• School Yards. 
• Street Sweeping. 
• Dust Control. 
• Aquifer Recharge. 

Because of the significant cost in upgrading the existing WWTP to produce Class A effluent, and 
the relatively small quantities associated with the potential reclamation uses cited above, the 
City has determined it is not yet cost-effective to produce and distribute reclaimed water within 
its service area for non-potable uses. The City is aware, however, of Ecology’s new draft rule 
regulating the beneficial use and treatment of reclaimed water, including provisions that may 
allow the use of reclaimed water to mitigate for new groundwater and/or surface water 
withdrawals. The City intends to closely study the rule, once adopted, to determine if the 
opportunity to use reclaimed water for mitigation purposes can be pursued in a legally feasible 
and cost-effective manner.  

6.9.8.2   Desalination 

Desalination treats seawater for potable use using energy-intensive treatment processes. Use of 
seawater from the Puget Sound does not require a water right. However, treatment is typically 
the limiting factor. Therefore, it should be considered if no other freshwater options are 
available.  

6.10   Summary of Findings 

The City is planning on maximizing its full use of water rights and pending water right 
applications. Further, the City will continue to work on their WUE program and will move 
forward with attaining future water rights.  

6.11   Groundwater Management 

The overall goal of the state WHPP is to prevent the contamination of groundwater used by 
Group A public water systems. This is to be accomplished by providing management zones 
around public wells, identifying existing groundwater contamination sources, and managing 
potential sources of groundwater contamination prior to their entry into the drinking water 
system. Under the WAC, local public water systems have the primary responsibility for 
developing and implementing local WHPPs. However, due to the limited jurisdictional and 
regulatory authority afforded most purveyors, coordination with other local, State, and Federal 
agencies is essential to the successful implementation of a WHPP. 



WATER RIGHTS AND SOURCE WATER PROTECTION| CH 6 | CITY OF GIG HARBOR 

 DRAFT | OCTOBER 2018 | 6-13 

6.11.1   Wellhead Protection Plan 

This plan has been updated from the 2008 WHPP with a new contaminant source inventory and 
hazard ranking and is attached as Appendix L. Portions of the 2008 WHPP are referenced in the 
new plan and can also be found in Appendix L.  

Once placed on-line, Well 11, as well as Well 10, will be added in the next update. 

The revised WHPP identified 23 actual and potential hazards within the study area. Of these, 
six (6) hazards were confirmed contaminated sites and the rest were identified as potential 
hazards. The following confirmed contaminated sites are explained in further detail in the 
WHPP: 

• T & Y Management Inc. 
• Olympic Tire & Auto Service Center Inc. 
• U-Haul Gig Harbor. 
• Pape & Sons Construction Inc. 
• Shell Station 121515. 
• Gig Harbor Veterinary Hospital Inc. 

The 2008 WHPP recommended 26 Wellhead Protection Implementation Tasks. Of these, the 
City has identified a number of tasks remaining, which are shown in Table 6.2. The remainder 
were completed or deemed no longer applicable. 

Table 6.2  WHPP Implementation Tasks 

Task Description 

1 
It is recommended that the City seek to create awareness of the wellhead 
protection area (WHPA) by posting metal “WATER SUPPLY PROTECTION AREA” 
signs at the borders of the WHPA. 

2 

Review routine leak detection procedures for sewer lines. Request utilities use 
"leakproof" piping for new sewer construction and replace older lines. There are 
currently multiple sewer force mains located throughout the City that range in size 
from two inches to six inches. The City currently has contingency plans in place for 
pump and line failure, however, the City should develop an emergency response 
procedure for sewer force main breaks within the 1-year travel zone of the WHPA. 

3 
Encourage Pierce County to maintain their delegated authority of well drilling 
inspection. Coordinate with this program to gain advance notice of drilling in or 
near the City’s WHPAs. 

4 
Request County, State, and private landowners to utilize vegetation management 
practices to protect water quality. 

Upon allocation of funds from the City Council, the City is preparing to complete Wellhead 
Protection Area (WHPA) notification letters within the WHPA to any identified potential 
contaminators and local emergency responder agencies. A copy of the letter is found in the 
WHPP.  

A Spill Response Plan was developed in the previous WHPP effort it remains in effect. No 
updates to this plan were needed. 
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6.11.2   Wellhead Protection Area Delineation 

New WHPAs for the City’s eight (8) selected water supply wells were delineated for this project. 
The WHPAs for seven (7) of the eight (8) Gig Harbor water supply wells (2, 3, 4, 5, 6, 10, and 11) 
were delineated using the USGS Kitsap Peninsula groundwater flow model (Frans and Olsen, 
2016). The USGS model was used to estimate the 6-month, 1-year, 5-year, 10-year, and 20-year 
“capture zones” for these wells operating each well’s permitted maximum Qi.  

These WHPAs were delineated based on the maximum installed pump capacity for each well. 
Wells 2 and 10 are located close enough to each other that they share modeled travel times from 
vicinity sources. The same is true for Wells 5 and 6. In some locations wellfield protection areas 
for multiple wells overlap; therefore, potential contamination sources are ranked based on the 
shortest travel time to any water supply well. Gig Harbor Well 8 is the shallowest city water 
supply well and could not be simulated with the USGS model due to limitations of the model to 
simulate the shallow aquifers. 

The modeling effort and results are detailed in the WHPP report included in Appendix L. 
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Chapter 7 

OPERATION & MAINTENANCE PROGRAM 

7.1   Responsibility and Authority 

7.1.1   Objectives 

The Operation and Maintenance Manual for the water system has two primary objectives. The 
first is to provide documentation of satisfactory water system management operations in 
accordance with WAC 246-290-100 and 246-290-415. 

The second objective is to furnish a document that clearly outlines day-to-day operations to 
keep the system running smoothly. It provides information regarding individual water system 
components, routine maintenance, safety, cross-connection control, and emergency response. 
This document can be used in conjunction with an Employee Handbook as an overview of the 
operation of the water system for new employees or other interested persons. It is also intended 
to complement the City of Gig Harbor’s (City’s) 2016 Comprehensive Emergency Management 
Plan (CEMP). 

7.1.2   Water System Management and Personnel 

The City owns a Group A community water system, which is operated by the Operations Division 
of the Public Works Department (PWD). The City's Operations Division is set up such that all 
staff work on water, sewer, parks and streets. The Public Works Director, who reports to the City 
Administrator, Mayor and City Council, manages all aspects of building, land use planning and 
public works-related City functions, including water system operations. A City organization chart 
is presented on Figure 7.1. This chart illustrates the specific personnel positions and 
corresponding responsibility for the City water system. 

The Operations Division is organized into three branches: Operations, Treatment 
Plant (wastewater) and Administrative. The Operations Branch is managed by the 
PWD Supervisor. The Operations Division is responsible for operation and maintenance of the 
water and wastewater systems, including day-to-day operations, preventive maintenance, 
equipment repair, material acquisition, field engineering, water quality monitoring, budget 
formulation, billing, and office and record-keeping assistance. The Operations Division’s 
Administrative staff coordinates the reporting and record-keeping aspects of the City's Cross-
connection Control Program, tracks customer complaints, and is responsible for emergency 
planning, drills, and implementation of the improvement program. 

The PWD also includes an Engineering Division, which is primarily responsible for city 
infrastructure improvements and the review of public development projects. Engineering staff 
are responsible for the planning, development and implementation of projects from the Capital 
Facilities Element as funded in the annual budget. This involves the design and construction 
management of City-funded capital improvement projects for City water improvement projects. 
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Figure 7.1 2018 City of Gig Harbor Public Works Organizational Chart 

7.1.3   Certification Requirements 

Water Works Operator Certification, required under Washington State Administrative 
Code (WAC) 246-292, requires that Group A community water systems designate the certified 
operator(s) in responsible charge of the daily operational activities of the public water system, 
water treatment facility and/or distribution system that will directly impact water quality and/or 
quantity of drinking water. A designated certified operator shall also be in responsible charge 
and available for each operating shift. The certified operator in responsible charge of each 
operating shift shall be certified at a minimum of one level lower than the classification of the 
purification plant or distribution system. 
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Based on the population served, the City is required to have a Water Distribution 
Manager 2 (WDM2). The minimum requirements for a WDM2 are 12 years of education and 
3 years of operating experience. Operators must also take and pass an examination. 

In addition, the City is required to have a cross-connection control specialist (CCS) who is 
responsible for: 

• The system's cross-connection control program. 
• Initial inspection of premises served by the system for cross-connections. 
• Periodic re-inspection of premises served by the system for cross-connections. 

The City shall also have a backflow assembly tester (BAT) who is responsible for inspecting, 
testing and monitoring backflow prevention assemblies in accordance with WAC 246-292. 

The requirements for a CCS are 12 years of education and 6 months of experience. There are no 
minimum education or experience requirements for a BAT. Both the CCS and BAT must also 
take and pass relevant examinations. 

Table 7.1 lists the certifications of the City Operations Division personnel. In addition to the 
mandatory certifications, the Operations Division maintains additional certifications held by 
supporting personnel, including Water Distribution Manager 1 (WDM1), CCS, and BAT. Many 
employees hold multiple levels of certification. The City must notify the Water Works 
Certification Board about any changes in the mandatory or supporting certification personnel. 

Table 7.1  City Operations Division Personnel Certifications 

City Personnel Certification Number Additional Certifications 

Ken Andrews 0013978 CCS, WDM2 

Jeff Olsen 010289 CCS, WDM2 

Jim Stattin 6132 WDM2 

Tony Poling 6252 CCS, WDM2  

Steve Andrews 5775, B4651 CCS, BAT, WDM2 

Dave Fischbach 8233, B3561 CCS, BAT  

Jeff Bayne 10101 WDM1 

Jacob Nelson 11116 WDM1 

Brandon Crosswhite 11380 WDM1 

Jesse Savage 12054 WDM1 

7.1.4   Professional Growth 

In order to promote and maintain expertise for the various grades of operator certification, 
Washington State requires all certified operators to comply with professional growth 
requirements. To demonstrate professional growth, a holder of Water Distribution 
Manager (WDM) or CCS certification shall accomplish one of the following activities during each 
professional growth reporting period: 

• Accumulate a minimum of three continuing education units (CEUs) or college credits; 
• Advance by examination in the Washington water works operator certification program 

or achieve certification by examination in a different classification. 
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Educational programs sponsored by the Washington Environmental Training Center, Evergreen 
Rural Water of Washington, the Pacific Northwest Section of the American Water Works 
Association (AWWA), and the Washington State Department of Health (DOH) are the most 
popular sources of CEUs for certified operators in Washington State. The Operations Division 
has encouraged staff to become certified and retain their certifications, and budgeted 
approximately $10,000 for training and continuing education in 2018. 

7.1.5   Customer Complaint Response 

The Operations Division maintains a record of all customer complaints on a Citizen 
Communication Log form. The staff member obtains information about the type and duration of 
the water problem the customer is experiencing. The most common water complaints are brown 
water or water with a "rotten egg" odor. Complaints are forwarded to the maintenance crew. To 
alleviate such problems, maintenance crews typically flush the watermain, which generally 
resolves aesthetic problems quickly. In 2016, the City received 33 aesthetic water complaints, 
and in 2017 received 28 water complaints. 

7.2   Water System and Control 

7.2.1   Introduction 

It is important for water utilities to have a program in place to ensure satisfactory operation of 
the water system and continuous reliability of critical system components. 

This section describes the City's program for operation, monitoring and control of its various 
water system facilities. These facilities include eight groundwater wells , one emergency 
intertie (Peacock Hill Water System), six reservoirs, one booster pump station (Skansie Tank), 
nine pressure reducing stations, two master meters serving wholesale customers, and over 
2,583 service connections. The City's telemetry system is also described in this section. The 
related activities performed by operations staff are identified, and the schedule for performing 
these tasks is presented. 

Another significant responsibility of the Operations Division is routine maintenance of various 
water system components. This section discusses the City's preventive maintenance program for 
various system components, presents a review of recent maintenance activities, and summarizes 
the City's materials inventory. Finally, suggestions and recommendations are presented for the 
City's existing operation and maintenance program. 

7.2.2   Major System Components 

Locations of major system components are shown on Figure 1.6, Hydraulic Profile. Normal 
operations of each facility are described in Chapters 1 and 3 of the City's Water System Plan. 
Additional information on some City facilities is provided below. 

7.2.2.1   Source 

Table 7.2 provides operational information for each of the City’s six wells currently on line. 
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Table 7.2  Active Well Operational Data 

Well Number Well Name 
Maximum 

Pumping Rate 
Pressure Zone 

Served 
Pump Type 

2 Town Park 272 320 Turbine 

3 High Level 626 440 Submersible 

4 Harbor Heights 159 320 Submersible 

5 North Creek 524 440 Submersible 

6 North Creek 1,019 440 Submersible 

8 Rushmore 12 450 Submersible 

7.2.2.2   Storage 

Table 7.3 provides details pertaining to the operation levels of each reservoir. 

Table 7.3  City Storage Tanks 

Storage Facility 
Nominal 

Volume (MG)(1) 
Overflow 

Height (ft.)(1) 
Overflow 

Elevation (ft.)(1) 
Call Level 

(ft.)(1) 
Shutoff 

Level (ft.)(1) 

East Tank 0.23 16 318.5 310 311.5 

Twin Harbor  
2 Heights Tanks 

0.5 30 317.2 317 319 

Shurgard Tank 0.53 111 440.3 427 435 

Skansie Tank 1.13 112 441.4 427 435 

North Gig 
Harbor Tank 

2.23 148 450 n/a(2) n/a(2) 

Total 4.42     
Notes:  
(1) MG: million gallons ft.: feet. 
(2) The booster pump station which supplies the zone served by the North Gig Harbor Tank is operated by system pressure, 

not by direct tank call levels.  

7.2.2.3   Booster Pump 

The sole booster pump, located near the Skansie Tank, is designed to provide 4,100 gallons per 
minute (gpm) at a head of 95 ft. (41 pounds per square inch [psi]) and is used primarily for fire 
flows in the Bujacich area and to eliminate stagnant water at the Gig Harbor North tank by 
providing additional head at the Gig Harbor North tank. 

7.2.2.4   Auxiliary Power 

The City has one portable 200 kilowatt (kW) generator, which can be used to supply auxiliary 
power at any of the wells. Wells No. 2, 3, 5, 6, and 7 are equipped with a manual transfer switch 
to accommodate the portable generator. Well 11 is equipped with an onsite automatic back-up 
diesel powered generator facility and automatic transfer switch. 

7.2.3   Routine System Operation 

The City performs routine operation and maintenance of the water system in accordance with 
the following schedule. 
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7.2.3.1   Three Days Each Week 

• Observe well and tank sites for signs of vandalism or unauthorized trespass. 
• Inspect and adjust chlorination equipment. Check and record chlorine residuals. Refill 

chlorine tanks as necessary. 
• Record master meter readings. 
• Check reservoir levels. 

7.2.3.2   Monthly 

• Collect routine coliform samples. 
• Submit chlorination report to state. 

7.2.3.3   Every Two Months 

• Read service meters. 

7.2.3.4   Annually 

• Review and update Water Facilities Inventory. 
• Submit Cross-connection Control Annual Summary Report. 
• Prepare and distribute Consumer Confidence Report. 
• Submit Annual Water Use Efficiency (WUE) Performance Report. 

7.2.4   Preventive Maintenance 

The most cost-effective method for maintaining a water system is to provide a planned 
preventive maintenance program. A planned preventive maintenance program can provide the 
optimum level of maintenance activities for the least total maintenance cost. In addition to 
routine maintenance, the City performs preventive maintenance according to the following 
schedule. Preventive maintenance procedures are described in the following sections. 

7.2.4.1   Monthly 

• Inspect/repair/replace service meters as requested. 
• Inspect reservoir vents, hatches and overflows. 

7.2.4.2   Quarterly 

• Flush dead-end lines. 

7.2.4.3   Annually 

• Exercise valves and repair as necessary. 
• Fire Department tests all fire hydrants, and Operations Division repairs the hydrants as 

necessary. 
• Check and maintain Pressure Reducing Valve (PRV) stations. 
• Inspect storage tank exteriors, including vent screens and the integrity of the access 

hatch and other openings into the tanks, and repair/replace as necessary. This 
inspection includes the condition of anchor bolts, access ladder, balcony and any other 
appurtenances. 

• Calibrate source meters. 

7.2.4.4   As Needed Basis 

• Inspect storage tank interiors — conduct underwater video inspection. 
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• Update inventory of potential contamination in wellhead protection areas as required by 
WAC 246-290-135. 

7.2.5   Pumps and Wells 

The pumps and wells are complex units involving several major maintenance items. The most 
expensive and disruptive maintenance task in this area is the removal, repair and reinstallation of 
source pumps. Monitoring and recording pump discharge volume and pressure, along with water 
levels (static and pumping), documents performance, usually provides advance warning of 
excessive pump wear, and signals the need for pump replacement. 

Maintaining sanitary conditions around each well site and monitoring activities in the wellhead 
protection area are also critical aspects of preventive maintenance. These activities are done on 
an ongoing basis. Wellhead protection is discussed further in Chapter 6. 

7.2.6   Reservoirs 

Improperly maintained reservoirs can lead to contamination of public water systems. 
Contaminants can enter the reservoir through cracks or openings at the vent, overflow or drain 
screens. Deteriorating hatch covers and vandalism can also compromise reservoir water quality. 
Poorly designed and maintained reservoirs can hamper the emergency operation of a water 
system. If reservoir drains do not function properly, it may be impossible to purge a contaminant 
from the system. Written documentation of reservoir maintenance is completed with each 
inspection and repair, and a copy of the report retained on file.  

Shurgard tank will be next for recoating inside and out (per Capital Improvement Program [CIP]); 
North tank should follow with inspections for interior and exterior. Skansie tank was recoated in 
approximately 2011; Harbor Heights tanks #1 and #2 were recoated in 2014; East Tank was 
recoated in 2016. A record of reservoir maintenance over the last ten years is provided in 
Table 7.4. 

Table 7.4  Water Storage Tank Maintenance 

Location 
Cleaned and 

Inspected 
Coatings  
Interior 

History  
Exterior 

Next Scheduled 
Inspection 

Shurgard Tank 2005 2020 2003 2020 

Harbor Heights #1 2003 2014 2003 2026 

Harbor Heights #2 2005 2014 2005 2026 

Skansie Tank 1998 2011 2007 2020 

East Tank 1998 2016 1991 2026 

North Tank 1998 2020 2006 2020 

Each tank must be cleaned and inspected for leaks at least once every five years. The City retains 
a contractor to provide an underwater video inspection of the tanks and prepare written and 
video reports. The reservoirs are recoated on an as-needed basis. 

AWWA standards for storage tank disinfection allow for several alternative methods. The City’s 
preferred method is to directly apply a strong chlorine solution to the inner surfaces of the 
structure. The recommended procedure is provided below. 
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A 200 parts per million (ppm) available chlorine solution is prepared by dissolving one ounce of 
High Test Hypochlorite (HTH) (65 percent calcium hypochlorite) to every 24 gallons of water. 
The powder should be made into a paste and then added to the water. This solution can be 
applied with suitable brushes or spray equipment. The solution should thoroughly coat all 
exposed surfaces, including the inlet/outlet piping and drain piping, such that the piping should 
have available chlorine of not less than 10 ppm when filled with water: 

• The disinfected surface should remain in contact with the strong chlorine solution for at 
least 30 minutes. The interior surfaces of the reservoir should then be rinsed with 
potable water. The inlet/outlet and drain piping should be purged of the 10 ppm 
chlorinated water and the reservoir filled to overflow level. 

• After the disinfection procedure is complete, and before the reservoir is placed in 
service, water from the full reservoir shall be sampled and tested for coliform organisms. 
Subject to satisfactory bacteriological testing, the remaining water may be delivered to 
the distribution system. 

7.2.7   Distribution System Maintenance 

7.2.7.1   Valves 

The City exercises distribution valves on an annual basis. Leaking or non-operating valves are 
repaired or replaced as necessary. The City maintains a record for each valve in its Asset 
Management System that indicates its maintenance and repair history.  

7.2.7.2   Fire Hydrants 

The local fire department inspects each hydrant once a year and notifies the City if any hydrants 
need repair; if so, the Operations Division staff completes the necessary repairs. Hydrant 
maintenance history is recorded in the City’s Asset Management System. An example of the 
interface can be found in Appendix N.  

7.2.7.3   Watermain Flushing 

The City currently flushes selected dead-end mains in the system quarterly and other mains as 
deemed necessary. Dead-end water lines are susceptible to water quality problems and require 
more frequent removal of stagnant water and debris that might have been deposited. The City 
maintains records of the amount of water used for all main flushing. 

7.2.7.4   Meters 

Accurate water metering is an essential financial and conservation-oriented component of water 
system infrastructure. Substantial revenue may be lost through inaccurate metering of 
residential, commercial and industrial accounts. Under-registered water used is now considered 
“leakage.” The importance of accurate master or source meter readings cannot be 
overestimated. Without accurate master or source meter readings, the water utility cannot 
determine lost and unaccounted-for water volumes. 

Service meters should be calibrated and/or replaced according to the following schedule: 

• The 3/4-inch and 1-inch meters should be tested every 15 years and replaced if 
necessary. Replacement is recommended if it is cheaper to replace meters than to test 
and, if necessary, repair meters. 

• The 2-inch through 4-inch meters should be tested and calibrated every 3 to 6 years. 
• The 4-inch and larger meters should be tested and calibrated every 1 to 3 years. 
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The City examines service meters every two months for excessive use or defects so that they can 
be calibrated or replaced if necessary 

7.2.7.5   PRV Devices 

Routine inspection and maintenance of PRV devices are critical for maintaining a working 
intertie between pressure zones. The valves are tested and serviced annually. 

7.2.7.6   Leak Detection 

Water loss through leakage is a serious problem for many public water systems. Besides 
increasing pumping costs, leaks can seriously undermine pipe bedding and trenching, resulting in 
property damage via roadbed and sidewalk collapse. Unattended leaks can increase in severity 
to a point that pressure loss or water outages can occur. The City owns its own testing 
equipment and conducts leak detection surveys for two or three days annually. The City directs 
the contractor to review areas where older watermains exist and where watermain problems 
exist or are anticipated. Based on the leak detection results, the City immediately schedules 
necessary repairs. 

Conducting a comprehensive leak survey provides other advantages, including: 

• Prioritizes watermain replacement. 
• Reduces unaccounted-for water. 
• Promotes water conservation. 
• Reduces pump run time, resulting in lower energy costs. 
• Increases overall system capacity. 

7.2.8   Water Quality 

The Operations Division routinely monitors water quality from each of its sources and 
throughout the distribution system. 

The Coliform Monitoring Plan defines the locations of 14 sample stations representative of the 
population served by the water system. The City collects nine samples monthly, except for the 
summer months, when seven samples are collected. The reduced sampling reflects the lower 
non-community school population during the summer months. The City also collects two source 
samples per month. Repeat sample sites have also been identified. The Coliform Monitoring Plan 
is included in the Appendix I. 

Source monitoring includes inorganic, volatile and synthetic organic chemicals, and 
radionuclides on a schedule prescribed by the WAC. This monitoring is provided annually by 
the DOH. The 2017 Water Quality Monitoring Report is included in the Appendix J. Annual 
nitrate samples are collected from all wells during the third week of May. The City applies for 
monitoring waivers that the DOH offers. 

In addition to the required samples, the City collects chloride samples from wells S03, S04 and 
S05 twice a year to track possible salt-water intrusion. 

If water quality exceeds a primary water quality standard, the City will work with the Northwest 
Regional Office of the DOH to determine the cause of contamination and take appropriate 
follow-up actions, including public notification. In case of a confirmed fecal or E-coli coliform or 
nitrate contamination, public notification must be implemented within 24 hours. 
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7.2.9   Cross-Connection Control 

The City actively implements a written Cross-Connection Control program, including annual 
testing of all assemblies installed at high health premises. The City evaluates new as well as 
existing service connections. A copy of the City’s Annual Summary Report for 2016 is included in 
Appendix O. A Cross-Connection Control Ordinance 1331 was also adopted and became 
effective June 6, 2016. A copy of the ordinance is included in Appendix O. 

7.2.10   Safety Procedures 

Operations Division staff attend monthly safety meetings that cover various topics throughout 
the year. Minutes from these safety meetings are kept on file at the City. The City also provides 
training for employees in the following areas: 

• Asbestos Pipe. 
• Trenching, Flagging, and cardiopulmonary resuscitation (CPR). 
• Confined Space Entry. 
• Trenching. 
• Backflow Testing. 
• Electrical Training. 

7.2.11   Inventory of Materials 

The Operations Division maintains an inventory of water system-related components sufficient 
for routine maintenance and minor emergencies. Included in this inventory are distribution 
valves 10 inches and less, watermain lines and related appurtenances in diameter of 12 inches 
and under, and spare water meters in sizes 2 inches and smaller. The City relies on several 
equipment suppliers for parts and supplies. These suppliers are listed in the City’s 2016 CEMP. 

7.2.12   Record Keeping and Reporting 

Readily accessible documentation of various type of information is critical to the long term 
reliability of the water system, and to insure efficient operation of various components of the 
system. The City maintains records of all new and replacement facilities, as well operation and 
maintenance procedures. The City complies with all of the DOH minimum recordkeeping 
requirements as listed in Table 7.5. 

Table 7.5  DOH Minimum Recordkeeping Requirements 

Record Type Minimum Retention 

Public Notifications 3 years 

Chlorine residuals and other water treatment 
performance records 

3 years 

Action taken to correct violations of primary drinking 
water standards 

3 years 

Other records of operation and analyses required 
by DOH 

3 years 

Bacteriological sample results 5 years 

Master list of installed backflow preventers 
5 years or for the life of the approved 

backflow preventer, whichever is shorter 
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Table 7.5  DOH Minimum Recordkeeping Requirements (continued) 

Record Type Minimum Retention 

Records regarding backflow incidents and annual 
summary reports 

5 years 

Source Meter Readings 10 years 

Sanitary survey reports or communications 10 years 

List of service connections and/or consumer’s premises 
that pose a cross-connection 

As long as hazard exists 

Project reports, construction documents and related 
drawings, inspection reports and approvals 

For the life of the facility 

Chemical analysis As long as the system is in operation 

Disinfection profiling and benchmarking Indefinitely  

The DOH requires certain records, sample results and events to be reported to the DOH within a 
prescribed schedule. Table 7.6 summarizes these items. 

Table 7.6  Sample Results and Events 

Report, Sample Result, or Event Time Frame 

Monthly chlorination and other treatment reports 
Before the 10th day of the following 

month 

Water Facilities Inventory Annually 

Fecal coliform or E. coli in a sample By the end of the business day 

Coliform in a sample 
Within 10 days of notification by the 

laboratory 

Acute bacteriological violation or Nitrate violation 
As soon as possible, but no later than 
24 hours after the violation is known 

Failure to comply with any national primary drinking 
water regulation (including failure to comply with any 
monitoring requirements) 

Within 48 hours 

Consumer confidence Report July 1 

WUE Annual Performance Report July 1 

Cross Connection Annual Summary Report Yearly in March or April 

A backflow incident is known by the purveyor to have 
either contaminated the public water system; or has 
occurred within the premises of a consumer served by 
the City 

As soon as possible, but no later than the 
end of the next business day 

(notification of local authority having 
jurisdiction, and local health department 

is also required) 

7.3   Emergency Response 

7.3.1   Introduction 

Utility Emergency Planning can be defined as the activities that prepare a utility to respond to an 
emergency situation. Emergencies can be small or large with respect to their effects on utility 
operation and service. 
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Many utilities cope with smaller scale or ''routine" emergency situation frequently, perhaps 
weekly or daily. Larger scale or "disaster" emergency situations occur far less frequently, but 
many aspects or effects of a disaster manifest themselves in the same way as the routine 
emergencies. In many respects, a disaster can be considered the simultaneous occurrence of 
many smaller scale emergencies. If a utility is well prepared to handle the routine emergencies, it 
will be better prepared to handle disasters. 

The operation of the water system under emergency conditions is an important responsibility of 
City staff. Emergency contact information, including City staff and DOH contacts, are located 
below in Table 7.7. 

Table 7.7  Emergency Contact Information 

Contact Agency Contact Phone Number 

City of Gig Harbor:  

 

Shop 
Public Works On-Call 
WWTP 
WWTP On-Call 
Shared 

(253) 851-8406 
(253) 530-6888 
(253) 851-8999 
(253) 377-0549 
(253) 377-3995 

Association of Washington Cities (800) 824-1609 

DOH (Water) 24 hour Emergency Line (877) 481-4901 

Pierce County:  

 

Health Dept. (Water) 
Health Dept. (Sewer) 
Parks (Maintenance) 
Public Works Road 
Maint. (Purdy) Sheriff 
Signs/Signals 
(traffic sig) 

(253) 798-7683 
(253) 798-6470 
(253) 537-9203 
(253) 798-7250 
(253) 798-6000 
(253) 798-4722 
(253) 531-6990 

Army Corps of Engineers (water debris) (206) 764-3406 

Century Tel (800) 550-8110 

Comcast (Emergency Repairs) (253) 896-5688 

Washington State Department of Ecology (spills) (360) 407-6242 

Department of Emergency Management Emergency 
Operations Center 

(253) 798-7470 

Washington State Department of Transportation:  

 

Signs 
Road Shop (potholes) 

Claims 
Traffic Signals (24 hr.) 

Traffic Signal Maintenance 
 

(253) 536-6089 
(360) 874-3050 
(800) 737-0615 
(253) 536-6089 
(360) 357-2616  

(800) 260-4214 – after hours 

Fire Com (911) (253) 581-3888 

Fire Department (253)  851-3111 
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Table 7.7  Emergency Contact Information (continued) 

Contact Agency Contact Phone Number 

Peninsula Light Co. (Operations) (253) 857-5950 

Peninsula School District - Transportation (253) 530-3900 

Police (253) 851-2236 

Puget Sound Energy – Emergency # 1-888-225-5773 

Purdy Transfer Station (253) 847-7555 

Utility Locating Service 1-800-424-5555 

The City updated its Emergency Response Plan (ERP) in 2016 and is now referred to as the 2016 
CEMP. The CEMP includes responses to the finding of the Vulnerability Assessment. This plan is 
intended to be implemented in coordination with other emergency planning documents such as 
the City Employee Emergency Procedures Handbook and the Gig Harbor/Key Peninsula 
Regional Emergency Plan. The CEMP is not included in this document due to the inclusion of 
personal information (emergency contact numbers) and the desire to keep just one emergency 
response document current and as useful as possible. The CEMP is available for review by 
authorized agencies as necessary and approved by the Operations Division Director. 

The updated CEMP includes the key components of the previous ERPs, including an Emergency 
Call-Up List, Notification Procedures (including sample notifications), basic guidance for 
responding to emergency situations, and Action Plans for responding to specific types of major 
emergency events. The Plan also includes names and numbers for contractors, suppliers, critical 
customers and other agencies to contact in case of an emergency. These should be updated 
annually. 

7.3.2   Emergency Response Procedures 

Although it is not possible to anticipate all potential disasters affecting the City water system, 
formulating procedures to manage and remedy several common emergencies is appropriate. 
Step-by-step procedures for the most frequent emergency situations such as severe power 
outages, snow/ice storms, flooding, earthquakes, major fire and water contamination are 
included in the following sections. The 2016 CEMP provides additional information in the form of 
more detailed Action Plans for these and other, less common threats. 

7.3.2.1   Power Failure 

Various types of weather can cause loss of power, such as wind, lightning, freezing rain and 
freezing snowstorms. Traffic accidents can also cause power outages. The City owns a 200 kW 
portable generator to alleviate the effects of a power outage. Each City well is equipped with a 
manual transfer switch so that the portable generator can be connected to the well pump. 

During a City-wide power outage, the combined storage of 4.42 MG will provide adequate water 
for the City for more than two days of average demand, with the largest pump completely out of 
service through the year 2028. The reservoirs currently contain storage for approximately 
2.75 days at average daily use when full. City personnel will first check reservoir levels. 
Peninsula Light Company will be contacted at (253) 857-5950 to determine the estimated length 
of the power outage to each well area. If the outages are expected to last for several days, the 
City will notify its customers and request water conservation through radio, television, 
newspaper and/or police loudspeaker.  
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Table 7.8 presents the potential effects of a lengthy power failure on the water system 
components and recommended actions. 

Table 7.8  Emergency Response Procedures for a Power Failure 

Water System Component Potential Effects Recommended Actions 

Transmission and 
Distribution System 

• No effect. • None. 

Storage Facilities • Telemetry system may be 
inoperable. 

• Manually check reservoir 
levels. 

Source Wells • Well pumps will be inoperable 
without auxiliary power. 

• Operate portable generator 
at the well deemed most 
appropriate. 

7.3.2.2   Severe Snow/ Ice storm 

A severe snow or ice storm will limit motor vehicle traffic, including the transportation of City 
personnel, and may affect the electrical power supply. Table 7.9 provides emergency response 
procedures for a severe snowstorm. 

Table 7.9  Emergency Response Procedures for Severe Snowstorm 

Water System 
Component 

Potential Effects Recommended Actions 

Transmission and 
Distribution System 

• Transportation of staff to 
various facilities for 
monitoring system and 
making repairs will be 
limited. 

• Contact county or state highway 
department to expedite plowing of 
problem areas, keep chains or other 
snow gear for maintenance 
equipment on hand and keep valve 
locations current and available to 
maintenance personnel. 

Storage Facilities • No immediate effect; 
snow may prevent access. 

• Clear snow from access roads. 

Source Wells • No direct immediate 
effects. Well pumps will be 
inoperable without 
auxiliary power if electrical 
supply is affected. 

• Monitor availability of each well. 
• Operate portable generator at the 

well deemed most appropriate if 
electrical supply is affected. 

7.3.2.3   Flooding 

Heavy snowmelt and/or rains have the potential to cause flooding and landslides in the City. 
Table 7.10 presents emergency response procedures for flooding. 
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Table 7.10  Emergency Response Procedures for Flooding 

Water System 
Component 

Potential Effects Recommended Actions 

Transmission and 
Distribution System 

• Transportation of staff to 
various facilities for 
monitoring system and 
making repairs will be 
limited. 

• Increase frequencies of 
bacteriological tests (engineering 
samples) to assure water quality is 
not affected, and observe conditions 
at bridges and prepare to close off 
washed-out pipes if necessary. 

Storage Facilities • No immediate effect; access 
may be limited. 

• None. 

Source Wells • No direct immediate effects. • None. 

7.3.2.4   Earthquake 

A severe earthquake could result in transmission line breaks, distribution system breaks, and 
structural damage to the reservoirs, wells and vaults that house critical valving and meters. A 
severe earthquake may not only have a substantial impact on the City water system but also on 
adjacent purveyors. Table 7.11 lists the potential effects of a severe earthquake on water system 
components as well as recommended actions. 
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Table 7.11  Emergency Response Procedures for Earthquake 

Water System 
Component 

Potential Effects Recommended Actions 

Transmission and 
Distribution System 

• Transportation of staff to 
various facilities for monitoring 
system and making repairs will 
be limited. 

• Watermain or piping breaks, 
especially in fill areas and 
where pipes enter various 
types of structures (pump 
houses, vaults, bridge 
abutments). 

• Isolate broken sections as they are 
located 

• Check reservoir level 

• Notify water customers of 
emergency and request 
customers to conserve water 

• Shut down source pumps 
• Repair break 
• Disinfect isolated section 

Storage Facilities • Reservoirs may be leaking or 
structurally damaged. 

• Observe structures for visual signs 
of structural damage, leakage, 
cracks, etc. Also check storm 
drainage system in the vicinity for 
significant flows. 

• If non-observable leakage is 
suspected, isolate one reservoir at 
a time and monitor water level for 
at least 24 hours. 

• If structural damage is apparent, 
drain reservoir and inspect the 
interior of the tank. 

Critical Valving and 
Meters 

 • Inspect all meter and valve vaults 
following a major earthquake to 
check for joint leakage caused by 
earth movements. 

Source Wells • Damage to piping systems. 
• Change to geological 

formations. 

• Inspect all supply facilities for 
leakage or other structural 
damage. 

• Monitor static and pumping water 
levels. 

7.3.2.5   Fire 

An extensive fire may result in low distribution system pressures and drawing down of the City's 
reservoirs. Table 7.12 presents emergency response procedures for a major fire. 

Table 7.12  Emergency Response Procedures for Major Fire 

Water System 
Component 

Potential Effects Recommended Actions 

Transmission and 
Distribution System 

• Low pressure may occur in the extremities 
of the distribution system, depending on 
the extent of the fire demand. 

• Monitor reservoir 
levels. 

Storage Facilities • Drawdown will occur with increased 
demand. 

• Monitor reservoir 
levels. 

Source Wells • Additional pumps will be called on. • No action. 
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7.3.2.6   Contamination of the Water Supply 

The water supply may be contaminated as a result of events like main breaks, cross- connections 
or pollution at an isolated source. Fecal or E-coli bacteriological and nitrate contamination are 
high public health risks and must be addressed immediately, including notification of all users 
within 24 hours. Other contaminants, while of concern, do not pose immediate health concerns 
and can be addressed over a longer period of time. The DOH (Northwest Regional office 
253-395- 6750, after-hours number 1-877-481-4901) must be contacted whenever a primary 
contaminant level has been exceeded. DOH will work with the City to determine a course of 
action and assist with public notifications, if requested by the City. 

The type or level of contamination present may not be known in breaches of security to storage 
tanks and source wells, and in some cross-connection events. DOH should be contacted to 
determine the appropriate course of action, including the potential contaminants that should be 
analyzed and to assist in locating a certified laboratory, if necessary. 

Table 7.13 presents general emergency response procedures for contamination of the water 
system. 

Table 7.13 Emergency Response Procedures for Contamination of the Water Supply 

Water System 
Component 

Recommended Actions 

Transmission and 
Distribution System 

• Close valves as required to isolate source of contamination. Repair 
and/or otherwise remove source of pollution. 

• Flush previously contaminated section and test until free of 
contamination prior to resumption of use. 

• Use de-chlorination methods to avoid chlorinated water from 
entering surface water. 

Storage Facilities • Isolate contaminated reservoir from the distribution system and 
decide on method of disinfection. 

• Consider draining, cleaning, and disinfecting reservoir if water is 
determined to be unsuitable for consumption. 

• Use de-chlorination methods to avoid chlorinated water from 
entering surface water. 

• Disinfect reservoir with chlorine in accordance with AWWA 
standards - take bacteriological samples and return to service when 
results are satisfactory. 

Source Wells • Close valves as required to isolate the source of contamination. 
• Repair and/or otherwise remove source of contamination. 

• Flush previously contaminated section and test until free of 
contamination prior to resumption of use. 

• Use de-chlorination methods to avoid chlorinated water from 
entering surface water. 
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Chapter 8 

CAPITAL IMPROVEMENT PROGRAM 

8.1   Introduction 

This chapter summarizes the City of Gig Harbor's (City's) comprehensive capital improvement 
program (CIP) for the water system that is based on the analyses presented in previous Chapters. 
The purpose of the CIP is to provide the City with a guideline for planning and budgeting of its 
water system. The CIP consists of schedule and cost estimates in future dollars, assuming an 
annual inflation rate of three percent from initial cost estimates in March 2018 dollars, for each 
project. 

8.1.1   Capital Project Categories 

Capital projects can be categorized by the nature of infrastructure. These included: 

• Supply Projects (S). 
• Distribution System Capacity Improvements: 

 New Water Main Projects (N). 
 Upsize Projects (U). 

• Storage Projects (ST). 
• Asbestos Cement (AC) Replacement Projects (R). 
• General Projects (G). 

The above abbreviations were used as the initial letter in the Project Identification and aid in 
delineating the project category. 

8.1.2   Capital Planning Periods 

CIP projects were allocated into one of two planning periods referenced in previous chapters: 

• Short-term (2018-2027). 
• Long-term (2028-2037). 

Projects within the short-term planning horizon were allocated to individual years to be 
consistent with the City’s CIP planning. Projects in long-term planning horizons do not provide 
the same level of specificity, reflecting the uncertainty in future needs and City resources. The 
project timing in this Chapter is subject to change, as the City regularly reviews and updates its 
CIP based on changing conditions and priorities. 
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8.2   Cost Estimating Assumptions 

8.2.1   Cost Estimate Level 

The CIP cost estimates presented in this chapter are American Academy of Cost 
Engineers (AACE) Class 4 estimates. Class 4 estimates are budget level estimates. Actual costs 
may vary from these estimates by -30 percent to +50 percent. These costs were determined 
based on the City's and Carollo Engineers, Inc.’s (Carollo’s) perception of current conditions at 
the project locations. 

All cost estimates were done using March 2018 dollars. The Engineering New Report (ENR) U.S. 
20-City Construction Cost Index for March 2018 is 10,959. The estimates are subject to change as 
the project design matures. Cost of labor, materials, and equipment may vary in the future. 

All project costs are in present dollars, unless indicated otherwise. A 3 percent annual inflation 
rate was applied when determining project costs in future dollars. For City-provided projects or 
cost estimates, all costs were assumed to be in future dollars. These project costs were 
discounted to present dollars assuming the same 3 percent annual inflation rate. 

8.2.2   Cost Estimates Elements 

The total project cost estimates were based on construction costs that are inflated using cost 
factors to account for non-construction project elements. The cost factors for the Water System 
Plan (Plan) are shown in Table 8.1. For a typical project, the cost factors would increase the 
construction costs by 45 percent to represent the total project cost. No cost factor was applied to 
projects costs provided by the City. 

Table 8.1 Cost Factors 

Adjustment Factors Description Factor 

Contingency 
Costs that may occur due to uncertainty 
in project scope and conditions. 

30% 

Engineering/Legal/Admin/Planning 
Cost for planning, design, and to 
administer the project. 

15% 

8.2.3   Pipeline Unit Costs 

Pipeline unit cost assumptions are shown in Table 8.2. These costs were developed from similar 
projects. To be conservative, these unit costs assume open-trench construction in improved 
areas. If trenchless construction is possible for some projects, the cost estimates may need to be 
modified. Costs include pavement cutting, excavation, hauling, shoring, pipe materials and 
installation, backfill material and installation, and pavement replacement. The unit costs are for 
construction in stable soil at a depth ranging between 3 to 5 feet. Steep slopes, extensive 
permitting, or acquisition of right of way may result in additional costs. These costs are 
construction costs only and do not include the Contingency and Engineering/Legal/ 
Admin/Planning cost factors. 
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8.2.4   Well Costs 

New well project costs were developed based on construction costs for the City’s Well 11 project. 
A total cost of $2,500,000 was used for drilling and constructing the well. 

Table 8.2 Pipeline Unit Construction Costs 

Pipe Size (Inches) Pipeline Unit Cost ($/Linear Foot)(1) 

8 $180 
10 $200 

12 $220 

16 $240 

18 $260 

24 $310 

Trenchless Installation(2) $500 
Notes: 
(1) Pipeline unit costs are for construction only. 
(2) Cost for trenchless installation of 12 inch pipe and casing. 

8.2.5   Additional Costs 

Other costs for the CIP included costs for a pressure reducing valve (PRV) station. Unit 
construction costs were based on similar projects and are shown in Table 8.3. 

Table 8.3 Additional Construction Costs 

Type Unit Cost 

PRV Station $100,000 

8.3   Capital Improvement Projects 

CIP projects are based on analyses in previous chapters. The CIP projects are summarized in 
Table 8.6 and are in March 2018 dollars. Table 8.7 summarizes the CIP projects in escalated 
dollars. The tables present the costs for the short- and long-term planning horizons. The tables 
also provide a total project cost and average annual cost for all CIP items. The locations of CIP 
projects are shown at the end of this Chapter in Figure 8.1. 

8.3.1   Supply Improvements 

The City’s existing and planned supply meets the current and short-term projected demands. It is 
the City’s goal to meet the maximum day demand with the largest source out-of-service. This 
increases the reliability and redundancy of the City’s water supply system. 

Based on the supply analysis presented in Chapter 4, the City does not need an additional source 
within the next 20 years. It is projected that the City will need to develop an additional supply 
source near the 20-year mark. However, the storage analysis performed in Chapter 4 
recommended a new well in the 450 Zone to help mitigate storage deficiencies. 

Additionally, the City’s largest well (Well 6) contains high levels of iron and manganese and 
therefore it is recommended that the water be treated. There are numerous different treatment 
options available; for planning purposes a granular media filtration system is considered. 
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8.3.1.1   Well 9 and PRV Station (S-01) 

Well 9 is recommended for redundancy of the groundwater supply system. This will mitigate the 
need for additional standby (emergency) storage in storage tanks. This improvement is 
consistent with the City’s operational goals of investing in its supply sources to make for a more 
redundant and reliable system. Well 9 is anticipated to have a production capacity of 
1,000 gallons per minute (gpm). A PRV station will be constructed in conjunction with 
development of Well 9. 

The City is investigating opportunities for water reuse and reclamation and considering 
development of reuse and reclaimed water facility in conjunction with Well 9. Costs for this 
project will be updated as the City further evaluates these opportunities. 

This project is planned in the short-term, from 2023 to 2025. This cost estimate was based on the 
well unit construction costs and additional costs provided by the City. The project is estimated to 
cost $3,774,000. 

8.3.1.2   Well 3 – Clean and Inspect Well Casing (Well 3) (S-02) 

The well casing for Well 3 will be cleaned and inspected in 2019 at a cost of $243,000. This 
project cost was provided by the City. 

8.3.1.3   Well 6 Treatment System (S-03) 

The City’s 2008 Plan identified the need for a treatment system to address high levels of iron and 
manganese at Well 6. The updated water quality analysis, as shown in Chapter 4 of this Plan, 
indicates that this need still applies. The treatment system will consist of pressure vessel filters 
and chemical feed facilities, including drums for chemical storage and chemical feed pumps. The 
design of the system requires further development, however, it would likely consist of 8 to 
12 pressure vessels of roughly 48-inch diameter. The vessels will contain a granular media, likely 
pyrolusite, a granular from of manganese dioxide. Chlorine will be fed to the water prior to 
entering the pressure vessels to partially oxidize the iron and manganese, so that the iron and 
manganese become attached to the filter media. A building would likely be included to house 
the chemical feed facilities and control systems. The land required for the treatment system is 
estimated to be approximately 12,000 square feet (sf), inclusive of a building for the treatment 
equipment, and appropriate land area within a perimeter fence. Additional land may be required 
if a finished water storage tank is required or if a backwash water recovery tank is required. The 
cost for this project was based on the previous Plan update’s cost of $1,740,000 updated to 
current dollars and additional City-provided costs. This project is estimated to cost $2,408,000 
and is planned to be completed in 2030 and 2031. 

8.3.1.4   Conjunctive Supply Strategy (S-04) 

The City’s Conjunctive Supply Strategy project allocates funds for the City’s long-term supply 
development. This project funds the City’s efforts to secure additional water rights and assist 
with well design and construction. A total of $170,000 was included for this project, split 
between 2023 and 2024. This project cost was provided by the City. 
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8.3.1.5   Emergency Intertie (Canterwood Water System) (S-05) 

This project will connect the Washington Water Service Company’s supply to the City’s 12-inch 
main on Burnham Drive Northwest in the northwest corner of the City’s 450 Zone. This intertie 
will provide emergency supply to the surrounding area, including St. Anthony’s Hospital, in the 
event the water main to the south is unable to provide water. It is assumed this project will 
require the City to construct a PRV station and 1,000 linear feet (LF) of 12-inch main to connect 
the two water systems. This cost estimate is based on unit construction costs for pipeline and a 
PRV station as well as additional costs provided by the City. This project is estimated to cost 
$378,000, and is planned to be completed in 2019. 

8.3.1.6   Well 11 (S-06) 

The City is completing construction of Well 11 in 2018. This project is bonded for $3,000,000. 

8.3.2   Distribution System Capacity Improvements 

Distribution system improvements projects are broken down into two categories: new main 
extension projects and pipe upsize improvements. Details on both categories of projects are 
provided below. 

8.3.2.1   New Main Extension Projects 

The City recognizes that specific development projects will require extension of the current pipe 
network. These extensions will be primarily through installation of water mains that may include 
looping (service from two directions) in order to provide reliable service and enhance fire 
protection. The City will continue to support size increase opportunities with developer 
extensions. These projects are described below and summarized in Table 8.4. 

Canterwood Boulevard NW and Bering Street NW (N-01) 

This project consists of connecting the 8-inch Ductile Iron (DI) pipe in Bering St NW to the 8-inch 
DI pipe in Canterwood Boulevard NW with 808 feet of 12-inch DI pipe. This creates a loop and 
provides redundancy for the Gig Harbor North area. It is also necessary to ensure adequate 
pressure on Bujacich Road NW and other areas. This project is planned for the long-term period, 
in 2030, and the project cost is estimated to be $258,000. 

Sehmel Drive NW and Burnham Drive NW (N-02) 

This project consists of approximately 4,323 feet of 12-inch DI pipe constructed along 
Sehmel Drive NW connecting the main in Bujacich Road NW to the stub under SR-16 along 
Burnham Drive. Trenchless construction is assumed to be required for 300 feet to cross 
underneath SR-16, with the remainder to be open cut construction. This project is planned for 
the long-term period, in 2029, and the total cost is estimated to be $1,501,000. 

Vernhardson Street and Burnham Drive NW (N-03) 

This project consists of extending 1,674 feet of 12-inch DI from the existing 12-inch DI pipe in 
Vernhardson Street to the intersection of Burnham Drive NW. This project is planned for the 
short-term period, in 2022, and the total cost is estimated to be $534,000.  

Olympic Drive and Hollycroft Street (N-04) 

This project consists of extending 184 feet of 8-inch DI between Olympic Drive NW and 
Hollycroft Street. This improvement will increase looping in the area and fire flow availability in 
the Olympic Village. This project is planned for the short-term period, in 2020, and the total cost 
is estimated to be $59,000. 
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8.3.2.2   Pipe Upsize Improvements 

Approximately 5,754 feet of pipe is recommended to be upsized in the distribution system. Pipe 
upsize improvements are mainly driven to meet level of service goals during fire flow condition. 
Pipe upsizing projects are described below and summarized in Table 8.4. 

Grandview Street Between Stinson Avenue and Pioneer Way (U-01) 

This project consists of upsizing 441 feet of existing 6-inch AC to 12-inch DI along 
Grandview Street between Stinson Avenue and Pioneer Way. This project is planned for 2019 
and the project cost is estimated to be $466,000. This cost was provided by the City. 

Shore Acres (U-02) 

This project consists of upsizing 186 feet of existing 6-inch AC to 8-inch DI that connects to the 
Shore Acres meter. This project is planned for the long-term, in 2028, and the project cost is 
estimated to be $49,000. 

Shore Acres (U-03) 

This project consists of upsizing 135 feet of existing 6-inch DI to 8-inch DI that connects to the 
Shore Acres meter. This project is planned for the long-term, in 2028, and the project cost is 
estimated to be $35,000. 

Shurgard Tank to Soundview Drive (U-04) 

This project consists of upsizing 283 feet of existing 8-inch AC to 12-inch DI from Shurgard Tank 
to Soundview Drive. This project is planned for 2023 and the project cost is estimated to be 
$90,000. 

Shurgard East Tee (U-05) 

This project consists of upsizing 515 feet of existing 8-inch to 12-inch DI at the 
Shurgard East Tee. This project is planned for 2023 and the project cost is estimated to be 
$164,000. Project U-05 is needed to provide sufficient pressure during fire flow. Current piping 
from the Shurgard tank is only an 8-inch pipe. The tank needs to be able to supply 3,000 gpm for 
fire flow in the vicinity. The 8-inch pipe creates a lot of headloss in the system resulting in 
insufficient pressure during fire condition. 

Olympic Village Loop (U-06) 

This project consists of upsizing 714 feet of existing 8-inch polyvinyl chloride (PVC) to 12-inch DI 
along the Olympic Village Loop. This project is planned for 2024 and the project cost is 
estimated to be $228,000. 

Reid Drive NW Between 56th Street NW and 55th Street NW (U-07) 

This project consists of upsizing 578 feet of existing 6-inch DI to 8-inch DI along Reid Drive NW 
between 56th Street NW and 55th Street NW. This project is planned for 2023 and the project 
cost is estimated to be $151,000. 

Deer Creek Lane (U-08) 

This project consists of upsizing 202 feet of existing 4-inch PVC to 8-inch DI along 
Deer Creek Lane. This project is planned for 2024 and the project cost is estimated to be 
$53,000. This project consists of upsizing a 4-inch dead-end and the project should be completed 
as funding becomes available and opportunity arises. 
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Stinson Ave Between Rosedale Street NW and Pioneer Way (U-09) 

This project consists of upsizing approximately 2,700 feet of existing 8-inch AC to 12-inch DI 
along Stinson Ave between Rosedale Street NW and Pioneer Way. This project is planned for 
2019, with an estimated cost of $1,456,000. This project cost was provided by the City. 

8.3.2.3    Summary of Distribution System Improvements Projects 

The new main extension projects and pipe upsize projects are shown in Table 8.4; costs are 
shown in current and future dollars. Pipe sizes identified are minimum accepted diameters and 
may vary based on actual development requirements. Larger diameters may be necessary if only 
a portion of the pipe is constructed, if higher than anticipated demands are required, or ground 
elevations vary from the estimates. 
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Table 8.4 Distribution System Improvement Projects 

Project 
ID 

Pressure 
Zone 

Location 
Length 

(ft) 
Ex. Size 
(inches) 

Proposed 
Size (inches) 

Total Project 
Cost (Current $) 

Total Project 
Cost (Future $) 

Project 
Timing 

N-01 450 
Canterwood Blvd NW and 
Bering Street NW 

808 - 12 $258,000 $368,000 2030 

N-02 450 
Sehmel Drive NW and Burnham 
Drive NW 

4,323 - 12 $1,501,000 $2,078,000 2029 

N-03 450 
Vernhardson Street and 
Burnham Drive NW 

1,674 - 12 $534,000 $601,000 2022 

N-04 440 
Olympic Drive NW and 
Hollycroft St 

184 - 8 $59,000 $63,000 2020 

U-01 440  
Grandview Street between 
Stinson Ave and Pioneer Way 

441 6 12 $466,000 $480,000 2019 

U-02 440  Shore Acres 186 6 8 $49,000 $66,000 2028 

U-03 440  Shore Acres 135 6 8 $35,000 $47,000 2028 

U-04 440  
Shurgard Tank to Soundview 
Drive 

283 8 12 $90,000 $104,000 2023 

U-05 440  Shurgard East Tee 515 8 12 $164,000 $190,000 2023 

U-06 440  Olympic Village Loop 714 8 12 $228,000 $272,000 2024 

U-07 440  
Reid Drive NW between 
56th Street NW and 55th Street 
NW 

578 6 8 $151,000 $175,000 2023 

U-08 440  Deer Creek Lane 202 4 8 $53,000 $63,000 2024 

U-09 320/440 
Stinson Ave between Rosedale 
St NW and Pioneer Way 

2,700 8 12 $1,456,000 $1,500,000 2019 

Total   12,743      
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8.3.3   AC Main Replacement Program (R-01) 

The City attempts to replace AC mains within the system as scheduling and financing allow. 
These projects may be funded by the City, a developer, as part of a utility local improvement 
district (ULID), or by other means or a combination of these methods. The City has replaced 
many of the AC mains designated for replacement in the previous plan. There are approximately 
38,500 LF of AC pipes remaining within the system, ranging in size from 4 inches to 12 inches. 
Existing AC mains are assumed to be replaced with pipe of the same size, with a minimum 8-inch 
diameter. These mains are projected to be replaced throughout the planning period. An annual 
program beginning in 2021, running through the long-term planning period (2037), will address 
continued AC main replacement efforts at an annual cost of $250,000. This annual program cost 
was provided by the City. 

8.3.4   Storage Projects 

8.3.4.1   Tank Recoating (ST-01) 

The City performs periodic maintenance of their existing storage tanks as needed. This project 
covers recoating of the City’s tanks. Tank recoating will take place in 2020 and 2026, with a total 
project cost of $1,543,400 in current dollars. This project cost was provided by the City. 

8.3.5   General Projects 

General projects are additional projects identified by the City and are presented in Table 8.5. The 
project costs and timing of these projects are based on information provided by the City. 

Table 8.5 General Projects 

Project ID Project Name 
Total Projected 
Cost (Current $) 

Total Projected 
Cost (Future $) 

Timing 

G-01 Water System Plan Update $750,000 $1,014,000 
2018; 2027; 
Long-Term 

G-02 
Reuse and Reclaimed Water 
Study Phase Two 

$50,000 $53,800 2020-2021 

G-03 
Water Share of Public Works 
Operations Building 

$284,000 $300,300 2019-2020 

G-04 
Water Share of Public Works 
Decant Facility 

$377,000 $400,000 2020 

G-05 
Water Share of Public Works 
Operations - Site 
Development 

$961,000 $990,000 2019 

G-06 
Water Share of Satellite 
Reuse Plant in Waste Water 
Basin 12 

$4,600,000 $6,343,000 2028-2029 



CITY OF GIG HARBOR | CH 8 | CAPITAL IMPROVEMENT PROGRAM 

8-10 | OCTOBER 2018| DRAFT 

8.3.6   Summary CIP 

The City’s complete CIP is presented in Appendix N. The short-term and long-term costs are 
summarized by project type in Table 8.6 and Table 8.7. Table 8.6 presents all CIP costs in current 
dollars while Table 8.7 presents all CIP costs in future dollars. The total short-term CIP cost is 
$16,084,000 ($17, 969,000 future dollars), or $1,608,000 per year ($1,797,000 future dollars). 
Long-term CIP project costs are $11,391,000 ($16,397,000 future dollars) or $1,139,000 per year 
($1,640,000 future dollars). 

Table 8.6 Gig Harbor CIP Summary (Current Dollars) 

Type Short-Term Costs Long-Term Costs Total Cost 

New Water Main Projects $593,000  $1,759,000  $2,352,000  

Pipe Upsize Projects $2,608,000  $84,000  $2,692,000  

Storage Projects $1,543,000  $0  $1,543,000  

Supply Projects $7,565,000  $2,408,000  $9,973,000  

AC Replacement Projects $1,603,000  $2,290,000  $3,893,000  

General Projects $2,172,000  $4,850,000  $7,022,000  

Total $16,084,000  $11,391,000  $27,475,000  

Table 8.7 Gig Harbor CIP Summary (Future Dollars) 

Type Short-Term Costs Long-Term Costs Total Cost 

New Water Main Projects $664,000  $2,446,000  $3,110,000  

Pipe Upsize Projects $2,784,000  $113,000  $2,897,000  

Storage Projects $1,800,000  $0  $1,800,000  

Supply Projects $8,483,000  $3,529,000  $12,012,000  

AC Replacement Projects $1,918,000  $3,528,000  $5,446,000  

General Projects $2,320,000  $6,781,000  $9,101,000  

Total $17,969,000  $16,397,000  $34,366,000  
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Chapter 9 

FINANCIAL PLAN 

9.1   Introduction 

An assessment of the current financial status of the water utility is provided below, followed by a 
projection of future cash flows and the ability of the utility to fund planned capital improvements 
using existing rate revenues or with recommended adjustments. 

9.2    Existing Rates & Charges 

Table 9.1 lists current monthly water rates for the different types of customers and rate 
adjustments scheduled for implementation in 2019 and 2020 (City Ordinance No. 1319). Monthly 
base charges are based on the size of a customer’s meter and the overall demands placed on the 
system by the class as a group such as peaking factors and fire flow demands. The rates for 
larger meters are primarily based on the flow capacity for each meter as specified by the 
American Water Works Association. The commodity charge applies to all metered water use and 
only varies due to the customer class. The minor variations in the commodity charges for the 
three different customer classes are a result of each classes’ different impact on the system 
during the summer as determined by peaking ratios between winter and summer water usage.  

Table 9.1 Existing Monthly Water Rates & Adopted Increases 

Customer Class / 
Meter Size (inches) 

Monthly Base 
Charge ($) 

Commodity 
Charge ($/CCF) 

2019 Rate 
Increase 

2020 Rate 
Increase 

Residential 18.69 2.44 4.0% 4.0% 

Multi-residential     

5/8 & 3/4 32.84 2.28 4.0% 4.0% 

1 45.2 2.28 4.0% 4.0% 

1-1/2 75.84 2.28 4.0% 4.0% 

2 112.74 2.28 4.0% 4.0% 

3 211.07 2.28 4.0% 4.0% 

4 321.81 2.28 4.0% 4.0% 

Commercial/Schools     

5/8 & 3/4 27.54 2.37 4.0% 4.0% 

1 36.37 2.37 4.0% 4.0% 

1-1/2 58.2 2.37 4.0% 4.0% 

2 84.51 2.37 4.0% 4.0% 

3 154.67 2.37 4.0% 4.0% 

4 233.66 2.37 4.0% 4.0% 
Notes: 
(1) Rates do not include State or City taxes. 
(2) CCF: hundred cubic feet.  
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9.2.1   General Facility Charge 

The City of Gig Harbor (City) also receives revenue from a general facility charge (GFC). A GFC is 
a one-time only fee that is paid by all new customers connecting to the water system or by those 
customers who increase their meter size. The fee starts at $7,300 for a standard 3/4 inch meter 
(used by most single-family residences) and increases to $38,909 for a 2 inch water meter. The 
City uses revenues from GFCs solely for funding capital improvements.  

9.3   Existing Cash Flows 

Table 9.2 lists annual operating revenues and expenses for 2015 through 2017. Table 9.3 presents 
the resulting annual net revenue from operations based on the cash flows in Table 9.2. In each of 
these years, the water utility generated sufficient revenue from monthly service rates to fund 
operations as well as paying the annual debt service (approximately $300,000) on outstanding 
water utility loans and bonds. The data in Table 9.2 is based on data provided by the City and 
amounts in 2015 and 2016 are actuals while the 2017 amounts are based on the City’s currently 
adopted biannual budget. 

Table 9.2 Historical Operating Revenues & Expenses 

Operating Revenues 2015 2016 
2017 

Department 
Requirement 

Water - State Utility Taxes $76,755  $87,397  $93,693  

Water Sales $1,625,290  $1,844,322  $1,956,025  

All Other(1) $28,189  $16,055  $13,300  

Total Revenues $1,730,234  $1,947,774  $2,063,018  
 

   

Operating Expenses 
   

Admin - Public Works $210,338  $226,893  $337,350  

Admin & General Operation $300,637  $310,530  $357,650  

Maintenance - Wells $207,225  $209,144  $414,600  

Maintenance - Lines $257,059  $345,240  $284,125  

Maintenance - Meters $46,231  $82,666  $120,900  

Maintenance - Hydrants $2,657  $600  $21,600  

Customer Service - Meter Reading $23,573  $26,249  $35,300  

Customer Service - Billing Accounts $44,841  $38,162  $39,200  

Operations $71,305  $91,749  $71,315  

Inspection Services $6,702  $9,038  $13,200  

Capital Projects $29,041  $7,150  $57,300  

Total Expenses $1,199,609  $1,347,421  $1,752,540  
Note:  
(1) All other includes revenues from late fees, engineering fees, and other miscellaneous sources.  
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Table 9.3 Historical Operating Cash Flows 

Operating Cash Flows 2015 2016 
2017 Department 

Requirements 

(+) Total Operating Revenue $1,730,234  $1,947,774  $2,063,018  

(-) Total Operating Expenses ($1,199,609) ($1,347,421) ($1,752,540) 

Net Revenue from Operations $530,625  $600,353  $310,478  

9.4   Projected Operating Cash Flows 

A budget forecast is required in order to assess the ability of the water utility to fund planned 
capital improvements recommended in this Plan. A ten-year budget forecast was developed, 
which utilizes historical cash flows with cost escalators, and then combined with planned capital 
improvements costs. A financial strategy was then developed to fund required capital costs while 
minimizing the impact on monthly rates through the issuance of debt and leveraging the 
benefits of growth. Table 9.4 lists a budget forecast of operating revenues and expenses for the 
years 2018 through 2027. 

9.4.1   Rate Adjustments & Resulting Operating Cash Flows 

The budget modeling used to analyze the utility indicates that additional revenue will be 
required in concert with the issuance of new debt in order to balance cash flows and fund capital. 
The model assumes that the currently planned four percent rate adjustments already enacted for 
implementation in 2019 and 2020 and then 2.5 percent annual increases will be implemented 
through 2027. The resulting impacts of these rate adjustments are reflected in the revenues and 
expenses presented in subsequent tables in this chapter. 

The operating revenues in Table 9.4 include the 4.0 percent rate adjustments already enacted by 
ordinance and scheduled for implementation in 2019 and 2020, additional rate increases as 
recommended by this analysis (see section 9.6), as well as the impact of customer growth. 
Operating expenses in Table 9.4 are based on the City’s department request in 2017 with future 
years adjusted annually for various cost escalators and customer growth. The annual cost 
escalators used in the projection are: 

• Salary cost of living adjustments (COLAs): 4.0 percent. 
• General inflation: 2.5 percent. 
• Electricity cost inflation: 5.0 percent. 
• Benefits inflation: 4.0 percent. 

In addition, the projection utilizes the State water utility tax rate (5.029 percent) applied to all 
service rate revenue in order to estimate future tax costs and customer growth of 3.0 percent a 
year from 2018 through 2021 and 1.0 percent a year from 2022 through 2027. This growth rate 
results in the addition of 140 new customers per year through 2021 and 50 new customers a year 
from 2022 through 2027. Customer growth impacts monthly rate revenues as well as increases 
electrical costs associated with pumping water. Note that the growth rate used in this financial 
analysis is not the same as the growth rates used in other areas of this Plan. This is due to the 
financial analysis minimizing growth to be conservative while the engineering analysis requires 
higher growth to be conservative.  

 



CITY OF GIG HARBOR | CH 9 | FINANCIAL PLAN 

9-4 | OCTOBER 2018 | DRAFT  

Table 9.4 Projected Operating Revenues & Expenses (2018 – 2027) 

Operating Revenues 2018 2019 2020 2021 2022 2023 2024 2025 2026 2027 

Water - State utility 
taxes $108,300  $115,600  $123,300  $129,700  $134,100  $138,600  $143,300  $148,200  $153,200  $158,400  

Water sales $2,166,600  $2,311,000  $2,465,400  $2,592,500  $2,680,300  $2,771,100  $2,865,200  $2,962,300  $3,062,800  $3,166,700  

All Other $13,500  $13,500  $13,500  $13,500  $13,500  $13,500  $13,500  $13,500  $13,500  $13,500  

Total Revenues $2,288,400  $2,440,100  $2,602,200  $2,735,700  $2,827,900  $2,923,200  $3,022,000  $3,124,000  $3,229,500  $3,338,600  
 

          

Operating Expenses 
          

Admin - Public 
Works $341,700  $366,800  $393,200  $404,300  $457,800  $471,000  $484,200  $497,700  $512,100  $526,600  

Admin & General 
Operation $415,500  $427,000  $439,200  $451,300  $463,900  $476,600  $490,000  $503,600  $517,700  $531,900  

Maintenance - Wells $394,800  $407,700  $420,800  $434,800  $448,900  $463,700  $479,000  $494,800  $511,200  $528,200  

Maintenance - Lines $226,200  $232,600  $239,600  $246,300  $253,200  $260,600  $268,100  $275,600  $283,700  $291,600  

Maintenance - 
Meters $121,300  $124,400  $127,800  $130,900  $134,400  $137,800  $141,400  $145,100  $148,700  $152,600  

Maintenance - 
Hydrants $21,800  $22,400  $23,000  $23,700  $24,300  $24,900  $25,600  $26,300  $27,000  $27,700  

Customer Service - 
Meter Reading $36,400  $37,500  $38,700  $39,800  $41,000  $42,200  $43,400  $44,700  $46,100  $47,500  

Customer Service - 
Billing Accounts $39,700  $40,900  $42,100  $43,200  $44,500  $45,800  $47,000  $48,400  $49,800  $51,300  

Operations $123,800  $131,000  $138,800  $146,200  $139,700  $144,200  $149,000  $153,800  $158,900  $164,100  

Inspection Services $13,500  $13,900  $14,300  $14,700  $15,200  $15,700  $16,100  $16,600  $17,100  $17,700  

Capital Projects $0  $0  $0  $0  $0  $0  $0  $0  $0  $0  

Total Expenses $1,734,700  $1,804,200  $1,877,500  $1,935,200  $2,022,900  $2,082,500  $2,143,800  $2,206,600  $2,272,300  $2,339,200  
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9.5   Projected Debt Service 

The water utility will need to issue new debt, most likely in the form of revenue bonds, in order to 
partially fund planned capital improvements. In order to minimize the cost of issuing new debt, 
this analysis assumes revenue bonds are used to finance projects in 2019 / 2020 and a second 
issuance of bonds in 2025. Table 9.5 lists scheduled annual debt service for outstanding water 
utility loans and bonds, as well as estimated annual debt service for new debts, based on 
4 percent annual interest and a term of 20 years. Table 9.5 includes one item that shows positive 
annual payments. This is a credit associated with Build America Bonds (BABs) that offset annual 
debt payments. The loan funds received from the issue of new debts and the identification of 
each project to be debt funded are recorded under capital revenues in section 9.6. 

9.5.1   Projected Net Revenue from Operations 

Net revenues from operations can now be estimated based on the projected cash flows in 
Table 9.4 and forecasted annual debt service in Table 9.5. Table 9.6 shows the annual revenue 
from operations that is available to fund capital costs after paying for maintenance costs and 
future debt service. Note that the revenue already reflects the City’s scheduled 4.0 percent rate 
increase in 2019 and 2020 and 2.5 percent adjustments in 2021 through 2027. 

9.6   Capital Cash Flows 

Since annual debt service has been included under operating cash flows, the remaining capital 
cash flows result from revenues from loans, grants, developer contributions, earned interest, and 
from GFCs paid by new customers. 

Table 9.7 lists projected capital revenues for the water utility from 2018 through 2027. GFC 
revenue is based on the previously identified annual growth in customers multiplied by the 
current GFC for a standard 3/4-inch water meter of $7,300. Earned interest income is based on an 
annual rate of 1.0 percent applied to the total cash reserves in a given year. Funds from the 
issuance of new debt are listed by capital project in the year scheduled and correspond to the 
new annual debt service costs listed in Table 9.5. 

Project S-06 (New Well 11) is identified as a new contribution in aid of construction (CIAC) and 
accounts for the fact that this project is being funded by current debt funds that are already 
accounted for within existing debt service costs. 

Projected interest earnings are based on estimated mid-year reserve cash balances and an 
assumed interest earnings rate of 1.0 percent.  

Capital improvement costs are from Chapter 8 and are repeated in Table 9.10.  
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Table 9.5 Projected Annual Debt Service for Existing & Recommended Water Utility Loans & Bonds (2018 – 2027) 

Annual Debt Payments 2018 2019 2020 2021 2022 2023 2024 2025 2026 2027 

2010 W/S Revenue Bonds ($160,700) ($159,800) ($157,000) ($155,500) ($153,700) ($151,600) ($150,700) ($147,900) ($37,900) ($37,900) 

2010 BAB Credits $26,400  $25,000  $23,500  $21,900  $20,200  $18,300  $16,400  $14,300  $13,300  $13,300  

2017 W/S Revenue Bonds (69% sewer, 31% water) ($143,100) ($143,200) ($144,100) ($141,700) ($142,500) ($143,200) ($142,200) ($141,900) ($143,000) ($142,400) 

2014 LTGO LOCAL (29% water) ($15,600) ($15,600) $0  $0  $0  $0  $0  $0  $0  $0  

2015 LTGO LOCAL (10% water) ($6,400) ($6,400) ($6,400) $0  $0  $0  $0  $0  $0  $0  

2017 LTGO LOCAL (3% water) ($4,000) ($4,000) ($3,800) $0  $0  $0  $0  $0  $0  $0  

New Debt - S-01 Well 9 and PRV Station $0  $0  $0  $0  $0  $0  $0  $0  ($328,000) ($328,000) 

New Debt - G-04 Water Share of Public Works Decant Facility $0  $0  $0  ($29,400) ($29,400) ($29,400) ($29,400) ($29,400) ($29,400) ($29,400) 

New Debt - G-05 Water Share of Public Works Operations - Site Development $0  $0  ($57,700) ($57,700) ($57,700) ($57,700) ($57,700) ($57,700) ($57,700) ($57,700) 

Total ($303,400) ($304,000) ($345,500) ($362,400) ($363,100) ($363,600) ($363,600) ($362,600) ($582,700) ($582,100) 

 

Table 9.6 Projected Net Revenue from Operations (after debt service is paid) (2018 - 2027) 

Operational Summary 2018 2019 2020 2021 2022 2023 2024 2025 2026 2027 

(+) Total Operating Revenues $2,288,400  $2,440,100  $2,602,200  $2,735,700  $2,827,900  $2,923,200  $3,022,000  $3,124,000  $3,229,500  $3,338,600  

(-) Total Operation & Maintenance (1,734,700) (1,804,200) (1,877,500) (1,935,200) (2,022,900) (2,082,500) (2,143,800) (2,206,600) (2,272,300) (2,339,200) 

(-) Total Debt (303,400) (304,000) (345,500) (362,400) (363,100) (363,600) (363,600) (362,600) (582,700) (582,100) 

Net Revenue $250,300  $331,900  $379,200  $438,100  $441,900  $477,100  $514,600  $554,800  $374,500  $417,300  

 

Table 9.7 Projected Annual Capital Cash Flows (2018 – 2027) 

Capital Revenues 2018 2019 2020 2021 2022 2023 2024 2025 2026 2027 

Transfer from Operations $250,300  $331,900  $379,200  $438,100  $441,900  $477,100  $514,600  $554,800  $374,500  $417,300  

Connection Charges $1,022,000  $1,022,000  $1,022,000  $1,095,000  $365,000  $365,000  $365,000  $365,000  $365,000  $365,000  

New Loan - N-01 Canterwood Blvd NW and Bering St NW $0  $0  $0  $0  $0  $0  $0  $0  $0  $0  

New Loan - N-02 Sehmel Dr NW and Burnham Dr NW $0  $0  $0  $0  $0  $0  $0  $0  $0  $0  

New Loan - S-01 Well 9 and PRV Station $0  $0  $0  $0  $0  $0  $0  $4,458,300  $0  $0  

New Loan - S-03 Well 6 Treatment System $0  $0  $0  $0  $0  $0  $0  $0  $0  $0  

New Loan - G-04 Water Share of Public Works Decant Facility $0  $0  $400,000  $0  $0  $0  $0  $0  $0  $0  

New Loan - G-05 Water Share of Public Works Operations - Site Development $0  $990,000  $0  $0  $0  $0  $0  $0  $0  $0  

New CIAC - S-06 Well 11 $3,000,000  $0  $0  $0  $0  $0  $0  $0  $0  $0  

Interest Earnings from Cash $21,000  $19,800  $14,700  $22,400  $28,600  $28,300  $28,600  $32,500  $33,200  $31,600  

Total Capital Revenues $4,293,300  $2,363,700  $1,815,900  $1,555,500  $835,500  $870,400  $908,200  $5,410,600  $772,700  $813,900  
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9.7   Cash Flows with New Loans and Rate Adjustments 

Table 9.8 lists annual rate adjustments used by the budget model to balance cash flows, pay 
planned capital improvements, and maintain adequate cash reserves. 

Table 9.9 provides a summary of all cash flows for the water utility for the years 2018 through 
2027 assuming the rate adjustments listed in Table 9.8 and new loans listed in Table 9.5 are 
implemented.  

9.8   Summary 

The water utility will be undergoing an extensive period of capital improvements and is expected 
to spend approximately $18 million in capital costs over the next ten years. As a result of the 
magnitude of capital costs, the water utility will be unable to fund planned capital without the 
issuance of new debt. Given the limited options available from Washington State to aid funding 
capital, the City will likely need to issue revenue bond debt. This analysis assumes two large 
revenue bond issues of approximately $1.4 million in 2019 / 2020 and another $4.5 million 
in 2025. 

The costs borne by monthly rates will increase with the new debt and as a result, the City will 
need to adjust rates. Table 9.8 lists the annual rate increases assumed by the budget model that 
are required to balance cash flows and maintain adequate cash reserves. The water utility 
currently has approximately $1.5 million in cash reserves. The budget model shows that the 
water utility will increase reserves by about $2 million over the next ten years that will be 
available for capital projects scheduled on later years.   

The budget model does include revenues from growth (GFCs) that are a significant source of 
funds available to pay for capital improvements. Based on the growth assumed in this financial 
analysis, the water utility will generate more than $6.0 million over the next ten years, or almost 
a quarter of the total cost of all planned capital improvements. Therefore, it is important for the 
City to monitor growth and associated revenues from GFCs, and adjust rates, debt, and capital 
scheduling to conform with growth. 
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Table 9.8 Monthly Rate Adjustments (2018 – 2027) 

Rate Increases 2018 2019 2020 2021 2022 2023 2024 2025 2026 2027 

Annual Rate Increase (%) 0.0% 4.0% 4.0% 2.5% 2.5% 2.5% 2.5% 2.5% 2.5% 2.5% 

 

Table 9.9 Projected Utility Cash Flows (2018 – 2027) 

Operational Summary 2018 2019 2020 2021 2022 2023 2024 2025 2026 2027 

(+) Total Operating 
Revenues $2,288,400  $2,440,100  $2,602,200  $2,735,700  $2,827,900  $2,923,200  $3,022,000  $3,124,000  $3,229,500  $3,338,600  

(-) Total Maintenance 
Expenses (1,734,700) (1,804,200) (1,877,500) (1,935,200) (2,022,900) (2,082,500) (2,143,800) (2,206,600) (2,272,300) (2,339,200) 

(-) Total Debt (303,400) (304,000) (345,500) (362,400) (363,100) (363,600) (363,600) (362,600) (582,700) (582,100) 

Net Revenue $250,300  $331,900  $379,200  $438,100  $441,900  $477,100  $514,600  $554,800  $374,500  $417,300  
 

          

Capital Summary 
          

Start of Year Cash $1,583,000  $2,626,300  $1,337,200  $1,596,800  $2,875,000  $2,851,800  $2,812,300  $2,911,400  $3,581,700  $3,064,400  

(+) Connection 
Charges & Interest Inc. 1,043,000  1,041,800  1,036,700  1,117,400  393,600  393,300  393,600  397,500  398,200  396,600  

(+) Transfer from 
Operations 250,300  331,900  379,200  438,100  441,900  477,100  514,600  554,800  374,500  417,300  

(+) Total Loan Funds 0  990,000  400,000  0  0  0  0  4,458,300  0  0  

(+) Total CIAC Funds 3,000,000  0  0  0  0  0  0  0  0  0  

(-) Total Capital 
Expenses (3,250,000) (3,652,800) (1,556,300) (277,300) (858,700) (909,900) (809,100) (4,740,300) (1,290,000) (625,300) 

(-) Transfer to 
Operations 0  0  0  0  0  0  0  0  0  0  

Net Capital Revenue 1,043,300  (1,289,100) 259,600  1,278,200  (23,200) (39,500) 99,100  670,300  (517,300) 188,600  

End of Year Cash $2,626,300  $1,337,200  $1,596,800  $2,875,000  $2,851,800  $2,812,300  $2,911,400  $3,581,700  $3,064,400  $3,253,000  
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Table 9.10 Planned Capital Improvements (2018 – 2027) 

Capital Improvements 2018 2019 2020 2021 2022 2023 2024 2025 2026 2027 Total 

N-01 Canterwood Blvd NW and Bering St NW $0  $0  $0  $0  $0  $0  $0  $0  $0  $0  $0  

N-02 Sehmel Dr NW and Burnham Dr NW $0  $0  $0  $0  $0  $0  $0  $0  $0  $0  $0  

N-03 Vernhardson St and Burnham Dr NW $0  $0  $0  $0  ($601,000) $0  $0  $0  $0  $0  ($601,000) 

N-04 Olympic Dr NW and Hollycroft Street $0  $0  ($62,600) $0  $0  $0  $0  $0  $0  $0  ($62,600) 

U-01 Grandview St between Stinson Ave and Pioneer Way $0  ($480,000) $0  $0  $0  $0  $0  $0  $0  $0  ($480,000) 

U-02 Shore Acres $0  $0  $0  $0  $0  $0  $0  $0  $0  $0  $0  

U-03 Shore Acres $0  $0  $0  $0  $0  $0  $0  $0  $0  $0  $0  

U-04 Shurgard Tank to Soundview Drive $0  $0  $0  $0  $0  ($104,300) $0  $0  $0  $0  ($104,300) 

U-05 Shurgard East Tee $0  $0  $0  $0  $0  ($190,000) $0  $0  $0  $0  ($190,000) 

U-06 Olympic Village Loop $0  $0  $0  $0  $0  $0  ($272,200) $0  $0  $0  ($272,200) 

U-07 Reid Drive NW between 56th Street NW and 55th Street NW $0  $0  $0  $0  $0  ($175,000) $0  $0  $0  $0  ($175,000) 

U-08 Deer Creek Lane $0  $0  $0  $0  $0  $0  ($63,300) $0  $0  $0  ($63,300) 

U-09 Stinson Ave from Rosedale St NW to Pioneer Way $0  ($1,499,700) $0  $0  $0  $0  $0  $0  $0  $0  ($1,499,700) 

ST-01 Tank Recoating $0  $0  ($799,900) $0  $0  $0  $0  $0  ($1,000,000) $0  ($1,799,900) 

S-01 Well 9 and PRV Station $0  $0  $0  $0  $0  ($75,400) ($100,300) ($4,458,300) $0  $0  ($4,634,000) 

S-02 Clean and Inspect Well Casing (Well 3) $0  ($250,000) $0  $0  $0  $0  $0  $0  $0  $0  ($250,000) 

S-03 Well 6 Treatment System $0  $0  $0  $0  $0  $0  $0  $0  $0  $0  $0  

S-04 Conjunctive Supply Strategy $0  $0  $0  $0  $0  ($99,700) ($100,300) $0  $0  $0  ($200,000) 

S-05 Emergency Intertie (Canterwood Water System)  $0  ($400,100) $0  $0  $0  $0  $0  $0  $0  $0  ($400,100) 

S-06 Well 11 ($3,000,000) $0  $0  $0  $0  $0  $0  $0  $0  $0  ($3,000,000) 

R-01 Asbestos Cement Water Line Replacement Program $0  $0  $0  ($250,000) ($257,700) ($265,500) ($273,000) ($282,000) ($290,000) ($299,100) ($1,917,300) 

G-01 Water System Plan Update ($250,000) $0  $0  $0  $0  $0  $0  $0  $0  ($326,200) ($576,200) 

G-02 Reuse and Reclaimed Water Study Phase Two $0  $0  ($26,500) ($27,300) $0  $0  $0  $0  $0  $0  ($53,800) 

G-03 Water Share of Public Works Operations Building $0  ($33,000) ($267,300) $0  $0  $0  $0  $0  $0  $0  ($300,300) 

G-04 Water Share of Public Works Decant Facility $0  $0  ($400,000) $0  $0  $0  $0  $0  $0  $0  ($400,000) 

G-05 Water Share of Public Works Operations - Site Development $0  ($990,000) $0  $0  $0  $0  $0  $0  $0  $0  ($990,000) 

G-06 Water Share of Satelite Reuse Plant in WW Basin 12 $0  $0  $0  $0  $0  $0  $0  $0  $0  $0  $0  

Total Capital Costs ($3,250,000) ($3,652,800) ($1,556,300) ($277,300) ($858,700) ($909,900) ($809,100) ($4,740,300) ($1,290,000) ($625,300) ($17,969,700) 
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Appendix B 
COMMENTS AND RESPONSES FROM 
PIERCE COUNTY, ADJACENT PURVEYORS, AND 
WASHINGTON STATE DEPARTMENT OF HEALTH 
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Appendix C 
STATE ENVIRONMENTAL POLICY ACT (SEPA) 
CHECKLIST AND DETERMINATION OF 
NON-SIGNIFICANCE (DNS) 
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Appendix D 
CURRENT WATER FACILITY INVENTORY FORM 





Quarter: 1

Updated: 05/03/2018

Printed: 5/24/2018

WFI Printed For: On-Demand

Submission Reason: Source Update

RETURN TO:  Central Services - WFI, PO Box 47822, Olympia, WA, 98504-7822

WATER FACILITIES INVENTORY (WFI) FORM

ONE FORM PER SYSTEM

  1.  SYSTEM ID NO.  2.  SYSTEM NAME  3.  COUNTY 4.  GROUP 5.  TYPE

27600 9  GIG HARBOR WATER DEPT  PIERCE A Comm

  6. PRIMARY CONTACT NAME & MAILING ADDRESS   7. OWNER NAME & MAILING ADDRESS  8. OWNER NUMBER:  002145

KENNETH R. ANDREWS [PW SUPERINTENDENT]     GIG HARBOR WATER DEPT

3510 GRANDVIEW ST     GREGORY M. FOOTE PW SUPERVISOR
GIG HARBOR, WA 98335     3510 GRANDVIEW ST

    GIG HARBOR, WA 98335

 STREET ADDRESS IF DIFFERENT FROM ABOVE  STREET ADDRESS IF DIFFERENT FROM ABOVE

 ATTN  ATTN

 ADDRESS  ADDRESS

 CITY                   STATE                ZIP  CITY                   STATE              ZIP 

 9. 24 HOUR PRIMARY CONTACT INFORMATION 10. OWNER CONTACT INFORMATION

Primary Contact Daytime Phone: (253) 851-8136 Owner Daytime Phone: (253) 851-8136

Primary Contact Mobile/Cell Phone: (253) 377-9410 Owner Mobile/Cell Phone: (360) 621-2274

Primary Contact Evening Phone: (xxx)-xxx-xxxx Owner Evening Phone:  

WAC 246-290-420(9) requires that water systems provide 24-hour contact information for emergencies.

Fax:  E-mail:  xxxxxxxxxxxxxxxxxxxx Fax:   E-mail:  xxxxxxxxxxxxxxxxxxxx

11. SATELLITE MANAGEMENT AGENCY - SMA (check only one)

Not applicable (Skip to #12)

Owned and Managed SMA NAME:  SMA Number: 

Managed Only

Owned Only

12. WATER SYSTEM CHARACTERISTICS (mark all that apply)

Agricultural Hospital/Clinic Residential

Commercial / Business Industrial School

Day Care Licensed Residential Facility Temporary Farm Worker

Food Service/Food Permit Lodging Other (church, fire station, etc.):

1,000 or more person event for 2 or more days per year Recreational / RV Park ________________________________

13. WATER SYSTEM OWNERSHIP (mark only one) 14.  STORAGE CAPACITY (gallons)

Association County Investor Special District

City / Town Federal Private State 4,750,000

- SEE NEXT PAGE FOR A COMPLETE LIST OF SOURCES -
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WATER FACILITIES INVENTORY (WFI) FORM - Continued

 GIG HARBOR WATER DEPT CommA  PIERCE27600 9

5.  TYPE4.  GROUP 3.  COUNTY 1.  SYSTEM ID NO.  2.  SYSTEM NAME

15 16
SOURCE NAME

17
INTERTIE

18
SOURCE CATEGORY

19
USE

20 21
TREATMENT

22
DEPTH

23 24
SOURCE LOCATION

S
o

u
rc

e 
N

u
m

b
er

LIST UTILITY'S NAME FOR SOURCE
AND WELL TAG ID NUMBER.

Example:  WELL #1 XYZ456

IF SOURCE IS PURCHASED OR 
INTERTIED,

LIST SELLER'S NAME
Example:  SEATTLE

INTERTIE 
SYSTEM 

ID 
NUMBER
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L
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E
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S01   InAct 11/16/1992 JUDSON ST X X  X 246 120 SE NE 08 21N 02E

S02   WELL #2-TOWN PARK (AAF346) X X Y X 116 280 SW SE 32 22N 02E

S03   WELL #3-HIGH LEVEL (AAF349) X X Y X 745 500 NE SE 17 21N 02E

S04   WELL #4 HARBOR HEIGHTS (AAF348) X X Y X 399 200 NE SW 08 21N 02E

S05   WELL #5 NORTH CREEK (AAF347) X X Y X 705 625 SE NW 07 21N 02E

S06   WELL #6 NORTH CREEK (AAF351) X X Y X 566 975 SE NW 07 21N 02E

S07   InAct 12/31/1993 PERROW WELL X X  X 393 40 SW NW 31 22N 02E

S08   RUSHMORE (AAF350) X X Y X 231 14 SE SE 17 21N 02E

S09   Well 11 BAL876 X X Y X 599 1000 NW SW 06 21N 02
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WATER FACILITIES INVENTORY (WFI) FORM - Continued
 1.  SYSTEM ID NO.  2.  SYSTEM NAME  3.  COUNTY 4.  GROUP 5.  TYPE

27600 9  GIG HARBOR WATER DEPT  PIERCE A Comm

ACTIVE 
SERVICE 

CONNECTIONS

DOH USE ONLY!
CALCULATED 

ACTIVE  
CONNECTIONS

DOH USE ONLY!
APPROVED 

CONNECTIONS

 25.  SINGLE FAMILY RESIDENCES (How many of the following do you have?) 3237 Unspecified

 A.  Full Time Single Family Residences (Occupied 180 days or more per year) 1992

 B.  Part Time Single Family Residences (Occupied less than 180 days per year) 0

26.  MULTI-FAMILY RESIDENTIAL BUILDINGS (How many of the following do you have?)

 A.  Apartment Buildings, condos, duplexes, barracks, dorms 103

 B.  Full Time Residential Units in the Apartments, Condos, Duplexes, Dorms that are occupied more than 180 days/year 1245

 C.  Part Time Residential Units in the Apartments, Condos, Duplexes, Dorms that are occupied less than 180 days/year 0

 27.  NON-RESIDENTIAL CONNECTIONS (How many of the following do you have?)

A. Recreational Services and/or Transient Accommodations (Campsites, RV sites, hotel/motel/overnight units) 0 0

B.  Institutional, Commercial/Business, School, Day Care, Industrial Services, etc. 365 365

28.  TOTAL SERVICE CONNECTIONS 3602

29.  FULL-TIME RESIDENTIAL POPULATION

A.  How many residents are served by this system 180 or more days per year? 6636

 30.  PART-TIME RESIDENTIAL POPULATION JAN FEB MAR APR MAY JUN JUL AUG SEP OCT NOV DEC

 A.  How many part-time residents are present each month?

 B.  How many days per month are they present?

 31.  TEMPORARY & TRANSIENT USERS JAN FEB MAR APR MAY JUN JUL AUG SEP OCT NOV DEC

 A.  How many total visitors, attendees, travelers, campers, patients 
or customers have access to the water system each month? 2200 2200 2200 2200 2200 2800 3300 3300 3300 2800 2200 2200

 B.  How many days per month is water accessible to the public? 31 28 31 30 31 30 31 31 30 31 30 31

 32.  REGULAR NON-RESIDENTIAL USERS JAN FEB MAR APR MAY JUN JUL AUG SEP OCT NOV DEC

 A.  If you have schools, daycares, or businesses connected to your 
water system, how many students daycare children and/or 
employees are present each month?

3250 3250 3250 3250 3250 1619 1619 1619 3250 3250 3250 3250

B.  How many days per month are they present? 31 28 31 30 31 30 31 31 30 31 30 31

33.  ROUTINE COLIFORM SCHEDULE  JAN FEB MAR APR MAY JUN JUL AUG SEP OCT NOV DEC

* Requirement is exception from WAC 246-290                     10 10 10 10 10 9 9 9 10 10 10 10

 34.  NITRATE SCHEDULE QUARTERLY ANNUALLY ONCE EVERY 3 YEARS

 (One Sample per source by time period)

 35.  Reason for Submitting WFI:

OtherNew System  Inactivate   Update - No Change    Update - Change   Re-Activate  

36.  I certify that the information stated on this WFI form is correct to the best of my knowledge.

SIGNATURE:    DATE:

PRINT NAME:    TITLE:

Name Change
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WS ID WS Name

GIG HARBOR WATER DEPT27600

Total WFI Printed: 1
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Appendix E 
STANDARD SERVICE AGREEMENTS 





Utilities Application 3/28/18 

 
3510 GRANDVIEW STREET    S/B ACCT #:  __________ 
GIG HARBOR, WASHINGTON 98335    LOT #:   ______________ 
PHONE: (253) 851-6170       
www.cityofgigharbor.net 
 

UTILITIES SERVICE APPLICATION 
 

Application No.                               Parcel No.                                             Date ____________ 
 
Applicant                                                                                       Phone # ________________ 
 
Mailing Address _____________________________________________________________ 
 
STORM WATER GENERAL FACILITY CHARGE & CALCULATION: 

Impervious Area (sf) Calculation  2,200 sf = 1 unit Units 
   

General Facility Charge:  $1,770.00 per unit 
Total Fees 

  $ 
 
Connection/Service ADDRESS OR LOCATION: ____________________________________ 

Subdivision                                                                                                   Lot No. __________ 

Date of Hook-Up                        Meter No.                               Size               Seq # __________ 

Account No.                             Meter Location ______________________________________  
 

WATER SERVICE GENERAL FACILITY CHARGE & METER INSTALLATION CHARGES: 

Meter 
Size 

Capacity 
Factor(s) 

General Facility 
Charge  

(Inside City Limits) 
)

General Facility 
Charge  

(Outside City Limits) 
Meter 

Charge 
Total 
Fees 

 
3/4" 

 
1.00 

 
$   7,300.00 $ 10,950.00 

 
$   486.00 

 
$  

 
1" 

 
1.67 

 
$ 12,191.00 $ 18,286.50 

 
$   567.00 

 
$  

 
1-1/2" 

 
3.33 

 
$ 24,309.00 $ 36,463.50 

 
 $1,130.00 

 
$ 

 
2" 5.33 

 
$ 38,909.00 $ 58,363.50 

 
 $1,800.00 

 
$ 

Over 2" 
 

 
(per AWWA 

formula) 

 
$ (per City formula) $ (per City formula) 

 
$ (TBD) 

 
$ 

 
IMPACT & WATER LATECOMER FEES:  

Park Impact Fees Residential            @   $1,500.00 
 

$ 

Transportation Impact Fees 
 

Residential            @   $2,124.00 
Commercial/Multi  @   $ ____________ 

$ 

School Impact Fees 
 

Residential             @   $3,858.00 

Multi-Family Units  @   $2,035.00 per unit 
$ 

Water Latecomer Fees 
 

Latecomer Fee Calculation  $_________ 

Administration Fee                  $_________ 
$ 

 



Utilities Application 3/28/18 

TOTAL STORMWATER, WATER, IMPACT & LATECOMER CHARGES:        $________________._____ 
         
BASIC SEWER SYSTEM GENERAL FACILITY CHARGE: 

General Facility Charge – Inside City Limits:  $ 9,640.00 

General Facility Charge - Outside City Limits:  $ 14,460.00 

# ERU’s * Total Fee 

 $ ______________ .00 

 Equivalent Residential Unit Calculation for non-residential service:  
 
*                                           (         ERU's per                                                       ) X (                    ) = __________     

Class of Service         Conversion rate for appropriate unit (sq. ft., seats, students, etc.)    Number of units     Equivalent ERU's 
 
 

SPECIAL CHARGES: 

Check (X) Type of Fee Fee 

 Encroachment Permit Application & Fee $250.00 

 Sewer Stub Inspection Fee $125.00 

 House Stub Inspection Fee ($25 in city / $37.50 out -  SFR only)  

 As-Built Plans Fee - (Refundable - SFR only) $150.00 

 Sewer Latecomers Fee/Administration Fee  
 
Total from Side One (Water, Impact & Latecomer):  __________________________ 

Sewer System Connection Fees:     __________________________ 

Special Charges:       __________________________ 

       TOTAL __________________________ 
 

     Application is hereby made by the undersigned property owner for the above stated utilities in the amount of: 
_________________, at the above stated location, for the following purposes: __________________________, 
for which I agree to pay in advance the above estimated charges, the exact charges shall be paid as established 
by City Resolution, and will be determined at the time a water availability certificate issues and be payable 
immediately. 
     I further agree that all rates and charges for water service to the above property shall be paid in accordance 
with the now-existing ordinances and regulations of the City, or any ordinances and regulations passed hereafter. 
     I understand that the City will use all reasonable effort to maintain uninterrupted service, but reserves the right 
to shut off the water at any time without notice for repairs, expansions, nonpayment of rates or any other reason 
and assumes no liability for any damage as a result or interruption of service from any cause whatsoever. 
     I understand that if the City issues a water availability certificate to me, such certificate shall be subject to all 
ordinances and regulations of the City, as they now exist or may hereafter be amended, and that such certificate 
expires within three (3) years from the date of issuance.  If I do not pay the required fees and request an actual 
hook-up or connection to the above-identified individual parcel of property within this time period, a water 
availability certificate may be revoked. 
     I understand that the City shall maintain ownership in such water meters installed by the City and the City shall 
be responsible for providing reasonable and normal maintenance to such meters. 
 
 

                                                                  ,    
Applicant's Signature      Date 
 

TO BE COMPLETED BY STAFF ONLY: 
Receipt No. Fees Paid Date 

   
Receipted By: Building Official 
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ORDINANCE NO. 1181 

 
AN ORDINANCE OF THE CITY OF GIG HARBOR, WASHINGTON, 
RELATING TO GROWTH MANAGEMENT AND PLANNING, MAKING THE 
FOLLOWING AMENDMENTS TO THE CITY OF GIG HARBOR 
COMPREHENSIVE PLAN FOR THE 2009 ANNUAL CYCLE:  ADDING A 
3.69 ACRE PARCEL LOCATED AT THE SOUTHEAST CORNER OF 
WOLLOCHET DRIVE AND STATE ROUTE 16 TO THE CITY’S WATER 
SERVICE AREA (COMP 09-0001); REPEALING THE PARKS 
RECREATION AND OPEN SPACE ELEMENT (COMP 09-0002); 
AMENDING THE TRANSPORTATION ELEMENT TO UPDATE THE 
SHORT-RANGE AND LONG-RANGE TRANSPORTATION IMPROVEMENT 
PLANS AND ADD POLICIES RELATED TO VEHICULAR AND 
PEDESTRIAN ACCESS IN THE DOWNTOWN AREA (COMP 09-0003); 
AMENDING THE COMPREHENSIVE PLAN LAND USE MAP TO CHANGE 
THE LAND USE DESIGNATION FOR 15.53 ACRES OF PROPERTY 
LOCATED ALONG BURNHAM DRIVE AND 112TH STREET NW FROM 
EMPLOYMENT CENTER (EC) TO COMMERCIAL/BUSINESS (C/B) (COMP 
09-0004); ADOPTING A NEW STORMWATER COMPREHENSIVE PLAN 
(COMP 09-0007); ADOPTING A NEW WASTEWATER COMPREHENSIVE 
PLAN (COMP 09-0008); ADOPTING A NEW WATER SYSTEM PLAN 
(COMP 09-0009);  AMENDING THE CAPITAL FACILITIES ELEMENT TO 
UPDATE THE SIX-YEAR IMPROVEMENT PROJECT LISTS (COMP 09-
0010); AMENDING THE UTILITIES ELEMENT TO BE CONSISTENT WITH 
THE NEW WATER SYSTEM PLAN (COMP 09-0011); ADDING TWO 
PARCELS, 4.16 ACRES, LOCATED AT THE SOUTHEAST CORNER OF 
HUNT STREET AND STATE ROUTE 16 TO THE CITY’S WATER SERVICE 
AREA (COMP 09-0013) .  

___________________________________________________________________                            
 

WHEREAS, the City of Gig Harbor plans under the Growth Management Act 
(chapter 36.70A RCW); and  

 
 WHEREAS, the Act requires the City to adopt a Comprehensive Plan; and  
 
 WHEREAS, the City adopted a revised GMA Comprehensive Plan as required by 
RCW 36.70A.130 (4) in December 2004; and  

 
WHEREAS, the City is required to consider suggested changes to the 

Comprehensive Plan (RCW 36.70A.470); and  
 
 WHEREAS, except under circumstances not applicable here, the City may not 
amend the Comprehensive Plan more than once a year (RCW 36.70A.130); and  
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 WHEREAS, the City is required to provide public notice and public hearing for 
any amendments to the Comprehensive Plan and the adoption of any elements thereto 
(RCW 36.70A.035, RCW 36.70A.130); and 
 
 WHEREAS, on May 11, 2009, the City Council evaluated the comprehensive 
plan amendment applications submitted for the 2009 annual cycle, and held a public 
hearing on such applications; and 
 

WHEREAS, on May 26, 2009, the City Council forwarded twelve comprehensive 
plan amendment applications to the Planning Commission for further processing in the 
2009 Comprehensive Plan annual cycle; and 
 
 WHEREAS, on July 16, 2009, the City’s SEPA Responsible Official issued a 
Determination of Non-Significance (DNS) for comprehensive plan amendment 
applications, pursuant to WAC 197-11-340(2), which was not appealed; and 
 

WHEREAS, the Planning Director notified the Washington State Department of 
Commerce of the City’s intent to amend the Comprehensive Plan and forwarded a copy 
of the proposed amendments on July 16, 2009 pursuant to RCW 36.70A.106; and 

 
WHEREAS, the Planning Commission held work study sessions on to discuss 

the applications on June, 18, 2009, July 16, 2009, July 30, 2009, August 6, 2009, 
August 20, 2009, September 3, 2009, September 17, 2009, September 24, 2009 and 
October 21, 2009; and 

 
WHEREAS, the Planning Commission held public hearings on comprehensive 

plan amendments on July 16, 2009, July 30, 2009 and September 17, 2009; and  
 

WHEREAS, on October 21, 2009 the Planning Commission voted to recommend 
approval of all twelve proposed amendments as documented in the Planning 
Commission’s written recommendations signed by Planning Commission Chair, Harris 
Atkins, all dated October 21, 2009; and   

  
WHEREAS, on November 9, 2009, the Gig Harbor City Council held a public 

hearing on all twelve proposed amendments to the Gig Harbor Comprehensive Plan for 
the 2009 annual review cycle; and 

 
WHEREAS, the Gig Harbor City Council had a first reading of an Ordinance 

amending the Comprehensive Plan on November 23, 2009; and 
 
WHEREAS, the Gig Harbor City Council had a second reading of an Ordinance 

amending the Comprehensive Plan on December 14, 2009; 
 

Now, Therefore, 
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THE CITY COUNCIL OF THE CITY OF GIG HARBOR, WASHINGTON, ORDAINS AS 
FOLLOWS: 

Section 1.  Comprehensive Plan Text Amendments.   

A.  Notice.  The City Clerk confirmed that public notice of the public hearings 
held by the City Council on the following applications was provided.   

B.  Hearing Procedure.  The City Council’s consideration of the comprehensive 
plan text amendments is a legislative act.  The Appearance of Fairness doctrine does 
not apply.  

C.  Testimony.  The following persons testified on the applications at the 
November 9, 2009 public hearing: 

 
(COMP 09-0001) Michael Desmarteau, Paul Cyr; (COMP 09-0004) Walter Smith, 

Carl Halsan; (COMP 09-0005) Kathryn Jerkovich, Lee Murray, Patricia Manning, Mark 
Hoppen; (COMP 09-0009) Jim Pasin; (COMP 09-0012) Carl Halsan, Danielle Ittner, 
John McMillan, Kurt Salmon, Mark Hoppen, Bill Fogarty, Cliff Petersen, William Lynn; 
(COMP 09-0013) Paul Cyr.   

 
D.  Criteria for Approval.  The process for Comprehensive Plan amendments 

(Chapter 19.09) states that the City Council shall consider the Planning Commission’s 
recommendations and after considering the criteria found in GHMC 19.09.170 make 
written findings regarding each application’s consistency or inconsistency with the 
criteria.  The criteria found in GHMC 19.09.170 are as follows: 

 
19.09.170 Criteria for approval. 

A. The proposed amendment meets concurrency requirements for 
transportation as specified in Chapter 19.10 GHMC; 

B. The proposed amendment will not adversely impact the city’s ability to 
provide sewer and water, and will not adversely affect adopted levels of service 
standards for other public facilities and services such as parks, police, fire, 
emergency medical services and governmental services; 

C. The proposed amendments will not result in overall residential capacities in 
the city or UGA that either exceed or fall below the projected need over the 20-
year planning horizon; nor will the amendments result in densities that do not 
achieve development of at least four units per net acre of residentially designated 
land; 

D. Adequate infrastructure, facilities and services are available to serve the 
proposed or potential development expected as a result of this amendment, 
according to one of the following provisions: 

1. The city has adequate funds for needed infrastructure, facilities and 
services to support new development associated with the proposed 
amendments; or 

2. The city’s projected revenues are sufficient to fund needed 
infrastructure, facilities and services, and such infrastructure, facilities and 
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services are included in the schedule of capital improvements in the city’s capital 
facilities plan; or 

3. Needed infrastructure, facilities and services will be funded by the 
developer under the terms of a developer’s agreement associated with this 
comprehensive plan amendment; or 

4. Adequate infrastructure, facilities and services are currently in place to 
serve expected development as a result of this comprehensive plan amendment 
based upon an assessment of land use assumptions; or 

5. Land use assumptions have been reassessed, and required 
amendments to other sections of the comprehensive plan are being processed in 
conjunction with this amendment in order to ensure that adopted level of service 
standards will be met. 

E. The proposed amendment is consistent with the goals, policies and 
objectives of the comprehensive plan; 

F. The proposed amendment will not result in probable significant adverse 
impacts to the transportation network, capital facilities, utilities, parks, and 
environmental features which cannot be mitigated and will not place 
uncompensated burdens upon existing or planned services; 

G. In the case of an amendment to the comprehensive plan land use map, 
that the subject parcels being redesignated are physically suitable for the allowed 
land uses in the designation being requested, including compatibility with existing 
and planned surrounding land uses and the zoning district locational criteria 
contained within the comprehensive plan and zoning code; 

H. The proposed amendment will not create a demand to change other land 
use designations of adjacent or surrounding properties, unless the change in 
land use designation for other properties is in the long-term interest of the 
community in general; 

I. The proposed amendment is consistent with the Growth Management Act, 
the countywide planning policies and other applicable interjurisdictional policies 
and agreements, and/or other state or local laws; and 

J. The proposed effect of approval of any individual amendment will not have 
a cumulative adverse effect on the planning area. 

 
E.  Applications.  The City Council hereby enters the following findings and 

conclusions for each application: 
 
1.   COMP 09-0001 – Wollochet Water System Service Area Amendment  
Summary:  A water system service area amendment from Stroh’s Water 
Company’s service area to the City of Gig Harbor water service area for a 3.69 
acre, vacant parcel located at the southeast corner of Wollochet Drive and SR 
16.   
 
Findings:  
a) The amendment will not adversely impact the city’s ability to provide water 

service.  The City currently has water capacity to reserve for future 
development.  The development of the subject parcel would require an 
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estimated 12,560 to 18,840 gallons per day of water and the City has over 
200,000 gallons per day of water available for reservation.  The city is also 
actively pursuing additional water rights from the Department of Ecology. 

b) Adequate water service infrastructure is currently in place to serve the parcel 
with a minor extension of a water main. The City of Gig Harbor water service 
area exists adjacent to the property along Wollochet Drive.  A City water main 
exists at the intersection of Wollochet Drive and Wagner Way approximately 
350 feet south of the subject site.  The developer would be required to extend 
the water main approximately 350 feet to service the site.  

c) The water system plan allows limited expansion of the city’s water service 
area.  Comprehensive Plan Policy 2.1.3 Serviceable Areas states that urban 
uses should be allocated to lands which can be provided roads, sewer, water, 
storm drainage and other basic urban utilities and transportation facilities.  
Given the location of transportation services and water mains in relation to the 
subject property, urban development is appropriate.  Redevelopment of this 
vacant property will be a value to the community 

d) The water service amendment will not place uncompensated burdens on the 
existing water purveyor and customers as the developer will pay for the water 
main extensions and connection fees.  With the proposed conditions, any 
fees incurred by the city for changing the water service area will be 
reimbursed by the applicant.  

e) The City Council finds that the proposed amendment is consistent with the 
Growth Management Act, the countywide planning policies and multi-county 
planning policies. 

f) The City Council finds that the approval of this amendment will not have a 
cumulative adverse effect on the City.  The City has a finite number of water 
ERUs to reserve to customers in the current service area, with over 1,000 
water ERUs available. 

 
Conclusion:  After consideration of the materials in the file, staff presentation, the 
Planning Commission recommendation, the City’s Comprehensive Plan, criteria 
for approval found in Chapter 19.09 GHMC, applicable law, and public testimony, 
the City Council hereby approves application COMP 09-0001, as identified in 
Exhibit A attached to this Ordinance with the following conditions: 

 
1) The applicant shall provide full cost reimbursement plus a 5% 

administration fee to the City of Gig Harbor for all consultant and legal 
expenses paid by the City of Gig Harbor for the revision to the City’s 
Water System Plan and/or the Pierce County Coordinated Water System 
Plan related to the water service area amendment; and 

2) The applicant shall provide full cost reimbursement plus a 5% 
administration fee to the City of Gig Harbor for all fees paid to the State of 
Washington and Pierce County by the City of Gig Harbor for the revision 
to the City’s Water System Plan and/or the Pierce County Coordinated 
Water System Plan related to the water service area amendment. 
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2. Parks, Transportation, Utility and Capital Facility Amendments.  The 
Council made findings and conclusions on the following seven (7) amendments 
together: 
 
Summary:   
a) COMP 09-0002: Parks, Recreation and Open Space Element  

An amendment to repeal the existing PROS element, as identified in Exhibit B 
attached to this Ordinance  

b) COMP 09-0003: Transportation Element  
Amendments to create a general short-range and long-range transportation 
improvement plans that will serve as a basis for the 6-year Transportation 
Improvement Plan (TIP) adopted each year and add policies related to 
vehicular and pedestrian access in the downtown area, as identified in Exhibit 
C attached to this Ordinance 

c) COMP 09-0007: Stormwater Comprehensive Plan  
Adoption of a new Stormwater Comprehensive Plan, as identified in Exhibit D 
attached to this Ordinance 

d) COMP 09-0008: Wastewater Comprehensive Plan  
Adoption of a new Wastewater Comprehensive Plan, as identified in Exhibit E 
attached to this Ordinance 

e) COMP 09-0009: Water System Plan  
Adoption of a new Water System Plan for the City’s water service area, as 
identified in Exhibit F attached to this Ordinance 

f) COMP 09-0010: Capital Facilities Element  
Amendments to update the stormwater, wastewater, water system, parks, 
recreation and open space, and transportation improvement projects included 
in the Capital Facilities Plan, as identified in Exhibit G attached to this 
Ordinance 

g) COMP 09-0011: Utilities Element  
An amendment to update the Utilities Element to be consistent with the new 
Water System Plan, as identified in Exhibit H attached to this Ordinance 

 
Findings:  
a) The amendments will improve the City’s ability to provide sewer, water and 

other public facilities and services through updated funding mechanisms and 
new comprehensive utility plans based on existing conditions. 

b) The amendments will update the transportation, sewer, park, stormwater, 
wastewater, water, parks and open space and capital facilities plan so that 
the City can provide necessary infrastructure to serve the development 
projected by the Comprehensive Plan. 

c) The City’s Comprehensive Plan seeks to keep pace with the population and 
commercial growth through the funding of capital improvements that manage 
and allow for the projected growth.  The amendments will allow the city to 
better address the planning area’s transportation, sewer, park, stormwater, 
wastewater, water and open space needs through adequate capital facility 
planning and funding. 
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d) The amendments are necessary so as not to create significant adverse 
impacts to the city’s infrastructure.  Updating the transportation, sewer, park, 
stormwater, wastewater, water, parks and open space and the capital 
facilities plan allows the City to plan for and provide the necessary 
infrastructure to serve the development projected by the Comprehensive 
Plan. 

e) The City Council finds that the proposed amendment is consistent with the 
Growth Management Act, the countywide planning policies and multi-county 
planning policies. 

f) The approval of the amendments will not have a cumulative adverse effect on 
the City. 

 
Conclusion: After consideration of the materials in the file, staff presentation, the 
Planning Commission recommendation, the City’s Comprehensive Plan, criteria 
for approval found in Chapter 19.09 GHMC, applicable law, and public testimony, 
the City Council hereby approve applications COMP 09-0002, COMP 09-0003, 
COMP 09-0007, COMP 09-0008, COMP 09-0009, COMP 09-0010 and COMP 
09-0011, as identified in Exhibits B, C, D, E, F, G, and H respectively attached to 
this Ordinance: 
 
3.   COMP 09-0004 – Sunrise Enterprise Land Use Map Amendment  
Summary:  A land use designation change from Employment Center (EC) to 
Commercial Business (C/B) of 15.53 acres located along Burnham Drive NW and 
112th Street NW, currently occupied by a contractor’s yard. 

  
 Findings:  

a) The city performed a traffic capacity evaluation for the proposed land use 
designation change.  Given the variety of uses allowed in both designations 
(EC and C/B), it is not possible to determine if an actual increase in trips will 
occur with the amendment until the specific use for the property is defined.  
Some uses allowed in the C/B designation will exceed the trip generation of 
some uses in the EC designation and vice versa.  Given this variability, a 
change from EC designation to C/B designation is not considered an increase 
in land use intensity.  In addition, the city’s traffic modeling assumed this 
property was in the County and regulated by County zoning, given that the 
property was annexed to the City in March 2009.  The County’s zoning for this 
site prior to annexation was Community Commercial which is equivalent to 
the city’s C/B designation.  

b) The draft traffic impact analysis provided by the applicant indicated that more 
trips may be generated as a result of the redesignation.  The city will fully 
evaluate the project once a project permit application is submitted committing 
to a particular use.  If through that permitting process, deficiencies in the 
City’s transportation system will occur, mitigation will be required by the 
applicant.  The city does not believe the change in land use will result in an 
adverse impact that cannot be mitigated.  
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c) After an analysis of the anticipated sewer and service impacts under the 
existing designation and the proposed designation, no significant increase in 
services or infrastructure needs were documented and; therefore, no adverse 
impacts to the city’s infrastructure.  The subject property is not serviced by 
city water. 

d) Goal 6.2.2 of the Economic Development Element encourages increased 
economic opportunities through the redevelopment of vacant properties and 
revitalizing older business districts within the city.  The amendment will further 
this goal given that the subject property is under-utilized with outdated 
buildings.   

e) Prior to annexation of this area on March 23, 2009, the County land use 
designation and zoning for this property was Community Commercial (CC).  
The CC zoning is most similar to the city’s B-2 zoning.  The County selected 
this designation and zoning as part of the Gig Harbor Peninsula Community 
sub-area plan adopted in 2002.  The County and surrounding property 
owners have been contemplating a commercial designation and zoning of this 
property for seven years.  This amendment will retain the commercial 
designation which was deemed compatible with the surrounding land uses 
and physically suitable for the property in 2002. 

f) The Commercial/Business land use designation policy states that 
“commercial areas which border residential designations or uses should use 
available natural features as boundaries.” (GHCP 2.2.3d)  Residentially 
designated and zoned land exists both north and south of the proposal.  The 
applicant has indicated that the mining permit for the current use of the 
subject property includes a 50 foot buffer to the residential use to the north.  
In addition along the north boundary, steep slopes rise up to the adjacent 
residential property.  To the south, 112th Street NW separates the subject 
property from the residential zoning. The City Council finds that the existing 
road separation to the south and the topography in conjunction with a 40-foot 
zone transition buffer required by the Design Manual to the north is 
appropriate buffering from the residential zones. 

g) The City Council finds that the amendment will not create a demand for land 
use designation changes in the surrounding areas.  A right-of-way bounds the 
subject property on the south. The property to the east has commercial 
designations and uses.  To the west is a gravel pit under the same ownership 
as the subject property. They have indicated that the gravel pit will remain in 
the near future.  To the north, a property owner has indicated they may 
request a comprehensive plan amendment to redesignate his property from 
residential to commercial. However, the property owner stated he had 
considered such amendment at the existing EC designation; the C/B 
designation request does not change that consideration.  

h) The City Council finds that the proposed amendment is consistent with the 
Growth Management Act, the countywide planning policies and multi-county 
planning policies. 

i) The approval of the amendment will not have a cumulative adverse effect on 
the City. 
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Conclusion:  After consideration of the materials in the file, staff presentation, the 
Planning Commission recommendation, the City’s Comprehensive Plan, criteria 
for approval found in Chapter 19.09 GHMC, applicable law, and public testimony, 
the City Council hereby approves application COMP 09-0004, as identified in 
Exhibit I attached to this Ordinance. 
 
4.   Section 1.E.4 intentionally omitted. 

 
5.   Section 1.E.5 intentionally omitted. 

 
6.   COMP 09-0013 – Stroh’s Water System Service Area Amendment  
Summary:  A water system service area amendment from Stroh’s Water 
Company’s service area to the City of Gig Harbor water service area for two 
parcels, totaling 4.16 acres, located south of Hunt Street just east of SR16 and 
the existing Cushman Trail, currently occupied by Stroh’s Feed & Garden 
Supplies and United Rentals. 

 
Findings:  
a) The water system plan allows limited expansion of the city’s water service 

area.  Goal 6.2.2 of the Economic Development Element encourages 
increased economic opportunities through the redevelopment of vacant 
properties and revitalizing older business districts within the city.  Providing 
city fire flow to an underdeveloped commercial site will further this goal by 
allowing redevelopment without Stroh’s Water Company incurring significant 
infrastructure costs.  

b) Providing fire flow to the subject parcel will not adversely impact the city’s 
ability to provide water service.  A 12-inch City water main exists within Hunt 
Street along the north property line.  A basic hook-up to that main would be 
required to provide water service.  Given that the existing development has 
domestic water rights allocated to it, any redevelopment of the parcel should 
yield the transfer of those rights to the City provided the City takes over both 
domestic and fire flow water service.   If only fire flow is provided, the city has 
adequate pressure to service the site and no additional water rights are 
needed.  The water service amendment will not place uncompensated 
burdens on the existing water purveyor and customers as the developer will 
pay for connecting to the city’s water main and associated fees.  Any fees 
incurred by the city for changing the water service area will be reimbursed by 
the applicant.  

c) The City Council finds that the proposed amendment is consistent with the 
Growth Management Act, the countywide planning policies and multi-county 
planning policies. 

d) The City Council finds that the approval of this amendment will not have a 
cumulative adverse effect.  Under condition 3a, the City does not reserve any 
additional water rights.  Under condition 3b, the city allows a connection for 
fire flow only and an underdeveloped parcel is allowed to redevelop. 
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Conclusion:  After consideration of the materials in the file, staff presentation, the 
Planning Commission recommendation, the City’s Comprehensive Plan, criteria 
for approval found in Chapter 19.09 GHMC, applicable law, and public testimony, 
the City Council hereby approves application COMP 09-0013, as identified in 
Exhibit L attached to this Ordinance with the following conditions: 

 
1) The applicant shall provide full cost reimbursement plus a 5% 

administration fee to the City of Gig Harbor for all consultant and legal 
expenses paid by the City of Gig Harbor for the revision to the City’s 
Water System Plan and/or the Pierce County Coordinated Water System 
Plan related to the water service area amendment.   

2) The applicant shall provide full cost reimbursement plus a 5% 
administration fee to the City of Gig Harbor for all fees paid to the State of 
Washington and Pierce County by the City of Gig Harbor for the revision 
to the City’s Water System Plan and/or the Pierce County Coordinated 
Water System Plan related to the water service area amendment. 

3a. IF THE CITY SUPPLIES BOTH DOMESTIC AND FIRE FLOW TO THE 
SITE:  The applicant shall request the Stroh’s Water System assign to the 
City of Gig Harbor from its existing water rights, the quantity required to 
serve the proposed development consistent with state law, including 
Washington State Department of Health water system planning statutes 
and regulations.  Should the Stroh’s Water System decline the requested 
assignment, or advise the City that the assignment cannot occur in a 
manner consistent with law, the applicant is advised that City of Gig 
Harbor has no duty to serve the subject property and reserves the right 
not to provide water service.  The applicant’s request for assignment and 
Stroh’s Water System response shall be documented in writing and 
provided to the City of Gig Harbor.  The applicant shall provide full cost 
reimbursement plus a 5% administration fee to the City of Gig Harbor for 
all consultant and legal expenses necessary for assignment of water 
rights. 

 
OR 

 
3b. IF THE CITY SUPPLIES ONLY FIRE FLOW SUPPLY TO THE SITE:  The 

applicant shall pay the City’s water system connection charge in effect at 
the time of building permit issuance based on the size of each water main 
serving the fire sprinkler system for the building(s). 

 
Section 2.  Transmittal to State.  The Planning Director is directed to forward a 

copy of this Ordinance, together with all of the exhibits, to the Washington State 
Commerce Department within ten days of adoption, pursuant to RCW 36.70A.106. 

 
Section 3.   Severability.  If any portion of this Ordinance or its application to any 

person or circumstances is held by a court of competent jurisdiction to be invalid or 





 
Exhibit “F” 
Application COMP 09-0009: 
Water System Plan  
 
A copy of the “Water System Plan – 
2008” is located in the Public Works 
Department. 



RESOLUTION NO.740 

A RESOLUTION OF THE CITY OF GIG HARBOR, WASHINGTON, 
REVISING THE CITY'S WATER SERVICE AREA. 

WHEREAS, Top Grade Construction Services submitted a land use application 
in November 2006 to the City for the construction of a condominium and 
townhouse development on three separate parcels. The condominiums are 
proposed on a portion of a parcel which is in the City of Gig Harbor's water 
service area. The townhomes are proposed on two parcels located in Stroh's 
water service area; and 

WHEREAS, a boundary line adjustment, recorded in September 2007, 
was performed to include both the condominium building and townhomes on one 
parcel; and 

WHEREAS, City Staff recommends that the development be served by 
one water purveyor throughout the one parcel created by the boundary line 
adjustment; and 

WHEREAS, the Stroh's water system cannot meet the City's required fire 
flow requirements at this location; and 

WHEREAS, the Stroh's water system has indicated a willingness to 
relinquishment of the right to provide water to this project in a November 21, 
2006 letter to the City of Gig Harbor; and 

WHEREAS, the City's water comprehensive plan shows these existing 
boundaries for the water purveyors, but the City and Stroh's have not yet signed 
any water service agreements establishing the boundaries of their existing and 
future water service areas; 

WHEREAS, the City requested the owner's engineer to review impacts to 
the City's water system if these two townhome parcels were to connect to the 
City's water system. The review resulted in no additional impacts with the 
installation of a looped water main through the proposed development. The 
City's engineers concur with this determination; and 

WHEREAS, the City will be revising its water comprehensive plan during 
2008, and the water service boundaries will be changed in accordance with this 
Resolution at that time; Now, Therefore, 

1
 



BE IT RESOLVED BY THE CITY COUNCIL OF THE CITY OF GIG HARBOR, 
WASHINGTON, AS FOLLOWS: 

Section 1 The City of Gig Harbor amends the boundaries of its existing 
water service area to include the property commonly known as the Hunt 
Highlands development (3200 block of Hunt Street) which is legally described as: 

BEGINNING AT THE INTERSECTION OF THE NORTH LINE OF HUNT 
STREET AND THE WEST LINE OF THE EAST HALF OF THE SOUTHWEST 
QUARTER OF THE SOUTHEAST QUARTER OF THE SOUTHWEST 
QUARTER OF SECTION 8, TOWNSHIP 21 NORTH, RANGE 2 EAST OF THE 
W.M.; THENCE ON SAID WEST LINE N 02°22'58" E 630.77 FEET TO THE 
NORTH LINE OF SAID SUBDIVISION; THENCE ON SAID NORTH LINE 
S 88°42'30" E 331.61 FEET TO THE EAST LINE OF SAID SUBDIVISION; 
THENCE ON SAID EAST LINE S 02°25'18" W 630.36 FEET TO THE NORTH 
LINE OF SAID HUNT STREET; THENCE ON SAID NORTH LINE N 88°46'53" W 
331.19 FEET TO THE POINT OF BEGINNING. 

ALSO: 

ALL THAT PORTION OF LOT 1 OF PIERCE COUNTY LOT LINE 
ADJUSTMENT RECORDED APRIL 16, 1990 UNDER RECORDING NUMBER 
9004160338 LYING EASTERLY OF THE FOLLOWING DESCRIBED LINE: 

COMMENCING AT THE SOUTHEAST CORNER OF SAID LOT 1; THENCE 
NORTH 88°46'53" WEST ON THE SOUTH LINE OF SAID LOT 1 285.17 FEET 
TO THE TRUE POINT OF BEGINNING OF THIS DESCRIPTION; THENCE 
NORTH 12°32'54" WEST 268.99 FEET TO A POINT ON THE NORTH LINE OF 
SAID LOT 1, SAID POINT LYING S 88°41'51" E 508.94 FEET FROM THE 
NORTHEAST CORNER OF SAID LOT 1, BEING THE TERMINUS POINT OF 
THIS DESCRIPTION. ALL LYING IN THE SOUTHWEST QUARTER OF 
SECTION 8, TOWNSHIP 21 NORTH, RANGE 2 EAST OF THE WILLAMETTE 
MERIDIAN. 

SITUATE IN THE COUNTY OF PIERCE, STATE OF WASHINGTON. 

Section 2. The City Council directs the staff to present a draft water 
comprehensive plan amendment for consideration at the next comprehensive 
plan update showing the above revised boundary of the City's existing water 
service area. 

2
 



RESOLVED this 28th day of January, 2008. 

APPROVED: ). ~ 

C~HUNTER, MAYOR 

ATIEST/AUTHENTICATED: 

FILED WITH THE CITY CLERK: 01/23/08 
PASSED BY THE CITY COUNCIL: 01/28/08 
RESOLUTION NO. 740 
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Sttoh's Water Company, Inc.otJ 2408 Hunt SiNW
 

fill .. . .S!'R t'*, WO BNili 

Nowmber21, 2006 

To:
 
Mike:- J3aul and
 
The CIty df Olo HQrbor 

FtQ: Hunt Hlghlandlr Dev./opment 

To Whom II May Concem: 

A.t thia time StrQh', Water Co. does not have the abilItY to Jlrovlde water aeNittll 
to tJ1$ projectknown as Hunt Highland, lM~etopment loC4\ed on Hum. St (paroele 
0221 OB3019 &0221083(40). iherefol'$, Stroh'e Wmaren. is wilUng to rellnqulch 
Ita tfgl'ltl to PrOVIde water sbf\llce mthis ptaJeet. . 

We are working with DOH 10 $IlDC'OVEI Qur updsted CWSP. which we believe wlll 
proVide ackfltSonal-.ySlfml Clelpeclly. W&~xpact 'pproval8ometlmeln 200fT!. . . 
If you tJaVIt any qLle8t1oI'lS. please conf;lct me. 

~ 'd 69~£ 'oN 
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Clfl OP GIG HARBOR - HARBOR WATER cOMPANY, rNC.I' 
WATER S\)~lJLY J\GRE~'1" 

I: 
I 

~HIS AGREEMENT, entered into this ....1!.....- day of October , 

19a6 be~wee~ the'City of Gig 'Harbor, hereafter referred to asI:
1 

·CX~Y" and Harbor Water co., IDC., hereafter referred eo as 

1\
)

, > 

WHEREAS, HARBOR is a regulated water purveyor undoar theI'
1

i State of :Washinqton and the. rUles of the Department of Socia1 and 

Bea1th .serv.ices; and 

WHEREAS, CI~Y services the Woodworth-Mouritain View area with 

I', 
I:

1 

wat-er pxessure that is just at minimum 'city standardsl and 
1 

I	 WHERMS, HAlUiORowns and operates as part of its system two 

(2) 'water systems adjacent to the 'Woodworth-Mountain View area. 

T~ ~:lr8t system is Doqwood Estates, State Zdent:if.ication Numb!!%."II' 
, 1 323460 .in whicb HARBOR wishes to have fire £10" capacity. The 

I" second systam is' Peacock Bi11, State :rdentifica~oD Number' 666370 

I which colild supp1ement the CITY's Woodworth-Mountain V.iew area 

I. and HARBOR's D~d E$tates system dur~ng extreme use and ~ire 

i 
flOW conditions ·from the existing five (5) wells and two (2)

,I: reservoir's .. 
,, 

NOW .TBBREFORB in consideration of the mutual covenants 

I~ contain·ed herein, the parties agree as fo~lows: 

A. HARBOR WATER CO., INC. agrees to::I" 
1. Xn9tal~ an 8 M CL 200 PVC ~~e from ~he P~at of 

North Rid99 at lOlst St. to 99th St. a10nq Peacock Hill Ave.I' 
I 

i	 N'Ow. and in'sta~1 a 4" PRV and necessary fittings to connect 

this line to the CITY's, 6" water line on 99th st. thU$II. . 
I.	 1 

i 

I 





Free. Doc FAX t-O. 425 558 1524 May. 15. 20eJ0 10:07R1 P2 
~'I 

- I connecting HARBOR's Peacock Hill syst~ to the CITY's 

system serving the Woodworth area. - I 
2. Extend an ,8" Class 160 PVC line from the HARBOR's 

DOgWQOd Estat.es' systemmt 3~32460 'a1ong Woodwo.rth ·Ave•.and ~'I 
the CITY'S water tank site on Woodworth and Ringgold and 

~llconnect to the CITY at the tank. 

3. Install a check valve at the CITY's North tank site
 

located at 99th St. and Woodworth Ave.
 l.1 
4. Operate. the . CITY's eXisting ·Nort':h tank ~1th 

l.1BARBO~'s well that now services Dogwood .Estates~ system and 

to the Woodworth area. This wi11 a110w the, CITY's tank I I 
serving the Woodward .area to provide. fir~ f·l.ow to ehe 

Dogwood Estates system .and to the Woodworth area. "1 
5. provide engLneering necessary to obta.~ Depar~ent 

of Social and Beal.th Service's approval of said ~Dter1ties. ·~l: I 
Engin~r to be at the discretion of BARBOR. ., I 

: .6. Own and maintain both proposed water li,nes.
 

7 !"provide any maintenance required tq. the valve
 

.1.vau1ts. Any m~Qr" repairs .over $l.~OOO.OO to be approved by 

. Ci.ty of Gig Harbor ~J.ic Work~. .Director. r, '1 
S.· BAlGOIl has .theright,·with the C:ITY's approval, ~o 

n 

lexpand its Qogwood. Es~tes. System so long as.sa.W. expansion
 

does not affect the qual.ity of se~ice .p:rQvided to the
 
~, I 

CITY' s customers •.
 

9 ~ p'ay al.l. power bil.l.s f"or 'Dogwood Estates· wel.l. ~ ~
 

and 'Peacock BiU water systelll.
 I 
10. p.rovide the CITY. with .copies of :the resu,lts of .all ,Iwater samp1es taken from the systems af~~cting the CITY. 

2 I
 
I
 





--
Free. Doc FAX t-D. 425 558 1524

I~ 

I'
 
I'
 
I' 
.
 

I'
 
I
 
I'
 
I' 
I 
I 
I 

~ 

I. 
I' 
I'
.

I' 
. 

I
I 

I.
 
I,
 
l
 

3 





--
·
=R(J1 -: Free. Doc 425 558 1524 May. 15 2e00 10:eeA1 P4 

",-. 

compensation shall be as defined in this agreemen~. 

2. Both parties reserve the right to te~inate or re

negotiate the Agreement with 180 days written . notice for 

-termination or intent to re~ne90tiate~ 

3. Both CITY and HARBOR shall protect, indemnify; and 

hold the other party har,mless £rom and against any -damage, 

cos~ or liability for injury or death to persons or to 

d-amage or destruction of property, arising from the acts of 

the CITY or HARBOR, t:.hei.r emp10yees or contractors i.n the 

performance of this Agreement r PROVXDED HOWEVER, nei.ther 

CITY nor HARBOR agree to guaranty water flow to the other 

and neither sha11 be liable or responsible to the other or 

third parties for lack of such f10w except for intentional 

i.ntexvention. 

4. This· . Agreement sha1~ be b1nding to botb parties, 
.,.' 

their heirs, successors and assigns. 

IN WITNESS WHEREOF, this Agreement was execut.ed by the 

partie's as of the day and year first above written. 

CITY OF GIG HARBOR
 
BY:
 

4~~
HARBOR .. 

ATTEST: 

MICHAEL -Il. HILSON 
City Administrator/Clerk 

HARBOR WATER CO., INC. 
BY: 

tr!rj~f4b.

resCfent, "BarbOr·Wa-ter 0., Inc. 

, . 

Date 

4 
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AGREEMENT 

b~tween 

CITY OF GIG HARBOR 

and 

SHORE ACRES WATER COMPANY 

THIS AGREEMENT I made and entered into this ,.~{-, day of 
~~tlL~ , 1992, by and between'the City of GIg Harbor, a 

m n atpal corporation of the state of Washington, for and on 
behalf of its water Division, hereinafter called the ~City~; 
and Shore Acres water Company, a mutual corporation
organized ~nd eXisting under the laws of the state of 
Washington I hereinafter called "Purchaser". 

WITNESSETH: 

That the parties heretofore and in consideration of the 
mutual covenants herein contained, agree as follows: 

l. Agreement to sell and Purchase. 

The c~ty will deliver at the point or points of 
delivery herein specified, and will sell to the 
Purchaser, all water reguiredby th~ Purchaser as's 
distributing utility for its members, at the rates and 
otherw~se upon and subject to the terms and conditions 
herein set forth. ' 

2. Term of contract. 

Th~pntract shall be deemed effective as of
 
:::>.fL~ ( , 1992, and shall terminate
 

: ~c.. 5 l ~ ~ , 1996. Without further action by

e1 er of t e part es hereto, this contract shall be . 
renewed and continued in ful~ force and effect for 
additional terms of four year petiods unless thel 

Purchaser or City on or before ninety (90) days prior
 
to the termination of this contract, or on or before
 
ninety (90) days prior to the te~mination of any

renewal period, gives written notice that the contract
 
will not be renewed. ' 
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Shore Acres water Ag~eement 
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3. Point of Delivery and Character of Service. 

The City will deliver or make available to the 
Purchaser, at the two master meters serving Shore Acres 
water Company near the City's corporate limits or at 
such other sites as the City end tha Purchaser may 
agree upon, wholesome water for residential and fire 
eKtinguishing uses. The water supplied shall be of the 
same quality as that distributed by the City to its 
users and supplied in sufficient quentities and 
sufficient pressure for the residential and fire 
eKtinguishing uses by the members of Shore Acres water 
Company at the point of connection between the City's
and the Purchaser's systems. The City will, throughout
the term and unoer the conditions of this contract, 
deliver or make available to the Purchaser that amount 
of water needed to adequately supply the members o£ 
Shore Acres water Company. 

4. ~yment for water and connection Fees. 

water delivered under this contract shall be billed by
the City end paid by the Purchaser bi-monthly. The 
rate shall be 150% of the City's residential rate which 
has been set by City Ordinance '547, or as amended in 
the future. All conditions of payment which apply to 
City customers shall apply equally to the Purchaser. 

The Purchaser shall pay to the City for each new 
connection to the purchaser's system a connection fee 
equal to 150~ of the connection fees charged by the 
City to its customers at the time of connection to the 
Purchaser's system. 

5. Presumed Number of Connections. 

For purposes of calculating billing from the City to 
the Purchaser it shall be conclusively presumed.that
there are currently 208 connections to the Purchaser ' 5 
system. This presumption shall be reViewed and . 
adjusted to reflect actual number of connections on the 
first day of Oecember of each year this agreement shall 
remain in force. 

I 
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6.	 Master Meter System. "14,,100 
relY'".j-'

The City shall bi-monthly read the ~ master meters in 
eXistence and the bill payable to the_ City shall be 
calculated upon that ~eading. The bi~monthly bill 
shall be computed as follows: 

A.	 Dete~ine the total water consumed bi-monthly by
reading the master meters. 

B.	 Compute billing according to current.ordinance by
mUltiplying base charge for each 4" meter times 
the outside city multiplier, plus multiplying 
usage at the current ordinance rate per 100 cubic 
feet times the outside city multiplier, plus city 
taxes at 6%. 

7.	 ~oad Changes. 

The Purchaser shall not extend new service to a 
structure which is larger than a single family
dwelling, without prior written approval from the City
Council allowing the Purchaser to extend service to the 
structure or meter serving the structure. 

S.	 Resale of Water. 

The Purchaser agrees that all water delivered by the 
City he~eundet will be used for its own purposes as a 
distributing utility to distribute water to its members 
and that none will be delivered or sold to another 
distributing utility for resale. 

9.	 Interruption of Service for Causes Beyond Control of 
PartIes. 

If the operation of the City's source of water or means 
of distribution or the operation of the Purchaser's 
service is suspended, interrupted, or interfered with 
for any cause beyond the City's control, including but 
not by way of limitation, the failure or b~eakdown or . 
interruption of electrical power, floods, fires, acts 
of God or the publio enemy, or other causes beyond the 
control of the parties, but expressly excluding . 
business recessions, depressions. strikes. etc., the 
City	 need not deliver water for such period of time to 
the extent that such suspension, interruption or 
interference makes it reasonably impractical to deliver 
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such water; and monthly bills for any such period,
including any such suspension, interruption of 
interference, shall be pro-rated by reducing the 
billing demand in the ratio of days of suspension of 
service to the total days in the billing period. 

The City shall have reasonable time to repair any
accident, leaks, or breaks in the plant. such ~epairs 
shall be made with due diligence and dispatch. without 
unnecessary delay. 

10. Flushing. 

The City shall notify the!purchaser prior to flushing 
any lines which will effect the quality of the water 
delivered to the purchaser. 

11. Area served. 

The purchaser shall only serve members within the 
following described area: . 

Beginning at the Northeast corner of thee 
Southeast quarter of the Southwest quarter of 
Section B, Township 21 North, Renge 2 East of 
W.101. ; 

Thence west 30 feet more or less to the west line 
of Wickersham County Road;. . 
Thence Southerly along the west line of Wickersham 
county Road to the North line of the Southwest 
quarter of Section 17, Township 21 North, Range 2 
Easi: W.M. ; 

Thence Easterly along the North line of the 
southwest quarter and the southeast quarter of 
Section 17 to the point of intersection With the 
Government Meander line; 

Thence Northwesterly along the Government Meander 
line to the City limits of the City of Gig Harbor; 

Thence Westerly along said City limits to the 
~oint of beginning. . 

Excluding any area ~hich has been annexed to the City
of Gig Harbor. 
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12. Assignment. 

Th~s agreement shall inure to the benefit of and be 
binding upon the respective successors and assigns of 
the parties hereto; provided, however, that neither 
this contract nor eny interest herein shall be 
transferred or assigned by the Purchaser without the 
prior written consent of the city. Council. 

13. Arbitration. 

Any controversy or claim arising out of or relating to 
this agreement, inclUding any dispute involving an 
increase in the rates, shall be settled by arbitration 
in accordance with the rules of the Amerioan
 
Arbitration Association.
 

IN WITNESS WHEREOF, the parties hereto have exec~ted this 
agreement in triplicate, each by signatures end attest of 
its dUly authorized officers, as of the day and date first 
ebove written. 

CITY OF GIG HARBOR SHORE AcaES WATER COMPANY· 

c1rles, Pres ant 

ATTEST: 

IClerk 





City ofGig Harbor. The "Maritime City." 
3105 JUDSON SfREET 

GIG HARBOR, WASHINGTON 98335 
(206) 851-8136 

TO: MAYOR WILBERT AND CITY COUNCIL /J'I,d-r 

FROM: MARK HOPPEN, CITY ADMINISTRATOR/JtPWr 
SUBJECT: CONTRACT~THSHOREACRESWATERCOMPANY 

DATE: JUNE 17, 1996 

ThWORMATIONfflACKGROUND
 
The city's outside water agreement with the Shoreacres Water Company expires July 1. 1996.
 
Previous contracts were four year agreements. Historically. Shoreacres enjoyed the benefit ofa
 
billing rate at 125% of the city's residential rate. During the last four years. this rate has been set
 
at 150%. the typical outside rate multiplier; The city needs to read only three meters to
 
detennine this billing. simplifying the administrative costs of this service.
 

The attached contract is identical to the previously approved 1992 contract. except that the
 
number ofconnections has declined from 208 to 206 consequent to annexation and to Section 11
 
of the existing contract. .
 

FISCAL CONSIDERATIONS :)
 
Connection fees and rates are currently set at levels which are standard for outside city service.
 

RECOMMENDATION
 
Staff recommends approval of the attached contract for signature by the Mayor.
 

CirHt:v.cf!- /u+- ,d'i ,,'Iced
 
j . 1- fhe(ft. . . j 41'_ • 

Ju..t} 





8K / 075PG 0788 
9~111040379 

Recorded at the Request of,
 
When Recorded, Return To:
 

,""'I k'r)'/ 
-

t pI;'1 b, ",-1. ~ 1,'1 2'..... I. rt'•• 1 • _.- ...~ 

The City of Gig Harbor
 
RECORDED
City i\dnninistrator 

C!~ THY PEI~R.s!i: .. L-STfr[i\
M/i\: P.O. Box 145 id..;0i":'.:;!! P!·~·nCr: (;,1. ;t~'ASH 

Gig Harbor, Wi\ 98335 

UTILITY EXTENSION, CAPACITY AGREEMENT
 
AND AGREEMENT WAIVING RIGHT TO PROTEST LID
 

THIS i\GREEMENT is entered into on this ;ll-i day of 8 ~L , 
1994, between the City of Gig Harbor, Washington (hereinafter referred to as the "City"), and 
the Washington State Departments of Natural Resources (hereinafter referred to as "DNR") and 
Corrections (hereinafter referred to as "DOC"). 

WHEREAS, DNR is the owner of certain real property located in Pierce County, legally 
described as set forth in Exhibit "i\ ", attached hereto and incorporated herein by this reference 
as though set forth in full, and 

WHEREi\S, DOC leases certain real property fronn DNR located in Pierce County, 
legally described as set forth in Exhibit "i\", and 

WHEREi\S, DOC is also the owner of certain real property located in Pierce County, 
legally described as set forth in Exhibit "B" attached hereto and incorporated herein by this 
reference as though set forth in full, and 

WHEREi\S, the properties owned by DNR and DOC are not currently within the City 
linnits of Gig Harbor, and 

WHEREi\S, DOC, as the leasee on certain real property owned by the DNR as described 
in Exhibit "i\", and the owner of certain real property as described in Exhibit "B", desires to 
connect to the City water, hereinafter referred to as lithe utility II , and the City is willing to allow 
connection only under certain tenns and conditions in accordance with Title 13 of the Gig 
Harbor Municipal Code, as now enacted or hereinafter amended, NOW THEREFORE, 

FOR i\ND IN CONSIDERATION OF the mutual benefits and conditions hereinafter 
contained, the parties agree as follows: 

1. Warranty of Title. DOC and DNR warrant that they are the owners of fee title 
or a substantial beneficial interest in the properties described in Exhibit "A", and "B" and are 
authorized to enter into this i\greement. 
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2. Extension Authorized. The City hereby authorizes DOC to extend service to 
DOC and DNR propety from the existing lines on Skansie Avenue at the following location: 

Bujacich Drive 

3. Costs. DOC will pay all costs of designing, engineering and constructing the 
extension. All construction shall be done to City standards and according to plans approved by 
the City's Public Works Director. Any and all costs incurred by the City in reviewing plans and 
inspecting construction shall be paid for by the DOC. 

4. The City agrees to provide ?O.,OOO gallons per day average use and 210,000 
gallons per day peak usage water service to DOC, on DNR property as described in Exhibit A. 
DOC will connect to the City water via a 16" water line extension on 54th Street from the 
existing water main on Skansie Avenue. DOC will provide", 2 :en~" compound water meters 
at the point of connection to the City water. .","--"--- " 

5. Capacity Commitment Payment. The City agrees to reserve the above said 
capacity for a period of 12 months after execution of this Agreement by all parties, provided that 
a payment for water capacity commitment is received within 45 days after City Council approval 
of extending water service to DNR and DOC's properties. Water capacity shall not be 
committed beyond a three year period. 

DOC agrees to pay the City the sum of $790.88 for water capacity reservation for a one 
year period of 12 months after execution of this Agreement by all parties. 

6. Extension of Commitment Period. In the event DOC chooses to permanently 
reserve water capacity by paying the entire connection fee before the expiration date set forth 
above, DOC shall be responsible for paying the City's monthly water base charge. The current 
City water base charge for a 2" meter is $47.52 per month. 

7. Permits - Easements. DOC shall secure and obtain, at their sole cost and 
expense, any necessary permits, easements and licenses to construct the extension, including, 
but not limited to, all necessary easements, excavation permits, street use permits, or other 
permits required by state, county and city governmental departments including the DNR, the 
Pierce County Public Works and Planning Departments, Pierce County Environmental Health 
Department, State Department of Ecology, Pierce County Boundary Review Board and City of 
Gig Harbor Public Works and Planning Departments. ~~ 

8. Tum Over of Capital Facilities. DNR-aad DOC~~o dedtate to the City an 
easement of combined l~~~ of 5,100 lineal feet, for the purpose of constructing a 16 inch water 
main. DNR-ana DOC ~to tum over this utility at no cost, upon completion of construction,
pproval and acceptance of the same by the City. That portion of this easement, as dedicated ~ DNR, ~s fuRhef -OOsGFiBOO -by- S3par.a~ asement -cootI=aCt-eetWOOll-D~ is further described ~~ r.fbY separate easement contract between DNR and the City and attached hereto as Exhibit "C". 
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As a prerequisite to such tum over and acceptance, DNR and DOC, as applicable, will furnish
 
to the City the following:
 

A.	 As built plans or drawings in a form acceptable to the City Public Works 
Department; 

B.	 Any necessary easements, pennits or licenses for the continued operation, 
maintenance, repair or reconstruction of such facilities by the City, in a 
form approved by the City Attorney; 

C.	 A bill of sale in a form approved by the City Attorney; and 

D.	 A bond or other suitable security in a form approved by the City Attorney 
and in an amount approved by the Public Works Director, ensuring that 
the facilities will remain free from defects in workmanship and materials 
for a period of two (2) years. 

9. Connection Charges. DOC agrees to pay the connection charges, in addition to
 
any costs of construction as a condition of connecting to the city utility system at the rate
 
schedules applicable at the time DOC requests to actually connect its property to the system.
 
Any commitment payment that has not been forfeited shall be applied to the City's connection
 
charges as they are levied.
 

10. Service Charges. In addition to the charges for connection, DOC agrees to pay
 
for utility service rendered according to the rates for services applicable to properties outside
 
the city limits as such rates exist, which is presently at 150% the rate charged to customers
 
inside city limits, or as they may be hereafter amended or modified.
 

11. Annexation. DOC and DNR understand that annexation of the properties
 
described in Exhibit "A" and "B" to the City will result in the following consequences:
 

A.	 Pierce County ordinances, resolutions, rules and regulations will cease to apply 
to the properties upon the effective date of annexation; 

B.	 City of Gig Harbor ordinances, resolutions, rules and regulations will begin to 
apply to the properties upon the effective date of annexation; 

C.	 Governmental services, such as police, fire and utility service, will be provided 
to the properties by the City of Gig Harbor upon the effective date of annexation; 

D.	 The properties as identified in Exhibit "A" and Exhibit "B", may be required to 
assume all or any portion of the existing City of Gig Harbor indebtedness, and di 
property tax rates and assessments applicable to the property may be different ~ 

from. ~ose applicable prior to the effective date of annexation; Thi s requi reme f) 
1S 11m1ted by RCW 79.44 as the statue now exists or may hereafter be ur 
amended. 
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E.	 Zoning and land use regulations applicable to the properties after almexation may 
be different from those applicable to the property prior to annexation; and 

F.	 All or any portion of the properties may be annexed and the properties may be 
annexed in conjunction with, or at the same time as, other property in the 
vicinity. 

With full knowledge and understanding of these consequences of annexation and with full 
knowledge and understanding of DNR and DOC's decision to forego opposition to annexation 
of the property to the City of Gig Harbor, DNR and DOC agree to sign a petition for annexation 
to the City of the properties described on Exhibit "A" and "B" as provided in RCW 35.14.120, 
as that statute now exists or may hereafter be amended, at such time as DNR and DOC are 
requested by the City to do so. DNR and DOC also agree and appoint the Mayor of the City 
as DNR and DOC's attorney-in-fact to execute an annexation petition on DNR and DOC's behalf 
in the event that DNR and/or DOC shall fail or refuse to do so and agree that such signature 
shall constitute full authority from DNR and DOC for annexation as if DNR or DOC had signed 
the petition itself. DNR and DOC further agree not to litigate, challenge or in any manner 
contest, annexation to the City. This Agreement shall be deemed to be continuing, and if DNR 
and/or DOC's property is not annexed for whatever reason, including a decision by the City not 
to annex, DNR and DOC agree to sign any and all subsequent petitions for annexations. In the 
event that any property described on Exhibit "A" and liB" is subdivided into smaller lots, the 
purchasers of each subdivided lot shall be bound by the provisions of this paragraph. 

12. Land Use. DNR and DOC agree that any development or redevelopment of the 
properties described on Exhibit "A" and liB" shall meet the following conditions after execution 
of Agreement: 

A.	 The use of the properties will be restricted to uses allowed in accordance 
with the City's Comprehensive Plan designation at the time of 
development or redevelopment. 

B.	 The development or redevelopment of the properties shall comply with all 
requirements of the City Comprehensive Land Use Plan, Zoning Code and 
Building Regulations for similar zoned development or redevelopment in 
effect in the City at the time of such development or redevelopment. The 
intent of this section is that future annexation of the properties to the City 
of Gig Harbor shall result in a development which does confonn to City 
standards. 

C.	 It is understood by the City that the property described in Exhibit "A" and 
"B" is utilized for a correctional facility and this type of use will not be 
prohibited in the City after the annexation. 
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13. Liens. If any of the property described in Exhibits "A"and "B" is owned by the 
State at the time any payment delinquency under this Agreement arises, the City's remedies 
under this paragraph shall be limited as provided in RCW 79.44.060, as that statute now exists 
or may hereafter be amended. However, if these properties are sold to persons or entities other 
than the State, DNR and DOC, then their successors, assigns, and legal representatives agree 
that delinquent payments under this Agreement shall constitute a lien upon the above described 
property. If the extension is for sewer service, the lien shall be as provided in RCW 35.67.200, 
and shall be enforced in accordance with RCW 35.67.220 through RCW 35.67.280, all as now 
enacted or hereafter amended. If the extension is for water service, the lien shall be as provided 
in RCW 35.21.290 and enforced as provided in RCW 35.21.300, all as currently enacted or 
hereafter amended. 

14. Termination for Non-Compliance. In the event DNR or DOC fails to comply 
with any tenn or condition of this Agreement, the City shall have the right to tenninate utility 
service to DNR and/or DOC's properties, in addition to any other remedies available to it. 

15. Latecomers Agreement. DOC has the right to initiate a latecomers agreement, 
pursuant to RCW 35.91.010, as that statute now exists or may hereafter be amended, with the 
City after the construction completion of the project. DOC's request is already approved by the 
City Council to initiate such. DOC will be responsible for providing all necessary documentation 
and recording such documents with the Pierce County Auditor's office. 

16. Specific Enforcement. In addition to any other remedy provided by law or this 
Agreement, the tenns of this Agreement may be specifically enforced by a court of competent 
jurisdiction. 

17. Covenant. This agreement shall be recorded with the Pierce County Auditor and 
shall constitute a covenant running with the land described on Exhibit "A" and "B" and shall be 
binding on the DNR, DOC, their heirs, lessees, successors and assigns. All costs of recording 
this Agreement with the Pierce County Auditor shall be borne by the DOC. 

18. Attorney's Fees. In any suit or action seeking to enforce any provision of this 
Agreement, the prevailing party shall be entitled to reasonable attorney's fees and costs, in 
addition to any other remedy provided by law or this Agreement. 

DATED this 11-t4 dayOf __O.=..-1:l-;::...=..:..·-=--.....;;..-.. , 1994. 

CITY OF GI:r:~k~

Ma~Wilberi 
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APPROVED AS TO FORM: 

City Attorney 

irATE DEPARTMENT 

COUNTY OF PIERCE 

On this !Irk. day of 

STATE OF WASHINGTON ) 
) ss. 
) 

() ~ 

Title: 5E:rREli7f<Y 

, 1994, before me personally appeared 

S 

Name: CI+I1-SE 12lvcLrrND 

BK I 07r "G 0793 

ATTEST/AUTHENTICATED: 

/J11c 
City Clerk, Mar 

1r~--. 

Mayor and City Clerk of the municipal corporation described in and that executed the within and 
foregoing instrument, and acknowledged said instrument to be the free and voluntary act and 
deed of said municipal corporation, for the uses and purposes therein mentioned, and on oath 
stated that he/she was authorized to execute said instrument. 

IN WITNESS TIIEREOF, I have hereto set my hand and affixed by official seal the day 
and year first above written. 

M,o lit M- T6LLJS!t V 

(print or type name) 
NOTARY PUBLIC for the State 
of Washington, residing at 
~ 114Ah,r 
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STATE OF WASHINGTON ) 
·TJ.hA~1O,.j ) ss. 

COUNTY OF P'fJ5RCE ) 

On this 2{ At day of (!)~ , 1994, before me personally appeared 
'K. ERuL£ MAckE,! described in and that executed the within and foregoing instrument, 
and acknowledged said instrument to be the free and voluntary act and deed of the Department 
of Natural Resources for the uses and purposes therein mentioned, and on oath stated that he/she 
was authorized to execute said instrument. 

(print or type name) 
NOTARY PUBLIC for the State 
of Washi ton, residing at 

STATE OF WASHINGTON ) 
) ss. 

COUNTY OF PIERCE ) 

On ~~.§day of cOc~ ,1994, before me personally appeared 
Cht{.4.J.c 7?~';£4·u:1! described in and that executed the within and foregoing instrument, 
and acknowledged said instrument to be the free and voluntary act and deed of the Department 
of Corrections for the uses and purposes therein mentioned, and on oath stated that he/she was 
authorized to execute said instrument. 

IN WITNESS THEREOF, I have hereto set my hand and affixed by official seal the day 
and year first above written. 

F:\USERS\MARIC\unLJTYIDOC WTR 

~,qLENE $, Sc11!rH 
(print or type name) 

NOTARY PUBLIC for the State 
of Washington, residing at 

dJY~~~ ,
My cn issin expires 9j;h7CJtb 
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EXHIBIT 'A' 

Legal Description of Premises 

That portion of the south 1/2 of the southeast 1/4 of Section 36, Township 22 North, Range 1 
East, Willamette Meridian, County of Pierce, State of Washington, lying east of the thread of 
the west fork of McCormick Creek; containing an area of 62.6 acres, more or less. 

941 1040379 
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EXHIBIT 'B' 

PARCEL "A": 

That portion of the South half of the South half of the Southwest quarter of Section 31, 
Township 22 North, Range 2 East of the Willarnette Meridian, lying West of the West line of 
State Highway No. 16 (Primary State Highway No. 14), in Pierce County, Washington. 

EXCEPT the South 510 feet thereof. 

TOGETHER with an easement for ingress, egress and utilities over, under and across the West 
30 feet of the South 510 feet of the South half of the South half of the Southwest quarter of 
Section 31, Township 22 North, Range 2 East of the Willamette Meridian. 

EXCEPT the South 60 feet thereof.
 
ALSO EXCEPT 54th Avenue N.W.
 

PARCEL "B": 

That portion of the North half of Government Lot 4 of Section 31, Township 22 North, Range 
2 East of the Willamette Meridian lying West of the Westerly right of way line of Primary State 
Highway No. 16, in Pierce County, Washingtron. 

EXCEPT the West 10 feet thereof conveyed to Pierce County for 54th Avenue 
N.W. by Deed recorded under Auditor's No. 2497083. 

9411040379
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AFTER RECORDING RETURN TO: 
 
The City of Gig Harbor 
Attn:  City Clerk 
3510 Grandview Street 
Gig Harbor, WA  98335 
 
 WASHINGTON STATE COUNTY AUDITOR/RECORDER'S INDEXING FORM 
 
Document Title(s) (or transactions contained therein): 
Utility Extension, Capacity Agreement and Agreement Waiving Right to Protest LID  
 
Grantor(s) (Last name first, then first name and initials) 
  
 
Grantee(s) (Last name first, then first name and initials) 
City of Gig Harbor  
 
Legal Description (abbreviated:  i.e., lot, block, plat or section, township, range) 
  
 
Assessor's Property Tax Parcel or Account Number:    
 
Reference Number(s) of Documents assigned or released:   
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UTILITY EXTENSION, CAPACITY AGREEMENT 

AND AGREEMENT WAIVING RIGHT TO PROTEST LID 
 

THIS AGREEMENT is entered into this    day of    , 20___, between 
the City of Gig Harbor, Washington, a municipal corporation of the State of Washington (the “City”), 
and        , a      (the “Owner”). 

 
RECITALS 

 
WHEREAS, the Owner is the owner of certain real property located in Pierce County which is 

legally described as set forth in Exhibit “A” and shown in the location map in Exhibit “B” attached 
hereto and incorporated herein by this reference; and 

 
WHEREAS, the Owner's property is not currently within the City limits; and 
 
WHEREAS, the Owner desires to connect to the City’s water utility system, hereafter referred 

to as the “utility,” and the City is willing to allow connection only upon certain terms and conditions in 
accordance with Title 13 of the Gig Harbor Municipal Code, as now enacted or hereinafter 
amended; and 

 
WHEREAS, on ___________, the City Council held a public hearing on this Utility Extension 

Capacity Agreement; NOW, THEREFORE, 
 
FOR AND IN CONSIDERATION of the mutual benefits and conditions hereinafter contained, 

the parties agree as follows: 
 

TERMS 
 

1. Warranty of Title.  The Owner warrants that Owner is the owner of the property 
described in Exhibit 'A', which is attached hereto and incorporated herein by this reference, and is 
authorized to enter into this Agreement. 

 
2. Extension Authorized.  The City hereby authorizes the Owner to extend service to 

Owner's property from the existing utility line on      (street or right-of-way) at 
the following location:        . 

 
3. Costs.  Owner will pay all costs of designing, engineering and constructing the 

extension.  All construction shall be done to City standards and according to plans approved by the 
City Engineer.  Any and all costs incurred by the City in reviewing plans and inspecting construction 
shall be paid for by the Owner. 

 
4. Water Capacity Commitment.  The City agrees to provide to the Owner water utility 

service and hereby reserves to the Owner  ________ ERU’s; provided however, that the City retains 
the authority to temporarily suspend such capacity where it is necessary to comply with other permits 
required by any agency with jurisdiction.  These capacity rights are allocated only to the Owner's 
system as herein described.  Any modification to this system must first be approved by the City.  
Capacity rights acquired by the Owner pursuant to this Agreement shall not constitute ownership by 
the Owner of any facilities comprising the City’s water system.  The City agrees to reserve to the 
Owner this capacity as set forth in GHMC 13.34.030. 
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5. Capacity Commitment Payment. 
 
A. The Owner agrees to pay the City within 30 days of execution of this Agreement and 

prior to the recording of this agreement the sum of $___________, which is fifteen percent (15%) of 
the current general facilities charge, to reserve the above specified capacity.  This payment shall 
reserve the specified capacity for a period of up to three years from the date of payment. 

 
B. In the event the Owner has not made connection to the City's utility system by the 

date set forth above and no extension of the commitment period occurs as outlined below, such 
capacity commitment shall expire and the Owner shall forfeit one hundred percent (100%) of this 
capacity commitment payment to cover the City's administrative and related expenses. 

 
C. In the event the Pierce County Boundary Review Board should not approve extension 

of the City's water system prior to the expiration of the commitment period, the Owner shall be 
entitled to a refund of the capacity commitment payment (without interest), less a five percent (5%) 
administrative fee. 

 
6. Extension of Commitment Period.  The Owner may extend the capacity commitment 

period for the life of the underlying development application or the underlying development approval 
upon payment of a capacity commitment payment of 100% of the value of the current general 
facilities charge.  At the time of actual connection, per GHMC 13.34.040(7), if the water general 
facilities charge has increased, the Owner shall pay the difference between what was paid for the 
capacity commitment payment and the actual cost of the current general facilities charge. 

 
7. Permits; Easements.  Owner shall secure and obtain, at Owner's sole cost and 

expense, any and all necessary permits, easements, approvals, and licenses to construct the 
extension, including, but not limited to, all necessary easements, excavation permits, street use 
permits, or other permits required by state, county and city governmental departments including, but 
no limited to, the Pierce County Public Works Department, Pierce County Environmental Health 
Department, State Department of Ecology, Pierce County Boundary Review Board, and City of Gig 
Harbor. 

 
8. Turn Over of Capital Facilities.  If the extension of utility service to Owner's property 

involves the construction of water or sewer main lines, pump stations, wells, and/or other City 
required capital facilities, the Owner agrees if required by the City to turn over and dedicate such 
facilities to the City, at no cost, upon the completion of construction and approval and acceptance of 
the same by the City.  As a prerequisite to such turn over and acceptance, the Owner will furnish to 
the City the following: 

 
A. Record drawings in a form acceptable to the City Engineer; 
 
B. Any necessary easements, permits or licenses for the continued operation, 

maintenance, repair or reconstruction of such facilities by the City, in a form approved by the City 
Attorney; 

 
C. A bill of sale in a form approved by the City Attorney; and 
 
D. A bond or other suitable security in a form approved by the City Attorney and in an 

amount approved by the City Engineer, ensuring that the facilities will remain free from defects in 
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workmanship and materials for a period of two years. 
 
9. General Facilities Charges.  The Owner agrees to pay the applicable general facilities 

charges, in addition to any costs of construction, as a condition of connecting to the City utility 
system at the rate schedules applicable at the time the Owner physically connects his/her property 
to the system.  Any commitment payment that has not been forfeited shall be applied to the City's 
general facilities charges.  Should the Owner not connect 100% of the Water Capacity Commitment, 
the Capacity Commitment payment shall be credited on a prorated percentage basis to the general 
facilities charges as they are levied. 

 
10. Service Charges.  In addition to the general facilities charges, the Owner agrees to 

pay for utility service rendered according to the rates for services applicable to properties outside the 
city limits as such rates exist (which is presently at 150% the rate charged to customers inside city 
limits) or as they may be hereafter amended or modified. 

 
11. Annexation. 
 
A. Owner understands that annexation of the property described on Exhibit 'A' to the 

City will result in the following consequences: 
 
i. Pierce County ordinances, resolutions, rules and regulations will cease to apply to 

the property upon the effective date of annexation; 
 
ii. City of Gig Harbor ordinances, resolutions, rules and regulations will apply to the 

property upon the effective date of annexation; 
 
iii. Governmental services, such as police, fire and utility service will be provided to the 

property by the City of Gig Harbor upon the effective date of annexation; 
 
iv. The property may be required to assume all or any portion of the existing City of Gig 

Harbor indebtedness, and property tax rates and assessments applicable to the 
property may be different from those applicable prior to the effective date of 
annexation; 

 
v. Zoning and land use regulations applicable to the property after annexation may be 

different from those applicable to the property prior to annexation; and 
 
vi. All or any portion of the property may be annexed and the property may be annexed 

in conjunction with, or at the same time as, other property in the vicinity. 
 
B. With full knowledge and understanding of these consequences of annexation and 

with full knowledge and understanding of Owner's decision to forego opposition to annexation of the 
property to the City of Gig Harbor, Owner agrees to sign a petition for annexation to the City of the 
property described on Exhibit “A” as provided in RCW 35.14.120, as it now exists or as it may 
hereafter be amended, at such time as the Owner is requested by the City to do so.  The Owner also 
agrees and appoints the Mayor of the City as Owner's attorney-in-fact to execute an annexation 
petition on Owner's behalf in the event that Owner shall fail or refuse to do so and agrees that such 
signature shall constitute full authority from the Owner for annexation as if Owner had signed the 
petition himself.  Owner further agrees not to litigate, challenge or in any manner contest, 
annexation to the City.  This Agreement shall be deemed to be continuing, and if Owner's property is 
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not annexed for whatever reason, including a decision by the City not to annex, Owner agrees to 
sign any and all subsequent petitions for annexations.  In the event that any property described on 
Exhibit 'A' is subdivided into smaller lots, the purchasers of each subdivided lot shall be bound by 
the provisions of this paragraph. 

 
12. Public Works Standards and Utility Regulations.  Owner agrees to comply with all of 

the requirements of the City’s public works standards relating to water and utility regulations when 
developing or redeveloping all or any part of the property described on Exhibit “A”, and all other 
applicable water standards in effect at the time. 

 
13. Liens.  The Owner understands and agrees that delinquent payments under this 

agreement shall constitute a lien upon the above-described property.  The lien shall be as provided 
in RCW 35.67.200, and shall be enforced in accordance with RCW 35.67.220 through RCW 
35.67.290, all as now enacted or hereafter amended. 

 
14. Termination for Noncompliance.  In the event Owner fails to comply with any term or 

condition of this Agreement, the City shall have the right, at any time, to enter onto the Owner’s 
property and for that purpose disconnect the water, in addition to any other remedies available to the 
City. 

 
15. Waiver of Right to Protest LID. (If applicable) 
 
A. Owner acknowledges that the entire property legally described in Exhibit 'A' would be 

specially benefited by the following improvements (specify): 
 

[Insert any required improvements here] 
 

B. Owner agrees to sign a petition for the formation of an LID or ULID for the specified 
improvements at such time as one is circulated and Owner hereby appoints the Mayor of the City as 
his attorney-in-fact to sign such a petition in the event Owner fails or refuses to do so. 

 
C. With full understanding of Owner's right to protest formation of an LID or ULID to 

construct such improvements pursuant to RCW 35.43.180, Owner agrees to participate in any such 
LID or ULID and to waive his right to protest formation of the same.  Owner shall retain the right to 
contest the method of calculating any assessment and the amount thereof, and shall further retain 
the right to appeal the decision of the City Council affirming the final assessment roll to the superior 
court.  Notwithstanding any other provisions of this Agreement, this waiver of the right to protest 
shall only be valid for a period of ten (10) years from the date this Agreement is signed by the 
Owner. 

 
16. Specific Enforcement.  In addition to any other remedy provided by law or this 

Agreement, the terms of this Agreement may be specifically enforced by a court of competent 
jurisdiction. 
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17.  Covenant.  The conditions and covenants set forth in this Agreement and 
incorporated herein by the Exhibits shall run with the land and the benefits and burdens shall bind 
and inure to the benefit of the parties.  The Owner, and every purchaser, assignee or transferee of 
an interest in the Property, or any portion thereof, shall be obligated and bound by the terms and 
conditions of this Agreement, and shall be the beneficiary thereof and a party thereto, but only with 
respect to the Property, or such portion thereof, sold, assigned or transferred to it.  Any such 
purchaser, assignee or transferee shall observe and fully perform all of the duties and obligations of 
the Owner contained in this Agreement, as such duties and obligations pertain to the portion of the 
Property sold, assigned or transferred to it.  All costs of recording this Agreement with the Pierce 
County Auditor shall be borne by the Owner. 

 
18. Attorney's Fees.  This Agreement shall be construed and enforced in accordance 

with the laws of the State of Washington.  In any suit or action seeking to enforce any provision of 
this Agreement, the prevailing party shall be entitled to reasonable attorney's fees and costs, in 
addition to any other remedy provided by law or this agreement.  Venue of such action shall lie in 
Pierce County Superior Court or the U.S. District Court for Western Washington. 

 
19. Notices.  Notices and correspondence to the City and Owner shall be sufficiently 

given if dispatched by pre-paid first-class mail to the addresses of the parties as designated below.  
Notice to any person who purchases any portion of the Property from the Owner shall be required to 
be given by the City only for those property purchasers who provide the City with written notice of 
their address.  The parties hereto may, from time to time, advise the other of any new addresses for 
notice and correspondence. 

 
 TO THE CITY:    TO THE OWNER: 
 
 City Clerk    _____________________________ 
 City of Gig Harbor   _____________________________ 
 3510 Grandview Street  _____________________________ 
 Gig Harbor, WA 98335 
 

20. Severability and Integration.  This Agreement and the Exhibits attached hereto 
constitute the agreement between the parties on this subject matter, and there are no other 
understandings, verbal or written, that modify the terms of this Agreement.  If any phrase, provision, 
or section of this Agreement is determined by a court of competent jurisdiction to be invalid or 
unenforceable, or if any provision of this Agreement is rendered invalid or unenforceable according 
to the terms of any statute of the State of Washington which became effective after the effective 
date of this Agreement, such invalidity shall not affect the other terms of this Agreement. 

 
DATED this ______ day of __________________, 20___. 
 

OWNER:      CITY OF GIG HARBOR 
 
 
By:       By:       
Its       Its Mayor 
(Owner, President, Managing Member) 
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       Attest: 
 
 
              
       City Clerk, Molly Towslee 
 
       Approved as to form: 
       Office of the City Attorney 
 
              
 
 
STATE OF WASHINGTON  ) 
     )  ss. 
COUNTY OF _________  ) 
 

I certify that I know or have satisfactory evidence that      is the 
person who appeared before me, and said person acknowledged that (he/she) signed this 
instrument, on oath stated that (he/she) was authorized to execute the instrument and 
acknowledged it as the        of     
 , to be the free and voluntary act of such party for the uses and purposes mentioned in the 
instrument. 
 

DATED: ____________________ 
 
 

        
Printed:        

      Notary Public in and for Washington 
Residing at:       

      My appointment expires:      
STATE OF WASHINGTON  ) 

) ss. 
COUNTY OF P I E R C E  ) 
 

I certify that I know or have satisfactory evidence that Jill Guernsey is the person who 
appeared before me, and said person acknowledged that he signed this instrument, on oath stated 
that he was authorized to execute the instrument and acknowledged it as the Mayor of Gig Harbor, 
to be the free and voluntary act of such party for the uses and purposes mentioned in the 
instrument. 
 

DATED: _______________________ 
 

 
        
Printed:       
Notary Public in and for Washington 
Residing at       

      My appointment expires:      
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EXHIBIT A 

PROPERTY LEGAL DESCRIPTON 
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EXHIBIT B 

PROPERTY LOCATION MAP 
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CHAPTER 4 

4.000 WATER 
 
4.010 General 
 
 These standards apply only to the City of Gig Harbor Water Department’s 

Water System.  Any extension of the Gig Harbor Water System must be 
approved by the City Engineer.  All extensions must conform to these 
standards, the Department of Health (DOH) requirements and the most current 
Gig Harbor Water System Plan.  In the event of any conflict between the Public 
Works Standards and the Water System Plan, the Water System Plan will 
govern. 

 
 In designing and planning for any development, it is the developer’s 

responsibility to see that adequate water for both domestic use and fire 
protection is attainable. The developer must show in the proposed plans how 
water will be supplied and whether adequate water flow and pressure will be 
attained in case of fire.  A water hydraulic analysis of the system will be 
required. 

 
 Prior to the release of any water meters, all public works improvements must 

be completed and approved including granting of right-of-way or easements, 
and all applicable fees must be paid. 

 
4.020 Design Standards 
 
 The design of any water extension/connection shall conform to City Standards 

and any applicable standards as set forth herein and in Section 1.010 and 
1.040.   

 
 The layout of extensions shall provide for the future continuation and/or 

"looping" of the existing system as determined by the City. In addition, main 
extensions shall be extended as required in Section 1.130. 

 
 The General Notes on the following page shall be included on any plans 

dealing with water system design. 
 

 GENERAL NOTES (WATER MAIN INSTALLATION) 
 
1. All workmanship and material shall be in accordance with City of Gig Harbor 

standards and the most current copy of the WSDOT/APWA Standard 
Specifications for Road, Bridge and Municipal Construction. In cases of conflict, 
the most stringent standard shall apply. 

 
2. The Contractor shall be in compliance with all safety standards and requirements 

as set forth by OSHA, WISHA and the Washington State Department of Labor 
and Industries. 
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3. The Contractor shall be responsible for all traffic control in accordance with 
Section 2B.130 of the Gig Harbor Public Works Standards, the WSDOT Standard 
Plans for Road, Bridge and Municipal Construction and/or the Manual on Uniform 
Traffic Control Devices (MUTCD). Prior to disruption of any traffic, a traffic control 
plan shall be prepared and submitted to the City for approval. No work shall 
commence until all approved traffic control is in place.   

 
4. All approvals and permits required by the City of Gig Harbor shall be obtained by 

the Contractor prior to the start of construction. 
 
5. If construction is to take place in the County and/or Washington State 

Department of Transportation right-of-way, the Contractor shall notify the City.  
The City shall obtain all the required County and WSDOT permits.  The 
Contractor shall adhere to all the permit requirements.  The Contractor shall 
reimburse the City for associated permit fees. 

 
6. A pre-construction meeting shall be held with the City of Gig Harbor Construction 

Inspector prior to the start of construction. 
 
7. The Contractor shall be fully responsible for the location and protection of all 

existing utilities. The Contractor shall verify all utility locations prior to 
construction by calling the Underground Locate line at 811 a minimum of 48 
hours prior to any excavation. 

 
8. It shall be the responsibility of the Contractor to have a copy of an approved set 

of plans on the construction site at all times. 
 
9. All surveying and staking shall be performed per the corresponding chapter of 

the City of Gig Harbor Public Works Standards. 
 
10. Temporary erosion control/water pollution measures shall be required in 

accordance with Section 1-07.15 of the WSDOT/APWA Standard Specifications 
for Road, Bridge and Municipal Construction and the Gig Harbor 2010 
Stormwater Management and Site Development Manual. At no time will silts and 
debris be allowed to drain into an existing or newly installed facility unless special 
previsions have been designed. 

 
11. All pipe for water mains shall comply with one of the following types: 
  
 Ductile Iron Pipe:  Ductile iron pipe may be used on mains up to ten in. diameter. 

Ductile iron pipe shall be used on mains over ten in. in diameter. Ductile iron pipe 
shall conform to AWWA C 151 Class 52 and have a cement mortar lining 
conforming to AWWA C 104. All pipes shall be joined using non restrained joints 
which shall be rubber gaskets, push on type or mechanical joint, conforming to 
AWWA C 111.   

  
 PVC Pipe:  PVC pipe may be used on mains eight in. through 10 in. in diameter. 

All PVC pipe shall conform to the latest revision of AWWA C900 Class 200 
standards, and shall be blue in color.  See Section 4.030B for more detailed 
specifications. 
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12. Gate valves shall be epoxy coated resilient wedge, NRS (Non Rising Stem) with 
O-ring seals. Valve ends shall be mechanical joint or ANSI flanges. Gate valves 
shall conform to AWWA C515 Standard. Valves shall be Mueller, M & H, 
Kennedy, Clow R/W or Waterous Series 500. Gate Valves shall be used for all 
valves: 2 in. to 12 in.: the design, materials and workmanship of all gate valves 
shall be ductile iron body resilient wedge valves conforming to AWWA C515 
latest revision. Gate valves shall be resilient wedge non-rising stem (NRS) with 
two internal O-ring stem seals.  Butterfly Valves shall be used for all valves larger 
than 12 in. Butterfly valves shall conform to AWWA C504, Class 150B, with cast 
iron short body, O-ring stem seals, geared operator designed for underground 
installation, and a 2 in. square operating nut. Butterfly valves shall be Mueller, 
Linseal III, Kennedy, M & H, Pratt Groundhog, or Allis Chalmers.   

 
13. Existing valves shall be operated by City employees only. 
 
14. Hydrants shall be Mueller Super Centurion 250, or Clow Medallion 929 or MH 

EJIW 5CD250. Hydrants shall be bagged until system is approved. 

15. All lines shall be disinfected and tested in conformance with the above 
referenced specification (Note 1) and Section 4.190 of the Public Works 
Standards. Microbiological testing of disinfected water mains shall be conducted 
only by laboratories that have been certified by the state Department of Health 
(DOH) for drinking water analysis. The City will only accept results from samples 
analyzed using method number 9221D or 9222B from Standard Methods for the 
Examination of Water and Wastewater, 19th Ed. (APHA et al. 1995), or 
corresponding methods from later editions.  The City of Gig Harbor Construction 
Inspector will obtain water samples for microbiological testing and no main will be 
put into service until a passing test is achieved.  It is the contractors/developers 
responsibility to achieve a passing test.  If the initial microbiological test fails, 
contractor/developer shall flush and disinfect lines again, and a second test will 
be taken by the City.  If this second test should fail, additional disinfection and 
flushing will be required along with any other means of cleaning the lines that is 
required by the City Engineer.  All expenses incurred following the second failing 
bacterial test will be paid for by the contractor/developer.  

16. All pipe and services shall be installed with continuous tracer tape installed 12 in. 
to 18 in. under the final ground surface. The marker shall be plastic 
non-biodegradable, metal core or backing marked water which can be detected 
by a standard metal detector. Tape shall be Terra Tape "D" or approved equal. In 
addition to tracer tape, install direct bury, U.S.E.14 gauge blue coated copper 
wire, wrapped around or taped to the pipe, as shown on Detail 4-08.  Low voltage 
grease-type splice kits shall be used on tracer wire. Continuity testing of the wire 
will be done by the Contractor.  

 
17. All service line locations shall be marked on the face of the curb with an 

embossed "W" 3 in. high and 1/4 in. into concrete.  
 
18. The Contractor will provide the City 72-hours’ notice prior to scheduling a main 

shutdown. Where connections require "field verification", connection points shall 
be exposed by the Contractor and fittings verified 72 hours prior to distributing 
shut down notices. 
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19. All water mains shall be staked for grades and alignment by a professional land 

surveyor capable of performing such work. 
 
20. Separation between water and sewer shall be maintained per Department of 

Ecology (DOE) standards. 
 
21. A concrete pad per detail 4-08 shall be installed around all valve boxes and blow-

offs that are not in a pavement area. 
 
22. No physical connection to the existing water system will be allowed until the new 

water main has passed a hydrostatic pressure test and microbiological test.  
 
23. The minimum cover depth over all water lines shall be 36 in. unless otherwise 

noted on the plans. 
 
 
 
 
 

[the remainder of this page left intentionally blank] 
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4.025 Wellhead Protection Areas 
 

Private wells within the City of Gig Harbor shall comply with Department of 
Health and Department of Ecology standards. 
 
The wellhead protection area designated for each of the City’s wells is an 
irregular boundary determined by topography, water flow patterns (both above 
and below ground) soil types, flow rates and other criteria. Please contact the 
Public Works Plan review staff or the Tacoma-Pierce County Health 
Department to determine if your project is situated within a wellhead protection 
area. In order to protect the public water supply, the following criteria shall 
apply to any project or portion of a project which is partially or completely 
located within a wellhead protection area.  

 
• All storm water shall be directed away from the well’s 100-foot sanitary 

setback. 
 

• A storm and erosion control plan requiring treatment of storm water is 
required. Depending on the individual characteristics of the project, and 
the susceptibility of the particular wellhead to contamination, more 
stringent treatment requirements than those required in the City of Gig 
Harbor Stormwater Management and Site Development Manual (most 
current addition) may be imposed by the City. 

 
• If the project is to be platted, it must be noted within the covenants of the 

plat and in the General Notes of any engineering plans that the project is 
located within the one, five, or ten year time-of-travel zone wellhead 
protection area. 

 
• All garbage bins and dumpsters, except in single family subdivisions, 

shall be covered in a manner that prevents rainwater from entering the 
containers. A sanitary drain shall be provided for compaction-style 
dumpsters that may generate leachate. 

 
• In commercial projects, where hazardous products are stored or used, a 

spill and containment plan shall be implemented. Depending on the 
nature of a project, more stringent spill and containment requirements 
than those required in the Gig Harbor Management and Site 
Development Manual may be imposed by the City. 

 
4.030 Main Line 
 

A. Water mains shall be sized in accordance with Chapter 2 of the Water 
System Plan.  Water mains sizes shall be verified by hydraulic analysis to 
provide adequate domestic flow plus fire flow at the required residual 
pressure. Fire flow requirements will be determined by the Gig Harbor 
Fire Marshal and the City of Gig Harbor Water System Plan. Check with 
Gig Harbor Fire Marshal for Class U requirements. Fire hydrants shall be 
located on water mains 8 in. diameter or larger. 
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 B. All pipe for water mains shall comply with the City’s General Notes for 
water main installation.  

 
C. All fittings shall be ductile iron compact fittings conforming to AWWA C 

153 or Class 250 gray iron conforming to AWWA C 110 and C 111. All 
shall be cement mortar lined conforming to AWWA C 104. Plain end 
fittings shall be ductile iron if mechanical joint retainer glands are installed 
on the plain ends. All fittings shall be connected by flanges or mechanical 
joints. 

 
D. All pipe and services shall be installed with continuous tracer tape 

installed 12 to 18 in. under the final ground surface. The marker shall be 
plastic non-biodegradable, metal core or backing which can be detected 
by a standard metal detector. Tape shall be Terra Tape "D" or approved 
equal. In addition to tracer tape, install 14 gauge, direct bury, U.S.E. blue 
coated copper wire, wrapped around or taped to the top of pipe, brought 
up and tied off at valve body as shown on detail 4-08. 

 
 E. The minimum cover for all water mains from top of pipe to finish grade 

shall be 42 in. unless otherwise approved. If the pipe is offset to the edge 
of the road, the actual roadway cross grade shall be projected out and 
used to measure cover to top of pipe.  

  
4.040 Connection to Existing Water Main 
 

 The developer's engineer shall be responsible for determining the scope of 
work for connection to existing water mains. Cut-in tees may be allowed only 
with the approval of the City Engineer.  See detail number 4-07. 

 
 It shall be the Contractor's responsibility to field verify the location and depth of 

the existing main and the fittings required to make the connections to the 
existing mains. 

 
 No tap shall be made to an existing main on a Friday without City approval. 
 
 A City representative shall be present throughout the entire connection or 

tapping procedure. 
 
 No physical connection to the existing City water system will be allowed until 

the new main has passed a hydrostatic pressure test, and a microbiological 
test.  Temporary blocking and blow offs will need to be incorporated into the 
new main construction until these tests have been passed.  At that point 
connecting fittings and pipe will need to be thoroughly cleaned and disinfected 
prior to the connection to the existing system.  The City Construction Inspector 
must be present to witness all tie-ins. 
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4.050 Service Interruption 
 
 The Contractor shall give the City a minimum of 72-hours’ notice of any 

planned connection to an existing pipeline. This includes all cut-ins and live 
taps. Notice is required so any disruptions to existing services can be 
scheduled. The City will notify customers involved or affected by the water 
service interruption. The Contractor shall make every effort to schedule water 
main construction with a minimum interruption of water service. In certain 
situations, the City may dictate scheduling of water main shutdowns so as not 
to impose unnecessary shutdowns during specific periods to existing 
customers. 
 

4.060 Hydrants 
 

A. The lead from the service main to the fire hydrant shall be as specified on 
detail 4-01.  

 
B. Fire Hydrants shall have two, 2-1/2 in. outlets and one, 4-1/2 in. pumper 

port outlet fitted with a 5 in. Stortz adapter.  All outport threads shall be 
national standard thread. The hydrant operating nut shall always open 
counter-clockwise. The valve opening shall be 5-1/4 in. diameter. The 
hydrant shall have a positive and automatic barrel drain. Hydrant shall be 
of the "safety" or break-away style.  All exposed portions of the hydrants 
shall be field painted with one coat of paint approved by the City Engineer 
prior to final acceptance.   

 
C. The Public Works Department and the Gig Harbor Fire Marshal shall work 

together to insure that adequate hydrant spacing and installation are 
achieved. 

 
 Unless otherwise required by the governing authority, the following 

guidelines shall apply for hydrant number and location.  Spacing shall be 
measured to the pathway required for the Pierce County Fire District 5 to 
lay the fire hose.  This spacing shall be determined by the Gig Harbor Fire 
Marshal. 

 
 1. At least one hydrant shall be installed at all intersections. 
 

2.  Fire hydrant spacing shall conform to the City of Gig Harbor Fire 
Marshal requirements and Appendix C of the International Fire 
Code. 

 
3. Where a cul-de-sac or dead end exceeds 200 feet from the center 

of the intersection to the end of the cul-de-sac, a hydrant shall be 
located at the intersection and additional hydrants shall be 
required in accordance with Appendix C of the International Fire 
Code. 

 
4. Where hydrants are located on private property, easements shall 

be provided.  Easements shall be to the benefit of the City of Gig 
Harbor and Pierce Co. Fire District #5. 
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5. A two-way, blue reflective hydrant marker shall be required 

perpendicular to each hydrant. Hydrant markers shall be placed 
six in. from the centerline on the same side of the road as the 
hydrant. 

 
6. In addition to any approvals by the City Engineering Department, 

installation of all private fire service mains serving fire sprinkler 
and/or standpipe systems shall require a permit and inspections 
from the building and fire safety department.   

 
A scaled down plan view of the proposed water system shall be 
included on the plans. The scale shall be appropriate to show the 
entire proposed system. This plan view shall show the location of 
all the proposed hydrants plus the location of the appropriate 
existing hydrants adjoining the project. If the project only includes 
the addition of one or two new hydrants, the location of at least 
two existing hydrants in the project vicinity need to be shown on 
the plan view. 

 
E. Fire hydrants shall be set as shown in standard detail number 4-01. 

 
F. For requirements regarding use, size and location of a fire department 

connection (FDC) and/or post indicator valve contact the Gig Harbor Fire 
Marshal.  Location of FDC shall be shown on water plans. 

 
G. Where needed, the Engineering Department or the Gig Harbor Fire 

Marshal may require hydrants to be protected by two or more bollards. 
See detail 4-12. 

 
H. Fire hydrants meeting required fire flow must be installed, tested, and 

accepted prior to the issuance of a building permit in new subdivisions 
and short plats.  Fire hydrants must be installed, tested, and accepted 
prior to bringing combustible materials on to the site for other 
construction. 

 
4.062 Hydrant Meters 
 

The City of Gig Harbor requires that Contractors and Developers use a hydrant 
meters to monitor the usage of construction water.  The Contractor/developer is 
required to provide their own hydrant meter and backflow preventer that is to 
be approved for use by the City of Gig Harbor Construction Inspector.  The 
Contractor/developer shall set up an account with the Public Works 
Department Utility Billing Clerk for the water that is to be use on the 
construction site.  Charges for the amount of water used will be assessed on a 
bi-monthly time period or when the project is requesting final inspection.  All 
water usage fees shall be paid prior to project final approval. 
 
The Contractor shall insure that measures to prevent backflow, cross 
connections and contamination of the City system comply with the Cross 
Connection Control Procedures and Practices.  The Contractor will be required 
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to install, at a minimum, a double check valve on the hydrant meter being used.  
The Contractor will also be required to have the check valve tested by an 
independent certified back flow assembly tester and shall provide a passing 
test report on the back flow device to the City Construction Inspector prior to 
using the hydrant meter for construction water.  When using the hydrant meter 
to fill a vehicle, the vehicle must be equipped with an approved anti-siphon air 
gap. The air gap shall be at least twice the diameter of the inlet pipe.  

 
4.065 Sprinkler Underground Line 
  

 This section refers to building fire sprinkler lines and not irrigation or landscape 
sprinkler lines. 

 
A. A permit is required from the building and fire safety department prior to 

installation of any fire sprinkler or standpipe mains, valves, or other 
system appurtenances. 

 
B. The City Fire Marshal will witness all testing and flushing of underground 

sprinkler and standpipe piping.  Underground piping shall be installed in 
accordance with the Gig Harbor Municipal Code and NFPA Standards13 
and 24.   

 
C. The sprinkler underground line shall not be tested until the City has tested 

and approved the distribution main up to the City valve.  See drawing 4-
28 for a map clarifying the location of the City valve and the sprinkler or 
standpipe underground piping. 

 
D. If a double check valve assembly (DCVA) is not located in a public right –

of-way, easements for the DCVA to the benefit of the City and Pierce Co. 
Fire District #5 shall be required.  The sprinkler/standpipe underground 
line shall be that portion of the line located behind the City valve. 

 
E. In no instance shall domestic or irrigation service connections be made to 

the sprinkler underground line. 
 

F. See Section 4.110 “Backflow Prevention” for additional information. 
 

4.070 Valves 
 
 All valves and fittings shall be ductile iron with ANSI flanges or mechanical joint 

ends. All existing valves shall be operated by City employees only. 
 
 Valves shall be installed in the distribution system at sufficient intervals to 

facilitate system repair and maintenance, but in no case shall there be less 
than one valve every 1000 feet. Generally, there shall be three valves on each 
tee and four valves on each cross. Valves installed with tees and crosses shall 
be flanged together. All valves shall open in a counter-clockwise direction when 
standing on the ground surface. Specific requirements for valve spacing will be 
made at the plan review stage. 
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A. Valve Box: All valves shall have a valve box set to grade with a slip type 
cast iron base from valve to within 5 in. of valve box top. If valves are not 
set in paved area, a concrete pad shall be set around each valve box at 
finished grade. In areas where valve box falls in road shoulder, the ditch 
and shoulder shall be graded before placing asphalt or concrete pad. See 
detail 4-08.   

 
B. Valve Marker Post: Valve marker posts shall be 4 in. x 4 in. reinforced 

concrete or schedule 40 steel posts 5 feet long stamped with "W" and 
distance to valve. Post shall be painted with 1 base coat and 2 coats 
white oil base enamel. The need for valve marker posts will be 
determined during plan review. See detail 4-12.   

 
4.080 Air and Vacuum Release Valve 
 
 Air and vacuum release valves (ARV) shall be as shown on detail 4-15 and   4-

16 for mains up to 12 in. in diameter. The engineer shall size the ARV for 
mains 14 in. in diameter and larger. 

 
 ARV’s must be installed so as not to create a cross connection situation.  
 

The installation shall be set at the high point of the line when required. ARV’s 
shall not be installed in areas subject to high ground water or flooding. Drains 
may be required to insure that no standing water will accumulate in the air 
release manhole. Where possible, pipes are to be graded to prevent the need 
for an air release valve.  

 
4.090 Blowoff Assembly 
 
 Blowoff assemblies will not be allowed at the end of dead-end mains unless 

approved by the City Engineer.  Hydrants will be set at the end of all dead-end 
mains and will act as the blowoff.  See Section 4.060 for hydrant requirements.  

 
4.100 Backflow Prevention 

 
Backflow prevention shall be installed in accordance with Title 13.06 GHMC, 
Ordinance No. 1331. 
 
The installation of required backflow devices is necessary to protect the 
existing water system and users from possible contamination. All water system 
connections to serve newly constructed and existing buildings; properties with 
domestic potable water; sprinkler underground lines or irrigation systems shall 
comply with the minimum backflow prevention requirements as established by 
the Department of Health (DOH), the American Water Works Association 
(AWWA) Standards, and the City of Gig Harbor. When a backflow prevention 
assembly is required, plans must be submitted to the City of Gig Harbor for 
review prior to installation. 
 
All backflow devices must be inspected and approved by a certified backflow 
device tester prior to use.  Cross connections with the City of Gig Harbor water 
system shall be prohibited under all circumstances.  
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The City shall be provided with a successfully completed test report of any 
backflow prevention device before releasing the certificate of occupancy on any 
building.  See Section 4.065 for additional information regarding sprinkler 
underground lines. 
 
Refer to Section 4.062 for requirements when filling vehicles with a hydrant 
meter. 

 
4.110 Service Connection 
 

A. All service connections relating to new development shall be installed by 
the developer at the time of mainline construction. Services shall not be 
connected to a hydrant lead or the sprinkler underground line. After all the 
public works improvements are approved, the owner may apply for a 
water meter. Bonding may be allowed for commercial projects only. The 
City will install a water meter after the application has been made and all 
applicable fees have been paid. Water meters will be set only after the 
system is inspected and approved. 

 
B. When water is desired to a parcel fronting an existing main but not served 

by an existing service line, an application must be made to the City.  
Upon approval of the application and payment of all applicable fees, the 
City will tap the main, and install the meter, saddle, service line, box, and 
setter.  

 
 Service taps larger than 2 in., connecting to an existing main, shall be 

made by the Contractor per Section 4.040. Service taps that require 
crossing an arterial street in excess of two-lane widths shall be made by 
the Contractor. These types of services shall be denoted on the plans. 

 
C. Service lines shall be as specified herein.  No glued joints will be 

accepted. Service lines shall be installed perpendicular to and 22 ½° 
above horizontal of the main. Tracer tape and wire wrapped around the 
pipe shall be installed on all service lines.  Service line locate wire will be 
spliced into main line locate wire using low voltage grease type direct 
bury splice kits. 

 
 One inch diameter service lines shall be pressure class 200, polyethylene 

plastic pipe manufactured from all virgin material, category 5, grade P34, 
class C high density polyethylene ID ASTM D2239-SDR7 PE3408; cell 
classification 335434C to 355434C from Philips Driscopipe, Eagle Pacific 
(3408), Superlon Plastics, or approved equal and shall be BLUE in 
color. 

 
1½ in. to 2 in. diameter service lines shall be pressure class 200, 
polyethylene plastic tubing manufactured from all virgin material category 
5, grade P34, class C high density weight polyethylene OD ASTM D2737-
SDR7 PE3408 or ASTM D2239-SDR7 PE3408; cell classification 
335434C to 355434C, from Philips Driscopipe, Eagle Pacific (3408), 
Superlon Plastics, or approved equal and shall be BLUE in color.  2 in. 
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service lines shall have a 2 in. gate valve set on main at point of 
connection.  Pressure Reducing Valves may be required per the National 
Plumbing Code and the Building Officials requirements.  Pressure 
reducing valves (PRV’s) shall be installed on the customer’s side of the 
water meter.  Operation and maintenance of the PRV will be the 
responsibility of the property owner. 

  
D. Master meters will not be allowed for service to more than one per 

building. Deviations to this may be granted by the City Engineer. An 
approved backflow prevention assembly must be installed in conjunction 
with any master meter. 

 
E. When connection to the public water system is desired by a residential 

customer connected to an existing well, a physical disconnect from the 
well must be made. This is necessary to assure that an unapproved 
auxiliary water supply (the customer’s well) will not contaminate the City’s 
water supply. The customer’s well may be kept serviceable for irrigation 
purposes provided it is in compliance with DOE setback standards. If the 
well is not decommissioned per DOE standards upon connection to the 
City water supply, the customer is required to install an approved reduced 
pressure (RP) backflow device on the customer side of the meter. No 
water meter will be installed until a cross connection inspection has been 
completed to the satisfaction of the City. 

 
 When connection to the public water system is desired by a commercial 

customer connected to an existing well, or with a well on site, a physical 
disconnect from the well must be maintained. The customer’s well may be 
kept serviceable for irrigation purposes only, provided it is in compliance 
with DOE setback standards. If a well is going to be used for irrigation, an 
RP device as approved by DOH shall be required. If an existing well is not 
going to be used for irrigation purposes, it must be decommissioned per 
DOE standards. No water meter will be installed until the RP device is 
installed and a cross connection inspection has been completed to the 
satisfaction of the City. 

 
F. Lots or pads created by plats, re-plats, short plats, or binding site plans 

shall have a water service installed as required below. 
 
 In single family subdivisions (including mobile home and manufactured 

home subdivisions), a service shall be provided to each lot or pad, 
including open tracts and landscaping in the right-of-way. If a domestic 
and an irrigation meter are desired at a particular lot or tract, additional 
services shall be installed. 

 
 Duplexes shall have a separate service installed for each living unit 

regardless of how many duplexes are on a single lot. Example:  One 
duplex on one lot shall have two services, two duplexes on one lot shall 
have four services and so on. A subdivision of duplexes shall have at 
least one service installed at all open tracts. 
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 Multi-family and commercial complexes shall have at least one meter 
installed per separate building and a separate irrigation meter(s) for open 
spaces and landscaping. Additional meters to a multi-family or 
commercial building may be installed if desired. At least one service shall 
be installed at all open tracts. Master meters shall meet the criteria as 
outlined in 4.120D above. 

  
G. Sample stations per detail 4-19 may be required. The requirement for the 

location of the sample station will be determined by the City during the 
plan review. Sample stations shall be located behind the walk, in an open 
space, or in a utility easement whenever possible and shall generally be 
centrally located in the project at a low point if possible. 

 
H. Service configuration shall be as shown on details at the end of this 

chapter. Water meters 4 in. and larger shall not be placed in a traffic 
bearing location. For services larger than 4 in., the engineer shall submit 
a detail for approval that addresses the following: 

 
• Meter type (turbine, compound, magnetic etc.) and size. 
• A valve shall be located on both sides of the meter. 
• A lockable bypass is required. 
• Check valves shall be required on the bypass and the meter. 
• Supports (jack stands) are required under the meter and bypass. 
• The vault specified shall provide an 18” clear space from the vault 

wall to the closest edge of the meter, valves, or pipe. 
• The vault shall have a double lid with a reader lid insert or have a 

remote readout display. 
• The distance from the top of the meter to the bottom of the lid 

shall be 24 in. minimum and 30 in. maximum. 
• A ladder shall be provided in the vault. 
• Drainage must be provided for the meter pit. 

 
4.120 Construction Water Policy 

 
The goal of this section is to assure a consistent, fair and equitable approach 
for allowing potable City water to be used for construction purposes. It is the 
further intent of this policy to ensure the City’s water distribution system is not 
compromised due to construction practices. 
 
Construction water is not to be used for irrigation purposes. 
 
The use of construction water shall not create a backflow, cross connection or 
contamination potential with the City water supply. 
 
If the site to be served by construction water is on a STEP sewer system, the 
STEP sewer system must be installed, tested, and approved prior to the City 
installing the water meter. Construction water may be used to fill and test the 
STEP tank provided that it does not create a cross connection potential. 



CITY OF GIG HARBOR                           PUBLIC WORKS STANDARDS - 2017 
 

WATER                                                                                                          4 - 16 
 

 
A. Single Family Residential Construction Requirements: 
 

1. The subject parcel is within the City’s water service area. 
 
2. All required Public Works improvements have been completed. 
 
3. Construction water for each individual lot or parcel is required. The 

City will charge a flat fee for this service for a period not to exceed 
90 days. 

 
4. Each individual lot or parcel will pay utility connection charges for 

water services in addition to the construction water charge. These 
charges must be paid before a water meter will be dropped. 
Connection charges include but are not limited to: sewer, 
stormwater, tap, drop, general facility charges, and latecomer’s 
fees. The City will require at least 48 hours’ notice prior to 
dropping meters. All charges must be paid at City Hall. 

 
5. The contractor/developer will supply their own construction bib to 

obtain water from the setter. A vacuum breaker is required on all 
construction bibs and must be in place at all times. 

 
 B. Commercial Construction Requirements: 

 
1. The subject parcel is within the City’s water service area. 
 
2. All public works improvements have been completed. 
 
3. Construction water may only be obtained through a hydrant meter 

and backflow preventer supplied by the contractor/developer and 
inspected by the City prior to use.  The contractor/developer is 
required to supply a backflow device on all construction meters 
and must provide a current inspection certification for all backflow 
devices.  All water used for construction must be metered. 

 
4. The City will charge the Contractor/Developer for construction 

water based on “before and after” meter readings.  (See Section 
4.062 Hydrant Meters.) 

 
4.125 Marking Service Lines 
 
 The location of all service lines shall be marked on the face or top of the 

cement concrete curb with a "W" 3 in. in height and 1/4 in. into the concrete. 
When an asphalt rolled curb is allowed, the water shall be marked with a tag 
secured with a "PK" nail one-foot toward centerline from the gutter. The tag 
shall be a minimum 1 1/4 in. diameter, 0.050 in. thick aluminum disk stamped 
"W" or an unstamped blue plastic equivalent. 
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4.130 Potable Water/ Non- Potable Crossings 
 

Potable water mains are recommended to maintain 10 feet horizontal and 18 
in. vertical separation (Note: separation distance should be measured as the 
distance from the closest sides of the outside of the two pipes) above non-
potable pipelines (i.e., sanitary sewers, reclaimed water piping, irrigation lines, 
etc.)  If site conditions do not allow such minimum separations, pipelines may 
be located closer to each other provided additional precautions are identified 
and instituted to assure protection of the potable line.  At a minimum, potable 
water mains should maintain a minimum 5 feet horizontal and 12 in. vertical 
separation clearance from non-potable conveyance systems. 

 
Potable and non-potable pipelines may be located in a common trench if the 
horizontal spacing between outer pipe walls is at least 5 feet and the vertical 
spacing is at least 18 in. from the invert wall of the potable line to the crown 
wall of the non-potable line.  The non-potable line should be below the potable 
line on a ‘bench’ of undisturbed soil.  If the minimum separation distances 
cannot be maintained, one or both of the pipelines should be encased with a 
structurally sound material such as concrete, CDF, or a larger pressure rated 
pipe (sleeve).  Pressure rated pipe (sleeve) shall be at a minimum C900 PVC 
when protecting PVC or HDPE pipe, and Ductile Iron when protecting steel or 
ductile iron pipe. 
 
For pipe crossings where the potable line is closer than 18 vertical in. from the 
non-potable line or the potable line must cross under the non-potable line, the 
potable line should be cased with pressure- rated pipe extending a minimum of 
10 feet to either side of the crossing.  To accommodate crossings, the 
minimum cover for a water main of 36 in. may be reduced to 24 in. upon 
approval by the City to provide for as much vertical separation as possible.  
When a reduced depth is allowed, ductile piping and/or casings may be 
required. 
 
The longest standard length of water pipe shall be installed so that the joints 
will fall equidistant from any sewer crossing. In some cases where minimum 
separation cannot be maintained, it may be necessary to encase the water pipe 
and/or the sewer service per DOE Criteria for Sewage Works Design.  No 
concrete shall be installed unless specifically directed by the City. 

 
Situations not addressed below shall follow the criteria as outlined in the above 
mentioned document, most current edition. 

 
 
 
 
 

[the remainder of this page left intentionally blank] 
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Figure 4-2  Potable Water/ Non- Potable Crossings 
 

 
4.145 Thrust Blocking 
 

Location of thrust blocking shall be shown on plans. Thrust blocks shall comply 
with detail number 4-17 and 4-18.  Thrust blocks shall consist of Class B 
concrete poured against undisturbed earth.  A plastic barrier shall be placed 
between all thrust blocks and fittings.  The addition of restrained joint fittings 
may not eliminate the need for thrust blocking. 
 

4.150 Staking 
 

All surveying and staking shall be performed by an engineering or surveying 
firm capable of performing such work. The engineer or surveyor directing such 
work shall be licensed as a professional land surveyor by the State of 
Washington. 
 

Water 
 

Non 
  

 

Symmetrical 
about center line 
of water 

 

Undisturbed 
Earth 

Symmetrical 
about center line 
of water 

 

Water 
 

Non 
  

 

Required Separation between Water Lines Non Potable Pipe,  
Unusual Conditions Parallel Construction 

Required Separation between Water Lines and Non Potable Pipe,  
Parallel Construction 

10' 
 

18" 
 

5' 
 

18" 
 



CITY OF GIG HARBOR                           PUBLIC WORKS STANDARDS - 2017 
 

WATER                                                                                                          4 - 19 
 

A preconstruction meeting shall be held with the City prior to commencing 
staking. All construction staking shall be inspected by the City prior to 
construction. 
 
The minimum staking of waterlines shall be as directed by the City Engineer or 
as follows: 
 

A. Stake centerline alignment every 50 feet with cut or fill to invert of pipe 
maintaining 36 in. of cover over pipe. 

 
B. Stake location of all fire hydrants, hydrant flange elevations, tees, water 

meters, setters and other fixtures and mark with cut or fill to finished 
grade. 

 
4.160 Trench Excavation 

 
A. Clearing and grubbing where required shall be performed within the 

easement or public right-of-way as permitted by the City and/or governing 
agencies. Debris resulting from the clearing and grubbing shall be 
disposed of by the owner or Contractor in accordance with the terms of all 
applicable permits. 

 
B. Trenches shall be excavated to the line and depth designated by the City 

to provide a minimum of 42 in. of cover over the pipe, as shown in detail 
4-05. Except for unusual circumstances where approved by the City, the 
trench sides shall be excavated vertically and the trench width shall be 
excavated only to such widths as are necessary for adequate working 
space as allowed by the governing agency. The trench shall be kept free 
from water until joining is complete. Surface water shall be diverted so as 
not to enter the trench. The owner shall maintain sufficient pumping 
equipment on the job to insure that these provisions are carried out. 

 
C. The Contractor shall perform all excavation of every description and 

whatever substance encountered and boulders, rocks, roots and other 
obstructions shall be entirely removed or cut out to the width of the trench 
and to a depth 4 in. below water main grade. Where materials are 
removed from below water main grade, the trench shall be backfilled to 
grade with material satisfactory to the City and thoroughly compacted. 

 
D. Trenching and shoring operations shall not proceed more than 100 feet in 

advance of pipe laying without approval of the City and shall be in 
conformance with Washington Industrial Safety and Health Administration 
(WISHA), Washington Department of Labor and Industries (L & I) and the 
Office of Safety and Health Administration (OSHA) Safety Standards. 

 
E. The bottom of the trench shall be finished to grade with hand tools in such 

a manner that the pipe will have bearing along the entire length of the 
barrel. The bell holes shall be excavated with hand tools to sufficient size 
to make up the joint. 
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4.170 Backfilling 
 

Backfilling and surface restoration shall closely follow installation of pipe so that 
not more than 100 feet is left exposed during construction hours without 
approval of the City.  Pea gravel shall NOT be used as bedding or backfill of 
water piping or structures. 

 
4.175 Street Patching and Restoration 
 

See Section 2 for requirements regarding street patching and trench 
restoration. 
 

4.180 Testing and Disinfection 
 

Microbiological testing of disinfected water mains shall be conducted only by 
laboratories that have been certified by the state DOH for drinking water 
analysis. The City will only accept results from samples analyzed using method 
number 9221D or 9222B from Standard Methods for the Examination of Water 
and Wastewater, 19th Ed. (APHA et al 1995), or corresponding methods from 
later editions. 
 
The water main pipes shall be disinfected and tested before being placed in 
service.  Water for testing and disinfecting shall be obtained by the developer 
by arrangement with the City.  All pumps, gauges, plugs, saddles, corporation 
stops, miscellaneous hose and piping, and measuring equipment necessary for 
performing the test shall be furnished, installed and operated by the developer.  
Feed for the pump shall be from a barrel or other container, wherein the actual 
amount of “makeup” water can be measured periodically during the test period.  
The section to be disinfected shall be thoroughly flushed at maximum flow prior 
to chlorination. 
 
The pipeline shall be backfilled sufficiently to prevent movement of the pipe 
under pressure.  All thrust blocks shall be in place and time allowed for the 
concrete to cure before testing.  Where permanent blocking is not required, the 
developer shall furnish and install temporary blocking.  No physical connection 
to the City’s existing water system will be allowed until a passing 
microbiological test is acquired.  The contractor/developer will be responsible 
for all cost associated with bacterial testing per the City’s Construction Fee 
Schedule.  Two tests will be conducted on any hydrant, double check valve 
assembly, pressure reducing valve installed on main lines or section of water 
main up to 500’ in length.  An additional sample will be taken for every 500’ of 
main installed if mainline installation that exceeds 500’.  Additional samples 
may be required at the discretion of the City’s Construction Inspector.  In the 
event that a sample fails microbiological testing, all retesting costs and 
reimbursement for City Construction Inspectors wages shall be paid for by the 
contractor/developer.    
  

4.181 Hydrostatic Pressure 
 

Prior to the acceptance of the work, the installed pipeline shall be subjected to 
a hydrostatic pressure test per Section 7-09.3 of the WSDOT Standard, latest 
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edition.  The main shall be pumped up to 150 psi over static line pressure but in 
no case shall the test pressure be less than 225 pounds per square in. for a 
period of not less than 15 minutes for all lines.  All tests shall be made with the 
hydrant auxiliary gate valves open and pressure against the hydrant valve.  
Hydrostatic tests shall be performed on every complete section of water main 
between two valves and each valve shall withstand the same test pressure as 
the pipe with no pressure active in the section of pipe beyond the closed valve.  
No physical connection to the City’s existing water system will be allowed until 
the new line passes hydrostatic test.  
 
Defective materials or workmanship, discovered as a result of the tests, shall 
be replaced.  Whenever it is necessary to replace defective material or correct 
the workmanship, the tests shall be rerun at the developer’s own expense, until 
a satisfactory test is obtained. 
 
The pipe shall also be disinfected when being tested.  As each length of pipe is 
laid, calcium hypochlorite or other disinfecting agent, having an available 
chlorine content of about 45 percent shall be placed in the pipe in sufficient 
quantities to give a dosage of about 50 ppm available chlorine, calculated on 
the volume of water which the pipe will contain. 
 
The disinfectant may be placed in the upstream or high pressure end of the 
pipe.  The following table shows the amount of high test calcium hypochlorite 
which should be used in each 20 foot length of pipe of various sizes: 

 
Figure 4-3  Hydrostatic Pressure 

 

PIPE SIZE 
 
(Inside Diameter in In.) 

HIGH TEST HYPOCHLORITE 
REQUIRED 

(Ounces per 20-foot length to give 
50 ppm available chlorine) 

2, 3, 4 & 4 0.4 
8 0.7 
10 & 12 1.0 
14 2.0 

 
The calcium hypochlorite or other disinfecting agent used for this purpose shall 
be furnished by the developer. 
 
When the line is complete and ready to disinfect, water shall be allowed to flow 
in slowly so not to displace the chlorine agent, until it appears at the far end of 
the line.  The system shall then be flushed through the fire hydrants or into the 
next section, until a test shows no more than 0.2 ppm available chlorine.  If any 
of the materials need to be replaced, the line shall again be disinfected and 
tested.  The line may be pressure tested.  The line may be pressure tested at 
the same time it is disinfected. 
 
The water system will not be acceptable to the City until a receipt of a 
satisfactory report from the County or State Department of Health on water 
samples submitted to that office for bacteriological analysis. Should the initial 
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treatment result in an unsatisfactory bacteriological test, the original 
chlorination procedure shall be repeated by the Contractor until satisfactory 
results are obtained. The sample can only be taken on Mondays, Tuesdays, 
and Wednesdays until noon. Testing and sampling shall take place after all 
underground utilities are installed and compaction of the roadway section is 
complete. 

 
The Contractor shall provide all necessary equipment and shall perform all 
work connected with the tests. The test pump shall be clean and disinfected 
and shall only be used on potable water supplies. Tests shall be made after all 
water main and service connections have been made and the roadway section 
is constructed to subgrade. The Contractor shall perform the test to assure that 
the equipment to be used for the test is adequate and in good operating 
condition and the air in the line has been released before requesting the City to 
witness the test. 
 
See Section 4.110 for testing responsibilities for backflow prevention devices. 

 
4.185 Irrigation 
 
 All irrigation systems located within the public right-of-way shall be designed by 

a State of Washington registered landscape architect or City approved design 
firm. Parts lists shall be submitted with each project. 

 
 The general notes on the following pages are required on all plans for City 

operated or maintained irrigation systems or on any owner association 
operated or maintained irrigation systems located within the public right-of-way. 

 
 Irrigation systems shall be installed with an approved backflow prevention 

assembly in accordance with Section 4.110 of this manual and approved by 
AWWA and the Department of Health.  Backflow devices will be required to be 
tested by a certified tester prior to the setting of irrigation meter and before final 
acceptance is granted.  

 
 The irrigation system shall be installed after the area has been properly 

prepared.  See Section 2B.125 for soil preparation requirements. The pipe 
trenches shall be no wider than is necessary to lay the pipe or install 
equipment. The top 4 in. of topsoil shall be kept separate from the subsoil and 
shall be replaced as the top layer when backfill is made. 

 
 Irrigation sprinklers shall be situated so as to not wet any public street or 

sidewalk. Turf heads shall be 1/2 in. above finished grade as measured from 
the top of the sprinkler. Shrub heads shall be placed on risers approximately 
12-in. above finished grade unless otherwise specified. Drip irrigation emitters 
shall be installed in accordance with the manufacturer’s recommendations. 

 
 Installation and maintenance of irrigation systems in roadway planter strips 

shall be as shown in the table below. The system maintainer shall be 
responsible for the on-going water and power expenses incurred. 
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Figure 4-4  Irrigation 
 

 Single Family 
Residential Zones 

Multi-Family & All 
Other Zones 

Arterial 
Boulevard 

Developer installs, 
Homeowners 
Association maintains.  

Developer installs. 
Owner or Owners 
Association maintains.  

Arterials Developer installs, 
Homeowners Assn. 
maintains.  

Developer installs. 
Owner or Owners 
Association maintains.  

Collectors Developer installs, 
Homeowners Assn. 
maintains 

Developer installs, 
Owners Association 
maintains 

Residential  Builder installs & 
homeowner maintains 

Owner installs, owner 
maintains 

 
GENERAL NOTES (IRRIGATION SYSTEMS) 

 
1. All workmanship, material and testing shall be in accordance with the City of 

Gig Harbor Public Works Standards, the National Electrical Code and the most 
current copy of the WSDOT Standard Specifications for Road, Bridge and 
Municipal Construction unless otherwise specified below. In cases of conflict, 
the most stringent standard shall apply. 

 
2. The Contractor shall be in compliance with all safety standards and 

requirements as set forth by OSHA, WISHA and the Washington State 
Department of Labor and Industries. 

 
3. The Contractor shall be responsible for all traffic control in accordance with 

Section 2B.126 of the Gig Harbor Public Works Standards, the WSDOT/APWA 
Standard Plans for Road, Bridge and Municipal Construction and the Manual 
on Uniform Traffic Control Devices (MUTCD). Prior to disruption of any traffic, a 
traffic control plan shall be prepared and submitted to the City for approval. No 
work shall commence until all approved traffic control is in place. 

 
4. All approvals and permits required by the City of Gig Harbor shall be obtained 

by the Contractor prior to the start of construction. 
 
5. If construction is to take place in the County and/or Washington State 

Department of Transportation right-of-way, the Contractor shall notify the City 
10 working days in advance of construction.  The City shall obtain all the 
required County and WSDOT permits.  The Contractor shall adhere to all the 
permit requirements.  The Contractor shall reimburse the City for associated 
permit fees. 

 
6. A pre-construction meeting shall be held with the City of Gig Harbor 

Construction Inspector prior to the start of construction. 
 
7. The Contractor shall be fully responsible for the location and protection of all 

existing utilities. The Contractor shall verify all utility locations prior to 
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construction by calling the Underground Locate line at 811 a minimum of 48 
hours prior to any excavation. 

8. It shall be the responsibility of the Contractor to have a copy of an approved set 
of plans on the construction site at all times. 

 
9. Temporary erosion control/water pollution measures shall be required in 

accordance with Section 1-07.15 of the WSDOT Standard Specifications for 
Road, Bridge and Municipal Construction and the Stormwater Management 
and Site Development Manual for Gig Harbor. At no time will silts and debris be 
allowed to drain into an existing or newly installed facility unless special 
provisions have been designed. 

 
10. Electrical permits and inspections are required for all irrigation services within 

the City of Gig Harbor. The Contractor is responsible for obtaining all the 
required permits prior to any type of actual construction. Any materials 
purchased or labor performed prior to such approval shall be at the 
Contractor’s own risk. 

 
11. A clearly marked service disconnect shall be provided for every automatic 

irrigation installation unless otherwise stated on a City approved set of plans. 
The location and installation of the disconnect shall conform to the National 
Electrical Code (NEC) and City of Gig Harbor Public Works Standards. The 
service disconnect shall be Labor and Industries approved. 

 
12. All low voltage wire shall be a minimum size of #14 UF from each control valve 

to the terminal interface. 
 
13. All low voltage splices shall be of a type equal to a 3-M-BY-054007-09053 or a 

Labor and Industries approved equal. All splices shall be done in valve control 
boxes. Direct burial splicing will not be allowed. 

 
14. The automatic controller components shall be approved by the City. 
 
15. The City will be given 72 hours’ notice prior to scheduling a shutdown. Where 

connections require "field verification", connection points will be exposed by the 
Contractor and the fittings verified 48 hours prior to distributing shut-down 
notices. 

 
16. All irrigation main line and lateral lines shall be sch. 40 PVC piping or better. 
 
 A. Layout of Irrigation System 
 

The Contractor shall stake all irrigation heads and mark all proposed 
trenches within the irrigation system per the approved plans prior to 
installing the system. Alterations in layout may be expected, i.e., to 
conform to ground conditions and to obtain full and adequate coverage to 
the landscaping. However, no alterations shall be made without prior 
authorization by the City. 

 
 B. Excavation 
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All soil shall be prepared as specified in 2B.125 prior to trenching. 
Trenches shall be no wider at any point than is necessary to lay pipe or 
install equipment. Trench bottoms shall be relatively smooth and of sand 
or other suitable material free from rocks, stones, or other material which 
could damage the pipe. Trenches in rock or similar characteristic ground 
shall be excavated to 4 in. below the required depth and shall be 
backfilled to the required depth with sand or other City approved material. 
 
Detectable marking tape shall be placed in the trench 4 in. directly above, 
parallel to, and along the entire length of all non-metallic water line and 
non-metallic conduit. The width and depth of the tape shall be as 
recommended by the manufacturer or the City.  Locate wire shall be 
placed with all nonmetallic water lines.  Locate wire will terminate in all 
control valve boxes and shall be placed in ditch before water lines are 
backfilled. 

 
C. Piping 

 
The irrigation main line is the line containing the supply usually situated 
between the irrigation meter and the irrigation control valves. The 
irrigation lateral lines are the lines between the irrigation control valves 
and the connections to the irrigation heads. Swing joints, thick walled poly 
pipe, flexible risers, rigid pipe risers, and associated fittings are not 
considered part of the lateral line but incidental components of the 
irrigation heads.  All PVC pipe used for irrigation main line or irrigation 
lateral lines shall be schedule 40 or better. 
 
All water lines shall be a minimum of 18 in. below finished grade as 
measured from the top of the pipe. Where possible, mains and laterals or 
section piping shall be placed in the same trench.  
 
If water lines are to be installed under existing pavement, the main shall 
be installed within a minimum 4-in. diameter conduit. All non-metallic 
water lines to be installed under areas to be paved shall be placed within 
a minimum 4-in. diameter conduit. The irrigation conduit shall extend a 
minimum of 1 foot beyond the structure under which conduit is being 
jacked or bored. 
 

D. Pipe Connections 
 

During construction, pipe ends shall be plugged or capped to prevent 
entry of dirt, rocks, or other debris. 
 
PVC pipe, couplings and fittings shall be handled and installed with care 
and in accordance with the manufacturer’s recommendation. The outside 
of the PVC pipe shall be chamfered to a minimum of 1/14 in. at 
approximately 22 degrees. Pipe and fittings shall be joined by solvent 
welding. Solvents used must penetrate the surface of both pipe and 
fittings which will result in complete fusion at the joint. The solvent and 
cement shall be of a type recommended by the pipe manufacturer. 
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Threaded PVC joints shall be assembled using Teflon tape as 
recommended by the pipe manufacturer. 
 
On plastic-to-metal connections, work the metal connection first. Use a 
non-hardening compound on threaded connections. Connections 
between metal and plastic are to be threaded utilizing female threaded 
PVC adapters with a threaded schedule 80 PVC nipple only. 
 

E. Electrical Wire Installation 
 

 The electrical controller shall be located in an open space or in a utility 
easement whenever possible. 

 
 Wiring between the automatic controller and the automatic valves shall be 

placed inside a 3/4 in. irrigation conduit, #14 wire and may share a 
common neutral. A spare #14 UF yellow wire shall be installed from the 
controller to the furthest valve in each direction, looping through each 
control valve box. There shall be a 2-foot loop left in each control valve 
box. Separate control conductors shall be run from the automatic 
controller to each valve. When more than one automatic controller is 
required, a separate common neutral shall be provided for each controller 
and the automatic valve which it controls. Wire shall be installed adjacent 
to the irrigation pipe. Plastic tape or nylon ty-wraps shall be used to 
bundle wires together at 10-foot intervals. Detectable marking tape shall 
be placed over the top of the irrigation conduit. 

 
 Wiring placed under pavement and walls or through walls, shall be placed 

in irrigation conduit. This conduit shall be PVC class 200 and shall not be 
less than 4 in. in diameter. 

 
 Splices will be permitted only at junction boxes, valve boxes, or at control 

equipment. A minimum of 2-feet of excess conductor wire shall be left at 
all splices and terminal and control valves to facilitate inspection and 
future splicing. 

 
F. Material Specifications 
 

As a means of keeping our parts inventory to a minimum and our 
maintenance personnel familiarized and knowledgeable about product 
operation, the following is a list of approved products to be used on all 
jobs in which the City will be responsible for maintenance and operations. 
Requests for approved equals need to be submitted to the City for review. 
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Figure 4-5  Material Specifications 
 

Description Approved Device 
 

Pop Up Spray Heads 
Rainbird  or Hunter products 
• minimum of 4” pop up 
• check valves on all heads  
• pressure regulated spray on 

pressure over 40 psi 
• installed on Toro or Rain Bird 

Funny Pipe 
 

 
Gear Driven Rotary Heads 

Rain Bird or Hunter 
• installed on  Funny Pipe or 

swing joints 
• check valves on all heads 
 

 
Remote Control Valve 

 

 
Rain Bird or Hunter products 

 
Quick Coupling Valves 

West Ag 4V100-R-Y 
• Rainbird 44RC 

 
Double Check Backflow 

Preventer 

• Wilkins 950XLT installed with 
schedule 80 PVC, or brass 
union 

• Back flow preventors must be 
tested and passed prior to 
setting of irrigation meter 

 
 

Flow Sensing Device 
 

Data Industrial IR series 
• installed with master control 

valve 
 

Automatic Controller 
• Rain Bird or Hunter with VRA 

low profile antenna, install 
with Data Retrieval Board 

• installed in vandal resistant 
pedestal 

 
Valve Boxes 

 

• Carson 910-12B for Quick 
Coupler 

• Carson 1419B for remote 
control valve 

 
Shut-Off Valves 

 

 
Wilkins 215 ball valve 

Pressure Reducing Valve Wilkins 600l or approved equal 
• Required if water static 

pressure exceeds 75 psi 



CITY OF GIG HARBOR                           PUBLIC WORKS STANDARDS - 2017 
 

WATER                                                                                                          4 - 28 
 

G. Flushing 
 

All main supply lines shall receive two fully open flushings to remove 
debris that may have entered the line during construction. The first 
flushing shall be completed prior to installing valves or testing. 

 
All lateral lines shall receive one full-open flushing prior to placement of 
sprinkler heads, emitters, and drain valves. Note, drain valves on main 
lines are not recommended. It is the City of Gig Harbor’s preference to 
have quick couplers installed on the downstream side at the cross 
connection device and at each terminus of the main line from the cross 
connection device. The flushing shall be of sufficient duration to remove 
any dirt and debris that have entered the lateral lines during construction.  

 
H. Testing 

 
All gauges used for testing water pressure shall be certified correct by an 
independent testing laboratory immediately prior to use on the project. 
Gauges shall be retested when ordered by the Inspector. 

 
Automatic controllers shall be tested by actual operation for a period of 
two weeks under normal operating conditions. Should adjustments be 
required, the Contractor shall do so according to the manufacturer’s 
recommendation or under the City’s direction until the operation is 
satisfactory to the City. 

 
All main lines shall be purged of air and tested with a minimum static 
water pressure of 150 psi for 40 minutes without introduction of additional 
service or pumping pressure. Testing shall be done with one pressure 
gauge installed on the line in a location determined by the City Inspector. 
Lines which show loss of pressure exceeding 5 psi after 40 minutes will 
be rejected. 

 
All lateral lines shall be purged of air and tested in place at operating line 
pressure with a pressure gauge and with all fittings capped or plugged. 
The operating line pressure shall be maintained for 30 minutes with 
valves closed and without introduction of additional pressure. Lines which 
show leaks of loss of pressure exceeding 5 psi at the end of specified test 
period will be rejected. 

 
The Contractor shall correct rejected installations and retest for leaks as 
specified herein. 

 
I.  Backfill 

 
Backfill shall not be started until all piping has been inspected, tested and 
approved by the City Inspector, after which, backfilling shall be completed 
as soon as possible. All backfill material placed within 4 in. of the pipe 
shall be free of rocks, roots, or other objectionable material which might 
cut or otherwise damage the pipe. 
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Backfill from the bottom of the trench to approximately 4 in. above the 
pipe shall be by continuous compacting in a manner that will not damage 
pipe or wiring and shall proceed evenly on both sides of the pipe. The 
remainder of the backfill shall be thoroughly compacted, except that 
heavy equipment shall not be used within 18 in. of any pipe. The top 4 in. 
of the backfill shall be of topsoil material. 
 

J. Adjusting System 
 

Before final inspection, the Contractor shall adjust and balance all 
sprinklers to provide adequate and uniform coverage. Spray patterns 
shall be balanced by adjusting individual sprinkler heads with the 
adjustment screws or replacing nozzles to produce a uniform pattern. 

 
K. System Operation 

 
 The irrigation system shall be completely installed, tested and operable 

prior to planting unless otherwise specified in the plans or as approved by 
the City. The Contractor shall be responsible for all maintenance, repair, 
testing, inspecting and automatic operation of the system until all work is 
considered complete as determined by the final inspection.  Developer is 
responsible for all water service connection and meter installation 
charges associated with irrigation water meter. 

 
L. Record Drawings 

 
Upon final acceptance of the work, the Contractor shall submit two record 
drawings per Section 1.065. 

 
4.190 Inspection of Work 
 

In no event shall the work or any portion thereof, be covered up until the 
Construction Inspector has completed inspection and approved the same.  If 
any work should be covered up without prior inspection and approval by the 
Construction Inspector, it must, if required by the City Engineer, be uncovered 
for examination at the developer/contractor’s expense. The Construction 
Inspector shall at all times have access to the work wherever it is in preparation 
of progress and the developer/contractor shall provide facilities for such access 
and for such inspection. 
 
If the specifications, laws, ordinances, or any public authority shall require any 
work to be specially tested or approved, the Construction Inspector shall be 
given timely notice of its readiness for inspection and, if the inspection is by 
other authority than the City, the date fixed for such inspection. 
 
All inspections by the Construction Inspector will be made with all reasonable 
promptness, but in no event shall the lack of prompt inspections be construed 
to allow the cover up of the work or any portion of it without inspection. 
 
Re-examination of questioned work may be ordered by the City Engineer and, 
if so ordered, the work must be uncovered by the developer/contractor.     
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The Washington State Growth Management Act (RCW 36.70A), enacted in 1990, requires all counties 

with a population of 50,000 or more with a high rate of population growth to designate urban growth 

areas (UGAs).  The Act requires that these UGAs be of sufficient size to accommodate the anticipated 

population growth during the 20-year period following the adoption of the UGA.  In accordance with the 

Act, the Pierce County Council has adopted UGAs for Pierce County and its incorporated cities and 

towns.  

In designating these UGAs, the Pierce County Council worked closely with the individual cities and towns 

to ensure that the UGAs were consistent with local comprehensive plans, urban population forecasts, 

and population capacity analyses.  As a policy choice, each jurisdiction conducted its own independent 

residential capacity analysis through their GMA comprehensive plan.  The County’s analysis 

encompassed the unincorporated lands associated with the Comprehensive Urban Growth Area.  The 

cities’ and towns’ analyses encompassed the lands within their respective municipal boundaries.  

Satellite cities’ and towns’ analyses also included the unincorporated lands within their respective urban 

growth areas.  The methods, definitions, and assumptions incorporated in the analyses differed by 

jurisdiction and were not uniform or coordinated.   

The jurisdictional variations in capacity analysis and the lack of specificity in the GMA led to state-wide 

debate.  Much of this debate focused on determining whether or not there were errors in the 

assumptions used by local governments in sizing their UGAs.  This debate resulted in the Washington 

State legislature amending the Growth Management Act in 1997 to require certain counties and their 

cities and towns develop local programs aimed at improving confidence and coordination in their 

capacity analyses.  Pierce County was one of the counties required to develop such a program. 

Since 1997, Pierce County and its 23 cities and towns have worked collaboratively in a program to collect 

annual development permitting data, inventory developable land, and enhance information relating to 

wetlands and steep slopes.  Commonly referred to as the Buildable Lands Program, this collaborative 

program is aimed at satisfying the 1997 amendments to GMA and improving accuracy in the information 

used to determine the capacity of the County’s UGAs.  Pierce County published its first consolidated 

residential/employment capacity analysis in August 2002, and its second in September 2007.  This 2014 

Report represents the third published documentation of Pierce County and its Cities and Town’s ability 

to accommodate future growth. 

The results of 2014 residential and employment capacity analysis concludes that there continues to be 

an abundant amount of vacant and underutilized land to accommodate the adopted urban housing and 

employment targets for the County and its cities and towns. This report details the methodology, 

assumptions, and calculations that substantiate this assertion. 
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The Report is divided into five sections:  

 

  

• General description and historical perspective of state and county 
legislation addressing development of the program. 

• Housing and employment benchmarks established for the County’s UGAs 
that are monitored by the program. 

I. Overview of the Pierce County Buildable Land Program 

• Information collected through the monitoring procedures and describes 
the inventory conducted for the capacity analyses.   

II. Data Collection 

• Methodology applied to calculate a residential and employment capacity  

• Factors/assumptions incorporated in the calculations. 

• Individual chapters for each of the 23 jurisdictions and urban 
unincorporated Pierce County participating in the program . 

• Background information about each City and Town’s Comprehensive 
Plan. 

• Annual development data. 

• Capacity calculations.  

III. Residential and Commercial Capacity Analysis 

• Summary of the results of the monitoring and capacity for growth within 
the designated urban growth areas. 

IV. Conclusions 

• Long-term capacity caparison. 

• Identifying whether or not each jurisdiction has sufficient land to 
accommodate future growth. 

V. Consistency Evaluation 
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Introduction 
Pierce County and 23 of its cities and towns began developing the Buildable Lands Program in 1997 in 

response to amendments to the Washington State Growth Management Act enacted that same year.  

The program seeks to establish a coordinated system for collecting and monitoring data regarding 

growth and development occurring in Pierce County and its cities and towns.   

The program primarily focuses on evaluating two aspects of growth management -- accommodation of 

projected population growth during the 20-year planning period and the availability of commercial and 

industrial land for employment purposes.  The program is aimed at ensuring greater consistency 

between local planning efforts under GMA and the growth and development patterns actually occurring 

in the urban areas of the County and its cities and towns. 

Why the Program Was Created 
The Washington State Legislature enacted the Growth Management Act (GMA) in 1990.  This Act 

required local governments to develop rational policies to manage growth in the state.  All urban 

counties and their cities and towns were required to plan under the Act.  This planning must address 

issues in land use, transportation, housing, capital facilities, utilities, and rural lands, and must ensure 

that the forecasted growth in population for the next 20 years can be accommodated in an efficient 

manner.  An essential component of planning under the Act is the designation of urban growth areas 

(UGAs). 

Each county required to plan under GMA must designate an urban growth area or areas within which 

urban growth shall be encouraged and outside of which urban growth shall not be allowed.  These urban 

growth areas are to be based upon the projected 20-year population growth forecast for the County and 

its cities and towns as generated by the Washington State Office of Financial Management.  In order to 

properly size these UGAs such that this population could be accommodated, each jurisdiction planning 

under the Act conducted a population capacity analysis.  These capacity analyses sought to determine 

how much population could be accommodated in a given area based upon availability of developable 

land.   

The jurisdictional variations in capacity analysis and the lack of specificity in GMA led to statewide 

debate on the subject, with much of the debate focused on determining whether or not there were 

errors in the assumptions used by local governments in sizing their UGAs.  In 1997, this debate resulted 

in GMA being amended through Senate Bill 6094, commonly referred to as the "Buildable Lands" 

amendment.  The amendment requires certain counties and their cities and towns to monitor 

development activities through five-year periods and conduct a coordinated housing unit and 

employment capacity analysis for each of the jurisdictions.  Pierce County and its cities and towns are 

required by state law to participate in this "Buildable Lands" monitoring program. 

In July of 2001, the Pierce County Regional Council responded to Senate Bill 6094 by recommending the 

adoption of proposed amendments to Pierce County’s Countywide Planning Policies that incorporate 

monitoring and evaluation policies related to “Buildable Lands.”  These policies primarily require 

jurisdictions to abide by the guidelines specified in a report entitled, "Pierce County Buildable Lands, 

Procedures for Collecting and Monitoring Data, April 1999." 
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Local and Regional Framework  
While the Growth Management Act was silent on the details of urban density, sizing and analyzing the 

sufficiency of urban growth areas, local planning policies and decisions by the Central Puget Sound 

Growth Management Hearings Board (GMHB) have established specific guidance on some of these 

issues.  Additional guidance is provided through a document entitled "Buildable Lands Program 

Guidelines," published by the Washington State Department of Community, Trade and Economic 

Development.   

Pierce County Countywide Planning Policies (CPPs) 
The Pierce County Countywide Planning Policies are written statements that establish a countywide 

framework for the development of growth management guidelines adopted by the County and its cities 

and towns.  The framework is intended to ensure consistency among all jurisdictions in addressing 

certain growth management issues.  Pierce County adopted its County-wide Planning Policies on June 

30, 1992 with additional amendments in 1996 and 2005. 

The section of the CWPPs entitled "Countywide Planning Policy on Urban Growth Areas, Promotion of 

Contiguous and Orderly Development and Provision of Urban Services to Such Development," includes 

various policies associated with the Buildable Lands program.  The related policies primarily address the 

sizing of the urban growth boundary, the allocation of the projected housing need, and appropriate 

average density within the urban growth area. 

As stipulated in policy UGA 2.1.1, "Urban growth areas must be of sufficient size to accommodate the 

urban growth projected to occur over the succeeding 20-year planning period." In determining the 

appropriate size of the urban growth area, various components must be taken into account, such as 

critical areas, open space, and a market safety factor, i.e., maintaining a supply of developable land 

sufficient to allow market forces to operate. 

Policy UGA 6 directs the County and cities and towns to plan for efficient land use patterns while 

conserving natural resources.  Policy UG 6-1 further defines efficient land use as development with at 

least an average net density of four units per acre.  Associated policies also support the need for in-fill 

and compact development in achieving an efficient land use pattern. 

Policy UGA 8 directs the County and cities and towns to adopt plans that encourage concentrated 

development within the urban growth area which will accommodate the twenty year projected 

population and employment growth. 

Pierce County Comprehensive Plan 
The Pierce County Comprehensive Plan contains various policies that address the designated urban 

growth areas.  Most noteworthy, the policies limit the safety factor (referenced as a market factor in 

policy) to no greater than 25 percent for urban Pierce County.   

Housing and Employment Targets 
Evaluating whether or not sufficient capacity exists in Pierce County's UGAs to accommodate the 20-

year population target is one of the central components of the Buildable Lands Program.  Adopted 



Pierce County                                    Buildable Lands Report  2014 

 

 
14 

housing and employment targets are used in evaluating the success of growth management efforts.  

Pierce County Council adopted the 2030 housing and employment targets through Ordinance No. 2011-

36s. For this Report, the adopted 2008 housing and employment estimates were updated with the 2010 

Census data. The total employment allocations are reduced by 12.1 percent during the 

commercial/industrial land needs analysis in order to account for mobile workers and work-at home 

employees, as directed by Ordinance No. 2011-36s. Figures 1 and 2 show the 2010 estimates and 2030 

targets. 

Figure 1: Pierce County 2030 Housing Targets 
Municipality 2010 Housing Units1 2030 Housing Target2 

Auburn 3,146 3,634 

Bonney Lake 6,394 8,498 

Buckley 1,669 2,930 

Carbonado 218 298 

DuPont 3,241 5,291 

Eatonville 1,059 1,353 

Edgewood 3,801 6,003 

Fife 3,895 4,457 

Fircrest 2,847 3,351 

Gig Harbor 3,560 5,431 

Lakewood 26,548 34,284 

Milton 2,724 2,779 

Orting 2,361 3,121 

Pacific 45 0 

Puyallup 16,171 22,611 

Roy 326 487 

Ruston 430 775 

South Prairie 174 281 

Steilacoom 2,793 3,385 

Sumner 4,279 5,743 

Tacoma 85,786 129,030 

University Place 13,573 18,698 

Wilkeson 175 238 

Unincorporated Urban Pierce County3 72,091 99,563 

Urban Total 257,306 362,241 
12010 Census. 
2Pierce County Council Resolution No. 2011-36s. 
3Does not include Joint Base Lewis McChord. 
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Figure 2: Pierce County 2030 Employment Targets 

Municipality 2010 Employment1 2030 Employment Target2 

Auburn 590 834 

Bonney Lake 4,505 5,448 

Buckley 2,089 3,033 

Carbonado 52 68 

DuPont 2,937 9,078 

Eatonville 905 2,335 

Edgewood 1,352 3,094 

Fife 12,504 19,300 

Fircrest 1,369 1,544 

Gig Harbor 9,155 9,954 

Lakewood 25,259 38,336 

Milton 1,855 2,337 

Orting 1,134 2,370 

Pacific 2,071 6,505 

Puyallup 22,208 34,267 

Roy 158 342 

Ruston 141 494 

South Prairie 66 307 

Steilacoom 659 788 

Sumner 9,825 20,135 

Tacoma 104,399 176,930 

University Place 6,074 9,593 

Wilkeson 63 153 

Unincorporated Urban Pierce County3 36,336 65,893 

Urban Total 241,376 404,958 
1PSRC Land Use Targets 2010 Estimates. 
2Pierce County Council Resolution No. 2011-36s minus 12.1% to account for mobile and work-at-home employees. 
3Does not include Joint Base Lewis McChord. 
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The development data provides information in three key areas.  First, the data reveals if the urban 

growth area has been or is beginning to be developed at urban densities.  Secondly, it assesses the 

integrity of assumptions incorporated in the past capacity analyses.  Lastly, the development data can be 

used to guide/revise build-out assumptions incorporated into 2014 capacity analyses. 

It should be noted that while in theory the use of development trend information in future capacity 

analyses is a prudent measure (required by the "Buildable Lands" legislation), there could be some 

potential problems with doing this.  Many jurisdictions have not experienced a sufficient level of 

development to establish a statistically valid trend.  Accordingly, use of such data may not truly 

represent how development will occur in future years.  In addition, a certain amount of "new" 

development being tracked in each jurisdiction is vested under pre-GMA regulations.  This vested 

development may be built to standards different than that occurring under post-GMA regulations and 

may skew the trend information.  These two potential problems should be considered in reviewing the 

development trend information.  

Annual Development Data Reporting 
Jurisdictions are required to submit the identified data sets in Figure 3. They must submit permit data 

including the parcel number, plan designation, zoning district, parcel size, and site address. For 

residential development they must include the permitted units or lots, area used to calculate permitted 

number of units, and, if applicable to density calculations, the number of acres with environmental 

constraints, roads, other land uses. For commercial development they must include the total building 

size, and building use. The data that is required for Data on 100 percent of development activity 

occurring in each jurisdiction is sought.  However, if a jurisdiction does not submit complete information 

for an individual project, that project is not incorporated in the reported information. It should be noted 

that the density information should not be compared among different jurisdictions.  Density calculations 

from the developments reflect locally adopted regulations. 

Figure 3: Data Sets 

 

  
Residential Building 

Permits 

• Calculate multi-family 
density by zoning 
district. 

• Single-family permit 
reporting is optional. 

• Limitations: none. 

Residential Platting 
Activity 

• Calculate the gross and 
net residential density by 
zoning district 

• Calculate the 
consumption of land for 
non-residential 
purposes, (critical areas, 
roads, and other uses) 

• Limitations: single parcel 
tracts accommodate 
more than one non-
residential 
facility/activity. 

Commercial Building 
Permits 

• Calculate the amount of 
land consumed by 
commercial and 
industrial activity.   

• Track the amount of non-
residential uses 
permitted in residential 
zoning districts. 

• Limitations: disconnect 
between commercial 
permits and available 
employment statistics. 
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Buildable Lands Inventory 
Conducting an inventory of buildable lands is an integral component of the housing and employment 

capacity analyses.  Accordingly, the Buildable Lands Program establishes a standard methodology to be 

used by all jurisdictions.  Jurisdictions abided by standard definitions and procedures to ensure 

reasonable accuracy and consistency.  The inventory represents the status of property as of, November 

30, 2010. 

Vacant and underutilized lands are identified by the inventory and reviewed by the local jurisdictions.  

This review was used to further improve the accuracy of the inventory by taking advantage of local 

knowledge, field visits, and the review of digital orthographic photography. 

Vacant and Underutilized Land 
The inventory of vacant and underutilized lands provides the underlying basis for the housing and 

employment capacity analyses.  Queries of the Pierce County Assessor-Treasurer (ATR) parcel database 

generate a preliminary inventory. 

The inventory identifies three categories of land as having additional employment or housing capacity, 

“Vacant”, “Vacant (single-unit)”, and “Underutilized.” 

All Included Parcels Must:  

 Meet the minimum parcel size (3,000 SF) 

 Not be adjacent to marine shorelines  

Vacant 

Vacant lands include parcels without an 

established structure or land use activity, 

including agricultural and resource lands, but 

excluding those enrolled in a current use tax 

program. Properties that are identified as 

being enrolled in a current use tax program 

are included in the underutilized inventory 

because of the extra difficulties that are 

associated with developing those lands. 

 Vacant parcels are categorized as either “Vacant” or “Vacant (single-unit).”  Vacant parcels owned by a 

government entity are flagged for local review. Figure 32 in Appendix F shows the ATR land use 

descriptions that are considered as potentially vacant. 

 “Vacant” represents those parcels that are assumed to be further subdivided and accommodate 
more than one housing unit. These parcels are included in the full capacity calculations 

 “Vacant (single-unit)” represents an individual building lot that is assumed to accommodate only 
one housing unit. These parcels are separated from the “acreage” capacity calculations and 
added in as one unit per parcel to the final “acreage” capacity. 
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Underutilized 

Underutilized lands include parcels that have an existing structure(s) or land use activity and have the 
ability to accommodate additional employment (jobs) or housing units.  These lands include parcels in 
which excess space is available to build a new structure(s), or it is assumed that an existing structure(s) 
will be demolished and replaced with a larger structure or more structures.  Not all parcels that can 
theoretically accommodate additional growth are categorized as “Underutilized.”   A specific ratio 
between the existing jobs or housing to the calculated assumed future build-out must be met.  The ratio 
is different between housing units and jobs.  Figure 33 in Appendix F shows the ATR land use 
descriptions that are considered as potentially underutilized. 

Underutilized Existing Residential Use 

Parcels with an existing residential use may be categorized as “underutilized” if it meets one of the 
following: 
1) Residential or Mixed Use zoning classification: 

 The ATR use code is single family/mobile home, multi-family, or mobile home park. 
o For existing single-family housing units, the improvement value is less than $500,000. 
o For multi-family and mobile home parks, the improvement value is less than $1,000,000. 

 The ratio of assumed housing build-out to existing housing units is greater than or equal to 2.5. 
2) Commercial/industrial 

zoning classifications that 
prohibits residential units: 

 An existing single family 
housing unit, excluding 
parcels that are within 
platted subdivisions. 

3) Commercial or mixed use 
zoning classification: 

 An existing single family 
housing unit which has 
an ATR land value 
greater than its 
improvement value. 

Calculation of Existing-to-Build-Out Housing Density Ratio 

1. Determine the existing net housing units per acre for each parcel using ATR data for existing 
buildings/units. 

2. Calculate the assumed housing units per acre using the established density assumptions (listed in 
Table 4 for each jurisdiction). 

3. Divide the assumed build-out density by the existing density (this is the existing density to build-out 
ratio). 

4. If the existing housing unit to build-out ratio is 2.5 or greater, the property is categorized as 
“underutilized.” If the build-out ratio is less than 2.5, the property is assumed not to have additional 
housing capacity and is identified as “built out.” 
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Underutilized Existing Commercial/Industrial Use 

Parcels with an existing commercial or industrial use may be categorized as “Underutilized” if it meets 
the following: 
1) Parcels within commercial, 

industrial, or mixed use zoning 
classifications: 

 The ATR use code is non-
residential. 

 The parcel has an 
improvement value less 
than $1,000,000. 

 The ratio of assumed 
future job build-out to 
estimated existing jobs is 
greater than or equal to 5. 

Calculation of Existing-to-Build-Out Employment Density Ratio 

In order to determine underutilized commercial and industrial uses, the employment capacity of the 

parcel is compared to the employment capacity of the buildings on the parcel.  

Calculation of assumed future job build-out and 
application of ratio:   
1. Determine the existing employment density for each 

parcel by dividing the square footage of the existing 
building(s) by the industry standard square footage 
assumption to estimate the existing number of 
employees using ATR data for existing building square 
footage. 

2. Calculate the assumed future employment build-out 
for the parcel by multiplying the gross acreage of the 
parcel by the assumed employment density.   

3. The assumed future employment build-out figure is 
divided by the estimated existing number of jobs (this 
is the existing employment to build-out ratio). 

4. If the existing employment to assumed build-out ratio 
is 5 or greater, the property is categorized as 
“underutilized.” If the build-out ratio is less than 5, the 
property is assumed not to have additional 
employment capacity and is counted as “built out” in 
the inventory. 

  

The employment estimate for existing 
commercial/industrial buildings is 
derived from industry standard: 

 500 ft2 per employee within a 
commercial retail/service 
building(s).  

 900 ft2 per employee within a 
warehouse/industrial building(s). 

 
The employment capacity of a parcel is 
derived from previous surveys: 

 19.37 employees per gross acre 
for commercial and service zoned 
parcels 

 8.25 employees per gross acre for 
warehousing and industrial zoned 
parcels 
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Undevelopable/Built Out 

Parcels with existing uses that are categorized 

as “undevelopable” or “built out” are removed 

from the inventory outright. It is assumed that 

certain uses, such as utilities, cemeteries, drain 

fields, religious services, and other protected 

uses will not develop further or contribute to 

housing or employment capacity. Figure 34 in 

Appendix F shows the ATR land use 

descriptions that are considered as 

“undevelopable” or “built out.” 

 

Pipeline Projects and Known Development  

Pipeline and Major Projects 
Projects that are currently in the “pipeline” 

may be counted separately from the vacant 

and underutilized land. Pipeline projects 

include those projects that have an active 

development application. For parcels that have 

pipeline projects, the number of units applied 

for are counted toward the capacity.  “Major 

Projects” are large scale planned development 

projects. The project acreages and number of 

units are listed separately in Tables 6 and 9 and 

the full project information is listed in 

Appendix C. 

Known Development 

The capacity targets for the analysis take into account the 20 year period of 2010 to 2030.  Recognizing 

that parcels were developed between 2010 and 2014, the analysis categorizes the parcels associated 

with these projects as “pipeline.” 
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Section III: 
Residential and 

Commercial 
Capacity Analysis 
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Methodology 
The methodology used to calculate the residential and commercial/industrial capacity in this Report is 

similar to the methodology that was utilized in the 2002 and 2007 analysis.  The exception is the 

consolidation of “underdeveloped” and “redevelopable” categories into one “underutilized” category 

and the criteria utilized to identify parcels within this category. The modification is an effort to achieve 

inter-departmental consistency between the County’s land use and transportation models.  

The methodology employed for the analysis includes various factors and assumptions.  Each component 

directly influences the estimated capacity and needs' statistics.  The assumptions reflect a conservative 

approach; therefore the reported estimates are not maximum capacity or full build-out estimates. The 

analysis is based on the total gross acreage associated with each of the buildable land categories (vacant 

and underutilized) by zoning district.  The estimated residential capacity is generated through acreage 

deductions to account for factors identified below and the application of an average residential density.   

If a parcel is categorized vacant (single unit), the parcel acreage is deducted from the gross acreage and 

incorporated in the analysis as one dwelling unit. In addition, parcels within master planned 

communities, pipeline projects, or known development (referred to as pipeline projects in the 

inventory) are deducted from the buildable lands inventory and replaced in the analyses with the 

remaining housing unit or employment build-out number as documented in an approved developer 

agreement or other such approval. The number of units associated with “vacant (single unit)” parcels 

and “pipeline” projects are added in at the end of the analysis to the assumed capacity in Table 8 in 

order to determine the total capacity. 

General Factors/Assumptions 

Mixed Use Zoning 
Mixed use zoning allows residential and commercial activity on the same parcel or on separate parcels 

within the same zoning classification.  To account for this mixture of activity in both the residential and 

commercial/industrial capacity analyses, a percentage of zoning classification’s acreage is split between 

the housing and employment capacity calculations. This assumption is referred to as the “residential 

split” in Table 6 and the “commercial split” in Table 9. 

 In some instances where a vertical mixed use is anticipated, 100 percent of the land area is assumed as 

both residential and commercial.  This recognizes buildings where the first floor is commercial and the 

additional stories are residential. In other cases, it is assumed that a specific mixed use zone will 

produce 100 percent commercial on the first floor, but a only a percentage of the land in that zone will 

produce residential on the second and above floors. A 100 percent commercial and smaller percent 

residential assumption, depending on the jurisdiction and zone, is applied to accommodate this trend. If 

a jurisdiction uses this type of assumption it will be referenced in Table 4. 

Land Unavailable for Development 
Although individual properties met the criteria for vacant and underutilized lands, not all properties are 

assumed available for development during the 20 year planning period.  Property owners may not 
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pursue development due to personal use, economic/investment, constraints associated with properties 

on private roads, or sentimental relationship with their surrounding environment.  To account for the 

market availability and other factors, a specific percent of the net acreage is deducted from the 

inventory on Tables 6 and 9.  A higher percentage is deducted for properties categorized as 

underutilized.  This correlates with a higher uncertainty for the redevelopment of properties with 

existing improvements. 

Future Capital Facilities  
The acreage associated with anticipated/planned public capital facilities is deducted from the total gross 

residential and commercial/industrial acreage.   If the documented needs specify a parcel(s), all 

identified parcels are considered “undevelopable” or “built out” in the inventory and are subsequently 

excluded from the capacity calculations.  In some instances, local jurisdictions choose to incorporate a 

specific percentage of future land to deduct from the gross acreage in each zone or specific zones for 

future public capital facilities. 

Residential Factors/Assumptions 

Residential Density 
The net buildable acreage calculated in Table 6 is converted to housing unit capacity in Table 8 through 

the application of assumed density.  Table 8 identifies the density applied to each zoning district.  

Individual jurisdictions established the density assumptions with recognition of past trends and recent 

regulatory modifications. 

Plat Deductions 
Individual jurisdictions apply different methods to 

calculate the maximum number of housing units 

permitted within a project.  While some calculate 

units with a project's gross acreage, others employ a 

net acreage.  The plat deductions incorporated in 

Table 6 reflect the type of approach the respective 

jurisdiction implements. These deductions may 

include land reserved for roads, critical areas, parks 

and recreation, or storm water facilities.  

Non-Residential Uses 
Zoning codes permit various types of non-residential development within residential districts, such as 

churches and day-care centers.  To account for future non-residential development a percentage of the 

net residential acreage is deducted from the available buildable lands.  The specific percentage differs 

between each jurisdiction. 

Critical Areas:  

 Percent deduction based on observed 
trends; or an 

 Acreage deduction based on GIS layers 
of critical areas (only if used to calculate 
allowed density; varies by jurisdiction). 
o The mixed use assumption is also 

applied to the critical area acreages 
derived from GIS layers, when 
applicable, in order to prevent from 
over-deducting. 
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Displaced Units 
In the analysis, existing housing units located on underutilized parcels are categorized as displaced units. 

The existing number of units is derived from ATR data.   For residential units on a property that is only 

considered in the commercial capacity calculations, the displaced unit calculation is performed at the 

bottom of both Tables 6 and 9. Not all of the gross acreage is considered to be developable; accordingly, 

the total number of displaced units per zone is adjusted down to reflect the same percent of deductions 

that was applied to the gross acreage.   As a consequence, the existing units assumed to be displaced are 

accounted for by adding them to the total need in Table 7. 

Commercial Factors/Assumptions 

Commercial/Industrial Intensity and Planned Employment Densities 
The buildable acreage calculated in Table 9 is converted to employee capacity in Table 11 through the 

application of assumed gross employees per acre. An assumption for employment density (employees 

per acre) is necessary to calculate the capacity of the commercial and industrial lands.  Although the 

Buildable Lands legislation directs the County to utilize the average employment densities generated 

through the trending period, this approach is problematic because employment statistics are not readily 

available and many commercial/industrial buildings/complexes may not be 100 percent occupied within 

the first year of completion.  

For the 2014 Report, partners in the Traffic Division of Pierce County Public Works and Utilities 

Department provided a survey review of employment trends for the entire County. It was determined 

that the previous assumption of 19.37 employees per acre for commercial and services was consistent 

with their findings, however the 11.15 employees per acre for industrial warehousing and 

manufacturing was closer to 8.25 employees per acre. This revised assumption is incorporated in the 

2014 analysis to reflect best available information. 

Displaced Employees 
The underutilized land category may include existing businesses and employees that if redeveloped as 

another business is assumed to be displaced.  Accordingly, the employment growth figure is increased to 

account for the assumed displaced employees.  To calculate the displaced employees, the locally 

observed density of 500 ft2 per employee for commercial and 900 ft2 per employee for 

industrial/warehousing is applied to the existing building square footage. Since not all of the gross 

acreage is considered to be developable, the total number of displaced employees per zone is adjusted 

down to reflect the same percent of deductions that was applied to the gross acreage to derive the net 

developable acreage. For commercial or industrial buildings on a property that is considered only 

redevelopable as a residential use, the calculation is done in both the residential and 

commercial/industrial capacity tables. As a consequence, the existing employees assumed to be 

displaced are accounted for by adding them to the total need in Table 10. 
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City of Gig Harbor 

The City’s GMA Comprehensive Plan was adopted on November 28, 1994 and implementing regulations 

were adopted on January 22, 1996.  The City of Gig Harbor’s Comprehensive Plan contains eight land use 

designations and the regulations create 20 implementing zones. The City of Gig Harbor implements 

densities using net calculations, subtracting out streets, roads, access easements, wetlands, ravine 

sidewalls, bluffs and tideland except for the RLD zone which is calculated using gross acreage. 

Table 1 - City of Gig Harbor: Summary of Building Permits for Multi-Family Development 

Land Use 
Designation 

Zoning 
District 

Density1/ 
Units 

2006 2007 2008 2009 2010 2011 2012 

C/B 

B-2 

Gross N/A N/A 12.35 N/A N/A N/A N/A 

Net 
  

12.35 
    

Units 
  

60 
    

RB-2 

Gross N/A N/A 22.12 N/A 13.16 N/A N/A 

Net 
  

22.12 
 

18.56 
  

Units 
  

115 
 

124 
  

RM 

RB-2 

Gross N/A N/A N/A N/A N/A 7.62 N/A 

Net 
     

7.62 
 

Units 
     

8 
 

R-2 

Gross N/A N/A N/A N/A N/A N/A 11.21 

Net 
      

11.99 

Units 
      

204 
1Dwelling units per acre. 
 

Table 2 - City of Gig Harbor: Summary of Parcel-Specific Residential Platting Activity 

Land Use 
Designation 

Zoning 
District 

Density1/ 
Lots 

2006 2007 2008 2009 2010 2011 2012 

RL R-1 

Gross 2.05 N/A N/A 3.65 3.17 3.72 N/A 

Net 3.66 
  

3.94 4.06 3.97 
 

Lots 12 
  

5 23 14 
 

RMD RMD 

Gross N/A 6.21 6.21 N/A N/A N/A N/A 

Net 
 

8.25 7.56 
    

Lots 
 

182 120 
    

WF WR 

Gross N/A 2.50 N/A N/A N/A N/A N/A 

Net 
 

4.17 
     

Lots 
 

2 
     

RM R-2 

Gross N/A N/A N/A 1.70 N/A N/A N/A 

Net 
   

1.70 
   

Lots 
   

3 
   1Dwelling units per acre. 
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Table 3 - City of Gig Harbor:  
Summary of Parcel-Specific Commercial and Industrial Development Activity 

Land Use 
Designation 

Zoning 
District  

2006 2007 2008 2009 2010 2011 2012 

C/B 

B-2 

Gross Acres 0.43 5.08 18.82 N/A N/A N/A 12.83 

Bldg. SF 6,599 97,654 142,652 
   

140,048 

FAR1 0.35 0.44 0.17 
   

0.25 

C-1 

Gross Acres N/A N/A N/A N/A 1.65 N/A 4.08 

Bldg. SF 
    

17,360 
 

34,050 

FAR1 
    

0.24 
 

0.19 

RB-1 

Gross Acres N/A 0.31 N/A N/A N/A N/A N/A 

Bldg. SF 
 

3,346 
     

FAR1 
 

0.24 
     

RB-2 

Gross Acres N/A N/A 0.29 1.49 N/A 7.83 N/A 

Bldg. SF 
  

8,154 22,743 
 

27,083 
 

FAR1 
  

0.65 0.35 
 

0.08 
 

EC ED 

Gross Acres 0.52 N/A N/A N/A N/A 1.94 N/A 

Bldg. SF 4,358 
    

24,940 
 

FAR1 0.19 
    

0.30 
 

PCD-BP 
PCD-
BP 

Gross Acres N/A 11.17 N/A 40.72 N/A N/A N/A 

Bldg. SF 
 

74,036 
 

333,637 
   

FAR1 
 

0.15 
 

0.19 
   

PCD-C PCD-C 

Gross Acres N/A 17.22 N/A 5.95 3.46 N/A N/A 

Bldg. SF 
 

151,376 
 

93,549 13,354 
  

FAR1 
 

0.20 
 

0.36 0.09 
  

PI PI 

Gross Acres N/A N/A N/A 15.56 N/A 5.68 N/A 

Bldg. SF 
   

34,062 
 

2,241 
 

FAR1 
   

0.05 
 

0.01 
 

RL RB-1 

Gross Acres N/A N/A N/A N/A N/A 1.29 N/A 

Bldg. SF 
     

14,902 
 

FAR1 
     

0.27 
 

RM RB-1 

Gross Acres N/A N/A 0.62 N/A N/A N/A N/A 

Bldg. SF 
  

7,200 
    

FAR1 
  

0.27 
    

WF WM 

Gross Acres N/A N/A N/A N/A N/A N/A 0.80 

Bldg. SF 
      

7,371 

FAR1 
      

0.21 
1Floor area ratio. 
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Table 4 - City of Gig Harbor: Development Assumptions and Trends 

 
2006-2012 Average 2030 Assumptions 

Residential Density Refer to Tables 1 and 2. 

R-1, RB-1, WR, WM, WC, MUD, PCD-RLD2: 
4 du/na 

R-2: 6 du/na 
R-3, RB-2, PCD-RMD2: 8 du/na 

Residential/Commercial Split 

B-2: 12%/88% 
RB-1: 89%/11% 
RB-2: 39%/61% 
RMD: 100%/0% 
WM: 0%/100% 

RB-1, RB-2: 30/70% 
MUD: 50/50% 

WM,WC: vacant 100% residential,  
not vacant 100% commercial 

DB, B-2, PCD-C: 0/100% 

P
la

t 
D

e
d

u
ct

io
n

s Roads 21.6% 15% 

Critical Areas  0.5% 
GIS data: Wetlands, ravine 

sidewalls/bluffs and Tidelands 

Recreation/Park 0.2% N/A 

Public Facilities/Institutions 7.5% Parcel Specific 

Land in Residentially Zoned 
Districts for Non-Residential 
Uses 

N/A 

R-1: 2.5% 
R-2: 3.5% 
R-3: 16% 

RLD, RMD2: 0% 

Land Unavailable for 
Development 

N/A 
Vacant 10%, Underutilized 50% 

RLD, RMD2: 0% 

Employees per Gross Acre1 N/A 
Manufacturing/Warehousing: 8.25 

Commercial/Services: 19.37 
1Pierce County Employment Survey. See Appendix E. 
2PCD-RLD and PCD-RMD are under developer agreements that have specific acreages and number of units attributed to them. These numbers 
are reflected in Table 6. 
 

Table 5 - City of Gig Harbor: 
Assumptions for Vacant, Vacant Single Unit Lots, and Underutilized Parcels 

Zoning District Vacant Vacant (Single Unit) Underutilized 

R1 >= .625 acres < .625 acres >= .625 acres 

R2 >= .42 acres < .42 acres >= .42 acres 

R3 - - >= .32 acres 

RB1 - - >= .625 acres 

RB2 - - >= .32 acres 

WR >= .625 acres < .625 acres >= .625 acres 

WM - - >= .625 acres 

WC - - >= .625 acres 

RLD >= .625 acres < .625 acres >= .625 acres 

RMD - - >= .32 acres 
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Table 7 - City of Gig Harbor: Housing Unit Needs 

2010 Total 
Housing Units1 

2030 Total Housing 
Units Needed2 

Additional Housing 
Needed (2010-2030) 

Displaced 
Units 

Total Housing 
Units Needed 

3,560 5,431 1,871 89 1,960 
12010 Census. 
2Adopted by Pierce County Ordinance No. 2011-36s. 

 

Table 8 - City of Gig Harbor: Housing Unit Capacity 

Zoning 
District 

Adjusted 
Net Acres 

Assumed 
Density 

Unit 
Capacity 

One Dwelling Unit per 
Vacant (Single Unit) Lot 

Pipeline1 
Housing 
Capacity 

R-1 193.20 4 773 2 213 988 

R-2 116.07 6 696 9 100 805 

R-3 0.28 8 2 0 11 13 

RB-1 2.73 4 11 0 12 23 

RB-2 9.89 8 79 0 212 291 

MUD 22.31 4 89 0 182 271 

PCD-RLD 0.00 4 0 0 644 644 

PCD-RMD 0.00 8 0 238 466 704 

WR 0.00 4 0 1 0 1 

Total Housing Capacity 3,741 
1See Appendix C for list of pipeline projects. 
*Numbers are rounded and may not calculate correctly as shown. 
 

Table 9 - City of Gig Harbor: Supply of Land for Commercial/Industrial Employment 

Zoning District RB-1 RB-2 

Land Type Vacant Underutilized Pipeline3 Vacant Underutilized 

Gross Acres 8.25 6.57 1.30 33.35 20.99 

Commercial Split1 5.77 4.60 
 

23.34 14.69 

Land Unavailable for Development 0.58 2.30 
 

2.33 7.35 

Adjusted Gross Acres 5.20 2.30 
 

21.01 7.35 

Total Adjusted Gross Acres 7.49 N/A 28.35 

Displaced Jobs2 
 

10 
  

18 

Displaced Units2 
 

1 
  

3 
1Acreage represents the percentage of land assumed for commercial uses in zones that allow for both residential and commercial. See Table 4. 
2Existing housing units and employees associated with underutilized parcels are adjusted to reflect the percent of net acres compared to gross. 
3See Appendix C for list of pipeline projects.  

*Numbers are rounded and may not calculate correctly as shown. 
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Table 9 - City of Gig Harbor: Supply of Land for Commercial/Industrial Employment 

Zoning District B-1 B-2 

Land Type Vacant Underutilized Vacant Underutilized Pipeline3 

Gross Acres 0.64 0.00 23.32 39.52 19.50 

Commercial Split1 0.64 0.00 23.32 39.52 
 Land Unavailable for Development 0.06 0.00 2.33 19.76 
 Adjusted Gross Acres 0.58 0.00 20.99 19.76 
 Total Adjusted Gross Acres 0.58 40.75 N/A 

Displaced Jobs2 
 

0 
 

120 
 

Displaced Units2 
 

0 
 

1 
 1Acreage represents the percentage of land assumed for commercial uses in zones that allow for both residential and commercial. See Table 4. 

2Existing housing units and employees associated with underutilized parcels are adjusted to reflect the percent of net acres compared to gross. 
3See Appendix C for list of pipeline projects.  
*Numbers are rounded and may not calculate correctly as shown. 
 

Table 9 - City of Gig Harbor: Supply of Land for Commercial/Industrial Employment 

Zoning District C-1 DB 

Land Type Vacant Underutilized Vacant Underutilized 

Gross Acres 12.66 16.68 2.99 10.49 

Commercial Split1 12.66 16.68 2.99 10.49 

Land Unavailable for Development 1.27 8.34 0.30 5.24 

Adjusted Gross Acres 11.39 8.34 2.69 5.24 

Total Adjusted Gross Acres 19.73 7.94 

Displaced Jobs2 
 

12 
 

18 

Displaced Units2 
 

5 
 

14 
1Acreage represents the percentage of land assumed for commercial uses in zones that allow for both residential and commercial. See Table 4. 
2Existing housing units and employees associated with underutilized parcels are adjusted to reflect the percent of net acres compared to gross. 
*Numbers are rounded and may not calculate correctly as shown. 
 

1Acreage represents the percentage of land assumed for commercial uses in zones that allow for both residential and commercial. See Table 4. 
2Existing housing units and employees associated with underutilized parcels are adjusted to reflect the percent of net acres compared to gross. 
*Numbers are rounded and may not calculate correctly as shown. 
  

Table 9 - City of Gig Harbor: Supply of Land for Commercial/Industrial Employment 

Zoning District ED PCD-C 

Land Type Vacant Underutilized Vacant Underutilized 

Gross Acres 142.9 45.20 0.00 4.31 

Commercial Split1 142.9 45.20 0.00 4.31 

Land Unavailable for Development 14.3 22.60 0.00 2.15 

Adjusted Gross Acres 128.6 22.60 0.00 2.15 

Total Adjusted Gross Acres 151.19 2.15 

Displaced Jobs2 
 

45 
 

15 

Displaced Units2 
 

4 
 

0 
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Table 9 - City of Gig Harbor: Supply of Land for Commercial/Industrial Employment 

Zoning District PCD-BP MUD 

Land Type Vacant Underutilized Pipeline3 Vacant Underutilized 

Gross Acres 63.52 1.21 11.50 46.14 31.89 

Commercial Split1 63.52 1.21 
 

23.07 15.94 

Land Unavailable for Development 6.35 0.60 
 

2.31 7.97 

Adjusted Gross Acres 57.17 0.60 
 

20.76 7.97 

Total Adjusted Gross Acres 57.77 N/A 28.74 

Displaced Jobs2 
 

2 
  

0 

Displaced Units2 
 

0 
  

0 
1Acreage represents the percentage of land assumed for commercial uses in zones that allow for both residential and commercial. See Table 4. 
2Existing housing units and employees associated with underutilized parcels are adjusted to reflect the percent of net acres compared to gross. 
3See Appendix C for list of pipeline projects.  

*Numbers are rounded and may not calculate correctly as shown. 
 

Table 10 - City of Gig Harbor: Employment Needs 

2010 Total 
Employment 

Estimate1 

Adopted 2030 
Total 

Employment 
Target2 

Total 
Employment 

Growth  
(2010-2030) 

Adjusted 
Employment 

Growth3 

Displaced 
Employees 

Additional 
Employment 

Needs 

9,155 9,954 799 702 249 952 
1PSRC Land Use Targets 2010 Employment Estimate. 
2Adopted by Ordinance No. 2011-36s. 
3The total employment allocations are reduced by 12.1% to account for mobile workers and work-at-home employees for the 
commercial/industrial land needs analysis. 

 

Table 11 - City of Gig Harbor: Employment Capacity 

Type 
Zoning 
District 

Net Acres 
Employees per 

Acre 
Pipeline1 

Employment 
Capacity 

Commercial 

RB-1 7.49 19.37 30 175 

RB-2 28.35 19.37 0 549 

B-1 0.58 19.37 0 11 

B-2 40.75 19.37 376 1,165 

C-1 19.73 19.37 382 0 

DB 7.94 19.37 0 154 

PCD-C 2.15 19.37 0 42 

PCD-BP 57.77 19.37 209 1,328 

MUD 28.74 19.37 0 557 

Industrial ED 151.19 8.25 0 1,247 

Total Employment Capacity 5,611 
1See Appendix C for list of pipeline projects. 
*Numbers are rounded and may not calculate correctly as shown. 
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General Overview 
The 2014 Pierce County Buildable Lands Report is a milestone project in an on-going monitoring and 

evaluation program.  The development data collected and reviewed in this Report represents a changing 

urban environment in Pierce County and its cities and towns since the adoption of GMA comprehensive 

plans.  The adopted 2030 housing and employment targets and assumptions applied in the housing and 

employment capacity analyses reflect a redirection of growth through redevelopment and achieving 

higher density residential projects in cities and towns.  While some may be skeptical of the assumptions 

and the ability for local jurisdictions to meet their future population targets, it must be understood that 

the urban growth area(s) is sized for a 20-year planning horizon.  This timeframe provides local 

jurisdictions the opportunity to influence a change in historical development patterns and 

characteristics through adopting “reasonable measures.” The on-going monitoring program will reveal if 

these types of efforts are successful.  If not, modification of assumptions will be warranted in future 

reports. 

Countywide Capacity Results 

Development Activity 
The development activity generally indicates that urban density housing is being constructed within the 

urban growth area.  For various zoning districts with the County and cities and towns, it is impossible to 

conclude whether or not there is a trend that indicates an increase or decrease in density due to a low 

number of projects in certain zones permitted since 2006. 

As indicated in Figure 4, an average of 75 percent of the residential housing permits was issued in the 

urban area.  The lots associated with formal plats and short plats recorded between 2006 and 2012 also 

indicate a decrease in housing activity in the designated rural and resource lands.  The average split of 

recorded lots in the urban and rural areas is 91 percent and 9 percent, respectively.  It should be noted 

that an unknown component of this data is the percentage of units and lots in the rural area that are 

intended for seasonal/vacation homes, as opposed to permanent year-round residence.   
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Figure 4: Countywide Rural/Urban Development Split 

Net Housing Units (Permits)1 

 Average 2006 2007 2008 2009 2010 2011 2012 Total 

Urban 2,186 3,457 2,750 2,003 1,364 1,409 1,674 2,645 15,302 

Rural 711 1,461 1,144 839 578 319 297 340 4,978 

Total 2,897 4,918 3,894 2,842 1,942 1,728 1,971 2,985 20,280 

% Urban 75% 70% 71% 70% 70% 82% 85% 89% 75% 

% Rural 25% 30% 29% 30% 30% 18% 15% 11% 25% 

 

Recorded Lots2 

 Average 2006 2007 2008 2009 2010 2011 2012 Total 

Urban 1,991 4,478 3,647 2,890 1,319 613 600 392 13,939 

Rural 205 494 339 376 108 30 31 57 1,435 

Total 2,196 4,972 3,986 3,266 1,427 643 631 449 15,374 

% Urban 91% 90% 91% 88% 92% 95% 95% 87% 91% 

% Rural 9% 10% 9% 12% 8% 5% 5% 13% 9% 
1 Puget Sound Regional Council Annual Housing Building Permit Data. 
2 Recorded lots associated with short plats and formal plats.  The total number of lots may not equal the total lots in Table 2 associated with 
each jurisdiction.  Plats were excluded from Table 2 if not all necessary data was obtained associated with the development. Plats were 
identified via Pierce County Auditor files. 

Housing Production 
This report focuses on local jurisdictions’ ability to accommodate adopted housing and employment 

targets.  Various assumptions are made regarding densities, critical areas, and other characteristics of 

development.  These types of assumptions can be more directly influenced through development 

regulations adopted by local jurisdictions.  However, it should be recognized that despite a theoretical 

ability to accommodate the growth, housing construction may not be on pace to meet the future 

housing needs.  

Figure 5 illustrates the housing production for the years 2000 and 2010 and the housing production 

necessary to accommodate the 2030 allocated population.  Collectively, there has not been adequate 

housing built on an annual basis to indicate that the combined housing needs to accommodate the 2030 

housing target can be met.  Individually, the trend implies that 10 jurisdictions must experience a 

significant increase in annual housing production to have sufficient housing units to accommodate their 

individual allocations. 
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Figure 5: Annual Housing Production 

Jurisdiction 20001 20102 

Average 
Annual Urban 

Housing 
Production 

(2000-2010)3 

Total Urban 
Housing Units 

Needed4 

Average Annual Urban 
Housing Production 

Needed to 
Accommodate 2010-

2030 Housing Targets5 

Auburn 70 3,146 308 493 25 

Bonney Lake 3,404 6,394 299 2,275 114 

Buckley 1,472 1,669 20 1,321 66 

Carbonado 210 218 1 99 5 

DuPont 977 3,241 226 2,097 105 

Eatonville 805 1,059 25 424 21 

Edgewood 3,562 3,801 24 2,609 130 

Fife 2,232 3,895 166 640 32 

Fircrest 2,573 2,847 27 544 27 

Gig Harbor 3,085 3,560 48 1,960 98 

Lakewood 25,449 26,548 110 9,565 478 

Milton 2,173 2,724 55 181 9 

Orting 1,382 2,361 98 792 40 

Pacific 65 45 0 0 0 

Puyallup 13,468 16,171 270 6,885 344 

Roy 114 326 21 169 8 

Ruston 355 430 8 346 17 

South Prairie 138 174 4 109 5 

Steilacoom 2,674 2,793 12 655 33 

Sumner 3,689 4,279 59 1,591 80 

Tacoma 81,102 85,786 468 47,240 2,362 

University 
Place 

12,684 13,573 89 5,709 285 

Wilkeson 150 175 3 65 3 

Unincorporated 
Urban Pierce 
County 

115,227 140,160 2,493 29,714 1,486 

Urban Total 277,060 325,375 4,832 115,483 5,774 
12000 Census Housing Data. 
22010 Census Housing Data. 
32000 Census Housing Data subtracted from 2010 Census Housing Data and divided by 10 (years).  

42030 Housing need in the Buildable Lands capacity analysis. 
52030 housing need divided by 20 (years). 

Population Increase 
In reading this report there may be a natural tendency to correlate population growth with housing unit 

growth.  This correlation would lead one to believe that if a jurisdiction is meeting its adopted 

population targets it is also meeting its adopted housing unit targets.  Assuming this direct correlation is 

not correct; a jurisdiction may obtain its population target while failing to meet its housing target.  This 

situation may be attributed to various assumptions associated with the setting of the housing targets.  
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These assumptions include the person per household (pphh), home vacancy rates (at the base year and 

planning year), and growth in non-household populations. Figure 6 shows the observed average annual 

population growth from 2000-2010, the urban population growth targets, and the expected average 

annual population increase. 

Figure 6: Annual Population Increase 

Jurisdiction 20001 20102 

Average Annual 
Population 

Change 
(2000-2010)3 

Total 2030 Urban 
Population 

Growth Target4 

Expected Average 
Annual Urban 

Population Change  
2010-2030)5 

Auburn 146 7,419 727 7,950 27 

Bonney Lake 9,687 17,374 769 21,640 213 

Buckley 4,145 4,354 21 7,500 157 

Carbonado 621 610 -1 800 10 

DuPont 2,452 8,199 575 11,900 185 

Eatonville 2,012 2,758 75 3,120 18 

Edgewood 9,089 9,387 30 13,700 216 

Fife 4,784 9,173 439 9,425 13 

Fircrest 5,868 6,497 63 6,950 23 

Gig Harbor 6,465 7,126 66 10,500 169 

Lakewood 58,293 58,163 -13 72,000 692 

Milton 4,981 6,137 116 5,750 -19 

Orting 3,931 6,746 282 8,000 63 

Pacific 154 92 -6 0 -5 

Puyallup 33,014 37,022 401 50,000 649 

Roy 260 793 53 1,070 14 

Ruston 738 749 1 1,450 35 

South Prairie 382 434 5 750 16 

Steilacoom 6,049 5,985 -6 6,830 42 

Sumner 8,504 9,451 95 11,970 126 

Tacoma 193,556 198,397 484 281,300 4,145 

University Place 29,933 31,144 121 39,540 420 

Wilkeson 395 477 8 570 5 

Unincorporated 
Urban Pierce 
County 

169,864 207,839 3,798 265,265 2,871 

Urban Total 555,323 636,326 8,100 837,980 10,083 
12000 Census Population Data. 
22010 Census Population Data. 
32000 Census Housing Data subtracted from 2010 Census Housing Data and divided by 10 (years).  

42030 population target from Ord. No. 2011-36s. 
52010 population subtracted from the 2030 population target and divided by 20 (years). 
 6Includes Joint Base Lewis McChord. 
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Residential and Employment Capacity Analysis 
The collective results of the analyses demonstrate that the adopted urban growth area encompasses 

more area than necessary to accommodate the 2030 urban housing and employment targets for the 

County and its cities and towns.  While the individual residential analyses indicated a few jurisdictions 

fall short of accommodating their targeted growth, the excess capacity in many other jurisdictions more 

than compensate for the individual deficits.  As illustrated in Figure 7, a countywide total of 115,483 

additional housing units are needed to accommodate the 2030 urban housing target.  The estimated 

housing capacity equals 184,962.  This difference accounts for an excess of 69,479 dwelling units, or 60 

percent more housing capacity than needed.     

Figure 7: Summary of 2030 Housing Need Vs. Capacity 

Municipality 
2030 Total 

Housing Target1 

2010-2030 
Additional 

Housing Need2 

2030 
Estimated Housing 

Capacity 
Difference 

Auburn 3,634 493 922 429 

Bonney Lake 8,498 2,275 4,195 1,920 

Buckley 2,930 1,321 1,354 33 

Carbonado 298 99 257 158 

DuPont 5,291 2,097 1,286 -811 

Eatonville 1,353 424 1,443 1,019 

Edgewood 6,003 2,609 5,130 2,521 

Fife 4,457 640 1,181 541 

Fircrest 3,351 544 254 -290 

Gig Harbor 5,431 1,960 3,741 1,781 

Lakewood 34,284 9,565 10,919 1,354 

Milton 2,779 181 602 421 

Orting 3,121 792 1,200 408 

Pacific 0 0 0 0 

Puyallup 22,611 6,885 5,495 -1,390 

Roy 487 169 142 -27 

Ruston 775 346 580 234 

South Prairie 281 109 113 4 

Steilacoom 3,385 655 676 21 

Sumner 5,743 1,591 2,029 438 

Tacoma 129,030 47,240 97,692 50,452 

University Place 18,698 5,709 5,615 -285 

Wilkeson 238 65 78 13 

Unincorporated Urban 
Pierce County 

99,563 29,714 40,058 10,344 

Urban Total 362,241 115,483 184,962 69,479 
1Housing target adopted by Pierce County Ordinance No. 2011-36s. 
2Includes displaced housing units associated with underutilized properties. 
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As illustrated in Figure 8, a countywide total of 160,885 additional jobs are needed to meet the 2030 

total urban employment target.  The estimated employment capacity equals 319,386, representing an 

excess of 158,501 jobs or approximately 98.5 percent of the total need.  

Figure 8: Summary of 2030 Employment Need Vs. Capacity 

Municipality 
2030 Total 

Employment 
Target 1 

2030 
Additional 

Employment  
Needs2 

2030 
Estimated 

Employment 
Capacity 

Difference 

Auburn 834 214 595 381 

Bonney Lake 5,448 1,033 3,147 2,114 

Buckley 3,033 934 1,283 349 

Carbonado 68 14 6 -8 

DuPont 9,078 5,400 5,230 -170 

Eatonville 2,335 1,279 2,597 1,318 

Edgewood 3,094 1,630 1,843 213 

Fife 19,300 6,561 7,628 1,067 

Fircrest 1,544 206 222 16 

Gig Harbor 9,954 952 5,611 4,659 

Lakewood 38,336 12,907 9,062 -3,845 

Milton 2,337 584 2,177 1,593 

Orting 2,370 1,090 1,129 39 

Pacific 6,505 4,124 1,631 -2,493 

Puyallup 34,267 11,648 9,759 -1,889 

Roy 342 167 555 388 

Ruston 494 310 524 214 

South Prairie 307 212 102 -110 

Steilacoom 788 135 388 253 

Sumner 20,135 9,309 9,180 -129 

Tacoma 176,930 71,819 225,471 153,652 

University Place 9,593 3,309 1,100 -2,212 

Wilkeson 153 79 28 -51 

Unincorporated Urban 
Pierce County 

65,893 26,969 30,118 3,149 

Urban Total 413,138 160,885 319,386 158,501 
1Employment target adopted by Pierce County Ordinance No. 2011-36s. 
2Includes displaced employees associated with underutilized properties. 
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Section V: 
Consistency 

Analysis 
  



Pierce County                                    Buildable Lands Report  2014 

 

 
249 

H
o

u
si

n
g • City of DuPont* 

• City of Fircrest* 

• City of Puyallup* 

• City of Roy* 

• City of University Place  

Em
p

lo
ym

en
t • Town of Carbonado 

• City of DuPont 

• City of Lakewood* 

• City of Pacific* 

• City of Puyallup* 

• Town of South Prairie* 

• City of Sumner 

• City of University Place* 

• Town of Wilkeson* 

Purpose 
The purpose of this section is to identify jurisdictions that may need to adopt “reasonable measures” to 

rectify inconsistencies between housing/employment targets and estimated capacity to accommodate 

the growth. 

Past analyses have included an evaluation of past development for trends and consistency, and a long-

term capacity comparison. Due to the lack of development over the past seven years, this analysis 

focuses on the long-term residential and employment capacity comparisons. The long-term portion of 

the consistency analysis is aimed at determining if jurisdictions have sufficient land capacity to handle 

future growth based on assumed densities and deductions.  

The analysis will provide information on all jurisdictions and identify which have sufficient land to 

accommodate growth, and which may need to make significant changes in order to accommodate 

future growth. Jurisdictions without sufficient land to accommodate the housing and/or employment 

targets may need to adopt reasonable measures. Determining the need for reasonable measures also 

factors in the past trends in meeting capacity needs. Reasonable measures vary depending on the 

severity of the deficiency in estimated capacity compared to total need.  

Findings 
The following jurisdictions are not meeting one or more of the 2030 targets: 

*Jurisdictions which may need to adopt reasonable measures. 

The 11 jurisdictions that are identified as having an estimated capacity deficiency may not necessarily 

need to adopt reasonable measures. There are jurisdictions with deficiencies that are only a small 
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percent of the total need, and since they are minor discrepancies, they do not warrant adopting 

reasonable measures.  

Of the 11 jurisdictions, 9 are identified as having deficiencies that may warrant the need to adopt 

reasonable measures. The following analysis and tables go into further detail about the housing and 

employment capacity compared to the 2030 targets for each jurisdiction. It then reflects upon past 

capacity and need in order to compare the long-term results. These ten jurisdictions with insufficient 

capacity compared to the targets are identified and it is suggested that they consider adopting 

reasonable measures.  

Individual Jurisdiction Consistency Analyses 

City of Auburn 
Figure 9: City of Auburn Comparison of Past Analyses 

Type Report Need Capacity Difference 

Housing 

2002 1,079 1,067 -12 

2007 1,789 1,623 -166 

2014 493 922 429 

Employment 

2002 50 50 0 

2007 132 543 411 

2014 214 595 381 

Housing 

As shown in Figure 9, the City of Auburn has not had sufficient housing capacity in the past two reports. 

However, the 2014 Report capacity estimate of 922 units exceeds the 2030 target of 493 units by 429 

units. The results suggest that City of Auburn currently has a suitable amount of residential land 

available to meet the 2030 housing target. 

Employment 

Figure 9 shows that the City of Auburn has been consistent in meeting the employment targets. The 

2014 results show that the estimated capacity for Auburn is 595 jobs, which is 381 jobs more than the 

need of 214 jobs. The amount of commercial land available for development is adequate to meet the 

2030 employment target. 

City of Bonney Lake 
Figure 10: City of Bonney Lake Comparison of Past Analyses 

Type Report Need Capacity Difference 

Housing 

2002 1,744 2,961 1,217 

2007 2,216 2,061 -155 

2014 2,275 4,195 1,920 

Employment 

2002 1,494 5,458 3,964 

2007 1,390 2,472 1,082 

2014 1,033 3,147 2,114 
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Housing 

Figure 17 shows that the City of Fircrest’s housing need is 544 units and the estimated capacity is 254 

units, creating a deficiency of 290 units, which is about 53% of the total need. Due to the deficiency in 

housing capacity, reasonable measures may need to be considered. Although this analysis shows that 

Fircrest does not have sufficient residential land available to meet the 2030 housing target, it should be 

noted that the City of Fircrest has additional housing capacity in the Golf Course (GC) zone.  

The property was not included in the analysis because it is not completely clear if the golf course 

property will develop residential uses within the 20-year time frame. There is a suitable amount of 

residential development potential within the GC zone to accommodate growth that will enable Fircrest 

to meet the 2030 housing target. The GC zone covers approximately 164.8 acres of land and would build 

out at the same density of R-6. After applying the appropriate deductions and these density 

assumptions, the City of Fircrest would be able to accommodate up to 930 additional housing units on 

that land. 

Employment 

Fircrest has consistently shown sufficient capacity for employment. In Figure 17, the 2014 results show 

that the City has capacity for 222 jobs, 16 more jobs than their need of 206. These results suggest that 

the City of Fircrest has sufficient commercial land available for development to meet the 2030 

employment target.  

City of Gig Harbor 
Figure 18: City of Gig Harbor Comparison of Past Analyses 

Type Report Need Capacity Difference 

Housing 

2002 4,059 1,528 -2,531 

2007 2,503 2,787 284 

2014 1,960 3,741 1,781 

Employment 

2002 1,986 10,454 8,468 

2007 2,444 8,011 5,567 

2014 952 5,611 4,659 

Housing 

As shown in Figure 18, the City of Gig Harbor has been able to increase capacity and meet housing needs 

since the 2002 Report. The results of the 2014 Report show that Gig Harbor is able to accommodate 

3,741 housing units, which is 1,781 more than the need of 1,960 units. The results suggest that Gig 

Harbor has sufficient residential land available for development to meet the 2030 housing target. 

Employment 

Figure 18 shows that the City of Gig Harbor has continually met employment targets. The results of the 

2014 Report show that the City has a capacity of 5,611 additional jobs, which exceeds the target of 952 

additional jobs by 4,659. The results suggest that Gig Harbor has sufficient commercial land to meet the 

2030 employment target. 
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Appendix A: 
Inventory Maps 

The following maps are a result of the vacant and underutilized land analysis, and provide an inventory 

of potentially developable land. These inventories are not meant to be a representation of all the land 

that will develop or redevelop, but they represent the parcels with qualities that make them more likely 

to. The acreages from these inventories are aggregated by zone and applied with deductions based on 

development trends in order to determine how much of the land has a reasonable likeliness to develop 

over the next 20 years.  

The inventory maps have been edited by staff from each respective jurisdiction in order to more 

accurately reflect the current and future conditions of that jurisdiction. We rely on staff’s inside 

knowledge of their jurisdiction to edit the inventories at the parcel level. After manually editing the 

inventory, each jurisdiction gives final approval for both the inventory maps and capacity calculations to 

make sure they are accurately represented in this Report. 
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Exhibit 10: City of Gig Harbor Inventory Map 
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Appendix B: 
Sample Calculation 

Tables 
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Table 6 Example Calculation: Supply of Land/Lots for Residential Development 

Zoning District MSF (Unincorporated Pierce County) 

Land Type Underutilized Vacant (gross) Vacant (single-unit) 

Gross Acres (A1) Total Acreage 
from Inventory 

(B1) Total Acreage 
from Inventory 

(C1) Total Acreage from 
Inventory 

Residential Split1 (A2) = (A1)*(100%) (B2) = (B1)*(100%)  

In
d

iv
id

u
al

 P
la

t 

D
e

d
u

ct
io

n
s 

Roads (A3) = (.15)*(A2) (B3) = (.15)*(B2)  

Critical Areas 
(A4) = [Documented 
Critical Areas from 
(A1)]*[(A2)/(A1)] 

(B4) = [Documented 
Critical Areas from 
(B1)]*[(B2)/(B1)] 

 

Parks and Open 
Space 

- -  

Net Acres (A5) = (A2)-(A3)-(A4) (B5) = (B2)-(B3)-(B4)  

Non-Residential Uses  (A6) = (.16)*(A5) (B6) = (.02)*(B5)  

Adjusted Net Acres (A7) = (A5)-(A6) (B7) = (B5)-(B6)  

Land Unavailable for 
Development 

(A8) = (.40)*(A7) (B8) = (.15)*(B7)  

Final Adjusted Net Acres (A9) = (A7)-(A8) (B9) = (B7)-(B8)  

Total Adjusted Net Acres (A9)+(B9) 

One dwelling unit per 
vacant (single unit) lot 

  
(C2) Total Number of 

Units 

Displaced Units2 (A10)*[(A9)/(A1)]   

Displaced Jobs2 (A11)*[(A9)/(A1)]   
1Percent of land allocated toward residential development, see Table 4 
2Displaced housing units and employees associated with underutilized parcels are adjusted to reflect the mixed use and “unavailable to 

develop” assumption. 

 

Table 9 Example Calculation: Supply of Land for Commercial/Industrial Employment 

Zoning District AC (Unincorporated Pierce County) 

Land Type Vacant Underutilized 

Gross Acres 
(A1) Total Acreage from 

Inventory 
(B1) Total Acreage from 

Inventory 

Commercial Split1 (A2) = (A1)*(.35) (B2) = (B1)*(.35) 

Land Unavailable for Development (A3) = (A2)*(.20) (B3) = (B2)*(.40) 

Net Acres (A4) = (A2)-(A3) (B4) = (B2)-(B3) 

Total Net Acres (A4)+(B4) 

Displaced Jobs2 
 

(B5)*[(B4)/(B1)] 

Displaced Units2 
 

(B5)*[(B4)/(B1)] 
1 Percent of land allocated toward commercial development, see Table 4 
2Displaced housing units and employees associated with underutilized parcels are adjusted to reflect the mixed use and “unavailable to 

develop” assumption. 
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City of Gig Harbor 
City of Gig Harbor: Pipeline Projects 

Project Name Type Acres Units Estimated Employees 

72nd Street Preliminary Plat Residential 18.67 62 0 

Bellesara Residential 8.82 31 0 

Business Park At Harbor Hill Commercial 11.49 0 209 

Carl’s Jr. Commercial 1.26 0 9 

Commercial Development Commercial 1.28 0 30 

Courtyards at Skansie Residential 28.52 179 0 

Estates at Gig Harbor Phase II Residential 5.89 18 0 

Harbor Hill Development Agreement1 Residential 202.44 1,110 0 

Haub Plat Residential 3.87 12 0 

Haub Pre-Plat Residential 5.46 18 0 

Highlands at the Harbor Residential 9.09 14 0 

Hunt Highlands Condominiums Residential 8.67 33 0 

Jasmine Court Residential 2.87 10 0 

Lydian Place Residential 3.8 22 0 

McCormick Creek Residential 38.14 182 0 

Morning Point Residential 6.17 24 0 

North Creek Residential 12.37 100 0 

Peacock Meadows Residential 3.25 12 0 

Point Fosdick Square Commercial 18.24 0 367 

Shore Acres Residential 2.15 11 0 

The Reserve Residential 9.83 16 0 

Total 1,854 615 
1PCD-RLD will be built out to 644 units at 4 units per acre on 160.9 gross acres under a developer’s agreement. Total MF proposed units for the 
PCD-RMD zoning designation is 466. The City of Gig Harbor defines senior housing as 1/3 of a unit. In the PCD-RMD zone, there are currently 
172 units being built in a MF apartment complex under this development agreement. There is availability for 294 MF units (senior housing) at 
this time in the pipeline.  
 

City of Milton 
City of Milton: Pipeline Projects 

Project Name Acres Units 

Aerie Crest 4.37 18 

Jones Short Plat 0.84 4 

Vimont Short Plat 2.77 3 

Total 25 
 

City of Orting 
 City of Orting: Pipeline Projects 

Project Name Gross Acres Commercial SF Units Jobs 

Mixed Use Town Center North BSP 67.72 370,000 600 900 
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Unincorporated Urban Pierce County 

Major Projects 
Unincorporated Urban Pierce County: Major Projects  

Project Name Gross Acres Units1 20 Year Housing Estimate2 20 Year Employment Estimate 

Tehaleh 4,614.45 6,437 4,000 2,200 

Lipoma Firs 198.22 1,697 1,697 0 

Sunrise 709.32 2,206 2,206 85 

Total 7,903 2,285 
1Total number of units planned at full build-out. The Tehaleh land has the capacity for additional units and the project is vested to EBPC zoning 
that permits additional units. The number of units cited here is the number allowed under the current approval. 
2Tehaleh is assumed to produce 200 housing units a year within the 20 year period. This assumption is based on absorption trends over recent 
years and the actual rate will be variable depending on local market conditions. 

Employment Pipeline 
Unincorporated Urban Pierce County: Employment Pipeline Projects 

Project Name Gross Acres Estimated Employees 

Garfield Commons/ Parkland Townsite 2.65 19 

Residential Pipeline 
Unincorporated Urban Pierce County: Residential Pipeline Projects 

Project Name Gross Acres Units 

Amber Rose 3.99 19 

Aqueduct Estates PDD 2.52 7 

Arsland 5.31 21 

Ashburn 7.49 31 

Bella on Canyon PDD 8.93 142 

Boulder Creek PDD 9.13 27 

Brantley's First Addition 1.13 12 

Brighton Woods 3.14 15 

Burrill Hollow 7.63 15 

Burton Ray Estates 4.90 20 

Cambridge Heights PDD 9.72 68 

Candlewood Park 5.01 18 

Canyon East 4.41 19 

Canyon Village 4.83 20 

Carson Court 4.71 10 

Cassidy's Landing 3.52 16 

Cherry Street 10.92 22 

Clover Creek Highlands I 41.61 101 

Clover Creek Highlands II 25.19 76 

Clover Creek Highlands III 20.12 70 

Cobble Field PDD 4.58 16 

Darby Dawn Estates 18.28 44 

Daybreak 110.27 529 
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Unincorporated Urban Pierce County: Residential Pipeline Projects 

Project Name Gross Acres Units 

Dietrich Firs 4.70 19 

Dreamscape 5.71 30 

Dylan Addition 2.92 13 

Eagle Quest 19.19 25 

Edgewater at South Hill PDD Div 1 0.85 25 

Emerald Glen II 16.35 50 

Emerald Hollow 7.41 20 

Emerald Woods PDD 10.53 93 

Ethan & Jonathan Mayer Addition 5.69 11 

Evergreen Ridge BSP/Hawthorne Lane Apartments 1.86 32 

Falaschi Court 4.03 22 

Forest Canyon Estates PDD 62.12 120 

Forest Lawn PP 2.32 8 

Garfield Commons/Parkland Townsite 2.65 104 

Gem Heights PDD 2.31 35 

Gig Harbor North Estates 12.23 12 

Golden Willows Estates 2.43 8 

Gwendolyn Hollow 8.59 19 

Harmony Woods 4.79 22 

Hawks Ridge Division I 9.19 47 

Heritage Park at South Hill 4.36 45 

Holland Gardens 6.22 13 

Hudson Heights PDD 4.52 8 

Ironwood Estates 4.96 15 

Kapowsin Landing 2.51 9 

Kilen Estates 4.61 16 

Leone Addition 19.99 78 

Liberty Park PDD 74.12 60 

Lipoma Firs North Phase 4 35.01 374 

Mikaela's Ridge 2.37 9 

Mirabella 20.17 35 

Miranda Rose 4.23 12 

Molly's Court 9.59 18 

Mountain Terrace Estates Phase 3 9.96 44 

Mulberry Circle 5.92 28 

Newberry 4.96 19 

Nicolina Meadows 30.74 62 

Oak Garden 3.38 22 

Olympic Peak Estates 4.85 11 

Orchard Mourning 6.30 19 

Pacific Ridge PDD 3.30 13 

Parkland Tall Firs 2.82 10 
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Unincorporated Urban Pierce County: Residential Pipeline Projects 

Project Name Gross Acres Units 

Pheasant Run 4.39 14 

Pineridge Estates 2.57 10 

Portland Meadows 3.34 16 

Red Hawk Addition 14.85 75 

Red Hawk IV 10.10 70 

Rexden Estates 4.86 16 

Ridge at Crescent Pond, Div 2 9.28 47 

Ridge at Southwood, Division II 18.49 67 

Ridge at Southwood, Division III 15.23 65 

Ridge View Estates 45.95 245 

Ronda's Meadow 2.45 12 

Royal Firs 9.95 63 

Sara's Garden 3.50 12 

Shawnee Ridge 38.84 87 

Sheldon Grove 5.81 24 

Sorrento's Landing 4.74 23 

South Hill Estates 28.23 27 

Starkel Poultry Farm PP 8.72 72 

Summer Canyon PDD 5.74 27 

Summerwood Park 106.82 358 

Sunrise Corner PDD 9.76 47 

Sword Addition II 2.72 6 

Terra Woods 9.82 69 

The Ivy 1.10 6 

The Ranch at Frederickson 16.08 25 

The Ridge at Crescent Pond 9.50 25 

The Ridge at Woodland Heights 3.63 15 

Thorpe 4.75 15 

Tree Run Manor 5.59 11 

Uplands PDD Rezone 319.93 850 

Valerie Estates 7.15 19 

Van Well Addition 11.80 2 

Wohlford Addition 4.93 17 

Zhuk 4.78 9 

Zoe PDD 10.14 32 

Zunno - Military Road 2.45 11 

Total 5,442 

 

  



Pierce County                                    Buildable Lands Report  2014 

 

 
298 

City of Puyallup 
City of Puyallup: Pipeline Projects 

Project Name Acres Units Estimated Employees2 

Puyallup Highlands 51.01 152 0 

Dr. Dahan Medical Building 0.51 30 0 

Good Samaritan Hospital 11.67 0 753 

Group Health Medical Building 10.88 0 110 

Lowes 14.43 0 259 

Nursing Home1 5.98 33 0 

PDC Residential Development 68.89 368 0 

Linden Lane Apartments 12.05 236 0 

Hampton Inn 1.54 0 148 

Safeland Storage 1.95 0 112 

Preliminary Plat (Second Phase) 15.77 82 0 

Short Plat 0.92 3 lots; 2 new units 0 

Short Plat 0.51 2 lots; 1 new unit 0 

Short Plat 0.36 2 lots; 1 new unit 0 

Manufacturing Project 3.08 0 56 

Total 905 1,438 
1100 beds at 1/3 of a unit each. 
2All commercial is assumed 1 employee per square feet, and industrial/manufacturing at 1 employee per 900 square feet. 
 

City of Ruston 
City of Ruston: Pipeline Projects 

Project Name Gross Acres Units 

The Commencement Condominiums 1.07 62 
 

Town of Steilacoom  

City of Steilacoom: Pipeline Projects 
Project Name Gross Acres Units 

Joey Hollow 5.12 18 

Top of the Bay 4.58 13 

Norberg Estates 5.26 23 

Total 54 
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City of Tacoma 
City of Tacoma: Pipeline Projects 

Project Name Total Acres Units Estimated Employees 

Cameron Estates 0.73 5 0 

Founders Circle 1.46 6 0 

Lindie Lane 1.62 6 0 

Olympic View South 1.74 13 0 

Wapato Ridge 2.29 14 0 

La Terra At Northshore 9.30 51 0 

Hawks Pointe 1.00 8 0 

Highlands Golf & Racquet Club #2 Plat Alteration 10.19 2 0 

Highlands Golf & Racquet Club #2 Plat Alteration 3.99 2 0 

Short Plat 201011175005 0.24 2 0 

Short Plat 201012145003 0.52 3 0 

Short Plat 201102025009 0.30 2 0 

Short Plat 201102095002 0.26 2 0 

Short Plat 201103235003 2.06 4 0 

Short Plat 201103315001 0.36 2 0 

Short Plat 201104015003 0.91 4 0 

Short Plat 201107265004 0.28 2 0 

Short Plat 201108095009 1.47 2 0 

Short Plat 201109225003 4.11 4 0 

Short Plat 201110035004 0.10 4 0 

Short Plat 201111105007 0.28 2 0 

Short Plat 201112215002 0.24 2 0 

Short Plat 201201175001 0.92 3 0 

Short Plat 201202095001 0.29 2 0 

Short Plat 201204195004 0.62 4 0 

Short Plat 201204195005 0.79 4 0 

Short Plat 201211085001 0.17 2 0 

Short Plat 201212115004 0.53 2 0 

Short Plat 201303225001 0.27 2 0 

Short Plat 201303275001 0.46 3 0 

Short Plat 201304085003 0.28 2 0 

Short Plat 201308275001 0.77 4 0 

Short Plat 201310015004 0.26 2 0 

Short Plat 201401225001 0.77 2 0 

Short Plat 201402255002 0.92 4 0 

Permit #5004691190 0.21 3 0 

Permit #5004690610 0.31 3 0 

Permit #5004690620 0.31 3 0 

Permit #5004220420 0.94 55 0 

Permit #5004690700 0.15 3 0 

Permit #5004690660 0.18 3 0 
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City of Tacoma: Pipeline Projects 
Project Name Total Acres Units Estimated Employees 

Permit #5004690730 0.16 4 0 

Permit #5004690070 0.18 3 0 

Permit #5004690080 0.17 3 0 

Permit #5004690090 0.17 3 0 

Permit #5004690310 0.16 3 0 

Permit #5004690160 0.16 3 0 

Permit #5004690180 0.15 3 0 

Permit #5004690110 0.16 4 0 

Permit #5004690140 0.15 3 0 

Permit #5004690210 0.16 4 0 

Point Ruston 35.30 1,000 450 

Total 1,281 450 

 

City of University Place 
City of University Place: Pipeline Projects 

Project Name Acres Units 

29th & Morrison (Duplex/Condo) 1.68 26 

Cascade Pointe 2.43 16 

Clearview 0.73 100 

Creek Vista 5.96 9 

Grandview Senior Living 1.21 142 

Johnson Estates 4.83 16 

Latititude 47 1.02 156 

Orchard Ridge 7.67 42 

Summer Lane 3.46 18 

Sunset South 4.82 21 

Woodside Creek 23.34 123 

Total 669 
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A New Approach to Growth Allocations for Tacoma’s Urban Centers 

Report Prepared by VIA Architecture 

DRAFT: September 27, 2013 

1. Introduction 
This report documents a project to establish improved growth and employment forecasts for the City of 

Tacoma that properly reflect the City’s aspirations to concentrate growth in its downtown core and 

mixed-use centers.  The results of this work will inform the City of Tacoma’s Transportation Master Plan 

and transportation modeling efforts. 

The project consists of the following components: 

 Reconfigure the Traffic Analysis Zones (TAZ) to align with Tacoma’s planning boundaries 

 Perform development capacity estimates for Tacoma’s Regional Growth Centers (RGC), 
Manufacturing/Industrial Centers (MIC), and Mixed Use Centers (MUC) 

 Distribute Tacoma’s total population and employment allocations for 2030 and 2040 to the 
RGCs, MICs, and MUCs 

Methods and results are described below. 

2. TAZ Reconfiguration 
Pierce County and the Puget Sound Regional Council (PSRC) have each developed a set of traffic 

analysis zones (TAZs) that cover Tacoma’s geography.  However, both TAZ sets have numerous 

boundaries that do not align with the planning boundaries for Tacoma’s Regional Growth Centers (RGC), 

Manufacturing/Industrial Centers (MIC), Mixed-use Centers (MUC), and are even misaligned with the 

city limits in some cases.  

Pierce County’s and PSRC’s established TAZ sets are fairly similar in terms of granularity and orientation. 

After consulting with staff from both organizations, it was decided that the PSRC “3700” TAZ set would 

be the best choice to form the base for subsequent modifications to align the TAZ boundaries with 

Tacoma’s planning area boundaries. 

The first draft of TAZ reconfiguration involved aligning TAZs with planning boundaries at the expense of 

alignment with street networks. Although this approach minimized the need to create brand new TAZs, 

Pierce County and PSRC both advised that the TAZ set would be more defensible and meaningful if it 

also maintained TAZ boundary alignment with important street networks.  

PSRC staff made modifications to the first draft TAZ set, reintroducing numerous new TAZs with 

boundaries aligned to street networks, while preserving the boundary alignments with Tacoma’s 

planning areas. The final TAZ set has a total of 3868 TAZs, as mapped in Figure 1. The TAZ set is also 

available in GIS shapefile format. 

3. Citywide Allocations  
Allocations for population and employment were developed for the 2030 and 2040 planning horizons.  

For 2030, the allocations used for the City as a whole are those established by Pierce County in 

compliance with the Growth Management Act (GMA).  For 2040, the allocations used were taken from 
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the PSRC’s VISION 2040 report, and are based on data generated by the State of Washington’s Office of 

Financial Management.  These total allocations are shown in Table 1.   

The assumptions made to distribute the total allocations between Tacoma’s RGCs, MICs, and aggregated 

MUCs are also shown in Table 1. These assumptions reflect local and regional intentions to concentrate 

growth in urban centers, and are also informed by broad assessment of existing conditions and future 

potential, such as can be found in the South Downtown Subarea Plan. 

4. MUC Allocations 
Once allocations were determined for the aggregated MUCs as shown in Table 1, they had to be divided 

among the individual MUCs.  Allocations to individual MUCs were determined according to development 

capacity, which was estimated at the parcel level as described in Section 6 below.  Each MUC was 

allocated population and employment proportional to its fraction of the total capacity found in all the 

MUCs, as shown in Table 3. For example, if a MUC comprised 10% of the population capacity found in all 

the MUCs, and 15% of the employment capacity found in all the MUCs, then that MUC received 10% of 

the total MUC population allocation, and 15% of the total MUC employment allocation. 

5. TAZ Allocations 
Allocations to individual TAZs within each RGC, MIC, and MUC were determined according to 

development capacity, similar to the method used to divide the total MUC allocation between the 

individual MUCs.  Each center’s total population and employment allocation was distributed among 

TAZs proportional to the fraction of the center’s total population and employment capacity within each 

TAZ. The allocations by TAZ for each RGC, MUC, and MIC are given in Tables 4 through 20.   

6. Development Capacity  
In order for areas to absorb their allocations, there must be sufficient development capacity. Capacity 

estimates for population and employment were derived for each of the RGCs, MICs, and MUCs, as 

shown in Tables 2 and 3.  

First of all, parcels with the following uses were designated as undevelopable: 

 schools 

 historic structures 

 parks and greenbelts 

 religious services 

 hospitals 

 significant government offices 

 utilities 

 right-of-way (including rail) 
To account for the dependence of future development potential on the value of existing improvements, 

parcels with an improvement-value-to-land-value ratio greater than 2 were designated as 

undevelopable. A map of developable and undevelopable parcels is provided in Figure 2. 

For all parcels not identified as undevelopable, development capacity was calculated according to an 

assumed capacity of population and employment based on the zoning, as shown in Table 21.  Capacities 

for zones in the RGCs and MUCs were based on 70% lot coverage, along with zone-specific assumptions 

for average number of floors, and for residential-commercial use mix.  Residential floor area capacity 
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was converted to population using an average unit size of 1000 square feet, and an average household 

size of 2.32, which is Pierce County’s projected year 2022 average household size for Tacoma. 

Commercial floor area capacity was converted to employment assuming an average of 375 square feet 

per employee. 

Note that the estimated capacities for mixed-use zones shown in Table 21 are significantly higher than 

those assumed in the 2007 Pierce County Buildable Lands report. We believe that these discrepancies 

are due to the County’s higher weighting of past trends, and that the higher capacities are justified 

based on the kind of development that can be expected to occur in the future.  
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Table 1:  Citywide allocations 

 

population allocations employment allocations 

percent 2030 2040 percent 2030 2040 

Tacoma 100% 78,600 127,000 100% 64,200 97,000 

Downtown Regional Growth Center 60% 47,160 76,200 70% 44,940 67,900 

North Downtown 26% 20,080 32,445 30% 19,470 29,417 

South Downtown 26% 20,080 32,445 30% 19,470 29,417 

Martin Luther King 9% 7,000 11,310 9% 6,000 9,065 

Tacoma Mall Regional Growth Center 6% 5,000 8,079              0  5,000 7,555 

Tideflats Manufacturing/Industrial Center 0% 0 0 8% 5,000 7,555 

South Tacoma Manufacturing/Industrial Center 0% 0 0 8% 5,000 7,555 

remaining allocation 34% 26,440 42,721 7% 4,260 6,436 

% of remaining allocation to MUCs 50%     80%     

MUCs 17% 13,220 21,361 5% 3,408 5,149 

Outside all centers 17% 13,220 21,361 1% 852 1,287 
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Table 2:  Citywide parcel area, development capacity, and allocations 

 

Parcel 

Area 

(acres) 

Capacity  

Capacity minus 

25% market factor 

Percent of 

total 

allocation 2030 allocation 2040 allocation 

pop.  emp. pop.  emp. pop.  emp. pop.  emp. pop.  emp. 

All Tacoma 24,053         100% 100% 78,600 64,200 127,000 97,000 

Centers 6,812 266,419 285,136 199,814 213,852 83% 99% 65,380 63,348 105,639 95,713 

Outside 

Centers 
17,241 

        17% 1% 13,220 852 21,361 1,287 

Downtown 

Regional 

Growth Center 818 127,547 91,011 95,660 68,258 60% 70% 47,160 44,940 76,200 67,900 

North 

Downtown 283 52,666 41,008 39,499 30,756 26% 30% 20,080 19,470 32,445 29,417 

South 

Downtown 365 57,789 34,706 43,342 26,029 26% 30% 20,080 19,470 32,445 29,417 

Martin Luther 

King 170 17,092 15,297 12,819 11,473 9% 9% 7,000 6,000 11,310 9,065 

Tacoma Mall 

Regional 

Growth Center 389 49,862 44,760 37,396 33,570 6% 8% 5,000 5,000 8,079 7,555 

Tideflats 

Manufacturing

/Industrial 

Center 3,912 0 57,762 0 43,321 0% 8% 0 5,000 0 7,555 

South Tacoma 

Manufacturing

/Industrial 

Center 690 0 22,303 0 16,727 0% 8% 0 5,000 0 7,555 

Total for 13 

Mixed Use 

Centers 1,003 89,009 69,300 66,757 51,975 17% 5% 13,220 3,408 21,361 5,149 

25% market factor capacity reduction 
2 maximum improvement-to-land-value ratio for redevelopable parcels 
2.32 average household size 
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Table 3:  MUC parcel area, development capacity, and allocations 

 

Parcel 

Area 

(acres) 

Capacity  

Capacity minus 

25% market 

factor 

Percent of 

MUC capacity 2030 allocation 2040 allocation 

pop.  empl. pop.  empl. pop.  empl. pop.  empl. pop.  empl. 

Total for 13 

Mixed Use 

Centers 1,003 89,009 69,300 66,757 51,975 100% 100% 13,220 3,408 21,361 5,149 

34th & 

Pacific 58 7,171 7,466 5,378 5,599 8% 11% 1,065 367 1,721 555 

38th & G 58 6,139 1,592 4,604 1,194 7% 2% 912 78 1,473 118 

56th & 

STW 64 5,534 8,651 4,151 6,488 6% 12% 822 425 1,328 643 

6th Ave & 

Pine St 55 8,488 1,329 6,366 997 10% 2% 1,261 65 2,037 99 

72nd & 

Pacific 59 10,571 7,002 7,928 5,252 12% 10% 1,570 344 2,537 520 

72nd & 

Portland 68 7,110 6,815 5,332 5,112 8% 10% 1,056 335 1,706 506 

James 

Center 228 6,589 4,746 4,942 3,559 7% 7% 979 233 1,581 353 

Lower 

Portland 

Ave 64 10,629 8,533 7,972 6,400 12% 12% 1,579 420 2,551 634 

McKinley 31 3,618 475 2,714 356 4% 1% 537 23 868 35 

Narrows 40 3,200 706 2,400 529 4% 1% 475 35 768 52 

Proctor 26 2,472 915 1,854 686 3% 1% 367 45 593 68 

Tacoma 

Central 175 10,814 13,730 8,111 10,297 12% 20% 1,606 675 2,595 1,020 

Westgate 77 6,674 7,340 5,005 5,505 7% 11% 991 361 1,602 545 

25% market factor capacity reduction 
2 maximum improvement-to-land-value ratio for redevelopable parcels 
2.32 average household size 
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Table 4:  North Downtown allocations by TAZ 

North Downtown 

TAZ 

Population Employment 

Capacity  

2030 

allocation 

2040 

allocation Capacity  

2030 

allocation 

2040 

allocation 

2,788 0 0 0 0 0 0 

2,789 514 261 422 64 41 61 

2,791 1,506 766 1,237 474 300 453 

2,819 309 157 253 118 75 113 

2,820 2,567 1,305 2,109 738 467 706 

2,821 2,338 1,189 1,920 672 425 643 

2,822 1,961 997 1,611 564 357 539 

2,899 2,366 1,203 1,944 786 498 752 

2,900 0 0 0 0 0 0 

2,901 1,520 773 1,249 751 475 718 

2,902 1,392 708 1,143 400 253 383 

2,904 2,755 1,400 2,263 2,523 1,597 2,414 

2,905 1,732 881 1,423 1,722 1,090 1,647 

2,906 2,498 1,270 2,052 2,679 1,696 2,563 

2,907 1,727 878 1,419 496 314 475 

2,910 2,391 1,216 1,964 2,753 1,743 2,633 

2,911 1,012 515 831 1,165 738 1,114 

2,912 834 424 685 960 608 918 

2,913 1,561 793 1,282 1,797 1,137 1,718 

2,917 1,235 628 1,014 1,422 900 1,360 

2,918 273 139 224 314 199 300 

2,919 0 0 0 0 0 0 

2,920 485 246 398 558 353 533 

2,922 469 238 385 540 342 516 
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North Downtown 

TAZ 

Population Employment 

Capacity  

2030 

allocation 

2040 

allocation Capacity  

2030 

allocation 

2040 

allocation 

2,923 63 32 51 72 46 69 

2,924 0 0 0 0 0 0 

2,925 384 195 316 442 280 423 

2,926 1,152 586 946 1,326 840 1,269 

2,927 0 0 0 0 0 0 

2,928 403 205 331 464 294 443 

3,216 1,799 915 1,478 2,068 1,309 1,978 

3,221 4,253 2,162 3,493 4,889 3,095 4,676 

TOTALS 39,499 20,080 32,445 30,756 19,470 29,417 
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Table 5:  South Downtown allocations by TAZ 

South Downtown 

TAZ 

Population Employment 

Capacity  

2030 

allocation 

2040 

allocation Capacity  

2030 

allocation 

2040 

allocation 

2,898 303 141 227 87 65 99 

2,903 2,228 1,032 1,668 640 479 724 

2,908 2,680 1,241 2,006 2,400 1,795 2,712 

2,909 2,362 1,094 1,768 1,167 873 1,319 

2,914 137 63 102 153 115 173 

2,915 584 270 437 288 216 326 

2,916 42 19 31 21 15 23 

2,921 281 130 211 139 104 157 

2,929 307 142 230 152 113 171 

2,931 1,355 628 1,014 1,557 1,165 1,760 

2,932 770 357 577 885 662 1,001 

2,933 482 223 361 554 414 626 

2,934 493 228 369 569 425 643 

2,935 1,018 471 762 957 716 1,082 

2,936 1,382 640 1,035 1,598 1,195 1,806 

2,937 1,083 502 811 535 400 605 

2,938 704 326 527 348 260 393 

2,939 437 203 327 216 162 244 

2,940 2,245 1,040 1,681 1,109 829 1,253 

2,941 963 446 721 475 356 537 

2,942 698 323 522 345 258 389 

2,943 391 181 292 193 144 218 

2,944 276 128 206 136 102 154 

2,945 1,235 572 924 610 456 689 
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South Downtown 

TAZ 

Population Employment 

Capacity  

2030 

allocation 

2040 

allocation Capacity  

2030 

allocation 

2040 

allocation 

2,946 853 395 638 421 315 476 

2,947 1,287 596 963 636 475 718 

2,948 1,372 636 1,027 358 268 404 

2,949 232 107 173 0 0 0 

2,950 2,365 1,096 1,771 1,168 874 1,320 

2,951 2,151 996 1,610 1,062 795 1,200 

2,952 1,856 860 1,389 917 686 1,036 

2,953 996 461 746 492 368 556 

2,954 5,369 2,488 4,019 1,752 1,311 1,980 

2,955 1,574 729 1,178 452 338 511 

2,962 0 0 0 0 0 0 

2,965 177 82 132 0 0 0 

3,219 694 322 520 798 597 902 

3,222 676 313 506 777 581 878 

3,226 441 204 330 510 381 576 

3,227 0 0 0 93 69 105 

3,228 571 265 428 660 494 746 

3,229 0 0 0 144 107 162 

3,230 274 127 205 658 492 743 

TOTALS 43,342 20,080 32,445 26,029 19,470 29,417 
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Table 6:  Martin Luther King allocations by TAZ 

Martin Luther King 

TAZ 

Population Employment 

Capacity  

2030 

allocation 

2040 

allocation Capacity  

2030 

allocation 

2040 

allocation 

2,823 0 0 0 2,422 1,267 1,914 

2,878 319 174 281 122 64 97 

2,880 1,115 609 984 326 170 257 

2,884 1,356 740 1,196 684 358 541 

2,885 760 415 671 252 132 199 

2,886 922 504 814 318 166 251 

2,888 824 450 727 257 134 203 

2,890 387 212 342 149 78 117 

2,891 242 132 214 66 34 52 

2,892 0 0 0 1,612 843 1,274 

2,893 911 498 804 226 118 178 

2,894 755 412 666 204 106 161 

2,895 714 390 630 92 48 73 

2,896 325 178 287 42 22 33 

2,897 0 0 0 2,371 1,240 1,874 

2,956 1,710 934 1,509 1,214 635 959 

2,966 968 528 854 789 413 624 

2,968 400 219 353 154 80 121 

3,867 1,110 606 979 174 91 137 

TOTALS 12,819 7,000 11,310 11,473 6,000 9,065 
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Table 7:  Tacoma Mall allocations by TAZ 

Tacoma Mall 

TAZ 

Population Employment 

Capacity  

2030 

allocation 

2040 

allocation Capacity  

2030 

allocation 

2040 

allocation 

3,028 8,851 1,183 1,912 10,229 1,524 2,302 

3,031 8,167 1,092 1,764 9,439 1,406 2,124 

3,032 2,762 369 597 3,192 475 718 

3,035 5,197 695 1,123 6,006 895 1,352 

3,036 9,709 1,298 2,098 4,011 597 903 

3,037 1,777 238 384 229 34 52 

3,039 934 125 202 463 69 104 

TOTALS 37,396 5,000 8,079 33,570 5,000 7,555 

 

Table 8:  34th and Pacific allocations by TAZ  

34th and Pacific 

TAZ 

population employment 

Capacity 
2030 

allocation 

2040 

allocation 
Capacity 

2030 

allocation 

2040 

allocation 

3,327 2,479 491 793 2,452 161 243 

3,330 1,642 325 526 2,239 147 222 

3,343 325 64 104 374 25 37 

3,346 0 0 0 0 0 0 

3,347 932 185 298 534 35 53 

TOTALS 5,378 1,065 1,721 5,599 367 555 

 

  



Pierce County                                    Buildable Lands Report  2014 

 

 
316 

Table 9:  38th and G allocations by TAZ  

38th and G 

TAZ 

population employment 

Capacity  

2030 

allocation 

2040 

allocation Capacity  

2030 

allocation 

2040 

allocation 

3,329 1,380 273 441 388 25 38 

3,331 1,762 349 564 429 28 43 

3,332 59 12 19 23 1 2 

3,333 47 9 15 18 1 2 

3,341 1,356 269 434 336 22 33 

TOTALS 4,604 912 1,473 1,194 78 118 

 

Table 10:  56th and STW allocations by TAZ  

56th and STW 

TAZ 

population employment 

Capacity  

2030 

allocation 

2040 

allocation Capacity  

2030 

allocation 

2040 

allocation 

2,829 1,967 390 629 570 37 56 

2,831 1,179 233 377 4,096 269 406 

2,866 324 64 104 1,625 107 161 

2,869 680 135 218 198 13 20 

TOTALS 4,151 822 1,328 6,488 425 643 
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Table 11:  6th Ave and Pine St allocations by TAZ  

6th Ave and Pine St 

TAZ 

population employment 

Capacity  

2030 

allocation 

2040 

allocation Capacity  

2030 

allocation 

2040 

allocation 

3,041 850 168 272 105 7 10 

3,047 2,195 435 702 301 20 30 

3,079 1,598 316 511 291 19 29 

3,082 1,723 341 551 300 20 30 

TOTALS 6,366 1,261 2,037 997 65 99 

 

Table 12:  72nd and Pacific allocations by TAZ  

72nd and Pacific 

TAZ 

population employment 

Capacity  

2030 

allocation 

2040 

allocation Capacity  

2030 

allocation 

2040 

allocation 

3,408 876 173 280 659 43 65 

3,411 1,293 256 414 1,224 80 121 

3,423 2,767 548 885 2,410 158 239 

3,425 0 0 0 0 0 0 

3,426 2,993 593 958 958 63 95 

TOTALS 7,928 1,570 2,537 5,252 344 520 
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Table 13:  72nd and Portland allocations by TAZ  

72nd and Portland 

TAZ 

population employment 

Capacity  

2030 

allocation 

2040 

allocation Capacity  

2030 

allocation 

2040 

allocation 

3,402 1,511 299 484 1,451 95 144 

3,405 2,379 471 761 2,000 131 198 

3,433 1,443 286 462 1,661 109 165 

TOTALS 5,332 1,056 1,706 5,112 335 506 

 

Table 14:  James Center allocations by TAZ  

James Center 

TAZ 

population employment 

Capacity  

2030 

allocation 

2040 

allocation Capacity  

2030 

allocation 

2040 

allocation 

2,845 0 0 0 0 0 0 

2,846 4,900 970 1,568 3,511 230 348 

2,848 42 8 13 48 3 5 

2,849 0 0 0 0 0 0 

TOTALS 4,942 979 1,581 3,559 233 353 
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Table 15:  Lower Portland Ave allocations by TAZ  

Lower Portland Ave 

TAZ 

population employment 

Capacity  

2030 

allocation 

2040 

allocation Capacity  

2030 

allocation 

2040 

allocation 

3,312 0 0 0 0 0 0 

3,315 3,867 766 1,237 3,653 240 362 

3,317 4,105 813 1,313 2,746 180 272 

TOTALS 7,972 1,579 2,551 6,400 420 634 

 

Table 16:  McKinley allocations by TAZ  

McKinley 

TAZ 

population employment 

Capacity  

2030 

allocation 

2040 

allocation Capacity  

2030 

allocation 

2040 

allocation 

3,319 432 86 138 37 2 4 

3,321 478 95 153 44 3 4 

3,323 290 57 93 67 4 7 

3,325 1,448 287 463 183 12 18 

3,350 10 2 3 4 0 0 

3,352 0 0 0 0 0 0 

3,353 56 11 18 21 1 2 

TOTALS 2,714 537 868 356 23 35 
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Table 17:  Narrow allocations by TAZ  

Narrows 

TAZ 

population employment 

Capacity  

2030 

allocation 

2040 

allocation Capacity  

2030 

allocation 

2040 

allocation 

2,839 1,081 214 346 189 12 19 

2,844 1,320 261 422 340 22 34 

TOTALS 2,400 475 768 529 35 52 

 

Table 18:  Proctor allocations by TAZ  

Proctor 

TAZ 

population employment 

Capacity  

2030 

allocation 

2040 

allocation Capacity  

2030 

allocation 

2040 

allocation 

2,777 423 84 135 138 9 14 

2,780 482 96 154 185 12 18 

2,796 480 95 154 184 12 18 

2,798 468 93 150 180 12 18 

TOTALS 1,854 367 593 686 45 68 
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Table 19:  Tacoma Central allocations by TAZ  

Tacoma Central 

TAZ 

population employment 

Capacity  

2030 

allocation 

2040 

allocation Capacity  

2030 

allocation 

2040 

allocation 

2,861 361 71 115 415 27 41 

2,864 1,067 211 341 1,206 79 119 

2,983 0 0 0 0 0 0 

2,986 5,775 1,144 1,848 7,644 501 757 

2,991 909 180 291 1,032 68 102 

TOTALS 8,111 1,606 2,595 10,297 675 1,020 

 

Table 20:  Westgate allocations by TAZ  

Westgate 

TAZ 

population employment 

Capacity  

2030 

allocation 

2040 

allocation Capacity  

2030 

allocation 

2040 

allocation 

2,769 519 103 166 404 26 40 

2,772 1,474 292 472 1,697 111 168 

2,801 1,956 387 626 2,252 148 223 

2,803 687 136 220 791 52 78 

2,807 314 62 100 361 24 36 

2,809 56 11 18 0 0 0 

TOTALS 5,005 991 1,602 5,505 361 545 
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Table 21:  Development Capacity by Zone 

zone 
height 
limit 

average # 
of floors 

FAR 
average unit 

size 
resid/ 

comm. split 
household 

density 
floor area per 

employee 
empl. 

density 

NCX 45 4 3 1,000 75% 91 375 81 

CCX  65 5 4 1,000 50% 76 375 203 

UCX 75 6 4 1,000 50% 91 375 244 

RCX 60 5 4 1,000 90% 137 375 41 

CIX 75 5 4 1,000 5% 8 375 386 

NRX 35 3 2 1,000 95% 87 375 12 

URX 45 4 3 1,000 95% 116 375 16 

HMX 150 10 7 1,000 0% 0 375 813 

DR 90 8 6 1,000 80% 195 375 130 

DMU 100 9 6 1,000 70% 192 375 220 

WR 100 9 6 1,000 70% 192 375 220 

DCC 400   12 1,000 50% 261 375 697 

UCX-TD 75 6 4 1,000 50% 91 375 244 

S8 65 - 180   4 1,000 50% 90 375 240 

S9 35       0% 0   19 

S10 35       0% 0   19 

S11 35       0% 0   19 

M1 75       0% 0   25 

M2 100       0% 0   50 

PMI 100       0% 0   25 

C2 45       0% 0   25 

R2 35       100% 6   0 

R3 35       100% 14   0 

R4 60       100% 46   0 

R4L 35       100% 17   0 

 
Assumptions: 

       2.32 average household size (source: 2007 Pierce County Buildable Lands Report) 
 1000 square feet average multifamily unit size 

    375 square feet average floor space per employee 
    70% average lot coverage of development 
    

 
capacities for R zones and C2 zone taken from the 2007 Pierce County Buildable Lands Report  

 
capacities for the S8 zone taken from the South Downtown Subarea Plan 

 
 

capacities for the S9, S10, S11, M1, M2, and PMI based on input from City of Tacoma staff 
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Appendix E: 
Employment 

Density Survey 
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An excerpt from the 2007 Buildable Lands Report: 

2006 Employment Density Survey Conclusion 
The average employment density for commercial uses is estimated at 21.92 employees per gross acre.  

The average employment density for industrial uses is estimated at 13.8 employees per gross acre.  The 

average employment density in downtown Tacoma is estimated at 356.77 employees per gross acre. 

The range within each category varies dramatically.  As an example, various restaurants within the 

Retail/FIRES category generates an employment density between 90 and 100 employees per acre while 

various retail establishments generate a density between 10 and 20.  This is observed through a lower 

median employment figure for Retail/FIRES of 19.37.  While the Manufacturing/Warehousing median is 

slightly higher than its average, the downtown Tacoma area median density is significantly lower than its 

average.      

Resulting Employment Density Per Employment Sector 

Employment 
Sector 

Jurisdictions 
Surveyed 

# of 
Parcels 

Total 
Employees 

Total 
Acreage 

Average 
Employees* 

Median 
Employees* 

Manufacturing/
Warehousing 

Tacoma 
Fife 
Puyallup 
Bonney Lake 

21 2,364 171 13.8 21.32 

Retail/FIRES 

Pierce County 
Bonney Lake 
University Place 
Fife 
Orting 
Puyallup 
Tacoma 

97 4,206 192 21.92 19.37 

Downtown 
Retail/FIRES 

Tacoma 7 2,162 6.06 356.77 235.59 

Source:  2004 ESD Employment Data, Pierce County ATR Parcel Records. 
*Per gross acre. 

 

The estimated average employment density for public administrative buildings is 27.56.  Fire stations are 

estimated at an average employment density of 12.01.  The average employment density for a school is 

estimated at 5.48. 

Resulting Employment Density for Publicly Owned Facilities 

Type of Facility # of Parcels Total Employees Total Acreage 
Average Employees 

Per Gross Acre 

Administrative Buildings 11 2,926 106 27.56 

Fire Stations 11 264 21.98 12.01 

Schools 45 5,329 972.19 5.48 
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Comparison with Previous Employment Survey:  Data on individual businesses in Pierce County was 

obtained from the Washington State Employment Security Department to identify an average 

employment statistic to incorporate into the analysis for the 2002 Report.  However, businesses 

included within the survey were randomly chosen in disregard to the time period in which a building 

was constructed.  In essence, many of the commercial/industrial sites may have been constructed prior 

to the adoption and implementation of GMA policies and regulations. 

Similar to the new survey, the employment information was grouped into three categories:  commercial, 

industrial, and government.  The downtown Tacoma area was also segregated as in the present survey.  

As seen on the table below, the average employment density for commercial uses was determined to be 

34.3 employees per gross acre; the average employment density for industrial uses was determined to 

be 11.2 employees per gross acre; the average employment density for governmental uses was 

determined to be 22.7 employees per gross acre; and, the average employment density in downtown 

Tacoma was 318 employees per gross acre. 

The commercial employment average was generated from the review of 131 businesses located on 56 

separate properties.  The industrial average was generated from the review of 50 businesses located on 

35 separate properties.  The downtown Tacoma average was derived from the review of 56 businesses 

on 6 separate properties.  The average employee per acre for each category was calculated by summing 

the employees for all the businesses and dividing by the total acreage. 

Comparison of 1999 and 2004 Surveys 

Employment Sector 1999 Survey 2004 Survey Average 2004 Survey Median 

Manufacturing/Warehousing 11.15 13.8 21.32 

Retail/FIRES 34.3 21.92 19.37 

Governmental 22.7 7.74 N/A 

Downtown Tacoma 318 356.77 235.59 
Source:  1999 ESD Employment Data, 2004 ESD Employment Data, Pierce County ATR Parcel Records. 

 

Conclusion/Recommendation:  UGAs associated with Pierce County and its cities and towns are required 

to include sufficient land to accommodate the housing and employment growth targets within a 20-year 

planning period.  The publication of a Buildable Lands report every five years documents the UGAs 

housing/employment capacity analysis.  This analysis incorporates various assumptions, such as, housing 

density, persons per household, market availability, and employees per acre.  The assumptions are 

reviewed every five years to determine if modifications should be implemented for the subsequent 

analysis/report. 

The methodology applied to calculate the employment capacity relies upon two primary inputs: an 

inventory of developable land (vacant and redevelopable) and assumed number of employees per gross 

acre.  This simplified approach results from the intricacies associated with employment capacity.  While 

household sizes associated with residential development may minimally increase/decrease during any 

given point, employment intensities may deviate substantially. 

Given the various intricacies of employment capacity, a more conservative approach in determining an 

employment capacity may be warranted.  This approach may be implemented through the application 

of the lower employees per acre statistics, from the two surveys as depicted in the table below, to 
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vacant and redevelopable lands within commercial and industrial zoning categories.  If applicable, one of 

the three governmental employment statistics may be applied to documented capital facility projects 

that may be constructed within residentially zoned areas, such as new schools.    

Employment Sector Recommended Employment Density for Analysis Within 2007 Report 

Manufacturing/Warehousing 11.15 

Retail/FIRES 19.37 

Downtown Tacoma 235.59 

 

2010 Employment Density Survey Data 
Provided by: Pierce County Public Works Department, Traffic Division. 

OFFICE Current Trend (2010 ESD & Parcel Data) Calibrated Data 

Area 
Number of 

Records 
Jobs/Per 

Acre 
SF/Per 

Job 
SF/Per 
Acre 

FAR 
Adjusted 

Factor 
Adjusted 
Jobs/Acre 

Downtown Core 224 258.55 488 126,099 2.895 0.884 224.09 

Downtown 139 78.38 629 49,275 1.131 1.555 116.66 

Tacoma ‐ Core 127 34.88 445 15,525 0.356 0.779 27.19 

Tacoma ‐ HMX 107 206.22 251 51,779 1.189 1.806 373.30 

Urban ‐ High 529 15.26 544 8,299 0.191 1.162 18.15 

Urban ‐ Medium 1,306 10.14 566 5,739 0.132 1.207 15.00 

Urban ‐ Low 1,071 16.61 546 6,343 0.146 1.298 15.00 

Average 
 

17.55 499 8,759 0.200 
  

Total 3,503 
      

 

RETAIL Current Trend (2010 ESD & Parcel Data) Calibrated Data 

Area 
Number of 

Records 
Jobs/Per 

Acre 
SF/Per 

Job 
SF/Per 
Acre 

FAR 
Adjusted 

Factor 
Adjusted 
Jobs/Acre 

Downtown Core 33 N/A N/A N/A N/A 2.696 49.38 

Downtown 41 N/A N/A N/A N/A 1.103 49.38 

Tacoma ‐ Core 183 26.00 436 11,340 0.260 1.306 33.92 

Tacoma ‐ HMX 4 N/A N/A N/A N/A 0.142 33.92 

Urban ‐ High 347 15.37 619 9,515 0.218 1.223 18.94 

Urban ‐ Medium 1,071 14.80 586 8,679 0.199 1.157 17.19 

Urban ‐ Low 506 14.21 599 8,520 0.196 1.045 14.81 

Average 
 

15.77 585 9,229 0.210 
  

Total 2,185 
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MANU Current Trend (2010 ESD & Parcel Data) Calibrated Data 

Area 
Number of 

Records 
Jobs/Per 

Acre 
SF/Per 

Job 
SF/Per 
Acre 

FAR 
Adjusted 

Factor 
Adjusted 
Jobs/Acre 

Downtown Core 4 N/A N/A N/A 0.000 0.606 N/A 

Downtown 14 N/A N/A N/A 0.000 0.820 N/A 

Tacoma ‐ Core 13 N/A N/A N/A 0.000 1.065 N/A 

Tacoma ‐ HMX 3 N/A N/A N/A 0.000 0.000 N/A 

Urban ‐ High 14 N/A N/A N/A 0.000 0.855 9.90 

Urban ‐ Medium 115 11.45 1,185 13,574 0.312 0.701 8.12 

Urban ‐ Low 147 7.44 1,007 8,520 0.172 0.991 7.50 

Average 
 

8.94 1,055 9,427 0.220 
  

Total 310 
      

 

WTCU Current Trend (2010 ESD & Parcel Data) Calibrated Data 

Area 
Number of 

Records 
Jobs/Per 

Acre 
SF/Per 

Job 
SF/Per 
Acre 

FAR 
Adjusted 

Factor 
Adjusted 
Jobs/Acre 

Downtown Core 5 N/A N/A N/A N/A N/A 
 

Downtown 10 N/A N/A N/A N/A N/A 
 

Tacoma ‐ Core 15 N/A N/A N/A N/A N/A 
 

Tacoma ‐ HMX 0 N/A N/A N/A N/A N/A N/A 

Urban ‐ High 23 12.88 633 8,150 0.187 0.439 10.11 

Urban ‐ Medium 224 9.42 956 9,006 0.207 1.057 10.11 

Urban ‐ Low 325 6.86 878 6,020 0.138 1.242 8.63 

Average 
 

8.25 896 7,395 0.170 
  

Total 602 
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Technical 

Description of the 
Inventory Model 
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Unincorporated Urban Pierce County Example Process. 

Provided by: Pierce County Public Works Department, Traffic Division. 

Data Inventory 
The process of buildable lands begins with assigning designations to parcels based on land use 

description. Parcels will be coded as vacant, potentially underutilized, unbuildable, or a special code for 

specific circumstance based on land use description. Certain land use codes that could be vacant will be 

marked for review by digital orthophoto to determine if they are vacant or not. This process is known as 

Stage 1A. 

While vacant, vacant – single unit, and unbuildable are easily recognizable, underutilized lands require 

some definition and context. Previously, the Buildable Lands used vacant, vacant single, 

underdeveloped, and redevelopable. Now underdeveloped and redevelopable are categorized as 

underutilized which encompasses all parcels that could be further developed given market conditions. 

Thus underutilized will capture parcels that have low densities for housing units or jobs that are 

assumed to have more capacity to accommodate population or employment growth. The following 

sections outline this process; text bodies contain the contextual information while the technical 

sequencing will be displayed underneath in bullets. 

Estimated Net Units and Jobs 
Net units and jobs are derived from the difference between the future estimated number of units and 

jobs respectively and the current baseline figures. These estimations are based on observed densities. 

 For residential classifications future units equal the actual housing density observed within the 
zoning code for the last 10 years multiplied by the net acreage. 

 For commercial and industrial classifications future jobs equal net acreage multiplied by the 
future job density assigned by PALS; in this case 19.37 for commercial and 8.25 for industrial. 

 For mixed use commercial 35% of the acreage is applied to housing and 65% to commercial 
which is then multiplied by the observed unit density and job density. 

 Residential net units equal the future residential units minus the 2010 inventoried units on the 
parcel. 

 Commercial and industrial present jobs are calculated by parcel square feet divided by 500 for 
commercial and 900 for industrial. 

 The net is then calculated by the present value subtracted from the future value. The new mixed 
use is a combination of the above methods to determine both net units and jobs. 

 

Inclusions and Exclusions 
Utilizing the classifications created in the first stage of this process, it was possible to manually search 

through selected fields and insert user overrides and special cases that need to be handled by the model 

separately. All of these classifications will be marked for inclusion or exclusion based on whether or not 

one could build upon them; hence those included are underutilized or vacant. So libraries are excluded 

while vacant parcels are included. Some parcels are locked at this stage so that the model ignores their 

land use type when calculating units and jobs. The model instead relies solely on the inventoried value 
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supplied with the parcel itself. As an example this occurs with Master Planned Communities which 

design their number of units. 

 The first query locks all pipeline parcels within the master planned developments of Sunrise, 
Lipoma Firs, and Cascadia/Tehaleh. 

 Exclude all lots less than 3,000 net square feet. 

 Lock out right of ways, narrow polygons, playgrounds, condos, some forms of government 
owned lands, MPDs, and marine areas from being calculated according to the assumptions. 

 Exclude shooting ranges. 

 School sites are then identified [this includes universities and colleges] and those that are 
owned by schools but currently exist outside the school boundary or building structures and 
auxiliaries have been included in buildable lands. 

 Unbuildable parcels identified in Stage 1A are excluded although those that were corrected to 
vacant were included. 

 Government specified parcels such as fire stations and libraries are locked however vacant 
government parcels are included. 

 Unknown designations from Stage 1A were included if upon visual inspection they were vacant 
and they were excluded if indicated as unbuildable. 

 Port parcels were included. 

 Residential Single Family Residences on commercial, industrial, or mixed use lands were 
included as underutilized. 

 Include vacant parcels that were corrected and exclude unbuildable parcels that were corrected.  

 Exclude JBLM parcels. 

 Include corrected redevelopable parcels. 

 Include Stage 1A agriculture land as vacant or redevelopable parcels. Urban agriculture land is 
considered exclusively vacant. 

 

Redevelopable Exclusions 
Redevelopable exclusions provide another parameter which would exclude otherwise included parcels. 

This has to do with valuations of structures, that once they reach a certain dollar amount it would be 

improbable from a profitability outlook to tear the structure down and input something new. The 

exception is Multi-Family parcels which depend on the ratio of current units to estimated future units. 

 If an SFR does not meet the minimum lot size it is excluded. 

 If an SFR has an improvement value that is greater than or equal to $500,000 it is excluded. 

 If a MHP has a value greater than or equal to $1,000,000 it is excluded. 

 If a MF has a future unit to base unit ratio less than 2.5 it is excluded; it is assumed that unless 
the units increase by at least 2.5 times it will be unappealing for redevelopment. 

 The final exclusion is for commercial lots that are greater than or equal to $1,000,000. 
 

Unit and Job Revisions 
This section determines the final net units and jobs based on certain markets assumptions, presumably 

that for underutilized units and jobs there has to be sufficient additional units or jobs respectively in 

order for develop to likely occur. 
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 Housing units are first tested to determine if their acreage meets the minimum size. Those that 
do not meet this minimum are given a final unit of 1. 

 School sites are marked at zero units and jobs while school parcels outside of the school 
boundary are treated as the parcel provided units and jobs indicate. 

 PALS pipeline, MPDs, and other pipelines/projects are marked with recorded units and jobs for 
the final units and jobs; similar to the processes of the previous stages. 

 Test redevelopable parcels for jobs and units and if they are below the minimum size they will 
result in zero jobs and zero units. For buildable lands the ratio between future and base must be 
at least 2.5 for units and 5.0 for jobs. While the ratio of units has been derived previously, jobs 
will be estimated and those that do not meet the 5.0 ratio will be excluded. 

 The query then excludes the parcels from previous stages that were marked for exclusion. 

 In terms of auxiliaries, 20% are coded for potential future development. 

 Remove underutilized parcels from the Buildable Lands capacity if the mixed commercial jobs 
are less than five or units are less than two. 

 

Categorizing Potentially Vacant, Underutilized, and 

Unbuildable Land 
Figures 33, 34, and 35 show the Assessor-Treasurer’s (ATR) land use descriptions used to categorize land 

within the Buildable Lands Model. Parcels with a data label under Figure 33 are analyzed assuming the 

land is vacant. Figure 34 shows the data labels for parcels that would be included in the underutilized 

analysis. The parcels with data labels in Figure 35 are considered undevelopable outright. 

Figure 33: ATR Land Use Descriptions Considered to be Potentially Vacant 

Description Data Label 

Commercial Vacant Land COMM VAC LAND 

Commercial Vacant Land Special Environmental Approval Filed COMM VAC LND SP ENVIR APPR FILED 

Farms Not Current Use FARMS NOT CURRENT USE 

Industrial Indian Reservation Land IND INDIAN RESERV LND 

Industrial Land With Improvement Land Value Only IND LND WITH IMPROV  LAND VAL ONLY 

Industrial Vacant Land Special Environmental Approval Filed IND VAC LND SP ENVIR APPR FILED 

Noncommercial Forest NON COMM FOREST 

Other Undeveloped Land OTHER UNDEVEL LAND 

Residential No Perk Vacant Land Required Documentation RES NO PERK VAC LND REQ DOC 

Vacant Industrial Land VAC INDUSTRIAL LAND 

Vacant Land Building Restriction Documentation Required VAC LND BLDG RESTRICT DOC REQ 

Vacant Land Undeveloped VACANT LAND UNDEVELOPED 
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Figure 34: ATR Land Use Descriptions Considered to be Potentially Underutilized 

Description Data Label 

Agricultural Related Activities AG RELATED ACTIVITIES 

Agriculture Not Current Use AG NOT CURRENT USE 

Amusements AMUSEMENTS 

Apparel & Finished Products Manufacturing APPAREL & FINISH MFG 

Apparel Accessories Retail APPAREL ACCSSRS RETAIL 

Apartment Condominium High Rise APT CONDO HIGH RISE 

Apartment/Condominium 3 Stories Or Less APT/CONDO 3 STOR OR LESS 

Automobile Accessories Retail AUTO ACCESSORIES RETAIL 

Automobile Dealer New And Used Retail AUTO DLR NEW AND USED RETAIL 

Automobile Parking AUTO PARKING 

Automobile Repair Services AUTO REPAIR SERVICES 

Automobile Wrecking Retail AUTO WRECKING RETAIL 

Banks BANKS 

Big Box Power Center BIG BOX POWER CTR 

Building Material Farm Equipment Retail BLDG MTRL FARM EQUIP RETAIL 

Business Services BUSINESS SERVICES 

Car Wash CAR WASH 

Chemical Manufacturing CHEMICAL MFG 

Commercial Land With Improvement Land Value Only COMM LND WITH IMPROV  LAND VAL ONLY 

Commercial Land With Single Family Residence COMM LND WITH SFR 

Communication COMMUNICATION 

Contractor Services CONTRACTOR SERVICES 

Convenience Store May Have Gas CONVEN STORE MAY HAVE GAS 

Credit Unions CREDIT UNIONS 

Cultural Activities CULTURAL ACTIVITIES 

Current Use Farm & Agriculture RCW 84.34 CU FARM & AGRI RCW 84.34 CURRENT USE 

Current Use Open Space RCW 84.34 CU OPEN SPACE RCW 84.34 CURRENT USE 

Current Use Timberland RCW 84.34 CU TIMBERLAND RCW 84.34 CURRENT USE 

Designated Forest Land RCW 84.33 DESIG FOREST LND RCW 84.33 

Dental Services DENTAL SERVICES 

Detached Garage Condominium DET GARAGE CONDO 

Discount Stores DISCOUNT STORES 

Duplex 2 Units DUPLEX 2 UNITS 

Duplex Condominium DUPLEX CONDO 

Educational Services EDUCATIONAL SERVICES 

Entertainment Bars ENTERTAINMENT BARS 

Espresso Shop ESPRESSO SHOP 

Fabricated Metal Products FAB METAL PRODUCTS 

Fast Food FAST FOOD 

Fishing Activities And Services FISHING ACTIVITIES AND SERVICES 

Food Manufacturing FOOD MFG 

Food Retail Trade FOOD RETAIL TRADE 

Fourplex 4 Units FOURPLEX 4 UNITS 

Fourplex Or More Condominium FOURPLEX OR MORE CONDO 

Fueling Stations FUELING STATIONS 

Funeral Crematory Services FUNERAL CREMATORY SERV 
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Figure 34: ATR Land Use Descriptions Considered to be Potentially Underutilized 

Description Data Label 

Furniture Manufacturing FURNITURE MFG 

Gas Station Cashier Booth GAS STATION CASHIER BOOTH 

Gas Station Mini Mart GAS STATION MINI MART 

Gas Station Service Garage GAS STATION SERV GAR 

Gas Station Vacant No Pumps GAS STATION VAC NO PUMPS 

General Merchandise Retail Trade GEN MERCHANDISE RETAIL TRADE 

General Warehousing Storage GEN WAREHOUSING STORAGE 

Governmental Services GOVERNMENTAL SERVICES 

Horticultural Specialties HORTICULTURAL SPECIALTIES 

Hospital HOSPITAL 

Hotels/Motels HOTELS/MOTELS 

Institutional Lodging INSTITUTIONAL LODGING 

Laundry & Dry Cleaning Services LNDRY & DRY CLEANING SERV 

Lumber & Wood Manufacturing LUMBER & WOOD MFG 

Medical Offices Services MEDICAL OFFICES SERVICES 

Mobile Home Park MH PARK 

Mobile Home Park Condominium MH PARK CONDO 

Mobile Home Sales Retail MH SALES RETAIL 

Mobile Home Senior/Disabled Exempt Administrative Combination MH SR/DISABLED EXEMPT ADMIN COMBO 

Mobile Home Title Eliminated MH TITLE ELIM 

Mini-Lube Service MINI LUBE SERVICE 

Mini-Warehousing MINI WAREHOUSING 

Misc Manufacturing MISC MFG 

Miscellaneous Office Space MISC OFFICE SPACE 

Miscellaneous Services MISC SERVICES 

Mobile/Manufactured Home MOBILE/MFG HOME 

Motion Picture Theaters MOTION PICTURE THEATERS 

Multi-Family Apartments 5 Units Or More MULTI FAM APTS 5 UNITS OR MORE 

Multi-Family High Rise 5 Units Or More MULTI FAM HIGH RISE 5 UNITS OR MORE 

Neighborhood Community Shopping Center NGB COMMUNITY SC 

Nursery Schools NURSERY SCHOOLS 

Nursing Convalescent Hospitals NURSING CONVALESCENT HOSPITALS 

Office, Insurance, Real Estate, Finance OFF INSURANCE REAL ESTATE FINANCE 

Office Condominium OFFICE CONDO 

Older Business District OLDER BUSINESS DIST 

Other Cultural Activities OTHER CULTURAL ACTIVITIES 

Other Group Quarters OTHER GROUP QTRS 

Other Public Assembly OTHER PUB ASSEMBLY 

Other Residential OTHER RESIDENTIAL 

Other Resource Production OTHER RESOURCE PROD 

Other Retail Trade OTHER RETAIL TRADE 

Paper Product Manufacturing PAPER PROD MFG 

Personal Services PERSONAL SERVICES 

Petroleum Industries PETRO INDUSTRIES 

Postal Services POSTAL SERVICES 

Primary Metal Industries PRIM METAL INDUSTRIES 
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Figure 34: ATR Land Use Descriptions Considered to be Potentially Underutilized 

Description Data Label 

Printing and Publishing PRINTING PUBLISHING 

Professional Services PROFESSIONAL SERVICES 

Recreational Activities REC ACTIVITIES 

Refrigerated Warehouse REFRIG WAREHOUSE 

Regional Shopping Center REGIONAL SC 

Rental Equipment Auto Truck RENTAL EQUIP AUTO TRUCK 

Repair Services REPAIR SERVICES 

Residential Indian Reservation Land RES INDIAN RESERV LND 

Residential Land With Commercial Building RES LND WITH COMM BUILDING 

Residential Land With Improvement Land Value Only RES LND WITH IMPROV  LAND VAL ONLY 

Resorts Camps RESORTS CAMPS 

Restaurant RESTAURANT 

Retail Home Furnishings RETAIL HOME FURNISHINGS 

Retail Stand Alone RETAIL STAND ALONE 

Retirement Home RETIREMENT HOME 

Room Boarding House RM BOARDING HOUSE 

Recreational Vehicle Sales Retail RV SALES RETAIL 

Salons, Spas, Barber Shops SALONS SPAS BARBER SHOPS 

Scientific Instruments, Photo, Optical, Watch Manufacturing SCI INSTR PHOTO OPTICAL WATCH MFG 

Single Family Residential Condominium SFR CONDO 

Single Family Dwelling SINGLE FAMILY DWELLING 

Special Training Schools SPECIAL TRAINING SCHOOLS 

Specialty Food Markets SPECIALTY FOOD MKTS 

Sports Bar, Restaurant, Larger Tavern SPORTS BAR REST LARGER TAV 

Stone, Clay, Glass Manufacturing STONE/CLAY/GLASS MFG 

Subsidized High Rise 5 Or More SUBSIDIZED HIGH RISE 5 OR MORE 

Subsidized Units 5 Or More SUBSIDIZED UNITS 5 OR MORE 

Taverns TAVERNS 

Textile Mill Manufacturing TEXTILE MILL MFG 

Triplex 3 Units TRIPLEX 3 UNITS 

Triplex Condominium TRIPLEX CONDO 

Used Car Lots Only Retail USED CAR LOTS ONLY RETAIL 

Vehicle Transportation VEHICLE TRANSPORTATION 

Veterinarian Services VETERINARIAN SERVICES 

Vocational Trade Schools VOC TRADE SCHOOLS 

Warehouse Condominium WAREHOUSE CONDO 

Wholesale Trade WHOLESALE TRADE 
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Figure 35: ATR Land Use Descriptions Considered to be Undevelopable 

Description Data Label 

Bays Or Lagoons BAYS OR LAGOONS 

Cemeteries CEMETERIES 

Cultivated Tidelands CULTIVATED TIDELANDS 

Drain Fields and Catch Basins DRAINFLDS  CATCH BASINS 

Flood Plain FLOOD PLAIN 

Floodway FLOODWAY 

Greenbelt Common Areas GRNBELT COMMON AREAS 

Marina Slip Condominiums MARINA SLIP CONDOS 

Marinas MARINAS 

Marine Craft Transportation MARINE CRAFT TRANSPORTATION 

Military Bases MILITARY BASES 

Mining Activities MINING ACTIVITIES 

Operating Property Railroad Right Of Way OP PROP RR RIGHT OF WAY 

Other Transportation Utilities OTHER TRANS UTILITIES 

Other Water Areas OTHER WATER AREAS 

Parks PARKS 

Quarry Sand Rock QUARRY SAND ROCK 

Religious Services RELIGIOUS SERVICES 

Railroad Equipment Maintenance RR EQUIP MAINT 

Railroad Passenger Terminals RR PASSENGER TERMINALS 

Saltwater Tidelands SALTWATER TIDELANDS 

Street Right Of Way STREET RIGHT OF WAY 

Transferred Development Rights TRANSFERRED DEVELOPMENT RIGHTS 

Transit Railroad Right Of Way TRANSIT RR RIGHT OF WAY 

Utilities UTILITIES 

Vacant Land Major Problem VAC LND MAJOR PROBLEM 

Water Areas WATER AREAS 

Well Sites WELL SITES 

Wetlands Recorded WETLANDS RECORDED 

Elementary Schools 1 To 6 ELEM SCHOOLS 1 TO 6 

Junior Colleges JR COLLEGES 

Secondary Schools 7 To 12 SEC SCHOOLS 7 TO 12 

University/Colleges UNIVERSITY/COLLEGES 

Fire Stations FIRE STATIONS 

Libraries LIBRARIES 

Prisons PRISONS 

Aircraft Transportation AIRCRAFT TRANSPORTATION 

Golf Courses GOLF COURSES 
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2014 Buildable Lands – Model Process Flow 
Highlights key script processes in the Buildable Lands model 
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The following letter from Bonney Lake has been discussed and, since the Buildable Lands Report does 

not allocate targets and capacity of the unincorporated UGA affiliated with cities and towns to their 

respective affiliated jurisdictions, it has been determined that there will be no action taken pertaining to 

this request. The targets associated with the affiliated area will be transferred to the City’s target after 

annexation takes place, not with the affiliation mentioned in the letter.   
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APPENDICES | CITY OF GIG HARBOR 

 DRAFT | OCTOBER 2018 

Appendix I 
CITY OF GIG HARBOR COLIFORM MONITORING 
PLAN 





COLIFORM MONITORING PLAN 
 
 

WATER SYSTEM INFORMATION  
 

City of Gig Harbor:      Water system ID: #276009  
3510 Grandview St      County: Pierce 
Gig Harbor, WA 98335      Group: A 
Jeff Langhelm, Public Works Director: 253-853-7630 (Office) Type: Community 
      253-377-0553 (Cell)  Owner: City of Gig Harbor 
Ken Andrews, Public Works  
  Superintendent:   253-851-8406 (Office)      
    253-377-9410 (Cell) 
Emergency: 253-530-6888 
          DOH: 253-395-6776 
DOH 24HR: 1-877-481-4901 
 
 

WATER SYSTEM SOURCES  
 

 
DOE# 

 
Utility’s Name 

 
Zone 

 
DOH 

Source 

 
Location 

 
GPM 

Well 
Depth 

AAF 346 City Park Well #2  1 S02 SW/SE 32 22N 02E 330 121 
AAF 349 Well #3  2 S03 NE/SE 17 21N 02E 625 902 
AAF 348 Harbor Heights Well #4  1 S04 NE/SW 08 21N 02E 230 438 
AAF 347 North Creek Well #5  2 S05 SE/NW 02 21N 02E 500 808 
AAF 351 North Creek Well #6  2 S06 SE/NW 02 21N 02E 1000 566 
AAF 350 Rushmore  2 S08 SE/SE 17 21N 02E 30 222 
BBK 509 Well #10*  1 S010 SW/SE 32 22N 02E 0 147 
BAL 876 Well #11  3 S09 SW/SW 32 22N 02E 1000  
  *Well 10 has been drilled but has not yet been added to system. 

 
 
 

WATER STORAGE TANKS 
 

 
# 

 
Utility’s Name 

 
Zone 

 
Storage Volume 

 
Diameter/Height 

Year 
Built 

Zone to 
Zone 

1 Skansie Tank 2 1,100,000 106-2 ft / 43-0 ft 1979 2 to 1 
2 Shurguard Tank 2 500,000 101-6 ft / 30-0 ft 1989 2 to 1 
3 Grandview A 1 250,000 30-0 ft / 38-0 ft 1962 N/A 
4 Grandview B 1 250,000 30-0 ft / 38-0 ft 1973 N/A 
5 East Tank 1 250,000 52-2 ft / 16-2 ft 1973 N/A 
6 North Tank 3 2,500,000 53-0 ft / 155-0 ft 2005 3 to 2 
 Total  4,750,000    
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WATER SYSTEMS PUMPING STATIONS 

 
 
# 

 
Utility’s Name 

 
Motor- HP 

 
Pump GPM 

 
Zone to 

Zone 
1 Skanise Ave Booster Pump 60 HP 

60 HP 
1-2000 GPM VFD 
1-200 GPM soft start 

2 to 3 

 
One Booster Station, located at the Skansie tank site for fire flow to Gig Harbor North business 
district.  8 PRV Interties from the Zone 3 to the Zone 1, mainly for fire protection. 
 

 
WATER SYSTEMS INFORMATION 

 
Total population served:     9110* 
Total Commercial Industrial connections: 296 
Total Municipal/Government/Park connections: 72 
Total Residential Connections:   2488 
Total Service Connections:   2856 
      (*as of 2016) 
 

PRESSURE ZONES 
 
The City currently has three zones:  Zone 1 (320) Zone 2 (440) and Zone 3 (450).  Wells 2 and 
4 are the sources for zone 1, Wells 3, 5, 6 and 8 are the sources for zone 2, and Well 11 is the 
source for zone 3.  If demand exceeds Wells 2 and 4 production capability, there is a pressure 
valve within the Grandview tank site that allows Well 3 to supplement zone 1.  In addition, there 
are also 8 PRV interties throughout the distribution system which allow water to supplement the 
lower pressure zone should demand necessitate. The majority of our high production wells are 
in zone 2 giving us the ability to supply water to the other two zones through our PRV’s or 
booster pump station on Skansie, should a pump failure during peak demand occur. 
 

SAMPLING INFORMATION 
 

All Group A public water systems must collect samples for coliform bacteria analysis (WAC 246-
290). The samples must be collected from the distribution system and the sources of supply. 
WAC 246-290-300 coliform monitoring requirements are based on the Revised Total Coliform 
Rule, the Groundwater Rule, and the Surface Water Treatment Rule.  
 
The City of Gig Harbor is required to take 10 routine samples per month except June, July and 
August when 9 samples per month are required from our distribution system.  In addition, we 
take two engineering samples from our well sources per month. 
 
The Revised Coliform Rule requires the collection of repeat samples within 24 hours when a 
routine distribution system sample is unsatisfactory. The Groundwater Rule requires the 
collection of triggered source samples within 24 hours when a routine sample is unsatisfactory if 
all or part of the water supply comes from the groundwater source. One sample must be 
collected from the same sampling site as the original coliform presence, plus a sample must be 
taken from each of the three repeat sites as identified in this plan. The original routine sampling 
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site and the three associated repeat sampling sites constitute a Sampling Site Group. Repeat 
sample sites were selected based on the following criteria: 1) within 5 active service 
connections downstream from original sample location, 2) within 5 active service connections 
upstream from original sample location, and 3) within 5 service connections upstream or 
downstream from the original routine sample location.  
 
In addition to Sampling Site Group, a triggered source sample must be collected from each 
groundwater source in use when an unsatisfactory routine sample was collected. The source 
must be collected prior to any treatment.  
 
The month following one or more samples with a coliform presence requires a minimum of five 
Follow-Up samples. The City of Gig Harbor will sample from all routine sample locations 
following a coliform presence sample.  
 
In addition to the above routine samples the City of Gig Harbor also samples for Chloride’s from 
Wells S03, S04, S05 and S09 the first week of April and the third week of August.  Nitrate 
samples from Wells S02, S03, S04, S05, S06, S08 and S09 the third week of May. 
 
Four Disinfection By-Products samples are required annually from the system.  These samples 
are taken the first week of August from sample sites:  9502 Peacock, 7520 Soundview, 5321 
25th, and Borgen Blvd & 51st. 
 

SAMPLING INTERVALS 
 

The City of Gig Harbor has installed 17 sampling stations throughout the city distribution system 
with the highest concentration in areas of homes and business.  We divided our sample sites 
into two routes per month, 1st week includes 6 sample stations and the 3rd week includes 4 
sample stations and 2 well sources.  The 17 sample stations and 7 well sources are rotated in 
these routes during the year. Samples are taken the first and third week of every month on 
Wednesday or Thursday and are collected by qualified personnel. Samples are dropped off at 
City Hall collection point by 11:30AM.  
 

SAMPLING STATUS 
 
Positive Sample: The laboratory notifies the water division as soon as the results indicate a 
positive sample.  
 
Negative Sample: the Water Division confirms all sample results as negative on or before Friday 
at 3:30 PM each week samples are taken.  
 
Sample Results: Sample results are by the laboratory to the State Department of Health and the 
City Water Division.  
 

ANALYSIS 
 

Performed By: Water Management Laboratories Inc.  
  1515 80th St E., Tacoma, WA, 98404 
  253-531-3121  Lab ID: C546 
Alternate Lab: Spectra Laboratory 
  2221 Ross Way, Tacoma 98421 
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  (253) 272-4850 
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SAMPLE SITES 
 

Sample Sites: 
 

1. 6633 McDonald 

2. 3207 Harborview Drive 

3. 8222 Stinson 

4. 9010 Prentice 

5. 9701 54th Ave NW 

            

6. 5103 23rd Ave NW 

7. 6714 Cascade 

8. 7712 Chinook 

9. 8828 N. Harborview Drive 

            

10. 9504 Peacock 

11. 7404 Elk Creek 

12. 7520 Soundview 

13. 5321 25th  

14. Borgen Blvd. & 51st Avenue 

            

These Water samples alternate throughout the year as the samples taken first week of 
the month. 

15. 9820 Ringold 

16. 6507 Wollochet 

17. 10182 Sentinel Loop 
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Well site Samples: 

18. S02 - 3303 Vernhardson 

19. S03 - 8966 SR16 Hwy. W. 

20. S04 - 3488 Grandview St. 

21. S05 - 4700 North Creek Lane 

22. S06 - 4700 North Creek Lane 

23. S08 - 5202 25th Ave. Ct. NW 

24. S09- 8698 Skansie Ave 
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COLIFORM MONITORING PLAN 
ROUTE #1 – JANUARY – 1ST WEEK  
CITY OF GIG HARBOR ID #276009 

Peak Population Served:  9,110 Service Connections: 2,856 
Source:  Wells – DOH Source Number S02, S03, S04, S05, S06, S08 
Treatment:  None Storage:  Above Ground Storage Capacity: 4,750,000 gal 
 

SAMPLING INFORMATION 
 

Sampled by: Number of Sample Sites Needed to Represent the Distribution 
System: 23 

 
Date 

   /    / 

 
Type 

 
Site # 

 
Location 

Free Chlorine 
Residual 

 
Sample Site 

Group 

Routine 1 6633 McDonald Sample Station  
Repeat 1-A 3317 Emerald Lane        Meter S.S.    
Repeat 1-B 6777 Port Lane Meter S.S.  
Repeat 1-C 3225 Soundview Ct. Hos Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 2 3207 Harborview Dr.     Sample Station  
Repeat 2-A 3207 Harborview Dr.     Meter S.S.  
Repeat 2-B 3202 Harborview Dr.     Meter S.S.   
Repeat 2-C 3117 Harborview Dr.     Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  

 
 

Sample Site 
Group 

    
Routine 3 8222 Stinson                  Sample station  
Repeat 3-A 8209 Stinson                  Meter S.S.  
Repeat 3-B 8118 Stinson                  Meter S.S.  
Repeat 3-C 3802 Harborview Dr.      Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  

 
 

Sample Site 
Group  

Routine 4 9010 Prentice Sample station  
Repeat 4-A 8919 Prentice                 Meter S.S.  
Repeat 4-B 9015 Prentice                 Meter S.S.  
Repeat 4-C 8917 Prentice                 Meter S.S.   
Source All Well S02, S03, S04, S05, S06, S08 S09   
    

 
Sample Site 

Group 

Routine 5 9701 54th Ave. NW Sample station  
Repeat 5-A 9601 Bujacich Rd. NW  1st test cock on 

RPBA 
 

Repeat 5-B 9703 54th Ave. NW         Sample Station  
Repeat 5-C 9511 Bujacich Rd. NW   Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 15 9820 Ringold Sample station  
Repeat 15-A 9820 Ringold        Meter S.S.  
Repeat 15-B 9819 Harborview Place         Meter S.S.  
Repeat 15-C 9816 Woodworth                   Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
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COLIFORM MONITORING PLAN 
ROUTE #2 – JANUARY – 3rd WEEK 
CITY OF GIG HARBOR ID #276009 

Peak Population Served:  9,110 Service Connections: 2,856 
Source:  Wells – DOH Source Number S02, S03, S04, S05, S06, S08 
Treatment:  None Storage:  Above Ground Storage Capacity: 4,750,000 gal 
 

SAMPLING INFORMATION 
 

Sampled by: Number of Sample Sites Needed to Represent the 
Distribution System: 23 

 
Date 

   /    / 

 
Type 

 
Site # 

 
Location 

Free 
Chlorine 
Residual 

 
Sample Site 

Group 

Routine 6 5103 23rd. Ave  NW Sample Station  
Repeat 6-A 2211 50th St. Ct. NW Meter S.S.  
Repeat 6-B 2302 50th St. Ct. NW Meter S.S.  
Repeat 6-C 5102 23rd Ave NW          Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 7 6714 Cascade Ave. Sample station  
Repeat 7-A 6711 Cascade Ave. Meter S.S.  
Repeat 7-B 6722 Cascade Ave. Meter S.S.  
Repeat 7-C 6818 Cascade Ave.        Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 8 7712 Chinook Sample station  
Repeat 8-A 7706 Chinook Meter S.S.  
Repeat 8-B 7816 Chinook Meter S.S.  
Repeat 8-C 7809 Chinook                 Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 9 8828 N. Harborview Sample station  
Repeat 9-A 9009 N. Harborview Meter S.S.  
Repeat 9-B 8827 N. Harborview Meter S.S.  
Repeat 9-C 8913 N. Harborview        Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 Engineering 20 Well S04 Well Head  
Engineering 23 Well S08                         Well Head  
Engineering 24 Well S09 Well Head  

 



  Revised: 9/12/18 

COLIFORM MONITORING PLAN 
ROUTE #1 – FEBRUARY – 1st WEEK 

CITY OF GIG HARBOR ID #276009 
Peak Population Served:  9,110 Service Connections: 2,856 
Source:  Wells – DOH Source Number S02, S03, S04, S05, S06, S08 
Treatment:  None Storage:  Above Ground Storage Capacity: 4,750,000 gal 
 

SAMPLING INFORMATION 
 

Sampled by: Number of Sample Sites Needed to Represent the Distribution 
System: 23 

 
Date 

   /    / 

 
Type 

 
Site # 

 
Location 

Free Chlorine 
Residual 

 
Sample Site 

Group 

Routine 10 9504 Peacock Sample station  
Repeat 10-A 9520 Peacock Meter S.S.  
Repeat 10-B 9416 Peacock Meter S.S.  
Repeat 10-C 9513 Peacock                 Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 11 7404 Elk Creek Sample station  
Repeat 11-A 7416 Elk Creek Meter S.S.  
Repeat 11-B 7503 Elk Creek Meter S.S.  
Repeat 11-C 7515 Elk Creek               Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 12 7520 Soundview Sample station  
Repeat 12-A 7422 Soundview Meter S.S.  
Repeat 12-B 7601 Soundview Meter S.S.  
Repeat 12-C 7421 Soundview             Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 13 5321 25th Sample station  
Repeat 13-A 5401 25th Meter S.S.  
Repeat 13-B 5315 25th Meter S.S.  
Repeat 13-C 5308 25th                        Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 14 Borgen Blvd.& 51st Ave. Sample station   
Repeat 14-A 5151 Borgen Blvd. Meter S.S.  
Repeat 14-B 5160 Borgen Blvd. Meter S.S.  
Repeat 14-C 5050 Borgen Blvd.          Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 16 6506 Wollochet Sample station   
Repeat 16-A 6504 Wollochet Meter S.S.  
Repeat 16-B 6508 Wollochet Meter S.S.  
Repeat 16-C 6626 Wagner Way          Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
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COLIFORM MONITORING PLAN 
ROUTE #2 – FEBRUARY – 3rd WEEK 

CITY OF GIG HARBOR ID #276009 
Peak Population Served:  9,110 Service Connections: 2,856 
Source:  Wells – DOH Source Number S02, S03, S04, S05, S06, S08 
Treatment:  None Storage:  Above Ground Storage Capacity: 4,750,000 gal 
 

SAMPLING INFORMATION 
 

Sampled by: Number of Sample Sites Needed to Represent the 
Distribution System: 23 

 
Date 

   /    / 

 
Type 

 
Site # 

 
Location 

Free 
Chlorine 
Residual 

 
Sample Site 

Group 

Routine 1 6633 McDonald Sample station  
Repeat 1-A 3317 Emerald Lane        Meter S.S.  
Repeat 1-B 6777 Port Lane Meter S.S.  
Repeat 1-C 3225 Soundview Ct. Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 2 3207 Harborview Dr.     Sample Station  
Repeat 2-A 3207 Harborview Dr.     Meter S.S.  
Repeat 2-B 3202 Harborview Dr.     Meter S.S.   
Repeat 2-C 3117 Harborview Dr.     Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 3 8222 Stinson                  Sample station  
Repeat 3-A 8209 Stinson                  Meter S.S.  
Repeat 3-B 8118 Stinson                  Meter S.S.  
Repeat 3-C 3802 Harborview Dr.      Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09

  
 

    
 

Sample Site 
Group 

Routine 4 9010 Prentice Sample station  
Repeat 4-A 8919 Prentice                 Meter S.S.  
Repeat 4-B 9015 Prentice                 Meter S.S.  
Repeat 4-C 8917 Prentice                 Meter S.S.   
Source All Well S02, S03, S04, S05, S06, S08 S09

  
 

    
 Engineering 21 Well S05 Well Head   
 Engineering 22 Well S06 Well Head  
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COLIFORM MONITORING PLAN 
ROUTE #1 – MARCH – 1st WEEK 

CITY OF GIG HARBOR ID #276009 
Peak Population Served:  6,273 Service Connections: 3,220 
Source:  Wells – DOH Source Number S02, S03, S04, S05, S06, S08 
Treatment:  None Storage:  Above Ground Storage Capacity: 4,750,000 gal 
 

SAMPLING INFORMATION 
 

Sampled by: Number of Sample Sites Needed to Represent the Distribution 
System: 23 

 
Date 

   /    / 

 
Type 

 
Site # 

 
Location 

Free Chlorine 
Residual 

 
Sample Site 

Group 

Routine 6 5103 23rd. Ave  NW Sample Station  
Repeat 6-A 2211 50th St. Ct. NW Meter S.S.  
Repeat 6-B 2302 50th St. Ct. NW Meter S.S.  
Repeat 6-C 5102 23rd Ave NW          Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 7 6714 Cascade Ave. Sample station  
Repeat 7-A 6711 Cascade Ave. Meter S.S.  
Repeat 7-B 6722 Cascade Ave. Meter S.S.  
Repeat 7-C 6818 Cascade Ave.        Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 8 7712 Chinook Sample station  
Repeat 8-A 7706 Chinook Meter S.S.  
Repeat 8-B 7816 Chinook Meter S.S.  
Repeat 8-C 7809 Chinook                 Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 9 8828 N. Harborview Sample station  
Repeat 9-A 9009 N. Harborview Meter S.S.  
Repeat 9-B 8827 N. Harborview Meter S.S.  
Repeat 9-C 8913 N. Harborview       Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 5 9701 54th Ave. NW Sample station  
Repeat 5-A 9601 Bujacich Rd. NW  1st test cock on 

RPBA 
 

Repeat 5-B 9703 54th Ave. NW         Sample Station  
Repeat 5-C 9511 Bujacich Rd. NW   Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 17 10182 Sentinel Loop Sample station  
Repeat 17-A 10204 Sentinel Loop Meter S.S.  
Repeat 17-B 10170 Sentinel Loop Meter S.S.  
Repeat 17-C 10197 Sentinel Loop      Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
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COLIFORM MONITORING PLAN 
ROUTE #2 – MARCH – 3rd WEEK 
CITY OF GIG HARBOR ID #276009 

Peak Population Served:  6,273 Service Connections: 3,220 
Source:  Wells – DOH Source Number S02, S03, S04, S05, S06, S08 
Treatment:  None Storage:  Above Ground Storage Capacity: 4,750,000 gal 

 
SAMPLING INFORMATION 

 
Sampled by: Number of Sample Sites Needed to Represent the 

Distribution System: 23 
 

Date 
   /    / 

 
Type 

 
Site # 

 
Location 

Free 
Chlorine 
Residual 

 
Sample Site 

Group 

Routine 10 9504 Peacock Sample station  
Repeat 10-A 9520 Peacock Meter S.S.  
Repeat 10-B 9416 Peacock Meter S.S.  
Repeat 10-C 9513 Peacock                 Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 11 7404 Elk Creek Sample station  
Repeat 11-A 7416 Elk Creek Meter S.S.  
Repeat 11-B 7503 Elk Creek Meter S.S.  
Repeat 11-C 7515 Elk Creek               Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 12 7520 Soundview Sample station  
Repeat 12-A 7422 Soundview Meter S.S.  
Repeat 12-B 7601 Soundview Meter S.S.  
Repeat 12-C 7421 Soundview             Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 13 5321 25th Sample station  
Repeat 13-A 5401 25th Meter S.S.  
Repeat 13-B 5315 25th Meter S.S.  
Repeat 13-C 5308 25th                        Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 Engineering 18 Well S02 Well Head   
 Engineering 19 Well S03 Well Head  
Note:  Chlorides 1st of next month samples. 
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COLIFORM MONITORING PLAN 
ROUTE #1 – APRIL – 1st WEEK 

CITY OF GIG HARBOR ID #276009 
Peak Population Served:  6,273 Service Connections: 3,220 
Source:  Wells – DOH Source Number S02, S03, S04, S05, S06, S08 
Treatment:  None Storage:  Above Ground Storage Capacity: 4,750,000 gal 
 

SAMPLING INFORMATION 
 

Sampled by: Number of Sample Sites Needed to Represent the 
Distribution System: 23 

 
Date 

   /    / 

 
Type 

 
Site # 

 
Location 

Free 
Chlorine 
Residual 

 
Sample Site 

Group 

Routine 1 6633 McDonald Sample Station  
Repeat 1-A 3317 Emerald Lane        Meter S.S.  
Repeat 1-B 6777 Port Lane Meter S.S.  
Repeat 1-C 3225 Soundview Ct. Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 2 3207 Harborview Dr.     Sample Station  
Repeat 2-A 3207 Harborview Dr.     Meter S.S.  
Repeat 2-B 3202 Harborview Dr.     Meter S.S.  
Repeat 2-C 3117 Harborview Dr.     Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 3 8222 Stinson                  Sample station  
Repeat 3-A 8209 Stinson                  Meter S.S.   
Repeat 3-B 8118 Stinson                  Meter S.S.  
Repeat 3-C 3802 Harborview Dr.      Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09

  
 

    
 

Sample Site 
Group 

Routine 4 9010 Prentice Sample station  
Repeat 4-A 8919 Prentice                 Meter S.S.  
Repeat 4-B 9015 Prentice                 Meter S.S.  
Repeat 4-C 8917 Prentice                 Meter S.S.   
Source All Well S02, S03, S04, S05, S06, S08 S09

  
 

    
 

Sample Site 
Group 

Routine 14 Borgen Blvd.& 51st Ave. Sample station   
Repeat 14-A 5151 Borgen Blvd. Meter S.S.  
Repeat 14-B 5160 Borgen Blvd. Meter S.S.  
Repeat 14-C 5050 Borgen Blvd.          Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Routine 15 9820 Ringold Sample station  
Repeat 15-A 9820 Ringold Meter S.S.  
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Group Repeat 15-B 9819 Harborview Place   Meter S.S.  
Repeat 15-C 9816 Woodworth            Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 Chloride 19 S03 Well Head  
 Chloride 20 S04 Well Head   
 Chloride 21 S05 Well Head  
 Chloride 22 S06 Well Head  
 Chloride 24 S09                                 Well Head  
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COLIFORM MONITORING PLAN 
ROUTE #2 – APRIL – 3rd WEEK 

CITY OF GIG HARBOR ID #276009 
Peak Population Served:  6,273 Service Connections: 3,220 
Source:  Wells – DOH Source Number S02, S03, S04, S05, S06, S08 
Treatment:  None Storage:  Above Ground Storage Capacity: 4,750,000 gal 
 

SAMPLING INFORMATION 
 

Sampled by: Number of Sample Sites Needed to Represent the 
Distribution System: 23 

 
Date 

   /    / 

 
Type 

 
Site # 

 
Location 

Free 
Chlorine 
Residual 

 
Sample Site 

Group 

Routine 6 5103 23rd. Ave  NW Sample Station  
Repeat 6-A 2211 50th St. Ct. NW Meter S.S.  
Repeat 6-B 2302 50th St. Ct. NW Meter S.S.  
Repeat 6-C 5102 23rd Ave NW          Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 7 6714 Cascade Ave. Sample station  
Repeat 7-A 6711 Cascade Ave. Meter S.S.  
Repeat 7-B 6722 Cascade Ave. Meter S.S.  
Repeat 7-C 6818 Cascade Ave.        Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 8 7712 Chinook Sample station  
Repeat 8-A 7706 Chinook Meter S.S.  
Repeat 8-B 7816 Chinook Meter S.S.  
Repeat 8-C 7809 Chinook                 Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 9 8828 N. Harborview Sample station  
Repeat 9-A 9009 N. Harborview Meter S.S.  
Repeat 9-B 8827 N. Harborview Meter S.S.  
Repeat 9-C 8913 N. Harborview       Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 Engineering 20 Well SO4 Well Head  
 Engineering 23 Well S08                         Well Head  

 Engineering 24 Well S09 Well Head  
 



  Revised: 9/12/18 

COLIFORM MONITORING PLAN 
ROUTE #1 – MAY – 1st WEEK 

CITY OF GIG HARBOR ID #276009 
Peak Population Served:  6,273 Service Connections: 3,220 
Source:  Wells – DOH Source Number S02, S03, S04, S05, S06, S08 
Treatment:  None Storage:  Above Ground Storage Capacity: 4,750,000 gal 
 

SAMPLING INFORMATION 
 

Sampled by: Number of Sample Sites Needed to Represent the Distribution 
System: 23 

 
Date 

   /    / 

 
Type 

 
Site # 

 
Location 

Free Chlorine 
Residual 

 
Sample Site 

Group 

Routine 10 9504 Peacock Sample station  
Repeat 10-A 9520 Peacock Meter S.S.  
Repeat 10-B 9416 Peacock Meter S.S.  
Repeat 10-C 9513 Peacock                 Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 11 7404 Elk Creek Sample station  
Repeat 11-A 7416 Elk Creek Meter S.S.  
Repeat 11-B 7503 Elk Creek Meter S.S.  
Repeat 11-C 7515 Elk Creek               Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 12 7520 Soundview Sample station  
Repeat 12-A 7422 Soundview Meter S.S.  
Repeat 12-B 7601 Soundview Meter S.S.  
Repeat 12-C 7421 Soundview             Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 13 5321 25th Sample station  
Repeat 13-A 5401 25th Meter S.S.  
Repeat 13-B 5315 25th Meter S.S.  
Repeat 13-C 5308 25th                        Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 14 Borgen Blvd.& 51st Ave. Sample station   
Repeat 14-A 5151 Borgen Blvd. Meter S.S.  
Repeat 14-B 5160 Borgen Blvd. Meter S.S.  
Repeat 14-C 5050 Borgen Blvd.          Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 16 6506 Wollochet Sample station   
Repeat 16-A 6504 Wollochet Meter S.S.  
Repeat 16-B 6508 Wollochet Meter S.S.  
Repeat 16-C 6626 Wagner Way          Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 



  Revised: 9/12/18 

COLIFORM MONITORING PLAN 
ROUTE #2 – MAY – 3rd WEEK 

CITY OF GIG HARBOR ID #276009 
Peak Population Served:  6,273 Service Connections: 3,220 
Source:  Wells – DOH Source Number S02, S03, S04, S05, S06, S08 
Treatment:  None Storage:  Above Ground Storage Capacity: 4,750,000 gal 

 
SAMPLING INFORMATION 

 
Sampled by: Number of Sample Sites Needed to Represent the Distribution 

System: 23 
 

Date 
   /    / 

 
Type 

 
Site # 

 
Location 

Free 
Chlorine 
Residual 

 
Sample Site 

Group 

Routine 1 6633 McDonald Sample Station  
Repeat 1-A 3317 Emerald Lane        Meter S.S.  
Repeat 1-B 6777 Port Lane Meter S.S.  
Repeat 1-C 3225 Soundview Ct. Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 2 3207 Harborview Dr.     Sample Station  
Repeat 2-A 3207 Harborview Dr.     Meter S.S.  
Repeat 2-B 3202 Harborview Dr.     Meter S.S.  
Repeat 2-C 3117 Harborview Dr.     Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 3 8222 Stinson                  Sample station  
Repeat 3-A 8209 Stinson                  Meter S.S.  
Repeat 3-B 8118 Stinson                  Meter S.S.  
Repeat 3-C 3802 Harborview Dr.      Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09

  
 

    
 

Sample Site 
Group 

Routine 4 9010 Prentice Sample station  
Repeat 4-A 8919 Prentice                 Meter S.S.  
Repeat 4-B 9015 Prentice                 Meter S.S.  
Repeat 4-C 8917 Prentice                 Meter S.S.   
Source All Well S02, S03, S04, S05, S06, S08 S09

  
 

    
 Engineering 21 Well S05 Well Head   
 Engineering 22 Well S06 Well Head  
 Nitrates 18 Well S02 Well Head  
 Nitrates 19 Well S03 Well Head  
 Nitrates 20 Well S04 Well Head  
 Nitrates 21 Well S05 Well Head  
 Nitrates 22 Well S06 Well Head  
 Nitrates 23 Well S08 Well Head  
 Nitrates 24 Well S09                         Well Head  



  Revised: 9/12/18 

COLIFORM MONITORING PLAN 
ROUTE #1 – JUNE – 1st WEEK 

CITY OF GIG HARBOR ID #276009 
Peak Population Served:  6,273 Service Connections: 3,220 
Source:  Wells – DOH Source Number S02, S03, S04, S05, S06, S08 
Treatment:  None Storage:  Above Ground Storage Capacity: 4,750,000 gal 
 

SAMPLING INFORMATION 
 

Sampled by: Number of Sample Sites Needed to Represent the Distribution 
System: 23 

 
Date 

   /    / 

 
Type 

 
Site # 

 
Location 

Free 
Chlorine 
Residual 

 
Sample Site 

Group 

Routine 6 5103 23rd. Ave  NW Sample Station  
Repeat 6-A 2211 50th St. Ct. NW Meter S.S.  
Repeat 6-B 2302 50th St. Ct. NW Meter S.S.  
Repeat 6-C 5102 23rd Ave NW          Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 7 6714 Cascade Ave. Sample station  
Repeat 7-A 6711 Cascade Ave. Meter S.S.  
Repeat 7-B 6722 Cascade Ave. Meter S.S.  
Repeat 7-C 6818 Cascade Ave.        Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 8 7712 Chinook Sample station  
Repeat 8-A 7706 Chinook Meter S.S.  
Repeat 8-B 7816 Chinook Meter S.S.  
Repeat 8-C 7809 Chinook                 Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 9 8828 N. Harborview Sample station  
Repeat 9-A 9009 N. Harborview Meter S.S.  
Repeat 9-B 8827 N. Harborview Meter S.S.  
Repeat 9-C 8913 N. Harborview       Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 14 Borgen Blvd.& 51st Ave. Sample station   
Repeat 14-A 5151 Borgen Blvd. Meter S.S.  
Repeat 14-B 5160 Borgen Blvd. Meter S.S.  
Repeat 14-C 5050 Borgen Blvd.          Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Engineering 17 10182 Sentinel Loop Sample station  
Repeat 17-A 10204 Sentinel Loop Meter S.S.  
Repeat 17-B 10170 Sentinel Loop Meter S.S.  
Repeat 17-C 10197 Sentinel Loop      Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    



  Revised: 9/12/18 

COLIFORM MONITORING PLAN 
ROUTE #2 – JUNE – 3rd WEEK 

CITY OF GIG HARBOR ID #276009 
Peak Population Served:  6,273 Service Connections: 3,220 
Source:  Wells – DOH Source Number S02, S03, S04, S05, S06, S08 
Treatment:  None Storage:  Above Ground Storage Capacity: 4,750,000 gal 

 
SAMPLING INFORMATION 

 
Sampled by: Number of Sample Sites Needed to Represent the 

Distribution System: 23 
 

Date 
   /    / 

 
Type 

 
Site # 

 
Location 

Free 
Chlorine 
Residual 

 
Sample Site 

Group 

Routine 10 9504 Peacock Sample station  
Repeat 10-A 9520 Peacock Meter S.S.  
Repeat 10-B 9416 Peacock Meter S.S.  
Repeat 10-C 9513 Peacock                 Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 11 7404 Elk Creek Sample station  
Repeat 11-A 7416 Elk Creek Meter S.S.  
Repeat 11-B 7503 Elk Creek Meter S.S.  
Repeat 11-C 7515 Elk Creek               Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 12 7520 Soundview Sample station  
Repeat 12-A 7422 Soundview Meter S.S.  
Repeat 12-B 7601 Soundview Meter S.S.  
Repeat 12-C 7421 Soundview             Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 13 5321 25th Sample station  
Repeat 13-A 5401 25th Meter S.S.  
Repeat 13-B 5315 25th Meter S.S.  
Repeat 13-C 5308 25th                        Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 Engineering 18 Well S02 Well Head  
 Engineering 19 Well S03 Well Head  

 



  Revised: 9/12/18 

 
COLIFORM MONITORING PLAN 
ROUTE #1 – JULY – 1st WEEK 

CITY OF GIG HARBOR ID #276009 
Peak Population Served:  6,273 Service Connections: 3,220 
Source:  Wells – DOH Source Number S02, S03, S04, S05, S06, S08 
Treatment:  None Storage:  Above Ground Storage Capacity: 4,750,000 gal 
 

SAMPLING INFORMATION 
 

Sampled by: Number of Sample Sites Needed to Represent the 
Distribution System: 23 

 
Date 

   /    / 

 
Type 

 
Site # 

 
Location 

Free 
Chlorine 
Residual 

 
Sample Site 

Group 

Routine 1 6633 McDonald Sample Station  
Repeat 1-A 3317 Emerald Lane        Meter S.S.  
Repeat 1-B 6777 Port Lane Meter S.S.  
Repeat 1-C 3225 Soundview Ct. Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 2 3207 Harborview Dr.     Sample Station  
Repeat 2-A 3207 Harborview Dr.     Meter S.S.  
Repeat 2-B 3202 Harborview Dr.     Meter S.S.  
Repeat 2-C 3117 Harborview Dr.     Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 3 8222 Stinson                  Sample station  
Repeat 3-A 8209 Stinson                  Meter S.S.  
Repeat 3-B 8118 Stinson                  Meter S.S.  
Repeat 3-C 3802 Harborview Dr.      Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09

  
 

    
 

Sample Site 
Group 

Routine 4 9010 Prentice Sample station  
Repeat 4-A 8919 Prentice                 Meter S.S.  
Repeat 4-B 9015 Prentice                 Meter S.S.  
Repeat 4-C 8917 Prentice                 Meter S.S.   
Source All Well S02, S03, S04, S05, S06, S08 S09

  
 

    
 
 

Sample Site 
Group 

Routine 5 9701 54th Ave. NW Sample station  
Repeat 5-A 9601 Bujacich Rd. NW  1st test cock on RPBA  
Repeat 5-B 9703 54th Ave. NW         Sample Station  
Repeat 5-C 9511 Bujacich Rd. NW   Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
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Sample Site 

Group 

Engineering 15 9820 Ringold Sample station  
Repeat 15-A 9820 Ringold Meter S.S.  
Repeat 15-B 9819 Harborview Place   Meter S.S.  
Repeat 15-C 9816 Woodworth            Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    



  Revised: 9/12/18 

COLIFORM MONITORING PLAN 
ROUTE #2 – JULY – 3rd WEEK 

CITY OF GIG HARBOR ID #276009 
Peak Population Served:  6,273 Service Connections: 3,220 
Source:  Wells – DOH Source Number S02, S03, S04, S05, S06, S08 
Treatment:  None Storage:  Above Ground Storage Capacity: 4,750,000 gal 

 
SAMPLING INFORMATION 

 
Sampled by: Number of Sample Sites Needed to Represent the 

Distribution System: 23 
 

Date 
   /    / 

 
Type 

 
Site # 

 
Location 

Free 
Chlorine 
Residual 

 
Sample Site 

Group 

Routine 6 5103 23rd. Ave  NW Sample Station  
Repeat 6-A 2211 50th St. Ct. NW Meter S.S.  
Repeat 6-B 2302 50th St. Ct. NW Meter S.S.  
Repeat 6-C 5102 23rd Ave NW          Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 7 6714 Cascade Ave. Sample station  
Repeat 7-A 6711 Cascade Ave. Meter S.S.  
Repeat 7-B 6722 Cascade Ave. Meter S.S.  
Repeat 7-C 6818 Cascade Ave.        Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 8 7712 Chinook Sample station  
Repeat 8-A 7706 Chinook Meter S.S.  
Repeat 8-B 7816 Chinook Meter S.S.  
Repeat 8-C 7809 Chinook                 Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 9 8828 N. Harborview Sample station  
Repeat 9-A 9009 N. Harborview Meter S.S.  
Repeat 9-B 8827 N. Harborview Meter S.S.  
Repeat 9-C 8913 N. Harborview        Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 Engineering 20 Well S04 Well Head  
 Engineering 23 Well S08                         Well Head  
 Engineering 24 Well S09 Well Head  

Note:  Call for sample kits for disinfection byproducts annual sampling for 1st week of 
August.  Chlorides 1st of next month samples. VOC samples 2nd week of August 

 



  Revised: 9/12/18 

COLIFORM MONITORING PLAN 
ROUTE #1 – AUGUST – 1st WEEK 
CITY OF GIG HARBOR ID #276009 

Peak Population Served:  6,273 Service Connections: 3,220 
Source:  Wells – DOH Source Number S02, S03, S04, S05, S06, S08 
Treatment:  None Storage:  Above Ground Storage Capacity: 4,750,000 gal 

 
SAMPLING INFORMATION 

 
Sampled by: Number of Sample Sites Needed to Represent the 

Distribution System: 23 
 

Date 
   /    / 

 
Type 

 
Site # 

 
Location 

Free 
Chlorine 
Residual 

 
Sample Site 

Group 

Routine 10 9504 Peacock Sample station  
Repeat 10-A 9520 Peacock Meter S.S.  
Repeat 10-B 9416 Peacock Meter S.S.  
Repeat 10-C 9513 Peacock                 Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 11 7404 Elk Creek Sample station  
Repeat 11-A 7416 Elk Creek Meter S.S.  
Repeat 11-B 7503 Elk Creek Meter S.S.  
Repeat 11-C 7515 Elk Creek               Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 12 7520 Soundview Sample station  
Repeat 12-A 7422 Soundview Meter S.S.  
Repeat 12-B 7601 Soundview Meter S.S.  
Repeat 12-C 7421 Soundview             Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 13 5321 25th Sample station  
Repeat 13-A 5401 25th Meter S.S.  
Repeat 13-B 5315 25th Meter S.S.  
Repeat 13-C 5308 25th                        Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 14 Borgen Blvd.& 51st Ave. Sample station   
Repeat 14-A 5151 Borgen Blvd. Meter S.S.  
Repeat 14-B 5160 Borgen Blvd. Meter S.S.  
Repeat 14-C 5050 Borgen Blvd.          Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Engineering 16 6506 Wollochet Sample station   
Repeat 16-A 6504 Wollochet Meter S.S.  
Repeat 16-B 6508 Wollochet Meter S.S.  
Repeat 16-C 6626 Wagner Way          Meter S.S.  
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Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Disinfection 
By-Products 

10 9504 Peacock Sample station   

Disinfection 
By-Products 

12 7520 Soundview  Sample station  

Disinfection 
By-Products 

13 5321 25th Sample station  

Disinfection 
By-Products 

14 Borgen Blvd.& 51st          Sample station  

    
 



  Revised: 9/12/18 

COLIFORM MONITORING PLAN 
ROUTE #2 – AUGUST – 3rd WEEK 
CITY OF GIG HARBOR ID #276009 

Peak Population Served:  6,273 Service Connections: 3,220 
Source:  Wells – DOH Source Number S02, S03, S04, S05, S06, S08 
Treatment:  None Storage:  Above Ground Storage Capacity: 4,750,000 gal 

 
SAMPLING INFORMATION 

 
Sampled by: Number of Sample Sites Needed to Represent the Distribution 

System: 23 
 

Date 
   /    / 

 
Type 

 
Site # 

 
Location 

Free Chlorine 
Residual 

 
Sample Site 

Group 

Routine 1 6633 McDonald Sample Station  
Repeat 1-A 3317 Emerald Lane        Meter S.S.  
Repeat 1-B 6777 Port Lane Meter S.S.  
Repeat 1-C 3225 Soundview Ct. Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 2 3207 Harborview Dr.     Sample Station  
Repeat 2-A 3207 Harborview Dr.     Meter S.S.  
Repeat 2-B 3202 Harborview Dr.     Meter S.S.  
Repeat 2-C 3117 Harborview Dr.     Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 3 8222 Stinson                  Sample station  
Repeat 3-A 8209 Stinson                  Meter S.S.  
Repeat 3-B 8118 Stinson                  Meter S.S.  
Repeat 3-C 3802 Harborview Dr.      Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09   
    

 
Sample Site 

Group 

Routine 4 9010 Prentice Sample station  
Repeat 4-A 8919 Prentice                 Meter S.S.  
Repeat 4-B 9015 Prentice                 Meter S.S.  
Repeat 4-C 8917 Prentice                 Meter S.S.   
Source All Well S02, S03, S04, S05, S06, S08 S09   
    

 Engineering 21 Well S05 Well Head  
 Engineering 22 Well S06 Well Head  
 Chloride 19 Well S03 Well Head  
 Chloride 20 Well S04 Well Head  
 Chloride 21 Well S05 Well Head  
 Chloride 24 Well S09                         Well Head  
 VOC 18 S02                                 Well Head  
 VOC 19 S03                                 Well Head  
 VOC 20 S04                                 Well Head  
 VOC 21 S05                                 Well Head  

 



  Revised: 9/12/18 

COLIFORM MONITORING PLAN 
ROUTE #1 – SEPTEMBER – 1st WEEK 

CITY OF GIG HARBOR ID #276009 
Peak Population Served:  6,273 Service Connections: 3,220 
Source:  Wells – DOH Source Number S02, S03, S04, S05, S06, S08 
Treatment:  None Storage:  Above Ground Storage Capacity: 4,750,000 gal 

 
SAMPLING INFORMATION 

 
Sampled by: Number of Sample Sites Needed to Represent the Distribution 

System: 23 
 

Date 
   /    / 

 
Type 

 
Site # 

 
Location 

Free Chlorine 
Residual 

 
Sample Site 

Group 

Routine 6 5103 23rd. Ave NW Sample Station  
Repeat 6-A 2211 50th St. Ct. NW Meter S.S.  
Repeat 6-B 2302 50th St. Ct. NW Meter S.S.  
Repeat 6-C 5102 23rd Ave NW          Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 7 6714 Cascade Ave. Sample station  
Repeat 7-A 6711 Cascade Ave. Meter S.S.  
Repeat 7-B 6722 Cascade Ave. Meter S.S.  
Repeat 7-C 6818 Cascade Ave.        Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 8 7712 Chinook Sample station  
Repeat 8-A 7706 Chinook Meter S.S.  
Repeat 8-B 7816 Chinook Meter S.S.  
Repeat 8-C 7809 Chinook                 Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 9 8828 N. Harborview Sample station  
Repeat 9-A 9009 N. Harborview Meter S.S.  
Repeat 9-B 8827 N. Harborview Meter S.S.  
Repeat 9-C 8913 N. Harborview        Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
 

Sample Site 
Group 

Routine 5 9701 54th Ave. NW Sample station  
Repeat 5-A 9601 Bujacich Rd. NW  1st test cock on 

RPBA 
 

Repeat 5-B 9703 54th Ave. NW         Sample Station  
Repeat 5-C 9511 Bujacich Rd. NW   Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 22 10182 Sentinel Loop Sample station  
Repeat 22-A 10204 Sentinel Loop Meter S.S.  
Repeat 22-B 10170 Sentinel Loop Meter S.S.  
Repeat 22-C 10197 Sentinel Loop      Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    



  Revised: 9/12/18 

COLIFORM MONITORING PLAN 
ROUTE #2 – SEPTEMBER – 3rd WEEK 

CITY OF GIG HARBOR ID #276009 
Peak Population Served:  6,273 Service Connections: 3,220 
Source:  Wells – DOH Source Number S02, S03, S04, S05, S06, S08 
Treatment:  None Storage:  Above Ground Storage Capacity: 4,750,000 gal 

 
SAMPLING INFORMATION 

 
Sampled by: Number of Sample Sites Needed to Represent the 

Distribution System: 23 
 

Date 
   /    / 

 
Type 

 
Site # 

 
Location 

Free 
Chlorine 
Residual 

 
Sample Site 

Group 

Routine 10 9504 Peacock Sample station  
Repeat 10-A 9520 Peacock Meter S.S.  
Repeat 10-B 9416 Peacock Meter S.S.  
Repeat 10-C 9513 Peacock                 Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 11 7404 Elk Creek Sample station  
Repeat 11-A 7416 Elk Creek Meter S.S.  
Repeat 11-B 7503 Elk Creek Meter S.S.  
Repeat 11-C 7515 Elk Creek               Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 12 7520 Soundview Sample station  
Repeat 12-A 7422 Soundview Meter S.S.  
Repeat 12-B 7601 Soundview Meter S.S.  
Repeat 12-C 7421 Soundview             Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 13 5321 25th Sample station  
Repeat 13-A 5401 25th Meter S.S.  
Repeat 13-B 5315 25th Meter S.S.  
Repeat 13-C 5308 25th                        Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 Engineering 17 Well S03 Well Head  
 Engineering 18 Well S02 Well Head  

 



  Revised: 9/12/18 

COLIFORM MONITORING PLAN 
ROUTE #1 – OCTOBER – 1st WEEK 
CITY OF GIG HARBOR ID #276009 

Peak Population Served:  6,273 Service Connections: 3,220 
Source:  Wells – DOH Source Number S02, S03, S04, S05, S06, S08 
Treatment:  None Storage:  Above Ground Storage Capacity: 4,750,000 gal 
 

SAMPLING INFORMATION 
 

Sampled by: Number of Sample Sites Needed to Represent the 
Distribution System: 23 

 
Date 

   /    / 

 
Type 

 
Site # 

 
Location 

Free 
Chlorine 
Residual 

 
Sample Site 

Group 

Routine 1 6633 McDonald Sample Station  
Repeat 1-A 3317 Emerald Lane        Meter S.S.  
Repeat 1-B 6777 Port Lane Meter S.S.  
Repeat 1-C 3225 Soundview Ct. Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 2 3207 Harborview Dr.     Sample Station  
Repeat 2-A 3207 Harborview Dr.     Meter S.S.  
Repeat 2-B 3202 Harborview Dr.     Meter S.S.  
Repeat 2-C 3117 Harborview Dr.     Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 3 8222 Stinson                  Sample station  
Repeat 3-A 8209 Stinson                  Meter S.S.  
Repeat 3-B 8118 Stinson                  Meter S.S.  
Repeat 3-C 3802 Harborview Dr.      Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09

  
 

    
 

Sample Site 
Group 

Routine 4 9010 Prentice Sample station  
Repeat 4-A 8919 Prentice                 Meter S.S.  
Repeat 4-B 9015 Prentice                 Meter S.S.  
Repeat 4-C 8917 Prentice                 Meter S.S.   
Source All Well S02, S03, S04, S05, S06, S08 S09

  
 

    
 

Sample Site 
Group 

Routine 14 Borgen Blvd.& 51st Ave. Sample station   
Repeat 14-A 5151 Borgen Blvd. Meter S.S.  
Repeat 14-B 5160 Borgen Blvd. Meter S.S.  
Repeat 14-C 5050 Borgen Blvd.          Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Routine 15 9820 Ringold Sample station  
Repeat 15-A 9820 Ringold Meter S.S.  
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Group Repeat 15-B 9819 Harborview Place   Meter S.S.  
Repeat 15-C 9816 Woodworth            Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 



  Revised: 9/12/18 

COLIFORM MONITORING PLAN 
ROUTE #2 – OCTOBER – 3rd WEEK 
CITY OF GIG HARBOR ID #276009 

Peak Population Served:  6,273 Service Connections: 3,220 
Source:  Wells – DOH Source Number S02, S03, S04, S05, S06, S08 
Treatment:  None Storage:  Above Ground Storage Capacity: 4,750,000 gal 

 
SAMPLING INFORMATION 

 
Sampled by: Number of Sample Sites Needed to Represent the 

Distribution System: 23 
 

Date 
   /    / 

 
Type 

 
Site # 

 
Location 

Free 
Chlorine 
Residual 

 
Sample Site 

Group 

Routine 6 5103 23rd. Ave  NW Sample Station  
Repeat 6-A 2211 50th St. Ct. NW Meter S.S.  
Repeat 6-B 2302 50th St. Ct. NW Meter S.S.  
Repeat 6-C 5102 23rd Ave NW          Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 7 6714 Cascade Ave. Sample station  
Repeat 7-A 6711 Cascade Ave. Meter S.S.  
Repeat 7-B 6722 Cascade Ave. Meter S.S.  
Repeat 7-C 6818 Cascade Ave.        Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 8 7712 Chinook Sample station  
Repeat 8-A 7706 Chinook Meter S.S.  
Repeat 8-B 7816 Chinook Meter S.S.  
Repeat 8-C 7809 Chinook                 Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 9 8828 N. Harborview Sample station  
Repeat 9-A 9009 N. Harborview Meter S.S.  
Repeat 9-B 8827 N. Harborview Meter S.S.  
Repeat 9-C 8913 N. Harborview        Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 Engineering 20 Well S04 Well Head  
 Engineering 23 Well S08                         Well Head  
 Engineering 24 Well S09 Well Head  
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COLIFORM MONITORING PLAN 
ROUTE #1 – NOVEMBER – 1st WEEK 

CITY OF GIG HARBOR ID #276009 
Peak Population Served:  6,273 Service Connections: 3,220 
Source:  Wells – DOH Source Number S02, S03, S04, S05, S06, S08 
Treatment:  None Storage:  Above Ground Storage Capacity: 4,750,000 gal 

 
SAMPLING INFORMATION 

 
Sampled by: Number of Sample Sites Needed to Represent the Distribution 

System: 23 
 

Date 
   /    / 

 
Type 

 
Site # 

 
Location 

Free Chlorine 
Residual 

 
Sample Site 

Group 

Routine 10 9504 Peacock Sample station  
Repeat 10-A 9520 Peacock Meter S.S.  
Repeat 10-B 9416 Peacock Meter S.S.  
Repeat 10-C 9513 Peacock                 Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 11 7404 Elk Creek Sample station  
Repeat 11-A 7416 Elk Creek Meter S.S.  
Repeat 11-B 7503 Elk Creek Meter S.S.  
Repeat 11-C 7515 Elk Creek               Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 12 7520 Soundview Sample station  
Repeat 12-A 7422 Soundview Meter S.S.  
Repeat 12-B 7601 Soundview Meter S.S.  
Repeat 12-C 7421 Soundview             Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 13 5321 25th Sample station  
Repeat 13-A 5401 25th Meter S.S.  
Repeat 13-B 5315 25th Meter S.S.  
Repeat 13-C 5308 25th                        Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 5 9701 54th Ave. NW Sample station  
Repeat 5-A 9601 Bujacich Rd. NW  1st test cock on 

RPBA 
 

Repeat 5-B 9703 54th Ave. NW         Sample Station  
Repeat 5-C 9511 Bujacich Rd. NW   Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 16 6506 Wollochet Sample station   
Repeat 16-A 6504 Wollochet Meter S.S.  
Repeat 16-B 6508 Wollochet Meter S.S.  
Repeat 16-C 6626 Wagner Way          Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
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COLIFORM MONITORING PLAN 
ROUTE #2 – NOVEMBER – 3rd WEEK 

CITY OF GIG HARBOR ID #276009 
Peak Population Served:  6,273 Service Connections: 3,220 
Source:  Wells – DOH Source Number S02, S03, S04, S05, S06, S08 
Treatment:  None Storage:  Above Ground Storage Capacity: 4,750,000 gal 

 
SAMPLING INFORMATION 

 
Sampled by: Number of Sample Sites Needed to Represent the 

Distribution System: 23 
 

Date 
   /    / 

 
Type 

 
Site # 

 
Location 

Free 
Chlorine 
Residual 

 
Sample Site 

Group 

Routine 1 6633 McDonald Sample Station  
Repeat 1-A 3317 Emerald Lane        Meter S.S.  
Repeat 1-B 6777 Port Lane Meter S.S.  
Repeat 1-C 3225 Soundview Ct. Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 2 3207 Harborview Dr.     Sample Station  
Repeat 2-A 3207 Harborview Dr.     Meter S.S.  
Repeat 2-B 3202 Harborview Dr.     Meter S.S.  
Repeat 2-C 3117 Harborview Dr.     Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 3 8222 Stinson                  Sample station  
Repeat 3-A 8209 Stinson                  Meter S.S.  
Repeat 3-B 8118 Stinson                  Meter S.S.  
Repeat 3-C 3802 Harborview Dr.      Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09

  
 

    
 

Sample Site 
Group 

Routine 4 9010 Prentice Sample station  
Repeat 4-A 8919 Prentice                 Meter S.S.  
Repeat 4-B 9015 Prentice                 Meter S.S.  
Repeat 4-C 8917 Prentice                 Meter S.S.   
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 Engineering 21 Well S05 Well Head  
 Engineering 22 Well S06 Well Head  
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COLIFORM MONITORING PLAN 
ROUTE #1 – DECEMBER – 1st WEEK 

CITY OF GIG HARBOR ID #276009 
Peak Population Served:  6,273 Service Connections: 3,220 
Source:  Wells – DOH Source Number S02, S03, S04, S05, S06, S08 
Treatment:  None Storage:  Above Ground Storage Capacity: 4,750,000 gal 

 
SAMPLING INFORMATION 

 
Sampled by: Number of Sample Sites Needed to Represent the Distribution 

System: 23 
 

Date 
   /    / 

 
Type 

 
Site # 

 
Location 

Free Chlorine 
Residual 

 
Sample Site 

Group 

Routine 6 5103 23rd. Ave NW Sample Station  
Repeat 6-A 2211 50th St. Ct. NW Meter S.S.  
Repeat 6-B 2302 50th St. Ct. NW Meter S.S.  
Repeat 6-C 5102 23rd Ave NW          Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 7 6714 Cascade Ave. Sample station  
Repeat 7-A 6711 Cascade Ave. Meter S.S.  
Repeat 7-B 6722 Cascade Ave. Meter S.S.  
Repeat 7-C 6818 Cascade Ave.        Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 8 7712 Chinook Sample station  
Repeat 8-A 7706 Chinook Meter S.S.  
Repeat 8-B 7816 Chinook Meter S.S.  
Repeat 8-C 7809 Chinook                 Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 9 8828 N. Harborview Sample station  
Repeat 9-A 9009 N. Harborview Meter S.S.  
Repeat 9-B 8827 N. Harborview Meter S.S.  
Repeat 9-C 8913 N. Harborview        Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 14 Borgen Blvd.& 51st Ave. Sample station   
Repeat 14-A 5151 Borgen Blvd. Meter S.S.  
Repeat 14-B 5160 Borgen Blvd. Meter S.S.  
Repeat 14-C 5050 Borgen Blvd.          Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 17 10182 Sentinel Loop Sample station  
Repeat 17-A 10204 Sentinel Loop Meter S.S.  
Repeat 17-B 10170 Sentinel Loop Meter S.S.  
Repeat 17-C 10197 Sentinel Loop       Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
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COLIFORM MONITORING PLAN 
ROUTE #2 – DECEMBER – 3rd WEEK 

CITY OF GIG HARBOR ID #276009 
Peak Population Served:  6,273 Service Connections: 3,220 
Source:  Wells – DOH Source Number S02, S03, S04, S05, S06, S08 
Treatment:  None Storage:  Above Ground Storage Capacity: 4,750,000 gal 

 
SAMPLING INFORMATION 

 
Sampled by: Number of Sample Sites Needed to Represent the 

Distribution System: 23 
 

Date 
   /    / 

 
Type 

 
Site # 

 
Location 

Free 
Chlorine 
Residual 

 
Sample Site 

Group 

Routine 10 9504 Peacock Sample station  
Repeat 10-A 9520 Peacock Meter S.S.  
Repeat 10-B 9416 Peacock Meter S.S.  
Repeat 10-C 9513 Peacock                 Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 11 7404 Elk Creek Sample station  
Repeat 11-A 7416 Elk Creek Meter S.S.  
Repeat 11-B 7503 Elk Creek Meter S.S.  
Repeat 11-C 7515 Elk Creek               Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 12 7520 Soundview Sample station  
Repeat 12-A 7422 Soundview Meter S.S.  
Repeat 12-B 7601 Soundview Meter S.S.  
Repeat 12-C 7421 Soundview             Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 
Sample Site 

Group 

Routine 13 5321 25th Sample station  
Repeat 13-A 5401 25th Meter S.S.  
Repeat 13-B 5315 25th Meter S.S.  
Repeat 13-C 5308 25th                        Meter S.S.  
Source All Well S02, S03, S04, S05, S06, S08 S09  
    

 Engineering 18 Well S02 Well Head  
 Engineering 19 Well S03 Well Head  
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Substances That Could Be in Water

In order to ensure that tap water is safe to drink, 
the U.S. EPA and the Washington Department of 

Health prescribe regulations that limit the amount 
of certain contaminants in water provided by public 
water systems. U.S. Food and Drug Administration 
and the Washington Department of Agriculture 
regulations establish limits for contaminants in 
bottled water that must provide the same protection 
for public health. Drinking water, including bottled 
water, may reasonably be expected to contain at least 
small amounts of some contaminants. The presence 
of these contaminants does not necessarily indicate 
that the water poses a health risk.

The sources of drinking water (both tap water and 
bottled water) include rivers, lakes, streams, ponds, 
reservoirs, springs, and wells. As water travels over 
the surface of the land or through the ground, it 
dissolves naturally occurring minerals, in some cases, 
radioactive material, and substances resulting from 
the presence of animals or from human activity. 
Substances that may be present in source water 
include:

Microbial Contaminants, such as viruses and bacteria, 
which may come from sewage treatment plants, septic 
systems, agricultural livestock operations, or wildlife;

Inorganic Contaminants, such as salts and metals, 
which can be naturally occurring or may result from 
urban stormwater runoff, industrial or domestic 
wastewater discharges, oil and gas production, 
mining, or farming;

Pesticides and Herbicides, which may come from 
a variety of sources such as agriculture, urban 
stormwater runoff, and residential uses;

Organic Chemical Contaminants, including synthetic 
and volatile organic chemicals, which are by-products 
of industrial processes and petroleum production and 
may also come from gas stations, urban stormwater 
runoff, and septic systems;

Radioactive Contaminants, which can be naturally 
occurring or may be the result of oil and gas 
production and mining activities.

For more information about contaminants and 
potential health effects, call the U.S. EPA’s Safe 
Drinking Water Hotline at (800) 426-4791.

Community Participation

The City of Gig Harbor does not hold regularly 
scheduled meetings on water quality, but you are 

encouraged to visit our Web site at www.cityofgigharbor.
net for information and meeting announcements.

Important Health Information

Some people may be more vulnerable to contaminants 
in drinking water than the general population. 

Immunocompromised persons such as those with 
cancer undergoing chemotherapy, those who have 
undergone organ transplants, people with HIV/AIDS 
or other immune system disorders, some elderly, and 
infants may be particularly at risk from infections. 
These people should seek advice about drinking 
water from their health care providers. The U.S. 
EPA/CDC (Centers for Disease Control and 
Prevention) guidelines on appropriate means to 
lessen the risk of infection by Cryptosporidium 
and other microbial contaminants are available 
from the Safe Drinking Water Hotline at 
(800) 426-4791 or http://water.epa.gov/
drink/hotline.

Quality First

Once again we are pleased to present our annual water 
quality report. As in years past, we are committed to 

delivering the best-quality drinking water possible. To that 
end, we remain vigilant in meeting the challenges of new 
regulations, source water protection, water conservation, 
and community outreach and education while continuing 
to serve the needs of all of our water users. Thank you for 
allowing us the opportunity to serve you and your family.

We encourage you to share your thoughts with us on 
the information contained in this report. After all, well-
informed customers are our best allies.

Where Does My Water Come From?

The City of Gig Harbor Water customers are fortunate 
because we enjoy high-quality water supplied from 

a series of underground aquifers. This means that the 
water you consume is pumped from a series of wells 
throughout the City to your home or business through 
our system of pipes.

We are pleased to report that your water meets or exceeds 
all health-related standards for quality and safety, according 
to the State of Washington Department of Health.

The Federal Safe Drinking Water Act (SDWA) divides 
drinking water standards into two categories: Primary 
and Secondary. Primary standards relate to constituents 
that affect public health. Secondary standards relate 
to constituents that affect esthetic qualities such as 
appearance, taste, odor, and color.

The regulatory schedule for testing the Gig Harbor 
Water’s production wells is as follows: Volatile Organic 
and Radionuclides, every 36 months; Microbiological, 
10 times per month; Chlorides, every 6 months; Nitrate, 
annual sample.

http://www.cityofgigharbor.net
http://www.cityofgigharbor.net
http://water.epa.gov/drink/hotline
http://water.epa.gov/drink/hotline


Lead in Home Plumbing

If present, elevated levels of lead can cause serious 
health problems, especially for pregnant women and 

young children. Lead in drinking water is primarily 
from materials and components associated with service 
lines and home plumbing. We are responsible for 
providing high-quality drinking water, but we cannot 
control the variety of materials used in plumbing 
components. When your water has been sitting for 
several hours, you can minimize the potential for lead 
exposure by flushing your tap for 30 seconds to 2 
minutes before using water for drinking or cooking. If 
you are concerned about lead in your water, you may 
wish to have your water tested. Information on lead 
in drinking water, testing methods, and steps you can 
take to minimize exposure is available from the Safe 
Drinking Water Hotline or at www.epa.gov/lead.

Water treatment is a complex, 
time-consuming process.

Source Water Assessment

A Source Water Assessment Plan (SWAP) has been 
completed for the City of Gig Harbor. This plan is 

an assessment of the delineated area around our listed 
sources through which contaminants, if present, could 
migrate and reach our source water. It also includes 
an inventory of potential sources of contamination 
within the delineated area, and a determination of 
the water supply’s susceptibility to 
contamination by the identified 
potential sources.

According to the Source Water 
Assessment Plan, our water system 
had a susceptibility rating of “low 
to medium.” If you would like to review the Source 
Water Assessment Plan, please feel free to contact our 
office during regular office hours.

What’s a Cross-connection? 

Cross-connections that contaminate drinking water 
distribution lines are a major concern. A cross-

connection is formed at any point where a drinking 
water line connects to equipment (boilers), systems 
containing chemicals (air conditioning systems, fire 
sprinkler systems, irrigation systems) or water sources of 
questionable quality. Cross-connection contamination 

can occur when the pressure in 
the equipment or system is greater 
than the pressure inside the 
drinking water line (backpressure). 
Contamination can also occur when 
the pressure in the drinking water 
line drops due to fairly routine 

occurrences (main breaks, heavy water demand) causing 
contaminants to be sucked out from the equipment and 
into the drinking water line (backsiphonage). 

Outside water taps and garden hoses tend to be the most 
common sources of cross-connection contamination at 
home. The garden hose creates a hazard when submerged 
in a swimming pool or when attached to a chemical 
sprayer for weed killing. Garden hoses that are left 
lying on the ground may be contaminated by fertilizers, 
cesspools or garden chemicals. Improperly installed 
valves in your toilet could also be a source of cross-
connection contamination. 

Community water supplies are continuously jeopardized 
by cross-connections unless appropriate valves, known 
as backflow prevention devices, are installed and 
maintained. We have surveyed industrial, commercial, 
and institutional facilities in the service area to make 
sure that potential cross-connections are identified and 
eliminated or protected by a backflow preventer. We also 
inspect and test backflow preventers to make sure that 
they provide maximum protection. 

For more information on backflow prevention contact 
the Safe Drinking Water Hotline at (800) 426-4791.

Questions?

For more information about this report, or for any 
questions relating to your drinking water, please call 
Ken Andrews, Superintendent, at (253) 851-8136.

How Long Can I Store Drinking 
Water? 

The disinfectant in drinking water will eventually 
dissipate even in a closed container. If that container 

housed bacteria prior to filling up with the tap water 
the bacteria may continue to grow once the disinfectant 
has dissipated. Some experts believe that water could be 
stored up to six months before needing to be replaced. 
Refrigeration will help slow the bacterial growth.

Water System Plan

The City of Gig Harbor’s Water Department is 
preparing a routine update to our utility planning 

document known as the Water System Plan. This 
update to the Water System Plan, which is performed 
every 10 years, reviews the utility’s maintenance 
needs and anticipated impacts due to population 
growth in our community. The Water System Plan 
is reviewed by Pierce County and the Washington 
State Department of Health for consistency with 
their respective rules and regulations. There are still 
opportunities for you to review the Plan in its draft 
form and have your voice heard before it is adopted. 
For more information, please contact Trent Ward 
at (253) 853-7637 or WardT@cityofgigharbor.net, 
or visit the City’s Web site: www.cityofgigharbor.
net/232/Active-Projects.

http://www.epa.gov/lead
mailto:WardT@cityofgigharbor.net
http://www.cityofgigharbor.net/232/Active
http://www.cityofgigharbor.net/232/Active


What’s Your Water Footprint? 

You may have some understanding about your carbon footprint, but how much do you know about your water 
footprint? The water footprint of an individual, community, or business is defined as the total volume of freshwater 

that is used to produce the goods and services that are consumed by the individual or community or produced by the 
business. For example, 11 gallons of water are needed to irrigate and wash the fruit in one half-gallon container of orange 
juice. Thirty-seven gallons of water are used to grow, produce, package, and ship the beans in that morning cup of coffee. 
Two hundred and sixty-four gallons of water are required to produce one quart of milk, and 4,200 gallons of water are 
required to produce two pounds of beef. 

According to the U.S. EPA, the average American uses over 180 gallons of water daily. In fact, in the developed world, 
one flush of a toilet uses as much water as the average person in the developing world allocates for an entire day’s cooking, 
washing, cleaning, and drinking. The annual American per capita water footprint is about 8,000 cubic feet; twice the 
global per capita average. With water use increasing six-fold in the past century, our demands for freshwater are rapidly 
outstripping what the planet can replenish. 

To check out your own water footprint, go to http://goo.gl/QMoIXT.

Water Conservation 

You can play a role in conserving water and 
saving yourself money in the process by 

becoming conscious of the amount of water your 
household is using and by looking for ways to use 
less whenever you can. It is not hard to conserve 
water. Here are a few tips: 

• Automatic dishwashers use 15 gallons for 
every cycle, regardless of how many dishes are 
loaded. So get a run for your money and load 
it to capacity. 

• Turn off the tap when brushing your teeth. 

• Check every faucet in your home for leaks. Just 
a slow drip can waste 15 to 20 gallons a day. 
Fix it and you can save almost 6,000 gallons 
per year. 

• Check your toilets for leaks by putting a few 
drops of food coloring in the tank. Watch for a 
few minutes to see if the color shows up in the 
bowl. It is not uncommon to lose up to 100 
gallons a day from an invisible toilet leak. Fix it 
and you save more than 30,000 gallons a year. 

• Use your water meter to detect hidden leaks. 
Simply turn off all taps and water using 
appliances. Then check the meter after 15 
minutes. If it moved, you have a leak.

BY THE NUMBERS

The number of miles of drinking water 
distribution mains in the U.S.1  

MILLION

The number of gallons of water produced 
daily by public water systems in the U.S. 34  

BILLION

The amount of money spent annually 
on maintaining the public water 
infrastructure in the U.S.

135  
BILLION

The age in years of the world’s oldest water 
found in a mine at a depth of nearly two 
miles.

2  
BILLION

The number of highly trained and 
licensed water professionals serving in 
the U.S.

199  
THOUSAND

The number of federally regulated 
contaminants tested for in drinking water.93 

The number of active public water 
systems in the U.S.151  

THOUSAND

The number of Americans who receive 
water from a public water system.300  

MILLION

http://goo.gl/QMoIXT


Tap vs. Bottled 

Thanks in part to aggressive marketing, the bottled water industry has successfully convinced us all that water 
purchased in bottles is a healthier alternative to tap water. However, according to a four-year study conducted by 

the Natural Resources Defense Council, bottled water is not necessarily cleaner or safer than most tap water. In fact, 
about 25 percent of bottled water is actually just bottled tap water (40 percent according to government estimates). 

The Food and Drug Administration is responsible for regulating bottled water, but these rules allow for less rigorous 
testing and purity standards than those required by the U.S. EPA for community tap water. For instance, the high 
mineral content of some bottled waters makes them unsuitable for babies and young children. Further, the FDA 
completely exempts bottled water that’s packaged and sold within the same state, which accounts for about 70 percent 
of all bottled water sold in the United States. 

People spend 10,000 times more per gallon for bottled water than they typically do for tap water. If you get your 
recommended eight glasses a day from bottled water, you could spend up to $1,400 annually. The same amount of tap 
water would cost about 49 cents. Even if you installed a filter device on your tap, your annual expenditure would be far 
less than what you’d pay for bottled water. 

For a detailed discussion on the NRDC study results, check out their Web site at https://goo.gl/Jxb6xG.

REGULATED SUBSTANCES

Tap water samples were collected for lead and copper analyses from sample sites throughout the community.

Test Results

Our water is monitored for many different kinds of substances on a very strict sampling schedule. The information in 
the data tables shows only those substances that were detected between January 1 and December 31, 2017. Remember 

that detecting a substance does not necessarily mean the water is unsafe to drink; our goal is to keep all detects below their 
respective maximum allowed levels. The State recommends monitoring for certain substances less often than once per year 
because the concentrations of these substances do not change frequently. In these cases, the most recent sample data are 
included, along with the year in which the sample was taken.

SUBSTANCE
(UNIT OF MEASURE)

YEAR
SAMPLED AL MCLG

AMOUNT 
DETECTED 

(90TH%TILE)

SITES ABOVE 
AL/TOTAL 

SITES VIOLATION TYPICAL SOURCE

Copper (ppm) 2017 1.3 1.3 0.18 0/20 No Corrosion of household plumbing systems; 
Erosion of natural deposits

Lead (ppb) 2017 15 0 8 1/20 No Corrosion of household plumbing systems; 
Erosion of natural deposits

SECONDARY SUBSTANCES

SUBSTANCE
(UNIT OF MEASURE)

YEAR
SAMPLED SMCL MCLG

AMOUNT
DETECTED

RANGE
LOW-HIGH EXCEEDANCE TYPICAL SOURCE

Iron (ppb) 2017 300 NA 540 NA Yes Leaching from natural deposits; Industrial wastes

Manganese (ppb) 2017 50 NA 150 NA Yes Leaching from natural deposits

Definitions

AL (Action Level): The concentration of a contaminant that, if 
exceeded, triggers treatment or other requirements that a water 
system must follow.

MCL (Maximum Contaminant Level): The highest level of 
a contaminant that is allowed in drinking water. MCLs are 
set as close to the MCLGs as feasible using the best available 
treatment technology.

MCLG (Maximum Contaminant Level Goal): The level of a 
contaminant in drinking water below which there is no known 
or expected risk to health. MCLGs allow for a margin of safety.

NA: Not applicable

ppb (parts per billion): One part substance per billion parts 
water (or micrograms per liter).

ppm (parts per million): One part substance per million parts 
water (or milligrams per liter).

SMCL (Secondary Maximum Contaminant Level): SMCLs 
are established to regulate the aesthetics of drinking water like 
appearance, taste and odor.

https://goo.gl/Jxb6xG




Apr
2018

May
2018

Jun
2018

Jul
2018

Aug
2018

Sep
2018

Oct
2018

Nov
2018

Dec
2018

Jan
2019

Feb
2019

Mar
2019

Coliform
Monitoring Population

9959 9957 8348 8361 8361 9996 9976 9959 9957 9957 9965 9957

Number of Routine
Samples Required 10 10 9 9 9 10 10 10 10 10 10 10

Coliform Monitoring Requirements

     - Collect samples from representative points throughout the distribution system.
     - Collect required repeat samples following an unsatisfactory sample. In addition, collect a sample from each operating groundwater source.
     - For systems that chlorinate, record chlorine residual (measured when the coliform sample is collected) on the coliform lab slip.

Test Panel/Analyte # Samples 
Required

Compliance Period Frequency Last Sample Date Next Sample Due

Lead and Copper 20 Jan 2018 - Dec 2020 standard - 3 year 08/07/2017 Jul 2020

Asbestos 1 Jan 2011 - Dec 2019 standard - 9 year 05/27/2015

Total Trihalomethane (THM) 1 Jan 2018 - Dec 2018 reduced - 1 year 08/01/2017 Aug 2018

Halo-Acetic Acids (HAA5) 1 Jan 2018 - Dec 2018 reduced - 1 year 08/01/2017 Aug 2018

Chemical Monitoring Requirements

Distribution Monitoring

System: GIG HARBOR WATER DEPT
Contact: Kenneth R Andrews

PWS ID: 27600 9
Group: A - Comm

Region: NORTHWEST
County: PIERCE

NOTE:  To receive credit for compliance samples, you must fill out laboratory and sample paperwork completely, send your samples to a laboratory accredited by 
Washington State to conduct the analyses, AND ensure the results are submitted to DOH Office of Drinking Water.  There is often a lag time between when you collect 
your sample, when we credit your system with meeting the monitoring requirement, and when we generate the new monitoring requirement.
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Notes on Distribution System Chemical Monitoring

For Lead and Copper: -  Collect samples from the COLD WATER side of a KITCHEN or BATHROOM faucet that is used daily.
- Before sampling, make sure the water has sat unused in the pipes for at least 6 hours, but no more than 12 hours (e.g. overnight).
- If you are sampling from a faucet that has hot water, make sure cold water is the last water to run through the faucet before it sits overnight.
- If your sampling frequency is annual or every 3 years, collect samples between June 1 and September 30.

For Asbestos: Collect the sample from one of your routine coliform sampling sites in an area of your distribution system that has asbestos concrete pipe.

For Disinfection Byproducts (HAA5 and THM): Collect the samples at the locations identified in your Disinfection Byproducts (DBP) monitoring plan.

Collect ‘source’ chemical monitoring samples from a tap after all treatment (if any), but before entering the distribution system.
Washington State grants monitoring waivers for various test panels /analytes. Please note that we may require some monitoring as a condition of some waivers.
We have granted complete waivers for dioxin, endothal, glyphosate, diquat, and insecticides.
Nitrate, arsenic, iron, and other individual inorganics are included as part of a Complete Inorganic (IOC) analysis when it is collected.

Source Monitoring

-
-

-

Source S02  WELL #2-TOWN PARK (AAF346) Use - Permanent Susceptility - ModerateWell

Test Panel/Analyte # Samples
Required

Compliance Period Frequency Last Sample
Date

Next Sample
Due

Nitrate 1 Jan 2018 - Dec 2018 standard - 1 year 05/17/2017 May 2018

Complete Inorganic (IOC) 1 Jan 2011 - Dec 2019 waiver - 9 year 12/03/2015

Iron 1 Jan 2017 - Dec 2019 standard - 3 year 12/03/2015 Oct 2019

Manganese 1 Jan 2017 - Dec 2019 standard - 3 year 12/03/2015 Sep 2019

Volatile Organics (VOC) 1 Jan 2014 - Dec 2019 waiver - 6 year 08/27/2012 Aug 2018

Herbicides 1 Jan 2014 - Dec 2022 waiver - 9 year 08/19/2010 Aug 2019

Pesticides 1 Jan 2014 - Dec 2022 waiver - 9 year 08/19/2010 Aug 2019

Soil Fumigants 0 Jan 2017 - Dec 2019 waiver - 3 year

Gross Alpha 1 Jan 2014 - Dec 2019 standard - 6 year 11/30/2016

Radium 228 1 Jan 2014 - Dec 2019 standard - 6 year 11/30/2016

Source S03  WELL #3-HIGH LEVEL (AAF349) Use - Permanent Susceptility - LowWell

Test Panel/Analyte # Samples
Required

Compliance Period Frequency Last Sample
Date

Next Sample
Due

Nitrate 1 Jan 2018 - Dec 2018 standard - 1 year 05/17/2017 Aug 2018
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Collect ‘source’ chemical monitoring samples from a tap after all treatment (if any), but before entering the distribution system.
Washington State grants monitoring waivers for various test panels /analytes. Please note that we may require some monitoring as a condition of some waivers.
We have granted complete waivers for dioxin, endothal, glyphosate, diquat, and insecticides.
Nitrate, arsenic, iron, and other individual inorganics are included as part of a Complete Inorganic (IOC) analysis when it is collected.

Source Monitoring

-
-

-

Source S03  WELL #3-HIGH LEVEL (AAF349) Use - Permanent Susceptility - LowWell

Test Panel/Analyte # Samples
Required

Compliance Period Frequency Last Sample
Date

Next Sample
Due

Complete Inorganic (IOC) 1 Jan 2011 - Dec 2019 waiver - 9 year 09/22/2015

Manganese 1 Jan 2017 - Dec 2019 standard - 3 year 09/22/2015 Aug 2018

Volatile Organics (VOC) 1 Jan 2014 - Dec 2019 waiver - 6 year 08/27/2012 Aug 2018

Herbicides 1 Jan 2014 - Dec 2022 waiver - 9 year 08/19/2010 Aug 2019

Pesticides 1 Jan 2014 - Dec 2022 waiver - 9 year 08/19/2010 Aug 2019

Soil Fumigants 0 Jan 2017 - Dec 2019 waiver - 3 year

Gross Alpha 1 Jan 2014 - Dec 2019 standard - 6 year 09/22/2015

Radium 228 1 Jan 2014 - Dec 2019 standard - 6 year 09/22/2015

Source S04  WELL #4 HARBOR HEIGHTS 
(AAF348)

Use - Permanent Susceptility - LowWell

Test Panel/Analyte # Samples
Required

Compliance Period Frequency Last Sample
Date

Next Sample
Due

Nitrate 1 Jan 2018 - Dec 2018 standard - 1 year 03/16/2018

Complete Inorganic (IOC) 1 Jan 2011 - Dec 2019 waiver - 9 year 03/16/2018

Iron 1 Jan 2017 - Dec 2019 standard - 3 year 03/16/2018

Manganese 1 Jan 2017 - Dec 2019 standard - 3 year 03/16/2018

Volatile Organics (VOC) 1 Jan 2014 - Dec 2019 waiver - 6 year 08/27/2012 Aug 2018

Herbicides 1 Jan 2014 - Dec 2022 waiver - 9 year 08/19/2010 Aug 2019

Pesticides 1 Jan 2014 - Dec 2022 waiver - 9 year 08/19/2010 Aug 2019

Soil Fumigants 0 Jan 2017 - Dec 2019 waiver - 3 year

Gross Alpha 1 Jan 2014 - Dec 2019 standard - 6 year 09/22/2015
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Collect ‘source’ chemical monitoring samples from a tap after all treatment (if any), but before entering the distribution system.
Washington State grants monitoring waivers for various test panels /analytes. Please note that we may require some monitoring as a condition of some waivers.
We have granted complete waivers for dioxin, endothal, glyphosate, diquat, and insecticides.
Nitrate, arsenic, iron, and other individual inorganics are included as part of a Complete Inorganic (IOC) analysis when it is collected.

Source Monitoring

-
-

-

Source S04  WELL #4 HARBOR HEIGHTS 
(AAF348)

Use - Permanent Susceptility - LowWell

Test Panel/Analyte # Samples
Required

Compliance Period Frequency Last Sample
Date

Next Sample
Due

Radium 228 1 Jan 2014 - Dec 2019 standard - 6 year 09/22/2015

Source S05  WELL #5 NORTH CREEK 
(AAF347)

Use - Permanent Susceptility - LowWell

Test Panel/Analyte # Samples
Required

Compliance Period Frequency Last Sample
Date

Next Sample
Due

Nitrate 1 Jan 2018 - Dec 2018 standard - 1 year 05/17/2017 Sep 2018

Complete Inorganic (IOC) 1 Jan 2011 - Dec 2019 waiver - 9 year 09/22/2015

Manganese 1 Jan 2017 - Dec 2019 standard - 3 year 09/22/2015 Jun 2018

Volatile Organics (VOC) 1 Jan 2014 - Dec 2019 waiver - 6 year 08/27/2012 Aug 2018

Herbicides 1 Jan 2014 - Dec 2022 waiver - 9 year 08/19/2010 Aug 2019

Pesticides 1 Jan 2014 - Dec 2022 waiver - 9 year 08/19/2010 Aug 2019

Soil Fumigants 0 Jan 2017 - Dec 2019 waiver - 3 year

Gross Alpha 1 Jan 2014 - Dec 2019 standard - 6 year 09/22/2015

Radium 228 1 Jan 2014 - Dec 2019 standard - 6 year 09/22/2015

Source S06  WELL #6 NORTH CREEK 
(AAF351)

Use - Permanent Susceptility - LowWell

Test Panel/Analyte # Samples
Required

Compliance Period Frequency Last Sample
Date

Next Sample
Due

Nitrate 1 Jan 2018 - Dec 2018 standard - 1 year 05/17/2017 Sep 2018

Complete Inorganic (IOC) 1 Jan 2011 - Dec 2019 waiver - 9 year 09/22/2015

Iron 1 Jan 2017 - Dec 2019 standard - 3 year 09/22/2015 Jul 2018
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Collect ‘source’ chemical monitoring samples from a tap after all treatment (if any), but before entering the distribution system.
Washington State grants monitoring waivers for various test panels /analytes. Please note that we may require some monitoring as a condition of some waivers.
We have granted complete waivers for dioxin, endothal, glyphosate, diquat, and insecticides.
Nitrate, arsenic, iron, and other individual inorganics are included as part of a Complete Inorganic (IOC) analysis when it is collected.

Source Monitoring

-
-

-

Source S06  WELL #6 NORTH CREEK 
(AAF351)

Use - Permanent Susceptility - LowWell

Test Panel/Analyte # Samples
Required

Compliance Period Frequency Last Sample
Date

Next Sample
Due

Manganese 1 Jan 2017 - Dec 2019 standard - 3 year 09/22/2015 Apr 2018

Volatile Organics (VOC) 1 Jan 2014 - Dec 2019 waiver - 6 year 11/30/2016

Herbicides 1 Jan 2014 - Dec 2022 waiver - 9 year 08/27/2012 Aug 2021

Pesticides 1 Jan 2014 - Dec 2022 waiver - 9 year 08/27/2012 Aug 2021

Soil Fumigants 0 Jan 2017 - Dec 2019 waiver - 3 year

Gross Alpha 1 Jan 2014 - Dec 2019 standard - 6 year 09/22/2015

Radium 228 1 Jan 2014 - Dec 2019 standard - 6 year 09/22/2015

Source S08  RUSHMORE (AAF350) Use - Permanent Susceptility - ModerateWell

Test Panel/Analyte # Samples
Required

Compliance Period Frequency Last Sample
Date

Next Sample
Due

Nitrate 1 Jan 2018 - Dec 2018 standard - 1 year 05/17/2017 May 2018

Complete Inorganic (IOC) 1 Jan 2011 - Dec 2019 waiver - 9 year 08/23/2012

Volatile Organics (VOC) 1 Jan 2014 - Dec 2019 waiver - 6 year 11/30/2016

Herbicides 1 Jan 2014 - Dec 2022 waiver - 9 year 08/19/2010 Aug 2019

Pesticides 1 Jan 2014 - Dec 2022 waiver - 9 year 08/19/2010 Aug 2019

Soil Fumigants 0 Jan 2017 - Dec 2019 waiver - 3 year

Gross Alpha 1 Jan 2014 - Dec 2019 standard - 6 year 11/30/2016

Radium 228 1 Jan 2014 - Dec 2019 standard - 6 year 11/30/2016
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Other Information

Other Reporting Schedules 

Special Notes

None

Northwest Regional Water Quality Monitoring Contacts

For questions regarding chemical monitoring: Steve Hulsman: (253) 395-6777 or Steve.Hulsman@doh.wa.gov

For questions regarding DBPs: Steve Hulsman: (253) 395-6777 or Steve.Hulsman@doh.wa.gov
For questions regarding coliform bacteria and microbial issues: Carol Stuckey or Ingrid Salmon: (253) 395-6775:  or 

carol.stuckey@doh.wa.gov or ingrid.salmon@doh.wa.gov

Additional Notes

The information on this monitoring schedule is valid as of the date in the upper left corner on the first page. However, the information may change with subsequent 
updates in our water quality monitoring database as we receive new data or revise monitoring schedules. There is often a lag time between when you collect your 
sample and when we credit your system with meeting the monitoring requirement.

We have not designed this monitoring schedule to display all compliance requirements. The purpose of this schedule is to assist water systems with planning for most 
water quality monitoring, and to allow systems to compare their records with DOH ODW records. Please be aware that this monitoring schedule does not include 
constituents that require a special monitoring frequency, such as monitoring affiliated with treatment.

Any inaccuracies on this schedule will not relieve the water system owner and operator of the requirement to comply with applicable regulations.

If you have any questions about your monitoring requirements, please contact the regional office staff listed above.

Due Date     

Measure chlorine residuals and submit monthly reports if your system uses continuous chlorination: monthly

Submit Consumer Confidence Report (CCR) to customers and ODW (Community systems only): 07/01/2018
Submit CCR certification form to ODW (Community systems only): 10/01/2018
Submit Water Use Efficiency report online to ODW and to customers (Community and other municipal water systems only): 07/01/2018
Send notices of lead and copper sample results to the customers sampled: 30 days after you receive the laboratory results
Submit Certification of customer notification of lead and copper results to ODW: 90 days after you notify customers
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WATER RIGHTS SELF-ASSESSMENT FORM  





         

Table 1 

WATER SYSTEM PLAN 
WATER RIGHTS SELF ASSESSMENT  EXISTING STATUS 

PERMIT 
CERTIFICATE 
OR CLAIM # 

NAME ON 
DOCUMENT 

PRIORITY 
DATE  

(List oldest 
first) 

SOURCE 
NAME/ 

NUMBER 

ANY PORTION 
SUPPLEMENTAL? 

(If yes, explain in 
footnote) 

EXISTING 
WATER RIGHTS 

EXISTING 
CONSUMPTION 

CURRENT WATER 
RIGHT STATUS 

(Excess/Deficiency) 
Maximum 

Instantaneous 
Flow Rate (Qi)

Maximum 
Annual 

Volume (Qa) 

Maximum 
Instantaneous 
Flow Rate (Qi)

Maximum 
Annual 

Volume (Qa) 

Maximum 
Instantaneous 
Flow Rate (Qi)

Maximum 
Annual 

Volume (Qa) 
Permits/ 
Certificates 
1. G2-* 01015C 

Town of Gig 
Harbor 10/19/48 Well 1  400 gpm 238 afy (a) 0 0 400 0 

2. G2-00522C ) Town of Gig 
Harbor 

4/5/71 Well 2
Well 10  

116 afy (1) 330 gpm 336 afy
209 afy (a) 

266 gpm 124 afy 64 gpm 85 afy 

3. G2-25078C Town of Gig 
Harbor 

11/15/78 Well 3
 

442 afy (2) 625 gpm 980 afy
538 afy (a) 

625 gpm 340 afy 0 198 afy 

4. G2-27393C  City of Gig 
Harbor 

8/8/88 Well 4 238 afy (3) 230 gpm  136 gpm 121.6 94 gpm 116.4 afy 

5. G2-27794C City of Gig 
Harbor 

6/21/90 Well 5 500 gpm 336 afy 500 gpm 353.5 afy 0 -17.5 afy 

6. G2-28102C City of Gig 
Harbor 

3/29/91 Well 6 1,000 gpm  940 gpm 60 gpm  

7. G2-29896 City of Gig 
Harbor 

1/11/00 Well 6 896 afy 261 afy 635 afy 

8 .G2-*07773C City of Gig 
Harbor. 

9/2/65 Well 8 30 gpm 48 afy 15 gpm
24.1 afy 

15 23.9 

TOTAL ************** ********* ********* **************** 3,115 2,265 2,482 gpm 1,224.2afy 633 gpm 1,040.6 afy 

INTERTIE NAME/ 
IDENTIFIER 

NAME OF PURVEYOR  
PROVIDING WATER 

EXISTING LIMITS ON 
INTERTIE USE 

EXISTING 
CONSUMPTION 

THROUGH INTERTIE 

CURRENT INTERTIE 
SUPPLY STATUS 

(Excess/Deficiency) 
Maximum 

Instantaneous 
Flow Rate (Qi)

Maximum 
Annual 

Volume (Qa)

Maximum 
Instantaneous 
Flow Rate (Qi)

Maximum 
Annual 

Volume (Qa) 

Maximum 
Instantaneous 
Flow Rate (Qi)

Maximum 
Annual 

Volume (Qa) 
1.     
2.   
3.   
4.   
TOTAL       ********************************************   

PENDING WATER RIGHT 
APPLICATION (New/Change) 

NAME ON 
APPLICATION 

DATE 
SUBMITTED 

ANY PORTION 
SUPPLEMENTAL? (If yes, 

explain in footnote) 

PENDING WATER RIGHTS
Maximum Instantaneous 
Flow Rate (Qi) Requested 

Maximum Annual Volume  (Qa) 
Requested 

1. G2-XXXXXX (4) City of Gig Harbor 5/25/11 Yes 1,000 1,000
2. G2-29937A City  of Gig Harbor 8/30/00 No 1,000 1,000
3.  



         

Note:  (a) means additive/primary. 
 
1) Well 10 is an additional well source to Well 2 (G2-00522C), but was not placed on line until 2010, thus its Qi production is not included in above table. Future update 

will show full use of 230 gpm (Qi)..  Well 2 non-additive Qi of 116 is supplemental/non-additive to existing rights. 
2) Well 3 non-additive Qa of 442 afy is supplemental to existing rights. 
3) Well 4’s non-additive Qa of 238 afy is non-additive/supplemental to additive Qa of Well 1 (G2-01015C).  The Qi assigned to Well 4 (230 gpm) is additive and 

independent of Well 1 additive Qi. 
4) Well No. 11 application is for 1,000 gpm and 1,000 A-ft/yr both non-additive to existing rights. 



 

        

Table 2 

WATER SYSTEM PLAN 
WATER RIGHTS SELF ASSESSMENT  6 YEAR FORECAST 

PERMIT 
CERTIFICATE 
OR CLAIM # 

NAME ON 
DOCUMENT 

PRIORITY 
DATE  

(List oldest 
first) 

SOURCE 
NAME/ 

NUMBER 

ANY PORTION 
SUPPLEMENTAL? 

(If yes, explain in 
footnote) 

EXISTING 
WATER RIGHTS 

FORECASTED WATER 
USE FROM SOURCES  

(6-year Demand) 

FORECASTED WATER 
RIGHT STATUS 

(Excess/Deficiency) 
Maximum 

Instantaneous 
Flow Rate (Qi) 

Maximum 
Annual 

Volume (Qa) 

Maximum 
Instantaneous 
Flow Rate (Qi)

Maximum 
Annual 

Volume (Qa) 

Maximum 
Instantaneous 
Flow Rate (Qi)

Maximum 
Annual 

Volume (Qa) 
Permits/ 
Certificates 
1. G2-*01015C 

Town of  Gig 
Harbor 10/19/48 Well 1  400 gpm 238 afy (a)      400 gpm  

2. G2-00522C Town of Gig 
Harbor 

4/3/71 Well 2
Well 10 

116 afy (1) 330 gpm 336 afy
209 afy (a) 

330 gpm 161.2 afy 0 47.8 afy 

3. G2-25078C Town of  Gig 
Harbor 

11/15/78 Well 3 442 afy (2) 625 gpm 980 afy
538 afy (a) 

625 gpm 442 afy 0 96 afy 

4. G2-27393C City of Gig 
Harbor 

8/8/88 Well 4 238 afy (3) 230 gpm  176.8 gpm 158 afy 53.2 gpm 80 afy 

 
5. G2-27794C 

City of Gig 
Harbor 

6/21/90 Well 5 500 gpm 336 afy 500 gpm 336 afy 0 0 

6. G2-28192C  City of Gig 
Harbor 

3/29/91 Well 6 1,000 gpm  1,000 gpm 0  

7  G2-29896 City of Gig 
Harbor 

1/11/00 Well 6 896 afy 340 afy 556 afy 

8. G2-*07773C City of Gig 
Harbor 

9/2/65 Well 8 30 gpm 48 afy 15 gpm
24.1 afy 

15 23.9 afy 

TOTAL ************** ********* ********* **************** 3,115 gpm 2,265 afy 2,646.8 gpm 1,461.3 afy 468.2 gpm
 803.7 afy 

INTERTIE NAME/ 
IDENTIFIER 

NAME OF PURVEYOR  
PROVIDING WATER 

EXISTING LIMITS ON 
INTERTIE USE 

FORECASTED 
CONSUMPTION 

THROUGH INTERTIE 

FORECASTED 
INTERTIE SUPPLY 

STATUS 
(Excess/Deficiency) 

Maximum 
Instantaneous 
Flow Rate (Qi)

Maximum 
Annual 

Volume (Qa)

Maximum 
Instantaneous 
Flow Rate (Qi)

Maximum 
Annual 

Volume (Qa) 

Maximum 
Instantaneous 
Flow Rate (Qi)

Maximum 
Annual 

Volume (Qa) 
1.     
2.   
3.   
4.   
TOTAL       ********************************************   

PENDING WATER RIGHT 
APPLICATION (New/Change) 

NAME ON 
APPLICATION 

DATE 
SUBMITTED 

ANY PORTION 
SUPPLEMENTAL? (If yes, 

explain in footnote) 

PENDING WATER RIGHTS
Maximum Instantaneous Flow 

Rate (Qi) Requested 
Maximum Annual Volume  

(Qa) Requested 
      



 

        

2. G2-29937A City of Gig Harbor 8/30/00 1,000 1,000
Note:  (a) means additive/primary. 

 
1) Well 10 is an additional well source to Well 2 (G2-00522C), but was not placed on line until 2010, thus its Qi production is not included in above table. Future update 

will show full use of 230 gpm (Qi)..  Well 2 non-additive Qi of 116 is supplemental/non-additiveto existing rights. 
2) Well 3 non-additive Qa of 442 afy is supplemental to existing rights. 
3) Well 4’s non-additive Qa of 238 afy is non-additive/supplemental to additive Qa of Well 1 (G2-01015C).  The Qi assigned to Well 4 (230 gpm) is additive and 

independent of Well 1 additive Qi. 
 
 
 

   

 



 

        

Table 3 

WATER SYSTEM PLAN 
WATER RIGHTS SELF ASSESSMENT  20 YEAR FORECAST 

PERMIT 
CERTIFICATE 
OR CLAIM # 

NAME ON 
DOCUMENT 

PRIORITY 
DATE  

(List oldest 
first) 

SOURCE 
NAME/ 

NUMBER 

ANY PORTION 
SUPPLEMENTAL? 

(If yes, explain in 
footnote) 

EXISTING 
WATER RIGHTS 

FORECASTED WATER 
USE FROM SOURCES  

(20-year Demand) 

FORECASTED WATER 
RIGHT STATUS 

(Excess/Deficiency) 
Maximum 

Instantaneous 
Flow Rate (Qi) 

Maximum 
Annual 

Volume (Qa) 

Maximum 
Instantaneous 
Flow Rate (Qi)

Maximum 
Annual 

Volume (Qa) 

Maximum 
Instantaneous 
Flow Rate (Qi)

Maximum 
Annual 

Volume (Qa) 
Permits/ 
Certificates 
1. G2-*01015C 

Town of  Gig 
Harbor 10/19/48 Well 1  400 gpm 238 afy (a)            0 0 

2. G2-00522C Town of Gig 
Harbor 

4/3/71 Well 2
Well 10 

116 afy (1) 330 gpm 336 afy
209 afy (a) 

330 gpm 193 afy 0 0  

3. G2-25078C Town of  Gig 
Harbor 

11/15/78 Well 3 442 afy (2) 625 gpm 980 afy
538 afy (a) 

625 gpm 518 afy 0 0  

4. G2-27393C City of Gig 
Harbor 

8/8/88 Well 4 238 afy (3) 230 gpm  176.8 gpm 218 afy 0 0  

 
5. G2-27794C 

City of Gig 
Harbor 

6/21/90 Well 5 500 gpm 336 afy 500 gpm 316 afy 0 0 

6. G2-28192C  City of Gig 
Harbor 

3/29/91 Well 6 1,000 gpm  1,000 gpm 0  

7  G2-29896 City of Gig 
Harbor 

1/11/00 Well 6 896 afy 878 afy 0 

8. G2-*07773C City of Gig 
Harbor 

9/2/65 Well 8 30 gpm 48 afy 30 gpm
40 afy 

0 0 

TOTAL ************** ********* ********* ****************
3,115 gpm 2,265 afy 3,115 gpm 2,136 afy 

-506 
gpm 
(4)(5) 

102 afy 

INTERTIE NAME/ 
IDENTIFIER 

NAME OF PURVEYOR  
PROVIDING WATER 

EXISTING LIMITS ON 
INTERTIE USE 

FORECASTED 
CONSUMPTION 

THROUGH INTERTIE 

FORECASTED 
INTERTIE SUPPLY 

STATUS 
(Excess/Deficiency) 

Maximum 
Instantaneous 
Flow Rate (Qi)

Maximum 
Annual 

Volume (Qa)

Maximum 
Instantaneous 
Flow Rate (Qi)

Maximum 
Annual 

Volume (Qa) 

Maximum 
Instantaneous 
Flow Rate (Qi)

Maximum 
Annual 

Volume (Qa) 
1.     
2.   
3.   
4.   
TOTAL       ********************************************   

PENDING WATER RIGHT 
APPLICATION (New/Change) 

NAME ON 
APPLICATION 

DATE 
SUBMITTED 

ANY PORTION 
SUPPLEMENTAL? (If yes, 

explain in footnote) 

PENDING WATER RIGHTS
Maximum Instantaneous Flow 

Rate (Qi) Requested 
Maximum Annual Volume  

(Qa) Requested 



 

        

      

2. G2-29937A City of Gig Harbor 8/30/00 1,000 1,000
Note:  (a) means additive/primary. 

 
1) Well 10 is an additional well source to Well 2 (G2-00522C), but was not placed on line until 2010, thus its Qi production is not included in above table. Future update 

will show full use of 230 gpm (Qi)..  Well 2 non-additive Qi of 116 is supplemental/non-additive to existing rights. 
2) Well 3 non-additive Qa of 442 afy is supplemental to existing rights. 
3) Well 4’s non-additive Qa of 238 afy is non-additive/supplemental to additive Qa of Well 1 (G2-01015C).  The Qi assigned to Well 4 (230 gpm) is additive and 

independent of Well 1 additive Qi. 
4) 20 year demand projection assumes development of new, non-additive water rights/points of withdrawal capable of exercising all inchoate instantaneous (Qi) and 

annual quantities (Qa) associated with existing wells/groundwater rights.  
5) City is engaged in well development strategy that is intended to develop new additive rights that will resolve projected 20 year supply deficit. 
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!)l'''l!,,:'lslons: 18":1, 12Q,' ProGress of Works__........r ..t._. _
 
r:.rA ..~~!TY ....j_••,. 

Applie~ for: 40~Q, g.p.m. acre feet per year 

LOC.I.'TIIO~: Lot Ii and eo or A"lm. Adduson. PSI B,.oo, 

US]~ Myn1 01p" ..ter .uPP17 

Irl'll!.~atlon- acreage: Present Planned Feasible 

~u~lclpal: as of .1°.71 _1700
 

In:hlS tr", 9.1:
 

Po~u1ation---.....---------- 068 

! 

Timo P~~p Wl1~ be Op~rated: 

other Water 1'\ L~hts of APpl:lt;f\nt: ...n...Olfjna... _ 
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R~CO"MENDATrmi5 

J. Ppr 0 'Ie c1 r 0 I· ',;:,OO=. ,g •p •m• f 
y~ar. S~~j0Ct ~~ bxisting wnter rlghts.(l acre-!oot =325.850 ga11c~s) 
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____________---"i_ESCRIPTION OF PROPOSED WORKS 

We1l2, 10-inches by 12 I fee! deep, •
DEVELOPMENTSCHEI>ULE 

WATHRI'lfrTO FULL USE BY TIllS DATE:COMPI£re f>ROJECT \I~' Tins DATE.~EGI"N PROIF.CT DY nus DATI! 

Started Completed In-use 

REPORT------------_---:.::= 
BACKGlmUND: 

On October 31,2001 Dave Brereton, on behalf of the City of Gig Harbor, med all Applicatioll/or Chan~e a/Water Right, to renect lhe 
consolidation of two exempt ground waler righlS with the City's existing water system, as provided fo: m RCW 90,~4, 1OS, :n,e water 
right certificate to be affected by this consolidation is G2-00522. The place of use is located on the Gig Harbor Penmsula wllhtn Water 
Resource Inventory Area 15, in Pierce County. 

A pUblic notice ofthe proposed change was published and no protests wcre received. 

Based on the provisions of Chapters 90,03 and 90.44, Revised Code ofW.shington (RCW), and my investigation, I recommend the 
approval of these requested consolidations, and the issuance ofa superseding certilic.ate. 

INVESTIGATJONS: 

In consideration ofthis Applica/ion/or Change I reviewed the information provided to me by the applicant, and the Washington State 
Depanment of Health, The Department of Ecology's records of applicable hydrogeological reports and recorded water rights were also 
reviewed. 

The intent of this Appliea/ionjar Change is to supersede certificate G2-00522 to reflect the consolidation of exempt water rights held by 
two private parties - Kurt Sorenson and AIM Jahns. The owners of these exempt water systems have agreed to discontinue use of their 
wells, properly abandon the original sources, not construct any future exempt wells on these sites, and be supplied water by the City of 
Gig Harbor, In both cases, the City of Gig Harbor is willing to extend service, but lacks the water right capacity needed to expand their 
number of connections, 

Existing City of Gig Harbor Water Rights: 

Water Right # Well # GPM Qa 
(primary) 

Qa (supplemental) 

590-C Weill 400 238 
G2-00522 Well 2 330 204 il6 
G2-25078 Well 3 750 538 442 
G2-27393 Well 4 230 0 238 
02-27794 WellS 500 336 0 
G2-28102 Well 6 1,000 0 672 
6018 Well 8 30 48 
Total 1,364 a-fly 

Waler Right Certificate G2-00522 has an April 5,1971 priority date and authorizes the withdrawal of330 gpm, and 320 acre-feet per year 
- of which 204 acre-feet are primary and 116 acre-feet are supplemental to the City's water right 590 for Well I. Well 2 is located within 
the SE Y, SW 'I. of Section 32, Township 22 North, Range 2 E.W.M. 

Hydrogeological Assessment 

Gig Harbor's service area is located in Waler Resource Inventory Area IS, on the Gig Harbor Peninsula, Pierce County, Washington, 

'nle occurrence of ground water on the Gig Harbor Peninsula has been described in a number of pUblications, including ~Wl.1Y 
Bulletin No. 18. by Garland & Molenaar, and the Gig Harbor Peninsula Ground Water Management Plan Task 5, Hydrogeologic 
Evaluation Report. prepared for the Tacoma-Pierce County Health Department, describing the Ground Water Management Area 
(GWMA), 

The peninsula is a remnant of a glacial·drift plain Ihat is nearly sllrrounded by marine bodies. Three main water-bearing units have been 
identified, lhe Colvos Sands Member Mthe Vashon Drift. the Salmon Springs Drift and the pre-Salmon Springs deposits. 

A complex sequence of unconsolidated and partially consolidated sediments blanket the peninsula. Alternating glacial and non-glncial 
periods ofdeposition created numerous aquifers and aquitards within Pierce COllnty. Several aquifers and aquitards have been identified 
within the Gig Harbor area. Principal aqUifers include locally-occllning perched ground water zones, the Upper Aquifer, the Sea Level 
Aquifer, and at least two deep aquifer systems below the Sea Level Aqllifer. 

In the Gig Harhor area the Upper and Sea Level aquifers are recharged almost exclusively from percoloting rainfnll. This is because 
connections to other mainland aquifers are limited by topography, and stream flows lire minimal. Water is lost from the aquifer system by 
discharge either to a deeper aquifer. seepage to surface water steams, or release ofground water at the seawater interface. 

Sorenson We!! 

The first well is located on property owned by Kurt Sorenson at 9615 Burnham Drive NW. The well is exempt from formal permitting 
lUld has been in use since 1966. The well is used to provide water to a single family residence and five mobile homes. 

The property's average water demand has been estimated to be 3.0 acre-feet per )'ear, This is based on 0 daily demand oC 400 gallons per 
day per residential connection, including the irrigation of up to half an acre of lawn and garden, 

REPORT OF EXAM 11'< ATION 2 No, \ 1759 



Report Continued.. •	 • 

A well.log was not available tor the Sorenson Well, but it is believed to be about 120 feet deep and was equipped to produce
 
approximately 20 gpm.
 

The Sorenson well is located within the NW Yo of Section 31, Township 22 North, Range 2 East, W.M., approximately a mile-and-a-half 
west of Well 2. 

The s~cond ~xempt well is owned by Alan Jahns and is located at 7308 Pioneer Way. 111e well was constructed in June of 1933 and has 
been 10 contmuous use for domestic supply and the irrigalion of several acres oforchard. 

This well was hand.dug and is only 20 feet deep. It has historically produced aboul 10 gplll. 

The Jahn well is located within the NW Yo of Section 8, Township 21 North, Range 2 East, W.M., approximately 2 miles south of Well 2. 

I recommend a water duty for this site 01'2 acre· feet, based on 900 gallons per day for the homestead and an additional 1.0 acre foot for a 
half acre of irrigation. 

We~12 is an active production well that has been in use since its construction in September of 1962, without adverse affects to the 
environment or neighboring wells. The well is 121 feet deep and screened between the depths of 116 to 121 feet below ground surfuce. 
No reports of adverse effects to other water rights or surface water bodies have been received. 

?"e1l2 is located within the SE V. SW V. of Section 32, Township 22 N., Range 2 E.W.M. The City of Gig Harbor does not intend to
 
mcrease the pump capacity in Well 2, and will continue to operate the well at the authorized rale 01'330 gpm.
 

All three of the subject wells are relatively shallow, and the two private wells may be consolidated with the City's well without
 
impairment to existing rights.
 

CONCLUSION AND FINDINGS: 

I.	 The original Report ofExamination prepared for this water right permit found there was water available for the appropriation. 1113t 
finding is not affected by this change application. 

2.	 The water will continue to be put to beneficial use, for domestic water supply. 

3.	 The changc is not expectcd to impair any existing water rights, whether junior or senior. If an impairment ofjunior or senior water
 
rights should occur, such impairment would be grounds for cunaihnent or cessation ofany withdrawal resulting from the change
 
which causes such impairment, or the right holder could provide such mitigation as to remedy the situation.
 

4.	 The change will nol be detrimental to the public interest. The change is not expected to cause any detrimental environmental affects 
on the nalliral environment. The change is also found to promote the pnblic interest by improving system reliability and reducing the 
costs a Fin frastructure. 

Pursuant to RCW 90.44.060 and RCW 90.03.290, the Department of Ecology is required to find that: (l) water is available for
 
appropriation/change; (2) the appropriation/change is for a bcneficial use; (3) the appropriation/changc will not impair existing water
 
rights; and (4) the appropriation/change will not be detrimental to the public interest.
 

In acCtlrdance with Chapters 90.03 and 90.44 RCW, I find that this action is not detrimental to the public's welfare and will not impair 
existing rights. The Department of Ecology cncourages the development of public water supply systems to provide water to regional areas 
and dcvclu~l11enls. The e'lonsion orservice frol11lhe Ory of Gig Harbor to these residential connections will reduce the number of 
privale wells in the area. 

RECOMMENDAnONS: 

I recommend the approval of the Application/or Change and the issuance of Superseding Certificate G2-00522 in the amount 01'330 gpm, 
and 325 acre-fect per year, of which 116 ncre-feet is supplemental to eXisting rights and 209 acre-reet per year is primary supply, for 
municipal supply. 

Prior to the issuance of the final water right certificate, Gig Harbor must file a Proof of Appropriation form indicating full beneficial use 
of the entire allocation, and a well driller's report indicating lhnl the exempt wells have been properly decommissioned. 

This superseding certificale is subject to the following provisions: 

PROVISIONS; 

"This approval in no way changes the priority date securcd by Sorenson and Jahns and previous owners 1'01' exempt purposes established 

under 90.44.050," 

An approved measuring device shall be installed and maintained for each of the sources idelllified by this water right in accordance wilh 
the rule "Requirements for Measuring and Reporting Water Usc", Chaptcr 173-173 WAC. Water us~.dala shall be recorded monthly and 
shall be submitted annual/y to Ecology by January 31s1 ofe<lch calendar year, (or moreji'equently if necessary). 

The waleI' appropriated under lhis application will be used for public water supply. The State noard of Heallh ~ules require public waleI' 
supply owners to obtain written approval from the Office of Water Supply, Department ~fHealth, 1112 SE QUlllce Street, PO Box 47890, 
Olympia, Washington 98504.7890, prior to any new construction or alterations of a public water supply system. 
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STATE OF WASHINOTON 

DEPAKTMEHTOFECOLOOY . 

CERTlFICATE OF WATER RIGHT 
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•TOWR 0' ClIO IWlIOlL 
,_ !STlIU!) leml ISTATU lZlPCOOlII
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,PO Box 145 '. GiS Harbor W.8b1Dltoo 91335 
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PIIOVISIONS 

"At heh tlln .. the Departllent of Ecology detewne. that relu1.tion .nd _ug_nt of the 
aubject vatan 11 nec....ry (i.e•• llIeuur_ent of in.t.nt.neaus divel'lion or withdrawal 
~nd/or amAua1 withdrawal) .Dd in the public interest••n approved measuring aevice and/or 
_tar shall b. installed and _intailled 111 accordance with Chapter 508-64 WAC." 

Ins~l1.tion and uillteDallce of an access port a. described in Ground Water Bulletin 
No. 1 is required. An au' lin. and seuge may be inat.11ed in addition to the acc..s 
port. 

OviDa to the prox1a1ty of neigbboring·vells. the certificate holder il reminded of hi. 
rupondbil1ty towards .... aDd advi.ed that he _y be required to r.cu1ate his withdrava1 
puaP1a& rate if exi.tiug right. are iujuriou.1y affected. 

. "," 

","

,." .' .. ".n.. rflht totM .,.olt" wilter ~haoeby confirmed /$ ratrfetedlO IU ItuuIJ Drpltla 01".11.. 
tlunfb«l;'ucept .p,o:;lded III RCW'90.01.180; 90.01.J90••90.#.010. . 

"... ._ ..~ ....:" ..... '.. 

aJIG'uJ') DATA 

~"7'U't'5'''''' 
b" ~a~~.;c _ ~ 

I. V. Aa••btiDa. lepODa1 1I&naser 

FOI COUfIITr USE OIIL' 
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..~.-~5-00 02 :OOP City of G;9 Harbor - P/W 253-853-7597 
••1,)"'.... ~ 

Flnt CopJ' WIU'l AppUcauun i";Q ••.••••_ ••. _ ••._._, ...100 WATER WELL REPOR1' 
~ - 0wI\..... Copy 
- Drlll.r'1 Co~7 STATE OF WASIIIHO'I'OH Permlc !lie•••••...__..•_ ••.• _"..---~-_ . 

• Name_.C.i.t.. _-o£._.G.1.a_.H.tl.1::b.Or.- M " ~ Addr E•.a._.._Do.x-.:lA5. _!iia_!iaJ:boJ.· _t~A ..•9.83.35 
...TION OF WELL: counU' .J~~.~.r.~JL__._._ 

Mwdclpal EI 

. Jnle"don 0 Tat Well C Other. C 

.l>F WORK: ~wncr·. num'ber of wen 4
(II moC'e \han DOC).... _ ......_.,_-__ 

Hew well %I Methad. tN. C ~orecl 0 
.. Deepmed Cl CUlc III PrtveA 0_a BfCOl\dlUoned C Rot...,. C J'dced 0 

ENSIONS: DiaIneW 01 w.u _12..__... Inc:hes.
1t'-4..6d__n. Depth Cli COIftPleted wcD._•..1l.43_---l:L 

f.RUC1'ION DETAILS: 
• butalled: ~.:... Diam. u- ±J.!..! ft. to4 03 ~?t" 

lIad C .. Dlam. frona _ A. to __ ft. 

lied I! _. Dlam. noaa __ ft. to __......_. ft. 

I ons: YuO Ho m 
al perlorator \IItd..--._.....__ • __.= i •


.'£ 01 pedor.dorY ._. In. ~:r In.
 
'_'M__ perforaU.", f_ ...._ ~.:. It. to •__ ft.
 

~DraUou fronl It. to ft.
 

11=_ PIlforadoM bm - - n. to - ft. 
~. . 

tellS: Y.a III No C 

~1f..~-r~mS W.~e1 No_1t!l-= 
~r:.s_ SIcII ..-.0.3.0... fnID 3.2!L ft. ta'b",.4.._ A. 
DLun6.!.!.E.s.. Slot au..Q.3.o... IftlI'D 409- It. to43.8- ft. 

packed: ';'u.1I N0D .IUI a( cr....ICSSC-j.2( ftl p1acccl fl'D", __3.8.0. It. to _At13 A.II leal: Yes at No D To whu dutllt ---2.1_ R. 
'tvial IIHIS I" HaL.C.enu:m't.lB.eni:.an' tp ..•_ 

all)' mata coataln wauaabl. :-rata-.. Yes 0 No III 
'f1'Pt of _t.n.__ . . o.pth 01 atrau _ 

oci DI HalinI m.la oft' .=__...:---~ 
.f_;Manulactu..-~ N_.. =_ : 
'r)Ipes _ _ __H.P_-.. 

'.B LEVELS: ~:=-':'IcJ=~... 2~6 ft..Ib2.....a.s..---..n. "'w tap 01"..1 Da~l..9 _aa__
niAure .---n.. per IqllaN IIIcb Dat.: _ 

.11 ""a'" Is ClCIRttoUed b~ _..... _ 
(cap, y.".. eta.) 

TESTS' Dl'aW40wll Is IIDI01&D\ Watv 1.",1 ..
• Iowvecl Mlvw ue 1cY'1 ."£: ...... Yu RI No 0 " !CBJ:r/Aslll> 

. ~(&I./mlA. With 03 ft•••....so ner 24 -,r•. 

..-._.---._---_...•.... _._-.._----_..._

s.I.U. S,A flI D OR AVEI, . 

SAND: cd 1 ty' · 
s.LL.T't-SANl:lr--Ga,A¥..I:o.U.------if--L~_+_""-IoU... 
SAND, o1 1 ty. 
SAN tl ~ Cia AlZEL.,'~" .........~----r-.c.. 
SAN,oU-r--ll>....~--------_+_~ 

NO & GRVl, &~~~i~, Aar 
SIlN-f» e 11 ty, S Gme CJ r a¥UolJ:----1---Ir.J-H--Ir 

~·.,,·1-~c:Be 1 es &--l-H:~-=t~IP-iI!-'HH-~i

s~ 11 ty I o-r-gfti' 1CS , ~'l'-a'.Y--I-r~~6-I-ij 

Si\.m I f-ine mel!! I wa te r: be-&fi:"ft4:h~~~--6-'W

STb'l', ~ltY"·--------,---+~4it+ 

S-AN D-;---tfte-d-HHft;--ql"'.t'I~~'o--_--
s-AND-&-6R-AVEbl1J~·a~.y'--
S-I-b'P-;'-g~'a~'-----+

Dom.uc 0 Induatrlal 0 

li'1I1LL...lJ.~JAx..LI-#-.A.~J,o.;;:;.LL.lUJJ..u.i.Jo..#.~~~.......~~~ 

". __ ,,__ J:~:~_!'. S.!L\~ sec:..fl_ T_~_'l: !f.• k••'k..W.w. 
.....-- 

(10) WELL 1.00: 

S'N'ffr--& 6RIW-&&-;·-5H-t-y,-wt·r· -b :~4-~1J

S*N~.r-GR-AWL, ~ H.-t-bnC'tt!'--rltiH!'6-""'I6-I-a; ·-U4
eE:;AY , Jt\tI~-rte--e"h~1-e-;--t1aH 3a=h 
S-1-fTP-;-·~r-er~l':e~·M+ . ~ 
ORVL, =-1 tytoudy, l;yr~-'~l: 1
SAND -Q'-oRJtoEL, ~oose, wt, T-
G~CLAl, LIght; 
S1ttlo;--m=f, GRVL, , 
SNU, fh-f,-tr--slt/glvl--w
SANDlin- f , tJt'ay, t 19h ~----..:J--'Jl'"lll't'l4-'2t''4'It"44:lt-
SlL't, 9t'Y}":' pytlte cett\1!" -4T3l_0- . . 36 '88
Work ~4L.!t__.... ,aB Complc\44. ._!1_.__.._, 1.
•WELL DRI1.LER'S STATEMENT: 

~ ~ ~. 
Th1I wen wu clriUed under In7 j\,rbdleUan and this repor1 I. 

tna, t4 the beal of mY kDowl~e .Dd beliol. 

N ML._lIal.~•..li.elL:nr..ill.ina .._ - -- 
(P...... arm. or cwpor..UonJ ('1')'" or P u 

10621 Todd Roan East 
Adcl""~.Q.uy.a.llup..,-l·:A_..!la3.:z.2. _-,-_ -----_. 

[Sl~ed] _ __._ M ~__._._••_ •• _ _._•• _ ·_••• - -. 

CwoU brtlkrl 

License No _.__.. :..__.._._ Dale ._ 111 _ .. 
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fiGURE 2 

GIG HARBOR WELL 4 

CONSTRUCTION DETAILS 

GAOUND SURFACE ELEV. APPROX. 298 FT 

NEAT CEMENTIBENTONITE ANNULAR SEAL 

21 

STATIC WATER LEVEL • 262.85 FT (II""') 
BELOW TOP OF CASIfG 

•••--- 12-INCH MLD STEEL CASING (O.375-lHCH WALL) 

WEL\. SCREENS ARE '·WCH PIPE SIzE (I-INCH lO.) 
317 JOHNSoN: 304" STAINLESS STEEl
II D~ SLOT, lENGTH .. OEPTH AS SHOWN 
~ 2:.fOOT REUE' seRESt 

BLANK PIlE IS 50IHCH MLD STEEL 
(G.250-INCH WALL) 

311 )-.03.3 CASINQ SHOE . 
5.3·FOOT SCREEN (I«:LUDES 2 WELD RINGS) 

2a.I-FOOT SCREEN (I'tCLUDES. WELD RINGS) 

FILTER-PACK SANtI IS CSS 1-12 

'·fOOT HOLE COLLAPSE 

Carrl"-social•• 
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118 Water AJ:t of 1971apealfiea certafn criterfa reprdIrIJ udUzatfoD and JIUlDIFDI81lt of the waten 
rthe _II die public IDterest. Use ofwater.,be subject to repJadon at certafD dmea, buecI OIl tile 
eeeultJ to .1IdaID water qUllltlde8 8UfIIcIeat for pnIIMdon of tho llltural envlrcmmenL 

VIIoa tile cbtorfde CDI1ClOIItnIdon ..... 125 qIl. tile withdrawal rate shaD 111 nduced or the pump 80tdJII 
.., to 1IdUCI .... chtorIde IMl to botaw 125.. The weD .baD be mODltored for chloride quarterly IIld 
IIIIIpIe nIUI1a .. 10 the Depertrrlnt of..... .~'. ". 

":':'... 

~ appraved --arJDa device shaD be lD01Iltored OD a IDOIlthJy ba8fa ad records lIOIIt to the Dap8I1mout.of . 
~." ' .. 

~aier kweII 8IId qaudllu a1IaIIlle IDOIIItored OR • IIlOJdbIy ba8JI ad ncorda 8IDt to the DeparIaieDt :~\ ::'~: 
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• _ STATE OF WASHINGTON . .• • 
., -"ARlMENT OF ECOLOGY ., ., 

REPORT OF BJlAMINATiON 
TO APPROPRIATE PUBUQ WATERS OF THE nATE OF WASHINGTON o 8wfacle WIler ==:=lIlI.....-..CIIIjDr"7......~fDr'B17._....- ..._....lllllIlIQIllIIlDlIlI.. 
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:: The prloJity date at tJIfa appUcadon fa Aupst 8, 1988. On that date, tile aty ofGfs Harbor med!Dr a pemdt ...', 

A 3O-bp submerslbJe pump fllataUed in a weD with a 12-ineh c:asfDg completed to a deptb Of 443 feet. WeD 
.dflcbB!Jel to a 6-lncl1 pipe and aeration box and into two 2SO.oo0 gaUOD storase taDks. Stored water is 
trIUI8mItted .to upper and lower smI(lO areas via a·booster pump'and 8-iacb maIDs. 

MlQRI\I.U8I1IY1ttIlIM1lIl 

cb 1.1991 

UQder tile pJO¥iafoaa of Chapton 90.03 and 90.44. Rwiaed Code ofWIlllbiJl&tcm (RCW). to appropriate public :. .'. 
'.' &JRII1Dd water from a weD in tile amount of 230 pIIDD8 per mJaute (apm) for mUDIcJpa1 domeadc supply•...... ;.::".• 

:; A IeplIUJtIco of tile appJIcaDt's proposed appropriatloDwasprepared by staffed maned to the ~~ftI(··:··· . 
.' '. ;"pIIbJfcadon fD8tructlODS. NBc I10tice appeared fa the "PenJnaula Gateway" of Of& Harbor. W~~ ...'. : 
· './ ,()ctober 26 and November 2. 1988. No objectiODS were receJved 88 a result of tile pubHc notkle. . 

·":; .:. <':...... 
•,:cJ ~ a ~d examination of tl1Is project on July 26, 1989. Tom Heinecke, a city eJJBIneer. uow04...:~,oc.'',,:::::::"7__IaGls_.-.- TIIe~!IIo~{:~
 

· .... 1s.:~,9D~ _ with a school to the west. ThewoJl in questlOD fa part of amunlcfpal.~telD.<:.,·'.:~·· 



~qvaJ Is 81IbJect to the t'oD0WW4ns; .' . .'. 'e e ..... . 
IDstaUadon and malatenanco of an acc:ess port 88 described in Ground Water Bulletin No. 1 fs required. An 
air line aad pup may be fDstaUed In addftlon to the access pan. 

Use of the waten to be appropriated under this application wiD be for 8 pubUc water supply. S.- Board of 
Health rules requfro eveJy owner of a pubUc water supply to obtain written approval from tile Water Supply 
and WaIte Section, Department of Social aDd Health Semces, MaD Stop LD 11. BuDdfns 4t 01Jmpla. 
W88hlJlaton 98504. prior to 811)' Dew CODBtructlOD or alteratiODB of a pubUc water 8\lPP1)'. . . 

W1IeD cbIorfdo cxmcentratlon exceeds 125 mgII.. tile wl1hdrawal rate shall be reduced or the pump settiII8 raf&o.d :: .. ' 
to nKIuce the chloride level to below·125 mjL The weU shall be monitored for cbloride quarterly III1d samplo:
results &eDt to tho Department of Bcolo81. '. .. . 

.~ approved JDe881IIIDB device &baD be IDlta1led BDd maintalDedfD accordancewithRCW90.030.3$) ~1II:Bv.A.q '. 
"~S~ throuab WAC 5CJ8.64O.4O. . ..:. '" > 

·W.·k?veJsiDd quantities abaU be mODltored on a monthly basis and records sent to the ~'~, '.'saqy.- . . ..... 
':.:,,:-=--,::: .... , :, 

.:'rho\yater ~Act of 1971 spec:fffea certain criteria repIdJDs utlUzation and 1IJIila8em.·cJf.~watem, ." 
, ,".Ofo.o_ill.best~ fDtemt.Use ofwater IIIBYbe subject to replatioD 8t~tIIi*. ....Oft "e,~ 

I.~' -.~ 'tQ ~.••quantities sufffcleDt for presmatioD of the utural eDVIroDiI2e~.: ',':": ".. :. 
I'· :. ' .. :.; ..... :<.-:., ..:..::.,. . . . '" '.:.,.:<; ~'." -. 

!'.' .,:' ;'1Il ~WhliWAC11~16().205 weDs 8haJI DOt be bBted wlddD certaJD. mbdmuJil ~oaf potefttIa1.:-." 
t·:> ',: souroes'Of ",mlna1foJi.'l'htis~ adDfmum cIIataIlceJI BhaD COJDPlywJQ ICJ~;healtla repIa1l~~, ippopfate.:' ;, 
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City of Gig Harbor 
3105 Judson Street 
Gig Harbor, Washington 98335 

ill STATE OF WASHINGTON 
CERTIFICATE OF WATER RIGHT 

SUPERSEDING 

'lASH In 1 OM S lA! [ 
01 PART II' H' Of 

ECOLOGY 

Document Title: Certificate of Water Right 

Agency:	 Department of Ecology Applicant: City of Gig Harbor
 
Southwest Regional Office 3105 Judson Street
 
P.O. Box 47775 Gig Harbor, Washington 98335 
Olympia, WA 98504-7775 

Reference Number: 

PRIORITV DATE APPLICATION NUMBER PERMIT NUMBER CERTIFICATE NUMBER 
June21,IQ90 G2-27794 G2-27794 G2-27794 

This is 10 certify that the herein named applicant has made proofto the satisfaction ofthe Department 0/Ecology ofa Tight to 
Ihe use ofthe public walers ofthe Slate of Washingrofl as herein defined. and under and specifically subject to the provisions 
contained in the Permit issued by the Department ofEcology, and that said right (0 the use ofsaid waters has been perfected in 
accordance wilh the laws ofthe Slate of Washington, and is hereby confirmed by the Depar/mem ofEcology and entered of 
record as shown, but is limiled 10 an amount actually beneficially used. 

PUBLIC WATERS TO BE APPROPRIATED 

SOURCE 

WellS 

MAX. CUBIC FEET PER SECOND	 MAX. ACRE-FEET PER VEAR 

336 

QUANTITVffVPE OF USE/PERIOD OF USE 

TRIBUTARV OF (IF SURFACE WATERS) 

1/4 1/4 
SEY.NWY. 

RANGE (E. OR W.) W.M. 
2E 

COUNTV 
Pierce 

PARCEU 4000050490 

ADDITIONAL LEGAL IS ON PAGE 2 

1/4 1/4 
N/A 

RANGE (E. OR W.) W.M. 
N/A 

COUNTV 
Pierce 

PARCEL # N/A 

ADDITIONAL LEGAL IS ON PAGE 2 



CONTINUED LEGAL DESCRIPTION FOR LOCATION OF DIVERSIONfWITHDRAW AL 

1250 feet North and 550 feet West of Section 7. 

CONTINUED LEGAL DESCRIPTION FOR PROPERTY ON WHICH WATER IS TO BE USED 

Area served by the City of Gig Harbor as described in a Department of Health approved water system plan. 

PROVISIONS 

All conditions and requirements contained in reports of examination or permits previously issued apply to 
this certificate unless specifically noted below. 

An approved metering device shall be installed and maintained in accordance with RCW 90.03.360, 
90.44.450 and WAC 508-64-020 through -040, and WAC 508-12-030. Meter readings shall be recorded at 
least monthly. 

Issuance of this water right is subject to the implementation of the minimum requirements established in 
the Conservation Planning Requirements, Guideline and Requirements for Public Water Systems 
Regarding Water Use Reporting, Demand Forecasting Methodology, and Conservation Programs, July 
1994, and as revised. 

Under RCW 90.03.005 and 90.54.020(6), conservation and improved water use efficiency must be 
emphasized in the management of the State's water resources, and must be considered as a potential new 
source of water. Accordingly, as part of the terms of this water right, the applicant shall prepare and 
implement a water conservation plan approved by Department of Health. The standards for such a plan 
may be obtained from either the Department of Health or the Department of Ecology. 

The Water Resources Act of 1971 specifies certain criteria regarding utilization and management of the 
waters of the state in the best public interest. Use of water may be subject to regulation at certain times, 
based on the necessity to maintain water quantities sufficient for preservation of the natural environment. 

Under RCW 90.44.250 and 90.54.030, the Department of Ecology is directed to become informed about all 
aspects of the water resources of the state. The Department is authorized to make such investigations as 
may be necessary to determine the location, extent, depth, volume, and flow of all groundwaters within the 
state. Accordingly, the applicant shall monitor and provide an annual summary of the previous year's 
monthly water level data and monthly totals of water pumped for this well. The summary shall be 
submitted in tabular format to Ecology's Southwest Regional Office annually, during the month of 

(continued on page 3) 

The right to use of the water aforesaid hereby confirmed is restricted to the lands or place of use 
herein described, except as provided in RCW 90.03,380, 90.03,390, and 90.44.100, 

This certificate of water right is specifically subject to relinquishment for non-use of water as 
provided in Chapter 90.14 RCW. 

Given lInder my hand and the seal ofthis office at Olympia, Washington, 
this 18th day of January ,2002. 

ENGlNEERlNG))ATA 
Ok v-,........ 
Eey 040· -2 (Rev. 8-97) 

"'" 



Provisions Continued 

Provisions Continued 

February, or more frequently if requested by the Department. 

Permittee or certificate holder, and its successor(s) shall provide data on chloride concentrations 
for the well authorized by this permit or certificate with analysis performed by a state accredited 
laboratory. Accreditation information may be obtained from Ecology's Quality Assurance 
Program at (360) 895-4649. Sampling shall occur in April and August of each year, with a copy 
of the laboratory results for both sampling events submitted by October 15 of the same year, to the 
Department of Ecology, Southwest Regional Office, Olympia, Washington. 

Ifpumping of the well authorized by this permit or certificate causes chloride concentrations to 
exceed 100 milligrams per liter, immediate action shall be required to prevent concentrations from 
increasing (such as reducing the instantaneous withdrawal rate (gpm) of the well). If corrective 
measures fail to prevent chloride concentrations from exceeding said level in the future, permittee 
or celtificate holder shall relinquish the option to perfect additional allocated quantities regardless 
of the stage of development. 



DESCRIPTION OF PROPOSED WORKS 

Well 5, an 817 foot X \<6-inch well. 

DEVELOPMENT SCHEDULE 
BEGIN PROJECT BY nus DATE: COMPLETE PROJECT BY THIS DATE: WATER Plff TO FULL USE BY nus DATE: 

Started Completed In-use 

REPORT 

BACKGROUND: 

On August 27, 2001 David Skinner, on behalf of the City of Gig Harbor, filed an Application/or Change a/Water Righi to re~ect the 
consolidation of an exempt ground water right with an existing water system, as provided for in RCW 90.44.105. The water nght 
certificate to be affected by this consolidation is G2-27794. The place of use is located on the Gig Harbor Peninsula within Water 

Resource Inventory Area 15, in Pierce County. 

A public notice of the proposed change was published and no protests were received. 

Based on the provisions of Chapters 90.03 and 90.44, Revised Code of Washington (RCW), and my investigation, I recommend the denial 
of this requested consolidation, but the issuance ofa superseding certificate to reflect other modifications as discussed below. 

INVESTIGATIONS: 

The subject well is located on property owned by Kurt Sorenson at 9615 Burnham Drive NW. The well is exempt from formal permitting 
and has been in use since 1966. The well is used to provide water to a single-family residence, and five mobile homes. The current owner 
wishes to discontinue the use of the well and instead be supplied water by the City of Gig Harbor. Gig Harbor is willing to extend service, 
but lacks the water right capacity needed to expand their number of connections. The property's current owners have agreed to 
decommission their well, and a replacement well will not be constructed. 

The property's average water demand has been estimated to be 3.0 acre-feet per year. This is based on a daily demand of 400 gallons per 
day (gpd) per residential connection, including the irrigation of up to a half-acre of lawn and garden. 

While I recognize the standing of the Sorenson exemption, I am unable to recommend the approval of the requested consolidation. 

In order to approve a transfer, Ecology must be able to make the finding that the two wells are completed within the same body of public 
ground water. The Sorenson well is completed at a depth of207 feet below ground level. The City's Well 5, however, is considerable 
deeper and is completed at 817 feet. 

Existing City of Gig Harbor Water Rights: 

Water Right # Well # GPM Qa 
(primary) 

Qa (supplemental) Notes 

590-C Weill 400 238 Not in use 

G2-00522 Well 2 330 204 116 
G2-25078 Well 3 750 538 442 

G2-27393 Well 4 230 0 238 ReDlaced Well I 
G2-27794 Well 5 500 88 248 
G2-28102 Well 6 1,000 0 672 
6018 Well 8 30 48 
Total 1116 a-flv 

Past water right permitting decisions have resulted in a need for clarification of the City of Gig Harbor's water rights. This Report of 
Examination should clarify the record. 

My review of the City's water rights have identified the following issues: 

•	 Previous Reports of Examination inappropriately required the relinquishment of the City of Gig Harbor's Ground Water Certificate 
590-A. While the well associated with this water right has been decommissioned, the annual quantity is being produced by Well 4 
under Ground Water Certificate No. G2-27393. 

Past descriptions of the City's water rights omitted Well 8, authorized under Ground Water Certificate 6018. 

Water Allocation/Demand Forecastin g 

In order to meet future water needs, Gig Harbor applied for additional water rights in 1991. In December 1993, the City prepared and 
adopted an approved water system comprehensive plan in compliance with the requirements in the Growth Management Act. In that plan, 
the City anticipated service to a population of 6,421 by the year 2000 and 12,140 by the year 2020. 

Water Right Permit G2-27794 was issued to the City of Gig Harbor in 1995 for Well 5, but instead of allocating adequate water to meet 
future needs as described in the City's water system plan, the Department of Ecology allocated a lesser amount of water. This permit was 
originally issued to meet only a 6-year planning horizon. While this approach was consistent with the Interim Guidelines established by 
the Departments of Ecology and Health for public water systems, it left the City of Gig Harbor woefully short of meeting their future 
needs. . 

I recommend that this certificate be superseded, and reissued in an amount that reflects the demand described in the 1993 WSP. To serve 
a population of 12,140 people with the current 142 gpd per capita, the City would have needed to secure rights to 1,944 acre-feet per year. 
As other primary water rights allocated to the City of Gig Harbor amount to 1,028 acre-feet per year, the City needed an additional 916 
acre-feet. R, ;dlocating this water right to 336 acre-feet per year primary supply reduces this gap and increases the City's total primary 
allocation t( :1 64 acre-feet. 



POW STATE OF WASHINGTON 
DEPARTMENT OF ECOLOGY 

APPLICATION FOR CHANGE 

. REPORT OF EXAMINATION 
TO APPROPRIATE PUBLIC WATERS OF THE STATE OF WASHINGTON 

o	 Surface Water (Issued in accord.nee with the provision. arCh.plcr 117, Laws ofWnhin81on for 1917, Ind 
amendments Ihereto, Illd Ihl:! rutes Ind rellul.lions of the Deplnment of Ecology.) 

Ground Water	 (blued in accordance wilh Ihe pro\'ision. orCh.plel' J,6J, La"" orWuhinglon for '94~, Ind 
amcndlllcnu (hereto, and Ihe rules and rCHulltiona orlhc Deplnmenl of Ecology.) 

PRIOR.lTV DA TE	 APPLlCATlON NUMBER PERMIT NUMBER CERTlF1CATE NUMBER 

June21,1990 G2-27794 G2-27794	 G2-27794 

NAME 

City of Gig Harbor 
ADDRESS (STREET) (CITV) (STATE) (liP CODE) 

3 105 Juds0=-cn'--S"'t"'re::..:ecc.t G=igLH:=:ar:.::b..::o'--r Wcc...::as::.:h::.;.in"'g"'t=-on=-- ----'9c;8"'3=-3;;..5 _ 

PUBLIC WATERS TO BE APPROPRIATED 
SOURCE 

WellS 
TPJBUTARY Of (IF SURfACE WATERS)
 

MAXIMUM CUBIC FEET PER SECOND MAXIMUM GALLONS PER MINUTE MAXIMUM ACRE FEET PER YEAR
 

500	 336 
QUANTITY, TYPE Of USE, PERIOD OF USE 
336 Acre-feet per year Municipal supply	 Year-round, as needed 

LOCAnON OF DIVERSIONIWITHDRAWAL 
APPROXIMATE LOCATrOtJ OF D1VERSION··WITHDRAWAL 

1250 feet North and 550 feet West of Section 7. 

LOCATED WITI-IltJ (SMALLE.ST LEGAL SUBDIVISION) RANGE. (E. OR w.) W.M. WRI,A COVN1Y 

SEY. NWY. . 2E	 15 Pierce 

c: RECORDED PLATTED PROPERTY 
I-.;;;Lro;rcvK-----'.=~=~=~""I_OF_(_G_IVE_N_AME__O_F_PL_A_T_O_R_AD_D_IT_IO_N_' ---' 

LEGAL DESCRIPTION OF PROPERTY ON WHICH WATER IS TO BE USED 

Area served by the City of Gig Harbor as described in a Department of Health approved water system plan, 



Report Continued 

Updated City of Gig Harbor Water Rights 

Water Right # Well # GPM Qa 
(primary) 

Qa (supplemental) Notes 

590-C Weill 400 238 Not in use 
G2-00522 Well 2 330 204 116 
G2-25078 Well 3 750 538 442 
G2-27393 Well 4 230 0 238 Reolaced Well I 
G2-27794 Well 5 500 336 0 
G2-28102 Well 6 1,000 0 672 
6018 Well 8 30 48 Rushmore Well 
Total 1,364 a-fly 

Today, the City of Gig Harbor has a population approaching 7,000, and within the next 20 years anticipates serving a population of 
27,000. To meet this future demand the City has filed two new applications. 

Evaluation of Well 5 

Well 5 is an active production well that has been in use without adverse affects for over 6 years. The well is screened between the depths 
of 702 to 817 feet below ground surface. No reports of adverse effects to other water rights or surface water bodies have been received. 
The well is capable of producing 336 acre-feet of water per year, and has produced this quantity in the past under its supplemental 
authorization. 

The City has complied with the provisions of Certificate of Water Right G2-27794. Regular chloride levels taken from Well 5 indicate 
that sea water intrusion has not occurred as a result of its operation. 

CONCLusrON: 

In accordance with Chapters 90.03 and 90.44 RCW, I find that the Exempt Well Consolidation proposed under this Application for 
Change does not meet statutory required findings and is denied. 

I recommend an administrative change is appropriate and a superseding Certificate of Water Right G2-27794 be issued. 

RECOMMENDATlONS: 

I recommend the denial of the Application/or Change (Consolidation). Additionally, 1 recommend issuance ofa Superseding Certificate 
for G2-27794 in the amount of 500 gpm, and 336 primary acre-feet per year for municipal supply. Water is available and will continue to 
be put to beneficial use, and this action is not detrimental to the public's welfare and will not impair existing rights. 

This superseding certificate is subject to the following provisions: 

PRovrSl0NS: 

The water appropriated under this application will be used for public water supply. The State Board of Health rules require public water 
supply owners to obtain written approval from the Office of Water Supply, Department of Health, 1112 SE Quince Street, PO Box 47890, 
Olympia, Washington 98504-7890, prior to any new construction or alterations of a public water supply system. 

An approved metering device shall be installed and maintained in accordance with RCW 90.03.360, 90.44.450 and WAC 508-64-020 
through -040, and WAC 508-12-030. Meter readings shall be recorded at least monthly. 

Issuance of this water right is subject to the implementation of the minimum requirements established in the Conservation Planning 
Requirements, Guideline and Requirements for Public Water Systems Regarding Water Use Reporting, Demand Forecasting 
Methodology, and Conservation Programs, July 1994, and as revised. 

Under RCW 90.03.005 and 90.54.020(6), conservation and improved water use efficiency must be emphasized in the management of the 
State's water resources, and must be considered as a potential new source of water. Accordingly, as part of the terms of this water right, 
the applicant shall prepare and implement a water conservation plan approved by Department of Health. The standards for such a plan 
may be obtained from either the Department of Health or the Department of Ecology. 

The Water Resources Act of 1971, Chapter 90.54 RCW specifies certain criteria regarding utilization and management of the waters of 
the State in the best public interest. Favorable consideration of this application has been based on sufficient waters available, at least 
during portions of the year. However, it is pointed out to the applicant that this use of water may be subject to regulation at certain times, 
based on the necessity to maintain water quantities sufficient for preservation of the natural environment. 

Under RCW 90.44.250 and 90.54.030, the Department of Ecology is directed to become informed about all aspects of the water resources 
of the state. The Department is authorized to make such investigations as may be necessary to determine the location, extent, depth, 
volume, and flow of all grolll1dwaters within the state. Accordingly, the applicant shall monitor and provide an annual summary of the 
previous year's monthly water level data and monthly totals of water pumped for this well. The summary shall be submitted in tabular 
format to Ecology's Southwest Regional Office annually, during the month of February, or more frequently if requested by the 

Department. 

Pennittee or certificate holder and its successor(s) shall provide data on chloride concentrations for the well authorized by this permit or 
certificate with analysis performed by a state accredited laboratory. Accreditation information may be obtained from Ecology's Quality 
Assurance Program at (360) 895-4649. Sampling shall occur in April and August of each year, with a copy of the laboratory results for 
both sampling events submitted by October 15 of the same year, to the Department of Ecology, Southwest Regional Office, Olympia, 

Washington. 
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Ifpumping of the well authorized by this per.~ ,x certificate causes chloride concentrations lL~,~eed 100 milligrams per liter,
 
immediate action shall be required to prevent concentrations from increasing (such as reducing the instantaneous withdrawal rate (gpm) of
 
the well), If corrective measures fail to prevent chloride concentrations from exceeding said level in the future, permittee or certificate
 
holder shall relinquish the option to perfect additional allocated quantities regardless of the stage of development.
 

REPORTED BY: December 31, 2D01-,.---<.JJ c... I/!/t:~ate: 

FrNDINGS OF FACT AND DECISION 

Upon reviewing the above report, I find all facts, relevant and material to the subject application, have been thoroughly investigated, 
Furthermore, I find water is available for appropriation and the appropriation as recommended is a beneficial use lind will not be 
detrimental to existing rights or the public welfare. . 

Therefore, I ORDER a Superseding Certificate be issued under Ground Water Application Number G2-27794, subject to existing rights 
and indicated provisions, to allow appropriation of public ground water for the amount and uses specified in the foregoing report. 

Signed at Olympia, Washington, this 31 st day of---'------"'O:=cec"-'e"'-m""b'-':e=--'-r , 2001. :. - /
// ,/L(.<.l,--~Y;ItL-/~ 

. ike Harris
 
Water Resources Supervisor
 ;M( Southwest Regional Office 

"", .......
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( STAtE OF WASKINGTON (-,
DEPARtIIINTOP ECOLOGY ,' 

CERTlFICA7'B OF WATER RIGHT 
SUlfaceW• ., 111 _ 0..-11".1.- ,"" ..-"o "a..-".-J 

I'IIlQIlIIYllAll! 

Juno 21, 1990 

NMII 

City of Gig Harbor 

WeD_5 

QU1HiiFt.MIl tJI1 UII!, 'IJIllD liP us 
88 acre-feet per rear Municipal supply Year-round. as needed 

(prlmasy supply)
Z48 acre-feet per year Municipal supply Year-round, as Deeded 
(supplemental supply) 

LgcADON Of IHYI8IIQNMIIIfQBAWAb
L44&Lii li&f&iii&USi5!L1tMRdiW
 
t2S0 feet north end SSO feet west of the center of SecdOD 7.
 

CXllMY 
Pierce 

Masened by tho City afOls Hubar. 

" 
_.._~-' -'~..,._--'-------" , ..... _... -- ._-- -'--,--- .. 1 



PROVlsJims 

"(jIveD the potential for salt-water intrusiOD, monitoringand repordnsofwater levelland chloride concentradon 
In City of OIg Harbor Wens 3. 4, S. and 6, 11 required as specified below: 

Chloride concontration analysis IbaD be performed prior to system use, then lUIDuaUy when the system is in use, 
by a accredited IabomtoJy. The resuldDs data IbaD be submitted to the Department of Ecoiosy, Southwest 
Regional Office. annually. 

If the chloride concentration exceeds 100 mg/L, the withdrawal rate sbaD be reduced or the pump lOtting rafsed 
to reduce the chloride level to below 100 mg/L 

An approved metering device shall be installed and maintained in accordance witb RCW 90.03.360. WAC 50s. 
64-020 through -840 (fnstaUatfoD, operadoD, and maintenanco requirements are attached). Meter readJDp.1IaD 
be recorded at least monthly. 

Under RCW 90.44.250 and 90.54.030. the Depanment of Ecology 11 directed to become Informed about aU 
espeClS of the water fOlOurces of the State. 'lbe Department is authorized to make such fnvesdgadoDS 81 may 
be necessBJY to determine the locatloD, uteDt, depth, volume. and flaw ofall ground WIlten within the State. 
Accordingly, the appUcant sbaD monitor ad provldll an 8DDU81 &UDUDllIY of the previous year's montldy water 
level data and monthly totals of water pumped from these wc1ls. 11Ie 8UJDDUlIY shall be submitted fD tabular 
fonna: 10 Ecology's Southwest RegioDal Office IDDuaIly. during the month of FebruaIy. or more frequently if 
requested by the DepartmllnL 

"Future detection ofelevated chloride levels may result fD requirements to raise PUDlpJDa levels and reduce dtll 
amount of WBter withdrawn." 

This permit is subject to the implementatioD of the mfnfmum requirements establfshed In the Omstmtfon 
PJaonlo. RequlteJDen1L GpkleUne gd Requfrements for Public Water Inteml Ryardlna Water Ua 
RqordnIL Demand Fmegstlna Me!bocloJoiY. Ind QlQseryatfon r,.. July 1994, IUd as revised. 

Under RCW 90.03.005 and 90.54.020(6), conservation and improved WIlter use emdllnc:y must be empItasir.ed 
in the mlUlagemeDt of the ltates water resourees, and must be collSfdered u a potential Dew source of water. 
Ac:cordfnJ1y, as pan of the terms of this water right, tho applicant .haJJ prepare ad Implement a waCer 
conservation plaD approved by DepanmeDt of Hea1tIL The standards for Rcb a pJaD may be obtafDed from 
either the Department of Healtb or the Department of Ecology. 

7h, righ' 101M""ollhl Will" ll/oresal4hmbyconjirmldII rumCle419 the ltInd.r orpllzuolusehttrfn dactib«I. 
except os provided In RCW 9O.OJ.JBO, 9f).03.39O, and fJ(J.44.020. . 

1hIacel'llflgteal w_,IghI"~auIIjIetro NIInquIIIIMnIfor .......01......prcMdlclln RCW 10.1"'110.
 

OIVet' und" my hand andlhl seal 01 'his OJllCi1 ar Olymplo, Washington, 

",Is 5th day 01 September • 19..!....: 

Mary Riveland. Director 

Department of Ecology 

ENGINEERING DATA 

OK fL by--8"' Ie tlUee, .1Mn.sew 

FOA COUNTY USE ONLY 

(
CERTIFICATE '. No. GH1lIM0 . I 

~, . ! 



STAte OF WASHINGTON ."
( . DEPARTMENT OF ECOLOG"C: 

BBPORr OFBJlJIM1NAf70N 
TO APPROPRIATE PUBUO WATERS OF 'nil eTA1E OF WASHINGTON 

o BllfaceW1l1t =='I)=,. ~"P.w. t.I . 

U&.,&1I 
Jua21, 1990 ... 
Qty ofGr, Harbor 

PI'It .... llPca.&&£ijP9U4S OfgHerbor W85hfngton 98!:J5.o145 

IkiilI5Ii 
Well .5 
.,.WCi"iiGiWAiiiii 

.lIA1lIIUIlIr=~Q*J~=FEIT~JIIII===:r.:=-- ,-ls_oo__lWItlIlS__PlR_WIlUI1! I336~fiETP(lIWIl 
SiN.MI"iK. 
88 acre-featJ:' heMza=\"Je&.r 

~~ Municipal supply Year-round. as needed 

Municipal supply Year-round. 88 needed
(supplemental supply) 

LQG!1IQN OF QIVJMIONIWIDlDMWA
_iB&5aaSLWiEZW 
1250 feet north and 550 feet west of the center ofSectfon 1. 

a:um 
Pierce 

E D 

Area served by the Oty of GIs Harbor. 

----.. -- •......... ..
 
._ .. -: __ . --........_------_-...... ~
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DESCRIP1iON OF PROpoSED WBRKS 

An 8IT 116" weD equipped with a pump capable of withdrawing SOO spm. 

D o 
WAmlFUfTORAL&alYntllIo\11;KOtt l'llO.IEIlJ",ntllIo\11!: CXMl5Ti1'IlD.IEllr"''llIIlIo\18 

In useStarted	 Completed 

REPORT 

I reoommend tbal App1Icadcm No. G Zo277M be Ippmted. BDd • permit luued to allow the withcImraI Clf 
pubUc sroUDd water far IDlJDfclpal supply to the City of GiS 1IaJbor. 

BACKGROUND: 

PursUUltto CbBpter90M Revised CodeofWasbfnglOn (RCW), Ben Yazici, for the CttyofGla Harbor. appUed 
for a permit to appropriate pubUc aroundwater from a VieD, known as WeD 5. '!be City requested Soo gallons 
per minute (&pm), to provide mUDiclpaJ supply to the area serwd by the City of Gig Harbor. The appUcatfon 
was accepted for processing aDd assfgned a priority date of June 21, 1900. 

In addJtlon to thfs appUcation for WeD 5, additional water has been req\lcsted under AppUcatfon G 2-28102, 
for a weD known 8S WeD 6. Botb appUc:adoDS are being evaluated concurrently. 

A Temponuy Permit was Issued on Juno 29, 1990 autllorlzlns the tesdDg and use of thfs weD. Testing was 
completed by September 19, 1990. The Temponuy Permit Is valid during·the pendency of the appUc:alion, or 
until revoked by the Department of Ecology. 

A legal notice of the proposed appro-prfatlon was published In the "Peninsula GatewaY' of Gig Harbor, 
Washington. No protests to the proposed appropriation were received. 

The followiDg Report of Examination documents the Department's inspections and research. 

Jill Van HuUe and I conducted a field invcstigation of the project site. Representatives from tbe Qty were not 
present during the lite visit, but were sUbsequently contacted by telephone. Other fDqulJy included: 

•	 ADalJSII of the document endtJed Desfan and Tesdnll Re,pgrt. Well S, by Hart.oowser, Inc., consultant 
for the City. 

•	 AnaJysll orlbe document entitled GilHarbor Well STest Results, by Robinson &: Noble, Inc., consultant 
for tile City. 

•	 Analysts of the document eDtlded Production Wen 6. Construction and Testlna Re,J!9n, by 
CarT/Associates, consultUlt for the City. 

•	 Kcmew of the doaunent entitled GJ" Harbor Peninsula Ground Water Mana_ent Pm.am, by 
EMCON Nonhwcst, Inc., and AduU'son Associates, Inc., consultants for the Gig Harbor Ground Water 
Advlsol)' Committee. 

•	 Review 01 tbe document endtled City of Oia HarboL Water UtOllY. Oeneral Comments. by the City of 
GfS Harbor. 

•	 R6v1ew 01 Depanment of Ecology records ofreoorded water rights and well construction reports In the 
vicinity of the project site. 

Location and pescmllion of Site 

Wen 5 I. located apprommately 1 mUe lOuthwest olOlS Harbor, within the North Creek Estates development. 
The well, along with assocIated pumps. Oowmeters and measuring devices. Is located withIn a small well house. 
Well 6 (Application 02-281(2) I. located 8dJBcent to tile well house. increasing residential usc "lyplcalof the 
surrounding area. 

( 

REPORT OF EXAMINATION	 No.GMnN. '. 
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Report Continued 

S,ystem Desq1ption 

WeD 5 was constructed by Holt Drilling, Inc., betwccn September 8, 1989 and January 23, 1990. Tho weD was 
drlDed uslDg the cable tool method to a total depth of 899 feel, and completed as follows: 

WoUdepth: 811 feet 
CuIDI diameter: 20 and 16 inch 
Static water level: 232 feet below land surface 
Site BJovatlOD: ~240 feet above msl 
Screen dfameter 10 inch 
Screened dopth: 102-817 feet (sand packed) 
Yield:	 500spm 

The aty plana to use this weD for an average of 10 hours pcr day. pumping 336 acre-feet per year (AF/Y). The 
wen will be fntertfed with the afsting water system to serve present and future water needs. 

AQVIfer Cbamcterfstfcs and Testfna 

WeD 5 Is completed In an aquifer consisting primarily ofsravelly, fiDe to medium sand, with some snly layers. 
Two overlylDs aquffen were identified by Hart·Crowser dlDin, construction of Wen 5. and these overJyfng 
aquifeR are composed of slmflar materials. The consuJtants infer from wen logs and regional geology, that the 
wen 5 aquifer appears to be separated from the bottom of tho Tacoma Narrows by a 135·foot tbfck layer 
composed prtmarDy ofsnt. They speculate that this sUtlayer wDJ help restrict the migration of salt water into 
the aquifer. 

Hart-Crowser conducted a 6-hour pump test OD wen S on Janl1llIY 23, 1990. Based on the test results, they 
recommended a muimum pumping nte of 500 &p1D, and pump placement at 450 to 460 feet below ground 
aurface In order to mafntafn about 30 feet ofwater above the pump during pumping. Thq found that Wen 5 
Is capable of a pumplnllBte of 500 spm for atended perlodl, but also recommended that tho 101ll-term 
contlnuoua rate not exceed 400 gpm until additional water-leve) monftorfDs data were coDected. They 
recommended water·level moniloMS and completion of a 2A-haur pwnplns test. 

Robinson" Noble coDdue:ted a 2A-hour pumping test aD September 11 and 12, 1990. The weD wu pumped 
at an average rate of 508 gpm. The water level began to stabilize after about 400 mfnutes of pumpfns, with 
a reaultant IIna1 drawdOWll of 129.6 feet after 24 haUlS. Wen 3, located approximately 8,000 feet southeast of 
WeD 5, and completed In the same water.bearins zone as WeD 5, was monitored durfn. testing. According to 
tbI CODIUltaDt, water-level measurementl fa WeD 3 were fDcoDcIlIIlve U 10 wbetber WeD 5 CIlUIId IIIIJ 
drawdowD III WeU 3. After approximately 500 minutel of pumpS WeD 5, the pump In WeD 3 W8I tuJDed on 
and ran for ID.8hours at 750 &pm. ThIs pumping ofWeD 3caused apprOlimately 2feet ofadditional ckawdown 
III Wen 5. Based on this effect, the consultaDt speculatel that WeD 5 pumping may have created 8 Jfmi1ar 
drawdown In wen 3, but the alrUne, used to measure water levels In Wen 3, may not have been accurate enougb 
to measure tbJs amount of drawdOWD if it occurred. 

TIle foDowing aquifer characteristics were calculated from the test data: 

•	 Transmissivity was calculated as 7,500 gpdIft from the cbawdOWll data for both the 6-holll' and 1A-hour 
tests. 

•	 SpecUlc capacity was calculated as 3.9 ,pm/it of drawdown for the 24-hour pumping period. 

Based OD the 24-hour test data, RoblnsoD & Noble recommended a pumping rate of 500 gpm or less, whicl' 
wouJd produce 8 dtawdown of about 130 reet, and a pumping water level about 100 feet below sea leveL ThO) 
calculated that after 100 days of contlnuaua pumping, a drawdown of 10 feet or less Is expected at the Taconu 
Narrows shore1lDe (6,500 feet distant). which wouJd leave the aquifer'. static water lovel above sea level at tht 
Tacoma Narrows, thereby prec1udin. salt·water invasion Into the aquifer. Howev:r, they do Dot slve the basis. 
calculations, or Une of reasonfns for their conclusioD of dtawdown at the Tacoma Narrows. 

Ecology staff dl) not nec:casarlly agt'CCl with the RobJnson 4r. Noble estimate of drawdown at Tacoma Nurows. 
or their conclusion concemfns the potential for salt-water fDtruslon. PIrII, the salt-water body of OfS Harbo: 
Is closer thaD the Tacoma Narrows to wen 5(4400 feet away), and represents a potential source for salt-watel 
intrusion. 

.. 
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~e, the Theil tqUatfo,,* which Is normally used to predJct future drawdown at different timet and 
distances from B pumping wen. assumes tho aquffer receives no recharao during the pumping period. Because 
a recharp bounduy wu encountered durinS the 24-hour pumploa test in this c:ase. tho Theis equation CIIIDOt 
be 1JScd to predict long-term drawdOWll. 

Never the leas. assuming the samo aquifer values and pumpIDs rute as in tho Robinson & Noble report, our 
calcuJatiODS wS the Theis equadoD predfct that after 100daJI ofpumpfDg. 48feet or drawdoWDwould occar 
6500feet awa'I (TacomaNllJIOWS). 8Dd 5.feet ofdrawdowDwauJd occur4400feet nay (OfsHarbor). IfWen 
SIs pumped at SOD IPID UD1y 12 hom per day. tbo Theis cquatioD predJCtl 24 feot end 'l'I feat ofdrawdorm, 
at 6500 feet and 4400 feats respectfvely. Because of tile ncJuuae bouDdaIy enc:cnmtend durilla the test, '" 
know that the actual drawdown wD1 be much less thaD these predfetIom, but It Is diflicult to estimate haw much 
less. 

Nevertheless, even Ifwe BSIUIDO that Robinson and Noble's utlmate of 10 feet Clf drawdOWll 8t the Tacoma 
NarrowsIhoreline Is reasonable. wedo not necessarily agree that thlI would leave the aqulfer'lltatic level above 
sea leveL Note the foDowiDg water-level meuuremontl made by Robinson & Noble (9-11-90) and 
Carr/Associates (12-11-91): 

Water lAvel BJeyation (ft. MSJ,.) 
~ 12=11-91 

WoU S (6500 feet from 
Tacoma Narrows shoreline) 25.1 25.3 

WeU 3 (2500 feet from 
Tacoma Narrows Ihorellne) 8 16.1 

These water levels IUJPlt a shoreward b)'drauUc pdleDt in tl10 aquifer. By atrBpolatfDS thlI gradient 
eastward, the water level ill the aquifer at the Tacoma Nurows ahcmslfDe (2S00feeteutofweU3) WOllIclhaw 
bela -2feet MSLGD '/W9O, aDd 11 feet NSL OIl 12I1JJ1O. 1'IIenlf'me, aDder tbese unmptiolll, aD Cltlmatecl 
dnnrdon of 10feet at Tacoma NIIrOWS would dropdie aquU'erwater level at tile lboRUoe. DCU or IJeIotr 
sea level. thereby fDereasfDs the potential for l81t-water fDtnlllolL 

DurIDs Carr/Assocfatu' testing of WeD 6 (completed 18feet from WeU S. and discussed UDder AppUcation No.
 
O"2BI01), itWIll found that the water 1eve1l In aD four of tho OtilwelJl (3, 4, S, and 6) are respoDllve to tidal
 
DuetuatkmJ In ruget SCnIDd. but theJ obIemd DO fDteJfeicDCb ID Weill" 4 01' 5 darIiI8 tile WeD 6 puwpiDa
 
test. It should be noted that WeUa 38IId 5 uocomplete4 iDadeeper water-beuiDaIODC tban won 6, BDd WeD
 
4 appean to be complelcd In 8 hfgher water-bearlns ZODe tban WeU 6. They further conclude that because
 
recent wateroquaUty testing bas shllWD ollly backjround levels ofcb!orldes (1 to 4 mstL) ill Wells 3, 5. and 6,
 
there It no current IUgestion of salt-water enc:roaclullent into the aqu!fell.
 

The fact that recent chloride analyses stD] show backaJ'ound levels Is a positive sIp. However, glvDn the
 
potential for nJt-water intrusion u discussed above. monitorIDs and reporting of water levell and eb1orlclo
 
concentration in Wen 5 wIDbe requfred as a provision ofthll pcrmlL SimDar moDitoriDSand repoltlDg wfl1 BIso
 
be required for WeDs 3, 4 and 6. The splllleDClSI of weDs In thJa deep aquifer. and the apparont .pamJOD of
 
the aquifer from the bottom of the Tacoma Narrows by a thick IUt layer. should help reduce the potondsl for
 
salt"Mlter intrusIon into the aquifer. Howaver. future detection of elevated chloride levels may result III
 
requirements to raise pumping levels and reduce the amoUDt of water withdrawn.
 

Water Rlpt SummHV and Needs AssesunlDt 

Under the Chelan Agreement of 1990, water aUocatfons will be determined througb regional water resource
 
plans. To meet the water supply needs of tbe luao municipal utl!ltles, during the time that regional water
 
resource plans are being developed, the Department of Ecology II c:urrently Issulag WIter rights wIDS a doyear
 
ptanDlng horfzon. UslDS iDtormadoD provided by Ben YazlcJ.1t II estimated tbat the Clycould be servlDg 5,291
 
custome.. by the year 1999.
 

( 

REPORI' OF EXAMlNA1ION No. CJi2.«mM '.• 



,	 ( 
Ropon Continued
 

Tho City of O'g Harbor balds the foUowiDS Water lUsht CerdBcates:
 

Corlilkates mM PrImm- SyJplementa'-

Wen #1·Cert. 59O-A 400 gpm 238 acre-fcct--· 
(abandoned) 

WeD fi.Cert. 02-00511 330spm 204 acre-fcct 116 acre-feet 

WeD M3-Cert. OZoZS078 mJiPm 538 acre-feet 442 acre-fect 

WoO #4oCert. OZo27393 230gpm 238 acre-feet (standby) 

Totals 1,185 gpm 742 acre·fect 796 acre-fect 

• PrlJl1al)' rights arc Issued for an additional annual quanlfly. 

··Supplemental rights are Issued toaDow additioDaJ Instantaneous withdrawal, but donot aRoc:ate an fncrcased 
annual withdrawal. 

"·Wen *1 has been abandoned. Because the City does not intend to replace thfs wen. the right assocfated 
with tbls woD is not counted in the above summary. and mould be reUnquished back to the state. 

Additional water withdrawal bas been requested under AppUcatioD 02-28102, for WeU 6. WeD 615 capablo of 
a withdrawal of 1,000 gpm. and tho City is requesting authorization to utlIfze this weD for approximately 10 
houn per day. 

Ia 199!J the City of Ofa Harbor eouJd be selVln. 8 projected populatiOD of5,291. Average per capIta use lias 
remaf.Ded Iteady at approximately 140 8Jld/a. and this figure lias beeD used for plaJmfDs purposes. 'l1le City 
currently holds withdrawal rlgbU for 142 APIY (primaly), To SCM a populatioD of5,29J, aD avenge of0.74 
MOD or 830 APIY, a quantity more thaD. that currently authorized, wiD be required. To meet the proJ",,"d 
need, tile City II construetlDl additional weDs to Increase pumpIn. capacity. AddItfonal aUocalioDs will be 
coDlldered prlmaly supply, In quantIties up co 830 APIY. Allocations over 830 APIY wIU be authorfzed as 
supp1emental supp1y. 

The Cit,y Intends to pump tills weD BD avenge of 10 hours per day, producfns 336 AFIY. To meet the City's 
proJecud 6J111D11d of&1OAP/Y, ddI penDiubouJclbe fIIued toaDoIr. wIlbdRwaJoflDadditload88APIY 
for prfmlllJ supply, and a cotal of 248 APIY for supplemental supply. 

Iffect OD _tlnl Rf&bg 

The ronowm, Jroumlwater records 810 on fiJo with Deparameot of Boolog: 

•	 A totaJ of 1 groundwater rlpfS, and Ilfound water pennI" have been fssue4 wftIIfD a IIaIf mUe of tbe 
subject weD. A total of 364 gpm and 98.5 APIY bavc been permItced. All withdrawals are from water 
bearln. zones located above tho subject withdrawal poInt. 

•	 Six wen 10il are on me for the area withIn half 8 mile of the subject weD. All weDs are co~p1eted in . 
wavel formations. above lIle subject weD at depths ranging from IS' co 194', 

It Is unlikely that withdrawals from GiS Harbor's WeD 5 wflJ Interfere witb the production of neighboring weBs. 

OlNCLUSION: 

In accordance with Chapter 90.44 RCW, I find there Is water avaUabJe for appropriation from the sautce In 
question, that tbe appropriation Is for a beneficial use, and shou1d not impaIr existing rights or be detrimental 
to the pubnc welfare. 

.t. ,.", ,.,..,JIt, 



Report Continued 

MCOMMBNDATIQNS: 

I recommend approval of tbfs appUcation and issuance of a permit to allow appropriation of 500 gpm, 336 
AFIY, from this well to provide municipal supply to the City of Gig Harbor, as roDows: 

• 88 AF/Y as a primary right, 
• 248 AFIY as supplemental to existing rights. 

The period of use sbaD be year-round, as needed. 

This permit sball be subject to the following provisions: 

"As WeD #1 has been abandoned, and the City docs not intend to replace tbis well, the assoc:iated right 
(Certificate No. 590-A) shaD be relinquished back to the state, prior to certification of this right." 

"GIven the potential for saJt-water intruslOD, monitoring and reporting ofwater levels and cbloride concentration 
in City of Gig Harbor Wells 3, 0\ S, and 6, is required as spedficd below: 

Cbloride concentration analysis shall be performed prior to system use, then quarterly when the system fa in use, 
by a laborntoIY accredited by the Depamnem of Ecology. Tho mulling data shaD be submitted to the 
Department of Ecology, Southwest Regional Office. If the chloride conccntratlon exceeds 100 mglL, tbe 
withdrawal rate shaD be reduced or the pump setting raised to reduce the chloride level to below 100 ms/L 

Installation and maintenance of an access port as desc:rlbed in WAC 173·160-3S5 Is required. An air Une and 
gauge may be installed in addition to the access port. 

An approved meteriDs device shaD be instaUed and malntabled In accordanllC with RCW 9O.03.3QJ, WAC 508
64-020 through 0040 (fnstaJIatlon, operation, aDd maintenance requfrements are attached). Meter readings shall 
be recorded at least montbly. 

Under RCW 90.44.250 end 90.54.030, the Deputment of EcoIOSV Is directed to become informed about III 
aspectS of the water resources of the State. The Department Is authorized to make such Investfgations u may 
be necessary to determine the location, extent, deptb, volume. and Dow of au ground waters wltbiD the State. 
Accordingly, the appUcant shaD monitor and provide an annual summary of the prevfous year's monthly water 
level data and monthly totals ofwater pumped for this welL The summ8l)' shall be submitted io tabular format 
toBco1ogy'1Southwest ReslouaJ Office annually, durin. the month of February, or more frequently Ifrequested 
by the Department. 

Future detection of elevated chloride levels may result in requirements to raise pumping levels and reduce tile 
amount or water witl1drawn." 

The walef appropriated under this applic:aticn will be u=d for public water IUPPIy. The S"'(t Roard of Health 
natea require public water supply owners to obtain written approval from the Office of Water Supply, 
Department of Health, MaD Stop LD·ll, BuDding 3, Olympia, Washington 98504, prior to any new construction 
or alterations of'a public water supply &yStem. 

All water wells constructed witbio the State shall meet the mlnJmum standards (or weU construction and 
maintenance as provided under RCW 18.104, Washington Water WeD Construction Act of 1972, aDd Chapter 
173·160 WAC. MInimum Standards for Construction and Maintenance of Wells. 

ThIs permit is subject to the implementation of the minimum requirements estabUshed in the Interim Guidelines 
(or Public WaterSJstems Reprdlo8 Water Use Reporting, Demand ForecastingMethodolQIlY and Conservation 
Prgn!Ds, July 1990 (attached), and as revised. 

Under RCW 9O.03.00S and 90.54.020(6), conservation and improved water use efficiency must be emphasized 
In the management of the states water resources, and must be considered as a potential new source ofwater. 
Accordlnsly, as pan of the terms of this pcrmJt, the applicant shall prepare and Implement a water conservatiDn 
plan approved by Depanmcnt of Health. The standards for sucb a plan may be obtained from either the 
Depanment of Blth 0 he Department of Ecology.. 

..!I;.J,J.~~~=~=---_ Date: January 21, 1994 

The statutory permit fee for tit 'ppUcation Is S2Q.OO. ( 
REPOFIT OF ElCAMlNA1ION 
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• Or_' ••1I FIrI1 CoP\' ...h 
of Eeoloov~,	 J~ l-'ATER WELL REPOR· 

,. :~ ..• . I trj",	 Page 1 of 2 .. Cerot-p--'o CooY ,'I .'. /1
Cop,.-Dr...,.. Copy	 lI' STATE OF WASHINGTON . G 2 2 e1 02w•••, Righi P....II H.. 

Municipal 6l: (10) WELL LOG or ABANDONMENT PROCEDURE DESCRlpnON 

Other 0 F_lloft: o.ecdbe by color. c:Nt.cIet, IU. of MIariaI ud atnICIlIn. Ud ,u-
IhIcIcaea. Df .qal/ars •• ltle '1lWl ud MI•• of Ih:- ..1aIW Ia ...". ....I_~,.'e.r. 
wllh.t ....1_aMIY'Dt ••eII.....f ...._tlclll. 

IlAtUUL ~OII TO 
Bored 0 Sand, sllt.Y, big rock at -Izt" u lZ ,Drtv.o 
.Jetted CJ sand, silty anCi Gravel. .L~ ~'J 

Silt., gray wl-th Sand & Grave ;l~ 40 
Inch... 

Sand, slltv, grv, seepage 4U 45566 n. Sang, siltv & Gravel. brn. 48 67 
Sand. silty &. Gravel 67 75 

:495 It. !=:~nrl f.. " 
'nnll::~ 75 80 

II. <:!"' .... ~ f.. " 80 95 
II. ~"' .... ~ n~~ ., ,'hrn ' 95 ' 120 

!=::::anrl n"", " 
;nrv hrn. 120 ' 152 

<:!"' .... ~ ~ ., ,.;·tt-.'h ~':r,.+. 
.... , r",~_hrn , wont'!.' w. 'R 152 85 
a. <:!"' .... ~ ~,;1 .. 1"'..,...... .." 'hrn .' !185 ~n~ 

It. ~ ..... A ,.. ....... . '203 ~'20 
Il. "1,., ,., ...,., 720 7!14 

","',., r C:!~,~ 
_...., 

7~4 '266 
~ ...... ;. 4"" .... 6 ~'~~,f- '266 282 .....~ ~ __ A ." ...... ~- _...~" .. 787 ~2' 

MoSOa 5 ft. 
~ __ A - '0.9'; ~,~ ., 

5ILto 561 It. "" ..._ ... C,'';1 .. ~?? ':t~,., 

Col'" 
_........... s:.. ITrv Vit.h 

fl. 
.......",t ~ .. vnnn ~~ 348 
~4' to. _ hrn. s:.. ","'v 34: 361 

It. 
<:!i, .. ~~"A ~ ,. 'I'~ 6 378 
~"'f- !=::=l"~ s:.. nr.iLvAl 78 383 
C",,,,A ~ 

" 
, .............. 1'= 395 

Rat. 
~",,,,..:I ,"'D..:Ioln",_,..n'I7·ll::~_ s:.. .t 1~.5 .iQ.i 
~:::a",..:1 ~ c",~ ...,.,., ,. 

4 1~ l·!"'9 

~:::an~ ........"..... s:.. 4 ~t ~ 33 
HoP OC::"' .... A ",...,:i-:t ..... . 

, 4, l3~ 161 
~",t- , n1":::av 4li] 471n. 

11:.41 f..V f.. ~:::an~] 2/] 1 /91 OC::::lIn~ 4 '1 ' 480 , i 

~ ~"n ... ~~n"" 4 iC 491 
, .1 ~-:C'f-v ~ ~:::anA +.1nh+ . 49] , 495' 

D!a:::m'''~_t''''''''al''IcNI8fofI~.taUc'''''' Wodt atarIM 8J'~n .t. T2f l4 .'. 

'4) OWNER: H.",. Ci ty of Gig Harbor Adclr••• 31 05 Juds'on St .• P.O Box' 145, 
Gig Harbor, WAge'

I LOCAnON OF WELL: C:OUftlll'--.lP;t.;1I.-'QQ.J;r~C~Q~ ·-S.E.-v.lfr.l.-" So~ T2.L-H.. R...2.E-WoW. 

) STREET ADDDRESS 0 F WELL (or ...,..1.ddr•••) Int.ersection of 74th St NW Ii, 47t.h 1we ct. « NW GH~B, ,	 « , 

o DomlltlCPROPOSED USE: Industrial o·o	 IrrloeUon o	 DeW.ter , TeltWea 0 

(') TYPE OF WORK: OMlaI'• .-tI«ot ....(11_. tb8n OM) Well 6
 
Ne.wea m Method: Dug 0
I Aba~D 
D.epened 0 Cabl. ~
 
RecondltioQed 0 Rotary
 

' '6	 DIMENSIONS: Dlemetar 0' wen 16
 
Drillad 597 Depth of completed well
 ' ••t. 

CONSTRUCTION DETAILS: 
, 6	 ~I Casing Installed: • D6Dm."-+J n.lo 

W.1ded ~ , D~lrom It. to
LiIItf lnalalad
 
TIn.tIed . ~.,- II. to
 

'error.Uon.: v..O Noli:I JftID '" p.......orllNd
 
SlZ&............... \n.by
 

poIfor.Uana .... It•.•o 

I*frnllDDa InIIII II, toI ................
 "'to' 

I 
- 'I~Sc:reenr. v•• NoD 
............. ...- COOk
 

Tnoe 304 S+:'ain1ess
 
01" 14 '_••0 050 496
'''' DIa. 14 SloIaIr.O 090 fnlf'I 532
I 0,.......... v_u '"grs.,..
HOE] SIn 

QIa.,.. pieced InII" ft.to 

SUrf-e....t: v..Ga NoD Towhaltfaplh' 67 

I Ma.......MIIl ...1 Cement,!ben ton1 te
 
DId 8Ili' .,ata e-taID.-tM _1W7 v••D Hoil
 
T1Pt or ",.t."
 nail''' '"
 

_ IMtIIDcI 01 M.lIno aIre•• ofl
 

PUMP: ......CI...........
 

TftID· .......__.......
 Und-surfaca ......11cIll 
•I WATER ,LEVELS:	 255 

lSl.1nel 226 43 Il.belDwlop ....... 0.1.
 
Ana........... tba. p.-~_ lad> ~to
 

ArMaIaa _t.. Ie CGllIrDlIad b)' _	 (¢iijO-.iiCJJ

I WELL TEST.S: 
W.UJNIfIIlIt... _cs.,V.. ND 'Ir",bJ..e-Carr/assnc. WELL CONSTRUCTOR CERTIFICAnON: 
y ....: 800	 52 ft............. 24 ' .....
....,........... 28
 

I COfISIructod and/or eccapt r~ lor c:oaatIudloli 01 this well. 
M	 M ..	 - and Ita cornpIatIce wilt! all Wa~ wei CQQ8tractloa .Iandania. 
" "	 .. .. ...aterials IIHd and lila ",,__lion reported .bove .... ttua to Ill)' liost 

A.-y tlata (Illn. ~ .. z.ro wt*t JlUIII'Ilumad 011) (_I........__ad Ienowl" al'd bellot.
 
n.wei tClp 10 _twlrreI)


• n... W.IeO\'_ T_ W"."-"eI or-. w.,.~ 

NAME Holt Drilling. Inc, 
Cf'fR$OOl. '11M. OR CXlfU'OIlATIONl (TYI'E 011 I'MfTlIt:: 254 95.' 5 239 13 60 234 87 

!-l-- 240 '0 l1) 238 0.7_4' 5 231 46 
Addreu] 062] T0't3d Head East, Pllya J ] up, wA 

Da,.o"••' 12/11 to 12/12/91 
'..2- 240,] 0.. 16 237 27 )350 229 3] 

I (Signed) L,lcena. Noa.Iar,.., .... '.,.Ift • ...,;'h "...."'~alI., ...... IweLL flIlIU.lllQ 
Conlr.cto,'s

Airt••, ____ ••l I mill, wilh .1_ ••, ., It. lor tw•. 

I 
ROQisl,.lion 
No. ,190.,.

""..... now --- --;:::r- o·p·.... 010'.
 
T...........,"'••,_oA9_.W.:z.; ..,.........1_.17.......11.1 v..txi _Ci
 

USE ADDITIONAL SHEETS IF NECESSARY 



- -

(10) WELL LOG or ABANDONMENT PROCEDURE DESCRIpnON 
..........lIolI: Dacrlba by coIot, doerectw. Ilk. oe _,.... u4 _ .... and . 
thlckMM or ...... aAd the kIItd aAd ..... oe \he _I.... III .ach alt1ll-a 1I••lraleel, 
........at_.-y......e:e..-oeW-11olt. . 

1IA'nMAL ~ TO 

I.. , .lI ~ i1 495 508 
I~i 1 .... nrav 508 530 

Iftchca. . ~ J:.. ., m~tHnm +"0 
c;~OW,R. 563It. 
563 :San.d.., med 111m 592 

I 
ft. 
II. I 

ft. 

.... .. 
IL 

IL 
I 
i 

I . 
•• 
, 
.. 

., 

•I 

I 
i 

..... 
!

II. 
I 

r 
r 
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I'''fATER WELL REPOR" 
STATE OF WASHINGTON	 Page 2 of 2 w.,., Righi PIMIniI No. G2-2Sr02 . I 

't) OWNER: ...... City Qf Gi~ Harbor	 "c1dt_~R-s.t... PO BoY 145,01{ 983:': 

(2) LOCAnON OF WELL: -_Pi~e:.:r:.;c:::.e=-	 .SE--"...NlL.-" s.c 7 T..2.J.-N.• A...2E..-W.loI.CouaIy,__ . .:...,: I 
(2 ) STREET ADDDRESS OF WEU (ot ...,..1 .ddt...itntersection Qf 74th St NW & 47th Ave ct NW GH 98J'=

~• 
o DocMsIIc(3) PROPOSED USE: lncIuatrial O. Municipal 0o irrigation
o o.Water TntW.a 0' Other 0
 I

(4)	 TYPE OF WORK··a--· .....oe ... Well• (If_elNa_) 6 
Abandoned 0 H_weII D .....hocI: Dug D Bored 0
 

DMpeMd 0 Cabla 0 DdY.. o
 
A~u-.dO Rolary 0 . JeIted 0
 I 

(5)	 DIMENSIONS: Diameterof_I
 

Drilled 'eeL Depth of cClIlIPleladwell
 I(6)	 CONSTRUCTION DETAILS: 

Culn'll·'na"'.d: • D1un.front n.lo 
WaWe4 . § • Dl-.Ir_ ft..oLTIne.....Iula... . I'fLlO• Di-.front
 
P.rtorallona: v••D NoD
 
T,," oe...,...lor ....
 

SIZE allletfonIIioM	 !Lby I 
paIforatlone ..... I	 

ft.'10 .
 

.. &0
""'tIoM"
lIartoralloM fnllll	 ..&0 ISCr....r.v••O NoD 

.......KIoIrW'. H_
 

Type	 ...........
 
,... 0•• 8101*- '- fl. .. I 

Dla. 8lot*e .... .....
 
Gravel packed: v..O NoW......,..
 
Gr.".. ....cad Ilt_ ft.1O
 I 
Surface..at: v..O NoD To.... ...,M
 ....................
 
OW ..............--.._I«t v.O NoD
 I
T,,"oIwalat7 DepthaI.""a
 

....1IIod01 .........t. "" 
.
 

(7) PUMP: .......e:a-'. NaMe
 I
TVIII'
 

l.ead-.... .-atloll
(8) WATER LEVELS: ..-.--.........
 
SCaIlc: ..... a;tIaIow..,alwaI D... I...".....1ac:lI Dale "".....,, ""....._t·..-"aIIadbr 

" 
ee;;:........
 

, ") l"lAWodlatutacl A /~n 1••	 tt.Q.1·(8) WELL lESTS:· ~":r!.._IeftI.. loweredtMlow"'''''' 
w.......t.......'V.. No lyM.t.r..e-t
 IWeu. CONEmlUCTOR CERTlFI(:ATlON: 
YO.1d: ....I ...wlIh .. clrawcs- ..... .tn. 

1COftSInICted pcllor accept reaponaibIIty lor ~tructIon.ot.lI\I. _I, 

-~	 - - ~ and ... compIa_ with •• Wa8hIngtoD w.a coutnH:tiott .land.ra 
Malenaa. ..ed and Ihe In'or_tloA repof1ed .bowI afe "" 10 my ~ 

A.-v tWa (.... taIIaft .. - ....JllIIlIP..... on) (___IevaI__ 
~ 

.knowledge .nd baII.f. I 
--I..,..." • ......, . ...• 'nIu w_,-- n- w ",. w... LaotoI~_	 

NAMEHQlt Dri1linq, Inc. 
CP&RSOtl. FlAIoI. (lIII COIlI'ORATION) (TYPE 011 -m 

Addreu 10&21 Todd Rgad "- East pu;ya 1 ]up. WA I 
I 

O.'a.fl... 
(Signed)	 Lle'ftseNo 

B.3at'H' oal./lIllA. wIIh If. drawclowll aI'... tw..	 \WELL DIIIU.EJQ 
Conlt.etOl". IAina., gaL/mill. oriItt at...... It • h.few tw.. Reglsl,alioft
 

Anooiaft flow Oa••
 No.	 Oa,e .ll)_
-II·P··


,_.,,,,.01....,,, ._.. "Wa. o·chetIlicAI anoIyola _, v ••o Non
 
USE AOOITIONAl SHEETS IF NECESSARY) 10 
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City of Gig Harbor 
3510 Grandview Street 
Gig Harbor, Washington 98335 

"9
 STATE OF WASHINGTON
 
CERTIFICATE OF WATER RIGHT......

rUKIUTON STAT!
 
DE' in Ii III T Of
 

ECOLOGY 

Document Title: Certificate of Water Right 

Agency:	 Department of Ecology Applicant: City of Gig Harbor
 
Southwest Regional Office 3510 Grandview Street
 
P.O. Box 47775 Gig Harbor, Washington 98335 
Olympia, WA 98504-7775 

Reference Number: 

PRIORITY DATE APPLICATION NUMBER PERMIT NUMBER CERTIFICATE NUMBER 
Janua 14, 2000 G2-29896 G2-29896 02-29896 

This is to certify Ihallhe herein named applicanl has made proof10 Ihe salisfaclian ofthe Departmenl ofEcology ufo right 10 
the use of Ihe public walers ofthe Siale of Washington as herein defined, and under and specifically subject 10 the pravisiollS 
contained in the Permit issued by the Department ofEcology, and that said right to the use ofsaid waters has been perfected in 
accordance wilh the laws of Ihe Slale of Washington, OIld is hereby confirmed by Ihe Deparlmenl ofEcology and entered of 
record as shown.. 

PUBLIC WATERS TO BE APPROPRIATED 

SOURCE TRJBUTARY OF (IF SURFACE WATERS) 

Well #6) 

MAX. CUBIC FEET PER SECOND MAX. ACRE-FEET PER YEAR 

896 

QUANTITY/TYPE OF USE/PERIOD OF USE 

1/4 1/4 

SEV. NWY. 
RANGE (E. OR W.) ~,M, 

2E . 
COUNTY 
Pierce 

PARCEL # 4000050490 

ADDITIONAL LEGAL IS ON PAGE 2 

1/41/4 

N/A 
RANGE (E. OR W.) W.M. 
N/A 

COUNTY 
Pierce 

PARCEL # N/A 

ADDITIONAL LEGAL IS ON PAGE 2 



CONTINUED LEGAL DESCRIPTION FOR LOCAnON OF DlVERSIONfWITHDRAWAL 

1230 feet North and 550 feet West of the center of Section 7. 

CONTINUED LEGAL DESCRIPTION FOR PROPERTY ON WHICH WATER IS TO BE USED 

Serving existing and future water service area of Gig Harbor. The place of use of this water right is the 
service area described in the Water System Plan approved hy the Washington State Department of Health. 
RCW 90.03.386 may have the effect of revising the place of use of this water right if the criteria in section 
RCW 90.03.386(2) are met. 

PROVISIONS 

All conditions and requirements contained in reports of examination or permits previously issued apply to 
this certificate unless specifically noted below. 

An approved measuring device shall be installed and maintained for each of the sources identified by this 
water right in accordance with the rule "Requirements for Measuring and Reporting Water Use", Chapter 
173-173 WAC. 

Water use data shall be recorded daily. The maximum monthly rate of diversion/withdrawal and the 
monthly total volume shall be submitted to Ecology by January 31st of each calendar year. Ecology is 
requiring submittal of daily meter readings to collect seasonal information for water resource planning, 
management and compliance. 

Chapter 173-173 WAC describes the requirements for data accuracy, device installation and operation, and 
information reporting. It also allows a water user to petition Ecology for modifications to some of the 
requirements. Installation, operation and maintenance requirements are enclosed as a document entitled 
"Water MeasureD:lent'Device Installation and Operation Requirements". 

(continued on page) 

The right to use of the water aforesaid hereby confinned is restricted to the lands or place of use herein 
described, except as provided in RCW 90.03.386. 

Given under my hand and the seal ofthis office at Olympia, Washington, 
this 19t\h\\I1II":lfa:y..q[ Apri I ,2005. 

,,, ~hl ,I. l II
,''''"'J,\ .: ..... "" '. ". ':"-...../............
 

t~~······ ....:<~ 
Linda Hoffman, Director :0: :-<= 
Department of Ecology

%~... /~ff 
~"'':''''. .....~~$ 
~'~" .' _~v.;:,.""of.'" O·· ..•......•...\'<"~,OK .;;yV By Jt'?1~ 

1'1, F W~I>'\\\" 
""/1'1111\\\\\ 

http:�......�


Legal Description and Provisions Continued 

Provisions Continued 

Department of Ecology personnel, upon presentation of proper credentials, shall have access at 
reasonable times, to the records of water use that are kept to meet the above conditions, and to 
inspect at reasonable times any measuring device used to meet the above conditions. 

Pennittee or certificate holder, and its successor(s) shall provide data on chloride concentrations 
for the well authorized by this pennit or certificate with analysis performed by a state accredited 
laboratory. Accreditation information may be obtained from Ecology's Quality Assurance 
Program at (360) 895-4649. Sampling shall occur in April and August of each year, with a copy 
of the laboratory results for both sampling events submitted by January 31 of the following year, 
to the Department of Ecology, Southwest Regional Office, Olympia, Washington. 

If pumping of the well authorized by this pennit or certificate causes chloride concentrations to 
exceed 100 milligrams per liter, immediate action shall be required to prevent concentrations from 
increasing (such as reducing the instantaneous withdrawal rate (gpm) of the well). Ifcorrective 
measures fail to prevent chloride concentrations from exceeding said level in the future, pennittee 
or certificate holder shall relinquish the option to perfect additionalaliocated quantities regardless 
of the stage of development. 

Issuance of this water right is subject to the implementation of the minimum requirements 
established in the Conservation Planning Requirements, Guideline and Requirements for Public 
Water Systems Regarding Water Use Reporting, Demand Forecasting Methodology, and 
Conservation Programs, July 1994, and as revised. 

Under RCW 90.03.005 and 90.54.020(6), conservation and improved waier use efficiency must be 
emphasized in the management of the State's water resources, and must be considered as a 
potential new source of water. Accordingly, as part of the terms of this water right, the applicant 
shall prepare and implement a water conservation plan approved by Department of Health. The 
standards for such a plan may be obtained from either the Department of Health or the Department 
of Ecology. 

The Water Resources Act of 1971 specifies certain criteria regarding utilization and management 
of the waters of the state in the best public interest. Use of water may be. subject to regulation at 
certain times, based on the necessity to maintain water quantities sufficient for preservation of the 
natural environment. 
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REPORT OF EXAMINATION 
... ~ I \. ;, TO APPROPRIATE PUBLIC WATERS OF THE STATE OF WASHINGTONi' i:'~ C~ GT 

Surface Water (Iuued in nccordl1nce Wilh the provisio\1' ofChaplllr )17, Laws of WllIhinston for 1917,llnd 
Dlllc!1dmcnls thereto.llnd Ihe rules lind reguliltions ortlle Dcpnnmcnl ofEcoloIlY.) 

Ground Water (luued ill accordance wilh the PfOVi.ilOlU ofChllpLcr 26], UlwlofWnshingloll for r94S,Ill1d 
I1Ll'lCndmCl'llllhct'C[o. and the rules and rCllullll;ons orthe Dcpanmcnl of Ecology.) 

PRIORITY DATE APPLICATION NUMBER PERM-IT NUMBER CERTIFICATE NUMBER 

Janua 14,2000 02-29896 

NAME 

City of Gig Harbor 
ADDRESS {STREETl (CITY) (STATE) (ZIP CODE) 

3105 Judson Street Gig Harbor Washington 98335 

PUBLIC WATERS TO BE APPROPRIATED 
SOURCE 

Well (#6) 
TRIBUTARY OF (IF SURFACE WATERS) 

MAXIMUM CUBIC FEET PER SECOND MAXIMUM GALLONS PER MINUTE MAXIMUM ACRE FEET PER YEAR 

1000 (Non-additive) 896 
QUANTITY. TYPE OF USE. PERIOD OF USE 

896 Acre-feet per year Municipal supply Year-round, as needed 

LOCATION OF D1VERSION/WITHDRAWAL 
APPROXIMATE LOCATION OF OIVERSION··WITHDRAWAL 

1230 feet North and 550 feet West of the center of Section 7. 

LOCATED WITHIN (SMALLEST LEGAL SUBDIVISION) RANGE, (E. OR W.) W.M, W.R.I.A. COUNTY 

SEY- NWI/. . 2E IS Pierce 

RECORDED PLATTED PROPERTY 
LOT BLOCK OF (GIVE NAME OF PLAT,OR ADDITION) 

LEGAL DESCRIPTION OF PROPERTY ON WHICH WATER IS TO BE USED 

Serving existing and future water service area of Gig Harbor. The place of use of this water right is the service area 
described in the Water System Plan approved by the Washington State Department of Health. RCW 90.03.386 
may have the effect ofrevising the place of use of this water right if the criteria in section RCW 90.03.386(2) are 
met. . 

Ifyou require this publication in an alternate format, please contact Water Resources at (360) 407-6300, or TTY (for the speech or 
hearing impaired) 711 or 800-833-6388. 



DESCRIPTION OF PROPOSED WORKS 

One 14-inch diameter well 592 fe~tcreep. Constructed with 12.5 feetofscre~rom approximately 496 to 508.5 feet 
below ground surface and 28.5 feet of screen from 532.5 to 561 feet below ground surface. 

DEVELOPMENT SCHEDULE 
BEGIN PROJECT BY THIS DATE: COMPLETE PROJECT BY THIS DATE: WATER PUT TO FULL USE BY THIS DATE: 

Started Completed In-use 

REPORT 

BACKGROUND: 

On January 14,2000, the City of Gig Harbor (the City) filed an application (G2-29896) for a permit to appropriate public groundwater from a 
well in the amount of 1,000 gallons per minute (gpm) for municipal supply. The project site is located on the Gig Harbor Peninsula in Water 
Resource Inventory Area 15 - The Kitsap Peninsula. 

Notice of the proposed appropriation was published in The Peninsula Gateway on July 9,2003 and July 16,2003, and no formal protest was 
received by Ecology within the thirty day comment period. 

This application has been processed under the Department of Ecology (Ecology) Cost-Reimbursement Program, under agreement between 
Ecology and Golder Associates Inc. (Golder). Golder reviewed available documents pertaining to the City's application site conditions, 
historical water use, projected water demand, existing right-holders and seniority ofpending applications potentially affected by the 
application. This report has been prepared with the level of detail directed and approved by Ecology. 

INVESTIGATION: 

Golder reviewed the information submitted with the application and pertinent Ecology records, including relevant geologic and 
hydrogeologic reports. Golder evaluated the potential effects of the proposed appropriation upon existing and senior groundwater and surface 
water rights. The fmdings of this evaluation are summarized below. 

The City of Gig Harbor is located in northwest Pierce County on the Kitsap Peninsula, directly across the Tacoma Narrows passage from 
the City of Tacoma. The City limit boundari~s encompass over fifty percent of the Gig Harbor Urban Growth Area, and for the most part 
the City's water service area lies within these corporate limits. 

The Gig Harbor City Hmits encompass an area of approximately 2,800 acres, of which 1,240 are served directly by the city. The 
remaining 1,560 acres are supplied by a combination of private wells and service from other purveyors who supply water within the City's 
UGA. These systems include Stroh's Water, Rainier View's Olympic Mall water system, the Quail Run Water System, and the Cedar 
Crest and Peacock Hill Water Systems, both operated by the Washington Water Company. 

The City of Gig Harbor owns and operates four active wells which serve water to the customers within their water service area. The City 
has two main pressure zones with Wells No.2 and Well No.4 serving the lower zone, and Wells 3 and 5 serving the City'S high pressure 
zone. 

The intent of this application is to secure additional primary water rights from the City's Well 6 to meet the City's future demand. Well 6 
will be operated in conjunction with Wells 3 and 5 to serve the uppermost pressure zone. 

Currently, withdrawals for the City of Gig Harbor are authorized by the following water rights: 

Water Right # Well # GPM Qa 
(Drimarv) 

Qa (supplemental) Notes 

590-C Weill 400 238 Not in use 
02-00522 Wel12 330 209 116 
G2-25078 Well 3 625 538 442 
G2-27393 Wel14 230 0 238 ReD Iaces Well I 
G2-27794 Well 5 500 336 0 
G2-28102 Well 6 1,000 0 672 
6018 Well 8 30 48 Rushmore Well 
Total 2,715 1369 a-fly 

City Wells 

In 1949, the City developed Well I, a 320-foot well located in what is now the downtown business area. This well is no longer used by 
the City and has been abandoned. As the system expanded over the years, new wells were developed to improve the system's capacity. 
Well 2 was drilled to a depth of 121 feet in 1962 at the head of Gig Harbor Bay and has a maximum instantaneous withdrawal rate of 330 
gallons per minute. Well 4, which is 443 feet deep, was completed 1988, but was not brought online as a full-time production well until 
1995. In 1990 and 1991, the City constructed Welts 5 and 6. Well 6 has been online since 1992. 

Site Description 

Gig Harbor Well 6 is located on the east-central portion of the Gig Harbor Peninsula, in the SE '/" NW \/. Section 7, Township 21 North, 
Range I East. Gig Harbor (salt water) is located approximately 5,000 feet northeast of Well 6. 
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Well 6 was drilled to a depth of 592 feet in 1991 by Holt Drilling, Inc. The wellhead elevation is approximately 255 ft amsl. The well is 
screened between 496 and 508.5 feet bgs (241 to 253.5 ft below msl) with 50-slot stainless steel well screen and between 532.5 and 561 
feet bgs (277.5 to 306 ft below msl) with 90-slot stainless steel well screen. The static water level at time of drilling (12/11/91) was 226.4 
ft bgs (28.6 feet amsl). 

The legal description of the property on which the water is to be used, as shown on the application, is the area "serving the existing and 
future water service area of Gig Harbor". However, with the passage of2E2SHB 1338 - known as the 'Municipal Water Law', changes 
to the water code mean that the purveyor's place of use will be governed by the service area designated in an appropriate Water System 
Planning document. Pursuant to upda.tes to RCW 90.03, the City of Gig Harbor water system is designated as a municipal water system. 

Hydrogeologic/Hydrologic Assessment 

A version of the WRATS database (current as of December 2003) was queried to det~nnine existing water rights within the radius of 
influence of Well 6. Well logs on file at Ecology were also examined to determine the hydrogeologic conditions in the vicinity of the 
water right application, Information on regional hydrogeologic data was obtained from the following resource material: 

Borden, R.K. and Troost, K.G. 2001. Late Pleistocene Stratigraphy in the South-Central Puget Lowland, Pierce County, Washington. 
Washington Division of Geology and Earth Resources Report ofInvestigations 33, Washington State Department ofNatural 
Resources, 

Drost, B, W. 1982. Water Resources of the Gig Harbor Peninsula and Adjacent Areas, Washington, U.S. Geological Survey. 

EMCON. 1992, Gig Harbor Peninsula Ground Water Management Plan Task 5 Hydrogeologic Evaluation Report. 

Garling, M. E., Dee Molenaar, and et al. 1965. Water Resources and Geology of the Kitsap Peninsula and Certain Adjacent Islands, State 
of Washington, Department of Conservation, Washington Division of Water Resources. 

Golder Associates. 2002. Phase II Level I Data Compilation and Preliminary Assessment Report. Redmond, Washington. 

Golder Associates. 2003, Kitsap Watershed Planning (WRIA 15) Water Quality Technical Assessment. Redmond. Washine;ton 

Golder Associates. 2004. Kitsap Watershed Planning (WRIA 15) lnstream Flow Assessment Step C Final Report. Redmond, 
Washington. 

Jones, M. A. 1996. Thickness of Unconsolidated Deposits in the Puget Sound Lowland, Washington and British Columbia, a Contribution 
of the Regional Aquifer-System Analysis Program. Tacoma, Washington: U.S. Geological Survey. 

Kahle, S, C. 1998. Hydrogeology of Naval Submarine Base Bangor and Vicinity, Kitsap County, Washington, U.S. Geological Survey. 

Noble, J. B. 1990. Proposed Revision of Nomenclature for the Pleistocene Stratigraphy of Coastal Pierce County, Washington,
 
Washington Division of Geology and Earth Resources.
 

The Gig Harbor Peninsula is located in northwestern Pierce County, at the southern end of the Puget Lowland, within WRIA 15 (Kitsap 
Basin), The Gig Harbor Peninsula.is part of the extensive glacial drift plain comprising the Puget Lowland, which was formed by at least 
six glaciations that occurred in the region during the last 2 million years (Kahle, 1998). The Gig Harbor Peninsula is connected to the 
larger Kitsap Peninsula and is surrounded on three sides by marine embayments. A complex sequence of unconsolidated and semi
consolidated sediments comprise the Gig Harbor Peninsula. The sediments include advance and recessional glacial deposits, and fluvial 
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and lacustrine interglacial sediments. T~tal thickness of the sedimentary sequence on ;he-Jleninsula ranges between 1,200 and 2,000 
feet (Jones, 1996). The sediments are underlain by Miocene volcanic and sedimentary bedrock (Garling et aI., 1965). 

Garling et al. (1965) describes a typical glacial sequence on the Gig Harbor Peninsula as consisting of the following units, 1isted from 
youngest (top) to oldest (bottom): ... 

• Recessional outwash (a discontinuous mantle of sand and gravel overlying the till; often found on hilltops); 
• Till (normally a gray to bluish-gray compact and unsorted mixture of cobbles and pebbles in a binder of sandy silt and clay); 
and 
• Advance outwash (primarily consists of gravels and coarse sands capped by the overlying till). 

Groundwater on the Gig Harbor Peninsula is primarily produced from three aquifers, referrea to as the Vashon, Sea Level and Deep 
Aquifers. The geologic units comprising the aquifers are outlined below after EMCON (1992) and Borden and Troost (2001): 

• Vashon Aquifer: Vashon recessional outwash, till, advance outwash/glaciolacustrine silt/clay (Lawton Clay)/Olympia 
beds/Pre-Olympia drift. Water table conditions exist in much of the Vashon Aquifer. The water level in the advance outwash 
generally mimics surface topography; 
• Sea Level Aquifer: Salmon Springs Drift/Double BluffDrift. The Sea Level Aquifer is characterized by a low elevation 
potentiometric surface (up to 135 feet above mean sea level); and 
• Deep Aquifer: Permeable layers within the pre-Salmon Springs deposits. At least two productive zones have been identified 
as comprising the Deep Aquifer. Water level data for the Deep Aquifer is sparse, but several water level measurements indicate 
that the potentiometric surface is generally less than 100 feet amsl. The extent and configuration of the deep aquifer(s) is poorly 
understood. 

All three aquifers are confined where the unit is fully saturated and overlain by a low permeable unit, however water table conditions have 
been observed in the Vashon Aquifer (Gar1ing et aI., 1965). Shallow, perched groundwater zones exist in several locations on the 
peninsula where lenses of sand and gravel occur within lower permeable material. Water levels in the perched groundwater zones are 
slightly higher than those in the Vashon Aquifer. Table 1 provides a summary of the hydrostratigraphy of the Gig Harbor PeninsLlIa. 
EMCON (1992) developed hydrogeologic cross-sections showing the extents of the three aquifers. The cross-sections show that the 
Vashon Aquifer is continuous across much of the Gig Harbor Peninsula, with the exception of deeply incised areas such as Wollochet Bay 
and Gig Harbor. The Sea Level Aquifer is present throughout the Gig Harbor Peninsula. Borehole information for the two permeable 
units comprising the Deep Aquifer is very limited, and the lateral extents of the Deep Aquifer are not known (EMCON, 1992). 

The peninsula is drained by multiple small streams that discharge directly to marine water. Annual precipitation on the Gig Harbor 
peninsula ranges from 40 to 52 inches/year (in/yr) (Golder 2002). Precipitation on the peninsula infiltrates into the ground, runs off to 
streams, or is lost to evapo-transpiration. It is estimated that between 13% (Drost 1982) and 18% (Golder 2004) of precipitation is 
available for groundwater recharge (after contribution to baseflow is made). 

The water that infiltrates the ground flows vertically downward to recharge the three aquifers found beneath the Peninsula. Recharge to 
the Deep Aquifer may come from areas outside of the peninsula. Horizontal flow directions of groundwater within aquifers is generally 
from areas of higher head to areas of lower head. Drost (1982) cites a generally downward component to groundwater flow on the 
Peninsula, with groundwater generally flowing toward marine water bodies and to surface drainage channels. 

Hydrologic Analysis 

Well 6 is removing water from the Deep Aquifer. The thickness of the Deep Aquifer in the vicinity of Well 6 is unknown because few if 
any wells penetrate the unit in this area of the Gig Harbor Peninsula. Based on the geologic description available on the well log, Well 6 
is removing water from water bearing zones comprising the upper 178 feet of the Deep Aquifer. The well log indicates that water bearing 
sand and gravel was encountered at383 feet bgs (128 feet below msl). This layer likely represents the top of the Deep Aquifer. Well 6 
was pump tested in at the time of drilling (12111/91) and yielded 800 gpm with 28.4 feet of drawdown after 24 hours. 

Surface infiltration and downward percolation of precipitation recharges the Deep Aquifer. The areal extent over which recharge to the 
Deep Aquifer occurs is unknown. There is currently not sufficient data to determine the exact direction offlow and gradient of the 
potentiometric surface in the Deep Aquifer. 

Neighboring Water Users 

Water rights and well logs for wells completed in the Deep Aquifer were examined in order to determine ifpumping in Well 6 would 
impair other water right holders. The closest well (certificate G2-26966C - Haven of Rest Cemetery) is located approximately 1.3 miles 
(6,900 feet) north of Well 6, The potentiometric surface for the Deep Aquifer is not well defined because several water-producing units 
comprise the aquifer and few wells are completed in the Deep Aquifer. The current understanding of the Deep Aquifer potentiometric 
surface is that it mimics ground elevation, (i.e. the highest heads are beneath the highest topography). Based on the observed pumping 
levels in Well 6, certificate G2-26966C is unlikely to be impacted by increased pumping in Well 6. 

In shallower aquifers above the Deep Aquifer, the following Water Right Certificates were located within approximately one mile of Well 
6: 

16 wells completed in the Vashon Aquifer; 

Eight wells completed in the Sea Level Aquifer; and 

Two wells have not yet been drilled. 

Wells completed in the Vashon and Sea Level Aquifers within a one mile radius of Well 6 are not likely to be affected by withdrawals in 
Well 6. A radius of one mile was selected for a search radius based on aquifer properties. The well log for Well 6 indicates the presence 
of silty clay between 220 and 266 feet bgs and silty sand and gravel between 331 and 383 feet bgs. This low permeabi1ity unit above the 
Deep Aquifer likely prevents direct communication with the shallower aquifers. Therefore, certificated water right holders will not be 
prevented from withdrawing their allotted amounts of water as a result of pumping in We116. 

Effects to Surface Water 
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Minimum instream flows were established in 1981 through Chapter 173-515-040 WAC, the Instream Resources Protection Program for 
the Kitsap Water Resource Inventory Area (WRIA) 15. Any groundwater withdrawals with priority dates later than the closure dates 
stated in the WAC must not impair instream flows. 

The well log for Well 6 indicates that the elevation of the screened interval of the well is 241 to 253.5 feet below msl. Additionally, the 
log indicates the presence of silty clay between 220 and 266 feet bgs and silty sand and gravel between 33 J and 383 feet bgs which likely 
prevents hydraulic communication between layers occurring above and below them. 

, 
Well 6 lies approximately 0.6 miles south of nearest perennial tributary of North Creek. WAC 173-515-040 has closed North Creek to 
consumptive withdrawals year round. However, based on the depth of Well 6 and the presence of the low permeability unit that lies 
above the screened interval, withdrawals from Gig Harbor Well 6 are not anticipated to impair surface flows in North Creek. Effects, if 
any, would be likely to occur within the reach of the stream that is tidally influenced. Existing information on groundwater flow gradients 
in the deep aquifer indicate that Well 6 is intercepting groundwater that would otherwise discharge to marine water. 

Seawater Intrusion 

Given the coastal nature of the Gig Harbor Peninsula, seawater intrusion is always a potential concern, not just for Well 6 but for other 
wells that may be completed downgradient in the Sea Level and deeper aquifers. Well 6 has been in operation for over 12 years, and the 
currently issued water right permit G2-281 02 includes requirements for regular monitoring of chloride levels. Historically, monitoring of 
this pal1icular well has not detected any elevation of chloride levels beyond background level. 

Water Allocation/Demand Forecasting 

In 1998, the City completed the annexation of the Gig Harbor North and Olympic Mall areas. Today, the City of Gig Harbor has a 
population approaching 7,000, and by 2019 anticipates a population of 26,305 within. the Urban Growth Area boundary, (City of Gig 
Harbor June 200 I Comprehensive Water System Plan). To meet this future demand the City has filed two new applications. 

In order to meet future water needs, Gig Harbor applied for additional water rights in 1991. Application G2-29896 requests additional 
withdrawals from Well 6, and Application G2-29937 was filed for a proposed well to be located in the Gig Harbor N0l1h area. 

The City of Gig Harbor has estimated that by the year 2024 they will need 2,265 acre-feet. As primary/additive water rights allocated to 
the City of Gig Harbor amount to J,369 acre-feet per year, the City needs additional rights amounting 896 acre-feet per year. 

Well 6 is currently equipped to produce 1000 gpm, but generally operates more efficiently at a constant rate of800 gpm. "This well is 
capable of generating the full 896 acre-feet required to meet the City 2024 demand. 

PINDINGS AND CONCLUSION: 

Well 6 is located on the east central portion of the Gig Harbor Peninsula, in the SE Y., NW Y. Section 7, Township 21 North, Range 
I East. Well 6 is completed in the Deep Aquifer system. Pumping in Well 6 is not likely to affect neighboring water users. The 
nearest well in the Deep Aquifer with a water right is located over one mile away from Well 6. Given the depth of Well 6 and 
presence of low permeability material above Deep Aquifer, withdrawals are not expected to affect wells completed in the Vashon 
or Sea Level Aquifers. 

• While the well is located within WRiA 15, which is regulated by WAC 173-515-040, it is unlikely that withdrawals from the well 
will affect surface water bodies in the basin. This well is completed in an aquifer system that discharges to the Puget Sound, and 
is not in hydrologic continuity with other surface waters in the basin. The well is completed below sea level, and the well log 
indicates the presence of the low permeability unit above the screened interval. Consequently, withdrawals from Gig Harbor 
Well 6 will not impair surface flows. Effects to surface water, if any, would be likely to occur within the reach of the stream that 
is tidally influenged. 

• This appropriation is for a beneficial use, and will not impair existing rig!]ts or be detrimental to public welfare. 

RECOMMENDATIONS: 

I recommend that this application be approved and a permit be issued to allow maximum instantaneous appropriation of 1000 gallons per 
minute from Well 6 (non-additive), and 896 acre-feet per year for municipal supply as an additive/primary allocation. The period of use is 
year-round as needed. 

This permit is subject to the following provisions. 

PROVISIONS: 

An approved measuring device shall be installed and maintained for each of the sources identified by this water right in accordance with 
the rule "Requirements for Measuring and Reporting Water Use", Chapter 173-173 WAC. 
Water use data shall be recorded daily. The maximum monthly rate of diversion/withdrawal and the monthly total volume shall be 
submitted to Ecology by January 3\ st of each calendar year. Ecology is requiring submittal of daily meter readings to collect seasonal 
information for water resource planning, management and compliance. 

Chapter 173-173 WAC describes the requirements for data accuracy, device installation and op~ration, and information reporting. It also 
allows a water user to petition Ecology for modifications to some of the requirements. Installation, operatIOn and mamtenance 
requirements are enclosed as a document entitled "Water Measurement Device Installation and Operation Requirements". 

Department of Ecology personnel, upon presentation of proper credentials, shall have accessat reasonable times, to the records of water 
use that are kept to meet the above conditions, and to inspect at reasonable times any measuring deVice used to meet the above condItIOns. 



· . , I 
Permittee or certificate holder, and its s~ssor(s) shall provide data on chloride concentr'lrm'l'~s for the well authorized by this permit or 
certificate with analysis performed by a state accredited laboratory. Accreditation information may be obtained from Ecology's Quality 
Assurance Program at (360) 895-4649. Sampling shall occUr in April and August of each year, with a copy of the laboratory results for 
both sampling events submitted by January 31 of the following year, to the Department of Ecology, Southwest Regional Office, Olympia, 

Washington.
 

Ifpumping of the wel,l authorized by this permit or certificate causes chloride concentrations to exceed 100 milligrams per liter,
 
immediate action shall oe required to prevent concentrations from increasing (such as reducing the instantaneous withdrawal rate (gpm) of
 
the well). If corrective measures fail to prevent chloride concentrations from exceeding said level in the future, permittee or certificate
 
holder shall relinquish the option to perfect additional allocated quantities regardless of the stage of development.
 

Issuance of this water right is subject to the implementation of the minimum requirements establIshed in the Conservation Planning
 
Requirements, Guideline and Requirements for Public Water Systems Regarding Water Use Reporting, Demand Forecasting
 
Methodology, and Conservation Programs, July 1994, and as revised.
 

Under RCW 90.03.005 and 90.54.020(6), conservation and improved water use efficiency must be emphasized in the management of the
 
State's water resources, and must be considered as a potential new source of water. Accordingly, as part of the terms of this water right,
 
the applicant shall prepare and implement a water conservation plan approved by Department of Health. The standards for such a plan
 
may be obtained from either the Department of Health or the Department of Ecology.
 

The Water Resources Act of 197 I specifies certain criteria regarding utilization and management of the waters of the state in the best
 
public interest. Use of water may be subject to regulatIon at certain times, based on the necessity to maintain water quantities sufficient
 
for preservation of the natural environment.
 

REPORTED BY: ~iOCGuukL. Date: October 7. 2004 

The statutory permit fee for this application is $20.00. 

,FINDINGS OF FACT AND DECISION 

Upon reviewing the above report, I find all facts, relevant and material to the subject application, have been thoroughly investigated. 
Furthermore, I find water is available for appropriation and the appropriation as recommended is a beneficial use and will not be 
detrimental to existing rights or the public welfare. 

Therefore, I ORDER a permit be issued under Ground Water Application Number G2-29896, subject to existing rights and indicated 
provisions, to allow appropriation of public ground water for the amount and uses specified in the foregoing report. 

Sign:Jh::~;;:-O"__ daY'Of~-----'OJ1C...Jt.J.Ollb.u:e:.l-r,----- "2004. 

Thomas Loranger 
Water Resources Section Manager 
Southwest Regional Office 
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An approved metering device shall be installed and maintained in accordance with RCW 90.03.3&50, WAC Sos. 
64-020 througb ·040 (insta1IatiOD, operatfoD, and maintenance requirements are attached). Meter readings shall 
be recorded at least montllly. 

Issuance of this water rlJbt may be subject to lmplementatioD of the mfDImum requfrements estabUshed In the 
Cons_lion PJaDnfnll Reqpirements. Guf4elinesand Requiremepts for Public WaterSystemsReprdfng Water 
U,e Reportfnv. Qmand forecasting MethodolQIlY. and Comemtfon Promms, July 1994. and u revised. 

Under RCW 90.03.005 and 90.54.020(6), coDSelVation and Improved water ~ efficiency must be empJwized 
in the lDIIDageDleDt of the State's water resources, and must be coDSfdered BS a potential ncw soun:o ofwater. 
Ac:cordIDgly, as pan ofthe terms of tbfs water right, the appUcant may be required to prepare anel implement 
a water conservation plan approved by Department ofHealth. 11Ie standards for sucb a plan may be obtafDed 
from either the Department of Health or the Department of Ecology• . 
Chloride concentration rmalysls shall be performed prior to system use, then quarterly when the system Is In use, 
by a IaboratolY accredited by the Department of l3c:oIogy. The resulting data sbaU be submitted to the 
Department of Ecology, Southwest Regional Office annuaUy, in the month of february. 

If the chloride concentration exceeds 100 mgIL, the withdrawal rate shall be reduced or the pump settfDg raised 
to reduce the chloride level to below 100 mgIL. 

Under RCW 9O.44.1508JId 90.54.030. Ib.e Department of Ecology Is directed to become iJlformed about aU 
aspeets of the water resources of the State. The Department Is authorized to make sucb fDvestigatiODS as may 
be necessmy to detemdne the locadoD, extent, depth, volume, and flow of aU srouud waten wftbJD the State. 
Accordingly, the appUc:ant sbaU monitor and provide aD annual summaI)' of the pravlous year's monthly water 
level data and monthly totals of water pumped for this weD. The suD1ll18lY sbaD be Iiubmftted In tabular format 
to Ecology'sSouthwest Regional Office annually, dumg the month ofFebruBJY,or more frequently "requested 
by the Depanment. 

7Iu! right 10 Ille ur, ollhe waterafomal4 hmby oonfirme41srestrlcled to the lands orplace01ure hereu, 
described. except a provided in ncw90.03.380, 90.0,3.390, and 90.44.020. 

""Ie certIIIoaI. alMter dgM Ie .~ .ubflClto rellnqulelllnenlfor nonuM alWIttr ..prO'MId In HeWto.,..,1O. . 

Given under my hand alut the seal ollilis olftce at O/ympio, Wallington. 

tIIu 26th day 01 October , 19....!L. 

Mary Rlveland, Director 

Depanment of Boology 

ENGINEERING DATA 

OK 'r?r by~ ~A,iT.Lf'Me.:: 

r----~------~ FOR COUNtY USE ONLY 
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CERTIFICATE
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U;;Q\1I 
Marcb 29. 1991 

&TA1& OF WASHINGTOt.!..r,.
DEPAIIIIIENTO' ECDL~ 

REPORT 'OF 1I1lAM1NA'l'lON 
TO APPROPRlA1& PUBUC WA11!AS OF THE STAlE OF WASHINGTON 

INNCA'IDI......02-281OZ 

NAIll 
City of Gf. Harbor 

pn) 

GfBHarbor 
tIWIt .ClaI 

WasbfrJlltOD 98335.0145 

illtiOii 
Well #6 

__eF81UKlll WAlGIUIIDEofIDFlRYENI I
-;;miEiniii;;;aii5iii""__.....&...;1,;...OOO .L6_~_2.;.(s...;up:.::p;...le_m_e_DtaI_s...:UP:.::p..;IY.;.> _ 
Cltl • _ (II" 

612 acre-feat per ~ Municipal supply Year-round, as needed 
(Supplemental supply) 

LQCAJION Of QNIBBIONIWIDIDNWAI.
DMiiiMtiUiii6i5d£LtMiiiS1W14 
1230 feet north and 550 feet west of the center of Section 7. 

Area selVed by GIg Harbor. 

RGPOAl' OF ~T1QN 
.........~-~ .... _. -~---
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DESCRIPtiON OF PROPOSED WORKS 
A 566 foot deep weD equipped with a pump capable of withdrawing 1,000 gpm. 

CXlII'IDE l'IlDJtCT1ft 'll1B DATE: WA'lDl MlOFUU. WllrI'1II!I1IoITE: 

Completed	 In use 

REPOM 
I recommend that AppUcation No. G 2-28102 be approved, and a pennit issued allowing the withdrawal of 
public ground water for municipal supply. 

BACKGROUND: 

Pursuant to Chapter 90.44 Revised Code ofWasblngton (RCW). Ben YazlcI. for the City of Gig Harbor, applied 
for a permit to appropriate public groUDdwater from 8 weB, known as WeD 6. The aty requested 500 gallons 
per minute (gpm), to provide municipal supply to the area served by the City. The application was accepted 
for processing and assigned a priority date of March 29. 1991. 

A Temponuy Permit was Issued on August IS, 1991 authorizing the construClion Bud testing of thilI waU at a 
rate of500 gpm. On Oelober 25. 1991 an amendment to the Temponuy Permit was issued, aUowfng withdrawal 
of up to 800 gpm for testfDs purposes. 

A legal notice of the proposed appropriatioD was published in the "Peninsula Gateway" of GIs Harbor, 
Washington. No protIStS to the propo:scd 8pplOprfallon were received. TestiDS sbowed 1hc aquifer to be more 
productive tJum oriJlDaUy thought, and the applicant requested that the affidavit be amended to iDcrease the 
instantaneous withdrawal from 500 SJJDI to 1,000 p. The legal notice was repubUshed, and although no 
protests were received, two letters of concern were submitted. Both letter writers 9pressed CGnc:em about 
ground water supplies and water quality in the Gig Harbor area. Those concerns arc addressed wltbiD the body 
of thfs report. 

The foUowfDS Report of Bumjnation documents the Departments fnspeetions and research. 

JNW.mOA'I1QNS: 

JW Vao HulJe and 1conducted a field inveItigatfOD of the project aite. Representatives from the City present 
were not present dUJlng the site visit, but Ben Tazlel, DJrector ofPubUc Worb, was subsequently contacted by
telephone. Other InquiJy Included: 

•	 Analysfs of tbe document entitled Desjm and Testioa ROJOn. Well S. by Hart-Crowser. Inc., consultant 
for tbe City. 

I • Analysisofthe document entitled Gil Harbor WeI! STest Result!, by Robinson &. Noble, InC., comwtant 
for the City. 

•	 Analysis of the document entitled Production Well 6. Construction and Testing SopoR, Carr/Associates,
consultant for the City. 

•	 Review of the document entitled Gig Harbor Peninsula Ground Water Management Promm, by 
EMCON Northwest, Inc., and AdolfsoD AssocIates, Inc., consultants for tbe City. 

•	 Review of the document entitled City of Gig Harbor, Water Utility. General Comments. by the City of 
Gig Harbor. 

•	 Scrutiny of state records applicable to tbis site, 

(	 (I 
IL,;,'_._Re...... __ ~_.~ __	 N_Q' Q2.21f_lle_lpOfIT_O_F_EXAMI~_m_O_N 02•	 ...__



Repon Continued 

Location and Description of Sjte 

The weD site Is located approximately 1 mile southwest of Gig Harbor, within the North Creek Estates 
development. WeD 5 (AppUcatfoD No. G2-27794) is located approdmately 20 feet north of WeD 6, inside a 
small weD house. increasing residential use is typical of the surrounding area. 

!intern DescriptioD 

WeD 6 was constructed by Holt Drillfng, Inc., between August 30, 1991 8IJd December 24, 1991. The weD was 
drilled using the cable tool method to a total deptb of 592 feet, and completed as fonows: 

WeU depth: 566 feet 
Casing diameter: 16 Inch and 14 incb 
Static water level: 226 feet 
Elevation: ±240 feet above 0151 
Pump size: N/A 
Screened depth: 485-561 
Yield: I,OOOgpm 

The City intends to mtertfe this well with tbe existing water system to serve present and future water needs. 

AqUifer Cbamcteristic§ and Testing I 
WeD 6 Is completed In an aquifer formation that was identified duriDg construction of Well 5, as a productive 
water bearing zone. -The formation consists prlmarily of gravelly, fine to medium sand, with some silty horizollS. 
AD upper water boarfDg zone was found to be suscepllble to contaminatioQ, and a 67 foot surface seal wu I 
placed around the weD to Isolate tbe uppermost aquifer. 

On December 10 and 11, 1991, Carr/AsSCH:lates, Consulting Hydrogcologi$ts. conducted step and 24 hour 
I 

pumpiD, tests of WeD #6. Based on the test results, they recommended a maximum pumpiDg mte of 1,000 
gpm. 

Water levels In all four of the CIty's wells were monitored during the 24 bour tesL Tho warer levels WeD Dot 
affected by pumplDs of Wen 6, however it was found that the WIter levels In all four of the City's weDs are 
responsive to tidal fJuclU8dons In Puget Souud. The consultant concluded tbat the chloride test results from 
the City wells completed In the deep aquifer are showing oDly background levels of chloride, with 110 suggestion 
of salt water oncroaduDellt. 

Transmissivity (permeabUlty) of the aquifer was calculated as 42,500 SPd/ft, from drawdCJWD and recovery 
measurements. StomtMty wu Dot dotermined. 

Glveo the depth of the woD, and Intervening 135 foot tbfck silt layer separating tile aquifer from salt water, tho 
likelihood of salt water iDtrusloD Anto the aquifer is slight. However. dUlllu ih~ paucity ofdata concerning the 
potential for salt water intrusion Into this aquifer. periodic chloride monitoring and reporting wID be a provision 
of the permit. 

The consultants found that WeU 6 Is capable of a pumping rate of 1,000 gpm for extended periods. The 
applicants plan to use tbis weD for an average of 10 hours per day, pumpiDs 672 acre-feet per year (AFfY). 

Water Right Summa[¥ and Needs AsSessment 

Under the Chelan Agreement of 1990, priorities for water allocation will be determined tbroup regional water 
resource plllllS. To meet the water supply needs of tbe large municipal utilities, during the time that regional 
water resource plans are being developed, the Department (Jf Ecology Is currently Issufng water rights using a 
6 year planning horizon. Using information provided by Ben Yazlct. It Is estImated that the City could be 
serving a populatlon of 5,291 by the year 1999. 

REPORT OF &J<AMINAll0N No. 02-28t02 
••r,·,,:o;=;--_· __ ~ __·__"_ .-,~", .•~ 



Repon Continued
 

The City of Gig Harbor holds the following Water Right Certificates:
 

Cenjficates PriDuuy· Supplemental·· 

Well #1 - CerL S90-A 400 &pm 238 acre-feet 
(abandoned) 

Well #2 - CerL G2-00S21 330 &pm 204 acre-feet 116 acre-feet 

WeB #3 - CerL 02-25078 615 gpm 538 acre-feet 44~ acre-feet 

Well #4 - CerL G2·27393 230 &pm 238 acre-feet (standby) 

1.1SS &pm 74~ acre·feet 796 acre-feet 

• PrimaIy rights are issued for an addftionaJ annual quantity• 
••Supplemental rights are issued to allow addltionallnstantaneous withdrawal, but do not allocate an increased 
annual withdrawal. 

In 1999 the City ofGig Harbor could be !e!\ling a projected population of 5,291. Average per capita use bu 
remained steady at approximately 140 gpd/c, and this figure bas been used for planning pUlpuses. The Oty 
currently holds withdrawal rights for 742 APIY (prfmSIY). To serve B population of S,291, an average of 0.74 
MOD or 830 AFIY, B quantity more thaD that currently authorized. wiD be required. 

Application No 02-27794 (WeD S) was evaluated concurrendy with tbfs application. Issuance of a permit 
allowing the withdrawal of SOO spm and an additional 88 APIY for prJmaJy supply, and B total of Z48 APIY for 
supplemontalsupply, WIll nClOIDJDeoded to enable the City to meet projected needs, ADy additional aDocatiOIl5 
wm be consfdered supplemental supply. 

The City intends to pump thJs weD an average of 10 boon per day, produdDg 672 AFty. To meet the City's 
needs of additicmaJ iDstantaneous withdrawal, this permit should be issued to dow a withdrawal of a total of 
612 APfY for supplemental supply to existing rights. 

Effect on Edsting RiabU 

The following groundwater records arc OD me with Departmeot of Ecology: 

•	 A total of 7groundwater cenfficat6S. and 1ground water permit. have been issued withln a half mue of 
the subject weD. A total of 364 gpm and 98.S APIY have been permitted. AU withdrawals are from 
water bearing zones located a~ the subject withdrawal point. 

•	 Six weD lop Bre 00 me for the area within half a mUe of the subject welL AU weUs are completed In 
gravel formatioDS, above the subject weU at depths ranging from IS' to 194'. 

Because of the thick confinlDg layers Isolating the aquifer, and the lack of ground water development in the 
produetlon aquifer, it is highly unlikely that withdrawals from Gig Harbor's WeD 6 will interfere with the 
production of neighboring wells. 

Consideration of Public Concerns 

Paulette Erickson and Nancy Hansen submitted letters ofconcern to tbls office regardlng ground water suppllcs 
and water quality In the Gig Harbor area. Both parties have experienced problems with higb fron content 
and/or insufficient pressure. AlthOUgh these are legitimate concerns, they are the venue of the City or water 
pUlVeyor, and denial of a permit is not warranted. 

OONCWSION: 

In acoordaJ1cc with Cbapter 90,44 RCW, I Ond there is water avafIablo for appropnation from tho source In 
question, tbat the appropriation Is for a beaeflcfaJ usc, and sbould not impair oldstfDS rights or be detrimental 
to the public welfare. 

(	 (: 
REPORT OF EXAMlNA1l0N	 No.GHlIOI ;':., 
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Repon Continued 

BBOOMMBNDADONt. 

I recommend approval of this applicatioD bIId issuance of a permit to allow appropriation of 1.000 gpm, 
672 AFIY, as suppJemental supply, from tbfs wen to provide municipal supply to the City of Gig Harbor. 

The period of use shaD be year-round, as needed. 

p~~ permit shaU be sUbJ~ to aU applicabJe state regulations and to the following provisions: 

e water appropriated under this application will bo used for publicwater supply. TheState Board ofHeaIlb 
:..( J Jrulcs require pubUc water supply owners to obtafD writCeD approval from the Offfc:e of Water Supply. 
~, Depanment of Health, Mall Stop LO-ll, Building 3, Olympia, Washfngton 98S04. prior to any Dew consU'Uctfon 

Dr alterations of 8 pUblic water supply system. 

"" installation and maintenance of an access pon as described In WAC 173-160-3SS Is required. An air Une and 
Y gauge may be installed in addition to the access pan. 

i
 
An approved metering device shaD be Installed and mafntained in accordance with RCW 90.03.360, WAC 5OB

64-020 through ·040 (fnstaUatloD, operation, and maintenance requircmenu are attached). Meter readings shaD
 
be recorded at least monthly.	 , 

~ water wells CODStructed witbfD the State shall meet the minimum standards for well construcdon and 
~ tenance as provfded under RCW 18.104, WashfDgton Water WeU Construetfon Act of 1972, and Chapter 

173.160 WAC, Mlnfmum Standards for Construction and Maintenance of Wells. 

· In conJuncrion with the Stato Department of Healtb bacteriological sampliDg tho applicant .shall test water 
ty for chloride concenttatfoD once every three montbl. Water samples shaD be gathered BOd IIDII1,yzed fD..L. rdanco with Standard Methods for the Bprnlnatfop of Water and Wastewater, 16th EdItion, 1985, or

'tI qulvaJent methods. Chloride concentratfon anal~fI shall be performed by a IaboratolY accredited by the 
epartment of EcoJolY for the tasts to be conducted. Al:creditatlon information maybe obtained for Bcolog'l ~ quality Assurance Program at (2M) 89S-464~. 

· ~ When tho chloride concenttatfon exceedIl00 mgIL. the withclrawalmto shaD be reduced or the pump settfDg I
 

· raised to reduce the chloride level to below 100 mgIL
 

~ 1bfspermit Is sub eet to tho implementationof the miDfmum requirementsestablished in the Imerlm Gufdelines 

~	 ProlP"ms, July 1990 (attached), and as revised. 

~	 Under RCW 90.03.005 and 90.54.020(6), COllServatioD and improved water use efliclency mwt be ellJphasfze4 
~	 In tho management of tho states water resources, and must be considered u a potcDtlai new source of water. 

AccordIngly, as part of the terms of this permit, tho appUCBDt sball prepareand Implementawater COnseMtlOB 
plan approved by DcpanmCDI of Health. Tho slBDdards for Rcb a plan may be obtained from either mo 
Department of Health or the Department of ScoIOSJ. 

i """ The applicant Is aclvfscd that notice of proofofappropriation ofwater (under which the final certificate ofwater 
J right Is isSUed) should not be mcd untU the permanent diversion facilities have been installed, and the sptem 

Is currently In use. ThIs Includes Installation of a mafnUne system capabJe of deliverfDg the recommended 
quantity of water to an existing Dr proposed distribution system withfD the area to be served. and fulfiUment of 
all other tenna of thJs permit. 

~ .. 
REPORTED BY: . J~ [)ate: April 1a, 1994 

The statutory permit fee for tbls application is $20.00. 

REPOAT OF EXAMINATION 
.- _.- ----- - - - .-~------""-------'--.:....:...;;.......,.-------------.. 



Please follow the attached instructions to avoid unnecessaIJ)f.Pel'!W.tSJO 

UUIIiTIl IIATl 
IHlll1l1T II 

ECOLOGY 

State of Washington 
Application for a Water Right 

Name City of Gig Harbor Home Tel: (~ -

Mailing Address 3105 Judson Street Work Tel: ~)~ __8_1_4_5 _ 

City Gig Harbor State'~Zip+4_9_8_33_5 + 5136 FAX: (~)~ __7J_5_9_7 _ 

Name Dayid Skinner Home Tel: (__) 

Mailing Address 3105 Judson Street Work Tel: C~.~L.~~~ _ _8_1_4_5 _ 

City Gig Harbor State ~ Zip+4 98335 + 5136 FAX: (~~ __7_5_97 _ 

Public Works DirectorRelationship to applicant _ 

The applicant requests a permit to use not more than 1, 000 ~ gallons per minute or 
o cubic feet per second) from a 0 surface water source or ~ground water source (check only one) for the purpose(s) 
of domestic/public supply . ATTACH A "LEGAL" 
DESCRIPTION OF THE PLACE OF USE. (See Instructions.) NOTE: A tax parcel number or a plat number is not 
sufficient. 
Estimate a maximum annual quantity to be used in acre-foot per year: 1,000 acre-feet per year 

o Check if the water use is proposed for a short-term project. Indicate the period of time that the water will be needed: 

From -f__I__ to __1__1__ 

Name the water source and indicate if stream, spring, A permit is desired for _o_n_l:1 well(s). 
lake, etc. If unnamed, write "unnamed spring," 
"unnamed stream," etc.: 

Number of diversions: 

Source flows into (name of body of water); Size & depth of welles); 
16" casing: Well depth 

ECY 040-1-14 APPLICATION 
Rev. 7/97 •• f ~. 



Name of system, if named: City of Gig HarborA. 
.~-----=---------

B.	 Briefly describe your proposed water system. (See Instructions.) 
The proposed well will supplement the City of Gig Harbor's existing water system, 

which includes four active wells, five storage tanks, and approximately 1,400 service 
Connections. The proposed well will·be equipped with a pump capable of producing,l,OOO gpm. 
A New reservoir will likely be built near the proposed well. 

Well construction reports for the City's existing wells are attached to this 
Application, 

c.	 Do y@u already have any water rights or claims associated with this property or system? lQ!:YES DNO 
PROVIDE DOCUMENTATION.
 

SEE PAGE 4 OF THIS APPLICATION
 

A.	 Number of "connections" requested: Type of connection See paie 4 of this appH cation 
(Homes, Apartment, Recreational, etc.) 

B.	 Are you within the area of an approved water system? lOt YES D NO 
If yes, explain why you are unable to connect to the system. Note: Regional water systems are identified by your 
County Health Department. The proposed well will supplement the City of Gig Harbor's 

• ~isting wat."er system. • .	 •
Complete C. and D. only if the proposed water system wIll have fifteen or more connectIons. 

c.	 Do you have a current water system plan approved by the 
Washington State Department of Health? lQI'YES 0 NO 
If yes, when was it approved? 1994 Please attach the current approved version ofyour plan. 

D.	 Do you have an approved conservation plan? fg:YES D NO 
If yes, when was it approved? 1994 Please attach the current approved version ofyour plan. 

A.	 Total number of acres to be irrigated: _ 

B.	 List total number of acres for other specified agricultural uses: 

Use Acres _
 

Use Acres _
 

Use Acres _
 

C.	 Total number of acres to be covered by this application: _ 

D.	 Family Farm Act (Initiative Measure Number 59, November 3,1977) 
Add up the acreage in which you have a controlling interest, including only:
**Acreage irrigated under water rights acquired after December 8, 1977; 

Acreage proposed to be irrigated under this application;
 *Acreage proposed to be irrigated under other pending application(s). 

I.	 Is the combined acreage greater than 2000 acres? DYES DNO 
2.	 Do you have a controlling interest in a Family Farm Development Permit? DYES DNO 

If yes, enter permit no.: _ 

E.	 Farm uses: 
Stockwater - Total # of animals Animal Type (If dairy cattle, see below) 

Dairy - # Milking # Non-milking _ 

APPLICATION 



Use this page to continue your answers to any questions on the application. Please indicate section number 
before answer. 
Section 3. The place of use will be the area served by the City of Gig Harbor, as described 

in the City's Water System Comprehensive Plan. 
Section 5(c). The City has existing water rights for its well's No. 1,2,3,4,5 and 6. 

These Water rights have DOE Certificate Nos. as follows: 
590-C 
G2-00552 
G2-25078C 
GZ',27393 
G2-27794 
G2-28102 

Section 6(a). The City's water system will serve an estimated 2,400 mixed residential and 
commercial connections in the year 2020 

(c). The City's Water System Comprehensive Plan is currently being updated. The 
front page of the 1994 plan is attached to thils application., 

(d). The City's Conservation plan is included in the Water System Comprehensive Plan. 
Section II (b). The City will secure a 100' radius sanitary control restrictive covenant around 

the proposed well. 

APPLICANT PLEASE 
RETURN TO CASHIER, 
PO BOX 5128, LACEY, WA 
98509-5128 

APPLICANT PLEASE 
RETURN TO THE 
APPROPRIATE REGIONAL 
OFFICE 

Explanation: 

Please provide the additional ,information requested above and return your application by _ 
______________ (date). 

Ecology staff _ Date _ 

Ecology is an Equal Opportunity and Affirmative Action employer. 

To receive this document in alternative format, contact the Water Resources Program at (360) 407-6604 (Voice) 
or (360) 407-6006 (TDD). 

APPLICATION
 



Will you be using a dam, dike, or other structure to retain or store water?	 eYES DNO 

NOTE: lfyou will be storing 10 acre-feet or more ofwater and/or if the water depth will be 10 feet or more at the deepest 
point, and some portion of the storage will be above grade, you must also apply for a reservoir permit. You can get a 
reservoir permit applicationjrom the Department of Ecology. 

Provide detailed driving instructions to the project site. 

From State Route 16 Northbound, take the Burhnam Drive/Swede Hill interchange. Proceed East 
on East-West Road for three~quarters of a mile. Then North one-quarter of a mile to the proposE 
well site. 

A. Attach a map of the project. (See Instructions.) 

A map is attached. 

A.	 Does the applicant own the land on which the water will be used? [J YES ~NO 

If no, explain the applicant's interest in the place of use and provide the name(s) and address(es) 
of the owner(s): 

The Cit}!' w"tpr system is 2' public utility that serves residents and busineSSeS 

within its water service area. 

B. Does the applicant own the land on which the water source is located? [J YES KiNO 
If no, submit a copy of agreement: 

The well facility will be turned over to the City as specified in the attached 
Preannexation Agreement for Gig Harbor North. 

I certify that the Information above Is true and accurate to the best of my knowledge. I understand that In order 
to process my application, I grant staff from the Department of Ecology access to the site for Inspection and 
monitoring purposes. Even though I may have been assisted In the preparation of the above application by the 
employees of the Department of Ecology, all responslblllty for the accuracy of the information rests with me. 

Date 

Landowner for place of use (if sarrie as applicant, write "same") Date 

APPLICATION 
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___________~. DESCRIPTION OF PROPOSED WORKS. 

Well 8, 10-inchcasingt0241 feet deep. 

DEVELOPMENT SCHEDULE 
BEOINPItOJ'ECT BY noS DATE' COMPLETE PROJEli BY nus DATE. WAmll PUT TO FULL USE BV 11iIS OATS" 

Started Completed In-use 

REPORT 

BACKGROUND: 

On January 8, 200l,the City of Gig Harbor filed an Applica/ion/or Change to change the place of use of an existing water right 
certificate. The request was filed under the original water right number 6018-A. 

A public notice of the proposed change was published, and no protests were received. 

Based on the provisions ofChapters 90.03 and 90.44, Revised Code of Washington CReW), and the following infonnation r recommend 
issuance ofa superseding certificate, 

INVESTfGATIONS: 

Ground water certificate 6018-A has a priority dale of September 2, \965. The certificate was originally issued to Peninsula Waler 
Development Company Inc., and authorizes the withdrawal of30 gallons per minute and 48 acre-feet per year for community domestic 
supply. In [971 the Harbor Water Company acquired the well and associated water system. In 1991, Harbor Water Company conveyed 
the well to the City of Gig Harbor. 

Gig Harbor refers to the well as Well 8. The well is 241 feet deep and was completed with an 8-inch casing. 
This system was constructed primarily to serve the water needs of the Rushmore Subdivision; located on Reid Road. The well i. now 
incorporated into the City ofGig Harbor's water system, and the residents of the original Rushmore sub-division are supplied water from 
the City'S distribution system. The applicant provided power records and other information to substantiate use from Well 8. The right is 
fully perfected and eligible to be changed. 

The intent of this Applicationlor Change is to change the place ofuse to reflect the City ofGig Harbor's water service area. No increase 
in the withdrawal rate or annual allocation is requested by the application. The water will remain in use for domestic supply. 

CONCLUSION: 

When considering an application for change to a water rigbt, Ecology must detennine that the proposed change can be made without 
detriment or injury to existing water rights or to water rights for which applications have been filed. Factors considered when determining 
potential impact include the following: 

0> No Impairment to Existing Rights: 

No additional water will be withdrawn under this proposed change. There bas been no documented history ofpumping interference 
between existing wells in the area and this well, nor is it amicipated that modifying the place of use would cause any impairment to 
any existing ground water rights. 

-> No Detriment to the Public Welfare; 

There are no findings through this investigation to indicate that there would be any detrimental impact to the public welfare through 
issuance of the proposed change. The Department of Ecology supports the development of public waler systems to serve the 
domestic wate·r needs ofcommunities such as Gig Harbor. 

•:. No Enhancement Dfth.e Original Rigl!!; 

No withdrawal of water over and above what has been historically put to beneficial use would be authorized tbrough approval oft/tis 
change. 

In accordance with Chapters 90.03 and 90.44 RCW, I find that changing the place of use on certificate 60 18-A is not detrimental to the 
public's welfare and will not impair existing rights. 

RECOMMENDATIONS: 

I recommend the approval of the Applica/ionlor Change and the issuance of a Superseding Certificate in the amount of 30 gpm, and 48 
acre-feet per year. 

This certificate is subject to the following provisions: 

PROVISIONS: 

The water appropriated under this application will be used for public water supply. The State Board of Health rules require public water 
supply owners to obtain written approval from the Office of Water Supply, Department of Health, 1112 SE Quince Street, PO Box 47890, 
Olympia, Washington 98504·7890, prior to any new construction or alterations ofa public water supply system. 

[nstallation and maintenance of an access port as described in Chapter 173-160 is required. An air line and gauge may be installed in 
addition to the acee.. port. 

REPORT OF EXA'.IINATION 2 No. 7773 





File Original ond First Copy with 
O.partnJent 01 E(,'ololY	 AjJp!.tc.tion No. 
second Copy - Owner', Copy	 WATER WELL REPORT 
ThIrd Copy - DrIller's Copy 

STATE OF WASIDHGTON	 PermIt No.. 
..,J... (1) OWNER: Narne WIt:Je f¥(cw. .. ..... Addrea Gi.9 iiar-!?().t::.J..... ,·J\ 98335o 
c. (2) LOCATION OF WELL: Count)' fic.Y:.f-Cf) 

Se"nnll' and distance Irom section or subdlv"iol1 cornu -& ---'--- --_._--_._----

(3) PROPOSED USE: DomestIC 0 Industrial a MW1lcipal 0 

~ Irrigation 0 Tnl WeU K Other 0 

en.- (4) TYPE OF WORK: vwner', numller 01 well 

= II r more than oneJ ... 
New well )(" Method; Du.r 0 Bored 0 

I:	 Deepened 0 Cable .t( Driven 0 o Reconditioned 0 Rotary 0 Jetted 0 
I: 
o (5) DlMEN~[ONS: Diameter of well. If'........... !nch•.
:c Dnlled '10/ ft Depth of col1lpletell well 3 7.S ft.ns 
E... (6) CONSTRUCTION DETAILS:
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CITY OF GIG HARBOR 

WELL 10 

CONSTRUCTION AND TESTING REPORT 

MAY 2009 

Introduction 

This report presents Robinson, Noble & Saltbush’s findings and recommendations based on ob-

servation of construction, well screen design and development, and conducting a pumping test 

of Well 10 for the City of Gig Harbor (City), Washington. The Washington State Department of 

Health (Health) requires hydrogeologic evaluation of a 24-hour, constant-rate, individual well 

test prior to source approval. A Robinson, Noble & Saltbush hydrogeologist prepared a test 

plan, supervised testing, and evaluated the test results. The City’s drilling contractor, Holocene 

Drilling Inc. (Holocene) of Edgewood, Washington, conducted the test. Water samples were col-

lected by our hydrogeologist and analyzed by Water Management Laboratories for all Group A 

water system parameters. 

Background 

The City contracted with Holocene to construct Well 10 in the City’s Crescent Creek Park, lo-

cated at the north end of Gig Harbor on parcel number 02-22-32-3-018 in the SE 1/4 of the SW 

1/4 of Section 32, Township 22 North, Range 2 East, in Pierce County (Figure 1). The Tacoma-

Pierce County Health Department conducted a site survey and approved of the Well 10 site. 

The City’s Well 2 is also located in the park and currently operates at a pumping rate of about 

300 gallons per minute (gpm). 

 

Table 1: Well Data 

 Well 2 Well 10 

Construction Date 1963 2009 

Diameter (inches) 10 12 

Depth Drilled (feet) 121 157 

Completion Interval (ft) 116-121 96.5-136.5 

Static Water Level (ft) 2.16 13.84 

Land Surface Elevation (ft) 25 35 

Measuring Point Stickup (ft) 0 2 

SWL Elevation (ft)  22.84 21.16 

 

Land surface elevations given on Table 1 were estimated from contours shown on a well loca-

tion map provided by the City. The static water levels were taken at the start of the 26-hour con-

stant rate well test on April 14, 2009. The water level for Well 2 was taken from the sensor digi-

tal readout in the Well 2 pump house. The water level in Well 10 was measured directly with an 

electric tape.  
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Water Rights  

The City has water rights for Well 2 allowing the withdrawal of 330 gpm and 209 acre-feet per 

year (afy) of additive rights and 116 afy of non-additive rights*. The stated purpose of the right 

is for municipal supply. 

 

The City filed an application with the Washington State Department of Ecology (Ecology) for a 

new additive water right for Well 10 requesting 800 gpm and 750 afy. The application’s priority 

date is May 29, 2008. Well 10 was drilled as an additional point of withdrawal under the Well 2 

water right. 

 

Table 2: City of Gig Harbor Water Right Information 

Water Right 

Number 

Well Using 

Water Right 

Qi 

(gpm) 

QA 

(afy) 
NOTES 

G2-00522C Well 2 330 209 116 afy non-additive  

G2-30473A Well 10 800 750 Application 

Hydrogeology 

Crescent Creek (stream number 321) drains a watershed of approximately 4.5 square miles and 

discharges into the north end of Gig Harbor. The Creek is tidal from the end of the harbor 

across Vernhardson Street into the City Park where Wells 2 and 10 are located. Crescent Creek 

is closed to new withdrawals under WAC 173-515-040. Mitigation may be required if an addi-

tive water right is pursued by the City for Well 10 and it is determined that the increased with-

drawal would have a negative impact on the creek. 

 

The hydrogeology of the area is best described in the “Gig Harbor Peninsula Ground Water 

Management Area Task 5 Hydrogeologic Evaluation Report” prepared in March 1992 for the 

Tacoma-Pierce County Health Department by Sweet-Edwards/Emcon, Inc. and Robinson & 

Noble, Inc. Wells 2 and 10 are completed in the Sea Level Aquifer approximately 60 to 100 feet 

below sea level. The Sea Level Aquifer is confined by a layer of gray silt/blue clay approxi-

mately 30 feet thick that may be part of the Kitsap formation. The Sea Level Aquifer ultimately 

discharges to Puget Sound and may discharge into the deeper reaches of Gig Harbor. The actual 

gradient and flow direction of water in this aquifer has not been determined. Water quality re-

sults from all City wells completed below sea level have not shown any indication of sea water 

intrusion. 

                                                      
* Ecology revised its terms of use for water rights in 2006 under Policy 1040 in order to help clarify the 

meaning of its previous terms “primary” and “supplemental”. In general, the new term “additive” re-

places “primary” and non-additive replaces “supplemental.” See the policy document on Ecology’s web-

site for additional information. 
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Well Construction 

Well 10 was drilled to a depth of 157 feet below ground surface (bgs) by Holocene with cable-

tool equipment. Drilling started with the placement of a temporary 24-inch casing to a depth of 

60 feet. Because of the possibility of flowing artesian conditions at this site (as exhibited at Well 

2 during its construction), a 20-inch steel casing was placed in the open 24-inch borehole at a 

depth of 62 feet and sealed in the borehole with cement as the 24-inch casing was withdrawn. 

Drilling continued with 16-inch casing to a depth of 157 feet. The hydrogeologic log and com-

pletion details are shown on Figure 2 and described on the Water Well Report form attached as 

part of Appendix B. 

 

The sediments penetrated by the drill are shown on Figure 2 and include 11 feet of brown silty 

sand and gravel overlying seven feet of compact brown silt-bound sand with gravel (glacial till) 

and six feet of blue clayey silt with occasional gravel. The first water was observed in a brown 

gravel and sand between 24 and 42 feet.  Gray silt was observed from 42 to 76 feet bgs compris-

ing the confining layer overlying the artesian aquifer. 

 

The gray sand and gravel aquifer extends from 76 feet below ground surface to the bottom of 

the drilled well at a depth of 157 feet. The lower portion of the aquifer below 137 feet showed 

lenses of brown silt.  Between 145 and 157 feet where drilling was stopped, the drill penetrated 

a gray silty sand with occasional gravel. Although the zones below 137 feet are saturated, they 

were not considered permeable enough to be included into the screened section of Well 10. 

 

The drilling was stopped at 157 feet below ground surface because enough penetration had 

been achieved to allow for an adequate tail pipe. A cement plug was placed inside the 16-inch 

casing from 154 to 157 feet to stop heaving sand from entering the well and interfering with the 

casing cut at 149.5 feet. 

 

Aquifer material samples were collected by the driller and our hydrogeologist during construc-

tion.  Selected samples were sieved in Robinson, Noble & Saltbush’s soils laboratory. The sieve 

analyses are summarized in Figure 3. Individual sample grain-size analyses are included in 

Appendix B. Based on these samples and our field observations, we recommended a well screen 

design of 0.040-inch slot, Type 304 stainless-steel, wire-wrap well screen surrounded by 8x12 

size Colorado Silica sand. The well screen assembly details are listed in Table 3. The well screen 

was installed between 96.5 and 136.5 feet bgs. The sand pack was placed in the annulus between 

the 16-inch casing and 12-inch well screen assembly from 62 to 146.5 feet. The 12-inch casing 

was brought to land surface, and the 16-inch casing was pulled back to 96 feet. The 16-inch cas-

ing shoe remnant was left in the hole between 149.5 and 157 feet.  
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Table 3: Well Screen Assembly Details 

Item 
Top 

(feet bgs) 

Bottom 

(feet bgs) 
Comments 

Riser +2 96.5 12-inch mild steel pipe  

0.040-inch slot screen 96.5 136.5 Type 304 stainless steel 

Tailpipe 136.5 146.5 12-inch mild steel pipe & plate bottom 

Notes: All screens are 11.80-inch inside diameter. 

All screens are Type 304 stainless steel, v-wire construction and standard strength.  

All measurements are referenced to ground surface at the time of well construction. 

Filter sand is 8x12 size Colorado Silica Sand. 

Well Development 

The sand pack placed outside the screen assembly was settled using the spudding action of the 

cable-tool drill rig with a rubber-disc development swab. After one run through the 40 feet of 

screen at 15-minute intervals per two feet of screen, the pack sand had settled and was only 

dropping a few inches per time interval. Very little aquifer sand penetrated through the pack 

sand into the well. The driller was then directed to make long pulls of the development swab 

from the bottom of the well screen to the top of the well. This action pulled water over the top 

of the well and settled the pack sand nine feet after the first four pulls, seven more feet after the 

next three pulls, and three feet after five additional pulls. More pack sand was added and de-

velopment continued with long pulls and normal surging with the spudding action of the rig.  

 

One gallon of Baroid’s Aqua Clear PFD (phosphate-free dispersant) was injected into the well 

screen in order to mobilize silt and clay-sized particles from the aquifer formation. Surge devel-

opment continued, and several long pulls showed that the water became more silty after the 

Aqua Clear treatment. Development was considered complete when the pack sand stopped 

dropping and very little fine-grained material was entering the well during development. Holo-

cene then bailed the tail pipe clean and started installation of the test pump.  

Well Testing 

Holocene installed a submersible pump into the 12-inch casing with the intake at a depth of 86 

feet. A step-rate pumping test was conducted on April 13th followed by the 26-hour constant 

rate test on April 14th and 15th. These tests were monitored in Well 10 with a pressure trans-

ducer/data logger set to measure the water level every minute. A recording barometer was also 

placed at the well site for the test period. The records of both transducers are presented in Fig-

ure 4. Water levels in Well 2 were measured with the City’s SCADA system of data loggers and 

pressure transducers, and backed up with manual measurements made by our hydrogeologist. 

A graphic representation of the Well 2 water level data is included in Appendix B.  The tidal 

changes in Gig Harbor were measured and recorded with a pressure transducer/data logger in-

stalled at the end of the pier at the County boat launch facility located on the east side of Gig 

Harbor. The pier is situated approximately one-half mile south of the City Park. The tidal 

changes are shown on Figure 4.  
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A tidal change of over 13 feet in Gig Harbor on April 12th, before the start of testing, caused less 

that one foot of water level fluctuation in Well 10. It is likely that this change is due to a loading 

affect over the confining layer and not to a direct connection between the Sea Level Aquifer and 

the harbor. The minimal barometric changes recorded could not be directly correlated to 

changes in water level at Well 10. 

Step-Rate Pumping Test Results 

Well 10 was tested at three different production rates at one-hour intervals. The production 

rates ranged from 396 to 551 gpm. Immediately after the pump was started at 396 gpm, water 

clarity was slightly turbid. Within 10 minutes of production at this rate, the water was clearing. 

Little to no sand was produced throughout the step-rate test. The results of the step-rate test 

indicated the aquifer was a good source with a calculated specific capacity of about 8 gallons 

per minute per foot of drawdown (gpm/ft). A record of water levels measured by the Well 10 

pressure transducer during the step rate test is shown in Figure 5. 

 

The results of the step-rate test are included in Table 4 below. 

 

Table 4: Pumping Test Results  

Discharge Rate 

(gpm) 

Elapsed Time 

(minutes) 

Drawdown (feet) Specific Capacity 

(gpm/ft) 

396 60 39.55 10 

505 60 58.68 8.6 

551 30 66.1 8.3 

400 26 hours 64.86 6.16 

Constant Rate Pumping Test Results 

Based on the step-rate test results, a pumping rate of 500 gpm was selected for the constant-rate 

test. The test was started, but after three hours, the pumping water level dropped to the bottom 

of the one-inch sounding tube at 83 feet. Consequently, the pumping rate was reduced to 400 

gpm after 225 minutes of pumping. It remained at that rate through the remainder of the 26 

hours of testing. The water level drawdown below the static water level of 15.84 feet was 64.86 

feet, indicating a specific capacity of 6.2 gpm/ft. During the 26-hour test, manual measurements 

were initially collected by our hydrogeologist and later by Holocene at selected one-hour inter-

vals. The manual measurements are included in Appendix B. Figure 6, attached in Appendix A, 

displays the transducer measurements of the overall drawdown curve of the 26-hour constant 

rate test. 

 

The pumping water level in Well 10, after 26 hours, was 17 feet above the top of the well screen. 

The pumping water level in a high production well should never be allowed to draw down 

inside the well screen. This practice can cause cascading water, air entrainment, reduced well 

efficiency, increased encrustation potential, and a shorter operational life for the well. 
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Recovery measurements of Well 10 were also recorded with the transducer and backed by 

manual measurements. Twenty-two hours after pumping stopped, the water level was 19.01 

feet below the measuring point. After 26 hours of recovery, the water level of 18.56 feet was 2.72 

feet below the pre-test static water level. Figure 7, attached in Appendix A, displays the overall 

recovery trend of Well 10. 

 

The 26 hour test of Well 10 lowered the water level in Well 2, at a distance of 200 feet, 40.39 feet. 

This amount of interference suggests that the aquifer is likely a narrow valley with recharge 

coming mainly from an up valley source. 

Transmissivity  

Transmissivity (T) is a measure of the ability of the aquifer material to transmit water. It is a cal-

culated value of the full-aquifer thickness and is equivalent to the amount of water that would 

flow through a vertical, one-foot wide strip of the aquifer in one day if a unit gradient were ap-

plied. It should be noted that groundwater gradients are quite small and the transmissivity 

value cannot, therefore, be used directly as a statement of groundwater flow. Transmissivity is 

calculated from drawdown and recovery patterns, such as those illustrated in Figures 6 and 7. 

The transmissivity was calculated using the Jacob/Theis, modified, non-equilibrium formula 

from the pumping rate and the slope of the drawdown and recovery graphs. 

 

The aquifer is likely a narrow valley with low permeability boundaries on each side and the ma-

jority of source water entering the aquifer by infiltration somewhere up valley. Figure 6 shows a 

steepening drawdown curve requiring flow rate adjustments in order to maintain a 500 gpm 

pumping rate. The early part of the drawdown between seven and 25 minutes shows a T of 

about 9,400 gpd/ft. After the first flow rate adjustment was made the slope steepened and the T 

declined to 5,000 gpd/ft. After the second adjustment the T declined even further and the pump-

ing water level dropped below the transducer causing the flat line shown on Figure 6 from 

about 180 to 210 minutes. The flow rate was reduced to 400 gpm at 225 minutes into the test and 

the slope is seen to be constant between 300 minutes and the end of the 26-hours on Figure 6. 

The T for that slope is calculated at 15,000 gpd/ft.  However, the recovery slope shown on Fig-

ure 7 is not influenced by changes in pumping rate and shows a T of 7,500 as the aquifer is re-

charged from its source. The T calculated from the early drawdown slope and the recovery T 

values are 9,400 and 7,500 gpd/ft respectively. The T for the Sea Level Aquifer at Well 10 is 

approximately 8,400 gpd/ft.  

Water Quality Testing 

Water samples were collected after 26 hours of continuous pumping and sent to Water Man-

agement Laboratories for Group A drinking water analysis. Laboratory reports are included in 

Appendix B. 
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Inorganic Test Results 

Water pumped during the test was sand free with no noticeable adverse taste or odor. Water 

temperature was 50 degrees Fahrenheit. The results of inorganic water quality analyses from 

Well 10 showed all parameters except iron and manganese to be below the Washington State 

Department of Health’s maximum contaminant levels (MCL) required for safe drinking water. 

Iron was sampled at 0.73 mg/L compared to an MCL of 0.3 mg/L. Manganese exceeded the 

MCL of 0.05 mg/L with a sampled result of 0.11 mg/L. The value for turbidity exceeded the 

Health’s trigger level of 1 NTU with a test result of 2.8 NTU. The water had a hardness level of 

83 mg/L. 

 

Our experience has shown that after the well is put into normal service, the turbidity will de-

crease. A reduction in turbidity may also cause a reduction in iron and/or manganese concentra-

tions. This is because colloidally suspended compounds that are part of the turbidity can be 

falsely read as dissolved iron or manganese by the laboratory equipment. 

Volatile Organic Test Results 

Analysis performed by Water Management Laboratories shows all measured parameters to be 

below the detection level for each compound. 

Radionuclide Test Results 

Radionuclide analysis for gross alpha, gross beta, and radium 228 was not available at report 

publication. 

Bacteriological Test Results 

Bacteriological analysis results showed no coliform bacteria present.  

Sea Water Intrusion Potential 

Since Well 10 is located within approximately 600 feet of Gig Harbor, it is considered at risk and 

must be monitored for saltwater intrusion during testing. At a minimum, water quality testing 

for chloride and specific conductance is required at 1, 12 and 24 hours. Our hydrogeologist col-

lected the samples for laboratory analysis. The test results are listed in Table 5. Laboratory re-

sults are included in the Appendix. 

 

 Table 5:  Chloride and Conductivity Test Results 

 
Chloride 

(mg/L) 

Electrical  

Conductivity 

(uS/cm) 

Well 10 

26-Hour Test (400 gpm) 

1 Hour  7 157 

12 Hours 7 158 

24 Hours 7 159 
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Operation of Well 10 showed stable chloride and conductivity levels in the aquifer. The Sea 

Level Aquifer does not appear to have a direct connection to salt water at the north end of Gig 

Harbor. The lack of tidal response in the aquifer suggests that the minor tidal water level fluc-

tuation is the result of tidal loading above the confining layer in the harbor rather than direct 

inflow and outflow of sea water in the aquifer. Gig Harbor is relatively shallow at the north end 

of the bay. The aquifer likely discharges either into deeper parts of the harbor about one-half 

mile south or even further south into Puget Sound. 

 

Lateral intrusion of sea water into an aquifer is possible if the normal seaward gradient is re-

versed. The pumping water level in Well 2 or Well 10 (they will not operate together) is below 

sea level when operating. However, the City’s water quality history with Well 2 has shown no 

increase in chloride or conductivity, which are the early indicators of sea water intrusion. 

Wellhead Protection Area Preliminary Delineation 

Health requires a preliminary delineation of the Wellhead Protection Area (WHPA) for all new 

groundwater sources. Pertinent information detailing the new sources is contained in the 

“Ground Water Contamination Susceptibility Assessment Survey Form” (Version 2.2) com-

pleted for each well being prepared by the City. Well 10 will ultimately become the primary 

source, and Well 2 will be the backup source. Only one delineation is presented here, as both 

wells utilize the same water right amount of 330 gpm and 209 acre feet per year and will not be 

pumped at the same time. 

 

A WHPA is defined as the surrounding surface and subsurface area through which potential 

contaminants are likely to pass and eventually reach a well supplying public water. This area is 

known as the well’s zone of contribution or capture zone. Data are usually insufficient to com-

pletely and accurately define the exact size and shape of the capture zone. For this reason, a se-

ries of approximation methods are used to delineate a WHPA. 

 

These methods, in order of increasing complexity, are: 

• Calculated Fixed Radius 

• Analytical Models 

• Hydrogeologic Mapping 

• Numerical Flow/Transport Models 

 

Hydrogeologic data are not available to provide a more sophisticated preliminary delineation 

than the calculated fixed radius illustrated on Figure 8. 

 

The 6-month and 1-, 5-, and 10-year intervals shown were interpolated from Appendix E in the 

Washington State Wellhead Protection Program Guidance Document. The screened interval is 

40 feet and the annual consumption is 209 acre feet or 68.1 million gallons. The calculated fixed 

radius capture zones shown on Figure 1 for the 6-month and 1-, 5-, and 10-year intervals are 

505, 714, 1600, and 2263 feet respectively. The 5- and 10-year time of travel capture zones ex-
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tends beyond the valley sides and into Gig Harbor. Our experience has shown that more so-

phisticated methods would likely show an elongated oval extending northward up Crescent 

valley. However, the wells are protected from surface sources of contamination by the 25 to 30 

foot thick silt/clay confining layer logged from about 40 to 75 feet below ground surface. 

Findings  

Well 10:  

• produced 400 gpm for 26 hours, 

• is completed between 96.5 and 136.5 feet below ground surface in a confined sand and 

gravel aquifer, 

• has an aquifer transmissivity of about 8,400 gpd/ft, 

• produces water of acceptable quality with a temperature of 50 degrees Fahrenheit, and 

• shows no indication of sea water intrusion. 

Conclusions and Recommendations 

Well 10 penetrates a confined, sand and gravel aquifer found between 75 and 139 feet below 

ground surface (60 to 100 feet below sea level). This aquifer is the same as tapped by Well 2. 

 

Robinson, Noble & Saltbush recommends that the City install a variable-speed production 

pump into the 12-inch riser pipe with the pump intake at a depth of about 95 feet below ground 

surface. Two one-inch inside-diameter water level monitoring pipes should be installed with 

the pump, along with an automatic shut-off probe, to a depth of 90 feet. The pump should have 

a maximum discharge rate of 500 gpm against a pumping lift of 95 feet, plus system require-

ments. The 500 gpm rate can be used for peaking periods that should not exceed 24-hours in 

duration. We recommend installation of a computer controlled variable-speed pump that will 

reduce the pumping rate as required to maintain a pumping water level of approximately 90 

feet. The pump should be capable of producing between 300 and 500 gpm to allow full use of 

the current 330 gpm water right amount with the potential for additional withdrawal of up to 

170 gpm more in the future. 

 

Water levels must be closely monitored until the well’s operational characteristics are fully un-

derstood by the City. Once Well 10 is in operation, the City should record the instantaneous 

pumping rate and total volume pumped each time a pumping water level is measured. The City 

should plot this water level data at least annually to monitor the health of the aquifer and the 

well’s efficiency. Robinson, Noble, & Saltbush would be pleased to provide hydrogeologic ex-

pertise for these evaluation efforts. 

 

 

The statements, conclusions, and recommendations provided in this report are to be exclusively 

used within the context of this document. They are based upon generally accepted hydrogeologic 

practices and are the result of analysis by Robinson, Noble & Saltbush, Inc. staff. This report, in-

cluding any attachments to it, is for the exclusive use of the City of Gig Harbor. Unless specifi-

cally stated in the document, no warranty, expressed or implied, is made. 
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Figure 4
Well 10 Hydrograph and Barometric Log
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Drawdown Plot (04/13/09)
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Figure 5
Well 10 Step-Rate Pumping Test
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Figure 6
Well 10 Drawdown during 26-hour Test
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Figure 7
Well 10 Recovery from 26-hour Test
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Figure 8

Wellhead Protection Area
City of Gig Harbor: Well 10 Construction Project
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1.0 INTRODUCTION 

This report summarizes contaminant risks to groundwater supplies for the City of Gig 
Harbor (“the City”).  Information presented in this report supports an update of the City’s 
Water System Plan (“WSP”) currently being prepared for the City by Carollo Engineers. 
The purpose of this report is to help the City understand the contaminant risks posed by 
these sources.  Elements of this report were developed following the Washington State 
Department of Health guidelines for Wellhead Protection Programs (WSDOH, 2010). 

The study area for this inventory is shown on Figure 1.  

This report primarily contains documentation and results corresponding to the CSI update 
performed, includes a table of recommended sites visited during a “windshield survey” as 
well as adjustments made during the windshield survey, includes a protocol for updating 
the CSI in the future, and includes example letters to be sent to businesses and property 
owners within the City’s WHPAs. 

This work was performed, and this report prepared, in accordance with generally ac-
cepted hydrogeologic practices at this time and in this area for the exclusive use of the 
City of Gig Harbor for specific application to the study area. No other warranty, ex-
pressed or implied, is made. 

2.0 HYDROGEOLOGIC SETTING 

Gig Harbor is located within the Kitsap Peninsula, alongside Puget Sound, several miles 
northwest of Tacoma. Gig Harbor precipitation is estimated to average 44 inches of rain 
annually largely between October and March, as well as a few inches of snow. The area 
of WHPP concern resides roughly along a four mile stretch from SSE to NNW, starting 
just southeast of the intersection between Washington State Highway 16 (WA-16) and 
Olympic Drive Northwest. 

Surface elevations throughout most of the area vary from close to sea level at the coast to 
close to 300 feet. Topographic relief is low to moderate in much of the area, with slopes 
between zero and 10 degrees, sloping downward toward the coastline to the east and in-
land to the west of WA-16. In some locations, especially along coastlines, elevation 
change can be substantial over relatively short distances. 

The WHPAs contain large percentages of both pervious and impervious surfaces. Imper-
vious surfaces are composed of roofs, parking lots, and roads. Impervious surfaces in the 
WHPAs tend to be forested areas, grass lawns and fields, and parks. 

The area subsurface in the Kitsap Peninsula is composed of approximately a dozen 
broadly-categorized geologic units. These units also serve as layers in the hydraulic 
model used to estimate water travel time to production wells. Geologic Units are summa-
rized as: 

• Vashon Recessional Aquifer (Qvr) – Model Layer 1. Recessional outwash. Sand 
and gravel. Where present, this layer is the most susceptible to contamination 
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from surface releases but is typically thin (<30 feet) or absent within the study 
area. 

• Vashon Till Confining Unit (Qvt) – Model Layer 2. The Vashon Till Confining 
Unit typically separates Qvr from the underlying advance outwash sand and 
gravel. Composed of variably compact sand and gravel in a matrix of silt and 
clay, compacted from the overburden pressure of the Vashon glacier. Has low 
permeability in most areas and is typically less than 70 feet thick or absent within 
the study area. 

• Vashon Advance Aquifer (Qva) – Model Layer 3. Occurs below Qvr and Qvt, 
when present. Consists of sand and gravel that was deposited from meltwaters 
along the perimeter of the Vashon ice sheet. Typically, less than 70 feet thick or 
absent within the study area. 

• Upper Confining Unit (QC1) – Model Layers 4 & 6. A low-permeability unit 
consisting mostly of early Vashon glaciolacustrine silt and clay and underlying 
interglacial deposits of silt, sand, and gravel with numerous lenses of silt and clay 
or silty peat. Less than 100 feet thick or absent within the study area. 

• Sea Level Aquifer (QA1) – Model Layer 7. Consists primarily of glacial sand 
and gravel, with silt interbeds. Present throughout most of study area at thick-
nesses of 191 feet or less. 

• Middle Confining Unit (QC2) – Model Layer 8. Low-permeability unit consist-
ing of interglacial sandy silty clay and glacial sand and gravel, with significant 
amounts of silt and clay layers. Present throughout study area, typically at thick-
nesses of 175 feet or less. 

• Glaciomarine Aquifer (QA2) – Model Layer 9. Ranges in composition from sand 
and gravel to silt. Generally lower permeability compared to Qva and QA1. Pre-
sent throughout study area, typically at thicknesses of 160 feet or less. 

• Lower Confining Unit (QC3) – Model Layer 10. Unit composed of clay and silt, 
with some gravel. Present throughout study area, typically at thicknesses of 410 
feet or less. 

• Deep Aquifer (QA3) – Model Layer 11. Confined unit consisting mostly of sand 
and gravel with silt interbeds. Present throughout study area, typically at thick-
nesses of 210 feet or less. 

• Basal Confining Unit (QC4) - Model Layer 12. Low-permeability unit composed 
of clay and silt with some gravel. Present throughout study area, typically at esti-
mated thicknesses of 1,000 feet or less. 

• Bedrock (BR) – Model Layer 13 & 14. Present throughout study area. Composed 
of marine and non-marine sedimentary rocks and volcanic rocks. Typically, pre-
sent starting between 1,241 and 2,170 feet below ground surface. 
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These geologic unit summaries are based on regional descriptions and WHPA-specific 
unit thicknesses and are not necessarily definitive for every location within Gig Harbor. 
In most circumstances these will constitute reliable estimates of subsurface conditions. 

3.0 WHPA DELINEATIONS 

New Wellhead Protection Areas (WHPAs) for the City’s eight selected water supply 
wells were delineated for this project. The WHPAs for seven of the eight Gig Harbor wa-
ter supply wells (2, 3, 4, 5, 6, 10, and 11) were delineated using the USGS Kitsap Penin-
sula groundwater flow model (Frans and Olsen, 2016). The Kitsap model was used to es-
timate the 6-month, 1-year, 5-year, 10-year, and 20-year “capture zones” for these wells 
operating each well’s permitted maximum instantaneous flow (Qi).  

The 6-month, 1-year, 5-year, and 10-year capture zones are WHPAs required by DOH 
guidance. The 20-year capture zone is added as a “buffer zone” WHPA to account for 
hazards outside of the 10-year WHPA.  

The WHPAs were delineated based on the maximum installed pump capacity for each 
well. Wells 2 and 10 are located close enough to each other that they share modeled 
travel times from vicinity sources. The same is true for Wells 5 and 6. In some locations 
wellfield protection areas for multiple wells overlap; therefore, potential contamination 
sources are ranked based on the shortest travel time to any water supply well. Gig Harbor 
Well 8 is the shallowest city water supply well and could not be simulated with the USGS 
model due to limitations of the model to simulate the shallow aquifers.  

A well’s capture zone is the area within the aquifer that supplies groundwater recharge to 
a pumping well (i.e. the zone of contribution).  A time-related capture zone is the area 
that supplies groundwater recharge to a pumping well within a specified time period. 
Time-related capture zones provide a basis for developing monitoring plans, land-use in-
ventories, and data collection plans, as well as assessing the vulnerability of source aqui-
fers to contamination from the identified sites of known or potential risk. 

The following sections describes the Kitsap ground water flow model and the capture 
zone analysis in more detail.  

3.1    KITSAP MODEL 

The Kitsap Model was constructed by the USGS to simulate the groundwater flow sys-
tem within the unconsolidated glacial and interglacial deposits beneath the Kitsap Penin-
sula. The model uses the MODFLOW-NWT finite difference code and consists of 14 lay-
ers representing the different aquifers and aquitards with a uniform model grid spacing of 
500 by 500 feet (Frans and Olsen, 2016). The model simulates recharge water entering 
the groundwater system from precipitation, groundwater flow within the different aqui-
fers and aquitards, and groundwater discharge to pumping wells, streams, lakes, springs, 
and the Puget Sound. 

The model was calibrated to transient (time varying) conditions between 1985 and 2012 
using targets from 18,835 observed groundwater levels and 43 locations of stream 
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baseflows.  Model calibration involved adjusting the assigned values of aquifer parame-
ters within realistic ranges until a reasonable fit to the observed targets was achieved 
(Frans and Olsen, 2016). 

Various scenarios were developed with the calibrated Kitsap model to evaluate future wa-
ter resource conditions (e.g changes in pumping and/or recharge). One of the scenarios 
simulated was a steady-state simulation using average 2005-2012 pumping rates and the 
30-year annual average recharge. A steady-state simulation allows the modeled ground-
water flow system to come into equilibrium under a single set of assigned stresses (i.e. 
pumping and recharge). The average steady-state version of the calibrated Kitsap model 
was used to simulate the capture zones of the Gig Harbor wells (see below). 

3.2    SIMULATED CAPTURE AREAS OF GIG HARBOR WELLS 

The estimated capture areas for the City wells were generated using the USGS average 
steady-state version of the Kitsap groundwater model (Frans and Olsen, 2016).  

City Wells 2, 3, 4, 5, 6, and 8 were already represented in the USGS model, using aver-
age pumping rates, and assigned to the model layer corresponding to its interpreted target 
aquifer (Table 1). Wells 2, 4, and 6 were interpreted by the USGS as completed in the 
Glaciomarine aquifer (layer 9), Wells 3 and 5 as completed in the Deep aquifer (layer 
11), and Well 8 in the Sea Level aquifer (layer 7). As mentioned above, the capture area 
for well 8 could not be adequately simulated with the USGS model due to limitations of 
the model to simulate the shallow aquifers.   

Wells 10 and 11 were added to the USGS model for the capture zone analysis. Based on 
the anticipated target well depths, we interpret well 10 as completed in the Deep aquifer 
(layer 11) and well 10 in the Glaciomarine aquifer (layer 9).  

Because Wells 2 and 10 are located in close proximity to each other, occurring the same 
model cell and same model layer, the two wells were simulated in the model as one well 
pumping well with the combine Qi for both wells (Table 1). Wells 5 and 6 are also lo-
cated in the same model cell but in different layers; layer 11 and 9 respectively. The two 
wells were simulated independently in the model, but because of their close proximity, a 
single capture area was delineated for the combined wells. The delineation used the larg-
est simulated capture area of the two wells. 

The pumping rates assigned to the City wells for the capture zone analysis used their 
maximum instantaneous rates (Qi) allowed by the water rights, which provides a fairly 
conservative assessment of the capture zone extent. A single steady-state model simula-
tion was performed for each well operating at its Qi rate while the other City wells were 
left at the average rate assigned by the USGS.   

The estimated capture zones were delineated using the particle tracking code MOD-
PATH, a post-processing program designed to work with MODFLOW for tracing out the 
simulated groundwater flow field within the finite difference grid.  Particles were placed 
at the location of the pumping well and traced backwards in time to delineate the 6-
month, 1-year, 5-year, 10-year, and 20-year capture path for each well. Final capture 
zones are shown in Figure 1. All the capture zones are fairly circular in shape, indicating 
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a fairly low natural groundwater gradient. In areas with higher natural groundwater gradi-
ents, the capture zones tend to be fairly elongated in shape, extending towards the area of 
recharge. The capture area for Well 8 is based on the fixed radius method originally used 
in the 2008 effort and as such it’s shape is a perfect circle. 

Table 1: Gig Harbor wells simulated with the USGS groundwater model 

Well USGS Model Layer 

Assigned Pumping Rate for 
Capture Zone Simulation, Qi 

(gpm) 

Average Pumping Rate 
Assigned by USGS in 
Steady-State Model 

(gpm) 
2 and 10 9 (both wells) 330 (combined) 75 (well 2) 
3 11 625 186 
4 9 230 41 
5 11 500 131 
6 9 1000 139 
11 11 1000 Not Simulated 
8 7 Not Simulated 7.5 

4.0 CONTAMINANT SOURCE INVENTORY RISK ASSESSMENT 

The following sections present an inventory of confirmed and potential sources of con-
tamination located within the WHPA and an evaluation of risks associated with these 
sources. 

4.1    DATA SOURCES 

Potential contaminant risks that lie within the vicinity of the City’s WHPAs were investi-
gated and mapped using data from three sources. The first two sources are parcel data-
bases that contain information on land use and zoning, one created by Pierce County and 
one by the City. The second contains data from the Washington State Department of 
Ecology’s Facility / Site database, including state cleanup sites, federal superfund sites, 
hazardous waste generators, solid waste facilities and underground storage tanks. The in-
formation from these sources were classified and plotted on GIS coverages to assess 
whether existing and potential contaminant sources were located within the vicinity of 
Gig Harbor’s production wells and WHPA delineations1. 

4.2    CURRENT LAND USE 

Pierce County’s database contains a description of the land use within each parcel in the 
study area. A GIS analysis and database query were used to identify land uses present in 
the City WHPAs, with the following land-use categories mapped (Figure 1): 

                                                      
1 Some locations from Ecology’s Facility database were adjusted in Figure 1 based on facility address, parcel infor-
mation, and Google Earth imagery. 
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• Manufacturing/Trade/Services/Resource Production and Extraction (Commercial & In-
dustrial) 

• Residential 

• Transportation, Communication, and Utilities 

• Cultural, Entertainment, and Recreational 

• Undeveloped Land and Water Areas 

The most common land use within the City’s WHPAs is residential. The WHPAs for Well 
3 and for Well 4 contain a greater total number of commercial & industrial land-use parcels, 
wat four to five dozen. The WHPAs for Well 3, Well 4, and Wells 5 & 6 contain the greatest 
number of parcels with residential land use, followed by the WHPA for Wells 2 and 10.  

This analysis provides a method to broadly assess which water-supply wells may be im-
pacted by the proximate uses on City land. As a general rule, land use associated with 
commercial and industrial operations pose the greatest risk to groundwater supplies, fol-
lowed by residential (largely due to the cumulative impact of many residences in a single 
area). However, any land use carries the potential to source a contaminant release, and 
land use today may not match historical land use. 

Figure 1 shows the distribution of land use throughout the study area. A summary of the 
distribution of parcels is presented in the table below (Table 2).  

Table 2: Land use within WHPAs 

Travel Time (years) 

Number of Parcels by Land Use within each WHPA 
Wells      

2 and 10 Well 11 
Wells   

5 and 6 Well 4 Well 3 Well 8 
Manufacturing, 

Trade, Services, & 
Resource Production 

and Extraction 4 25 17 51 66 10 
Residential 335 26 542 413 483 138 

Transportation, 
Communication, & 

Utilities 4 7 22 14 17 4 
Cultural,  

Entertainment, & 
Recreational 4 2 0 1 0 0 

Vacant, Unknown, & 
Undeveloped 71 54 145 43 65 27 

 

Parcels associated with Manufacturing, Trade, Services, Resource Production and Extrac-
tion, and Residential land use that fall within the various capture zones should be consid-
ered as possible contaminant sources. Parcels with shorter time of travel should be con-
sidered more pressing to evaluate for risk management. However, given that some land 
use categories are quite broad, many of these parcels are likely not of significant hazard, 
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and without additional information these parcels should be considered lower risk than the 
potential contaminant sources identified in Section 2.3 where hazardous materials have 
been confirmed present on site or historically located on site. 

4.3    CONTAMINANT SOURCES  

Table 3 summarizes known environmental sites of potential concern to water supply 
within the City’s WHPAs. Initially, 23 contaminant sources of potential concern were 
identified. These sites were identified using the Department of Ecology’s Facility Site 
Identification (FSID) database. FSID entries for the Gig Harbor area were then sorted 
based on their FSID interaction type, which represents the importance of the site to Ecol-
ogy. Sites with interaction types representing contaminant releases or contaminant han-
dling were flagged and mapped. The mapped site locations were then verified (and in 
some cases updated) using a Google Maps address search and a field survey. Upon com-
pletion of the windshield survey, five sites were removed from this list and five sites were 
added.  

Figure 1 displays the location of each of hazard site with a site marker. Each site marker 
has three pie slices which indicate the type of activities associated with the site as fol-
lows: 

Underground Storage Tank (UST) or Leaky Underground Storage Tank (LUST) 

Cleanup Site (State Cleanup or Voluntary Cleanup) 

Hazardous Material Generator or Handler 

Any combination of the three indicators is possible. Sites where these activities previ-
ously occurred have low levels of risk associated with them, but still may remain a risk to 
groundwater quality because undocumented leaks or spills may have occurred and if not 
properly addressed, could cause future contamination issues. 

Sites with cleanup actions for soil, groundwater, or surface water contamination, active 
USTs or LUSTs, and active hazardous material generation or handling facilities have red 
circles highlighting their pie slices to emphasize the risk associated with these facilities. 
Sites that have historically had cleanup actions but have since received an NFA from 
Ecology are highlighted with green circles. 

Site markers without any pie slices filled in indicate the facility is tracked in Ecology’s 
facilities database, and the facility type is considered to have risk to groundwater, but the 
facility is not a cleanup site, a hazardous materials handler, nor does it have registered 
underground storage tanks. 

4.3.1    Contaminant Sources with Known Releases 

Table 3 indicates six confirmed sites with known contaminant releases within in the Gig 
Harbor WHPAs. Two of these sites had historical releases that have since been remedi-
ated or contained as documented by NFA letters, while four of these sites have ongoing 
contamination issues. 
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1 T & Y Management Inc 72694822 5 Y Yes Yes
S(gw), 

C(s)

2 Olympic Tire & Auto Svc Center Inc 91344771 5 Y Yes Yes C(s)

3 U HAUL GIG HARBOR 84651569 10 Y Yes Yes Two removed (111 - 1100) Yes C(s)

4 PAPE & SONS CONSTRUCTION INC 9566131 20 Y Yes Yes

One removed (111-1100), 

one removed (5000-9999), 

one exempt (111 - 1100)

Yes
C(gw), 

C(s)

5 Pentecostals of Gig Harbor (Masonic Lodge) n/a 1 Yes
Unknown, not in Ecology 

UST database

6 Baby Beau & Belle Inc 18680 5 Yes One removed (111 - 1100)

7 Sun Dry Cleaners n/a 5 Yes

8 Pacific Endometriosis and Pelvic Surgery n/a 10 Yes

9 DPI Printing n/a 20 Yes

10 MARITIME MART CHEVRON 15598147 10 Yes
Three operational (10000 - 

19999)

11 Microlynx 1056975 10

12 Pierce Cnty Fire Dist 5 63282214 10 Yes

Two removed (111 - 

1100), two removed (1101 
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Yes

13 WILCO WINFIELD GIG HARBOR 11279 10 Yes

14 United Rentals Northwest Inc Gig Harbor 8281744 10 Yes

15 SE 15 GIG HARBOR 7014163 10 Yes One removed (111 - 1100) Yes

16 Franciscan Medical Clinic n/a 20 Yes

17 EYRISH HEMLEY LAND COMPANY 35923829 20 Yes Three removed (unknown)

18 Bartells 39 63449638 20 Yes

19 Walts Radiator & Muffler Gig Harbor 76926774 20 Yes
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1. NFA = No Further Action
2. Nature of Contaminants and Impacted Media at Cleanup Sites (as provided on Ecology's online Site Summary Report).
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C Confirmed Above Cleanup Level RA Remediated-Above Cleanup Level (sw) Surface Water
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A brief discussion of each site with ongoing contamination issues and its current status 
follows, with additional information provided in Appendix B for all sites tracked by Ecol-
ogy with historical or current cleanup actions occurring.  

4.3.1.1  T & Y Management Inc (FSID 72694822, Map ID=1) 

T & Y Management Incorporated is located at 6978 Kimball Drive, located east of WA-
16 along Pioneer Way, and is within the 5-year travel time boundary of Well 4. This site 
had confirmed soil contamination and suspected groundwater contamination of halogen-
ated solvents. As of the close of 2017, soil and groundwater at this site is noted as below 
cleanup levels and remediated in the FS database. A NFA has not yet been issued for this 
site. 

4.3.1.2  Olympic Tire & Auto Svc Center Inc (FSID 91344771, Map ID=2) 

Olympic Tire and Auto Service Center Incorporated is located at 5500 Olympic Drive 
Northwest, just east of WA-16, and within the 5-year travel time boundary for Well 8. 
This site has soil contamination from halogenated organics. At least three dry cleaner 
businesses operated on this site between 1968 and 1990, within the same unit in the shop-
ping mall. Tetrachloroethylene has been detected above cleanup levels between 0 and 20 
feet below ground surface. Exceedances have not been detected at deeper depths, alt-
hough Ecology comments that additional sampling was required as of 2011. Perched 
groundwater at this site occurs between 10 and 15 feet below ground surface, and 
perched groundwater samples taken in 2010 revealed exceedances of cleanup levels. 
Ecology has issued comments that the contamination at this site does not appear to extend 
laterally beyond the site property, but does extend vertically to an unknown depth (Ecol-
ogy, 2011). 

4.3.1.3  U-Haul Gig Harbor (FSID 84651569, Map ID=3) 

U-Haul Gig Harbor is located at 3818 Grandview Street2, just east of WA-16 and located 
within the 10-year travel time boundary for Well 4. This site is listed as an active LUST 
site. Two USTs between 111 and 1100 gallons have been removed from this site; no re-
maining USTs are listed. The site is identified as having active petroleum contamination 
in soil. 

4.3.1.4  Pape & Sons Construction Inc. (FSID 9566131, Map ID=4) 

Pape & Sons Construction Inc. in an excavation contractor with a property located at 
9401 54th Ave NW. Ecology records a LUST at another property which appears to now 
be undeveloped land located at coordinates 47.33926, 122.60541 and address 9512 State 
Highway 16 Northwest, within the 5-year travel time boundary for Well 11. This LUST 
site is listed as active in the Ecology Facility Site Database with petroleum above cleanup 
levels in both soil and groundwater. The site contained two USTs, installed in 1973, one 
between 111 and 1100 gallons and one between 5000 and 9999 gallons Both of these 
tanks have been removed. A third UST, between 111 and 1100 gallons, is noted as ex-
empt as of at least 1996 in the UST database. 

                                                      
2 Ecology’s Facility Site database incorrectly lists this address as Grandview Avenue. 



 

DRAFT GIG HARBOR CSI 2018 9  
APRIL 2018 

 

4.3.2    Potential Sources 

This section discusses potential sources of contamination within the wellhead protection 
capture zones based on Ecology’s Facility database, Ecology’s underground-injection-
control database, and the combined Pierce County and City of Gig Harbor parcel data-
base. The following potential contamination sources have been identified within capture 
zones for the Gig Harbor wells: 

• Hazardous materials  

• Underground storage tanks 

Other potential contaminant sources not specifically addressed in this CSI include: 

• On-site septic systems 

• Home heating oil tanks 

• Stormwater 

• Agriculture, golf courses, and parks 

• Unused and improperly constructed wells 

• Transportation corridors 

Although parcels and sites with these unaddressed potential sources are not identified, and 
are generally lower sources of risk, the City should remain aware that these represent per-
sistent potential sources of contamination within the region. 

4.3.2.1  Hazardous Materials 

The commercial use of chemicals poses a major threat to groundwater quality, since 
chemicals can accidentally spill or be disposed of improperly. The likelihood of such re-
leases from spills can be reduced by proper methods of handling, spill prevention 
measures, and emergency response strategies. Risk reduction strategies should target on-
site waste management practices. Improper disposal is likely the most common pathway 
for chemicals to be released into the environment. The following facility activity classifi-
cations (Table 4) were used to identify sites with hazardous material for this assessment:  

Table 4: Ecology-Defined Activities Associated with Potential Contaminant Releases 
Within WHPAs  

Activity 
Code 

Definition 

HWG 

Facilities that generate any quantity of a dangerous waste. They may be 
classified as small, medium or large quantity generators (SQG, MQG, or 
LQG) depending on hazardous waste generated for a given month. 

HWP 

Under Chapter 173-307 WAC, facilities that report under Section 313 of 
the Emergency Planning/Community Right-To-Know Act (EPCRA), or  
that generate more than 2,640 pounds of hazardous waste per year, 
must prepare Pollution Prevention Plans. 
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HWOTHER 

Facilities that are required to have a RCRA Site ID# but who do not gen-
erate and/or manage hazardous waste (XQG generator status). This in-
cludes transporters, used oil recycler's, and dangerous waste fuel mar-
keters and burners. 

TIER2 

Businesses that store 10,000 pounds or more of a hazardous chemical 
or 500 pounds or less, depending on the chemical, of an extremely haz-
ardous chemical on site at any one time must report annually. Reports 
are sent to the State Emergency Response Commission [represented by 
Ecology], Local Emergency Planning Committees, and local fire depart-
ments for emergency planning. [product, not waste] 

UST 

  
Any one or combination of tanks (including connecting underground 
pipes) that is used to contain regulated substances and has a tank vol-
ume of ten percent or more beneath the surface of the ground. This term 
does not include any of the exempt UST systems specified in WAC 173-
360-110(2) or any piping connected thereto. See WAC 173-360 

LUST 
A leaking underground tank cleanup site being cleaned up with Ecology 
oversight or review. 

ENFORFNL 
An Enforcement action (i.e. Penalty, Order, Notice) was finalized, issued 
to the respective party, indicating the enforcement action was taken. 

 

The most significant threats to groundwater are related to the use and storage of solvents. 
Solvents are persistent, both soluble and insoluble in water, and highly mobile. A large 
plume of contamination can be created with a small quantity of solvent.  

The FSID database indicates that there are 23 sites within the Gig Harbor WHPAs that 
fall into one of the above hazardous waste classifications. Of those only 6 have had 
cleanup actions, and of those, only four are active cleanup sites. Inactive status indicates 
that the sites do not have current permitting, and therefore, are not actively overseen by 
Ecology. The FSID database does not indicate whether sites listed are large or small haz-
ardous waste generators.  

4.3.2.2  Underground Storage Tanks 

Contamination in soil and groundwater caused by leaking USTs (“LUSTs”) is a major 
environmental, legal, and regulatory issue. Common causes of leaks are structural failure, 
corrosion, improper fittings, improper installation, and natural phenomena. Although 
USTs usually contain flammable motor fuels or heating oils, they may contain other com-
pounds used by industry, government, or business. 

Leakage from USTs and associated piping can often occur without detection. Even rela-
tively small amounts of certain compounds can adversely impact groundwater quality. 
Once released from an UST, some VOCs and petroleum products can rapidly migrate to 
groundwater, a problem that is especially serious in areas with permeable soils or that di-
rectly overlie a water supply aquifer.  
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Of the many materials stored in USTs, solvents are considered the most toxic. However, 
petroleum products may pose a greater total risk because of the prevalence of tanks con-
taining petroleum products. In addition, petroleum products contain many potential con-
taminants, including three EPA priority pollutants: benzene, toluene, and ethylbenzene. 
Benzene is a known human carcinogen. 

Figure 1 shows the locations facilities identified with current or historical USTs in the 
WHPAs. These sites were identified from the Ecology’s UST site data, and most exist in 
areas zoned industrial and commercial. There are 10 sites within the WHPAs that have or 
historically had USTs, nine of which are identified from the Ecology UST database. The 
tenth site, Map ID 6, was identified as having a UST during the windshield survey but is 
not listed in the Ecology database. Of these, three sites have active USTs, six sites have 
only inactive, closed, or removed USTs, and one site has USTs with unknown status (Ta-
ble 3). Of the three active UST sites, there is one large facility (>15,000 gallons total vol-
ume) in operation. The tanks at this large facility were upgraded in 1998 to include addi-
tional standard protections such as corrosion-resistant double-walled tanks and leak de-
tection systems. 

Four sites with LUSTs were identified in Ecology’s database and EPA documents as lo-
cated within the WHPAs. Three LUSTs are listed as inactive, which indicates cleanup 
has occurred, although only two sites have received a full NFA. One site is listed as an 
active LUST site. The windshield survey may clarify the status of this one site.  

4.3.2.3  On-Site Septic Systems  

On-site septic systems pose a risk to groundwater where they are relatively high in den-
sity and/or where hazardous wastes are discharged to them. Potential contaminants from 
septic systems include pathogenic organisms (bacteria and parasites), toxic substances, 
and nitrogen compounds.  

The extent to which pathogens are transported in the subsurface away from a septic drain 
field depends on the type of pathogen and the chemical and physical conditions in the 
subsurface. In general, if a septic system is properly sited, constructed, and maintained, 
the transport of microorganisms will be limited. Household hazardous chemicals such as 
cleaners, polishes, waxes, and paints can be transported to groundwater via a septic sys-
tem. Some products contain toxic and persistent chemicals that can cause low-level con-
tamination when coupled with a high density of septic systems. Homeowners may im-
properly apply or dispose of chemicals because they do not understand the threat they 
pose to groundwater quality. In some areas, business and commercial facilities use on-site 
septic systems for sewage disposal. Business, commercial, and industrial operations that 
utilize on-site systems need to take special precautions to avoid contamination of their 
wastewater.  

Septic systems can also be sources of contaminants of emerging concern (CECs), which 
generally are not hazardous chemicals, but can present in wastewater at low concentra-
tions. CECs include pharmaceuticals, personal care products, food additives, cooking 
products, flame retardants, and various commercially and industrially used compounds. 
These compounds are not always removed by wastewater treatment plants or septic tanks, 
and therefore are often detectable in groundwater and surface water. Current research into 
CECs and their potential impact to humans and the environment is ongoing. 
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Ammonia and nitrate are highly soluble in water and can be expected in detectable quan-
tities wherever portions of an aquifer are affected by septic system discharges. Nitrate is 
regulated, since ingestion can result in methemoglobinemia, or “blue baby” syndrome. 
Other sources of nitrate include fertilizers, feedlots, and natural mineral deposits. Back-
ground concentrations of nitrate in groundwater are typically less than 1 milligram of ni-
trogen per liter (mg-N/L). Shallow wells typically are more susceptible to nitrate contam-
ination since they are closer to surficial sources and less aquifer dilution occurs near the 
water table. The maximum contaminant level (MCL) for nitrate is 10 mg-N/L.  

4.3.2.4  Storm Water 

Storm water (i.e., urban runoff) is produced when rainfall or other precipitation accumu-
lates faster than it can evaporate, be used by plants, or infiltrate to the subsurface.  Urban 
areas produce more runoff than rural areas because they have more impermeable sur-
faces, such as rooftops, driveways, streets, and highways. These surfaces not only pro-
mote runoff but they also reduce the infiltration that recharges groundwater. Even grass 
lawns can produce more runoff than forests and pasture.  

Storm water typically contains pollutants, such as sediment, nutrients, bacteria, oils and 
grease, metals, and other toxics. Many of these contaminants come from air pollution, 
motor vehicles, application of pesticides and fertilizers, soil erosion, and animal feces. 
Roofing materials have also been identified as a diffuse source of metals in runoff, partic-
ularly zinc (Good, 1993). In general, contaminant concentrations in urban storm water are 
similar for all land uses, though slightly higher nitrate concentrations occur in residential 
areas and higher heavy metals concentrations occur in commercial areas. Concentrated 
sources of storm water contamination may also occur if undiluted pollutants (e.g., ferti-
lizer, gasoline) are accidentally spilled or intentionally released and enter storm drains. 

Storm water contamination has primarily been a concern for surface water pollution be-
cause most urban runoff is directed to streams, lakes, and other water bodies with fish 
and other aquatic life that are highly sensitive to common storm water contaminants. 
However, where storm water is discharged to infiltration areas, the potential for ground-
water contamination exists.   

Concern over potential groundwater contamination from storm water has been recognized 
by several governmental agencies in western Washington. Storm water-related impacts to 
water quality are of particular concern in industrial, commercial, and high-density resi-
dential development areas, where runoff volumes can be large. Consequently, storm wa-
ter runoff from highways and roads can introduce contaminants such as EPA priority pol-
lutants (heavy metals and numerous organic compounds), pesticides/herbicides, and coli-
form bacteria into the groundwater system. Storm water runoff from lawns and agricul-
tural areas may also introduce nitrate, herbicides, pesticides, and bacterial contaminants. 

4.3.2.5  Agriculture, Golf Courses, Parks, and Lawns 

Fertilizers, pesticides, and herbicides are applied to residential lawns, commercial land-
scaping, agricultural lands, and landscaped areas adjacent to roads. If optimally applied, 
these chemicals pose little threat to groundwater, however, applications are commonly 
made incorrectly and groundwater contamination can result if fertilizers are applied in 
exceedance of the agronomic uptake rate. Excess nitrate from fertilizer will be recharged 
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to the underlying groundwater system. Landscaping activities can also be the source of 
pesticides and herbicides.  

Residential lawns and other landscaping occur throughout the Gig Harbor WHPAs. These 
are potential sources of nitrogen, pesticides and herbicides to the groundwater. The risk 
of groundwater contamination by these contaminants is moderate because much of the 
City’s water supply aquifer is overlain by glacial till.  

Public parks, schools, and a cemetery were all identified within Gig Harbor WHPAs, and 
the application of fertilizers and pesticides/herbicides at these sites can negatively impact 
groundwater quality. Some of these areas are within wellfield 6-month time of travel 
zones (such as the City Park at Crescent Creek and Haven of Rest Funeral Home), and 
therefore the City should coordinate with the parks department on the use of chemicals at 
facilities in close proximity to wellfields. Unique risks to groundwater posed by cemeter-
ies include the release of fluids (such as formaldehyde) or heavy metals from the decay of 
embalmed bodies.  

4.3.2.6  Unused, and Improperly Constructed Wells  

Well casings can provide a conduit between the ground surface and underlying aquifers. 
Improperly constructed or abandoned wells pose several potential problems. In wells with 
no surface seal, contaminants introduced near the wellhead can move downward outside 
the casing to underlying aquifers. Many older wells that were constructed before the im-
plementation of the State’s minimum well standards in WAC 173-160 (pre-1971) have no 
surface seal. Unused wells that have not been properly abandoned are left uncapped in 
many cases, posing a special risk because contaminants can be introduced directly into 
the aquifer. Unused wells also pose a risk when they are damaged during site redevelop-
ment. Any of these situations can provide a conduit for contaminant movement. 

4.3.2.7  Transportation Spills 

Vehicles transporting hazardous material can be a source of groundwater contamination 
through accidents and resultant chemical spills. Hazardous materials are transported 
through Gig Harbor on a daily basis. The major transportation routes in the City Gig Har-
bor include:  

• WA-16 

• Pioneer Way & Wollochet Drive Northwest 

• Rosedale Street Northwest 

• Olympic Drive Northwest 

• Soundview Drive 

• Peacock Hill Avenue Northwest 

All of these transportation corridors go through at least one of these WHPAs, with WA-
16 (the most heavily used route) present in six of the WHPAs. A major spill along any of 
these routes could adversely impact groundwater pumped from given water supply wells.   
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4.4 RECOMMENDED SITES FOR VISITATION 

A primary purpose of this Draft Contaminant Source Inventory is to provide a list of sites 
that are recommended for review and visitation by the City to verify site locations and the 
existence of potential hazards. Table 5 lists sites investigated during the windshield sur-
vey performed by the City, and includes the following general types of sites: 

• Sites with historical and/or ongoing contaminant cleanups;

• Sites with active contaminant sources;

• Sites handling large quantities of hazardous materials (TIER 2 sites as categorized in
the FSID database);

• Sites identified through database searches, but with limited or questionable information;
and

• Site identified as potential contaminant sources during the City’s windshield survey.

Five sites were identified during the windshield survey as additional potential contami-
nant sources. These are identified by map markers 5, 7, 8, 9, and 16. Five other sites 
listed initially as potential contaminant source were removed as a result of the windshield 
survey. These sites are listed at the bottom of Table A-1. 

4.5 WHPA NOTIFICATION LETTERS 

In an effort to protect and coordinate spill response planning within the City’s WHPA, 
notification letters should be sent to the following entities: 

• Owners of Environmental Sites of Potential Concern within WHPA (Table A1)

• Local Fire and Police Department

• Washington Department of Ecology

Copies of potential notification letters are provided in Appendix B. 
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Reason for Visit/Comments
1 T & Y Management Inc 72694822 6978 KIMBALL DR Well 4; 5 year I A Active cleanup site

2 Olympic Tire & Auto Svc Center Inc 91344771 5500 OLYMPIC DR NW STE I 101 Well 8; 5 year I A
Potential contaminant source in 5-year travel zone. Should confirm 
whether this is an active VCP site.

3 U HAUL GIG HARBOR 84651569 3818 GRANDVIEW AVE Well 4; 10 year I I Two removed (111 - 1100) A Active cleanup site

4 PAPE & SONS CONSTRUCTION INC 9566131

Current business: 9401 54th Ave NW # 1A

Coordinates in Ecology: 47.33926, -
122.60541 : located behind 8809 W-16 Well 11; 20 year A A

One removed (111-1100), one removed 
(5000-9999), one exempt (111 - 1100) A

Active cleanup site.
Should verify status of LUST; listed as active LUST in FS database, but 
may be out of date. Should verify address of contaminated site. 
Appears to be either within 20-year WHPA or 5-year WHPA for Well 
11.

5 Pentecostals of Gig Harbor (Masonic Lodge) n/a 3025 96th St NW Well 2/10; 1 year Y Unknown; not in Ecology UST database Added by Windshield Survey
6 Baby Beau & Belle Inc 18680 7817 SKANSIE AVE Well 5/6; 5 year I One removed (111 - 1100) Potential contaminant source in 5-year travel zone
7 Sun Dry Cleaners n/a 5500 Olympic Dr NW # I105 Well 8; 5 year Unknown; not in Ecology UST database Yes Added by Windshield Survey
8 Pacific Endometriosis and Pelvic Surgery n/a 5801 SOUNDVIEW DR Well 3; 10 year Unknown; not in Ecology UST database Yes Added by Windshield Survey
9 DPI Printing n/a 5775 SOUNDVIEW DR Well 3; 20 year Unknown; not in Ecology UST database Yes Added by Windshield Survey

10 MARITIME MART CHEVRON 15598147 7102 Stinson Ave Well 4; 10 year A Three operational (10000 - 19999) Potential contaminant source in 10-year travel zone

11 Microlynx 1056975 6820 Kimball Dr Well 4; 10 year
Active enforcement actions taken against party in 2009. No other 
information.

12 Pierce Cnty Fire Dist 5 63282214 6711 KIMBALL DR Well 4; 10 year I
Two removed (111 - 1100), two removed 

(1101 - 2000) I Potential contaminant source in 10-year travel zone
13 WILCO WINFIELD GIG HARBOR 11279 3408 Hunt St NW Well 3; 10 year A Active large-scale handler of hazardous materials (TIER 2)

14 United Rentals Northwest Inc Gig Harbor 8281744 3302 Hunt St NW, Well 3; 10 year I
Inactive cleanup site (end date 2011), but large-scale handler of 
hazardous materials (TIER 2)

15 SE 15 GIG HARBOR 7014163 3213 56TH ST NW Well 3; 10 year I One removed (111 - 1100) Yes Active large-scale handler of hazardous materials (TIER 2)
16 Franciscan Medical Clinic n/a 6401 KIMBALL DR Well 3; 20 year Unknown; not in Ecology UST database Yes Added by Windshield Survey
17 EYRISH HEMLEY LAND COMPANY 35923829 9303 54TH AVE NW Well 11; 20 year I Three removed (unknown) Potential contaminant source in 20-year travel zone
18 Bartells 39 63449638 5500 Olympic Dr NW Well 8; 20 year I Potential contaminant source in 20-year travel zone
19 Walts Radiator & Muffler Gig Harbor 76926774 5309 Point Fosdick Dr NW Well 8; 20 year I Potential contaminant source in 20-year travel zone
20 JIFFY LUBE STORE 2058 4013037 5121 Point Fosdick Dr NW Well 8; 20 year A Active large-scale handler of hazardous materials (TIER 2)
21 Safeway Store 2949 10976 4831 Point Fosdick Dr NW Well 8; 20 year A Potential contaminant source in 20-year travel zone

22 Shell Station 121515 92722628 7101 PIONEER WAY Well 4; 5 year A I

Three removed (unknown), two removed 
(111 - 1100), one removed (10000 - 19999), 

four operational (10000 - 19999) I I
Inactive cleanup site (NFA 2012), but large-scale handler of hazardous 
materials (TIER 2)

23 GIG HARBOR VETERINARY HOSPITAL INC 69461234 5606 Soundview Dr Well 3; 10 year I I One removed (111 - 1100) I

One UST listed as removed in the UST database, one UST listed as 
active in the FS database. Should confirm whether USTs are present. 
NFA received 2012.

Notes:
A = Active; I = Inactive; A; NFA = No Further Action; Bold Text = Active Cleanup Site; Red Text = added by Windshield Survey
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Table A-1. Address Information for Sites of Potential Concern (Table 3)

Facility Name Facility ID Address Facility Site Address Google Maps Site Address WHPA

1 T & Y Management Inc 72694822 6978 KIMBALL DR 6978 KIMBALL DR 5

2 Olympic Tire & Auto Svc Center Inc 91344771 5500 OLYMPIC DR NW STE I 101 5500 OLYMPIC DR NW STE I 101 5

3 U HAUL GIG HARBOR 84651569 3818 GRANDVIEW AVE 3818 GRANDVIEW AVE 10

4 PAPE & SONS CONSTRUCTION INC 9566131 9512 STATE HWY 16 NW 9401 54th Ave NW # 1A

Unclear. 
Current business: 9401 54th Ave NW # 1A
Address in Ecology: 9512 STATE HWY 16 NW
Coordinates in Ecology: 47.33926, -122.60541 : located behind 8809 W-16

20

5 Pentecostals of Gig Harbor (Masonic 
Lodge) n/a 3025 96th St NW 3025 96th St NW 1

6 Baby Beau & Belle Inc 18680 7817 SKANSIE AVE 4706 97th St NW #200 7817 SKANSIE AVE 5

7 Sun Dry Cleaners n/a 5500 Olympic Dr NW # I105 5500 Olympic Dr NW # I105 10

8 Pacific Endometriosis and Pelvic Surgery n/a 5801 SOUNDVIEW DR 5801 SOUNDVIEW DR 20

9 DPI Printing n/a 5775 SOUNDVIEW DR 5775 SOUNDVIEW DR 5

10 MARITIME MART CHEVRON 15598147 7102 STINSON 7102 Stinson Ave 7102 Stinson Ave 10

11 Microlynx 1056975 6820 KIMBALL DR 6820 Kimball Dr 6820 Kimball Dr 10

12 Pierce Cnty Fire Dist 5 63282214 6711 KIMBALL DR 6711 KIMBALL DR 10

13 WILCO WINFIELD GIG HARBOR 11279 3408 HUNT ST NW 3408 Hunt St NW 3408 Hunt St NW 10
14 United Rentals Northwest Inc Gig Harbor 8281744 3302 HUNT ST 3302 Hunt St NW, 3302 Hunt St NW, 10

15 SE 15 GIG HARBOR 7014163 3213 56TH ST NW 3213 56TH ST NW 10

16 Franciscan Medical Clinic n/a 6401 KIMBALL DR 6401 KIMBALL DR 20

17 EYRISH HEMLEY LAND COMPANY 35923829 9303 54TH AVE NW 9303 54TH AVE NW 20

18 Bartells 39 63449638 5500 OLYMPIC DR NW BLD C 5500 Olympic Dr NW 5500 Olympic Dr NW 20
19 Walts Radiator & Muffler Gig Harbor 76926774 5309 PT FOSDICK DR NW 5309 Point Fosdick Dr NW 5309 Point Fosdick Dr NW 20
20 JIFFY LUBE STORE 2058 4013037 5121 POINT FOSDICK DR NW 5121 Point Fosdick Dr NW 5121 Point Fosdick Dr NW 20
21 Safeway Store 2949 10976 4831 Point Fosdick Dr NW 4831 Point Fosdick Dr NW 4831 Point Fosdick Dr NW 20

22 Shell Station 121515 92722628 7101 PIONEER WAY 7101 PIONEER WAY 5

23 GIG HARBOR VETERINARY HOSPITAL 
INC 69461234 5606 SOUNDVIEW DR NW 5606 Soundview Dr 5606 Soundview Dr 10

R* KNIGHT HARPER SEATHER RANDAL 35968471 46TH AVE NW & ROSEDALE ST 46TH AVE NW & ROSEDALE ST 5

R* JACKSON ROOFING 45385422 7901 46TH AVE NW 7901 46TH AVE NW 5
R* Photo Pro 41677617 6876 KIMBALL DR 6876 KIMBALL DR 10
R* AIRTOUCH STONE ROAD 89123376 5800 SOUNDVIEW DR 5800 SOUNDVIEW DR 5
R* Ritz Camera 1121 36219824 5500 OLYMPIC DR NW STE A 107 5500 OLYMPIC DR NW STE A 107 5

R* = Site removed from potential hazard list after windshield survey
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APPENDIX B 
NOTIFICATION LETTERS 



 
 
 
 
DATE 
 
Address of local business or cleanup site (see Table 4 and Table A-1) 
 
 
Re: City of Gig Harbor Wellhead Protection Plan 
 
 
To Whom It May Concern: 
 
The City of Gig Harbor has developed an updated Wellhead Protection Plan to help 
maintain drinking water quality for our city residents. The Plan is based on Washington 
Department of Health WAC 246-290-135(3) regulations. As part of the Plan, maps were 
prepared that show the areas around each city drinking water well where a chemical spill 
on the ground may cause contamination of the well/aquifer. These areas are Wellhead 
Protection Areas (WHPAs). The Plan also requires an inventory of potential sources of 
groundwater contamination within these WHPAs.  
 
The primary purpose of this letter is to notify you that your facility is located within our 
WHPA. Since your business or the activities conducted at your facility may involve the 
use of chemicals (e.g., gasoline, underground storage tanks, hazardous waste, etc.), and 
the potential exists that a chemical spill from your facility may adversely impact the city 
drinking water supply, please notify the City of Gig Harbor immediately if a chemical 
spill occurs at your facility. All spills should be reported by dialing 911 and requesting 
that the City of Gig Harbor Fire and Medic One and the Tacoma-Pierce County Public 
Health Department be contacted. 
 
Thank you for assisting us in protecting our water supply and groundwater resources. If 
you have any questions, please contact me at (253) 853-7637. 
 
Sincerely, 
 
 
 
Trent Ward, P.E. 
Senior Engineer 
City of Gig Harbor 



 
 
 
 
DATE 
 
 
Department of Ecology 
Southwest Regional Office 
PO Box 47775 
Olympia, WA 98504-7775     
 
Re: City of Gig Harbor Wellhead Protection Plan 
 
 
Dear Department of Ecology: 
 
The City of Gig Harbor has developed a Wellhead Protection Plan to help maintain the 
drinking water quality for our city residents. The Plan is based on Washington 
Department of Health WAC 246-290-135(3) regulations. As part of the Plan, maps were 
prepared that show the areas around each city drinking water well where a chemical spill 
on the ground may cause contamination of the well/aquifer. These areas are Wellhead 
Protection Areas (WHPA).  
 
The enclosed map depicts the WHPA boundary, source wells, and identified potential 
contaminant sources. Also enclosed is a table providing the facility ID, name and location 
for each potential contaminant source. Please review the map and use it as a reference 
when inspecting and permitting the storage, use, and disposal of hazardous material 
within our WHPA.  
 
Please note that the City of Gig Harbor has sent notices to each of these properties 
informing them of their location within the WHPA boundary.  The City has also sent 
similar letters to businesses with land uses that could potentially contaminate 
groundwater quality. 
 
Thank you for your attention in this matter. If you have any questions or would like a 
copy of the wellhead protection plan, please contact me at (253) 853-7637. 
 
Sincerely, 
 
 
 
Trent Ward, P.E. 
Senior Engineer 
City of Gig Harbor 
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Facilities of Potential Concern to Water-Supply Wells in Gig Harbor

Facility Name Facility ID Site Address

1 T & Y Management Inc 72694822 6978 KIMBALL DR

2 Olympic Tire & Auto Svc Center Inc 91344771 5500 OLYMPIC DR NW STE I 101

3 U HAUL GIG HARBOR 84651569 3818 GRANDVIEW AVE

4 PAPE & SONS CONSTRUCTION INC 9566131

Unclear. 

Current business: 9401 54th Ave NW # 1A

Address in Ecology: 9512 STATE HWY 16 NW

Coordinates in Ecology: 47.33926, -122.60541 : located behind 8809 W-16

5
Pentecostals of Gig Harbor (Masonic 

Lodge)
n/a 3025 96th St NW

6 Baby Beau & Belle Inc 18680 7817 SKANSIE AVE

7 Sun Dry Cleaners n/a 5500 Olympic Dr NW # I105

8 Pacific Endometriosis and Pelvic Surgery n/a 5801 SOUNDVIEW DR

9 DPI Printing n/a 5775 SOUNDVIEW DR

10 MARITIME MART CHEVRON 15598147 7102 Stinson Ave

11 Microlynx 1056975 6820 Kimball Dr

12 Pierce Cnty Fire Dist 5 63282214 6711 KIMBALL DR

13 WILCO WINFIELD GIG HARBOR 11279 3408 Hunt St NW

14 United Rentals Northwest Inc Gig Harbor 8281744 3302 Hunt St NW,

15 SE 15 GIG HARBOR 7014163 3213 56TH ST NW

16 Franciscan Medical Clinic n/a 6401 KIMBALL DR

17 EYRISH HEMLEY LAND COMPANY 35923829 9303 54TH AVE NW

18 Bartells 39 63449638 5500 Olympic Dr NW

19 Walts Radiator & Muffler Gig Harbor 76926774 5309 Point Fosdick Dr NW

20 JIFFY LUBE STORE 2058 4013037 5121 Point Fosdick Dr NW

21 Safeway Store 2949 10976 4831 Point Fosdick Dr NW

22 Shell Station 121515 92722628 7101 PIONEER WAY

23
GIG HARBOR VETERINARY HOSPITAL 

INC
69461234 5606 Soundview Dr
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DATE 
 
John Burgess, Fire Chief 
Gig Harbor Fire & Medic One 
10222 Bujacich Road NW 
Gig Harbor, Washington 98332 
 
Re: City of Tumwater Wellhead Protection Plan 
 
 
Dear Chief Burgess: 
 
The City of Gig Harbor has developed an updated Wellhead Protection Plan to help 
maintain the drinking water quality for our city residents. The Plan is based on 
Washington Department of Health WAC 246-290-135(3) regulations. As part of the Plan, 
maps were prepared that show the areas around each city drinking water well where a 
chemical spill on the ground may cause contamination of the well/aquifer. These areas 
are Wellhead Protection Areas (WHPA).  
 
As part of this Plan, the City must provide wellhead protection information to agencies 
responsible for incident/spill response procedures. It is important that you are aware of 
where potential contaminant releases could adversely impact the quality of our 
community’s drinking water supply. 
 
A map of the WHPAs and adjacent transportation routes is enclosed for your review. An 
acknowledgement of receipt of this information or a response from your office as part of 
our wellhead protection plan documentation would be appreciated. 
 
In the event of a spill or contaminant release, we would ask that you notify immediately 
us and the Department of Ecology, so that we can take appropriate measures to deal with 
the problem. 
 
Thank you for your attention in this matter. If you have any questions or would like a 
copy of the wellhead protection plan, please contact me at (253) 853-7637. 
 
Sincerely, 
 
 
 
Trent Ward, P.E. 
Senior Engineer 
City of Gig Harbor 
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DATE 
 
Kelly Busey, Police Chief 
Tumwater Police Department 
3510 Grandview Street 
Gig Harbor, Washington 98335 
 
Re: City of Gig Harbor Wellhead Protection Plan 
 
 
Dear Chief Busey: 
 
The City of Gig Harbor has developed an updated Wellhead Protection Plan to help 
maintain the drinking water quality for our city residents. The Plan is based on 
Washington Department of Health WAC 246-290-135(3) regulations. As part of the Plan, 
maps were prepared that show the areas around each city drinking water well where a 
chemical spill on the ground may cause contamination of the well/aquifer. These areas 
are Wellhead Protection Areas (WHPA).  
 
As part of this Plan, the city must provide wellhead protection information to agencies 
responsible for incident/spill response procedures. It is important that you are aware of 
where potential contaminant releases could adversely impact the quality of our 
communities drinking water supply.  
 
A map of the wellhead protection areas and adjacent transportation routes is enclosed for 
your review. An acknowledgement of receipt of this information or a response from your 
office as part of our wellhead protection plan documentation would be appreciated. 
 
In the event of a spill or contaminant release, we would ask that you notify immediately 
us and the Department of Ecology, so that we can take appropriate measures to deal with 
the problem. 
 
Thank you for your attention in this matter. If you have any questions or would like a 
copy of the wellhead protection plan, please contact me at please contact me at (253) 
853-7637. 
 
Sincerely, 
 
 
 
Trent Ward, P.E. 
Senior Engineer 
City of Gig Harbor  
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AGREEMENTS AND ORDINANCE 1181 
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SHORE ACRES WATER SYSTEM SUPPLY 
CONTRACT 
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STROH’S INTERTIE AGREEMENT 
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ORDINANCE NO. 1181 
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ORDINANCE NO. 1181 

 
AN ORDINANCE OF THE CITY OF GIG HARBOR, WASHINGTON, 
RELATING TO GROWTH MANAGEMENT AND PLANNING, MAKING THE 
FOLLOWING AMENDMENTS TO THE CITY OF GIG HARBOR 
COMPREHENSIVE PLAN FOR THE 2009 ANNUAL CYCLE:  ADDING A 
3.69 ACRE PARCEL LOCATED AT THE SOUTHEAST CORNER OF 
WOLLOCHET DRIVE AND STATE ROUTE 16 TO THE CITY’S WATER 
SERVICE AREA (COMP 09-0001); REPEALING THE PARKS 
RECREATION AND OPEN SPACE ELEMENT (COMP 09-0002); 
AMENDING THE TRANSPORTATION ELEMENT TO UPDATE THE 
SHORT-RANGE AND LONG-RANGE TRANSPORTATION IMPROVEMENT 
PLANS AND ADD POLICIES RELATED TO VEHICULAR AND 
PEDESTRIAN ACCESS IN THE DOWNTOWN AREA (COMP 09-0003); 
AMENDING THE COMPREHENSIVE PLAN LAND USE MAP TO CHANGE 
THE LAND USE DESIGNATION FOR 15.53 ACRES OF PROPERTY 
LOCATED ALONG BURNHAM DRIVE AND 112TH STREET NW FROM 
EMPLOYMENT CENTER (EC) TO COMMERCIAL/BUSINESS (C/B) (COMP 
09-0004); ADOPTING A NEW STORMWATER COMPREHENSIVE PLAN 
(COMP 09-0007); ADOPTING A NEW WASTEWATER COMPREHENSIVE 
PLAN (COMP 09-0008); ADOPTING A NEW WATER SYSTEM PLAN 
(COMP 09-0009);  AMENDING THE CAPITAL FACILITIES ELEMENT TO 
UPDATE THE SIX-YEAR IMPROVEMENT PROJECT LISTS (COMP 09-
0010); AMENDING THE UTILITIES ELEMENT TO BE CONSISTENT WITH 
THE NEW WATER SYSTEM PLAN (COMP 09-0011); ADDING TWO 
PARCELS, 4.16 ACRES, LOCATED AT THE SOUTHEAST CORNER OF 
HUNT STREET AND STATE ROUTE 16 TO THE CITY’S WATER SERVICE 
AREA (COMP 09-0013) .  

___________________________________________________________________                            
 

WHEREAS, the City of Gig Harbor plans under the Growth Management Act 
(chapter 36.70A RCW); and  

 
 WHEREAS, the Act requires the City to adopt a Comprehensive Plan; and  
 
 WHEREAS, the City adopted a revised GMA Comprehensive Plan as required by 
RCW 36.70A.130 (4) in December 2004; and  

 
WHEREAS, the City is required to consider suggested changes to the 

Comprehensive Plan (RCW 36.70A.470); and  
 
 WHEREAS, except under circumstances not applicable here, the City may not 
amend the Comprehensive Plan more than once a year (RCW 36.70A.130); and  
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 WHEREAS, the City is required to provide public notice and public hearing for 
any amendments to the Comprehensive Plan and the adoption of any elements thereto 
(RCW 36.70A.035, RCW 36.70A.130); and 
 
 WHEREAS, on May 11, 2009, the City Council evaluated the comprehensive 
plan amendment applications submitted for the 2009 annual cycle, and held a public 
hearing on such applications; and 
 

WHEREAS, on May 26, 2009, the City Council forwarded twelve comprehensive 
plan amendment applications to the Planning Commission for further processing in the 
2009 Comprehensive Plan annual cycle; and 
 
 WHEREAS, on July 16, 2009, the City’s SEPA Responsible Official issued a 
Determination of Non-Significance (DNS) for comprehensive plan amendment 
applications, pursuant to WAC 197-11-340(2), which was not appealed; and 
 

WHEREAS, the Planning Director notified the Washington State Department of 
Commerce of the City’s intent to amend the Comprehensive Plan and forwarded a copy 
of the proposed amendments on July 16, 2009 pursuant to RCW 36.70A.106; and 

 
WHEREAS, the Planning Commission held work study sessions on to discuss 

the applications on June, 18, 2009, July 16, 2009, July 30, 2009, August 6, 2009, 
August 20, 2009, September 3, 2009, September 17, 2009, September 24, 2009 and 
October 21, 2009; and 

 
WHEREAS, the Planning Commission held public hearings on comprehensive 

plan amendments on July 16, 2009, July 30, 2009 and September 17, 2009; and  
 

WHEREAS, on October 21, 2009 the Planning Commission voted to recommend 
approval of all twelve proposed amendments as documented in the Planning 
Commission’s written recommendations signed by Planning Commission Chair, Harris 
Atkins, all dated October 21, 2009; and   

  
WHEREAS, on November 9, 2009, the Gig Harbor City Council held a public 

hearing on all twelve proposed amendments to the Gig Harbor Comprehensive Plan for 
the 2009 annual review cycle; and 

 
WHEREAS, the Gig Harbor City Council had a first reading of an Ordinance 

amending the Comprehensive Plan on November 23, 2009; and 
 
WHEREAS, the Gig Harbor City Council had a second reading of an Ordinance 

amending the Comprehensive Plan on December 14, 2009; 
 

Now, Therefore, 
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THE CITY COUNCIL OF THE CITY OF GIG HARBOR, WASHINGTON, ORDAINS AS 
FOLLOWS: 

Section 1.  Comprehensive Plan Text Amendments.   

A.  Notice.  The City Clerk confirmed that public notice of the public hearings 
held by the City Council on the following applications was provided.   

B.  Hearing Procedure.  The City Council’s consideration of the comprehensive 
plan text amendments is a legislative act.  The Appearance of Fairness doctrine does 
not apply.  

C.  Testimony.  The following persons testified on the applications at the 
November 9, 2009 public hearing: 

 
(COMP 09-0001) Michael Desmarteau, Paul Cyr; (COMP 09-0004) Walter Smith, 

Carl Halsan; (COMP 09-0005) Kathryn Jerkovich, Lee Murray, Patricia Manning, Mark 
Hoppen; (COMP 09-0009) Jim Pasin; (COMP 09-0012) Carl Halsan, Danielle Ittner, 
John McMillan, Kurt Salmon, Mark Hoppen, Bill Fogarty, Cliff Petersen, William Lynn; 
(COMP 09-0013) Paul Cyr.   

 
D.  Criteria for Approval.  The process for Comprehensive Plan amendments 

(Chapter 19.09) states that the City Council shall consider the Planning Commission’s 
recommendations and after considering the criteria found in GHMC 19.09.170 make 
written findings regarding each application’s consistency or inconsistency with the 
criteria.  The criteria found in GHMC 19.09.170 are as follows: 

 
19.09.170 Criteria for approval. 

A. The proposed amendment meets concurrency requirements for 
transportation as specified in Chapter 19.10 GHMC; 

B. The proposed amendment will not adversely impact the city’s ability to 
provide sewer and water, and will not adversely affect adopted levels of service 
standards for other public facilities and services such as parks, police, fire, 
emergency medical services and governmental services; 

C. The proposed amendments will not result in overall residential capacities in 
the city or UGA that either exceed or fall below the projected need over the 20-
year planning horizon; nor will the amendments result in densities that do not 
achieve development of at least four units per net acre of residentially designated 
land; 

D. Adequate infrastructure, facilities and services are available to serve the 
proposed or potential development expected as a result of this amendment, 
according to one of the following provisions: 

1. The city has adequate funds for needed infrastructure, facilities and 
services to support new development associated with the proposed 
amendments; or 

2. The city’s projected revenues are sufficient to fund needed 
infrastructure, facilities and services, and such infrastructure, facilities and 
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services are included in the schedule of capital improvements in the city’s capital 
facilities plan; or 

3. Needed infrastructure, facilities and services will be funded by the 
developer under the terms of a developer’s agreement associated with this 
comprehensive plan amendment; or 

4. Adequate infrastructure, facilities and services are currently in place to 
serve expected development as a result of this comprehensive plan amendment 
based upon an assessment of land use assumptions; or 

5. Land use assumptions have been reassessed, and required 
amendments to other sections of the comprehensive plan are being processed in 
conjunction with this amendment in order to ensure that adopted level of service 
standards will be met. 

E. The proposed amendment is consistent with the goals, policies and 
objectives of the comprehensive plan; 

F. The proposed amendment will not result in probable significant adverse 
impacts to the transportation network, capital facilities, utilities, parks, and 
environmental features which cannot be mitigated and will not place 
uncompensated burdens upon existing or planned services; 

G. In the case of an amendment to the comprehensive plan land use map, 
that the subject parcels being redesignated are physically suitable for the allowed 
land uses in the designation being requested, including compatibility with existing 
and planned surrounding land uses and the zoning district locational criteria 
contained within the comprehensive plan and zoning code; 

H. The proposed amendment will not create a demand to change other land 
use designations of adjacent or surrounding properties, unless the change in 
land use designation for other properties is in the long-term interest of the 
community in general; 

I. The proposed amendment is consistent with the Growth Management Act, 
the countywide planning policies and other applicable interjurisdictional policies 
and agreements, and/or other state or local laws; and 

J. The proposed effect of approval of any individual amendment will not have 
a cumulative adverse effect on the planning area. 

 
E.  Applications.  The City Council hereby enters the following findings and 

conclusions for each application: 
 
1.   COMP 09-0001 – Wollochet Water System Service Area Amendment  
Summary:  A water system service area amendment from Stroh’s Water 
Company’s service area to the City of Gig Harbor water service area for a 3.69 
acre, vacant parcel located at the southeast corner of Wollochet Drive and SR 
16.   
 
Findings:  
a) The amendment will not adversely impact the city’s ability to provide water 

service.  The City currently has water capacity to reserve for future 
development.  The development of the subject parcel would require an 
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estimated 12,560 to 18,840 gallons per day of water and the City has over 
200,000 gallons per day of water available for reservation.  The city is also 
actively pursuing additional water rights from the Department of Ecology. 

b) Adequate water service infrastructure is currently in place to serve the parcel 
with a minor extension of a water main. The City of Gig Harbor water service 
area exists adjacent to the property along Wollochet Drive.  A City water main 
exists at the intersection of Wollochet Drive and Wagner Way approximately 
350 feet south of the subject site.  The developer would be required to extend 
the water main approximately 350 feet to service the site.  

c) The water system plan allows limited expansion of the city’s water service 
area.  Comprehensive Plan Policy 2.1.3 Serviceable Areas states that urban 
uses should be allocated to lands which can be provided roads, sewer, water, 
storm drainage and other basic urban utilities and transportation facilities.  
Given the location of transportation services and water mains in relation to the 
subject property, urban development is appropriate.  Redevelopment of this 
vacant property will be a value to the community 

d) The water service amendment will not place uncompensated burdens on the 
existing water purveyor and customers as the developer will pay for the water 
main extensions and connection fees.  With the proposed conditions, any 
fees incurred by the city for changing the water service area will be 
reimbursed by the applicant.  

e) The City Council finds that the proposed amendment is consistent with the 
Growth Management Act, the countywide planning policies and multi-county 
planning policies. 

f) The City Council finds that the approval of this amendment will not have a 
cumulative adverse effect on the City.  The City has a finite number of water 
ERUs to reserve to customers in the current service area, with over 1,000 
water ERUs available. 

 
Conclusion:  After consideration of the materials in the file, staff presentation, the 
Planning Commission recommendation, the City’s Comprehensive Plan, criteria 
for approval found in Chapter 19.09 GHMC, applicable law, and public testimony, 
the City Council hereby approves application COMP 09-0001, as identified in 
Exhibit A attached to this Ordinance with the following conditions: 

 
1) The applicant shall provide full cost reimbursement plus a 5% 

administration fee to the City of Gig Harbor for all consultant and legal 
expenses paid by the City of Gig Harbor for the revision to the City’s 
Water System Plan and/or the Pierce County Coordinated Water System 
Plan related to the water service area amendment; and 

2) The applicant shall provide full cost reimbursement plus a 5% 
administration fee to the City of Gig Harbor for all fees paid to the State of 
Washington and Pierce County by the City of Gig Harbor for the revision 
to the City’s Water System Plan and/or the Pierce County Coordinated 
Water System Plan related to the water service area amendment. 
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2. Parks, Transportation, Utility and Capital Facility Amendments.  The 
Council made findings and conclusions on the following seven (7) amendments 
together: 
 
Summary:   
a) COMP 09-0002: Parks, Recreation and Open Space Element  

An amendment to repeal the existing PROS element, as identified in Exhibit B 
attached to this Ordinance  

b) COMP 09-0003: Transportation Element  
Amendments to create a general short-range and long-range transportation 
improvement plans that will serve as a basis for the 6-year Transportation 
Improvement Plan (TIP) adopted each year and add policies related to 
vehicular and pedestrian access in the downtown area, as identified in Exhibit 
C attached to this Ordinance 

c) COMP 09-0007: Stormwater Comprehensive Plan  
Adoption of a new Stormwater Comprehensive Plan, as identified in Exhibit D 
attached to this Ordinance 

d) COMP 09-0008: Wastewater Comprehensive Plan  
Adoption of a new Wastewater Comprehensive Plan, as identified in Exhibit E 
attached to this Ordinance 

e) COMP 09-0009: Water System Plan  
Adoption of a new Water System Plan for the City’s water service area, as 
identified in Exhibit F attached to this Ordinance 

f) COMP 09-0010: Capital Facilities Element  
Amendments to update the stormwater, wastewater, water system, parks, 
recreation and open space, and transportation improvement projects included 
in the Capital Facilities Plan, as identified in Exhibit G attached to this 
Ordinance 

g) COMP 09-0011: Utilities Element  
An amendment to update the Utilities Element to be consistent with the new 
Water System Plan, as identified in Exhibit H attached to this Ordinance 

 
Findings:  
a) The amendments will improve the City’s ability to provide sewer, water and 

other public facilities and services through updated funding mechanisms and 
new comprehensive utility plans based on existing conditions. 

b) The amendments will update the transportation, sewer, park, stormwater, 
wastewater, water, parks and open space and capital facilities plan so that 
the City can provide necessary infrastructure to serve the development 
projected by the Comprehensive Plan. 

c) The City’s Comprehensive Plan seeks to keep pace with the population and 
commercial growth through the funding of capital improvements that manage 
and allow for the projected growth.  The amendments will allow the city to 
better address the planning area’s transportation, sewer, park, stormwater, 
wastewater, water and open space needs through adequate capital facility 
planning and funding. 
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d) The amendments are necessary so as not to create significant adverse 
impacts to the city’s infrastructure.  Updating the transportation, sewer, park, 
stormwater, wastewater, water, parks and open space and the capital 
facilities plan allows the City to plan for and provide the necessary 
infrastructure to serve the development projected by the Comprehensive 
Plan. 

e) The City Council finds that the proposed amendment is consistent with the 
Growth Management Act, the countywide planning policies and multi-county 
planning policies. 

f) The approval of the amendments will not have a cumulative adverse effect on 
the City. 

 
Conclusion: After consideration of the materials in the file, staff presentation, the 
Planning Commission recommendation, the City’s Comprehensive Plan, criteria 
for approval found in Chapter 19.09 GHMC, applicable law, and public testimony, 
the City Council hereby approve applications COMP 09-0002, COMP 09-0003, 
COMP 09-0007, COMP 09-0008, COMP 09-0009, COMP 09-0010 and COMP 
09-0011, as identified in Exhibits B, C, D, E, F, G, and H respectively attached to 
this Ordinance: 
 
3.   COMP 09-0004 – Sunrise Enterprise Land Use Map Amendment  
Summary:  A land use designation change from Employment Center (EC) to 
Commercial Business (C/B) of 15.53 acres located along Burnham Drive NW and 
112th Street NW, currently occupied by a contractor’s yard. 

  
 Findings:  

a) The city performed a traffic capacity evaluation for the proposed land use 
designation change.  Given the variety of uses allowed in both designations 
(EC and C/B), it is not possible to determine if an actual increase in trips will 
occur with the amendment until the specific use for the property is defined.  
Some uses allowed in the C/B designation will exceed the trip generation of 
some uses in the EC designation and vice versa.  Given this variability, a 
change from EC designation to C/B designation is not considered an increase 
in land use intensity.  In addition, the city’s traffic modeling assumed this 
property was in the County and regulated by County zoning, given that the 
property was annexed to the City in March 2009.  The County’s zoning for this 
site prior to annexation was Community Commercial which is equivalent to 
the city’s C/B designation.  

b) The draft traffic impact analysis provided by the applicant indicated that more 
trips may be generated as a result of the redesignation.  The city will fully 
evaluate the project once a project permit application is submitted committing 
to a particular use.  If through that permitting process, deficiencies in the 
City’s transportation system will occur, mitigation will be required by the 
applicant.  The city does not believe the change in land use will result in an 
adverse impact that cannot be mitigated.  
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c) After an analysis of the anticipated sewer and service impacts under the 
existing designation and the proposed designation, no significant increase in 
services or infrastructure needs were documented and; therefore, no adverse 
impacts to the city’s infrastructure.  The subject property is not serviced by 
city water. 

d) Goal 6.2.2 of the Economic Development Element encourages increased 
economic opportunities through the redevelopment of vacant properties and 
revitalizing older business districts within the city.  The amendment will further 
this goal given that the subject property is under-utilized with outdated 
buildings.   

e) Prior to annexation of this area on March 23, 2009, the County land use 
designation and zoning for this property was Community Commercial (CC).  
The CC zoning is most similar to the city’s B-2 zoning.  The County selected 
this designation and zoning as part of the Gig Harbor Peninsula Community 
sub-area plan adopted in 2002.  The County and surrounding property 
owners have been contemplating a commercial designation and zoning of this 
property for seven years.  This amendment will retain the commercial 
designation which was deemed compatible with the surrounding land uses 
and physically suitable for the property in 2002. 

f) The Commercial/Business land use designation policy states that 
“commercial areas which border residential designations or uses should use 
available natural features as boundaries.” (GHCP 2.2.3d)  Residentially 
designated and zoned land exists both north and south of the proposal.  The 
applicant has indicated that the mining permit for the current use of the 
subject property includes a 50 foot buffer to the residential use to the north.  
In addition along the north boundary, steep slopes rise up to the adjacent 
residential property.  To the south, 112th Street NW separates the subject 
property from the residential zoning. The City Council finds that the existing 
road separation to the south and the topography in conjunction with a 40-foot 
zone transition buffer required by the Design Manual to the north is 
appropriate buffering from the residential zones. 

g) The City Council finds that the amendment will not create a demand for land 
use designation changes in the surrounding areas.  A right-of-way bounds the 
subject property on the south. The property to the east has commercial 
designations and uses.  To the west is a gravel pit under the same ownership 
as the subject property. They have indicated that the gravel pit will remain in 
the near future.  To the north, a property owner has indicated they may 
request a comprehensive plan amendment to redesignate his property from 
residential to commercial. However, the property owner stated he had 
considered such amendment at the existing EC designation; the C/B 
designation request does not change that consideration.  

h) The City Council finds that the proposed amendment is consistent with the 
Growth Management Act, the countywide planning policies and multi-county 
planning policies. 

i) The approval of the amendment will not have a cumulative adverse effect on 
the City. 
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Conclusion:  After consideration of the materials in the file, staff presentation, the 
Planning Commission recommendation, the City’s Comprehensive Plan, criteria 
for approval found in Chapter 19.09 GHMC, applicable law, and public testimony, 
the City Council hereby approves application COMP 09-0004, as identified in 
Exhibit I attached to this Ordinance. 
 
4.   Section 1.E.4 intentionally omitted. 

 
5.   Section 1.E.5 intentionally omitted. 

 
6.   COMP 09-0013 – Stroh’s Water System Service Area Amendment  
Summary:  A water system service area amendment from Stroh’s Water 
Company’s service area to the City of Gig Harbor water service area for two 
parcels, totaling 4.16 acres, located south of Hunt Street just east of SR16 and 
the existing Cushman Trail, currently occupied by Stroh’s Feed & Garden 
Supplies and United Rentals. 

 
Findings:  
a) The water system plan allows limited expansion of the city’s water service 

area.  Goal 6.2.2 of the Economic Development Element encourages 
increased economic opportunities through the redevelopment of vacant 
properties and revitalizing older business districts within the city.  Providing 
city fire flow to an underdeveloped commercial site will further this goal by 
allowing redevelopment without Stroh’s Water Company incurring significant 
infrastructure costs.  

b) Providing fire flow to the subject parcel will not adversely impact the city’s 
ability to provide water service.  A 12-inch City water main exists within Hunt 
Street along the north property line.  A basic hook-up to that main would be 
required to provide water service.  Given that the existing development has 
domestic water rights allocated to it, any redevelopment of the parcel should 
yield the transfer of those rights to the City provided the City takes over both 
domestic and fire flow water service.   If only fire flow is provided, the city has 
adequate pressure to service the site and no additional water rights are 
needed.  The water service amendment will not place uncompensated 
burdens on the existing water purveyor and customers as the developer will 
pay for connecting to the city’s water main and associated fees.  Any fees 
incurred by the city for changing the water service area will be reimbursed by 
the applicant.  

c) The City Council finds that the proposed amendment is consistent with the 
Growth Management Act, the countywide planning policies and multi-county 
planning policies. 

d) The City Council finds that the approval of this amendment will not have a 
cumulative adverse effect.  Under condition 3a, the City does not reserve any 
additional water rights.  Under condition 3b, the city allows a connection for 
fire flow only and an underdeveloped parcel is allowed to redevelop. 
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Conclusion:  After consideration of the materials in the file, staff presentation, the 
Planning Commission recommendation, the City’s Comprehensive Plan, criteria 
for approval found in Chapter 19.09 GHMC, applicable law, and public testimony, 
the City Council hereby approves application COMP 09-0013, as identified in 
Exhibit L attached to this Ordinance with the following conditions: 

 
1) The applicant shall provide full cost reimbursement plus a 5% 

administration fee to the City of Gig Harbor for all consultant and legal 
expenses paid by the City of Gig Harbor for the revision to the City’s 
Water System Plan and/or the Pierce County Coordinated Water System 
Plan related to the water service area amendment.   

2) The applicant shall provide full cost reimbursement plus a 5% 
administration fee to the City of Gig Harbor for all fees paid to the State of 
Washington and Pierce County by the City of Gig Harbor for the revision 
to the City’s Water System Plan and/or the Pierce County Coordinated 
Water System Plan related to the water service area amendment. 

3a. IF THE CITY SUPPLIES BOTH DOMESTIC AND FIRE FLOW TO THE 
SITE:  The applicant shall request the Stroh’s Water System assign to the 
City of Gig Harbor from its existing water rights, the quantity required to 
serve the proposed development consistent with state law, including 
Washington State Department of Health water system planning statutes 
and regulations.  Should the Stroh’s Water System decline the requested 
assignment, or advise the City that the assignment cannot occur in a 
manner consistent with law, the applicant is advised that City of Gig 
Harbor has no duty to serve the subject property and reserves the right 
not to provide water service.  The applicant’s request for assignment and 
Stroh’s Water System response shall be documented in writing and 
provided to the City of Gig Harbor.  The applicant shall provide full cost 
reimbursement plus a 5% administration fee to the City of Gig Harbor for 
all consultant and legal expenses necessary for assignment of water 
rights. 

 
OR 

 
3b. IF THE CITY SUPPLIES ONLY FIRE FLOW SUPPLY TO THE SITE:  The 

applicant shall pay the City’s water system connection charge in effect at 
the time of building permit issuance based on the size of each water main 
serving the fire sprinkler system for the building(s). 

 
Section 2.  Transmittal to State.  The Planning Director is directed to forward a 

copy of this Ordinance, together with all of the exhibits, to the Washington State 
Commerce Department within ten days of adoption, pursuant to RCW 36.70A.106. 

 
Section 3.   Severability.  If any portion of this Ordinance or its application to any 

person or circumstances is held by a court of competent jurisdiction to be invalid or 
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Wollochet Water System Service 
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Exhibit “B” 
Application COMP 09-0002: 
Parks, Recreation and Open Space 
Element 
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Chapter 10 
PARKS, RECREATION AND OPEN SPACE 

 
 
The Gig Harbor Park, Recreation and Open Space Plan (March 2001) is incorporated by 
reference as the City’s Park and Recreation Element under Gig Harbor Ordinance No. 933.  The 
element is bound separately from the remainder of the Comprehensive Plan. 
 
On December 8, 2008, the City of Gig Harbor added the following properties to the Park and 
Recreation Element as recent or potential acquisitions (Ordinance No. 1151): 
 

1. The Rohr Property.  This property is located on the north side of the bike motocross 
property.  It includes a single family home and the property abuts Crescent Creek on 
its westerly side.  The property was purchased in 2008. 

 
2. The Hoppen Property.  This property is located at the mouth of Crescent Creek. The 

property is almost entirely a wetland that is tidally influenced.  The property would be 
purchased with a combination of City and Conservation Futures funding. 

 
3. Future Park Site – Gig Harbor North.  The City is looking to acquire a park site in 

Gig Harbor North.  Although no specific site has been identified at this time, it is 
anticipated that a suitable site may be identified in 2009. 

 
This chapter is reserved for the parks, recreation and open space plan. The City has removed the 
expired 2001 plan and is working on a replacement plan for adoption in the 2010 Comprehensive 
Plan Amendment Cycle.  



 
 
Exhibit “C” 
Application COMP 09-0003: 
Transportation Element 
 
Showing pages with amendments. 





























 
 
Exhibit “D” 
Application COMP 09-0007: 
Stormwater Comprehensive Plan 
 
A copy of the “Stormwater 
Comprehensive Plan – October 2009” is 
located in the Public Works Department. 



 
 
Exhibit “E” 
Application COMP 09-0008: 
Wastewater Comprehensive Plan  
 
A copy of the “Wastewater 
Comprehensive Plan – November 2009” 
is located in the Public Works 
Department. 



 
Exhibit “F” 
Application COMP 09-0009: 
Water System Plan  
 
A copy of the “Water System Plan – 
2008” is located in the Public Works 
Department. 



 
Exhibit “G” 
Application COMP 09-0010: 
Capital Facilities Element 
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Chapter 12 
CAPITAL FACILITIES 

 
INTRODUCTION 
 
A Capital Facilities Plan is a required element under the State Growth Management Act, Section 
36.70A.070 and it addresses the financing of capital facilities in the City of Gig Harbor and the 
adjacent urban growth area.  It represents the City and community's policy plan for the financing 
of public facilities over the next twenty years and it includes a six-year financing plan for capital 
facilities.  The policies and objectives in this plan are intended to guide public decisions on the 
use of capital funds.  They will also be used to indirectly provide general guidance on private 
development decisions by providing a strategy of planned public capital expenditures. 
 
The capital facilities element specifically evaluates the city's fiscal capability to provide public 
facilities necessary to support the other comprehensive plan elements.  The capital facilities 
element includes: 
 

•  Inventory and Analysis 
•  Future Needs and Alternatives 
•  Six-Year Capital Improvement Plan 
•  Goals, Objectives and Policies 
•  Plan Implementation and Monitoring 

 
Level of Service Standards
 
The Capital Facilities Element identifies a level of service (LOS) standard for public services 
that are dependent on specific facilities.  Level of service establishes a minimum capacity of 
capital facilities that must be provided per unit of demand or other appropriate measure of need.  
These standards are then used to determine whether a need for capacity improvements currently 
exists and what improvements will be needed to maintain the policy levels of service under 
anticipated conditions over the life of the Comprehensive Plan.  The projected levels of growth 
are identified in the Land Use and Housing Elements.   
 
Major Capital Facilities Considerations and Goals
 
The Capital Facilities Element is the mechanism the city uses to coordinate its physical and fiscal 
planning.  The element is a collaboration of various disciplines and interactions of city 
departments including public works, planning, finance and administration.  The Capital Facilities 
Element serves as a method to help make choices among all of the possible projects and services 
that are demanded of the City.  It is a basic tool that can help encourage rational decision-making 
rather than reaction to events as they occur. 
 
The Capital Facilities Element promotes efficiency by requiring the local government to 
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prioritize capital improvements for a longer period of time than the single budget year.  Long 
range financial planning presents the opportunity to schedule capital projects so that the various 
steps in development logically follow one another respective to relative need, desirability and 
community benefit.  In addition, the identification of adequate funding sources results in the 
prioritization of needs and allows the tradeoffs between funding sources to be evaluated 
explicitly.  The Capital Facilities Plan will guide decision making to achieve the community 
goals as articulated in the Vision Statement of December, 1992. 
 
INVENTORY AND ANALYSIS 
 
The inventory provides information useful to the planning process.  It also summarizes new 
capital improvement projects for the existing population, new capital improvement projects 
necessary to accommodate the growth projected through the year 2010 and the major repair, 
renovation or replacement of existing facilities.  
 
Inventory of Existing Capital Facilities 
 
Wastewater System Facilities
 
Existing Capital Facilities 
 
The City's waste-water treatment facility is located on five acres, west of Harborview Drive at its 
intersection with North Harborview Drive.  The principal structure on the site consists of a 2,240 
square feet building which houses the offices, testing lab and employee lunch room.  The 
treatment facility consists of an activated sludge system which provides secondary level 
treatment of municipal sewage.  After treatment, the effluent is discharged into Gig Harbor Bay 
via a submarine outfall pipe.   The system was upgraded in 1996 to its present capacity of 1.6 
MGD.  The existing facility is very near actual capacity at historical month and peak flow of 1.1 
MGD and 2.0 MGD, respectively.  A proposed 2.4MGD expansion of the treatment plant is 
anticipated to provide sufficient capacity through the 20-year planning horizon.   
 
A 2003 and a 2007 report by the Cosmopolitan Engineering Group, Inc analyzed the operation, 
maintenance, and capacity problems at the treatment plant, including odor and noise complaints.  
The report proposed a number of phased system improvements that have been incorporated in 
the wastewater capital improvement program.   
 
The existing collection system serves a population of 6,820 and includes approximately 141,000 
feet of gravity pipe, 27,000 feet of force main, 13 lift stations.  Detailed descriptions of the 
existing sewer system, including location and hydraulic capacities, are found in the Gig Harbor 
Wastewater Comprehensive Plan (2002).  
 
The downtown portion of the collection system was constructed under ULID No.1 in the mid-
1970s. ULID No. 2 was constructed in the late 1980’s to serve areas to the South of Gig Harbor, 
including portions of Soundview Drive, Harbor County Drive, Point Fosdick-Gig Harbor Drive, 
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56th Street NW, 32nd Avenue, and Harborview Drive.  ULID No. 3 was constructed in the early 
1990’s to connect the Gig Harbor collection system to points north including portions of 
Burnham Drive NW and 58th Avenue NW. 
 
Gig Harbor’s original collection system, constructed in 1974-1975, served the downtown area 
and an area south of downtown.  The original system was called Utility Local Improvement 
District (ULID) #1 and included six lift stations.  ULID #2 was constructed to the south of ULID 
#1 in 1988 to serve south Gig Harbor including portions of Soundview Drive, Harbor Country 
Drive, Point Fosdick Drive, and Olympic Drive.  ULID #3 was constructed north of ULID #1 in 
1992 to serve North Gig Harbor including the area along Burnham Drive north of Harborview 
Drive, the Washington State Women’s Corrections Center off Bujacich Drive, and the Purdy 
area including the Peninsula School District campus in Purdy.   
 
Further expansions of the City’s collection system were built under development agreements and 
as mitigation conditions of proposed development through the state environmental policy act 
(SEPA) process.  As of 2009 the City’s collection system consisted of approximately 150,000 
feet of gravity sewers, 32,000 feet of sewer force mains, and 15 lift stations. 
 
The City's wastewater treatment plant (WWTP) is located on five acres, west of Harborview 
Drive at its intersection with North Harborview Drive.  The original WWTP was brought online 
to provide secondary treatment of municipal sewage in 1975.  The original WWTP had a design 
capacity of 0.45 million gallons per day (MGD) with an average organic loading of 700 lbs 
BOD5/day.  In 1988, the WWTP was expanded to treat 0.7 MGD and an average organic loading 
of 1,800 lbs BOD5/day.  The WWTP was expanded again in 1996 to treat 1.0 MGD and 
permitted to treat a capacity of 1.6 MGD and an average organic loading of 3,400 lbs BOD5/day.  
In 2009 the City started construction of Phase I of additional improvements to the WWTP to 
expand the treatment capacity to the permitted capacity. 
 
The WWTP consists of the following major components: influent flow meter, influent screens, 
screening press, aeration basins, blowers, secondary clarifiers, return activated sludge pumps, 
waste activated sludge pump, aerobic digester, digested sludge pumps, sludge dewatering 
centrifuge, chlorinators, chlorine contact tanks, dechlorination system, and effluent discharge 
pumps.  Effluent from the WWTP is piped through an outfall that discharges in to Gig Harbor.   
 
In addition to sewer service within the Gig Harbor UGA, the City of Gig Harbor owns, operates, 
and maintains a septic system for the Shorecrest Development along Ray Nash Drive NW Ray 
Nash Development, located about 5 miles west of the City.  The Shorecrest septic system Ray 
Nash is a 12-unit development with an on-site septic system and pressurized drainfield.  The City 
also maintains an on-site septic system for the Olympic Theater. 
 
Level of Service 
 
The City introduced a requirement in May 2006 through Ordinance #1044 for most new 
development and redevelopment projects to request a portion of the treatment capacity at the 
City’s wastewater treatment plant (WWTP) through the sewer capacity reservation certificate 
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(CRC) process.  Since the WWTP has limited capacity to treat wastewater, the City identifies by 
way of the sewer CRC process those projects that the City’s WWTP has adequate public 
wastewater facilities to treat.   
 
In August 2007 the City released a statement indicating the City may not be able to grant any 
additional sewer CRCs until a planned expansion project at the WWTP is completed.  Upon 
completion of design on Phase 1 expansion at the WWTP the City started construction of the 
design improvements in 2009 with the intent of providing additional treatment capacity.   
 
Forecast of Future Needs 
 
The City has used a demographics forecasting allocation model (DFAM) to forecast future 
population growth on undeveloped and underdeveloped parcels within the City’s urban growth 
area (UGA).  The primary input to the DFAM was a result of the City’s Buildable Lands 
Analysis.  The resulting population growth was then correlated to the generation of sewer flows 
to provide an estimate of the distribution of sewer flows throughout the City’s UGA.  These 
forecasted flows and descriptions of future wastewater needs are described further in the City’s 
Wastewater Comprehensive Plan. 
 
Future Wastewater Collection Needs 
The City’s collection system is planned at full build-out to expand to the limits of the UGA.  The 
collection system has been divided into a total of 21 topographic basins, also known as sewer 
basins.  At build-out each sewer basin will have one sewer pump station and a mixture of sewer 
gravity mains and sewer force mains.  The design and construction of undeveloped and under-
developed sewer basins may be financed by developers as conditions of SEPA or land use 
approval, and/or utility local improvement districts (ULIDs). 
 
As noted above in the description of the existing capital facilities, the City’s core area has an 
established sewer collection system.  Some areas within the City’s UGA are capable of having 
sewer flows conveyed through the use of gravity to existing sewer lift stations.  However, in 
most areas the future development of the City’s sewer collection system will occur in areas 
beyond the City’s core area.  These areas have a topographic low point where wastewater must 
be collected and pumped and may require construction of a new sewer pump station, also known 
as a lift station.  Only one lift station shall be utilized in each sewer basin. 
 
In situations where a new sewer lift station must be constructed two scenarios exist.  The first 
scenario is where no lift station is located in the sewer basin.  The proposed development activity 
shall design and construct a new lift station that will collect sewer flows from the proposed 
development and all future development upstream in the sewer basin.   
 
The second scenario is where an existing lift station is already located in the sewer basin but the 
proposed development activity is located lower in elevation than the existing lift station.  The 
proposed development activity shall design and construct a new lift station that will collect sewer 
flows from the existing lift station, the proposed development and all future development 
upstream in the sewer basin.  The existing lift station would then be demolished.   
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Due to the likely potential for mechanical and electrical failures and the complications that arise 
when these failures occur, developments shall maximize gravity flows while minimizing the use 
of lift stations and grinder pumps. 
 
Only developments lower in elevation than an existing lift station or gravity main AND lower in 
elevation that the path of sewer main construction may, upon approval of the Public Works 
Director, use grinder pumps in lieu of constructing a new lift station. 
 
The City’s Public Works Department provides continuous maintenance of the existing collection 
system.  Future needs of the existing collection system are mostly limited to projects requiring 
rehabilitation of the lift stations.  However, through the modeling of projected wastewater flows, 
no projects have been identified in the short term as necessary to increase the capacity of a 
gravity sewer main.  Funding for the ongoing maintenance of the existing collection system, 
including rehabilitation of existing lift stations and replacement of existing sewer mains may be 
funded by utility connection fees and utility rates. 
 
Specific facility improvements anticipated to accommodate the upcoming six year planning 
period are listed in Table 12.5. 
 
Future Wastewater Treatment Plant Needs 
To treat wastewater flows and waste load projections for the anticipated 20 year planning 
horizon the City will need to increase the permitted capacity of the treatment plant.  With the 
construction of the Phase I improvements to the WWTP in 2009, the City anticipates the need for 
completing the design and construction of the Phase II WWP improvements and extending the 
marine portion of the wastewater outfall into Colvos Passage to receive approval on an increased 
wastewater discharge.   
 
Reclaimed Water Investigation. 
The State has identified reclaimed water as an important water resource management strategy 
that can offer benefits related to potable water supply, wastewater management, and 
environmental enhancement.  The City has acknowledged the State’s acceptance and promotion 
of reclaimed water as being a viable and important water resource management tool through the 
adoption of a comprehensive plan goal for the wastewater utility to explore options to create 
reclaimed water.  Table 12.5 identifies an annual project for the study and investigation of 
wastewater reuse and reclaimed water. 
 
In order to provide service to the urban growth area within 20 years, the City’s sewer system of 
Gig Harbor will need to be extended its system into areas that currently do not have sewers.  
Collection system expansions will be financed by developer fees and/or utility local 
improvement districts (ULIDs), and maintained by the City.  A conceptual plan for extending 
sewers into the unsewered parts of the city and urban growth area is included in the City’s 
Wastewater Comprehensive Plan (2002). Individual basins in the unsewered areas were 
prioritized as 6-year or 20-year projects based on anticipated development.  
 
The service area as configured in 1999 represented 2,270 equivalent residential units (ERUs).  
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By 2019, this total is projected to reach 8,146 ERUs within the exiting service area boundaries, 
with an additional 11,219 in the currently unsewered areas, for a system-wide total of 19,365 
ERUs.  Specific facilities improvements required to accommodate the short-term (6-year) and 
long-term (20-year) growth are listed in Table 12.5. 
 
With completion of the proposed treatment plant expansion and other proposed system 
improvements, no significant capacity issues are anticipated through the 2022 planning horizon.   
 
Water System 
 
Existing Capital Facilities 
 
The City’s of Gig Harbor Wwater Ssystem, and limited by its retail water service area (RWSA), 
is are unique in that many residents within the City limits and the City’s UGA receive water 
service from adjacent water purveyors.  Approximately 35% of the population within the City 
limits and City’s UGA receives water from the City, and the remainder within the City limits and 
City’s UGA receive water from other water purveyors or from private wells.  Over 6,300 of the 
12,113 people (52%) within the City’s UGA and over 500 people within the City limits receive 
water from water purveyors other than the City.   
 
The City of Gig Harbor Water System was originally built in the late 1940's.  Today, the City’s 
RWSA encompasses approximately 4.4 square miles with 1,927 service connections serving 
approximately 4,700 people. The City operates six groundwater wells that supply water to its 
water service customers, and has more than 37 miles of pipeline and six reservoirs located 
around the City.  Summaries of the City’s well source supply and storage facilities are provided 
in Table 12.1 and Table 12.2, respectively, below.  The City also provides wholesale water 
service to multiple customers outside the City’s RWSA, and has an emergency intertie with one 
purveyor. The system has experienced considerable growth and served 1,391 connections and a 
service area population of 5,636 in 1999, including the Washington Corrections Center for 
Women and the Shore Acres Water System.   
 
The City owns and draws water from six wells.  The City’s wells have a combined capacity of 
2,705 gallons per minute (GPM) and are exclusively groundwater wells.   
 
 Table 12.1 - Summary of Well Existing Source Supply 

Well 
No. 

Location 
(Sec-Twnshp-Rge)

Date 
Drilled 

Capacity 
(GPM) 

Depth (Ft.) Status 

1 8-21N-2E 1949 120N/A 246 320 Inactive 
Abandoned

2 32-22N-2E 1962 280 330 116 121 Active In Use
3 17-21N-2E 1978 750 625 745 920 Active In Use
4 8-21N-2E 1988 200 230 399 443 Active In Use
5 7-21N-2E 1990 543 500 705 818 Active In Use
6 7-21N-2E 1991 975 1,000 566 600 Active In Use
7 31-22N-2E N/A 40 N/A 393 Inactive Class B 
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Well
8 17-21N-2E 1965 20 231 240 Active In Use

Source: City of Gig Harbor Water Facilities Inventory (WFI) Report, 2008 1998; DOE Water Right 
Certificates 

 
The City also has six storage facilities with a combined capacity of 4,550,000 gallons as shown 
in Table 12.2.  Recently, a 2.4 million gallon storage reservoir was constructed in 2006.  The 
tank was privately constructed as a condition of a pre-annexation agreement for Gig Harbor 
North.  Upon completion, the facility was turned over to the City.
 

Table 12.2 - Summary of Existing Storage Facilities  
Storage Facility Associated 

with Well No. 
Total Capacity 

(gallons) 
Base 

Elevation (ft) 
Overflow 

Elevation (ft) 
East Tank 2 250,000 304 320 

Harbor Heights Tanks(1) 
1

4 500250,000 290 320 

Harbor Heights Tank 2 4 250,000 290 320
Shurgard Tank 3 500590,000 339 450 
Skansie Tank 5 & 6 1,000,000 338 450 

Gig Harbor North Tank None 2,300,000 301 450 
Total  4,640550,000   

 (1)  There are two Harbor Heights tanks, each with a volume of 250,000 gallons. 
 Source:  City of Gig Harbor 2009 Water System Comprehensive Plan 
 
As with most municipalities, the City’s water distribution system has developed continuously as 
demands and the customer base have grown.  This evolution has created a distribution system 
comprised of pipes of various materials, sizes, and ages.  Some areas of the City have pipe 
materials, sizes, and age that do not meet current construction standards or underperform.  The 
City’s distribution system is comprised primarily of six-inch and eight-inch pipe.  Ten-inch and 
twelve-inch pipes are located mostly at reservoir and pump outlets in order to maximize flows to 
the distribution system.  There is also a 16-inch main along Skansie Avenue that serves the City 
maintenance shops and the Washington Correctional Center for Women facility in the Purdy area 
of the City’s UGA.  Approximately five percent of the system consists of four-inch pipe.  The 
City is systematically replacing these undersized lines as budget allows.  The City is also 
replacing older asbestos cement (AC) lines with ductile iron pipe as budget allows.   
 
A detailed description of the existing water supply system may be found in the City of Gig 
Harbor Comprehensive Water System Plan (2001). 
 
Level of Service 
 
The City introduced a requirement in January 2001 through Ordinance #862 for most new 
development and redevelopment projects to request a portion of capacity of the City’s water 
system through the water capacity reservation certificate (CRC) process.  Since the City has 
limited capacity to withdraw water, the City identifies by way of the water CRC process those 
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projects that the City’s water system has adequate public facilities to treat.   
 
Forecast of Future Needs 
 
The water use projections for the existing service area indicate an increase from 5,636 people in 
2000 to 7,590 people in 2019.  Projected populations for the City’s new service area are 
estimated at an additional 4,650 people by 2019.   
 
The City has used a demographics forecasting allocation model (DFAM) to forecast future 
population growth on undeveloped and underdeveloped parcels within the City’s RWSA.  The 
primary input to the DFAM was a result of the City’s Buildable Lands Analysis.  The resulting 
population growth was then correlated to the generation of water demands to provide an estimate 
of the water demands throughout the City’s UGA.  These forecasted water demands are 
described further in the City’s Water System Plan.
 
The City has used results of the DFAM and water system modeling to analyze future demands 
and the resulting impacts to the City’s water supply, distribution system, and storage.   
 
The City’s planned water supply meets the short-term projected demands. However, it is the 
City’s goal to meet the maximum day water demand with the largest source out of service. This 
increases the City’s reliability and redundancy of their water supply system.  Currently the City’s 
water system cannot meet this goal.  Therefore additional sources, including up to two new deep 
aquifer wells and one shallow aquifer well, are planned to meet this goal.  The deep aquifer wells 
may produce up to 1,000 acre-ft per year and 1,000 gallons per minute each and are denoted as 
Well No. 9 (adjacent to the Gig Harbor North reservoir), Well 11 (adjacent to the Skansie 
reservoir) or Well 12 (adjacent to the Harbor Heights reservoirs).  The shallow aquifer well may 
produce up to 750 acre-ft per year and 500 gallons per minute and is denoted as Well No. 10 
(located within Crescent Creek Park).   
 
The City’s water distribution system is generally strong.  The strong water system is, in part, due 
to the replacement of undersized pipes and the replacement of older asbestos cement (AC) water 
mains.  As a result the programming is continued for systematic replacement of undersized pipes 
to meet minimum fire flows and replacing older AC water mains with either ductile iron pipe or 
polyvinyl chloride (PVC) pipe.   
 
Analysis of the existing storage facilities in the City of Gig Harbor Water System Plan indicates 
that the City can meet all of its storage needs through the 20-year planning horizon with existing 
facilities by nesting standby storage and fireflow storage.  Consequently the City is not currently 
planning for additional storage facilities in the 20-year planning horizon.  However, development 
in the Gig Harbor North area will require additional storage to supply future connections in this 
area.  The City plans to construct a 500,000-gallon, ground-level steel tank near the existing 
maintenance shop on Skansie Avenue.
 
Planned improvements for the distribution system generally include AC pipe replacement and 
capacity upgrades to provide fireflow. 



City of Gig Harbor Comprehensive Plan – Capital Facilities Element       
        
 

12 -9 

The City has recently been granted an additional water right of 1,000 gallons per minute, 
sufficient to serve about 2,547 additional equivalent residential units.  With other planned water 
system improvements and programmatic measures, the City anticipates sufficient water supplies 
through 2019.  Specific facilityies improvements required to accommodate the upcoming six-
year planning period short-term (6-year) and long-term (20-year) growth are listed in Table 12.5. 
 
Parks, and Recreation & Open Space Facilities 
 
Existing Facilities 
 
The City has a number of public park facilities, providing a range of recreational opportunities.  
These facilities are listed in Table 12.3 and described in greater detail below. 
 
  
 Table 12.3. Existing Park Facilities 

Facility Size Location Type of Recreation 
 (Acres)   
City Park at Crescent 
Creek 

9.85.8 Vernhardson Street  Active; Park, athletic facilities, play 
fields 
Passive; picnic area 

Jerisich Dock 1.5 Rosedale Street at 
Harborview Drive 

Moorage; water access; fishing 

Grandview Forest Park 8.8 Grandview Drive Passive; trail system 
Old Ferry Landing 0.1 Harborview Drive, east 

end  
Passive; view point 

Donkey Creek Park 0.96 acre 
1.3

Located at the intersecting 
parcel defined by Austin 
Street, Harborview Drive 
and North Harborview 
Drive 

Passive; historical, scenic, nature 
area 

Eddon Boat Park 2.9 Located at the intersection 
of Stinson Avenue and 
Harborview Drive. 

Passive; historical. 

Wilkinson’s Homestead 16.3 Rosedale Street Passive:;  Historical, walking trail, 
community garden

Tallman’s Wetlands 16.0 Wollochet Drive NW Passive:; Trails 
WWTP (Wastewater 
Treatment Plant) 

9.3 Burnham Drive  Passive; (proposed) walking trails 
Active; (proposed) hike, bike and 
horse trails 

Wheeler Street ROW end 0.4 Vernhardson Street Passive; beach access 
Bogue Viewing Platform 0.4 North Harborview Drive Passive; picnic area 
Finholm Hillclimb 0.4 Fuller Street between 

Harbor Ridge Middle 
School and the 
Northshore area. 

Passive; walkway and viewing point 

Dorotich Street ROW 0.4 West side of bay Passive; Street End Park 
Soundview Drive ROW 
end 

0.4 West side of bay 
adjoining Tides Tavern 

Passive; Public Access dock 

Harborview Trail 1.4 Harborview Drive and 
North Harborview Drive

Passive; bike and pedestrian trails 

Bogue Building 0.04 3105 Judson Street Passive; historical 
Public Works/ Parks Yard 7.5 46th Avenue NW Passive; storage of parks equipment 
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City Hall/Civic Center 10.0 Grandview Drive adjacent 
to Grandview Forest Park 

Active; athletic fields, recreational 
courts, skatepark 
Passive; picnic area 

Kenneth Leo Marvin 
Veterans Memorial Park 

5.5 50th Street near Olympic 
Drive. 

Undeveloped – athletic fields under 
design and constriction. 
Active: multi-purpose field, and 
play structures 
Passive: picnic area and open space

Skansie Brothers Park 2.0 Rosedale Street at 
Harborview Drive 

Passive; historical, picnic area. 

Austin Estuary 1.8 Located adjacent to 
Donkey Creek in the 
Northwest corner of the 
harbor. 

Passive; historical, scenic, nature 
area 

 
City Park - this 5.8 9.8 acre property is located on Vernhardson Street on the east side of 
Crescent Creek. The eastern portion of the former Peninsula School District site has been park is 
improved with athletic facilities including a tennis court, basketball court, and youth 
baseball/softball field. The park’s active recreation has been expanded in recent years to include 
a BMX dirt bike course and a sand volleyball court accessed off of Crescent Valley Drive. The 
City purchased property in 2008 north of the existing park site for future development and open 
space preservation. Additional open space property was also acquired west of the stream through 
the County Conservation Futures program in 2008.  
 
The western portion of the site conserves the banks, wetlands, and other natural areas adjacent to 
Crescent Creek. This portion of the site has been improved with a playground structure, picnic 
tables, viewing platform, picnic shelter, restrooms, parking area and a pump house building. 
 
Skansie Brothers Park/Jerisich Dock - this downtown waterfront property is located within the 
extended right-of-way of Rosedale Street NW on Harborview Drive and was expanded with the 
acquisition of the adjacent Skansie Brothers property. These waterfront parks are located 
adjacent to each other at 3207 and 3211 Harborview Drive respectively and have a total area of 
3.5 acres. The waterfront Jerisich Dock site has been developed with a flagpole, and monument 
for lost fishermen along Harborview Drive, and recreational pier. The acquisition of the Skansie 
Brothers property in 2002 expanded the park to include a netshed and historic house which both 
stand south of Jerisich Dock. 
 
Restrooms, picnic tables, and benches are provided on Jerisich’s 1,500 square foot pier supported 
deck overlooking the harbor and adjacent marinas. The deck provides gangplank access to a 352 
foot long, 2,752 square foot pile supported fishing and boat moorage pier floating dock. The pier 
dock provides 420 feet of day-use boat moorage for 20 slips, access for kayaks and other hand-
carry watercraft, and fishing. The pier dock is used on a first-come basis to capacity, particularly 
during summer weekends. The Skansie Brothers site has been developed with a covered pavilion 
with adjacent grass area that is utilized for seasonal public events. A boat sewage pump-out is 
provided at no charge, April through October.   
 
The pier was extended another 160 linear feet to the edge of the harborline in 1998. The 
additional platform area provides day-use boat moorage and fishing access. A pay-per-use 
sanitary sewage pump-out station was constructed at the same time along with lighting fixtures 
along the floats. 
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Expansion of the pier is under review. 
 
Grandview Forest Park - Grandview Forest Park – this 8.8 acre site is located on Grandview 
Drive adjacent to the City Hall Civic Center.  The park site surrounds the city water storage 
towers on a hilltop overlooking the harbor and downtown district. The densely wooded site has 
been improved with bark- covered walking trails and paths that provide access to surrounding 
residential developments and the athletic fields located behind the school Civic Center complex. 
The park is accessed by vehicle from Grandview Drive onto an informal graveled parking area 
located adjacent to the water storage tanks on an extension of McDonald Avenue. Parking for 
this park is located on the Civic Center site. 
 
Old Ferry Landing - this 1.0 acre site is located at the east end of Harborview Drive 
overlooking Point Defiance across the Narrows and Dalco passage. Portions of the original 
marine and ferry dock landing piles are visible from the end of the road right-of-way that extends 
into the tidelands. Site has been improved to include picnic facilities, parking and a shoreline 
view platform.  
 
Donkey Creek Park – this recently acquired 0.96 1.3 acre property is located in the intersecting 
parcel defined by Austin Street, North Harborview Drive, and Old Burnham Drive. The site 
historically was the site of the includes the original wood structure that housed the Borgen 
lumber yard and hardware sales offices and displays, along with a number of out buildings and 
yard that stored lumber and other materials.  The site is presently developed with a restroom 
facility, picnic tables and open field.  
 
The site is bisected by Donkey (North) Creek – a perennial stream that provides salmonoid 
habitat including an on-going hatchery operation located on the north bank adjacent to North 
Harborview Drive. Some of the lumber yard buildings and improvements extend into the buffer 
zone area that has recently been defined for salmon-bearing water corridors. Future plans for the 
property will need to restore an adequate natural buffer area along the creek while determining 
how best to establish an activity area on the site commensurate with the property’s strategic 
natural area, historical, and scenic. A viewing platform allows for visual stream access.  
 
Wilkinson’s Homestead - Wilkinson’s Homestead – this 16.3 acre site is located on Rosedale 
Street adjacent to Tacoma City Light powerlines. The site is being acquired from the heir of a 
previous property owner.  The property contains large wetlands, steep hillsides under the 
powerline corridor, the family homestead, barn, outbuildings, former holly orchard, and 
meadows. The site is accessed from a driveway off Rosedale Street and from the Cushman Trail. 
 
Tallman’s Wetlands - this 16.0 acre property is located on Wollochet Drive NW south of SR-16 
and outside of existing city limits.  The site contains significant wetlands that collects and filters 
stormwater runoff from the surrounding lands. This portion of the property will be conserved and 
provided with interpretive trails by the developer This park was developed with interpretive trails 
and off street parking. The park was constructed and dedicated to the City by the developer of 
the Mallards Landing plat in accordance with the annexation agreement. 
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Wastewater Treatment Plant - the 9.3 acre wastewater treatment plant facility is located on the 
west side of Burnham Drive on North (Donkey) Donkey (North) Creek. The property was 
recently expanded to provide a buffer between the plant and uphill portions of the creek. While 
the principal use of the site is treatment of wastewater, the site includes preserved open space 
associated with Donkey Creek and adjacent wetlands.  

 
A 3.3 acre portion of the expansion area may be developed to provide a trailhead connection to 
the Cushman Trail on the overhead powerline property located parallel to SR-16. The powerline 
right-of-way could be has been improved to provide a non-motorized trail system. access to a 
multipurpose system of hike, bike, and horseback riding trails in this portion of the urban growth 
area.  
 
Wheeler Street Right-of-Way (ROW) End - this 0.4 acre road right-of-way is located at the 
north end of the bay adjacent to Crescent Creek in a quiet residential neighborhood.  The site 
provides beach access. This site is presently undeveloped. 
Bogue Viewing Platform - this 0.4 acre harbor overlook is located on waterfront side of North 
Harborview Drive north of the intersection with Burnham Drive. The site has been improved 
with a pier supported, multilevel wood deck, picnic tables, benches, and planting. A sanitary 
sewer pump station is located with the park. 
 
Finholm Hillclimb - this 0.4 acre road right-of-way is located in Fuller Street extending between 
Harbor Ridge Middle School and the North shore business district. A wooden stairway system 
with overlook platforms, viewing areas, and benches has been developed between Franklin 
Avenue and North Harborview Drive as a joint effort involving the Lions Club, volunteers and 
city materials. 
 
Dorotich Street (ROW) - this 0.4 acre road right-of-way is located on the west side of the bay 
adjoining residential condominiums and some commercial waterfront facilities. A private access 
dock has been developed at Arabella’s Landing Marina that serves as the street-end park.  
 
Soundview Drive ROW - – this 0.4 acre road right-of –way is located on the Westside west side 
of the bay adjoining Tides Tavern (the former Westside Grocery). The present and former 
owners maintain and provide a public access dock on the right-of-way for use of tavern patrons.  
 
Harborview Trail - this 1.4 mile trail corridor is located within the public street right-of-way of 
Harborview Drive and North Harborview Drive. Additional road width was constructed 
(between curbs) to provide for painted on-road bike lanes on both sides of the roadway around 
the west and north shores  of  the harbor from Soundview Drive to Vernhardson/96th Street NW 
and City Park. 
 
Curb gutters, sidewalks, and occasional planting and seating areas have been developed on both 
sides of the roadway from Soundview Drive to Peacock Hill Avenue Road. Sidewalks have also 
been extended on Soundview Drive, Pioneer Way, Rosedale Street, Austin Street adjacent to 
North (Donkey) Creek, and Burnham Drive will include provisions for pedestrians and 
bicyclists. Limited improvements have been constructed on Peacock Hill.  
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Bogue Building – this 0.4 acre property and 1, 800 square foot building is located adjacent to 
old City Hall on Judson Street within the downtown district.  The one-story, wood frame 
building was previously used by the Gig Harbor Planning and Building Department and is now 
presently a volunteer and visitor center.   
 
Public Works / Parks Yard - the 7.5 acre Public Works Yard is located north of Gig Harbor 
High School just west of 46th Street NW. The shop compound includes 3 buildings that provide 
4,760 square feet, 2,304 square feet, and 1,800 square feet or 8,864 square feet in total of shop 
and storage space.  Approximately 3,000 square feet of building or 0.52 acres of the site are used 
to store park equipment, materials, and plantings.  
 
City Hall/Civic Center - this 10.0 acre site is located on Grandview Drive Street adjacent to 
Grandview Forest Park.  The site currently contains City offices, multi-use athletic fields, 
playground, recreational courts, a skateboard court, a boulder rock climbing wall, and wooded 
picnic area.   
 
Kenneth Leo Marvin Veteran’s Memorial Park – the “Westside” park is accessible from 50th 
Avenue Street. will be This park is a memorial park and includes a dual purpose baseball/soccer 
field, restrooms/, picnic shelter, big toy, nature trails and veterans monument Memorial. Future 
plans for the park include additional play structures, nature trails and half basketball court. 
 
Eddon Boat Park – with the support of the community and funding raised through a bond levy, 
the City purchased these parcels the Eddon Boat facility at the intersection of Harborview Drive 
and Stinson Avenue. The park currently includes a historic boat building dock and small brick 
house. Once the tideland clean-up is completed, The City plans to provide the open space parcel 
will be developed for passive recreational water access and to restore the historic boat building 
and dock will be restored for public access and maritime programming. 
 
Austin Estuary – The estuary and upland tidelands will be preserved in connection with the 
Donkey Creek Restoration and Harbor History Museum project for passive recreational use. The 
park is located in the northwest corner of the harbor near the intersection of Harborview Drive 
and North Harborview Drive. 
 
Cushman Trail – the current trail runs from 14th Avenue NW in the County north to 96th Street. 
Kimball Drive. In partnership with Pierce County, the City is planning to expand the existing 
trail to run further north along the power lines to Borgen Boulevard. Trailheads may be 
developed at the Wilkerson’s Farm Park, the Donkey Creek/Sewer Treatment Plant property, 
Burnham Drive and Borgen Boulevard.  City trailhead facilities are located at Hollycroft Street 
and at Grandview Street. Future plans include expansion of the trail first to Borgen Boulevard 
(where another trailhead is planned) and then north to the Purdy Spit.  
 
Long term the City and the county would like to develop the trail further so that it connects to the 
bike lanes of the new Gig Harbor Narrow’s Bridge and north to the Purdy Spit.   
 
Forecast of Future Needs 
 
The City has adopted a level of service for community parks of 7.1 gross acres of general open 
space and 1.5 gross acres of active recreational area per 1,000 residents.  According to the parks 
inventory conducted for the Park, Recreation, and Open Space Plan, the City had about 54 acres 
of public open space (passive recreation) and about 16 acres of active recreation facilities in 
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2001.  Using the 2000 Census population figure, the City met its level of service standards at that 
time.   
 
Table 12.4.  Recreational Facilities and Level of Service 
Type of Facility LOS Standard 

(Acres/1,000) 
2001 Need 

(Acres) 
2001 Actual 

(Acres) 
2022 Need 

(Acres) 
Additional 

Acreage 
Open Space: 7.1 46  53.6 76.7 23.1 
Active Recreation: 1.5 9.7 15.8 16.2 0.40 

Total:  55.7 69.4 92.9 23.5 
 
Alternative level of service standards, such as those recommended by the National Recreation 
and Park Association (NRPA) are compared to the City’s current service levels in the Park, 
Recreation, and Open Space Plan.  The NRPA standards provide a finer level of measurement 
for specialized function facilities relative to the population size.  This can provide an additional 
planning tool to ensure that all segments of the community are served according to their needs.   
 
In addition to City-owned facilities, residents of the greater Gig Harbor community have access 
to facilities owned and operated by others.  These include facilities associated with the Peninsula 
School District schools in and around the City, Pierce County’s Peninsula Recreation Center and 
Randall Street Boat Launch, Tacoma’s Madrona Links public golf course, and various private 
parks, including Canterwood Golf Course, sporting facilities, marinas, and boat landings.  
According to the Park, Recreation and Open Space Plan, all public and private agencies, and 
other public and private organizations owned 963.4 acres or about 80.3 acres for every 1,000 
persons living within the City and its urban growth area in 2000.  Therefore, while the City’s 
level of service standards provides a guide for ensuring a minimum provision of park and 
recreation land, the actual capacity of all such facilities is significantly higher.   
 
Proposed parks capital facility improvements are listed on Table 12.5 
 
Stormwater System Facilities
 
Existing Facilities 
 
The Puget Sound and in particular Gig Harbor, Henderson Bay, and Wollochet Bay are the 
receiving water bodies of the City of Gig Harbor’s storm system.  The storm system consists of 
catch basins, pipe, drainage ditches, natural streams such as Donkey Creek and McCormick 
Creek, wetlands, ponds, and stormwater detention and water quality facilities.  The Operations 
and Maintenance Department is responsible for approximately 30 stormwater ponds, 1,650 catch 
basins, 12 miles of drainage ditches and over 33 miles of storm pipe.  Annually these numbers 
will increase as development continues to occur, CIP projects are constructed and new areas are 
annexed by the City.  With the approximately 45 miles of pipe and drainage ditches discharging 
to the receiving waters of the Puget Sound, which is habitat to various fish and wildlife such as 
Chinook, coho, steelhead, bald eagles and herons.  It is important to protect and improve the 
water quality of the various water bodies in the City.   
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The objective of the City’s stormwater operation and maintenance program is to assure that all 
the elements of the stormwater system are functioning properly to avoid any impacts to the 
environment and properties.  The program includes operation and maintenance of storm systems 
being performed by many entities, including the City’s Public Works Department, homeowners 
association, and property management companies.  Scheduled maintenance tasks and inspections 
are regularly performed and are essential to the program.  Major system problems are avoided 
when defects are identified and addressed in a timely manner.   
 
The City of Gig Harbor is divided into six major drainage basins that drain the urban growth 
area.  These are North/Donkey Creek, Gig Harbor, Bitter/Garr/Wollochet Creek, 
Gooch/McCormick Creek, Crescent Creek, and the Puget Sound.  These basins drain to Gig 
Harbor, Wollochet Bay, and Henderson Bay.  The storm drainage collection and conveyance 
system consists of typical components such as curb inlets, catch basins, piping ranging from 8-
inch to 48-inch, open ditches, natural streams, wetlands, ponds, and stormwater detention and 
water quality ponds. 
 
Level of Service 
 
Through the Clean Water Act and other legislation at the federal level, the Washington State 
Department of Ecology has been delegated the authority to implement rules and regulations that 
meet the goals of the Clean Water Act.  As part of these rules and regulations, the Department of 
Ecology issued the Western Washington Phase II Municipal Stormwater Permit (Permit) to the 
City of Gig Harbor in January 2007.  The Permit authorizes the discharge of stormwater to 
surface waters and to ground waters of the State from Municipal Separate Storm Sewer System 
(MS4) owned or operated by the City of Gig Harbor.  By being identified as a Permittee the City 
is required to satisfy many obligations during the five-year permit period.   
 
The City has been proactive in satisfying the requirements of this Permit.  In 2006, the City 
prepared a gap analysis comparing the existing City stormwater program to the Permit 
requirements.  According to the gap analysis, public participation, City staff training and 
stormwater policies appear to be the areas that the City will need to focus their efforts.  Other 
obligations required by the Permit include the development of a stormwater management 
program and development of an enforceable mechanism, such as an ordinance, controlling runoff 
from development and construction sites, including adoption of a new stormwater technical 
manual.  The City’s stormwater management program along with the City’s stormwater-related 
ordinances establishes a level of service for both public and private development projects. 
 
The Permit requirements are being phased in over the course of the life of the permit.  At the end 
of the permit, or sooner if required by law, the City will likely be issued a new permit with new 
permit requirements that are additive to the existing permit requirements. 
 
The role of federal, state, and local stormwater regulations is to provide minimum standards for 
the drainage and discharge of stormwater runoff.  Specifically, the goal of these regulations is to 
reduce the damaging effects of increased runoff volumes to the natural environment as the land 
surface changes and to remove pollutants in the runoff. 
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Through the Clean Water Act and other legislation at the federal level, the states have been 
delegated the authority to implement rules and regulations that meet the goals of this legislation.  
The states, subsequently, have delegated some of this authority to the local agencies.  The local 
agencies, in turn, enact development regulations to enforce the rules sent down by the state.  
Therefore, the level of service is represented by the regulations adopted and enforced by the 
City. The City of Gig Harbor has adopted the 1997 Kitsap County Stormwater Management 
Design Manual as the City of Gig Harbor Stormwater Management Design Manual.  The manual 
outlines water quantity design criteria, water quality controls, erosion and sediment control 
practices, and site development. 
 
Forecast of Future Needs 
 
In connection with the preparation of the City’s Stormwater Comprehensive Plan, storm system 
modeling was performed at a planning level to identify system needs under future full build-out 
land use conditions.  The City selected seven storm trunklines to be analyzed.  These trunklines 
were selected based on known past conveyance and/or sedimentation problems and possible 
future system impacts due to development.   
 
Recommended storm system improvements are identified in the Capital Improvement Plan of the 
Stormwater Comprehensive Plan and to meet the needs of the environment, future development 
and growth.  In March 2008 the City initiated a Stormwater General Facility Charge for funding 
stormwater CIP projects. 
 
The types of improvements identified and scheduled include capacity, facility and habitat 
projects.  Capacity problems can also be resolved in many ways including increased facility 
sizing, pipe replacement, and flow control facilities.  Onsite or regional facilities can reduce 
flows to minimize capacity impacts on the existing storm system.  Regional facility locations 
should be considered as an alternative to pipe replacement.  Storm system and habitat 
improvement projects identified in the CIP are based on the Staff’s knowledge of the service 
area, past studies and the hydrologic/hydraulic system analysis.   
 
The development of stormwater facilities is largely driven by developer improvements, although 
the City provides oversight and system upgrades to remedy capacity issues.  Proposed storm and 
surface water capital facility improvements are listed on Table 12.5. 
 
CAPITAL FACILITIES PROGRAM
 
A Capital Facilities Program (CFP) is a six-year plan for capital improvements that are 
supportive of the City's population and economic base as well as near-term (within six years) 
growth. Capital facilities are funded through several funding sources which can consist of a 
combination of local, state and federal tax revenues.   
 
The Capital Facilities Program works in concert generally with the land-use element.  In essence, 
the land use plan establishes the "community vision" while the capital facilities plan provides for 
the essential resources to attain that vision.  An important linkage exists between the capital 
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facilities plan, land-use and transportation elements of the plan.  A variation (change) in one 
element (i.e. a change in land use or housing density) would significantly affect the other plan 
elements, particularly the capital facilities plan.  It is this dynamic linkage that requires all 
elements of the plan to be internally consistent.  Internal consistency of the plan's elements 
imparts a degree of control (checks and balances) for the successful implementation of the 
Comprehensive Plan.  This is the concurrence mechanism that makes the plan work as intended. 
 
The first year of the Capital Facilities Program will be converted to the annual capital budget, 
while the remaining five year program will provide long-term planning.  It is important to note 
that only the expenditures and appropriations in the annual budget are binding financial 
commitments.  Projections for the remaining five years are not binding and the capital projects 
recommended for future development may be altered or not developed due to cost or changed 
conditions and circumstances. 
 
Definition of Capital Improvement
 
The Capital Facilities Element is concerned with needed improvements which are of relatively 
large scale, are generally non-recurring high cost and which may require financing over several 
years.  The list of improvements is limited to major components in order to analyze development 
trends and impacts at a level of detail which is both manageable and reasonably accurate. 
 
Smaller scale improvements of less than $25,000 are addressed in the annual budget as they 
occur over time.  For the purposes of capital facility planning, capital improvements are major 
projects, activities or maintenance, costing over $25,000 and requiring the expenditure of public 
funds over and above annual operating expenses.  They have a useful life of over ten years and 
result in an addition to the city's fixed assets and/or extend the life of the existing infrastructure.  
Capital improvements do not include items such as equipment or "rolling stock" or projects, 
activities or maintenance which cost less than $25,000 or which regularly are not part of capital 
improvements. 
 
Capital improvements may include the design, engineering, permitting and the environmental 
analysis of a capital project.  Land acquisition, construction, major maintenance, site 
improvements, energy conservation projects, landscaping, initial furnishings and equipment may 
also be included. 
 
Capital Facilities Needs Projections
 
The City Departments of Operations and Engineering Public Works, Planning, Building and Fire 
Safety, Finance and Administration have identified various capital improvements and projects 
based upon recent surveys and planning programs authorized by the Gig Harbor City Council.  
Suggested revenue sources were also considered and compiled.   
 
Currently, six capital facilities five functional plans have been completed: 
 

• City of Gig Harbor Water System Comprehensive Plan – Volumes 1 & 2 (April 2009 
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June 2001), as may later be amended by ordinance resolution. 
• City of Gig Harbor Wastewater Comprehensive Plan (April 2009 February, 2002), as 

may later be amended by ordinance resolution. 
• City of Gig Harbor Wastewater Treatment Plan Improvements Engineering Report 

(April 2003) 
• City of Gig Harbor Phase 1 Wastewater Treatment Plan Improvements Technical 

Memorandum (August 2007) 
• City of Gig Harbor Stormwater Comprehensive Plan (April 2009 February, 2001), as 

may later be amended by ordinance resolution. 
• City of Gig Harbor Park, Recreation & Open Space Plan (March 2001), as amended 

by ordinance 
 
All the plans identify current system configurations and capacities and proposed financing for 
improvements, and are adopted by reference as part provide the technical information needed to 
develop the capital facility project lists for this Comprehensive Plan.  
 
Prioritization of Projected Needs
 
The identified capital improvement needs listed were developed by the City Community 
Development Director, Finance Director, and the City Administrator.  The following criteria 
were applied informally in developing the final listing of proposed projects: 
 
Economics 

• Potential for Financing 
• Impact on Future Operating Budgets 
• Benefit to Economy and Tax Base 

 
Service Consideration 

• Safety, Health and Welfare 
• Environmental Impact 
• Effect on Service Quality 

Feasibility 
• Legal Mandates 
• Citizen Support 
• 1992 Community Vision Survey 

 
Consistency 

• Goals and Objectives in Other Elements 
• Linkage to Other Planned Projects 
• Plans of Other Jurisdictions 

 
Cost Estimates for Projected Needs
 
The majority of the cost estimates in this element are presented in 2000 2009 dollars and were 
derived from various federal and state documents, published cost estimates, records of past 
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expenditures and information from various private contractors. 
 
FUTURE NEEDS AND ALTERNATIVES 
 
The Capital Facility Plan for the City of Gig Harbor is developed based upon the following 
analysis: 
 

• Current Revenue Sources 
• Financial Resources 
• Capital Facilities Policies 
• Method for Addressing Shortfalls 

 
Current Revenue Sources
 
The major sources of revenue for the City’s major funds are as follows: 

Fund Source Projected (2009) 
2004 $  

General Fund Sales tax $3,862,000 (60%) 4,744,000 
 Utility tax $944,000 (14%) 1,351,000 
 Property tax $337,000 (5%) 408,000 
Street Fund- Operations Property tax $1,010,000 (80%) 1,223,000 
Water Operating Fund Customer charges $34,000 906,000 
Sewer Operating Fund Customer charges $1,498,000 2,319,000 
Storm Drainage Fund Customer charges $400,000 645,000 

  
Financial Resources
 
In order to ensure that the city is using the most effective means of collecting revenue, the city 
inventoried the various sources of funding currently available.  Financial regulations and 
available mechanisms are subject to change.  Additionally, changing market conditions influence 
the city's choice of financial mechanism.   The following list of sources include all major 
financial resources available and is not limited to those sources which are currently in use or 
which would be used in the six-year schedule of improvements.  The list includes the following 
categories: 
 

• Debt Financing 
• Local Levies 
• Local Non-Levy Financing 
• State Grants and Loans 
• Federal Grants and Loans 

 
Debt Financing Method
 
Short-Term Borrowing:  Utilization of short-term financing through local banks is a means to 
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finance the high-cost of capital improvements. 
 
Revenue Bonds:  Bonds can be financed directly by those benefiting from the capital 
improvement.  Revenue obtained from these bonds is used to finance publicly-owned facilities, 
such as new or expanded water systems or improvement to the waste water treatment facility.  
The debt is retired using charges collected from the users of these facilities.  In this respect, the 
capital project is self supporting. Interest rates tend to be higher than for general obligation bonds 
and the issuance of the bonds may be approved by voter referendum. 
 
General Obligation Bonds:  These are bonds which are backed by the full faith and credit of the 
city value of the property within the jurisdiction.  Voter-approved bonds increase property tax 
rate and dedicate the increased revenue to repay bondholders.  Councilmanic bonds do not 
increase taxes and are repaid with general revenues.  Revenue may be used for new capital 
facilities or maintenance and operations at an existing facility. Revenue may be used for new 
capital facilities or the maintenance and operations at existing facilities.  These bonds should be 
used for projects that benefit the City as a whole. 
 
Local Multi-Purpose Levies
 
Ad Valorem Property Taxes:  The tax rate is in mills (1/10 cent per dollar of taxable value).  The 
maximum rate is $3.60 1.60 per $1,000 assessed valuation.  In 2004 2009, the City's tax rate is 
$1.4522 0.9406 per $1,000 assessed valuation.  The City is prohibited from raising its levy more 
than one percent or the rate of inflation, whichever is lower.  A temporary or permanent excess 
levy may be assessed with voter approval.  Revenue may be used for new capital facilities or 
maintenance and operation of existing facilities. 
 
Business and Occupation (B and O) Tax:  This is a tax of no more that 0.2% of the gross value of 
business activity on the gross or net income of a business. Assessment increases require voter 
approval.  The City does not currently use a B and O tax.  Revenue may be used for new capital 
facilities or maintenance and operation of existing facilities. 
 
Local Option Sales Tax:  The city has levied the maximum of tax of 1%.  Local governments 
that levy the second 0.5% may participate in a sales tax equalization fund.  Assessment of this 
option requires voter approval. Revenue may be used for new capital facilities or maintenance 
and operation of existing facilities. 
 
Utility Tax:  This is a tax on the gross receipts of electric, gas, telephone, cable TV, water/sewer, 
and stormwater utilities.  Local discretion up to 6% of gross receipts with voter approval required 
for an increase above this maximum.   Revenue may be used for new capital facilities or 
maintenance and operation of existing facilities. The city currently levies a 5% utility tax. 
 
Real Estate Excise Tax:  The original 1/2% was authorized as an option to the sales tax for 
general purposes.  An additional 1/4% was authorized for capital facilities, and the Growth 
Management Act authorized another 1/4% for capital facilities.  Revenues must be used solely to 
finance new capital facilities or maintenance and operations at existing facilities, as specified in 
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the plan.  An additional option is available under RCW 82.46.070 for the acquisition and 
maintenance of conservation areas if approved by a majority of voters of the county. The real 
estate excise tax is levied on all sales of real estate, measured by the full selling price.  In 
addition to the state rate of 1.28 percent, a locally-imposed tax is also authorized. The city may 
levy a quarter percent tax and additional quarter percent tax.  These funds may only be used to 
finance eligible capital facilities.
 
Local Single-Purpose Levies
 
Emergency Medical Services Tax:  Property tax levy of up to $.50 per $1,000 of assessed value 
for emergency medical services.  Revenue may be used for new capital facilities or operation and 
maintenance of existing ones. 
 
Motor Vehicle Fuel Tax – “Gas Tax”:  Tax is paid by gasoline distributors.  Cities receive about 
10.7 percent of motor vehicle fuel tax receipts.  State shared revenue is distributed by the 
Department of Licensing.  Revenues must be spent for streets, construction, maintenance or 
operation, the policing of local streets, or related activities.
The state currently levies a tax of 37.5 cents per gallon on motor vehicle fuel under RCW 
82.36.025(1) through (6) and on special fuel (diesel) under RCW 82.38.030(1) through (6). 
Cities receive 10.6961 percent of the 23 cents per gallon tax levied under RCW 82.36.025(1). 
These funds are distributed monthly on a per capita basis and are to be placed in a city street 
fund  to be spent for street construction, maintenance or repair. 
 
Local Option Motor Vehicle Fuel Excise Tax:  A county-wide voter approved tax equivalent to 
10% of statewide Motor Vehicle fuel tax and a special fuel tax of 2.3 cents per gallon.  Revenue 
is distributed to the city on a weighted per capita basis.  Revenues must be spent for city streets, 
construction, maintenance, operation policing of local streets or related activities.  Upon a vote 
of the people, a local option gas tax can be levied countywide at a rate equal to 10 percent of the 
state rate. Since the state rate is 37.5 cents per gallon, 10 percent currently would be 3.75 cents 
per gallon.  The tax may be implemented only on the first day of January, April, July, or October 
and expenditure of these funds is limited solely to transportation purposes.
 
Local Option Commercial Parking Tax 
This tax may be levied by a city within its boundaries and by a county in the unincorporated 
areas. There is no limit on the tax rate and many ways of assessing the tax are allowed. If the city 
chooses to levy it on parking businesses, it can tax gross proceeds or charge a fixed fee per stall.  
If the tax is assessed on the driver of a car, the tax rate can be a flat fee or a percentage amount. 
Rates can vary by any reasonable factor, including location of the facility, time of entry and exit, 
duration of parking, and type or use of vehicle. The parking business operator is responsible for 
collecting the tax and remitting it to the city, which must administer it. This tax is subject to a 
voter referendum. At the present time, Bainbridge Island, Bremerton, Mukilteo, SeaTac, and 
Tukwila are the only cities that we know are levying this tax. Expenditure of these funds is 
limited solely to transportation purposes. 
 
Transportation Benefit Districts 
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Cities, along with counties, may form transportation benefit districts to acquire, construct, 
improve, provide, and fund transportation improvements in the district that is consistent with any 
existing state, regional, and local transportation plans and necessitated by existing or reasonably 
foreseeable congestion levels. The area may include other cities and counties, as well as port and 
transit districts through interlocal agreements. 
 
Any city passing on ordinance to form a transportation benefit district must also identify revenue 
options for financing improvements in the district. A district that has coterminous boundaries 
with a city may levy a $20 per vehicle license fee  or impose transportation impact fees on 
commercial or industrial buildings, both without voter approval.  A credit must be provided for 
any transportation impact fee on commercial or industrial buildings that the city has already 
imposed. Similarly, any district that imposes a fee that, in combination with another district’s 
fee, totals more than $20, must provide a credit for the previously levied fee. 
 
Voter-approved revenue options include a license fee of up to $100 per vehicle and a 0.2 percent 
sales tax.  Like many other special districts, transportation benefit districts may levy a one-year 
O&M levy under RCW 84.52.052  and do an excess levy for capital purposes under RCW 
85.52.056. The funds must be spent on transportation improvements as set forth in the district’s 
plan. 
 
Local Non-Levy Financing Mechanisms
 
Reserve Funds:   Revenue that is accumulated in advance and earmarked for capital 
improvements.  Sources of the funds can be surplus revenues, funds in depreciation revenues, or 
funds resulting from the sale of capital assets. 
 
Fines, Forfeitures and Charges for Services:  This includes various administrative fees and user 
charges for services and facilities operated by the jurisdiction. Examples are franchise fees, sales 
of public documents, property appraisal fees, fines, forfeitures, licenses, permits, income 
received as interest from various funds, sale of public property, rental income and private 
contributions to the jurisdiction.  Revenue from these sources may be restricted in use. 
 
User and Program Fees:  These are fees or charges for using park and recreational facilities, 
sewer services, water services and surface drainage facilities.  Fees may be based on a measure 
of usage on a flat rate or on design features.   Revenues may be used for new capital facilities or 
maintenance and operation of existing facilities. 
 
Street Utility Charges:  A fee of up to 50% of actual costs of street construction, maintenance 
and operations may be charged to households.  Owners or occupants of residential property are 
charged a fee per household that cannot exceed $6.00 $2.00 per month. The tax requires local 
referendum.  The fee charged to businesses is based on the number of employees and cannot 
exceed $2.00 per employee per month.    Both businesses and households must be charged.  
Revenue may be used for activities such as street lighting, traffic control devices, sidewalks, 
curbs, gutters, parking facilities and drainage facilities. 
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Special Assessment District:  Special assessment districts are created to service entities 
completely or partially outside of the jurisdiction.  Special assessments are levied against those 
who directly benefit from the new service or facility.  The districts include Local Improvement 
Districts, Road Improvement Districts, Utility Improvement Districts and the collection of 
development fees.  Funds must be used solely to finance the purpose for which the special 
assessment district was created. 
 
Impact Fees:  Impact fees are paid by new development based upon the development's impact to 
the delivery of services.  Impact fees must be used for capital facilities needed by growth and not 
to correct current deficiencies in levels of service nor for operating expenses.  These fees must be 
equitably allocated to the specific entities which will directly benefit from the capital 
improvement and the assessment levied must fairly reflect the true costs of these improvements.  
Impact fees may be imposed for public streets, parks, open space, recreational facilities, and 
school facilities. 
 
S tate Grants and Loans 
 
Public Works Trust Fund:  Low interest loans to finance capital facility construction, public 
works emergency planning, and capital improvement planning.  To apply for the loans the city 
must have a capital facilities plan in place and must be levying the original 1/4% real estate 
excise tax.  Funds are distributed by the Department of Community Development.  Loans for 
construction projects require matching funds generated only from local revenues or state shared 
entitlement revenues.  Public works emergency planning loans are at 5% interest rate, and capital 
improvement planning loans are no interest loans, with a 25% match.  Revenue may be used to 
finance new capital facilities, or maintenance and operations at existing facilities. 
 
State Parks and Recreation Commission Grants:  Grants for parks capital facilities acquisition 
and construction.  They are distributed by the Parks and Recreation Commission to applicants 
with a 50% match requirement. 
 
Arterial Improvement Program:  AIP provides funds to improve mobility and safety.  Funds are 
administered by the Transportation Improvement Board. 
 
Urban Transportation Improvement Programs:  The State Transportation Improvement Board 
offers three grant programs to cities exceeding a population of 5,000 :  Urban Arterial Program 
for roadway projects which improve safety and mobility; Urban Corridor Program, for roadway 
projects that expand capacity; and, Sidewalk Program for sidewalk projects that improve safety 
and connectivity. 
 
Transportation Partnership Program:  TPP provides grants for mobility improvements. 
 
Intermodal Surface Transportation Efficiency Act (ISTEA):  ISTEA provides grants to public 
agencies for historic preservation, recreation, beautification, and environmental protection 
projects related to transportation facilities.  These enhancement grants are administered by the 
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state Department of Transportation and regional transportation planning organizations (RTPOs). 
 
Safe, Accountable, Flexible, Efficient Transportation Equity Act (SAFETEA-LU)  SAFETEA-
LU represents the largest surface transportation investment in our Nation’s history with 
guaranteed funding for highways, highway safety, and public transportation totaling $244.1 
billion.  SAFETEA-LU supplies funds for investments needed to maintain and grow vital 
transportation infrastructure. 
 
Transportation Improvement Account:  Revenue available for projects to alleviate and prevent 
traffic congestion caused by economic development or growth.  Entitlement funds are distributed 
by the State Transportation Improvement Board with a 20% local match requirement.  For cities 
with a population of less than 500 the entitlement requires only a 5% local match.  Revenue may 
be used for capital facility projects that are multi-modal and involve more than one agency. 
 
Centennial Clean Water Fund:  Grants and loans for the design, acquisition, construction, and 
improvement of Water Pollution Control Facilities, and related activities to meet state and 
federal water pollution control requirements.  Grants and loans distributed by the Department of 
Ecology with a 75%-25% matching share.  Use of funds is limited to planning, design, and 
construction of Water Pollution Control Facilities, stormwater management, ground water 
protection, and related projects. 
 
Water Pollution Control State Revolving Fund:  Low interest loans and loan guarantees for water 
pollution control projects.  Loans are distributed by the Department of Ecology.  The applicant 
must show water quality need, have a facility plan for treatment works, and show a dedicated 
source of funding for repayment. 
 
F ederal Grants and Loans 
 
Department of Health Water Systems Support:  Grants for upgrading existing water systems, 
ensuring effective management, and achieving maximum conservation of safe drinking water.  
Grants are distributed by the state Department of Health through intergovernmental review and 
with a 60% local match requirement. 
 
Capital Facility Strategies
In order to realistically project available revenues and expected expenditures on capital facilities, 
the city must consider all current policies that influence decisions about the funding mechanisms 
as well as policies affecting the city's obligation for public facilities.  The most relevant of these 
are described below.  These policies, along with the goals and policies articulated in the other 
elements were the basis for the development of various funding scenarios.   
 
M echanisms to Provide Capital Facilities 
 
Increase Local Government Appropriations:  The city will investigate the impact of increasing 
current taxing rates, and will actively seek new revenue sources.  In addition, on an annual basis, 
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the city will review the implications of the current tax system as a whole. 
 
Use of Uncommitted Resources:  The city has developed and adopted its Six-Year capital 
improvement schedules.  With the exception of sewer facilities, however, projects have been 
identified on the 20-year project lists with uncommitted or unsecured resources. 
 
Analysis of Debt Capacity:  Generally, Washington state law permits a city to ensure a general 
obligation bonded debt equal to 3/4 of 1% of its property valuation without voter approval.  By a 
60% majority vote of its citizens, a city may assume an additional general obligation bonded debt 
of 1.7570%, bringing the total for general purposes up to 2.5% of the value of taxable property.  
The value of taxable property is defined by law as being equal to 100% of the value of assessed 
valuation.  For the purpose of applying municipally-owned electric, water, or sewer service and 
with voter approval, a city may incur another general obligation bonded debt equal to 2.5% of 
the value of taxable property.  With voter approval, cities may also incur an additional general 
obligation bonded debt equal to 2.5% of the value of taxable property for parks and open space.  
Thus, under state law, the maximum general obligation bonded debt which the city may incur 
cannot exceed 7.5% of the assessed property valuation. 
 
Municipal revenue bonds are not subject to a limitation on the maximum amount of debt which 
can be incurred.  These bonds have no effect on the city's tax revenues because they are repaid 
from revenues derived from the sale of service. 
 
The City of Gig Harbor has used general obligation bonds and municipal revenue bonds very 
infrequently.  Therefore, under state debt limitation, it has ample debt capacity to issue bonds for 
new capital improvement projects.  However, the city does not currently have policies in place 
regarding the acceptable level of debt and how that debt will be measured.  The city believes that 
further guidelines, beyond the state statutory limits on debt capacity, are needed to ensure 
effective use of debt financing.  The city intends to develop such guidelines in the coming year.  
When the city is prepared to use debt financing more extensively, it will rely on these policies, 
the proposed method of repayment, and the market conditions at that time to determine the 
appropriateness of issuing bonds.
 
User Charges and Connection Fees:  User charges are designed to recoup the costs of public 
facilities or services by charging those who benefit from such services.  As a tool for affecting 
the pace and pattern of development, user fees may be designed to vary for the quantity and 
location of the service provided.  Thus, charges could be greater for providing services further 
distances from urban areas. 
 
Mandatory Dedications or Fees in Lieu of:  The jurisdiction may require, as a condition of plat 
approval, that subdivision developers dedicate a certain portion of the land in the development to 
be used for public purposes, such as roads, parks, or schools.  Dedication may be made to the 
local government or to a private group.  When a subdivision is too small or because of 
topographical conditions a land dedication cannot reasonably be required, the jurisdiction may 
require the developer to pay an equivalent fee in lieu of dedication. 
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The provision of public services through subdivision dedications not only makes it more feasible 
to service the subdivision, but may make it more feasible to provide public facilities and services 
to adjacent areas.  This tool may be used to direct growth into certain areas.  
 
Negotiated Agreement:  An agreement whereby a developer studies the impact of development 
and proposes mitigation for the city's approval.  These agreements rely on the expertise of the 
developer to assess the impacts and costs of development.  Such agreements are enforceable by 
the jurisdiction.  The negotiated agreement will require lower administrative and enforcement 
costs than impact fees. 
 
Impact Fees:  Impact fees may be used to affect the location and timing of infill development.  
Infill development usually occurs in areas with excess capacity of capital facilities.  If the local 
government chooses not to recoup the costs of capital facilities in underutilized service areas 
then infill development may be encouraged by the absence of impact fees on development(s) 
proposed within such service areas. Impact fees may be particularly useful for a small 
community which is facing rapid growth and whose new residents desire a higher level of 
service than the community has traditionally fostered and expected. 
 
Obligation to Provide Capital Facilities 
 
Coordination with Other Public Service Providers:  Local goals and policies as described in the 
other comprehensive plan elements are used to guide the location and timing of development.  
However, many local decisions are influenced by state agencies and utilities that provide public 
facilities within the Urban Growth Area and the City of Gig Harbor.  The planned capacity of 
public facilities operated by other jurisdictions must be considered when making development 
decisions.  Coordination with other entities is essential not only for the location and timing of 
public services, but also in the financing of such services.   
 
The city's plan for working with the natural gas, electric, and telecommunication providers is 
detailed in the Utilities Element.  This plan includes policies for sharing information and a 
procedure for negotiating agreement for provision of new services in a timely manner. 
 
Other public service providers such as school districts and private water providers are not 
addressed in the Utilities Element.  However, the city's policy is to exchange information with 
these entities and to provide them with the assistance they need to ensure that public services are 
available and that the quality of the service is maintained. 
 
Level of Service Standards:  Level of service standards are an indicator of the extent or quality of 
service provided by a facility that are related to the operational characteristics of the facility.  
They are a summary of existing or desired public service conditions.  The process of establishing 
level of service standards requires the city to make quality of service decisions explicit.  The 
types of public services for which the city has adopted level of service standards will be 
improved to accommodate the impacts of development and maintain existing service in a timely 
manner with new development. 
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Level of service standards will influence the timing and location of development, by clarifying 
which locations have excess capacity that may easily support new development, and by delaying 
new development until it is feasible to provide the needed public facilities.  In addition, to avoid 
over-extending public facilities, the provision of public services may be phased over time to 
ensure that new development and projected public revenues keep pace with public planning.  The 
city has adopted level of service standards for six public services.  These standards are to be 
identified in Section V of this element. 
 
Urban Growth Area Boundaries:  The Urban Growth Area Boundary was selected in order to 
ensure that urban services will be available to all development.  The location of the boundary 
was based on the following: environmental constraints, the concentrations of existing 
development, the existing infrastructure and services, and the location of prime agricultural 
lands.  New and existing development requiring urban services will be located in the Urban 
Growth Area.  Central sewer and water, drainage facilities, utilities, telecommunication lines, 
and local roads will be extended to development in these areas.  The city is committed to serving 
development within this boundary at adopted level of service standards.  Therefore, prior to 
approval of new development within the Urban Growth Area the city should review the six-year 
Capital Facilities Program and the plan in this element to ensure the financial resources exist to 
provide the services to support such new development. 

 
Methods for Addressing Shortfalls
 
The city has identified options available for addressing shortfalls and how these options will be 
exercised.  The city evaluates capital facility projects on an individual basis rather than a system-
wide basis.  This method involves lower administrative costs and can be employed in a timely 
manner.  However, this method will not maximize the capital available for the system as a 
whole.  In deciding how to address a particular shortfall the city will balance the equity and 
efficiency considerations associated with each of these options.  When evaluation of a project 
identifies shortfall, the following options would be available: 
 

• Increase revenue 
• Decrease level of service 
• Decrease the cost of a facility 
• Decrease the demand for the public service or facility 
• Reassess the land use assumptions in the Comprehensive Plan 

 
SIX-YEAR CAPITAL FACILITY PLAN 
 
In addition to the direct costs for capital improvements, this section analyzes cost for additional 
personnel and routine operation and maintenance activities.  Although the capital facilities 
program does not include operating and maintenance costs, and such an analysis is not required 
under the Growth Management Act, it is an important part of the long-term financial planning.  
The six-year capital facilities program for the City of Gig Harbor was based upon the following 
analysis: 
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• Financial Assumptions  
• Projected Revenues 
• Projected Expenditures 
• Operating Expenses
• Future Needs 

 
Financial Assumptions
 
The following assumptions about the future operating conditions in the city operations and 
market conditions were used in the development of the six-year capital facilities program: 
 

1.  The city will maintain its current fund accounting system to handle its financial 
affairs. 

 
2.  The cost of running local government will continue to increase due to inflation and 

other growth factors while revenues will also increase. 
 
3.  New revenue sources, including new taxes, may be necessary to maintain and 

improve city services and facilities. 
 
4.  Capital investment will be needed to maintain, repair and rehabilitate portions of the 

city's aging infrastructure and to accommodate growth anticipated over the next 
twenty years. 

 
5.  Public investment in capital facilities is the primary tool of local government to 

support and encourage economic growth. 
 
6.  A consistent and reliable revenue source to fund necessary capital expenditures is 

desirable. 
7.  A comprehensive approach to review, consider, and evaluate capital funding requests 

is needed to aid decision makers and the citizenry in understanding the capital needs 
of the city. 

 
Capital improvements will be financed through the following funds: 
 

• General Fund 
• Capital Improvement Fund 
• Transportation Improvement Fund 
• Enterprise Funds 

 
Projected Revenues
 
Tax Base 
 
The City's tax base is projected to increase at a rate of 6% 2% in 2010 and 1-2% in 2011 for the 
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adjusted taxable value of the property, including new construction.  The City's assessment ratio 
is projected to remain constant at 100%.  Although this is important to the overall fiscal health of 
the city, capital improvements are funded primarily through non-tax resources. 
 
Revenue by Fund
 
General Fund:  The General Fund is the basic operating fund for the city.  Ad valorem tax 
yields were projected using the current tax rate and the projected 10% annual rate of growth for 
the adjusted taxable value of the property.  The General Fund is allocated a 25 percent of the 
annual tax yield from ad valorem property values.  Since 2000, the average annual increase in tax 
levy was 6%.  This was mostly due to new construction and annexations as regular growth in 
property tax levy is limited to 1 percent a year.  The city is projecting a 1 to 2 percent increase in 
tax base for 2010 and 2011 due to the current economy. The City has a maximum rate of $1.60 
per $1,000 ad valorem.  The actually rate collected by the city has fallen from $1.58 in 1999 to 
$0.9293 in 2010 (est.)
 
Capital Improvement Funds:  In the City of Gig Harbor, the Capital Improvement Funds 
accounts for the proceeds of the first and second quarter percent of the locally-imposed real 
estate excise tax.   Permitted uses are defined as "public works projects for planning, acquisition, 
construction, reconstruction, repair, replacement, rehabilitation or improvements of streets, 
roads, highways, sidewalks street and road lighting systems, traffic signals, bridges, domestic 
water systems, storm and sanitary sewer systems, and planning, acquisition, construction, 
reconstruction, repair, replacement, rehabilitation or improvements of parks.    These revenues 
are committed to annual debt service and expenditures from this account are expected to remain 
constant through the year 2000, based upon the existing debt structure.   The revenues in these 
funds represent continued capture of a dedicated portion of the ad valorem revenues necessary to 
meet annual debt service obligations on outstanding general obligation bonds. In 2018, the City 
is scheduled to repay the 2008 LTGO Bonds.
 
Transportation Improvement Street and Street Capital Funds: Expenditures from this 
account these funds include direct annual outlays for capital improvement projects and debt 
service for revenue bonds.  The revenues in this fund represent total receipts from state and local 
gas taxes and 75% of property taxes collected.  The projection estimates projected revenues are 
based upon state projections for gasoline consumption, current state gas tax revenue sharing and 
continued utilization of local option gas taxes at current levels.  This fund also includes state and 
federal grant monies dedicated to transportation improvements. 
 
Enterprise Funds:  The revenue in this fund is these funds are used for the annual capital and 
operating expenditures for services that are operated and financed similar to private business 
enterprises.  The projected revenues depend upon the income from user charges, connection fees, 
bond issues, state or federal grants and carry-over reserves. 
 
Operation and Maintenance Costs
 
In addition to the direct costs of providing new capital facilities, the city will also incur increases 
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in annual operating and maintenance costs.  These are recurring expenses associated with routine 
operation of capital facilities.  The anticipated increase in annual operating and maintenance 
costs associated with the new capital improvements and operation costs will initiate in the year 
following completion of the capital improvement 

 
Operating costs are estimated by dividing the 1993 year expenditures for operation or 
maintenance by the number of units of output.  This rate per unit of output is then used to 
calculate the estimated costs for operating and maintenance attributed to new capital 
improvements.  The city has attempted to make various adjustments to the type and location of 
land use as well as adjustments in the timing and funding sources for financing capital 
improvements.  The plan contained in this element represents a realistic projection of the city's 
funding capabilities and ensures that public services will be maintained at acceptable levels of 
service. 
 
G OALS AND POLICIES   
 
GOALS 
 
GOAL 12.1.   PROVIDE NEEDED PUBLIC FACILITIES TO ALL OF THE CITY 

RESIDENTS IN A MANNER WHICH PROTECTS INVESTMENTS IN 
EXISTING FACILITIES, WHICH MAXIMIZES THE USE OF EXISTING 
FACILITIES AND WHICH PROMOTE ORDERLY AND HIGH 
QUALITY URBAN GROWTH. 

 
GOAL 12.2.   PROVIDE CAPITAL IMPROVEMENT TO CORRECT EXISTING 

DEFICIENCIES, TO REPLACE WORN OUT OR OBSOLETE 
FACILITIES AND TO ACCOMMODATE FUTURE GROWTH, AS 
INDICATED IN THE SIX-YEAR SCHEDULE OF IMPROVEMENTS. 

 
GOAL 12.3.   FUTURE DEVELOPMENT SHOULD BEAR ITS FAIR-SHARE OF 

FACILITY IMPROVEMENT COSTS NECESSITATED BY 
DEVELOPMENT IN ORDER TO ACHIEVE AND MAINTAIN THE 
CITY'S ADOPTED LEVEL OF STANDARDS AND MEASURABLE 
OBJECTIVES. 

 
GOAL 12.4.   THE CITY SHOULD MANAGE ITS FISCAL RESOURCES TO SUPPORT 

THE PROVISION OF NEEDED CAPITAL IMPROVEMENTS FOR ALL 
DEVELOPMENTS. 

 
GOAL 12.5.   THE CITY SHOULD COORDINATE LAND USE DECISIONS AND 

FINANCIAL RESOURCES WITH A SCHEDULE OF CAPITAL 
IMPROVEMENTS TO MEET ADOPTED LEVEL OF SERVICE 
STANDARDS, MEASURABLE OBJECTIVES AND PROVIDE EXISTING 
FUTURE FACILITY NEEDS. 
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GOAL 12.6.   THE CITY SHOULD PLAN FOR THE PROVISION OR EXTENSION OF 
CAPITAL FACILITIES IN SHORELINE MANAGEMENT AREAS, 
CONSISTENT WITH THE GOALS, POLICIES AND OBJECTIVES OF 
THE CITY OF GIG HARBOR SHORELINE MASTER PROGRAM. 

 
POLICIES 
 
12.1.1. Capital improvement projects identified for implementation and costing more than 

$25,000 shall be included in the Six Year Schedule of Improvement of this element.  
Capital improvements costing less than $25,000 should be reviewed for inclusion in 
the six-year capital improvement program and the annual capital budget. 

 
12.1.2. Proposed capital improvement projects shall be evaluated and prioritized using the 

following guidelines as to whether the proposed action would: 
 

a. Be needed to correct existing deficiencies, replace needed facilities or to provide 
facilities required for future growth; 

 
b. Contribute to lessening or eliminating a public hazard; 

 
c. Contribute to minimizing or eliminating any existing condition of public facility 

capacity deficits; 
 

d. Be financially feasible; 
 

e. Conform with future land uses and needs based upon projected growth; 
 

f. Generate public facility demands that exceed capacity increase in the six-year 
schedule of improvements; 

 
g. Have a detrimental impact on the local budget. 

 
12.1.3. The City sewer and water connection fee revenues shall be allocated to capital 

improvements related to expansion of these facilities. 
 
12.1.4. The City identifies its sanitary sewer service area to be the same as the urban 

growth area.  Modifications to the urban growth boundary will constitute changes 
to the sewer service area. 

 
12.1.5. Appropriate funding mechanisms for development's fair-share contribution toward 

other public facility improvements, such as transportation, parks/recreation, storm 
drainage, will be considered for implementation as these are developed by the City. 

 
12.1.6. The City shall continue to adopt annual capital budget and six-year capital 

improvement program as part of its annual budgeting process. 
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12.1.7. Every reasonable effort shall be made to secure grants or private funds as available 
to finance the provision of capital improvements. 

 
12.1.8. Fiscal policies to direct expenditures for capital improvements will be consistent 

with other Comprehensive Plan elements. 
 
12.1.9. The City and/ or developers of property within the City shall provide for the 

availability of public services needed to support development concurrent with the 
impacts of such development subsequent to the adoption of the Comprehensive 
Plan.  These facilities shall meet the adopted level of service standards. 

 
12.1.10.  The City will support and encourage joint development and use of cultural and 

community facilities with other governmental or community organizations in 
areas of mutual concern and benefit. 

 
12.1.11.  The City will emphasize capital improvement projects which promote the 

conservation, preservation or revitalization of commercial and residential areas 
within the downtown business area and along the shoreline area of Gig Harbor, 
landward of Harborview Drive and North Harborview Drive. 

 
12.1.12.  If probable funding falls short of meeting the identified needs of this plan, the City 

will review and update the plan, as needed.  The City will reassess improvement 
needs, priorities, level of service standards, revenue sources and the Land Use 
Element. 

 
LEVEL OF SERVICE STANDARDS 
 
The following Level of Service Standards (LOS) shall be utilized by the City in evaluating the 
impacts of new development or redevelopment upon public facility provisions: 
 
1.  Community Parks:  

7.1 gross acres of general open space per 1,000 population. 
1.5 gross acres of active recreational area per 1,000 population. 

2.  Transportation/Circulation:  
 Transportation Level of Service standards are addressed in the Transportation Element. 
3.  Sanitary Sewer: 

 Sanitary sewer level of service standards are addressed in the City of Gig Harbor 
Wastewater Comprehensive Plan Wastewater System “Inventory and Analysis” section 
of this Chapter.   

 4.  Potable Water: 
 Potable water level of service standards are addressed in the City of Gig Harbor Water 

System Comprehensive Plan Water System “Inventory and Analysis” section of this 
Chapter.   
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Six Year Capital Improvement Program 
 
PLAN IMPLEMENTATION AND MONITORING 
 
Implementation 
The six-year schedule of improvements shall be the mechanism the City will use to base its 
timing, location, projected cost and revenue sources for the capital improvements identified for 
implementation in the other comprehensive plan elements. 

 
Monitoring and Evaluation 
Monitoring and evaluation are essential to ensuring the effectiveness of the Capital Facilities 
Plan element.  This element will be reviewed annually and amended to verify that fiscal 
resources are available to provide public facilities needed to support LOS standards and plan 
objectives.   The annual review will include an examination of the following considerations in 
order to determine their continued appropriateness: 

 
a. Any corrections, updates and modifications concerning costs, revenue sources, acceptance of 

facilities pursuant to dedication which are consistent with this element, or to the date of 
construction of any facility enumerated in this element; 

b. The Capital Facilities Element's continued consistency with the other element of the plan and 
its support of the land use element; 

c. The priority assignment of existing public facility deficiencies; 
d. The City's progress in meeting needs determined to be existing deficiencies; 
e. The criteria used to evaluate capital improvement projects in order to ensure that projects are 

being ranked in their appropriate order or level of priority; 
f. The City's effectiveness in maintaining the adopted LOS standard and objectives achieved; 
g. The City's effectiveness in reviewing the impacts of plans of other state agencies that provide 

public facilities within the City's jurisdiction; 
h. The effectiveness of impact fees or fees assessed new development for improvement costs; 
i. Efforts made to secure grants or private funds, as available, to finance new capital 

improvements; 
j. The criteria used to evaluate proposed plan amendments and requests for new development 

or redevelopment; 
k. Capital improvements needed for the latter part of the planning period for updating the six-

year schedule of improvements; 
j. Concurrency status.  
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Table 12.5  Capital Facilities Projects 
 
Wastewater System Projects 

Project 
No. Project Projected 

Year Cost Plan Primary Funding 
Sources 

 
6-Year Wastewater Capital Improvement Projects*

Wastewater Treatment System 

1 Outfall Onshore Construction 
Phase I 2008 $574,000 6-year

PWTF/ SRF/ revenue 
bonds /Connection 
Fees/Sewer Rates

T12

Outfall Construction Marine 
Portion (Bogue View Park to 
Colvos Passage)Phase II From GH 
Bay out to Puget Sound 

201011 $8,791,000,000 6-year 

PWTF/ SRF/ revenue 
bonds /Connection 
Fees/Sewer Utility 

Rates 

T23 WWTP Expansion Phase I 201009 $7,000,000 
10,000,000 6-year 

PWTF/ SRF/ revenue 
bonds /Connection 
Fees/Sewer Utility 

Rates 

T34 WWTP Expansion Phase II 2011-2012 $8,210,0006,000,000 6-year 

PWTF/ SRF/ revenue 
bonds /Connection 
Fees/Sewer Utility 

Rates 

T4 Reuse and Reclamation Studies 
($100,000/yr) 2009-2014 $500,000 6-year Connection 

Fees/Utility Rates

T5 Annual Replacement, 
Rehabilitation and Renewal 2009-2014 $610,000 6-year Connection 

Fees/Utility Rates

5 Lift Station 4 Replacement 2008-2011 $1,250,000 6-year
PWTF/ SRF/ revenue 

bonds /Connection 
Fees/Sewer Rates

6 N. Harborview Sewer 2010 $1,000,000 6-year
PWTF/ SRF/ revenue 

bonds /Connection 
Fees/Sewer Rates

7 Harborview Main Sewer 
Upsize/Replacement 2009 $1,000,000 6-year

PWTF/ SRF/ revenue 
bonds /Connection 
Fees/Sewer Rates

8 Odor Control 2008-2012 $250,000 6-year
PWTF/ SRF/ revenue 

bonds /Connection 
Fees/Sewer Rates

9 Reid Drive Lift Station Replace 2009 $1,250,000 6-year
PWTF/ SRF/ revenue 

bonds /Connection 
Fees/Sewer Rates

T610 Annual Water Quality Reporting  2008-2012 
2009-2014 $400,000 6-year 

PWTF/ SRF/ revenue 
bonds /Connection 
Fees/Sewer Rates 

11 Annual Sewer Flow Metering 
Program 2008-2012 $1,250,000 6-year

PWTF/ SRF/ revenue 
bonds /Connection 
Fees/Sewer Rates

12 WWTP Centrifuge 2008 $400,000 6-year
PWTF/ SRF/ revenue 

bonds /Connection 
Fees/Sewer Rates

13 Lift Station MCC Upgrades 2008-2012 $2,500,000 6-year
PWTF/ SRF/ revenue 

bonds /Connection 
Fees/Sewer Rates
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Project 
No. Project Projected 

Year Cost Plan Primary Funding 
Sources 

14 Comprehensive Plan Completion 2008 $75,000 6-year
PWTF/ SRF/ revenue 

bonds /Connection 
Fees/Sewer Rates

15

Spadoni Gravel Pit and adjacent 
property north of  96th street 
between SR-16 and Burnham Drive 
for Reclamation Purposes

2010 $1,700,000 6-year
State and Federal 

Transportation 
Funding/Grant

  Wastewater Treatment Subtotal   
$25,511,000 
35,649,000     

 
Wastewater Collection or System Expansions

C1
West Side of Hwy 16 from Tacoma 
community College to Rosedale 
Street

2012 $2,977,000 6-year Developer-funded

C2 Gig Harbor North (West Side) 2010 $2,535,000 6-year Developer-funded
C3 Sehmel Drive 2013 $1,949,000 6-year Developer-funded

C4 Purdy Drive from Hwy 16 to 
Peninsula High School 2013 $4,504,000 6-year Developer-funded

C5 Hunt & Skansie Drainage Basin 2009 $10,145,000 6-year Developer-funded

C1 Lift Station 1 Improvements 
(Crescent Creek Park) 2013 $130,000 6-year Connection 

Fees/Utility Rates

C2
Lift Station 3A Jockey Pump 
Replacement (Harborview Dr./N. 
Harborview Dr.)

2014 $156,000 6-year Connection 
Fees/Utility Rates

C3 Lift Station 4 Improvements 
(Harborview Dr./Rosedale St.) 2010-2013 $2,595,100 6-year Connection 

Fees/Utility Rates

C4 Lift Station 5 Improvements 
(Harborview Ferry Landing) 2013 $130,000 6-year Connection 

Fees/Utility Rates

C5 Lift Station 6 Improvements (Ryan 
St./Cascade Ave) 2009-2010 $700,000 6-year Connection 

Fees/Utility Rates

C6 Lift Station 7 Improvements (Ried 
Dr./Hollycroft St.) 2010 $203,000 6-year Connection 

Fees/Utility Rates

C7 Lift Station 8 Improvements 
(Harbor Country Dr.) 2012-2013 $532,800 6-year Connection 

Fees/Utility Rates

C8 Lift Station 9 Improvements (50th 
St./Reid Dr.) 2013 $127,000 6-year Connection 

Fees/Utility Rates

C9 Lift Station 11 Improvements (38th 
Ave./48th St.) 2014 $139,000 6-year Connection 

Fees/Utility Rates

C10 Lift Station 12 Improvements 
(Woodhill Dr./Burnham Dr.) 2012-2013 $1,502,500 6-year Connection 

Fees/Utility Rates

C11 Lift Station 13 Improvements 
(Purdy Dr/SR-302) 2012-2013 $400,900 6-year Connection 

Fees/Utility Rates

C12 Install Flow Meter at LS1 2010 $29,000 6-year Connection 
Fees/Utility Rates

C13 Install Flow Meter at LS2 2011 $31,000 6-year Connection 
Fees/Utility Rates

C14 Install Flow Meter at LS3A 2014 $38,000 6-year Connection 
Fees/Utility Rates

C15 Install Flow Meter at LS4 2011 $31,000 6-year Connection 
Fees/Utility Rates

C16 Install Flow Meter at LS5 2013 $36,000 6-year Connection 
Fees/Utility Rates
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Project 
No. Project Projected 

Year Cost Plan Primary Funding 
Sources 

C17 Install Flow Meter at LS6 2010 $29,000 6-year Connection 
Fees/Utility Rates

C18 Install Flow Meter at LS7 2010 $29,000 6-year Connection 
Fees/Utility Rates

C19 Install Flow Meter at LS8 2013 $36,000 6-year Connection 
Fees/Utility Rates

C20 Install Flow Meter at LS9 2013 $36,000 6-year Connection 
Fees/Utility Rates

C21 Install Flow Meter at LS10 2011 $31,000 6-year Connection 
Fees/Utility Rates

C22 Install Flow Meter at LS11 2014 $38,000 6-year Connection 
Fees/Utility Rates

C23 Install Flow Meter at LS12 2010 $29,000 6-year Connection 
Fees/Utility Rates

C24 Install Flow Meter at LS13 2014 $38,000 6-year Connection 
Fees/Utility Rates

C25 Install Flow Meter at LS14 2013 $36,000 6-year Connection 
Fees/Utility Rates

C26 Install Flow Meter at LS5 2013 $36,000 6-year Connection 
Fees/Utility Rates

C27 Install Future Lift Station 10A (56th 
St./36th Ave.) and Forcemain 2010 $1,206,000 6-year Developer Funded

C28
Install Future Lift Station 17A 
(Skansie Ave./90th St.) and 
Forcemain

2011 $1,581,000 6-year Developer Funded

C29
Install Future Lift Station 21A 
(Hunt St/Skansie Ave.) and 
Forcemain

2010 $1,518,000 6-year Developer Funded

C30 Wastewater Comprehensive Plan 2014 225,100 6-year Connection 
Fees/Utility Rates

 Subtotal   $22,110,000     
 

Gravity Sewer Replacements

E1
Harborview Drive from WWTP to 
Rosedale 2012 $2,137,000 6-year Capital reserves

E2
Rosedale Street from Hwy 16 to 
Shirley Avenue 2010 $1,193,000 6-year Capital reserves

E3
Harborview Drive from Rosedale to 
Soundview 2010 $808,000 6-year Capital reserves

E4
Soundview Drive from Harborview 
to Grandview 2009 $972,000 6-year Capital reserves

E5
Soundview Drive from Erickson to 
Olympic 2013 $1,512,000 6-year Capital reserves

  Wastewater Collection Subtotal  
$10,064,400 

6,622,000     

   Wastewater Total 6-year  
$35,575,400 
64,381,000     

 
20-Year Sewer Capital Improvement Projects**

 
Collection System

1 Harborview Drive to WWTP 2014-2028 $4,000,000 20-year PWTF/ SRF/ revenue 
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Project 
No. Project Projected 

Year Cost Plan Primary Funding 
Sources 

bonds /Connection 
Fees/Sewer Rates

2 Rosedale Drive Main Upsize
2010-2030 $3,000,000 20-year

PWTF/ SRF/ revenue 
bonds /Connection 
Fees/Sewer Rates

3
Soundview Dr – Harborview to 
Grandview  Main Upsize

2010-2030 $3,000,000 20-year
PWTF/ SRF/ revenue 

bonds /Connection 
Fees/Sewer Rates

4
Soundview Drive to Erickson Main 
Upsize

2010-2030 $4,000,000 20-year
PWTF/ SRF/ revenue 

bonds /Connection 
Fees/Sewer Rates

 Subtotal  $14,000,000   
 

Gravity Sewer Replacements

E6
Burnham Drive from Harborview 
Drive to 96th Street

2010-2030 $456,000 20-year Capital Reserves

E7
N. Harborview Dr. from Peacock 
Hill Ave. to L.S. #2

2010-2030 $238,000 20-year Capital Reserves

E8
45th Street and Easement East of 
Point Fosdick Drive

2010-2030 $953,000 20-year Capital Reserves

 Subtotal  $1,647,000   
 

Lift Station and Force Main Improvements
L4-1 Lift Station 4, Phase 1 2010-2030 $1,121,000 20-year  
L4-2 Lift Station 4, Phase 2 2010-2030 $295,000 20-year  
L8 Lift Station No.8 2010-2030 $568,000 20-year Capital Reserves

L3-2 Lift Station No. 3, Phase 2 2010-2030 $162,000 20-year Capital Reserves
L1 Lift Station No. 1 2010-2030 $470,000 20-year Capital Reserves

 Subtotal  $2,616,000   
 Total 20-year  $18,263,000   

 
* Estimated costs are in year of project 
** Estimated costs are in 2009 dollars 
 
Notes: 

(1) PWTF - Public Works Trust Fund 
(2) SFR - State Revolving Fund 
Estimated costs are based on dollars value in the estimated year of the project. 

 
Water System Projects 
Project 

No. Project Projected 
Year Cost Plan Primary Funding 

Source 
6-Year Water Capital Improvement Projects*

1 Storm Tank Maintenance 2008-2010 $500,000 6-year Local Utility Fees &/or 
Revenue Bonds

2 Design Harborview/Stinson 2008 $180,000 6-year Local Utility Fees &/or 
Revenue Bonds

3 Design Harborview Water Main 2008 $200,000 6-year Local Utility Fees &/or 
Revenue Bonds
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No. Project Projected 

Year Cost Plan Primary Funding 
Source 

14
Asbestos Cement Water Line 
Rreplacement Program City Wide 
($75,000/yr)  

201008-
201412 $375340,000 6-year 

Connection Fees/Utility 
Rates Local Utility 
Fees &/or Revenue 

Bonds

25 Water Systems Upgrades 
($50,000/yr)

200908-
201412 $300278,000 6-year 

Connection Fees/Utility 
Rates Local Utility 
Fees &/or Revenue 

Bonds

36
Stinson Avenue Water Main 
Replacement Harborview/ Stinson 
12” Upsize

201009 $275,000 
800,000 6-year 

Connection Fees/Utility 
Rates Local Utility 
Fees &/or Revenue 

Bonds

47
Harborview Drive Water Main 
Replacement – N. Harborview Dr. 
to Rosedale St. 

2010-
201109 $1,400950,000 6-year 

Development 
Mitigation/Connection 

Fees/Utility Rates 
Local Utility Fees &/or 

Revenue Bonds

8 Well No. 6 2009-2014 $1,740,000 6-year Local Utility Fees &/or 
Revenue Bonds

59 Water Rights Annual Advocate  
for /Permitting ($4075,000/year) 

200908-
2012 $160375,000 6-year 

Connection Fees/Utility 
Rates Local Utility 
Fees &/or Revenue 

Bonds

10 GIS Inventory 2008-2012 $80,000 6-year Local Utility Fees &/or 
Revenue Bonds

611
Well No. 11 – Deep Aquifer Well 
Gig Harbor North Well 
Permitting/Design 

2008-2009-
2013

$4,174,600  
2,000,000 6-year 

SEPA 
Mitigation/Developers/ 

Connection Fees 
/Utility Rates

712 Well No. 10 2008-2009 
2010 $350150,000 6-year 

SEPA 
Mitigation/Developers 

Utility Rates/ 
Connection Fees 

813 Harbor Hill Drive Water Main 
Extension 2009-2014 $450,200 

160,000 6-year 

Development 
Mitigation/Connection 

Fees/Utility Rates 
Local Utility Fees, 

Revenue Bonds, &/or 
Developer Funded

914 Harborview Drive Loop Dead End 2011 2009-
2014

$503,500 
405,000 6-year 

Development 
Mitigation/Connection 

Fees/Utility Rates 
Local Utility Fees &/or 

Revenue Bonds

1015 Tarabochia Street Water Main 
Replacement

201209-
2014

$44,000 
40,000 6-year 

Connection Fees/Utility 
Rates Local Utility 
Fees &/or Revenue 

Bonds

1116 Grandview Street Water Main 
Replacement

201209-
2014

$424,400 
59,000 6-year 

Development 
Mitigation/Connection 

Fees/Utility Rates 
Local Utility Fees &/or 

Revenue Bonds
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No. Project Projected 

Year Cost Plan Primary Funding 
Source 

1217 96th Street Water Main Extension  201409-
2014 $269,000 6-year 

Development 
Mitigation/Connection 

Fees/Utility Rates 
Local Utility Fees, 

Revenue Bonds, &/or 
Developer Funded

1318 Woodworth Avenue Water Main 
Replacement

201309-
2014

$116,700 
50,000 6-year 

Connection Fees/Utility 
Rates Local Utility 
Fees &/or Revenue 

Bonds

1419 Shurgard East Tee and Water 
Main Replacement

2013 2009-
2014

$437,100 
52,000 6-year 

Development 
Mitigation/Connection 

Fees/Utility Rates 
Local Utility Fees &/or 

Revenue Bonds

15 Water System Plan Update 2014 $112,600 6-year Connection  
Fees/Utility Rates

  Subt Water Total   $9,392,100 
8,628,000 *     

 
20-Year Water Capital Improvement Projects**

1 Upgrade Perrow Well 2010-2030 $92,000 20-year Undetermined
2 500,000 Gallon Storage Tank 2010-2030 $1,500,000 20-year Undetermined
3 Shurgard Tank to Soundview 2010-2030 $122,000 20-year Undetermined
4 Pioneer Way 2010-2030 $74,000 20-year Undetermined
5 Reid & Hollycroft Intertie 2010-2030 $3,000 20-year Undetermined

6
Shore Acres Connection 
Improvements 2010-2030 $56,000 20-year Undetermined

7 Sehmel Drive Extension 2010-2030 $543,000 20-year Undetermined
8 Conjunctive Strategy 2010-2030 $2,000,000 20-year Undetermined
  Subtotal  $ 4,390,000 **   

Note: 
*Estimated costs are in year of project            ** Estimated costs are in 2009 dollars 
 
Park, Recreation & Open Space Projects 

Project 
No. Project Projected Year Cost Plan Primary Funding 

Sources 
1 City Park Improvements ongoing  6 year Grants/Local 
2 City Skate Park Improvements 2008-2010 $30,000 6 year Local

3 2
GHPHS Museum Creek 
Easement Acquisition

2008-2009 
2012

$400,000 
$425,000 6 year Local 

4 3 Gig Harbor North Park 
 

2008-2012 $3,000,000 6 year Developer 
Mitigation/Impact 

5 4 Jerisich Dock Moorage Extension  
 

2008-2009 
2010-2012

$200,000 
$300,000 6 year Fees/Grants/Donations 

6 5
Cushman Trail Phase III Kimball 
96th to Borgen 

2008-2009 
2011

$664,000 
1,500,000 6 year Local/County 

7 6
Boys and Girls Club/  
Senior Center 

20092010-2011 $150,000 
250,000 6 year Local 

8 7 Pioneer Way Streetscape 2008-2012 $127,000  6 year Local 
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Project 
No. Project Projected Year Cost Plan Primary Funding 

Sources 

9 8 Austin Estuary Park 
 

2008-2012 $100,000 
455,000 6 year Local RCO Grant

10 9 Skansie House Remodel 
 

2010-2012 
$60,000 - 
$100,000 
$300,000

6 year 
PSRC 

Grant/Local/Lodging 
Tax

11 10
Skansie Netshed Repair and 
Restoration 

2008-2010 
2010-2014 $450,000 6 year Heritage Grant/Local  

12 11 Wheeler Pocket Park 2009 2012 $35,000 70,000 6 year Local

13 12 Wilkinson Farm Barn Restoration 
 

2009 2010-
2014 $200,000  6 year Heritage Barn 

Grant/Local Match 

14 13
Wilkinson Farm Park 
Development 
 

2010-2013 $900,000 6 year 
State IAC RCO 

Grant/Preservation 
Grants/Local Match 

15 14 WWTP/Cushman Trail Access 
 

2008-2009 
2010-2012 $25,000 6 year Local

16
Crescent Creek West Shore 
Acquisition 2008-2011 $200,000 6 year Grant/Local

17 15
Kenneth Leo Marvin Veterans 
Memorial Park  Phase 2

2008 2010 -
2015

$900,000 
$250,000 6 year IAC Grant/Impact 

Fees/Local 

18 16
Eddon Boatyard Building Dock 
Restoration 

2008 2010-
2011

$980,000 
$250,000 6 year Heritage Grant 

19
Eddon Boatyard Building 
Impervious Containment Barrier 2007 $25,000 6 year Heritage Grant/Local

20 17 Eddon Boat Park Development 
2009 2011-

2014 $2,000,000 6 year RCO Grants/ Local 

21
Eddon Park Environmental 
Cleanup  
 

2007-2008 $2,000,000 6 year
Brownsfields Grants/ 
Harbor Cove Escrow 

Account
22 Taraboachia Public Parking Lot 2007-2008 $30,000 6 year Local

23 18
Maritime Pier – Dock 
Improvements 

2008-2010-
2012

$50,000 
$4,500,000 6 year Local 

30
Old Miller Property acquisition 
and development. 2009 $360,000 6 year Local/Impact Fees

31
Hoppen Property at the mouth of 
Crescent Creek.

2009-2014 $250,000 6 year
Pierce County 
Conservation 
Futures/Local

32
Cushman Trail Extension North 
to Borgen Boulevard 2009 $7,000,000 6 year Pierce County 

Funds/Local

33 19

North/Donkey Creek Corridor. 
(Conservation Properties) 
Northwest of Donkey Creek Park 
along the Creek. 

2010-2014 $1,500,000 6 year County Conservation 
Futures 

34 20
Jerisich / Skansie Park 
Development  2009-2010 $150,000 6 year Local 

35
Sand Volleyball Court @ 
Crescent Creek Park 2009 $30,000 6 year Private Funding/Local

36 21
Sewer Easement Trail (Veterans 
Park to 45th Street Court) 2009-2014 $300,000 6 year Local 

22 Donkey Creek Restoration 2010 - 2016 $1,200,000 6 year Local/Federal

 Subtotal  
$20,331,000 
$17,912,000   
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Notes: 
(1) CFP - Capital Facilities Program 
(2) GI Fee - Growth Impact Fee 
(3) Bond - Park, Recreation & Open Space Bond 

 
Storm Wwater System Projects 

Project 
No. Project Projected 

Year Cost Plan Primary Funding 
Source 

1 Update storm facilities mapping 
($50,000/yr) Annually $30030,000  6-year 

Connection 
Fees/Utility Rates 

Local

2 

Garr Creek Tributary Channel (38th 
St)/WWTP Erosion Study Hot Spot 2010Annually $50,00025,000 6-year 

Connection 
Fees/Utility Rates 

Local

3 38th Street - Hunt to Goodman 2008-2009 $1,000,000 6-year TIB/Safe Routes 
to Schools/Local

3 38th /Quail Run Ave Storm Culverts 2014 $208,200 6-year Connection 
Fees/Utility Rates

4 Donkey Creek Daylighting 201109 $1,236,000
1,200,000 6-year 

State/Federal 
Salmon Recovery 
Grants/Earmarks 

5 Donkey Creek Culvert under 
Harborview Drive 201413 $546,400

500,000 6-year 
State/Federal 

Salmon Recovery 
Grants/Earmarks 

6 Annual Storm Culvert Replacement 
Program ($50,000/yr) 2009-20143 $300250,000 / 

year 6-year 

Storm Water 
Utility Fees 
Connection 

Fees/Utility Rates

7 50th Street Box Culvert 200812 $371,300
350,000 6-year 

Storm Water 
Utility Fees 
Connection 

Fees/Utility Rates

8 
Quail Run Water Quality System 
Improvements Storm Comp Plan 
Update

201008 $15,0001,000,000 6-year 

Storm Water 
Utility Fees 
Connection 

Fees/Utility Rates

9 Annual NPDES Implementation 
Expenses 20098-2014 $100,000 6-year 

Storm Water 
Utility Fees 
Connection 

Fees/Utility Rates 
/State Grant 

10

Stormwater retention, wetland 
mitigation and detention for 
Burnham interchange 
improvements: 

- Potential properties in 
proximity to Burnham 
interchange.  

2010 $2,000,000 6-year
State/Federal 

Transportation 
Funding/Grant

101

Aquifer Re-charge 
-  Spadoni Gravel Pit and 

adjacent property north of  96th 
street between SR-16 and 
Burnham Drive. 

20110 $1,700,000 6-year 
State/Federal 

Transportation 
Funding/Grant 
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No. Project Projected 

Year Cost Plan Primary Funding 
Source 

11 Burnham Drive/96th Street Culvert 
Replacement 2014 $56,300 6-year Connection 

Fees/Utility Rates

12 Borgen Boulevard/Peacock Hill 
Avenue Culvert Replacement 2014 $36,600 6-year Connection 

Fees/Utility Rates

13 102nd Street Court Culvert 
Replacement -- $20,000 6-year Private 

Development

14 Burnham Drive/Harborview Drive 
Rock Spall Pad Construction -- $15,000 6-year Private 

Development

15 101st Street Court Detention Pond 
Reconstruction -- $25,000 6-year Private 

Development

16 101st Street Court Culvert 
Replacement -- $20,000 6-year Private 

Development

17
Stormwater Comprehensive Plan 
Update 2014 $112,600 6-year Connection 

Fees/Utility Rates

  Subt Stomwater Total   
$5,112,400 
8,155,000     

      
* Private property – costs to be borne by property owner or developer 
 
Notes: 

• Costs shown above are estimates and do not include such items as permitting costs, sales tax, 
right-of-way acquisition, utility relocations, trench dewatering, traffic control or other unforeseen 
complications. 

• Private Development funding indicates the full cost for the project shall be borne by property 
owner(s) or developer(s). 

(2) “Hot Spots” refers to the discretionary funds for emergencies and small projects that can be easily 
repaired or otherwise taken care of quickly 
 
Transportation Improvement Projects 

Project 
No. Project Name Projected 

Start Year Estimated Cost Plan Funding Source 

1 
SR-16/Borgen/Canterwood 

Hospital Mitigation Improvements 2009 $11,000,000 6-Year State/Local 

2 50th St Ct NW Improvements 2009 $1,600,000 6-Year State/Local 

3 
Harbor Hill and Borgen 

Intersection Improvements 2013 $704,000 6-Year Developer/Local 

4 
Rosedale and Stinson Intersection 

Improvements 2013 $275,000 6-Year Local 

5 38th Ave Improvements Phase 1 2009 $9,790,000 6-Year State/Local 

6 Harbor Hill Drive Extension 2009 $1,000,000 
$5,500,000 6-Year Developer/Local 

7 Burnham Dr Phase 1 2011 $6,700,000 6-Year State/Local/Developer 

8 9 
Soundview and Hunt Intersection 

Improvements 2012 $660,000 6-Year Developer/Local 

9 15 38th Ave Improvements Phase 2 2009 $5,280,000 6-Year State/Local 
10 16 Skansie Ave Improvements 2010 $9,460,000 6-Year Local 

11 Hunt St 2014 $480,000 6-Year Local
12 Hunt St Undercrossing 2012 $6,160,000 6-Year Local
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No. Project Name Projected 

Start Year Estimated Cost Plan Funding Source 

13 10 
Olympic/Fosdick Intersection 

Improvements 2009 $440,000 6-Year Developer/Local 

14 11 Wollochet Dr Improvements 2010 $660,000 6-Year Developer/Local 

15 12 
Harborview/N Harborview 
Intersection Improvements 2010 $1,650,000 6-Year Local 

16 13 SR 16/Olympic Drive 2012 $825,000 6-Year State/Local 

17 8 
Burnham Dr/Harbor Hill Drive 

Intersection Improvements 2010 $2,200,000 6-Year Developer/Local 

18 14 
Rosedale St/Skansie Ave 

Intersection Improvements 2011 $ 275,000 6-Year Local 

19 17 Rosedale St Improvements 2010 $3,740,000 6-Year State/Local 

20 18 
Olympic/Hollycroft Intersection 

Improvements 2013 $26,000 6-Year Local 

21 19 Vernhardson St Improvements 2013 $375,000 6-Year Local 

22 20 
Point Fosdick Pedestrian 

Improvements 2010 $1,100,000 6-Year State/Local 

23 21 

Harborview Dr. Improvements 
from N. Harborview Dr. to 

Pioneer Wy 
2011 $100,000 6-Year State/Local 

24 22 
Judson/Stanich/Uddenberg 

Improvements 2012 $2,090,000 6-Year State/Local 

25 23 
Donkey Creek Daylighting Street 

and Bridge Improvements 2009 $2,050,000 6-Year Federal/State/Local 

26 24 
Wagner Way/Wollochet Drive 

Traffic Signal 2009 $300,000 6-Year Developer/Local 

27 25 
Grandview Drive Phase I from 

Stinson to Pioneer 2010 $500,000 6-Year Developer/Local 

28 26 
Grandview Drive Phase 2 from 

Soundview to McDonald 2009 $860,000 6-Year Local 

29 27 
Pt Fosdick/56th Street 

Improvements 2010 $4,000,000 6-Year State/Local 

 Subtotal 6-Year:  $74,300,000 
$72,056,000   

30
Canterwood Boulevard from SR16 

to 54th Ave 2020 $ 8,000,000 20-Year State/Local

31
Borgen Boulevard from Peacock 

Hill to Harbor Hill 2020 $6,600,000 20-Year Local

32
Rosedale Street from Stinson to 

58th Ave 2020 $5,500,000 20-Year Local

33
Peacock Hill from Borgen to 

127th Street 2020 $4,100,000 20-Year Local

34
Bujacich Road from Sehmel to 

89th Street 2020 $6,900,000 20-Year Local

35
Stinson Ave from Rosedale to 

Harborview 2020 $220,000 20-Year Local

36
Hunt Street NW from Skansie Ave 

to 38th Ave 2020 $2,300,000 20-Year State/Local

37
Soundview Drive from 

SR16WBRamp to Hunt Street NW 2020 $700,000 20-Year State/Local

38
New Road from 50th Ave to 

Harbor Hill Drive 2020 $1,100,000 20-Year Developer/Local

39 50th Ave from New Road to 2020 $2,300,000 20-Year Developer/Local
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No. Project Name Projected 

Start Year Estimated Cost Plan Funding Source 

Burnham Drive

40
SR16/Borgen/Burnham 

Interchange (Long Term Solution) 2020 $56,000,000 20-Year State/Local

41 Harborveiw Drive at Stinson Ave 2020 $660,000 20-Year Local
42 Stinson Ave at Pioneer Way 2020 $330,000 20-Year State/Local
43 38th Ave at 56th Street 2020 $150,000 20-Year Local
44 SR16/Olympic Drive 2020 $440,000 20-Year State/Local

 Subtotal 20-Year:  $95,300,000   
45 96th Street SR16 Crossing 2030 $8,000,000 Other State/Local 
46 Briarwood Lane Improvments 2015 $500,000 Other Local 
47 Frankilin Ave Improvements 2015 $500,000 Other Local 

48 
Street Connections - Point Fosdick 

Area 2015 $600,000 Other Local 

49 Crescent Valley Connector 2030 $2,000,000 Other Local 
50 Downtown Parking Lot Design 2009 $60,000 Other Local 

51 
Downtown Parking Lot property 

acquisition 2009 n/a Other Local 

52 

Purchase land for ROW, 
stormwater improvements, 

wetland mitigation 
2008 n/a Other Local 

53 Public Works Operations Facility 2010 $1,125,000 Other Local 
  Subtotal Other:   $12,785,000     

  TOTAL Transportation Total:   $182,385,000 
$84,841,000     
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Application COMP 09-0004: 
Sunrise Enterprises Land Use Map 
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Application COMP 09-0013: 
Stroh’s Water System Service Area 
Amendment 
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ORDINANCE NO. 1331 
 

AN ORDINANCE OF THE CITY COUNCIL OF THE CITY OF GIG 
HARBOR, WASHINGTON, RELATING TO THE CITY’S WATER 
SYSTEM; REPEALING SECTION 13.02.300 OF THE GIG HARBOR 
MUNICIPAL CODE AND ADOPTING A NEW CHAPTER 13.06 
CREATION AND IMPLEMENTATION OF CROSS CONNECTION 
CONTROL AND BACKFLOW PREVENTION; PROVIDING FOR 
SEVERABILITY AND ESTABLISHING AN EFFECTIVE DATE. 
 

 
WHEREAS, the City of Gig Harbor (City) has multiple water purveyors located 

within the corporate limits; and 
 
WHEREAS, the City of Gig Harbor Water Department (Department) is the largest 

of those water purveyors; and 
 
WHEREAS, the Department is required by Washington Administrative Code 

(WAC) 246-290-490 through the Washington State Department of Health to adopt by 
ordinance and implement a cross connection control program; and 

 
WHEREAS, Section 13.02.300 of the Gig Harbor Municipal Code (GHMC) 

prohibits cross-connections but does not meet the requirements of WAC 246-290-490; 
and 

 
WHEREAS, the Department currently employs six cross connection control 

specialists who receive specialty training for the implementation of the Cross 
Connection Control Program and follow the sixth edition of the Pacific Northwest 
Section of the American Water Works Association Cross Connection Control Manual; 
and 

 
WHEREAS, this ordinance applies only to the retail water service area 

associated with the Department; and 
 
WHEREAS, the proposed regulations were forwarded to the Washington State 

Department of Commerce pursuant to RCW 36.70A.106 and approved on December 9, 
2015; and 

 
WHEREAS, the City’s SEPA Responsible Official issued a Determination of 

Nonsignificance for this Ordinance on January 6, 2016; and 
 
WHEREAS, the Gig Harbor City Council considered the Ordinance at first 

reading and public hearing on February 8, 2016; Now, therefore, 
 
THE CITY COUNCIL OF THE CITY OF GIG HARBOR, WASHINGTON, 

ORDAINS AS FOLLOWS: 
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Section 1.  Section 13.02.300 of the Gig Harbor Municipal Code is hereby 

repealed. 
 
Section 2.  A new Chapter 13.06 is hereby added to the Gig Harbor Municipal 

Code as follows: 
 
13.06.010 Declaration of Title. 
This code shall be known as the cross connection control and backflow prevention 
code. 
 
13.06.020 Definitions. 
The definitions used in this Chapter are established in Chapter 1 of the Manual of 
Cross-Connection Control, Tenth Edition by University of Southern California with the 
following amendment: 
 

1.72 “Water Supplier” shall mean the City of Gig Harbor Water Department. 
 
13.06.030 Purpose. 
The purpose of this code is to: 

A. To protect the Water Supplier’s public potable water supply of  from the 
possibility of contamination or pollution by isolating within the consumer’s 
internal distribution system(s) or the consumer’s private water system(s) such 
contaminants or pollutants which could backflow into the public water 
systems; and 

B. To promote the elimination or control of existing cross-connections, actual or 
potential, between the Water Supplier’s public water system and the 
consumer’s on-premise water system; and 

C. To provide for the maintenance of a continuing Program of Cross-Connection 
Control which will systematically and effectively prevent the contamination or 
pollution of the Water Supplier’s water system; and 

D. To meet the Water Supplier’s requirements mandated by WAC 246-290-
490(3). 

 
13.06.040 Authority. 
The authority shall be the City of Gig Harbor Water Department Superintendent 
(Superintendent) or his or her designee and shall be certified as a Water Distribution 
Manager (WDM) – 2 and a Cross Connection Control Specialist.  The Superintendent 
shall be responsible for the protection of the public potable water distribution system 
from contamination or pollution due to the backflow of contaminants or pollutants 
through the service connection.   
 
13.06.050 Adoption of technical manuals. 
The manuals noted below are hereby adopted as the city’s manual for protecting the 
Water Supplier from cross connections.  Where conflicts exist the most stringent 
requirement shall apply. 
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1. Manual of Cross-Connection Control, Tenth Edition by University of Southern 

California (USC Manual) 
2. Cross-Connection Control Manual Accepted Procedures and Practice, 

Seventh Edition, November 2012 by Pacific Northwest Section American 
Water Works Association (PNS-AWWA Manual) 

3. Cross-Connection Control Manual, February 2003 by the United States 
Environmental Protection Agency 

4. Public Works Standards 2014 by the City of Gig Harbor. 
 
13.06.060 Water system framework. 
The jurisdictions of water systems shall be comprised of two parts:  The Water 
Supplier’s system and the consumer’s system. 
 

A. Water Supplier’s water system shall consist of the source facilities and the 
distribution system, and shall include all those facilities of the water system 
under the complete control of the Water Supplier, up to and including the 
water meter. 

1. The source facilities shall include all components of the facilities 
utilized in the production, treatment, storage, and delivery of water to 
the distribution system. 

2. The distribution system shall include the network of conduits used for 
the delivery of water from the source to the consumer’s system. 

B. The consumer’s system shall include those facilities beyond the water meter 
conveying water from the Water Supplier’s water system to points of use. 

 
13.06.100 Review of new and existing service connections. 
All City of Gig Harbor plumbing permit applications requiring or having a service 
connection to the Water Supplier’s water system will be reviewed by the Superintendent 
in accordance with the subsections below and as applicable in accordance with Chapter 
15.06. 

A. Each new or existing single family residential service connection shall be 
reviewed using the technical manuals for possible cross connections and may 
require an approved backflow prevention assembly per Section 13.06.130 
adjacent to the water meter on the consumer’s side of the service connection.  If 
a single family residential service connection includes an irrigation system, a 
double check valve backflow prevention assembly shall be installed adjacent to 
the water meter on the consumer’s side of the irrigation system service 
connection. 

B. Each new non-single family residential service connection shall install an 
approved backflow prevention assembly per Section 13.06.130 adjacent to the 
water meter on the consumer’s side of the service connection.  If the use for all 
inhabitable spaces within a non-single family residential structure is not known at 
the time of plumbing permit application, a reduced pressure backflow prevention 
assembly shall be installed adjacent to the water meter on the consumer’s side of 
the service connection. 
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13.06.110 Existing service connection review program.   
Each existing service connection will be reviewed by the Superintendent in the manner 
and frequency described in the Water Supplier’s Water System Plan.  If a cross 
connection or potential cross connection is found, the consumer shall install an 
approved backflow prevention assembly in accordance with this chapter and/or Chapter 
15.06 at the consumer’s expense immediately.  
 
13.06.120 Backflow assembly specifications. 
On the date of their installation, all backflow prevention assemblies shall be included on 
the Washington State Department of Health’s approved backflow prevention assembly 
list.  This list is available from the City Clerk or from the Washington State Department 
of Health. 
 
13.06.130 Backflow assembly types. 
The type of backflow prevention assembly required for installation shall depend upon 
the degree of hazard which exists.  The actual backflow assembly type shall be 
determined by the Superintendent based on elements of the technical manuals.   
 
13.06.140 Recordkeeping of installed backflow prevention assemblies. 
The Water Supplier will maintain records of all installed backflow prevention assemblies. 
 
13.06.150 Qualifications of commercial testing companies 
Commercial companies that test backflow prevention assemblies for compliance with 
this chapter shall be certified by the Washington State Department of Health.  The 
Water Supplier maintains a list of these commercial testing companies approved to 
perform testing of backflow prevention assemblies.  If a desired commercial testing 
company is not on the approved list, the company may submit qualifications to the 
Water Supplier and request authorization to perform backflow prevention testing. 
 
13.06.160 Testing of backflow prevention assemblies prior to initial operation. 
Each backflow prevention assembly shall be tested by a commercial testing company 
prior to initial operation.  However, new backflow preventers that have been granted a 
Certificate of Compliance and have been approved by the Superintendent may be 
installed and put into service without further test or qualification.   
 
13.06.170 Testing and repairing backflow prevention assemblies after initial operation. 
 

A. Each backflow prevention assembly after initial testing shall be field tested on an 
annual basis by a commercial testing company selected and coordinated by the 
consumer.  The field test shall occur no later than the annual date of installation.  
In those instances where the Superintendent deems the hazard to be great 
enough, the Superintendent may require field tests at more frequent intervals. 

B. If repair or relocation of a backflow prevention assembly is required, each 
backflow prevention assembly shall be field tested after being repaired or 
relocated and prior to being placed back into service.   
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C. A representative from the Water Supplier may witness the field tests at the 
discretion of the Water Supplier.  Records of the field tests and all repairs shall 
be submitted to the Water Supplier.   

D. All expenses related to testing, repairs, relocation, or replacement shall be at the 
expense of the consumer.   

E. In cases where ownership of a backflow preventer is unclear, the Water Supplier 
will perform the testing or repairs and shall proportionately charge all customers 
receiving service through the backflow prevention assembly. 

 
13.06.180 Backflow prevention assembly quality control assurance. 
Qualifications of each backflow assembly tester performing backflow assembly testing 
within the Water Supplier’s water service area will be reviewed by the Superintendent in 
the manner and frequency described in the Water Supplier’s Water System Plan. 
 
13.06.190 Inspections. 
The consumer must allow for inspections at reasonable times to authorized 
representatives of the Superintendent to determine compliance with this code. 
 

13.06.200 Backflow prevention assembly incidents. 
The Water Supplier will respond to backflow prevention incidents as described in the 
Water Supplier’s Water System Plan. 
 

13.06.210 Operation and Maintenance of protected connections. 
Operation and maintenance of the consumer’s system by the consumer shall be 
continuous.  Service of water to any premises shall be discontinued by the Water 
Supplier if any of the following conditions exist: 
 

A. Required backflow prevention assembly is not installed, tested, or maintained; or  
B. Backflow prevention assembly has been removed or bypassed; or 
C. Unprotected cross-connection exists on the premises.   

 
Service will not be restored until such conditions or defects are corrected and approved 
by the Water Supplier. 
 

13.06.220 Variances. 
The Superintendent may grant a variance from the provisions of this code in 
accordance with the variance process outlined in the City of Gig Harbor Public Works 
Standards in lieu of the City Engineer. 
 
13.06.230 Violations – Delinquencies. 
The lack of use, improper placement, uncompleted repairs, untimely field testing, 
unpermitted connection to the public water system or any activity which violates the 
provisions of this code shall be unlawful and a violation of this code.  
 

A. Field testing as required by this code shall be deemed delinquent if the field test 
results are not presented to the Water Supplier within 20 days following the 
annual date of installation.  For each delinquent field test the Water Supplier will 
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provide a delinquency notice by certified mail to the property owner and, if the 
record owner does not reside at the premises, the occupant.  In the event field 
testing remains delinquent 45 days following the annual date of installation, the 
Water Supplier will mail and hand deliver a shut-off notice to the property owner 
and, if the record owner does not reside at the premises, the occupant. The shut-
off notice will provide the following: (1) water service will be shut off unless field 
test results are presented to the Water Supplier within 10 days of the date of the 
shut-off notice; (2) address and telephone number of the Water Supplier, stating 
that the owner or occupant may contact the department if a dispute exists as to 
the required filed testing; and (3) a $40.00 fee will be charged for the shut-off 
notice. If the property owner has not corrected the delinquency within the time 
provided under the shut-off notice, the Water Supplier will shut off water service.  
Once the delinquency is corrected the Water Supplier will turn on water service. 

B. For all other violations of this code the Superintendent will issue a correction 
notice or a stop work order, depending on the severity of the violation.   

1. If a correction notice is issued, the Water Supplier will mail a correction 
notice to the property owner and, if the record owner does not reside at 
the premises, the occupant.  All corrections deemed necessary by the 
Superintendent shall be corrected within 20 days following the date of 
issuance of the correction notice.  If corrections are not completed within 
45 days following the date of issuance of the correction notice, the Water 
Supplier may shut off water service until all corrections are completed.  
The Water Supplier will charge a $40.00 fee to shut off the water.  

2. If a stop work order is issued, the Superintendent may at their discretion, 
shut off water service immediately.  All violations shall be corrected and 
accepted by the Superintendent prior to lifting of the stop work order and, 
if water service was shut off, turning water service back on.  The Water 
Supplier will charge a $40.00 fee to shut off the water. 

 
13.06.240  Remedies not exclusive 
The remedies set forth in this chapter are not exclusive. The city council may authorize 
the city attorney to take any legally authorized actions against a noncompliant permittee 
or consumer, including, but not limited to, all applicable remedies enumerated in this 
chapter and available under applicable law. 
 

Section 3.  Severability.  If any section, sentence, clause or phrase of this 
Ordinance should be held to be unconstitutional by a court of competent jurisdiction, 
such invalidity or unconstitutionality shall not affect the validity or constitutionality of any 
other section, sentence, clause or phrase of this Ordinance.  
 

Section 4.  Effective Date.  This Ordinance shall take effect and be in full force on 
June 1, 2016 after passage and publication of an approved summary consisting of the 
title. 
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City of Gig Harbor
Comprehensive Water System Plan Update
Capital Improvement Program

Unprotect password: CIP

Capital Improvements Program Summary (Future Dollars)

Short-term Long-term
Project (2018-2027) (2028-2037)

New Water Main 3,110,000$             Pressure Zone  Description/Location -$                   -$                   63,000$             -$                   601,000$          -$                   -$                    -$                   -$                   -$                   -$                    2,078,000$        368,000$          -$                   -$                   -$                   -$                    -$                   -$                   -$                   664,000$             2,446,000$       
N-01 368,000$                 450  Canterwood Blvd NW and Bering St NW -$                   -$                   -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   -$                    -$                    368,000$           -$                   -$                   -$                   -$                    -$                   -$                   -$                   -$                      368,000$           
N-02 2,078,000$             450  Sehmel Dr NW and Burnham Dr NW -$                   -$                   -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   -$                    2,078,000$        -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   -$                      2,078,000$       
N-03 601,000$                 450  Vernhardson St and Burnham Dr NW -$                   -$                   -$                   -$                   601,000$           -$                   -$                    -$                   -$                   -$                   -$                    -$                    -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   601,000$             -$                   
N-04 63,000$                   450  Olympic Dr NW and Hollycroft Street -$                   -$                   63,000$             -$                   -$                   -$                   -$                    -$                   -$                   -$                   -$                    -$                    -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   63,000$               -$                   

-$                         -$                      -$                   

Pipe Upsize 2,897,000$             Pressure Zone Description/Location -$                   1,980,000$      -$                   -$                   -$                   469,000$          335,000$           -$                   -$                   -$                   113,000$           -$                    -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   2,784,000$          113,000$          
U-01 480,000$                 440  Grandview St between Stinson Ave and Pioneer Way -$                   480,000$          -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   -$                    -$                    -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   480,000$             -$                   

U-02 66,000$                   440  Shore Acres -$                   -$                   -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   66,000$             -$                    -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   -$                      66,000$             
U-03 47,000$                   440  Shore Acres -$                   -$                   -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   47,000$             -$                    -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   -$                      47,000$             
U-04 104,000$                 440  Shurgard Tank to Soundview Drive -$                   -$                   -$                   -$                   -$                   104,000$           -$                    -$                   -$                   -$                   -$                    -$                    -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   104,000$             -$                   
U-05 190,000$                 440  Shurgard East Tee -$                   -$                   -$                   -$                   -$                   190,000$           -$                    -$                   -$                   -$                   -$                    -$                    -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   190,000$             -$                   
U-06 272,000$                 440  Olympic Village Loop -$                   -$                   -$                   -$                   -$                   -$                   272,000$           -$                   -$                   -$                   -$                    -$                    -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   272,000$             -$                   
U-07 175,000$                 440  Reid Drive NW between 56th Street NW and 55th 

Street NW 
-$                   -$                   -$                   -$                   -$                   175,000$           -$                    -$                   -$                   -$                   -$                    -$                    -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   175,000$             -$                   

U-08 63,000$                   440  Deer Creek Lane -$                   -$                   -$                   -$                   -$                   -$                   63,000$             -$                   -$                   -$                   -$                    -$                    -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   63,000$               -$                   
U-09 1,500,000$             320/440  Stinson Ave from Rosedale St NW to Pioneer Way -$                   1,500,000$       -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   -$                    -$                    -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   1,500,000$          -$                   

Storage 1,800,000$             Pressure Zone  Description/Location -$                   -$                   800,000$          -$                   -$                   -$                   -$                    -$                   1,000,000$       -$                   -$                    -$                    -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   1,800,000$          -$                   
ST-01 1,799,900$             440/450  Tank Recoating -$                   -$                   799,900$           -$                   -$                   -$                   -$                    -$                   1,000,000$       -$                   -$                    -$                    -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   1,799,900$          -$                   

Supply 12,012,000$           Pressure Zone  Description/Location 3,000,000$      650,000$          -$                   -$                   -$                   175,000$          200,000$           4,458,000$       -$                   -$                   -$                    -$                    254,000$          3,275,000$       -$                   -$                   -$                    -$                   -$                   -$                   8,483,000$          3,529,000$       
S-01 4,633,000$             Well 9 and PRV Station -$                   -$                   -$                   -$                   -$                   75,000$             100,000$           4,458,000$       -$                   -$                   -$                    -$                    -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   4,633,000$          -$                   
S-02 250,000$                 Clean and Inspect Well 3 Casing (Well 3) -$                   250,000$          -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   -$                    -$                    -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   250,000$             -$                   
S-03 3,529,000$             Well 6 Treatment System -$                   -$                   -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   -$                    -$                    254,000$           3,275,000$       -$                   -$                   -$                    -$                   -$                   -$                   -$                      3,529,000$       
S-04 200,000$                 Conjunctive Supply Strategy -$                   -$                   -$                   -$                   -$                   99,700$             100,300$           -$                   -$                   -$                   -$                    -$                    -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   200,000$             -$                   
S-05 400,000$                 Emergency  Intertie (Caterwood Water System) -$                   400,000$          -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   -$                    -$                    -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   400,000$             -$                   
S-06 3,000,000$             Well 11 3,000,000$       -$                   -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   -$                    -$                    -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   3,000,000$          -$                   

AC Replacement 5,445,000$             Pressure Zone  Description/Location -$                   -$                   -$                   250,000$          258,000$          266,000$          273,000$           282,000$          290,000$          299,000$          308,000$           317,000$           326,000$          336,000$          346,000$          357,000$          367,000$           379,000$          390,000$          402,000$          1,918,000$          3,528,000$       
R-01 5,445,200$              Asbestos Cement Water Line Replacement Program -$                   250,000$           257,700$           265,500$           273,000$           282,000$           290,000$           299,000$           308,000$           317,000$           326,000$           336,000$           346,000$           357,000$           367,000$           379,000$           390,000$           402,000$           1,917,200$          3,528,000$       

General 9,101,000$             Pressure Zone  Description/Location 250,000$          1,023,000$      694,000$          27,000$             -$                   -$                   -$                    -$                   -$                   326,000$          806,000$           5,537,000$        -$                   -$                   -$                   -$                   -$                    -$                   -$                   438,000$          2,320,000$          6,781,000$       
G-01 1,014,000$              Water System Plan Update 250,000$          -$                   -$                   -$                   -$                   -$                   -$                    -$                   -$                   326,000$           -$                    -$                    -$                   -$                   -$                   -$                   -$                    -$                   -$                   438,000$           576,000$             438,000$           
G-02 53,800$                    Reuse and Reclaimed Water Study Phase Two -$                   -$                   26,500$             27,300$             -$                   -$                   -$                    -$                   -$                   -$                   -$                    -$                    -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   53,800$               -$                   
G-03 300,300$                  Water Share of Public Works Operations Building -$                   33,000$            267,300$           -$                   -$                   -$                   -$                    -$                   -$                   -$                   -$                    -$                    -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   300,300$             -$                   
G-04 400,000$                  Water Share of Public Works Decant Facility -$                   -$                   400,000$           -$                   -$                   -$                   -$                    -$                   -$                   -$                   -$                    -$                    -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   400,000$             -$                   
G-05 990,000$                  Water Share of Public Works Operations - Site 

Development 
-$                   990,000$          -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   -$                    -$                    -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   990,000$             -$                   

G-06 6,343,000$              Water Share of Satellite Reuse Plant in Waste Water 
Basin 12 

-$                   -$                   -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   806,000$           5,537,000$        -$                   -$                   -$                   -$                   -$                    -$                   -$                   -$                   -$                      6,343,000$       

CIP Total (Future Dollars) 34,365,000$           3,250,000$      3,653,000$      1,556,850$       277,150$          858,850$          909,600$          808,150$           4,740,000$       1,290,000$       625,000$          1,227,000$        7,932,000$        948,000$          3,611,000$       346,000$          357,000$          367,000$           379,000$          390,000$          840,000$          17,969,000$       16,397,000$     
Annual Cost (Future Dollars) 1,718,000$             3,250,000$       3,653,000$       1,556,850$       277,150$           858,850$           909,600$           808,150$           4,740,000$       1,290,000$       625,000$           1,227,000$        7,932,000$        948,000$           3,611,000$       346,000$           357,000$           367,000$           379,000$           390,000$           840,000$           1,797,000$          1,640,000$       

2029 2030 2031 2018 2019 2020 2021 2032 2034 2035 2036 2037 

CIP Phasing (Future Dollars)
Short-Term Long-Term Total 

CIP Cost Estimate 2033 2022 2023 2024 2025 2026 2027 2028 
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